
Sprinkler Permits by towns within selected counties 29-Oct-12This report was printed Date Range 1/1/1990 to 10/30/2012

Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Androscoggin Androscoggin

600 Turner StreetAuburn Turner Street High Tech Fi Unoccu New NFPA 13 44 221 5/26/2007

A-1 AutoAuburn Center Street Denali Fire P Apartm New Maine Life 8 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 82 12/24/2005

Acadia National Health Auburn Rodman Road Eastern Fire Office New & Ren NFPA 13 13. 05/97 Static 92, 3947 GPM at 80 psi Dry 43 4/20/1999

Acetylene Compressing Auburn Adams Street Exte High Tech Fi Acetyle New Special Haz 61 105 static, 93 residual at 1210 gpm, 6-10-89 Wet 25 4/2/1997

Advantage Business SerAuburn Merrow Road High Tech Fi Busines Existing NFPA 13 0 6/2/1993

Akers & CryslerAuburn 1253 Hotel Road High Tech Fi Mercan Renovation NFPA 13 n/a n/a Wet 27 11/9/2004

Allied Health & Safety Auburn 1250 Turner Street Sprinkler Sys Educati Existing & n NFPA 13 17. Static 106, residual 87 at 1174 GPM, tested 07/08/87 Wet 0 3/31/1992

Androscoggin Home CaAuburn Stetson Road Sprinkler Sys Hospic New NFPA 13 5 68 static and 48 residual at 1034 gpm, 4-4-05 Dry 198 4/30/2005

Auburn Baptist ChurchAuburn 227 Poland Road High Tech Fi Church New NFPA 13 5 Static 82, residual 65 at 2825 GMP, tested 11/94 Dry 0 11/29/1994

Auburn Chiropractic CeAuburn Millet Drive High Tech Fi Office New NFPA 13 14 95 static and 83 residual at 2426 gpm, 1997. Dry 109 11/15/2004

Auburn Community CeAuburn 41-43 Second Stre High Tech Fi Commu New NFPA 13 5 Static 72, residual 30 at 1900 GPM, tested 11/21/94 Dry 0 12/22/1994

Auburn Community CeAuburn 41-43 Second Stre High Tech Fi Multip Existing & n NFPA 13 dn 72 static, 30 residual at 1900 gpm, 11-21-94 Dry 32 9/11/1997

Auburn CVSAuburn Court & Union Str Sprinkler Sys Mercan New NFPA 13 18 120 static and 95 residual at 1860 gpm, 5-20-97 Wet 99 8/31/1998

Auburn Elementary SchAuburn Maine Fire P Educati New NFPA 13 8 32 static and 16 residual at 2080 gpm, 2005.  Patterson M Wet 461 12/29/2005

Auburn EsplanadeAuburn Great Falls Plaza Atlantic Auto Busines Existing & n NFPA 13 dn Wet 65 3/17/1999

Auburn HallAuburn 34 Court Street Eastern Fire Office New NFPA 13 6 80 static and 65 residual at 1110 gpm, 4-26-02 Wet 555 8/18/2003

Auburn Home for Aged Auburn Pleasant Street Sprinkler Sys Retirem Existing & n NFPA 13 5 55 static and 45 residual at 1611 gpm, 5-23-97 Dry 198 10/31/2001

Auburn Inn, (RenovatioAuburn 1777 Washington Maine Fire P Hotel New Hydro-Pro na na Wet 168 11/7/2003

Auburn Inn, (RenovatioAuburn Washington Street Maine Fire P Hotel New Hydro-Pro 13 90 static and 70 residual at 3603 gpm, 5-23-96 Wet 386 4/10/2001
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Auburn Maintenance GAuburn Pettingill Park Roa Sprinkler Ser Mainte New NFPA 13 16 139 static and 93 residual at 1618 gpm, 10-96 Dry 95 8/6/1998

Auburn Mall, (ChristopAuburn 550 Center Street, Eastern Sprin Mercan Renovation NFPA 13 n/a n/a Wet 40 5/21/2004

Auburn Mall, (Shoe ShoAuburn Auburn Mall Eastern Fire Mercan Renovation NFPA 13 n/a n/a Wet 60 11/15/2004

Auburn ManufacturingAuburn First Flight Drive Eastern Fire Industri New NFPA 13 8 60 static, 40 residual at 3222 gpm, 6-20-95 Wet 295 7/30/1996

Auburn Plaza, (Seniors Auburn Center Street High Tech Fi Busines Renovation NFPA 13 2065 static and 55 residual at 410 gpm, 10-18-99 from 2 inc Wet 83 7/6/2000

Auburn Post OfficeAuburn Rodman Road Eastern Fire Post Of Both NFPA 13 6.4 90 static, 80 residual, 3891 gpm Wet 28 5/27/1998

Auburn Public LibraryAuburn 49 Spring Street High Tech Fi Library New NFPA 13 7 56 static and 54 residual at 658 gpm, 5-97 Wet 380 1/18/2005

Auburn WalMart Super Auburn 100 Mount Auburn Eastern Fire Mercan New NFPA 13 6.0 Date of last water test;8/1/2000; Static;68;Residual;61; Fl Dry 2139 6/5/2001

B. J. Wholesale ClubAuburn Mount Auburn Av Maine Fire P NFPA 231 8 Static 72, residual 50 at 1021 GPM, tested 03/17/95 Wet 0 4/25/1995

Bachmann IndustriesAuburn Lewiston Junction Eastern Sprin Manufa Existing & n NFPA 13 11 85 static and 70 residual at 2080 gpm, 5-21-96 Dry 53 8/22/2001

Barker Mill Arms ApartAuburn 143 Mill Street High Tech Fi Apartm Existing & n NFPA 13 67 110 static and 88 residual at 3700 gpm, 5-19-97 Wet 45 9/27/1999

Bedette Dental OfficeAuburn Mount Auburn Av High Tech Fi Dental New Maine Life 6 50 static and 25 residual at 183 gpm, 11-14-03 Wet 94 11/15/2003

Black Watch PubAuburn 82-84 Court Street Atlantic Auto Assemb New NFPA 13 9 69 static and 65 residual at 1139 gpm, 5-22-97 Wet 64 10/28/1998

BMA AndroscogginAuburn 9 Industry Way Sprinkler Sys Offices, Renovation NFPA 13 06/07/95 Static 81, 949 GPM at 43 psi Wet 98 6/3/1999

Broadview Acres RehabAuburn Broad Street Sprinkler Sys Apartm New, partial NFPA 13 dn 82 static, 29 residual at 803 gpm, 1988-1989 Wet 25 1/12/1996

C. W. HaydenAuburn Rodman Road High Tech Fi Busines Existing NFPA 13 10. Static 87, residual 75 at 2827 GPM tested 87 0 11/20/1991

C. W. HaydenAuburn 306 Rodman Road High Tech Fi Busines New NFPA 13 9 Static 87, residual 75 at 2827 GPM tested 1991 Wet 0 1/11/1995

Center Street DentalAuburn 26 Cross Street Eastern Sprin Busines Renovation NFPA 13 12 110 static and 47 residual at 3480 gpm, 5-19-97 Wet 47 10/24/2002

Central Maine OrthopaeAuburn Minot Avenue Sprinkler Sys Medica New NFPA 13 5 93 static and 80 residual at 1316 gpm, 8-6-96 Wet 459 4/13/2001

Chamberlain SchoolAuburn High Street High Tech Fi Educati New Hydro-Pro 20 50 static and 30 residual at 740 gpm, 7-31-03 Wet 149 6/17/2005

Chapman TruckingAuburn North Washington High Tech Fi Storage New NFPA 231 7 103 static, 73 residual at 1065 gpm, 6-13-89 Dry 212 11/6/1996
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Clover Living CenterAuburn 440 Minot Avenue Eastern Fire Assiste Existing NFPA 13 10 Static 90, residual 65 at 2736 GPM tested 07/01/87 0 10/27/1992

Clover Manor Nursing Auburn 440 Minot Avenue Eastern Fire Nursing Existing NFPA 13 46 Static 90, residual 65 at 2736 GPM, Wet 0 4/17/1991

CMCC, (Residence HallAuburn Turner Street High Tech Fi Residen New NFPA 13R 9 Water test on 5-16-07 gave 58 static and 50 residual. 257 9/16/2006

CMTC DormsAuburn 1250 Turner Street Sprinkler Sys Dormit New NFPA 13 6 66 static and 58 residual at 966 gpm, 4-14-03 Dry 227 5/12/2003

CMTC Learning CenterAuburn Turner Street Eastern Fire Educati New NFPA 13 7.0 Date of Last Water test; 10/23/01; Static Pressure; 75; Re Wet 180 11/10/2001

Colonial Ridge CommuAuburn Hardscrabble Road Denali Fire P 34 1/15/2005

Colonial Ridge CondomAuburn East Hardscrabble Denali Fire P Residen New NFPA 13R 5 44 static and 43 residual at 950 gpm, 8-5-05 Wet 210 9/27/2005

Colonial Ridge CondomAuburn East Scrabble Roa Denali Fire P Residen New NFPA 13R 5 50 static and 43 residual at 2300 gpm, 5-23-96 Wet 128 6/11/2005

Concord InsuranceAuburn 572 Kittyhawk Av Eastern Fire Boat Re New NFPA 13 15 70 static and 59 residual at 3085 gpm, 5-22-98 Wet 154 1/5/2006

Consolidated Counters Auburn 1130 Minot Avenu Eastern Fire Storage New NFPA 231 7 77 static, 15 residual at 1655 gpm, 6-96 Wet 260 2/11/1997

Cote Corporation 1996 Auburn Hotel Road Eastern Fire Storage New additio NFPA 231 5.6 89 static, 45 residual at 920 gpm, 4-29-96 Dry 218 6/10/1996

Court Street Family PraAuburn 871 Court Street High Tech Fi Health Existing & n NFPA 13 27 95 static and 70 residual at 2000 gpm, 8-01-96 Dry 90 12/28/2004

Court Street Senior HouAuburn Court Street High Tech Fi Elderly New Maine Life 14 Static 60, residual 45 at 178 GPM tested 05/04/93 Wet 0 8/24/1993

CV Finer FoodsAuburn 176 First Flight Dri Dean & Ally Food Pr New NFPA 13 15 65 static and 54 residual at 3085 gpm, 5-22-96 Wet 420 4/23/2001

CV Finer Foods, (OfficeAuburn First Flight Drive Dean & Ally Office Existing & n NFPA 13 13 65 static and 54 residual at 3085 gpm, 8-00. Peerless boos Wet 68 10/22/2001

CW HaydenAuburn Rodman Road High Tech Fi Storage New NFPA 13 24 79 static and 67 residual at 4680 gpm, 1997. Pump rated Wet 247 10/21/2002

Dollar TreeAuburn Center Street Denali Fire P Mercan Renovation NFPA 13 8 53 static and 25 residual at 1611 gpm, 7-16-96 Wet 103 11/9/2005

Donald Rossignol ResidAuburn 49 Hillcrest Ave Northern Htg Residen New System NFPA 13D 4 8 6/21/2012

Eagle PropertiesAuburn 670 Turner Street High Tech Fi Bank / New NFPA 13 Static 76, residual 59 at 1062 GPM, tested 05/12/95 Wet 113 6/14/1995

East Auburn SchoolAuburn Pettingill Road High Tech Fi Educati New NFPA 13 5 81 static and 50 residual at 1224 gpm, 6-98 Dry 441 4/27/2000

Edward Little High SchAuburn Auburn Heights Eastern Fire Educati New NFPA 13 8 60 static, 48 residual at 243 gpm, 5-1-97, and Peerless 4P Wet 298 6/17/1997
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Edward Little HouseAuburn Main Street Sprinkler Sys Office New Maine Life 8 Monarch ACE 500-SD 5hp pump rated at 40 gpm at 65 p Wet 52 5/7/2005

Emerson ToyotaAuburn 946 Center Street High Tech Fi Mercan New NFPA 13 8 95 static and 39 residual at 2942 gpm, 7-29-97 Wet 166 7/16/2003

Emerson Toyota, (AdditAuburn 946 Center Street High Tech Fi Mercan Existing & n NFPA 13 12 Drain test 4/6/07 gave 88 static and 68 residual. 36 3/9/2007

Enefco InternationalAuburn 1130 Minot Avenu Eastern Fire Storage Existing & n NFPA 131C 14 77 static and 15 residual at 1655 gpm, 6-96 Wet 142 5/11/1999

Evergreen SubaruAuburn 762 Center Street High Tech Fi Auto D New NFPA 13 6 85 static and 37 residual at 2563 gpm, 1996, then 79 stati Dry 232 9/12/2005

Fairview Elementary ScAuburn Minot Avenue High Tech Fi Educati New NFPA 13 5 87 static, 62 residual at 1300 gpm, 8-7-96 Wet 687 2/28/1997

Falcon RuleAuburn First Flight Drive Eastern Fire Wood P New NFPA 231C 9 73 static and 56 residual at 3289 bpm, 5-22-96 Wet 515 1/6/2000

Farm Credit of MaineAuburn 615 Minot Avenue High Tech Fi Office New NFPA 13 46 95 static and 83 residual at 2426 gpm, 7-10-97. Pump ratWet 318 10/3/2003

Fiber Recycle FacilityAuburn 586 Lewiston Junc Northstar Fir Mill New NFPA 13 8 Static 84, residual 70 at 2000 GPM Wet 0 8/31/1994

Florian's MarketAuburn Main Street Eastern Fire Mercan Existing & n NFPA 13 10. Static 65, residual 47 at 2311 GPM tested 07/02/93 Dry 7/19/1993

Formed Fiber TechnoloAuburn Allied Road Eastern Fire Fiber St Existing & n NFPA 13 13 90 static and 69 residual at 3721 gpm, 5-21-97 Wet32 12/16/2004

Future Guard, (2nd FlooAuburn Merrow High Tech Fi Office Renovation NFPA 13 n/a n/a Wet 100 4/22/2004

Gates FibreAuburn 10 Washington Str Sprinkler Sys Rack St New NFPA 231C 5 90 status and 69 residual at 3721 gpm, 5-21-97 Wet 1269 2/22/1999

Gates Formed FibreAuburn Washington Street Sprinkler Sys Recycli Existing NFPA 13 14 Static 90, residual 70 at 1360 GPM, tested 1992 Wet 0 5/30/1995

Gates Formed FibreAuburn Washington Street Sprinkler Sys Manufa New & exist NFPA 13 14 Static 86, residual 70 at 1360 GPM tested 10/92 Wet 0 11/13/1992

Gates Formed Fibre ProAuburn P. O. Box 1300 Eastern Fire Industri Existing & n NFPA 13 13. Static 85, residual 64 at 1204 GPM, tested 06/02/93 Wet 0 6/30/1993

Gates Formed Fibre, (MAuburn Washington Street Eastern Sprin Product New NFPA 13 25 90 static and 70 residual at 3721 gpm, 5-21-97 Wet 36 2/1/2002

General Electric, (PlatinAuburn Poland Road Eastern Fire Plating Existing & n NFPA 13 11 88 static and 75 residual at 1178 gpm, 6-4-99 Wet 177 6/22/2001

Goff BuildingAuburn One Auburn Cente Automatic S Office Existing NFPA 13 None Given Wet 0 11/2/1993

Good Shepherd Food BAuburn Hotel Road Sprinkler Sys Food St New NFPA 231 5 90 static and 20 residual at 2080 gpm, 5-21-96 Dry 509 2/6/2001

Hampshire Street ApartAuburn Hampshire Street Eastern Fire Apartm New NFPA 13R 11 63 static and 58 residual at 1010 gpm, 4-27-04 Wet 75 5/26/2004

4



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Hilton Garden InnAuburn Route 4 & 202 Eastern Fire Hotel New NFPA 13 6 80 static and 65 residual at 1110 gpm, 4-26-02 Wet 557 10/17/2002

Home DepotAuburn Mount Auburn Av Eastern Fire Buildin New NFPA 13 & 47 11/18/97 Static 67, 2200 GPM at 24 psi / Peerless 6AEF1 Wet 1671 6/1/1999

Hoyts CinemasAuburn Auburn Plaza Eastern Fire Assemb Existing None Given 0 10/17/1990

JB Brown Warehouse AAuburn Rodman Road Sprinkler Sys Roll pa New NFAP 231F 5 87 static and 66 residual at 3028 gpm, 5-8-98 Wet 452 5/23/2001

Jo-Ann FabricsAuburn Center Street High Tech Fi Mercan Existing NFPA 13 13 Static 81, residual 66 at 1155 GPM, tested 1987 Wet 0 4/22/1992

John F Murphy HomeAuburn 800 Center Street High Tech Fi New Maine Life 37 95 static and 39 residual at 2942 gpm, 7-29-97 Wet 98 3/17/2003

John F. Murphy SchoolAuburn Falcon Drive High Tech Fi Educati New System Maine Life 8 29 7/26/2012

K-MartAuburn Center Street Eastern Fire Mercan Existing NFPA 13 12 Static 109, residual 89 at 1404 GPM tested 06/89 Wet 0 5/9/1994

L & A Compositing FacAuburn Penley Corner Roa Sprinkler Sys Manufa Existing NFPA 1312 Peerless Pump 500 GPM at 84.86 psi Dry 0 9/25/1992

Lake Street SchoolAuburn Lake Street High Tech Fi Educati New NFPA 13 10 65 static and 60 residual at 658 gpm, 7-96 Wet 144 7/27/2000

Lamey WellehamAuburn Turner Street High Tech Fi Mercan New NFPA 13 6 67 static and 28 residual at 2791 gpm, 7-96 Dry 157 3/17/2005

Lapointe Industries, (PhAuburn First Flight Drive Eastern Fire Manufa New NFPA 13 7 60 static and 40 residual at 3222 gpm, 6-20-95 Wet 74212/15/2000

Lechter'sAuburn Auburn Mall High Tech Fi Mercan Existing NFPA 13 Static 84, residual 73 at 1165 GPM, tested 06/89 0 5/19/1992

Lepage Bakery, (AdminAuburn Auburn Business P High Tech Fi Busines New NFPA 13 5.8 75 static, 40 residual at 558 gpm, 6-6-91 Dry 305 10/2/1996

Longhorn SteakhouseAuburn Maine Fire P Restaur New NFPA 13 28 91 static and 75 residual at 1300 gpm, 2005 Wet 108 11/19/2005

Louis Chevrolet, (Phase Auburn 946 Center Street High Tech Fi Car De New NFPA 13 25 95 static and 39 residual at 2942 gpm. 7-29-97 Wet 106 12/17/2002

Louis Chevrolet, (Phase Auburn 946 Center Street High Tech Fi Office/ New NFPA 13 19 95 static and 39 residual at 2942 gpm, 7-29-97 Wet 315 5/10/2003

Lowes of AuburnAuburn Mt. Auburn Avenu Eastern Fire Mercan New NFPA 13 4 71 static and 53 residual at 2080 gpm, 1-6-04. Patterson 8 Dry 1766 7/7/2004

Maine Family Credit UnAuburn Minot Avenue High Tech Fi Storage Renovation NFPA 13 11 90 static and 71 residual at 1300 gpm, 8-6-96. Pump rate Wet 50 5/4/2002

Maine OxyAuburn Adams Street Exte High Tech Fi Manufa New NFPA 13 13 105 static and 74 residual at 1300 gpm, 6-10-97 Wet 255 3/6/2002

Maine OxyAuburn Adams Street Exte High Tech Fi Acetyle New NFPA 13 19 105 static and 74 residual at 1300 gpm, 6-1997 Wet 31 1/1/2005

5



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Martindale Country CluAuburn Martindale Road Eastern Fire Assemb Existing NFPA 13 5 Static 54, residual 40 at 943 GPM tested summer of 1988 Dry 0 4/7/1993

MauricesAuburn Center Street High Tech Fi Mercan Renovation NFPA 13 14 84 static and 48 residual at 3051 gpm, 8-26-98 Wet 36 9/12/2003

Mechanics Row ParkingAuburn Mechanics Row Eastern Fire Parking New NFPA 14 18 Manual dry charged by local fire dept pumper truck. Dry 0 4/22/2002

Medical Office BuildingAuburn 190 Stetson Road Sprinkler Sys Office New NFPA 13 5 62 static and 12 residual at 1973 gpm, 5-20-97 Wet 147 2/10/2003

Merrill SchoolAuburn 116 Western Aven High Tech Fi School Existing NFPA 13 5 Static 46, residual 21 at 683 GPM Dry 0 9/7/1994

Michael'sAuburn 600 Center Street High Tech Fi Mercan Renovation NFPA 13 dn dna Wet 22 6/27/1995

Mid Maine Waste ActioAuburn Goldwaithe Road Sprinkler Sys Industri Existing NFPA 13R 0 2/21/1991

Millett/Potvin Realty, (Auburn 155 Center Street Eastern Sprin Busines Renovation NFPA 13 dn 115 static and 105 residual at 2" main drain test, 4-10-00 Dry 110 5/4/2000

MMWACAuburn 1 Goldthwaite Roa Eastern Fire Recycli New NFPA 13 18 Peerless GAE14G pump rated at 1500 gpm at 80 psi Wet 50 6/4/2002

Morgan's Auto Supply -Auburn Center Street Eastern Fire Mercan New NFPA 13 10 103 static, 53 residual at 1200 gpm, 6-96 Wet 152 12/4/1996

Morrison & SylvesterAuburn 1175 Minot Avenu Eastern Fire Office New NFPA 13 9 Static 82, residual 43 at 949 GPM, tested 07/88 & 1993 Wet 0 3/1/1994

Morrison & SylvesterAuburn Minot Avenue Eastern Fire Office New additio NFPA 13 Addition to existing system Wet 0 1/10/1995

Morse BrothersAuburn West Hardscrabble Eastern Fire Repair New NFPA 13 10 87 static and 20 residual at 1500 gpm, 5-20-97 Dry 305 10/10/2000

Motor Home CenterAuburn Washington Avenu High Tech Fi Repair New NFPA 13 7 98 static and 80 residual at 949 gpm, 5-97 Wet 240 2/19/2003

Munroe InnAuburn 123 Pleasant Aven Simplex Grin Bed & New NFPA 13R 3.8 47 static and 27 residual at 1740 gpm Wet 77 4/18/2000

Munroe Inn, (Carriage Auburn 123 Pleasant Aven Simplex Grin Residen Existing & n NFPA 13R 9 47 static and 27 residual at 1740 gpm, 8-13-96 Wet 37 5/4/2000

Murphy FoundationAuburn Bradman Road High Tech Fi Busines Existing Maine Life 62 Static 110, residual 73 at 1096 GPM Wet 0 1/15/1993

Murphy Foundation, IncAuburn Minot Avenue High Tech Fi Busines Existing NFPA 13 Static 70, residual 32 at 652 GPM Dry 0 9/19/1991

Murphy Group HomeAuburn 124 Northern Aven High Tech Fi Group New Maine Life 36115 static, 98 residual at 3260 gpm, ? Wet 42 2/20/1996

Murphy HomeAuburn Old Danville Road High Tech Fi Group New Maine Life 5 Gould Pump Model NPE Wet 42 12/7/1995

Murphy HouseAuburn Hotel Road High Tech Fi Group Existing Maine Life 34 Static 82, residual 38 at 919 GPM Wet 0 1/15/1993
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NAPA Auto, (Sign StorAuburn Center Street Sprinkler Sys Mercan Renovation NFPA 13 5 95 static and 65 residual at 300 gpm, 2-11-03 Wet 38 8/18/2003

Ness Oil AdditionAuburn 249 Washington St Eastern Fire Storage New NFPA 13 9 Static 91, residual 71 at 3331 GPM, tested summer 87 Dry 41 8/3/1995

Ninety-five Main Street,Auburn 95 Main Street Eastern Fire Storage Existing & n NFPA 13 na 52 static and 43 residual at 920 gpm, 10-4-85 Wet 20 3/5/2003

Oak Street ApartmentAuburn Oak Street High Tech Fi Maine Life 13 Peerless Pump 1 1/2 hp, tank and pump Wet 0 2/8/1994

Odd FellowsAuburn 309 Fairview Aven Eastern Fire Busines Existing & n NFPA 13 9 Static 58, residual 40 at 1806 GPM, tested 07/89 Wet 0 11/18/1992

Odd Fellows Home DiniAuburn Fairview Avenue Eastern Fire Assemb Renovation NFPA 137 65 static and 47 residual at 823 gom, 5-11-00 Wet 34 6/20/2000

Office MaxAuburn Union Street Sprinkler Ser Mercan New NFPA 231C 12 121 static and 102 residual at 1973 gpm, 5-11-99 Wet 168 6/28/1999

One-hundred-nine DaviAuburn 109 Davis Road High Tech Fi Boardin Existing NFPA 13 None Given Dry 0 1/31/1992

P & G TambrandsAuburn 2879 Hotel Road Eastern Fire Manufa New NFPA 13 12. GM Diesel pump 4061AZ rated at 1000 gpm at 100 psi Wet 426 8/13/1999

P&G Tambrands 2012 aAuburn 2847 Hotel Road Eastern Fire Manufa New System NFPA 1328 513 10/24/2012

P&G Tambrands WarehAuburn Hotel Road Eastern Fire Wareho Existing & n NFPA 13 21 322 3/16/2011

Pac-Sun SwimwearAuburn Route 4, Auburn Eastern Sprin Mercan Renovation NFPA 13 n/a n/a Wet 42 4/21/2005

Paine IncenseAuburn Kittyhawk Avenue Eastern Fire Busines Existing & n NFPA 13 7 Static 85, residual 56 at 1585 GPM Wet 0 10/3/1991

Panera BreadAuburn Turner St. Eastern Fire Restaur New System NFPA 13 10. 46 8/23/2012

Parts of AmericaAuburn Center Street High Tech Fi Mercan Renovation NFPA 13 dn 55 static from inspection by EJE on 5-9-96 Wet 82 11/20/1995

Patroni Oxford Mutual IAuburn Harriman Drive High Tech Fi Busines Existing NFPA 13 10.Static 75, residual 40 at 558 GPM Wet 0 2/28/1991

Paul Berry GarageAuburn 33 Industry Avenu Sprinkler Sys School New & Ren Maine Life 5 Static 81, residual 43 at 949 GPM, tested 06/07/95 Wet 224 6/28/1995

Pep Boys, (Auburn)Auburn 285 Center Street Sprinkler Sys Mercan New NFPA 13 15 104 static, 55 residual at 3700 gpm, 6-6-97 Wet 214 4/27/1998

Performance PaintingAuburn Omni Circle Eastern Fire Industri Existing NFPA 13 5.0 Static 79, residual 68 at 1126 GPM Wet 0 10/13/1993

Performance PaintingAuburn Omni Circle Eastern Fire Paintin New NFPA 13 6 80 static and 68 residual at 1230 gpm, 2-27-96 Wet 93 8/20/1998

Performance Painting CAuburn 63 Omni Circle Eastern Fire Industri Existing & n NFPA 13 9 80 static, 68 residual at 1230 gpm, 2-27-96 Wet 56 3/8/1996
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Pettengill Park Ice RinkAuburn Pettengill Park Eastern Fire Assemb Existing & n NFPA 13 10 Static 139, residual 93 at 1618 GPM, tested 06/89 Dry 0 6/22/1993

Pioneer Plastics Press 8Auburn Pionite Road Sprinkler Sys Manufa New NFPA 13 30 Peerless Pump 2000 GPM at 125 psi Wet 0 12/21/1994

Pizza HutAuburn Auburn Plaza Eastern Fire Restaur Existing NFPA 13 Relocating existing sprinklers for new ceiling layout Wet 0 9/11/1991

Powertel Marketing GroAuburn 121 Mill Street High Tech Fi Busines Renovation NFPA 13 59 100 static and 95 residual at 800 gpm, 6-12-00 Wet78 6/20/2000

Pre-Hung DoorsAuburn 353 Riverside Driv Sprinkler Sys Storage Existing & n NFPA 13 dn 71 static and 21 residual at 3139 gpm, 1996 Dry 46 10/20/2001

Procter & Gamble TambAuburn Hotel Road Eastern Fire Manufa Renovation NFPA 13 12 Patterson pump rated at 2000 gpm at 140 psi Wet 76 7/21/2001

Proctor & Gamble TamAuburn Old Hotel Road Eastern Fire Storage Renovation NFPA 1323 67 static and 30 residual at 2200 gpm, 11-18-97 Wet 0 10/13/2001

Provider Financial PhasAuburn 306 Rodman Road High Tech Fi office s Renovation NFPA 13 28 25 6/21/2012

Refurbed SuppliesAuburn First Flight Dr. Eastern Fire Office Renovation NFPA 13 4/30/2012

Regis Hairstyle SalonAuburn Auburn Mall Eastern Sprin Hair Sa Renovation NFPA 13 n/an/a Wet 30 6/11/2005

Remax Office BuildingAuburn 195 Center Street Sprinkler Sys Busines New 12 98 4/2/2006

Riley MedicalAuburn 27 Wrights Landin Eastern Fire Manufa New NFPA 13 16 88 static and 85 residual at 1080 gpm, 6-3-04 Wet 130 6/30/2004

Riverpark ApartmentsAuburn 5 Main Street High Tech Fi Apartm New NFPA 13R 10 Static 72, residual 56 at 1900 GPM, tested 11/21/4 Wet 0 12/6/1994

Riverpark IIAuburn Court & Main Stre Sprinkler Sys Mercan New NFPA 13 5 90 static and 74 residual at 2040 gpm, 9-27-04 Wet 179 10/11/2004

Ruby TuesdayAuburn Mount Auburn Pla Sprinkler Sys Restaur New NFPA 13 20 82 static and 38 residual at 3014 gpm, 7-18-96 Wet 53 1/15/2006

Safe Handling MMA TrAuburn Twin Road Eastern Fire Chemic New Special Haz 6 90 static and 70 residual at 3309 gpm, 6-10-96 Foa 19 6/9/2003

Safe Handling, (Safe CeAuburn Rodman Road Eastern Fire Storage New NFPA 231 8 88 static, 70 residual at 3085 gpm, 6-10-96 Wet 323 8/26/1996

Safe Handling, Inc., (20Auburn Rodman Road Eastern Fire Storage New NFPA 13 8 90 static and 70 residual at 3309 gpm, 6-10-96 Wet 598 10/21/2004

Sarah Frye HomeAuburn 751 Washington St Sprinkler Sys Health Existing & n NFPA 13 dn 88 static, 67 residual at 2668 gpm, 6-7-96 Dry 65 7/10/1996

savage safe handling offAuburn Rodman rd. Eastern Fire office Renovation NFPA 13 16 48 9/24/2012

Schooner EstatesAuburn 200 Stetson Road High Tech Fi Elderly Existing & n NFPA 13R 5 60 static and 50 residual at 392 gpm, 7-94 Dry 525 1/27/1999
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Seltzer & RydholmAuburn 191 Merrow Drive Eastern Fire Busines New NFPA 13 34 Static 90, residual 62 at 3340 GPM tested 09/21/90 Wet 0 4/20/1995

Seltzer & Rydholm IncoAuburn Merrow Road Eastern Fire Busines Existing & n NFPA 13 5Static 90, residual 62 at 3440 GPM tested 09/21/90 Wet 0 7/6/1993

Seltzer & Rydholm, (ESAuburn 191 Merrow Road Eastern Fire Manufa Renovation NFPA 135 87 static and 80 residual at 1320 gpm, 8-1-03 Wet 0 8/19/2003

Service MerchandiseAuburn 730 Center Street Sprinkler Sys Retail s New NFPA 13 None Given Wet 0 10/18/1990

Shaw's Mall, (Canopy)Auburn Center Street High Tech Fi Canopy New NFPA 13 24 Date of Last water Test; 5/01/97; Static Pressure;84 Resid Dry 58 8/22/2001

Shaw's RemodelAuburn Center Street High Tech Fi Mercan Existing & n NFPA 13 10 78 static and 33 residual at 3139 gpm, 1991 Dry 808 4/4/2001

Sherwood Heights ElemAuburn Sherwood Heights Eastern Fire Educati New NFPA 13 5 72 static, 57 residual at 1210 gpm, 10-2-96 Wet 610 10/29/1996

Sparks FitnessAuburn Rodman Road Eastern Fire Busines Renovation NFPA 13 dn 92 static, 79 residual at 3880 gpm, 1987 Wet 26 9/24/1996

Spurwink HouseAuburn Danville Road Eastern Fire NFPA 13D 10 Peerless Pump, Model PE 150c, 26 GPM at 46 psi 0 2/7/1995

Spurwink SchoolAuburn Danville Road Eastern Fire Educati New NFPA 13 17 Peerless Pump, Model 8MAF, 250 GPM at 40 psi Dry 0 8/22/1994

St Dominic Regional HiAuburn Gracelawn Road Sprinkler Sys School New NFPA 13 6 37 static and 20 residual at 1860 gpm, 7-16-96. Armstron Dry 637 2/6/2001

St Louis RectoryAuburn Second Street Eastern Fire Rectory New NFPA 13R 20 80 static and 24 residual at 446 gpm, 4-10-2002 Wet 97 4/22/2002

Superior CarriersAuburn Kittyhawk Avenue High Tech Fi New NFPA 13 15 Static 83, residual 70 at 2522 GPM Wet 157 9/21/1995

SW & B ConstructionAuburn First Flight Drive Eastern Fire Busines New NFPA 13 5 60 static, 40 residual at 3222, 6-29-97 Wet 114 10/21/1997

TambrandsAuburn Hotel Road Eastern Fire Industri Renovation NFPA 13 dn 89 static, 45 residual at 920 gpm, 4-29-96 Wet 597 6/24/1996

TambrandsAuburn Hotel Road High Tech Fi Mercan Existing NFPA 13 18. Static 135, residual 100 at 1311 GPM - Booster Pump Wet 011/20/1991

TambrandsAuburn Hotel Road Eastern Fire Mercan Existing NFPA 13 None Given Wet 0 5/13/1993

TambrandsAuburn Hotel Road Eastern Fire Industri Existing NFPA 13 1000 GPM at 100 psi Wet 0 1/6/1994

Tambrands HVAC MezAuburn Hotel Road Eastern Fire HVAC New NFPA 13 32 Pump rated at 2000 gpm at 140 psi. Dry 74 5/14/2005

TAMBRANDS MEZZ Auburn 2879 HOTEL RO Eastern Fire WARE Renovation NFPA 13 59 5/10/2012

TAMBRANDS WAREAuburn Hotel Road Eastern Fire Wareho NFPA 13 11 245 7/13/2011
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Tambrands Warehouse-Auburn Hotel Road Eastern Fire Wareho New NFPA 13 17 195 7/13/2011

Tambrands, (2002 PumAuburn Hotel Road Eastern Fire Pump New NFPA 20 dn Patterson 8x6 YS pump rated at 2000 gpm at 140 psi Wet 0 6/19/2002

Tambrands, (Chiller PlaAuburn Hotel Road Eastern Fire Mechan Existing & n NFPA 13 30 Peerless pump rated at 2000 gpm at 140 psi Wet 20 11/8/2003

Tambrands, (Electrical Auburn Hotel Road Eastern Fire Electric Existing & n NFPA 13 87 Patterson YS Horizontal Diesel pump rated at 2000 gpm a Prea 10 3/19/2001

Tambrands, (Mailroom)Auburn Hotel Road Eastern Fire Mailroo Existing & n NFPA 13 63Patterson pump rated at 2000 gpm at 140 psi Wet 31 10/6/2003

Tambrands, (MezzanineAuburn Hotel Road Eastern Fire Manufa New NFPA 13 54 Patterson YS pump rated at 2000 gpm at 140 psi Wet 31 10/28/2002

Tambrands, (MezzanineAuburn Hotel Road Denali Fire P Offices Renovation NFPA 13 28 Paterson 8x6YS pump rated at 2000 gpm at 140 psi Wet 67 5/21/2005

Tambrands, (Mezzinine Auburn Hotel Road Eastern Fire Manufa New NFPA 13 25 Patterson YS pump rated at 2000 gpm at 140 psi Wet 47 1/29/2003

Tambrands, (Staff SuppAuburn Hotel Road Eastern Fire Busines New NFPA 13 37 GM Diesel 4061A2 Pump rated at 1000 gpm at 100 psi, Wet 103 4/29/1997

Tambrands, Chiller PlanAuburn Hotel Road Eastern Fire Mechan New NFPA 13 41 GM Diesel  4061A2 pump rated at 1000 gpm at 100 psi Wet 19 2/7/1997

Tambrands, Proctor & Auburn Old Hotel Road Eastern Fire Manufa Renovation NFPA 231C 12 67 static and 30 residual at 2200 gpm, 11-18-97 Wet 0 5/11/2000

Taylor Brook ApartmenAuburn Court Street Eastern Fire Apartm Existing NFPA 13R None Given Wet 0 6/26/1990

TGI Friday'sAuburn Turner Street High Tech Fi Restaur New NFPA 13 112 10/14/2006

Thomas Moser Cabinet Auburn Kittyhawk Avenue Eastern Fire Manufa New NFPA 231 16 Static 83, residual 70 at 1076 GPM, tested summer 89 Wet 0 8/4/1994

Thomas Moser, (2005 AAuburn Kittyhawk Avenue Eastern Fire Furnitu Renovation NFPA 13 18 82 static and 77 residual at 1230 gpm, 8-22-05 Wet 192 9/16/2005

Three-hundred Eighty-fiAuburn 385 Rodman Road High Tech Fi Office New NFPA 13 11 92 static and 80 residual at 3947, 5-01 Wet 258 10/8/2004

Tire WarehouseAuburn Stevens Mill Road Eastern Fire Tire Sal New NFPA 231D 795 static and 70 residual at 4160 gpm, 8-1-96 Dry 142 2/2/2000

Tony Lapore ApartmentAuburn 24 Gamage Avenu Denali Fire P Apartm New Maine Life 5 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 49 9/27/2005

Town Fair Tire Retail StAuburn 707 Turner Street Robert Ceppi Mercan New NFPA 13 27 143 6/7/2010

Turner Street Mall, (BuiAuburn Turner Street High Tech Fi Comme New NFPA 13 15 55 10/1/2007

Turner Street Mall, (BuiAuburn Turner Street High Tech Fi Comme New NFPA 13 17 77 10/1/2007
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Twenty-Four Spring StrAuburn Spring Street Eastern Fire Apartm Existing Maine Life 5 Peerless Pump, Model EP 503, 100 GPM at 50 psi Wet 57 4/27/1992

Twenty-three Spring StrAuburn Spring Street Eastern Fire Apartm Existing Maine Life 5 Peerless Pump, 100 GPM at 50 psi Wet 0 4/17/1991

Union Camp AdditionAuburn Washington Avenu Eastern Fire Manufa New additio NFPA 13 None Given Wet 0 10/30/1990

United Ambulance ServAuburn Rodman Road Sprinkler Sys Ambula New Maine Life 5 85 static and 77 residual at 3549 gpm, 1-8-97 Wet 25 10/20/2000

Valetone CleanersAuburn River View Plaza High Tech Fi Cleaner New NFPA 13 6 Static 144, residual 88 at 1399 GPM, tested 11/21/94 Dry 011/29/1994

Village Inn Restaurant, Auburn 165 High Street High Tech Fi Restaur New NFPA 13 106 12/24/2007

W. D.  MatthewsAuburn Center Street Eastern Fire Industri Existing & n NFPA 13 13 119 static, 72 residual at 949 gpm, 1988 Wet 8/16/1994

Wal-MartAuburn 100 Mt Auburn Av High Tech Fi Mercan Existing & n NFPA 13 7 65 static and 60 residual at 475 gpm, 7-2001. Pump rated Wet 21 5/10/2003

Wal-MartAuburn Mount Auburn Av Eastern Fire Mercan New NFPA 13 6 Static 90, residual 58 at 2600 GPM, tested 08/13/91 Wet 0 9/1/1992

Walton SchoolAuburn Mary Carroll Street Sprinkler Sys School Addition of Maine Life 5+ 284 7/31/2012

Washburn SchoolAuburn Lake Auburn Aven High Tech Fi Educati New NFPA 13 19 111 static and 85 residual at 740 gpm, 7-23-96 Wet 499 3/21/2001

WELLNESS CONNECAuburn 33 OMNI ST. Eastern Fire AGRIC Addition of NFPA 13 6 58 8/24/2012

Western Maine TranspoAuburn 26 Merrow Road, ( High Tech Fi Office New NFPA 13 26 89 static and 81 residual at 1285 gpm, 11-2-05 Wet 14511/22/2005

Whited Truck CenterAuburn Hotel Road High Tech Fi Garage New NFPA 13 14 66 static and 55 residual at 3773, 5-31-96 Wet 207 2/28/2001

Whited Truck Center, (Auburn Hotel Road High Tech Fi Repair Existing & n NFPA 13 7 80 psi static and 75 psi residual at 462 gpm, 5-4-01. Wet 38 1/29/2003

Whites HangerAuburn Airport Access Ro High Tech Fi Airplan New NFPA 13 6 67 static and 60 residual at 3471 gpm, 1996 Dry 164 1/4/2005

YMCAAuburn Turner Street High Tech Fi Assemb Existing NFPA 13 7 Static 70, residual 60 at 920 GPM, tested 01/95 Wet 0 3/30/1995

Zampell RefractoriesAuburn First Flight Drive Eastern Fire Offices New NFPA 13 12. Date of last Water test; 11/08/00; Static Pressure;65; Resi Wet 226 8/25/2001

Uplift AugustaAuburn1 Lamson Road High Tech Fi Group New Hydro-Pro 6 Static Presure; 47.6; Residual Pressure;42 Flow in GPM; Wet 28 12/3/2001

Bagley House Bed & BrDurham Route 136 High Tech Fi Bed & New Maine Life 5 Pump Wet 34 7/1/1998

Durham HouseDurham Smith Farm Road High Tech Fi Residen New NFPA 13D 5 Gould NPE/1st  1.5 hp pump. 35 static and 33 residual at Wet 31 10/7/2003
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Greene Central SchoolGreene Main Street Sprinkler Sys Educati Existing & n Hydro-Pro 6 Monarch 500SD pump rated at 40 gpm at 65 psi Wet 131 8/13/2004

RAFTS Group HomeGreene West Main Street High Tech Fi Group Hydro-Pro 18 Gould Pump 1 1/2 HP rated at 48 GPM at 33 PSI Wet 0 4/11/1995

DFD Russell Medical CLeeds Churchill Road Denali Fire P Medica New Maine Life 25 Goulds pump rated at 60 gpm at 86 psi Wet 110 5/25/2005

Goodwill Assisted LivinLeeds Quaker Ridge Roa Freedom Fire Dwellin New Maine Life 5 Gould pump rated at 50 gpm at 45 psi Wet 0 5/9/2003

Leeds TransitionalLeeds Route 106 High Tech Fi Group New Maine Life 5 Gould NPE 2ST pump rated at 46 gpm at 36 psi with stor Wet 51 8/21/2000

Rural Community ActioLeeds 81 Church Hill Ro Maine Fire P Living New System Maine Life 11. 40 10/3/2012

140 Canal StreetLewiston 140 Canal Street High Tech Fi office s Renovation NFPA 13 44 5/23/2012

287 Main Street, (4th FlLewiston 287 Main Street High Tech Fi Hospita Renovation NFPA 13 6-26-07 test shows 85 static and 65 residual. 40 6/1/2007

Aaron's FurnitureLewiston 816 Lisbon Street Eastern Fire Mercan Renovation NFPA 13 n/a n/a Wet 86 5/21/2005

ACS Building, (Old AmLewiston 40 East Avenue High Tech Fi Office Renovation NFPA 13 Test on 3-14-07 shows 70 static and 60 residual. 163 4/5/2007

Andover CollegeLewiston Lisbon Street Dean & Ally Busines Renovation NFPA 13 n/a96 static and 84 residual at 2657 gpm, 1994 Wet 10112/30/2003

Androscoggin Home HeLewiston Strawberry Avenue Sprinkler Sys Health New NFPA 13 5.5 07/24/92 Static 63, 1260 GPM at 55 psi Wet 0 8/19/1992

Androscoggin Savings Lewiston Lisbon Street High Tech Fi Offices, New NFPA 13 None Given Wet 0 8/24/1993

Arbor HouseLewiston Main Street Sprinkler Sys Apartm Renovation NFPA 13 dn 75 static and 64 residual at 400 gpm from 2" main drain t Wet 48 11/29/2001

ArmoryLewiston Central Avenue Eastern Fire Armory Existing NFPA 13 9.802/03/94 Static 95, 386 GPM 46 psi Wet 0 3/17/1994

Atlantis DevelopmentLewiston 6 Atlantis Way Eastern Fire Busines New NFPA 13 None Given Wet 0 10/30/1990

Auburn Savings BankLewiston Orange Street Sprinkler Sys Bank New NFPA 13 7 92 static and 78 residual at 1424 gpm, 1996 Wet 118 7/7/2004

Bank NorthLewiston 6 Atlantis Way High Tech Fi Storage Existing & n NFPA 13 6 65 static and 55 residual at 1200 gpm, 3-5-02 Prea29 11/20/2002

Bank North, (Computer Lewiston 6 Atlantis Way High Tech Fi Office New NFPA 13 24 65 static and 55 residual at 1200 gpm, 3-5-02 Prea 29 10/2/2004

Banknorth-Sparetime RLewiston Mollison Drive Sprinkler Sys Office Renovation NFPA 13 585 static and 65 residual at 400 gpm, 6-11-04 Wet 50 2/15/2005

Bates AcademyLewiston Andrews Road Eastern Fire Classro New NFPA 13 5 Static 57, Residual 54 at 836 GPM tested 06/19/96 Wet 918 4/21/1998

12



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Bates Coffee HouseLewiston 32 Frye Street Eastern Fire Restaur New Hydro-Pro 6 61 static, 55 residual at 2408 gpm, 8-17-94 Wet 72 7/25/1997

Bates CollegeLewiston 227 College Street High Tech Fi Dormit New NFPA 13 8 65 static, 60 residual at 835 gpm, 6-14-96 Dry 71 8/20/1996

Bates CollegeLewiston Andrews Road Eastern Fire Educati New NFPA 13 12 Static 95, 1275 GPM at 78 psi Dry 218 8/2/1991

Bates College - Dana CLewiston Andrews Road Eastern Fire Laborat New additio NFPA 13 Static 62, 510 GPM at 14 psi Dry 13 5/29/1992

Bates College Dining FaLewiston 136 Central Avenu High Tech Fi Kitchen New NFPA 13 5 95 static and 85 residual on drain test 1-21-08. 670 3/9/2007

Bates College GymLewiston Campus Avenue High Tech Fi Assemb New NFPA 13 14 1988 Static 75, 1055 GPM at 70 psi Dry 167 6/1/1993

Bates College Merrill GLewiston 141 Russell St. Eastern Fire Gym/Fi New System NFPA 138 416 6/7/2012

Bates College Steam PlaLewiston Russell Street High Tech Fi Steam New NFPA 13 7 Last Water test 04/11/94 95 Static, Residual 92 at 1300 G Wet 95 10/24/1995

Bates College Underhill Lewiston Russell Street Eastern Fire Assemb Existing NFPA 13 10.06/24/93, Static 95, 1300 GPM at 90 psi Dry 0 4/25/1994

Bates College, (Dana CLewiston Andrews Road Eastern Fire Busines Existing & n NFPA 137 91 static and 60 residual at 1160 gpm, 8-20-98 Dry 389 11/22/1999

Bates College, (Dunn HLewiston Mountain Avenue High Tech Fi Apartm New NFPA 13R 8 52 static and 46 residual at 1267 gpm, 8-94 Wet 62 2/28/2001

Bates College, (Ladd LiLewiston Campus Avenue Eastern Fire Library Renovation NFPA 13 899 static and 95 residual at 1320 gpm Prea 600 8/6/1998

Bates College, (Ladd LiLewiston Campus Avenue Eastern Fire Library Existing & n NFPA 13 dn 99 static and 95 residual at 1320 gpm Prea 23 7/24/2000

Bates College, (ResidenLewiston Mountain Avenue High Tech Fi Dormit New NFPA 13 6 726 1/1/2007

Bates College, MaintenaLewiston Russell Street Eastern Fire Busines Existing & n NFPA 13 5.8 95 static, 92 residual at 1300 gpm, 6-24-93 Wet319 12/16/1996

Bates MillLewiston Lincoln Street High Tech Fi Office New NFPA 13 56 107 static and 98 residual at 3008 gpm, 1994 Wet 534 10/25/2004

Bates Mill #3, (TD BanLewiston Chestnut Street High Tech Fi Office Renovation n/a n/a 190 3/14/2006

Bates Mill BleacheryLewiston 35 Canal Street High Tech Fi Industri Existing & n NFPA 13 12 110 static, 100 residual at 1194 gpm, 1996 main drain tes Wet 127 5/6/1996

Bates Mill LoftsLewiston 35 Canal Street High Tech Fi Residen Addition of NFPA 13 12 793 4/27/2012

Bates Mill, (Bank NorthLewiston 35 Canal Street High Tech Fi Office Existing & n NFPA 13 dn dna Wet 593 2/13/2002

Bates Mill, (Bldg 3), (PLewiston Lincoln Street Sprinkler Sys Busines Renovation NFPA 135 108 static and 98 residual at 2430 gpm, 8-8-00 Wet 717 8/17/2000
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Bates Mill, (Wing #2, PLewiston Lincoln Street High Tech Fi Office New 14 321 5/26/2007

Bates Mill, (Wing 2 StoLewiston Lincoln Street High Tech Fi Mercan New NFPA 13 14 166 11/7/2006

Bates St. Senior HousinLewiston Bates Street High Tech Fi Apartm New NFPA 13R 17 80 static and 73 residual at drain test on 2-13-08. 228 10/1/2007

Bates Street CommunityLewiston 292 Bates Street & High Tech Fi Commu New Hydro-Pro 21 79 static and 67 residual at 1060 gpm, 9-1994 Wet 19512/26/2002

Bill Johnson Insurance Lewiston Middle & Main Str Eastern Fire Office Existing NFPA 13 None Given Wet 0 7/6/1993

Bowling LanesLewiston Lewiston Raceway Eastern Fire Assemb New NFPA 13 None Given Wet 0 10/18/1990

Brann & IsaacsonLewiston Main Street Eastern Fire Busines Renovation NFPA 13 dn dna Wet 21 6/27/2002

Brann & Isaacson Law Lewiston 184 Main Street High Tech Fi Office Renovation NFPA 13 38 9/19/2007

Bureau of Motor VehiclLewiston Mollison Way High Tech Fi Busines New NFPA 13 18 75 static and 59 residual at 2431 gpm, 10-19-94 Wet 92 6/20/2000

Business Service CenterLewiston 415 Lisbon Street High Tech Fi Office New NFPA 13 13 Water info from 2" main drain test on existing riser. 201 8/11/2006

Butler BrothersLewiston Lisbon Road Eastern Fire Office Renovation NFPA 13 dn 75 static and 60 residual at 1256 gpm, 7-22-94 Wet 37 12/31/2002

Butler BrothersLewiston Lisbon Road Eastern Fire Mercan New NFPA 231C 9 75 static and 60 residual at 1256 gpm, 7-24-94 Wet 686 2/14/2000

Car WorksLewiston Fireslate Road High Tech Fi Storage New NFPA 13 5.4 10/24/94 Static 95, 1244 GPM at 56 psi Dry 375 9/8/1995

CardiacLewiston 300 Main Street High Tech Fi Storage Renovation NFPA 1322 72 static and 68 residual at 440 gpm, 7-31-03 Wet 47 10/6/2003

Carol Ann's Day CareLewiston Route 202 Eastern Fire Day Ca New Maine Life 7 Goulds GT20 pump rated at 40 gpm at 52 psi Wet 37 7/14/1998

Carriage House PlusLewiston Lisbon Street Sprinkler Sys Mercan Renovation NFPA 13 n/a n/a Wet 24 8/11/2004

Central Distributors 200Lewiston Foss Road Eastern Fire Beer & New NFPA 13 9 75 static and 53 residual at 1100 gpm, 6-22-05 Wet 336 6/25/2005

Central Maine Civic CeLewiston 190 Birch Street High Tech Fi Assemb New NFPA 13 6 70 static and 67 residual at 787 gpm, 9-20-00 Dry 640 10/16/2000

Central Maine HealthcaLewiston 29 Lowell Street High Tech Fi Office New NFPA 13 24 82 static and 73 residual at 1253 gpm, 1996 Wet 110 12/31/2001

Central Maine HealthcaLewiston 29 Lowell Street High Tech Fi Office Renovation NFPA 13 dn dna Wet 0 12/31/2000

Chalet MotelLewiston 1243 Lisbon Street Eastern Fire Hotel New NFPA 13 6 66 static, 58 residual at 2486 gpm, 7-26-94 Wet 88 11/22/1996
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Chalet MotelLewiston Lisbon Street Sprinkler Sys Hotel Renovation NFPA 13 dn 66 static and 58 residual at 2486 gpm, 7-26-94 Dry 67 11/15/1999

Chalet MotelLewiston Lisbon Street Eastern Fire Motel Existing NFPA 13 None Given Dry 0 10/19/1990

Chase Hall-Bates CollegLewiston Campus Ave Eastern Fire Offices, New and Re NFPA 13 7.9 233 8/24/2012

Clifford BuildingLewiston Main Street Sprinkler Sys Apartm Existing NFPA 13 25 Static 75, 1215 GPM at 68 psi Wet 0 9/11/1991

CMMC Ambulatory CaLewiston Main Street High Tech Fi Busines Renovation NFPA 13 dn dna Wet 34 2/7/1997

CMMC Catheter LabsLewiston High Street Sprinkler Sys Hospita Renovation NFPA 13 68 static and 60 residual at 1278 gpm, 3-26-02. Armstron Wet 31 11/9/2004

CMMC Conference CenLewiston 12 High Street Sprinkler Sys Confere Renovation NFPA 13dn 69 static and 64 residual at 2556 gpm, 1994 Wet 35 2/6/2002

CMMC Medical Office Lewiston High Street Sprinkler Sys Medica New NFPA 13 16 68 static and 60 residual at 1278 gpm, 3-26-02. Armstron Dry 1048 5/6/2002

CMMC Surgery PracticLewiston 12 High Street Sprinkler Sys Medica Renovation NFPA 13 dn dna Wet 75 10/20/1999

CMMC, (287 Main StreLewiston 287 Main Street High Tech Fi Medica Renovation NFPA 13 22 75 static and 70 residual at 1233 gpm, 6-97 Wet 232 6/18/2001

CMMC, (Bariatric PractLewiston 10 High Street High Tech Fi Hospita Existing NFPA 13 30 4/25/2007

CMMC, (Cardiac Out-PLewiston 300 Main Street Sprinkler Sys Hospita Renovation 5 150 4/2/2006

CMMC, (Endoscopy)Lewiston Main Street Sprinkler Sys Hospita Renovation NFPA 13 5 69 static and 64 residual at 2556 gpm, 1994 Wet 161 2/1/2002

CMMC, (Garden/WaitiLewiston 300 Main Street Sprinkler Sys Hospita Renovation NFPA 13 5 68 static and 60 residual at 1278 gpm, 2002 Wet 75 1/13/2006

CMMC, (Gift & Coffee Lewiston High Street Sprinkler Sys Hospita Renovation NFPA 13 n/a68 static and 60 residual at 1278 gpm, 3-26-02. Armstron Wet 14 2/16/2005

CMMC, (Physicians OfLewiston Hammond Street High Tech Fi Office Renovation NFPA 13 3668 static and 60 residual at 1278 gpm, 3-26-02. Pump rat Wet 116 7/21/2003

DEMPSEY CENTERLewiston 29 LOWELL ST. Eastern Fire OFFIC Renovation NFPA 13 64 7/16/2012

Department of Human SLewiston Main Street Sprinkler Sys Office New & Ren NFPA 13 dn 81 static and 76 residual at 1350 gpm, 10-23-01 Wet 42011/18/2001

Department of Human SLewiston 198-200 Main Stre Sprinkler Sys Office Existing NFPA 13 None Given Wet 0 10/18/1990

Department of LaborLewiston Mollison Way High Tech Fi Busines New NFPA 13 31 75 static and 59 residual at 2431 gpm, 10-19-94 Wet 145 10/22/1998

Department of Mental HLewiston Mollison Way High Tech Fi Busines New NFPA 13 5 75 static and 59 residual at 2431 gpm, 10-19-94 Wet 95 9/21/1998
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Diamond Phoenix CorpLewiston Cottage Road Eastern Fire Metal F New NFPA 13 6 45 static and 39 residual at 1068 gpm, 8-4-99 Wet 858 9/1/1999

Dingley BuildingLewiston Oak Street & Bates Sprinkler Sys Office Existing & n NFPA 13 9 85 static and 80 residual at 2362 gpm, 1994 Dry 317 9/10/2003

Dingley School BuildinLewiston Oak Street Eastern Sprin Offices Existing NFPA 13 10 85 static and 80 residual at 2362 gpm, 8-2-94 Wet 41 11/30/1998

Dominican CourtLewiston 56 Birch Street High Tech Fi Housin Existing & n NFPA 13R 23 75 static and 67 residual at 1014 gpm, 10-23-03 Wet 225 10/28/2003

Elmet Technologies, (DiLewiston 1560 Lisbon Road Eastern Fire Manufa New NFPA 13 6 85 static and 75 residual at 1210 gpm, 1985 Wet 47 1/15/2005

Emergency Vehicle of Lewiston Foss Road High Tech Fi Repair New NFPA 13 12 72 static and 62 residual at 1210 gpm, 1997 Wet 166 4/12/2005

F. R. Lepage Bakery AdLewiston Cedar Street Sprinkler Sys Busines New additio NFPA 13 2.7 Static 93, 1420 GPM at 87 psi 0 2/28/1991

Farwell Elementary SchLewiston 84-110 Farwell Str High Tech Fi Educati New NFPA 13 7 594 9/18/2006

Federal Express PackagLewiston Alfred Plourde Par Eastern Fire Packag New NFPA 13 12 60 static and 55 residual at 1185 gpm, 6-2-05 Dry 291 6/11/2005

Flagship CinemaLewiston Lisbon Street High Tech Fi Movie Renovation NFPA 13 21 75 static and 70 residual at 799 gpm, 8-19-97 Wet 38312/24/1999

Frye SchoolLewiston Ash Street High Tech Fi Apartm New NFPA 13R 7 66 static and 59 residual at 1491 gpm, 8-94 Wet 376 2/16/2001

FW Webb, (Showroom)Lewiston 9 Forrestall Street High Tech Fi Mercan Renovation NFPA 13 n/a n/a Wet 20 11/19/2005

Geiger BrothersLewiston Mount Hope Aven High Tech Fi Existing Static 97, 680 GPM at 30 psi 0 5/12/1994

Geiger BrothersLewiston Mount Hope Road High Tech Fi Storage Renovation NFPA 231C 13. 94 static, 84 residual at 2857 gpm, 7-94 Wet 300 1/17/1996

Geiger Brothers New MLewiston Mount Hope Aven High Tech Fi Storage New NFPA 13 Wet 28 9/8/1995

Gendron Warehouse ExLewiston 2 Gendron Drive Eastern Fire Office/ Addition of NFPA 13 8.4 47 6/5/2012

Genesis BuildingLewiston 200 College Street High Tech Fi Living New Maine Life 17 70 static and 65 residual at 2620 gpm, 1994 Wet 50 3/27/2003

Gladu MallLewiston 475 Pleasant Street High Tech Fi Mercan New NFPA 13 None Given Dry 0 6/21/1990

Goodyear Distribution Lewiston Gendron Road Sprinkler Sys Storage New NFPA 13 22 60 static and 55 residual at 1185 gpm, 6-05. Patterson 6x Wet 1156 11/30/2005

Gosselin-Dubord-RabasLewiston 86 Lisbon Street Sprinkler Sys Busines New NFPA 13 90 static, 85 residual at 2" main drain test, 1996 Wet 65 1/24/1997

Greater Androscoggin HLewiston Strawberry Avenue High Tech Fi Animal New NFPA 13 7 191 8/9/2006
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Harley's R - USLewiston 839 Main Street High Tech Fi Mercan Existing NFPA 13 17 Date of last water test;10-01; Static; 55; Residual; 40;  Fl Wet 58 10/9/2001

Harleys R UsLewiston 839 Main Street High Tech Fi Mercan Existing & n NFPA 13 10 55 static and 40 residual at 1130 gpm, 10-9-01 Wet 88 4/4/2003

Harleys R Us, (BuildingLewiston 839 Hogan Road High Tech Fi Wareho New NFPA 13 8 55 static and 40 residual at 1130 gpm, 10-9-01 Wet 212 10/25/2004

Highland Spring PlazaLewiston 18 Highland Sprin Sprinkler Sys Mercan New NFPA 13 None Given Dry 0 10/30/1990

Hillview Community CeLewiston Hillview Avenue Sprinkler Sys Assemb New NFPA 13 12. 1994  Static 102, 1440 GPM at 72 psi Wet 0 8/2/1994

Hope Haven Gospel MisLewiston Lincoln Street Eastern Fire Housin New NFPA 13 9 102 static and 88 residual at 2191 gpm, 11-9-00 Dry 195 11/29/2000

Husson CollegeLewiston 27 Park Street High Tech Fi Educati Existing NFPA 13 None Given Wet 0 8/20/1991

ICT, (Building 4)Lewiston Falcon Drive High Tech Fi Busines New NFPA 13 5 75 static and 59 residual at 2431 gpm Wet 134 1/20/1999

Interurban Office BuildiLewiston Bates Street Eastern Fire Busines New NFPA 13 15 82 static and 77 residual at 2620 gpm, 8-94 Wet 282 9/27/1999

Interurban, (2nd Floor RLewiston Middle Street Eastern Fire Office Renovation NFPA 13 1782 static and 77 residual at 2620 gpm, 8-94 Wet 70 1/15/2001

Janet P. Barret / Bed & Lewiston 52 Ware Street High Tech Fi Bed & New Maine Life 7 1994 Static 63, 1541 GPM at 47 psi / Gould NPE 1st 40 Wet 52 5/10/1999

John F. Murphy SchoolLewiston Main Street High Tech Fi Educati New NFPA 13 15 62 static and 47 residual at 1244 gpm, 1994 Dry 200 7/2/2004

John ManvilleLewiston Lexington Street Sprinkler Sys Office Existing & n n/a 38 6/6/2006

Kids PeaceLewiston 35 Westminster Str Sprinkler Sys Office New NFPA 13 8 74 static and 70 residual at 1300 gpm, 1994 Wet 60 11/19/2004

Kora Temple, (Elevator Lewiston 11 Sabattus Street Sprinkler Sys Busines Existing & n NFPA 13 5 75 static and 70 residual at 1244 gpm, 1994 Dry 76 7/31/2000

L & A HeelLewiston Westmunster Stree High Tech Fi Busines New NFPA 13 12. Static 70, 1001 GPM at 67 psi Wet 0 7/22/1993

L. F. C. Power SystemsLewiston 96 Lincoln Street Sprinkler Sys Cooling New NFPA 13 None Given Delu 0 10/30/1990

L. L. BeanLewiston Main Street Sprinkler Sys Mercan Existing NFPA 13 Static 94, 1480 GPM at 80 psi Wet 0 8/19/1992

L/A College OccupationLewiston Westminster Street Eastern Fire Educati New NFPA 13 6.809/13/94 Static 65, 2301 GPM at 55 psi Wet 72 6/29/1995

LePage BakeryLewiston Cedar Street Sprinkler Sys Loadin New NFPA 13 7 93 static, 81 residual at 2274 gpm, 7-26-94 Wet 152 3/20/1997

Lepage BakeryLewiston Cedar Street Eastern Fire New Br New NFPA 13 6 96 static and 90 residual at 1087 gpm, 7-12-94 Wet 110 12/17/1998
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Lepage Bakery-2001 AdLewiston Lisbon Street Sprinkler Sys Bakery Existing & n NFPA 13 5 87 static and 84 residual at 1500 gpm, 10-24-01 Wet570 10/31/2001

Levers Day CareLewiston Lewiston Raceway High Tech Fi Day Ca New NFPA 13 11 75 static and 59 residual at 2431 gpm, 10-19-94 Wet 84 12/31/1999

Lewiston City HallLewiston Pine Street Sprinkler Sys Offices, Existing NFPA 13 1972 Static 90, 4425 GPM at 20 psi Dry 0 10/2/1991

Lewiston CrossingLewiston East Avenue Sprinkler Sys Mercan New NFPA 13 5 56 static and 53 residual at 1130 gpm, 2002 Wet 128 12/11/2004

Lewiston District CourtLewiston Lisbon St. Lewisto High Tech Fi Court H New NFPA 13 16 Date of last Water test; 1994; Static; 94 Residual; 84; Flo Wet 670 5/23/2001

Lewiston Family PracticLewiston 76 High Street High Tech Fi Office Renovation NFPA 13 15 74 static, 66 residual, 825 gpm Wet 329 5/23/1998

Lewiston High School, (Lewiston East Avenue High Tech Fi Educati Renovation NFPA 13 75 125 static and 115 residual at 570 gpm, 5-13-03 from 2" Wet 78 7/12/2003

Lewiston High School, (Lewiston East Avenue Denali Fire P Educati Renovation NFPA 13 56 84 static and 75 residual at 1453 gpm, 1996 Wet 65 8/19/2005

Lewiston Junior High SLewiston Central Avenue Sprinkler Sys Educati Existing NFPA 13 None Given Wet 0 1/6/1992

Lewiston Mall, (Kennel Lewiston 20 East Avenue, L Eastern Sprin Mercan Renovation NFPA 13 n/a n/a Wet 100 10/25/2004

Lewiston PediatricsLewiston Mollison Way Sprinkler Sys Medica New NFPA 13 6 75 static and 59 residual at 1186 gpm, 1997 Wet 231 3/25/2005

Lewiston Public LibraryLewiston 200 Lisbon Street High Tech Fi Library Existing & n NFPA 13 16 80 static and 75 residual at 1169 gpm, 9-1-04 Wet 203 9/14/2004

Lewiston Public LibraryLewiston Lisbon Street Sprinkler Sys Assemb New NFPA 13 15 85 static, 78 residual at 1321 gpm, 8-2-94 Wet 382 5/6/1996

Lewiston Sun JournalLewiston 104 Park Street High Tech Fi Newspa New NFPA 13 72 static and 65 residual at 1245 gpm Wet 188 11/6/2001

Little Blessing Child CaLewiston 646 Main Street High Tech Fi Child C New Hydro-Pro 5 60 static, 50 residual at 2336 gpm, 1994 Wet 90 6/4/1998

Maine Bucket CompanyLewiston Fireslate Place Sprinkler Sys Wood P New NFPA 13 7 95 static, 45 residual at 980 gpm, 5-97 Wet 238 12/23/1997

Maine Cardiology/WGLewiston 198 Main Street Sprinkler Sys Office Renovation NFPA 13 na 95 static and 87 residual at a drain test 1-5-01 Wet 65 9/17/2003

Maine Public BroadcastLewiston 1450 Lisbon Street Sprinkler Sys Busines New NFPA 13 10 73 static, 56 residual at 1087 gpm, 1992 Wet 48 12/2/1997

Maine Public BroadcastLewiston 1450 Lisbon Street High Tech Fi Busines New NFPA 13 8 65 static and 55 residual at 1138 gpm, 6-94 Wet 186 8/30/1999

Maple Street Town HouLewiston Maple Street Dean & Ally Residen New NFPA 13R 54 96 static and 91 residual at 1491 gpm, 8-6-03 Wet 18 11/15/2003

Maple Street Town HouLewiston Maple Street Dean & Ally Residen New NFPA 13R 10 96 static and 91 residual at 1491 gpm, 8-6-03 Wet 130 10/3/2003
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Maple Street TownhousLewiston Maple Street Dean & Ally Residen New NFPA 13R 9 96 static and 91 residual at 1491 gpm, 8-6-03 Wet 95 9/11/2003

Marshwood Nursing CeLewiston Roger Street Eastern Fire Health Existing & n NFPA 136 98 static, 84 residual at 1482 gpm, 9-21-94.  New data sh Dry 171 7/12/1996

Mary's PlaceLewiston 88 Oxford Street Eastern Fire Group New Maine Life 6 Gould GT 20 pump rated at 50 gpm at 49 psi Wet 98 9/15/2003

McMahan SchoolLewiston 151 N Temple Stre Maine Fire P School Existing & n NFPA 13 131 7/25/2012

McMahon School AdditLewiston 151 North Temple Sprinkler Sys School Addition of NFPA 13 5+ 171 10/24/2012

McMahon School, (AddLewiston 151 North Temple High Tech Fi Residen New NFPA 13R 29 59 7/22/2007

Medaphis Office BuildiLewiston 729 Main Street Eastern Fire Office Existing NFPA 13 7.0 Spring 1994, Static 80, 2600 GPM at 63 psi Wet 0 4/19/1995

Medaphis Office BuildiLewiston 729 Main Street Eastern Fire Office Existing NFPA 13 6.9 Spring 1994, Static 80, 2600 GPM at 63 psi Wet 0 4/20/1995

Medical Management ofLewiston Lewiston Fairgrou Eastern Fire Offices, Existing NFPA 13 9.4 08/07/90 Static 60, 259 GPM at 52 psi 0 5/20/1991

Medical Office BuildingLewiston High Street Sprinkler Sys Offices, Existing NFPA 13 6.9 04/26/93 ? , Static 62, 1250 GPM at 58 psi Wet 0 2/15/1994

Medical Office BuildingLewiston 12 High Street Sprinkler Sys Busines Renovation NFPA 136 62 static, 58 residual at 1250 gpm, 4-26-93 Wet 121 9/23/1997

Montello HeightsLewiston College Street Simplex Grin Elderly New NFPA 13 18 10/24/94 Static 96, 1311 GPM at 74 psi Wet 638 9/28/1995

Montello Heights, (PhasLewiston College Street Eastern Fire Nursing Existing & n NFPA 13 10 96 static and 74 residual at 1311 gpm, 10-24-94 Dry 421 3/25/2000

Murphy HomeLewiston 58 Sargent Avenue High Tech Fi Home f New Maine Life 12100 static and 80 residual at 1453 gpm, 1994 Wet 55 9/3/1999

Murphy HouseLewiston Hogan Street High Tech Fi Residen Existing NFPA 13R None Given Wet 0 11/14/1990

New Beginnings, (436 Lewiston 436 Main Street Dean & Ally Residen New NFPA 13R 12 58 static and 50 residual at 1210 gpm, 11-2-04 Wet 116 1/1/2005

New Beginnings, (491 Lewiston 491 Main Street Dean & Ally Residen New NFPA 13R 5 58 static and 50 residual at 1210 gpm, 11-2-04 Wet 66 3/13/2005

New Beginnings, (597 Lewiston 597 Main Street Dean & Ally Residen New NFPA 13R 8 58 static and 50 residual at 1210 gpm, 11-2-04 Wet 66 3/13/2005

New Residence CompleLewiston Campus Avenue Eastern Fire Educati New NFPA 13 7.4 07/30/92 Static 92, 1370 GPM at 82 psi Dry 0 9/21/1992

North American Family Lewiston 98 Russell Street High Tech Fi Offices, Existing Maine Life 5 Pump - Burks Wet 0 2/10/1992

Northeast BankLewiston Canal Street Dean & Ally Office New NFPA 13 7 96 static and 84 residual at 2657 gpm, 1994 Wet 220 2/23/2005
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Off Track BettingLewiston Mollison Way High Tech Fi Betting New NFPA 13 25 171 11/2/2007

Office BuildingLewiston 99 Campus Avenu Sprinkler Sys Offices, New NFPA 13 14. 05/31/94, Static 89, 1149 GPM at 38 psi Wet 0 6/21/1994

Outpatient Therapy CenLewiston 618 Main Street Sprinkler Sys Medica Existing Hydro-Pro21. Static 72, 1840 GPM at 57 psi Wet 0 6/9/1992

Oxford NetworksLewiston Lisbon Street Dean & Ally Office Existing & n NFPA 13 2596 static and 84 residual at 2657 gpm, 1994 Wet 17312/23/2003

Palian LoftLewiston 49 Lisbon St. 4th fl Residential F Residen Renovation NFPA 13 95 8/20/2012

Pecks - L.L. BeanLewiston 184 Main Street Sprinkler Sys Retail New NFPA 13 23 94 static and 80 residual at 1480 gpm, 8-14-92 Wet 48 9/8/1995

Penmor LithographersLewiston 8 Lexington Street Sprinkler Sys Lithogr New NFPA 13 5.065 static, 47 residual, 3908 gpm @ 20 psi Wet 211 6/11/1998

Peoples HeritageLewiston Main Street Eastern Fire Offices, Existing NFPA 13 Has existing sprinkler system - New heads to the central " Wet 0 3/1/1994

People's Heritage BankLewiston Chestnut Street High Tech Fi Busines New NFPA 13 5 100 static, 90 residual at 1288 gpm, 8-94 Wet 504 12/23/1997

People's Heritage BankLewiston 6 Atlantis Way Eastern Fire Busines New NFPA 13 Static 88, 1010 GPM at 75 psi Wet 0 7/8/1991

Pine Street HousingLewiston 73 Pine Street High Tech Fi Handic Renovation NFPA 13 29Drain test 09/05/95, Static 80, 988 GPM at 75 psi Dry 130 10/30/1995

Pinette Funeral homeLewiston Alfred A Ploudre P Sprinkler Sys Funeral New NFPA 13 10 191 9/9/2006

Promenade Mall, (BookLewiston Lisbon Street High Tech Fi Mercan Renovation NFPA 13 dn 75 static, 70 residual at 799 gpm, 7-27-95 Wet 220 10/7/1996

Promenade Mall, (Pet StLewiston Lisbon Road High Tech Fi Mercan Existing & n NFPA 13 dn 75 static, 70 residual at 799 gpm, 2" main drain test 7-27- Wet 192 10/6/1997

Renaissance SchoolLewiston Campus Avenue High Tech Fi Educati New NFPA 13 5 84 static, 71 residual at 1087 gpm, 8-17-94 Wet 159 10/24/1997

River StreetLewiston 30 River Street Sprinkler Sys Apartm Existing Hydro-Pro24. February 1990, Static 104, 792 GPM at 50 psi Wet 0 4/25/1994

River Valley ApartmentLewiston 69 Tall Pines Drive Dean & Ally Commu New NFPA 13 9 90 static and 80 residual at 1200 gpm, 4-15-04 Dry 74 5/6/2004

Rocken RobinsLewiston Lisbon Street High Tech Fi Night C Renovation NFPA 13 dn2" main drain test, 75 static and 70 residual, 5-18-01 Wet 140 7/18/2001

Ron Coulombe Adult FaLewiston 63 Fair Street High Tech Fi Adult F New Maine Life 18 100 static and 95 residual at 1186 gpm, 9-22-94 Wet 4010/19/1998

Schaeffer TheaterLewiston College Street High Tech Fi Theater Existing & n NFPA 13 5 65 static and 55 residual at 430 gpm, 8-9-02 Wet 22 9/21/2002

Schott's HarleyLewiston Main Street Atlantic Auto Showro New NFPA 13 8.8 1994 Static 62, 1292 GPM at 50 psi Wet 165 5/12/1999
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Shapird Hearing Aid CeLewiston 33 Bushey Circle High Tech Fi New Maine Life 5 Goulds NPE1ST, UL, 40 GPM at 30 psi Wet 15 11/20/1997

Shaw's Plaza Center, (DLewiston 1035 Lisbon Street Simplex Grin Mercan Renovation NFPA 13 10 65 static and 57 residual at 500 gpm, 10-6-03 Wet 194 5/28/2004

Shaw's, (Lewiston)Lewiston East Avenue High Tech Fi Mercan New NFPA 13 12 56 static and 53 residual at 1130 gpm, 11-7-02 Dry 750 11/20/2002

Sisters of Charity, (PowLewiston Campus Avenue High Tech Fi Power Existing & n NFPA 13 dn dna 44 4/27/2000

Southern Gateway ParkiLewiston Lisbon Street Dean & Ally Parking New nfpa 14 n/a Dry standpipe Dry 0 6/11/2005

Sparetime RecreationLewiston Lewiston Raceway Eastern Fire Assemb New additio NFPA 13 73 static, 60 residual at 1160 gpm 0 6/5/1991

St Andre's HomeLewiston 188 Sabattus Street Eastern Fire Group New NFPA 13D 6 Gould GT-20 pump rated at 40 gpm at 53 psi Wet 53 9/12/2003

St Marys Family HousinLewiston Oxford Street High Tech Fi Apartm New NFPA 13R 5 110 static and 90 residual at 1100 gpm, 1994. 95 static an Wet 236 5/8/2002

St Mary's Family HousiLewiston Oxford Street High Tech Fi Apartm Existing & n NFPA 13R63 110 static and 90 residual at 1100 gpm, 1994 Wet 242 3/6/2002

St Mary's Hospital CardLewiston Campus Avenue Sprinkler Sys Hospita Renovation NFPA 13 na 84 static and 71 residual at 1087 gpm, 1999 Wet 19 4/18/2003

St Mary's Hospital, (4th Lewiston Sabattus Street High Tech Fi Hospita Existing NFPA 13 114 9/4/2007

St Marys Medical CenteLewiston Golder Road High Tech Fi Hospita New NFPA 13 08/17/94, Static 85, 1300 GPM at 75 psi Wet 89 9/26/1995

St Mary's Regional MedLewiston Campus Avenue High Tech Fi Hospita New NFPA 13 dn dna Wet 50 6/22/2001

St Mary's, (ICU RenovaLewiston 45 Golder Street High Tech Fi Hospita Existing & n NFPA 13 22 83 static and 74 residual at 990 gpm, 11-18-03 Wet 77 11/19/2003

St. Mary's Hospital - F Lewiston Campus Avenue High Tech Fi Hospita Existing NFPA 13 None Given Wet 0 8/29/1990

St. Mary's Medical CentLewiston Sabattus Street Sprinkler Sys Office New NFPA 13 5 81 static and 74 residual at 1087 gpm, fall, 1994 Wet 348 9/30/1999

St. Mary's Medical CentLewiston Campus Avenue High Tech Fi Offices, New NFPA 13 10 85 static, 75 residual at 1300 gpm, 8-17-94 Wet 178 5/10/1997

St. Mary's Regional MeLewiston Campus Avenue High Tech Fi Hospita New NFPA 13 91 static and 75 residual at 1177 gpm, 1990 Wet 0 5/18/1992

StaplesLewiston Lisbon Street Eastern Fire Mercan Renovation NFPA 13 5.2 Fall of 1993, Static 70, 1826 GPM at 60 psi Wet 0 5/17/1994

The ColiseeLewiston Birch Street High Tech Fi Office Existing & n NFPA 13 53 80 static and 69 residual at 440 gpm, 2004 Dry 111 9/17/2004

The Public TheatreLewiston 31 Maple Street High Tech Fi Theatri Renovation NFPA 13 22 9/24/2012
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Thirty-one River StreetLewiston 31 River Street Eastern Fire Apartm Existing Hydro-Pro40. 1990 Static 104, 500 GPM at 75 psi Wet 0 10/28/1993

Three hundred ninety-oLewiston 391 Lisbon Street High Tech Fi Boardin New Hydro-Pro 5 51 static and 49 residual at 56 gpm. Tank & pump Wet 104 10/10/2003

Tri County Mental HealLewiston Bartlett Street High Tech Fi Office New NFPA 13 22 281 5/29/2006

Tri-County Mental HealLewiston Lisbon Street High Tech Fi Health New & exist NFPA 13 None Given Wet 0 8/24/1993

Tri-County Mental HealLewiston 80 Strawberry Ave Eastern Fire Office New NFPA 13 14 85 static and 22 residual at 730 gpm, 3-31-03 Wet 141 5/7/2003

Twentyfour Old Lisbon Lewiston 24 Old Lisbon Roa High Tech Fi Health Existing & n NFPA 13 dn dna Wet 39 6/19/2000

Twenty-two Park StreetLewiston 22 Park Street High Tech Fi Residen New & Ren NFPA 13 3590 static and 85 residual at 470 gpm, 2005 from 2" main Wet 371 2/23/2005

United Parcel ServiceLewiston Lewiston-Auburn Eastern Fire Busines New Factory Mut None Given Wet 0 10/19/1990

University of Maine at Lewiston 51 Westminster Str High Tech Fi College Existing & n NFPA 13 9 65 static and 55 residual at 2301 gpm, 8-94 Wet 218 4/11/2001

USM, (L/A College, NeLewiston Westminister Stree High Tech Fi Busines New NFPA 13 13 Test gave 75 psi. 119 3/9/2007

VIPLewiston Lisbon Street High Tech Fi Auto D Renovation NFPA 13 14 96 static and 89 residual at 2760 gpm, 1994 Wet 279 3/11/2004

VIP Warehouse AdditioLewiston Lexington Street Sprinkler Sys Loadin Existing & n NFPA 13 10 65 static and 47 residual at 2382 gpm, 1994 Wet75 10/30/2000

Wal-Mart Distribution Lewiston 327 Goddard Road S. A. Comun Wareho New NFPA 13 6 Aurora 8-481-21A pump rated at 2500 gpm at 140 psi Dry 2E+04 12/9/2004

WestsideLewiston 618 Main Street High Tech Fi Busines New Hydro-Pro 6 72 static and 50 residual at 295 pgm, 11-98 Wet 151 1/11/2000

White Rock DistributorsLewiston 21 Saratoga Street High Tech Fi Busines New additio NFPA 13 10. 1989, Static 72, 1140 GPM at 58 psi Wet 0 11/29/1994

Whiterock DistilleriesLewiston Saratoga Street High Tech Fi Manufa New NFPA 13 & 6.1 1988 Static 72, 1300 GPM at 58 psi Wet 0 10/29/1992

Wholesale DepotLewiston Mount Auburn Av Maine Fire P Mercan New NFPA 231C None Given Wet 0 10/18/1990

WILLIS OF MAINELewiston 150 MILL STREE Freedom Fire OFFIC Addition of NFPA 13 58 7/10/2012

Wolf Eye AssociatesLewiston 249 Main Street High Tech Fi Busines New NFPA 13 5 75 static, 70 residual at 2477 gpm, 8-11-94 Dry 307 11/4/1996

Candlewick Furniture GLisbon Lisbon Street High Tech Fi Mercan New NFPA 13 12 68 static and 48 residual at 1155 gpm, 1998 Wet 748 4/22/2002

Dingley PressLisbon 119 Lisbon Street Automatic S Busines Existing NFPA 2315.0 1990, Static 70, 1216 GPM at 52 psi Wet 0 4/22/1994
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Dingley Press, (2002 AdLisbon 119 Lisbon Road Sprinkler Sys Paper S Existing & n NFPA 13 5 68 static and 48 residual at 1113 gpm, 7-29-98. Peerless p Wet 1270 6/27/2002

Dingley Press, (2006 AdLisbon 119 Lisbon Road Sprinkler Sys Binary Existing & n NFPA 13 5 118 6/2/2006

Farwell MillLisbon Route 136 Eastern Fire Mill Existing NFPA 13R 43. 10/09/92 Static 79, 875 GPM at 65 psi 0 5/18/1995

Farwell MillLisbon Route 136 Eastern Fire Mill Existing NFPA 13R 48. 10/09/92 Static 74, 875 GPM at 65 psi Wet 0 5/2/1995

Farwell MillLisbon Route 136 High Tech Fi Retail Renovation NFPA 13R 17 05/17/94 Static 80, 1099 GPM at 75 psi Wet 0 12/2/1994

Farwell MillLisbon Route 136 High Tech Fi Busines Existing NFPA 13R 15. Static 72, 1010 GPM at 36 psi Wet 0 6/6/1994

Farwell Mill Retail SectiLisbon Route 196 High Tech Fi Furnitu Renovation NFPA 13 None Given Wet 30 5/26/1995

Farwell Mill, (D SectionLisbon Route 196 High Tech Fi Apartm New NFPA 13R 20 80 static, 75 residual at 1099 gpm, 5-17-94, taken from 2 Wet 283 2/14/1998

Floor SystemsLisbon 85 Lisbon Street High Tech Fi Mercan New NFPA 13 15 68 static and 48 residual at 1155 gpm, 1998 Wet 41 6/13/2005

Food City Plaza, (Phase Lisbon 692 Lisbon Road Sprinkler Sys Mercan New NFPA 13 12 64 static and 48 residual at 1155 gpm, 1-15-94 Wet 233 2/18/2005

Food City Plaza, (Phase Lisbon 692 Lisbon Road Sprinkler Sys Mercan New NFPA 13 11 64 static and 48 residual at 1155 gpm, 1-15-94 Wet 97 2/18/2005

Lisbon DaycareLisbon Lisbon Street High Tech Fi Daycar Renovation NFPA 13 7 48 10/14/2006

Lisbon Elementary SchoLisbon Mill Street Sprinkler Sys Educati New NFPA 13 7 78 static and 50 residual at 1180 gpm, 10-19-01 Wet 814 5/12/2003

Lisbon Elementary SchoLisbon School Road Commonwea Educati Existing NFPA 13 12 Static 74, 1150 GPM at 55 psi Wet 0 9/7/1994

Lisbon Falls ApartmentLisbon 646 Lisbon Street Freedom Fire Apartm New NFPA 13R 25 80 static and 45 residual at 1100 gpm, 5-24-03 Dry 81 6/10/2003

Lisbon HouseLisbon 15 Village Street Maine Fire P Residen New Maine Life 36. 72 static, 40 residual, 1135 gpm, April 1992? Wet 58 6/1/1998

Lisbon Town Office & Lisbon 300 Lisbon Road, Freedom Fire Busines New NFPA 13 5 77 static and 65 residual at 490 gpm, 8-30-99 Dry 306 10/26/1999

St Marys Family PracticLisbon 692 Lisbon Road Sprinkler Sys Medica Renovation NFPA 13n/a 74 static and 63 residual at ?, 2-24-05 Wet 45 5/7/2005

St. Matthews Episcopal Lisbon Route 196 Eastern Fire Worshi New NFPA 13 9.2 08/28/91 Static 55, 427 GPM at 44 psi Wet 0 11/13/1992

Tri-County Mental HealLisbon 15 Village Street Eastern Fire Apartm Existing & n Maine Life 7 75 static and 35 residual at 1100 gpm, 9-18-88. 77 static Wet 11 10/25/2003

Grumbacher IncorporateLisbon Falls Route 196 Automatic S Busines Existing NFPA 13 05/90 Static 55, 1100 GPM at 41 psi Wet 0 4/9/1991
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Holy Trinity ParishLisbon Falls 51 Main Street High Tech Fi Church New NFPA 13 6 34 static and 22 residual at 790 gpm, 9-13-03. Patterson Dry 145 9/17/2003

International Paper [MaLisbon Falls Route 196 Dean & Ally Manufa New NFPA 13 10 Date of last water test; 8/99; Static Pressure;94; Residual Dry 198 9/25/2001

Knight-CelotexLisbon Falls 743 Lisbon Street Eastern Sprin Manufa New NFPA 13 8 88 static and 64 residual at 1090 gpm, 5-18-04 Dry 72 5/28/2004

Lisbon Falls Baptist ChLisbon Falls 555 Lisbon Road Simplex Grin Family New NFPA 13 8 58 static and 30 residual at 920 gpm, 2-18-02 Dry 203 6/27/2002

Mid Town Shopping CeLisbon Falls Route 196 Eastern Fire Mercan New & Ren NFPA 13 7 64 static, 46 residual at 1135 gpm, 1984 Wet 30 2/26/1997

Rite Aid StoreLisbon Falls Route 196 Sprinkler Ser Mercan New & Ren NFPA 13 12 1993, Static 85, 1200 GPM at 45 psi Wet 0 10/31/1995

Carriage HouseLivermore Route 4 Freedom Fire Café New Maine Life 6 Gould pump rated at 50 gpm at 50 psi Wet 37 11/12/2004

Maple Lane Golf CoursLivermore 295 Maple Lane Freedom Fire Lounge New Maine Life 9 Gould GT-15 pump rated at 40 gpm at 45 psi Wet 49 1/7/2003

MSAD 36, (K-5 BuildinLivermore Gibbs Mill Road Maine Fire P Educati New Hydro-Pro 15 118 static and 70 residual at 120 gpm Wet 57212/28/1999

PATRIOT FIRE WORKLivermore 1887 FEDERAL R High Tech Fi SALES New System Maine Life 7.5 22 8/22/2012

The Norlands Living HiLivermore 290 Norlands Road Sprinkler Sys Museu New NFPA 13D 8 Gould Pump, Model # PF20, UL listed, Rated at 30 GPM Wet 28 4/20/1998

Alternative EnergyLivermore Falls Snelling Road Automatic S Busines New NFPA 13 10 156 static and 82 residual at 2250 gpm, 11-21-91 0 4/14/1992

Isaacson LumberLivermore Falls Route 133 Eastern Fire Saw Mi New NFPA 13 14. Date of last water test; 9/2001; Static Pressure; 111; Resi Dry 92 12/12/2001

Isaacson Lumber CompLivermore Falls Route 133 Eastern Fire Wood P New additio NFPA 13 8 100 static, 40 residual at 820 gpm, 4-28-94 Dry 44 7/24/1997

Lamb BlockLivermore Falls 10 Depot St., Liver Maine Fire P Office New System NFPA 13 19. 180 9/18/2012

Livermore Falls M.O.BLivermore Falls Main St High Tech Fi Medica New System NFPA 13 5.9 171 10/17/2011

Big Daddy's PubMechanic Falls 5 North Main Stree High Tech Fi Bar / Ni New System Maine Life 2.5 24 6/19/2012

Elm Street SchoolMechanic Falls Elm Street High Tech Fi Educati Existing & n Maine Life 31 70 static and 60 residual at 425 gpm, 7-18-00 Wet 68 9/20/2000

Great Northern RecyclinMechanic Falls Lewiston Road High Tech Fi Industri New NFPA 13 8.5 06/94 Static 98, 1265 GPM at 46 psi Dry 66 6/29/1995

Marcal MillMechanic Falls Elm Street High Tech Fi Mill New NFPA 13 1265 GPM at 98 ? Or 46 psi 0 12/22/1994

Marcal MillMechanic Falls Lewiston Road High Tech Fi Mill Existing NFPA 13 12 Static 98, 1265 GPM at 46 psi, 1994 Dry 0 5/2/1995
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Marcal Mill Basement LMechanic Falls Lewiston Road High Tech Fi Storage Existing NFPA 13 8 Static 98, 1265 GPM at 46 psi Dry 0 4/6/1995

Marcal Mill Basement/ Mechanic Falls Lewiston Road High Tech Fi Storage Existing NFPA 13 Static 98 psi, 1265 GPM at 46 psi, 06/94 Dry 0 5/12/1995

Mechanic Falls MedicalMechanic Falls Sprinkler Sys Office New Hydro-Pro 5 90 static and 70 residual at 1553 gpm Wet 44 2/28/2001

Mechanic Falls Town OMechanic Falls Lewiston Road Sprinkler Sys Office New NFPA 13 5 97 static and 18 residual at 791 gpm, 2003 Wet189 9/8/2003

New England Grain BuiMechanic Falls Lewiston Road High Tech Fi Grain p New NFPA 13 8 98 static, 46 residual at 1265 gpm, 6-94 Dry 60 9/19/1997

New England Public WMechanic Falls Lewiston Road High Tech Fi Storage New NFPA 231 5.7 95 static and 70 residual from verification Wet 411 5/27/1998

New England Public WMechanic Falls P. O. Box 100 High Tech Fi Storage Existing & n NFPA 231 10 105 static and 25 residual at 710 gpm, 6-97 Wet 252 10/19/1998

Village PizzariaMechanic Falls Pleasant Street High Tech Fi Dining New Hydro-Pro 17 45 10/17/2007

Vineyard Christian FellMechanic Falls Route 11 Eastern Fire Assemb New Hydro-Pro 22 96 static and 58 residual at 656 gpm, 8-2-99 Wet91 8/27/1999

Labbee HouseMinot Route 119 High Tech Fi Home New Maine Life 14 Goulds NPE/2ST pump rated at 25 gpm at 46 psi Wet 53 9/20/2000

Murphy FoundationMinot Harris Road High Tech Fi Busines Existing Maine Life 5 None Given Wet 0 10/29/1992

Murphy HomeMinot Route 119 High Tech Fi Residen Maine Life 11 Wet 0 2/27/1995

Camp FurnwoodPoland Camp Furnwood L High Tech Fi Summe New Hydro-Pro 14 176 5/9/2006

Camp Tall Pines (YMCPoland Route 26 High Tech Fi Camp f New Maine Life 27. Gould NPE/1ST, Not UL, 45.34 GPM at 41 psi Wet 46 12/14/1995

CHURCHPoland 305 COMMERCI ADG Builder RESID New System NFPA 13D 16 59 4/26/2012

Great Spring WaterPoland 109 Poland Spring Simplex Grin Wareho New NFPA 231 10 Peerless 6AEF10 pump rated at 1500 gpm at 140 psi Wet 2156 12/22/1998

Great Spring WatersPoland 109 Poland Spring Simplex Grin Manufa New NFPA 13 14 Peerless 6AEF10 pump rated at 1500 gpm at 140 psi Wet 1893 10/8/1999

Nettie Ricker BuildingPoland Eastern Fire Assemb New NFPA 13 13 88 static and 34 residual at 315 gpm, 9-1-98 Wet 95 9/28/1998

Omni CampPoland Verill Road High Tech Fi Boardin New Hydro-Pro 5 G & L pump rated at 96 gpm at 69 psi Wet 80 5/12/2004

Poland Community CenPoland Route 26 High Tech Fi Educati Existing & n Hydro-Pro 5 G&L NPE/SST pump rated at 100 gpm at 48 psi Wet 496 8/1/2002

Poland Community HeaPoland Route 26 Eastern Fire Health New Maine Life 10 Goulds GT20 pump rated at 80 gpm at 32 psi Wet 50 4/20/1998
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Poland High/Middle ScPoland Route 26 Eastern Fire Educati New NFPA 13 5 77 static and 51 residual at 1200 gpm, 6-23-98 Wet 965 8/19/1998

Poland Spring PresidentPoland 41 Ricker Road Eastern Fire Inn New NFPA 13 8 72 static and 35 residual at 995 gpm, 8-30-01 Dry 491 7/12/2003

Poland Spring Repair SPoland Ricker Drive Eastern Fire Golf Ca New NFPA 13 7 72 static and 35 residual at 995 gpm Dry 41 5/8/2002

Poland Springs, (MaintePoland Spring Water Road High Tech Fi Comme Existing & n NFPA 13 86 From main drain test on riser. 43 10/15/2006

POLAND TOWN HALPoland MAINE STREET Freedom Fire MEETI New System NFPA 13 6.2 107 6/7/2012

Rose Aikman Bed & BrPoland Old Route 11 High Tech Fi Bed & New Maine Life 19 Tanks Wet 62 11/20/1995

Jolly Farmer Products Poland Spring Route 122 Sprinkler Sys Industri New NFPA 13 12 Peerless 12MBF pump, UL listed at 1000 gpm at 108 psi Dry 133 12/23/1996

Omni Summer Camp FaPoland Spring 200 Verrill Road Alternative S Summe New Hydro-Pro 12 Primeflow PF20 pump rated at 65 gpm at 40 psi Wet 41 7/25/2002

Poland Spring Plant MuPoland Spring Ricker Road Eastern Fire Museu New NFPA 13 5 88 static and 34 residual at 315 gpm, 9-1-98 Wet 60 8/3/2000

Poland Springs 2000 WPoland Spring 109 Poland Spring Eastern Fire Storage New NFPA 13 10 Peerless 6AEF10 existing pump rated at 1500 gpm at 140 Wet 1200 9/8/2000

Sabattus Elementary ScSabattus Greene Street Sprinkler Sys Educati Renovation NFPA 13 n/a 80 static and 60 residual at 1200 gpm Wet 27 9/13/2004

Sabattus Group HomeSabattus Kelly Drive Atlantic Auto Residen New Hydro-Pro 16 Monarch ACE-500SD pump rated at 80 gpm at 56 psi Wet 58 4/13/2000

Sabattus Middle SchoolSabattus Ball Park Road Sprinkler Sys Educati New NFPA 13 5 55 static and 40 residual at 600 gpm, 7-2002 Wet 487 9/12/2003

Sabattus Municipal BuilSabattus Route 9 High Tech Fi Busines New NFPA 13 5 76 static and 54 residual at 920 gpm, 5-22-02 Dry 163 6/14/2002

Chick-A-Dee RestauranTurner Route 4 Eastern Fire Restaur Existing Hydro-Pro 15 Perless 100 GPM at 50 psi Wet 0 10/1/1991

Leavitt Area High SchoTurner Lower Street Sprinkler Sys Educati New NFPA 13 5.2 Peerless 10MAF pump rated at 500 gpm at 80 psi Dry 2195 2/11/1998

Leavitt InstituteTurner Route 117 Sprinkler Sys Meetin New Hydro-Pro 5.3 Peerless pump, model #PE503, UL listed, 80 GPM at 52 Wet 101 3/7/1998

Levant Club HouseTurner Route 117 Eastern Fire Assemb New Hydro-Pro 7.5 Peerless 100 GPM at 50 psi Wet 0 9/7/1993

Marshview DriveTurner Marshview Drive Residential F Residen New System NFPA 13D 31. 16 8/2/2012

Turner Community HealTurner 7 Main Street Maine Fire P Health New Hydro-Pro 14 Pump Data Brand Name; Goulds Model Number 806550; Wet 54 12/31/2001

Turner Primary SchoolTurner P. O. Box 157 Sprinkler Sys Educati New Maine Life 5000 Gallon storage tank Wet 0 1/7/1992
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Weston Road CLATurner 41 Weston Road High Tech Fi Group New Maine Life 6 39 static and 32 residual at 67 gpm. Gould NPE/2ST pum Wet 26 8/2/2001

Oak Hill High SchoolWales East Road Extensi Sprinkler Sys Educati New Hydro-Pro 7 Peerless 75 GPM at 71 psi Wet 0 2/19/1993

Oak Hill High School, (Wales Sprinkler Sys Educati Existing & n Hydro-Pro 6 Peerless PE 833 pump rated at 75 gpm at 71 psi Wet 27 2/18/2004

School Union 44Wales Boute 126 Sprinkler Sys Busines New Maine Life 8 Peerless PE 503 pump rated at 80 gpm at 52 psi Wet 52 6/22/2000

Wales Central SchoolWales Center Road Sprinkler Sys Educati New Hydro-Pro 6 Grundfos 75S30-5 UL listed pump rated at 60 gpm at 56 Wet 200 7/8/1996

Androscoggin Androscoggin
Aroostook Aroostook

Alternative Energy IncoAshland American Realty R Automatic S Bed & New NFPA 13 10 Static 156, residual 82 at 2250 GPM,  Peerless Pump 150 0 6/24/1993

Ashland Adult Family CAshland Walker Street Maine Fire P Family New Maine Life 36 Goulds GT pump rated at 50 gpm at 50 psi Wet 41 1/17/2003

J P Levesque Lumber, (Ashland Clark Road Fire Protectio Planer New NFPA 13 7 100 static, 30 residual at 920 gpm, 7-23-93 Delu 196 1/26/1998

J. P. Levesque & Son, (Ashland Clark Road Fire Protectio Saw Mi New NFPA 13 5 100 static, 30 residual at 920 gpm, 7-21-93 Dry 61 8/22/1997

J. P. Levesque & Sons, (Ashland Clark Road Fire Protectio Saw Mi New NFPA 13 15 100 static, 30 residual at 920 gpm, 7-93 Delu 60 3/2/1998

J. Paul Levesque - Hog Ashland Clark Road Fire Protectio Process New NFPA 13 6 Static 100, residual 30 at 920 GPM, tested 07/94 Dry 32 7/28/1995

J. Paul Levesque & Son,Ashland Clark Road Fire Protectio Lumber New NFPA 13 11 100 static, 30 residual at 920 gpm, 7-94 Dry 74 5/13/1997

Levesque LumberAshland Clark Road Fire Protectio Lumber Existing NFPA 13 Static 100, residual 30 at 920 GPM, tested 07/93 0 9/8/1993

P. M. Kelly IncorporateAshland Clark Road Fire Protectio Busines New NFPA 13 5 Static 100, residual 54 at 920 GPM, tested 07/21/93 Dry 0 4/7/1994

P.M. Kelly Boiler HousAshland Clark Road Fire Protectio Boiler New NFPA 13 9 100 static, 54 residual at 920 gpm, 7-23-93 Dry 12 7/7/1997

Pinkham Lumber, (AddiAshland Route 11 Maine Fire P Saw Mi New NFPA 13 18 130 static, 121 residual at 1884 gpm, 7-92 & Fairbanks- Wet 93 2/3/1998

Pinkham Mill, (Stacker Ashland Route 11 Maine Fire P Saw Mi Existing & n NFPA 13 30 130 static and 121 residual at 1884 gpm, 1992. Fairbanks Dry 68 3/3/2000

Town of AshlandAshland Clark Road John Boardm New NFPA 13 n/a Patterson Model 14JMC pump rated at 1500 gpm at 110 Dry 2 4/14/2004

Husson CommonsBancroft College Circle Eastern Fire Busines New NFPA 13 8 50 static and 41 residual at 820 gpm, 1997 Wet 344 3/3/2005

Assembly of God ChurcCaribou 116 Sweeden Stree Sprinkler Sys Church New System Maine Life 5+ 41 7/26/2012
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ATX FormsCaribou 63 Sweden Street Sprinkler Sys Busines Renovation NFPA 13 dn 80 static and 52 residual at 1060 gpm, 9-02 Wet 97 9/24/2002

ATX OfficesCaribou Main Street Sprinkler Sys Busines Renovation NFPA 13 dn 85 static and 75 residual at main drain test, 12-2000 Wet 137 12/31/2000

Caribou Bus GarageCaribou 70 Glenn Fire Protectio School Existing & n NFPA 13 11 44 7/4/2006

Caribou DHHSCaribou Skyway Plaza Eastern Fire Office New NFPA 13 8 71 static and 33 residual at 995 gpm, 12-30-05 Dry 219 1/15/2006

Caribou Health CenterCaribou Bennett Drive Eastern Fire Health Renovation NFPA 13 n/a n/a Wet 65 4/21/2005

Caribou Nursing HomeCaribou Bernadette Fire Protectio Health New NFPA 13 8 25 static, 20 residual at 690 gpm, 8-16-95 Dry 23 9/3/1996

Caribou Nursing HomeCaribou 10 Bernadette Driv Fire Protectio Health New NFPA 13 35 static, 32 residual at 820 gpm, 8-95 Dry 67 6/12/1998

Caribou Recreation CenCaribou 55 Bennett Drive Fire Protectio Recreat New 14 55 3/29/2006

Caribou Shopping CentCaribou Bennett Drive Fire Protectio Mercan New additio NFPA 13 6 52 static, 22 residual at 930 gpm, 8-16-95 Wet 62 5/30/1996

Cary Cancer ClinicCaribou Van Buren Road Fire Protectio Offices, New additio NFPA 13 10 Static 48, Residual 30 at 920 GPM Tested 08/09/95 Wet 36 9/20/1995

Cary Medical Center, (ECaribou Route 1 Sprinkler Sys Offices Renovation NFPA 13 5 75 static and 70 residual at 350 gpm, 2004, from 2" main Wet 60 4/8/2005

Cary Medical, (MRI AdCaribou 163 Van Buren Ro Fire Protectio Busines Existing & n NFPA 13 5 48 static and 30 residual at 920 gpm, 6-13-01 Wet 20 6/27/2001

Church of Jesus Christ oCaribou 67 West Hardison Maine Fire P Worshi New & Ren Hydro-Pro 13. Static 43, Residual 13 at 590 GPM tested 10-18-91 Wet 0 1/3/1992

County Physical TherapCaribou 43 Hatch Street Eastern Fire Office Renovation NFPA 13n/a n/a Wet 90 2/23/2005

Dollar TreeCaribou Caribou Shopping Eastern Fire mercant Renovation NFPA 13 74 8/2/2012

Kathadin TrustCaribou Bennett Drive Fire Protectio Busines Existing & n NFPA 13 9 Static 48, Residual 22 at 770 GPM tested 07/18/95 Dry 0 7/18/1995

Maine BagCaribou Sincock Street Fire Protectio Busines New NFPA 13 2 Static 86, Residual 15 at 640 GPM Dry 0 10/4/1993

Maine Bag / Potato CoCaribou Sincock Street (FILE CLOS Manufa 0

Maine Bag CompanyCaribou Sincock Street Maine Fire P Manufa Existing NFPA 13 Static 78, Residual 14 at 635 GPM Tested 12/3/93 Dry 0 4/5/1994

Maine Veterans Home, Caribou 37 Van Buren Roa Maine Fire P Veteran New NFPA 13 6 38 static and 31 residual at 1090 gpm, 1-9-03 Wet 271 1/10/2003

Maine Veteran's Home, Caribou Maine Fire P Multi-p New NFPA 13 n/a 45 static and 40 residual at 965 gpm, 2004 Wet 33 7/13/2005
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McElwain House, (RenCaribou Route #164 Maine Fire P Office New Hydro-Pro 17 Monarch ACE-500SD pump rated at 78 gpm at 58 psi Wet 130 10/17/2002

Pines Health Services CCaribou 163 Van Buren Ro Sprinkler Sys Medica New and Re NFPA 13 5+ 63 7/11/2012

Shop N SaveCaribou High Street Eastern Fire Busines New NFPA 13 10 Static 80, Residual 32 at 950 GPM, Tested 10/23/91 Wet 0 12/27/1991

Tinas Tiny TotsCaribou 64 Westgate Road Eastern Fire Day Ca New Maine Life 31Goulds GT-20 pump rated at Wet 40 9/27/2005

Woman's & Childrens HCaribou US Route 1 Fire Protectio Health Renovation NFPA 13 24 51 static and 27 residual at 720 gpm, 6-1-99 Wet 26 7/7/1999

Women's Imaging CenteCaribou 163 Van Buren Rd Sprinkler Sys Medica Renovation NFPA 13 21 9/26/2012

Eagle Lake Group HomEagle Lake Maine Fire P Group New Maine Life 6 35 static and 20 residual at 1080 gpm, 2001 Wet 0 11/20/2003

Northern Maine GeneralEagle Lake 3388 Aroostook R Maine Fire P Group New Maine Life 16 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 40 5/28/2004

JM Huber Conveyor GalEaston Station Road Fire Protectio Convey Renovation Special Haz 30 Aurora pump rated at 1500 gpm at 125 psi, 9-30-00 Delu 30 11/29/2000

JM Huber CorporationEaston Station Road Fire Protectio Mainte New Special Haz 10 Aurora pump rated at 1500 gpm at 125 psi Wet 112 12/2/2002

JM Huber Paint BoothsEaston Station Road Fire Protectio Paint B Existing & n Special Haz 12 125 static and 118 residual at 1422 gpm, 9-21-99. Aurora Foa 3 6/16/2000

JM Huber, (Press Area)Easton Station Road Fire Protectio Existing & n NFPA 13 79 Aurora pump rated at 1500 gpm at 125 psi Wet 12 4/22/2002

Log Conditioning BuildEaston Station Road Maine Fire P Lumber New & Ren NFPA 13 66. Staic 173, Residual 72 at 2500 GPM, Auooa Electric Pum Wet 0 12/3/1991

McCain FoodsEaston P. O. Box 159 Maine Fire P Service New NFPA 13 20 110 static and 65 residual at 2250 gpm, with pump rated Wet 131 12/28/1998

McCain Foods Area D-Easton Richardson rd. Eastern Fire Roof ov Addition of Insurance S 12. 91 7/9/2012

McCain Foods IncorporEaston P. O. Box 159 Maine Fire P Busines New NFPA 13 17 Peerless Pump rated at 1000 GPm at 125 PSI Wet 0 4/11/1995

McCain Foods USA IncEaston 319 Richardson Ro Vipond Fire Office, Existing & n NFPA 13 29 New Diesel pump rated at 1500 gpm at 100 psi Wet 162 5/25/2001

McCain Foods USA IncEaston 319 Richardson Ro Vipond Fire Food Pr Existing & n NFPA 13 7 New diesel pump rated at 1500 gpm at 100 psi Dry 419 3/2/2000

McCain Foods USA IncEaston 319 Richardson Ro Vipond Fire New Pr New & exist NFPA 13 10. New Diesel, Listed, 1500 GPM at 100 psi Wet 1002 6/9/1999

McCain Foods USA IncEaston 319 Richardson Ro Vipond Fire Manufa Existing & n NFPA 231 6 120 static and 100 residual at 1500 gpm, with new diesel Dry 538 3/18/1999

McCain Foods, (Cold StEaston 319 Richardson Ro Vipond Fire Cold St New NFPA 13 8 Diesel pump rated at 1500 gpm at 100 psi Dry 2896 6/7/2001
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McCains Dry Storage Easton P. O. Box 159 Frank Lavwa Storage New NFPA 13 3.0 137 static, 76 residual at 1445 gpm from pump curve of P Wet 240 9/11/1996

McCains Food IncorporEaston P. O. Box 159 L & M Plum Busines New NFPA 13 16 Static 13705, Residual 81.25 at 1500 GPM, Peerless Pum Wet 184 8/31/1995

McCain's Foods # 4Easton P. O. Box 157 Fire Protectio Busines New Hydro-Pro Pump ? Rated at 1000 GPM at 125 PSI Dry 0 7/8/1993

McCains Foods #2Easton P. O. Box 159 Maine Fire P Busines New NFPA 13 9 Static 137.5, Residual 81.25 at 1500 GPM, Peerless pum Prea 320 6/13/1995

McCains Foods Cold StEaston P. O. Box 159 Maine Fire P Busines New NFPA 13 37 Static 137.5, Residual 81.25 at 1500 GPM, Peerless pum Prea288 6/13/1995

McCain's Foods, Inc., BEaston P. O. Box 159 L & M Plum Industr New NFPA 13 11 Peerless Pump rated at 1000 gpm at 125 psi, plus 137 stat Dry79 5/3/1996

Elderly HousingFort Fairfield School Street Maine Fire P Apartm New NFPA 13R 37 89 static, 20 residual at 1520 gpm Wet 131 11/22/1996

Facilities Inc. Bridge HoFort Fairfield Wesleyan Street Eastern Fire Residen New NFPA 13R 5 48 static and 43 residual at 855 gpm, 9-8-99 Dry 31 10/1/1999

Fairfield Energy VenturFort Fairfield c/o U. S. Energy C Sprinkler Sys Busines New Hydr. Calc. Worthington Pump rated at 1320 at 142 PSI 0 10/15/1991

Fort Fairfield ElementarFort Fairfield Brunswick Avenue Sprinkler Sys School, New NFPA 13R None Given 0 11/29/1990

Hapco FarmsFort Fairfield Caribou Road Fire Protectio Busines Existing NFPA 13 9 Static 70, Residual 30 at 920 GPM tested 1992 Wet 0 5/24/1995

Interstate Food ProcessiFort Fairfield Route 161 Eastern Fire Busines New NFPA 13 14 Fairbanks Pump rated at 1000 GPM at 60 PSI Prea 012/20/1991

Kimble HouseFort Fairfield Caribou Road Fire Protectio Residen New Maine Life 11 Goulds HPE 2HP pump rated at 40 gpm at 48 psi Wet 31 8/31/1998

Village Green ApartmenFort Fairfield Columbia Street Fire Protectio Apartm New NFPA 13R 7 68 static, 20 residual at 1106 gpm, 1995 Wet 95 5/30/1996

Forest Hill Manor, (AddFort Kent Maine Fire P Nursing Existing & n NFPA 13 na 85 static and 35 residual at 2" main drain test Wet 9 9/6/2003

Forest Hill Manor, (AddFort Kent 25 Bolduc Avenue Maine Fire P Nursing New NFPA 13 n/a n/a Dry 132 12/13/2004

Forest Hill Manor, (ReFort Kent 20 Bolduc Street Maine Fire P Nursing Renovation NFPA 13 dn 105 static and 100 residual at 2" main drain test Wet 56 1/7/2003

John Daigle Building - Fort Kent Main Street Fire Protectio Apartm New NFPA 13 42. None Given Dry 0 10/13/1993

Maine Winter Sports CeFort Kent Old Route 11 Maine Fire P Ski Tra New Hydro-Pro 5 Goulds 80 GS pump rated at 80 gpm at 69 psi Wet 61 1/22/2001

MBNA, (Fort Kent)Fort Kent Pleasant Street Eastern Fire Busines New NFPA 13 21 85 static and 26 residual at 860 gpm, 5-9-99 Wet 85 7/21/1999

NMMC BiomassFort Kent 194 East Main Stre Sprinkler Sys Biomas Addition of NFPA 13 5+ 25 8/9/2012
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NMMC, (Down Town Fort Kent Main Street Sprinkler Sys Office Renovation NFPA 13 5 64 static and 44 residual at 750 gpm, 5-14-03 Dry 30 2/16/2005

NMMC, (Third Floor)Fort Kent 194 East Main Stre Sprinkler Sys Hospita New NFPA 13 5 64 static and 44 residual at 750 gpm, 5-14-03. Peerless pu Wet 90 7/24/2006

Northern Door InnFort Kent North Main Street Eastern Fire Motel New NFPA 13R 11 80 static and 78 residual at 340 gpm, 1997 Wet180 12/10/1999

Northern Maine Center Fort Kent Route 11 Maine Fire P Health New NFPA 13 5 65 static and 35 residual at 530 gpm, 1-01 Wet 178 3/23/2001

Northern Maine MedicaFort Kent 143 East Main Stre Sprinkler Sys Hospita Existing & n NFPA 13 5 150 static and 120 residual at 350 gpm, 3-21-01 at 2" mai Wet 62 6/18/2001

Northern Maine MedicaFort Kent 194 East Main Stre Sprinkler Sys Hospita Existing & n NFPA 13 5 64 static and 44 residual at 750 gpm, 5-14-03. Peerless 4 Wet 641 6/14/2003

Paradis IGAFort Kent High Street Maine Fire P Mercan New NFPA 13 10 Static 76, Residual 55 at 1010 GPM tested 08-12-92 Wet 0 9/29/1992

Swamp Buck RestauranFort Kent 250 West Main Str Sprinkler Sys Restaur New Hydro-Pro 12 74 static and 57 residual at 975 gpm. Wet 46 1/17/2004

UM at Fort Kent, (BlakeFort Kent University Drive Eastern Fire Library New NFPA 13 28 66 static and 38 residual at 860 gpm, 5-2000 Wet 0 9/12/2003

UM at Fort Kent, (PhaseFort Kent University Drive Eastern Fire Dormit New NFPA 13 6 66 static and 38 residual at 860 gpm, 5-00 Wet 194 8/15/2003

University of Maine, (CFort Kent University of Main Sprinkler Sys Dormit New NFPA 13R 5 85 static and 26 residual at 860 gpm, 9-01 Wet 152 8/7/2002

University of ME at ForFort Kent Pleasant Street Eastern Fire Dormit New NFPA 13R 12 80 static and 34 residual at 790 gpm, 9-23-03 Wet 407 10/6/2003

St. Joseph Nursing HomFrenchville Maine Fire P Nursing New NFPA 13 n/a n/a Dry 36 7/16/2004

St. Joseph's Nursing HoFrenchville US Route 1 Fire Protectio Nursing Existing & n NFPA 13 12 75 static and 35 residual at 300 gpm, 5-20-99 Dry 58 7/13/1999

Facilities Inc. Bridge HoGrand Isle Creamery Street Fire Protectio Transiti New NFPA 13R 6 34 static and 16 residual at 1000 gpm, 9-1-99 Dry 32 9/29/1999

A. E. Staley ManufacturHoulton Route 4, Box 950 Walsh Engin Storage New NFPA 13 3.7 Static 175, 1360 GPM at 115 psi Delu 0 9/30/1992

A. E. Staley WarehouseHoulton Route 4 Box 950 Maine Fire P Manufa Existing NFPA 13 17.Static 175, 1360 GPM at 115 psi Dry 0 12/12/1994

Academy Office CenterHoulton High Street Eastern Fire Office New Maine Life 07/1994 Static 62, 904 GPM at 29 psi Wet 0 2/5/1991

Academy Office Center,Houlton High Street Eastern Fire Office Renovation Maine Life 62 static and 29 residual at 904 gpm, 7-1990 Wet 38 9/17/2003

Bootstrap Child CareHoulton 5 Bird Street Maine Fire P Child C New Maine Life 33 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 39 6/27/2002

Fogg's Hardware RenovHoulton 57 Bangor Street Maine Fire P Retail Renovation NFPA 13 Static 84, 1342 GPM at 64 psi Dry 0 6/22/1992
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Gardiner Nursing HomeHoulton 8 Holland Street Maine Fire P Health Renovation NFPA 13 9.3 07/20/94 Static 86, 500 GPM at 80 psi Dry 0 8/4/1994

Houlton Career CenterHoulton 93 Military Street Jeff Osborne Career New Maine Life 30 64 static and 48 residual at 1162 gpm, 1993 Wet 52 1/31/2000

Houlton Day CareHoulton Route 1 Maine Fire P Day Ca New Maine Life 16 46 static and 27 residual at 90 gpm, with Goulds XSH-20 Wet 44 3/9/1999

Houlton Hospital RenovHoulton 20 Hartford Street Maine Fire P Hospita Renovation NFPA 13 13. Static 68, 839 GPM at 25 psi Wet 0 8/6/1992

Houlton Hospital, (CentHoulton 20 Hartford Street Maine Fire P Hospita New NFPA 13 dn 72 static and 65 residual at 2 inch main drain test Wet 34 3/2/2001

Houlton Hospital, (PhasHoulton 20 Hartford Street Maine Fire P Hospita New NFPA 13 72 static and 65 residual at 2" main drain test Wet 67 7/21/2001

Houlton Hospital, (RenoHoulton Maine Fire P Hospita Renovation NFPA 13 n/a n/a Wet 80 11/10/2005

Houlton Hospital, PhaseHoulton 20 Hartford Avenu Maine Fire P Health New NFPA 13 17 68 static, 25 residual at 839 gpm, 6-29-92 Wet 129 12/23/1996

Houlton International - Houlton Airport Road Maine Fire P Manufa New NFPA 13 15. Static 80, 1404 GPM at 70 psi - 07/1990 Dry 0 10/26/1993

Houlton Middle ElemenHoulton South Street Sprinkler Sys School, New NFPA 13 07/1990 Static 65, 872 GPM at 27 psi Wet 0 11/13/1992

Houlton Regional HospiHoulton 20 Hartford Avenu Maine Fire P Hospita New & Ren NFPA 13 18 06/29/92 Static 68, 839 GPM at 25 psi Wet 0 3/8/1995

Ivey's Motor LodgeHoulton Maine Fire P Hotel Existing & n 106 3/31/2006

Katahdin Valley Health Houlton Academy Street Eastern Fire Office Renovation NFPA 13 n/a n/a Dry 25 12/24/2005

Louisiana Pacific - NewHoulton Station Road Maine Fire P Busines New & Ren NFPA 13 10 165 static and 68 residual at 2250 gpm Wet 0 4/5/1994

Louisiana Pacific Corp, Houlton Station Road Vipond Fire Manufa New NFPA 13 10 1035 6/5/2007

Louisiana Pacific Corp.Houlton Station Road, New Vipond Fire Industri New NFPA 13 10 704 5/18/2007

Louisiana Pacific CorpoHoulton P. O. Box 396 Maine Fire P Manufa New NFPA 13 11. 165 Static, 2250 GPM at 68 psi Wet 0 1/11/1995

Machias Savings BankHoulton North Street Maine Fire P Bank New NFPA 13 9 69 static and 39 residual at 1048 gpm, 4-99 Wet 176 12/17/2002

Madigan Assisted LivinHoulton Military Street Maine Fire P Assiste New NFPA 13R 8 64 static and 48 residual at 1120 gpm Dry 196 12/29/1998

Madigan EstatesHoulton Military Street Sprinkler Sys Residen New & Ren NFPA 13 Static 67 1190 GPM at 50 psi Dry 0 1/16/1992

Madigan Estates, (AdditHoulton Military Street Maine Fire P Nursing New NFPA 13 5 64 static and 48 residual at 1120 gpm, 1998 Dry 74 2/24/2004
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Madigan Estates, (AdditHoulton Military Street Maine Fire P Nursing New NFPA 13 10 65 static, 43 residual at 783 gpm, 1993 Dry 58 12/8/1997

Maine Adoption PlacemHoulton Pleasant Street Eastern Fire Busines New Hydro-Pro 9 Peerless PE503 pump rated at 120 gpm at 48 psi Wet 4710/22/1998

Maxine VirgieHoulton 22 Green Street Maine Fire P Assiste New Maine Life 15 Gould's XSH-20 pump rated at 60 gpm at 42 psi Wet 41 10/8/1998

Medical Office BuildingHoulton Houlton Regional Eastern Fire Offices, New NFPA 13 6.710/95 Static 69, 1065 GPM at 40 psi Dry 80 11/7/1995

Military St. Baptist ChuHoulton 56 Military St. Ho Eastern Fire Sanctua New System Maine Life 10. 187 4/9/2012

Millar ArenaHoulton Elm Street Sprinkler Sys Industri New NFPA 13 None Given 0 11/5/1990

Millar Sports ArenaHoulton Community Park Sprinkler Sys Assemb New NFPA 13 5 05/1996 Static 62, 822 GPM at 24 psi / Fairbanks Morse Dry427 5/6/1999

Nurses of Aroostook CoHoulton High Street Eastern Fire Office Renovation Maine Life 07/90 Static 62, 904 GPM at 29 psi Wet 51 11/16/1995

Rite AidHoulton North Street Eastern Fire Mercan Existing & n NFPA 13 dn 65 static, 46 residual at 1138 gpm, 10-94 Wet 107 2/12/1996

S. A. A. R. C. Nursing Houlton Varney Avenue Sprinkler Sys Nursing New NFPA 13 None Given Dry 0 2/7/1991

Smith & WessonHoulton Houlton Airport Fire Protectio Retail s Existing NFPA 13 6 77 static and 58 residual at 1244 gpm, 7-1990 Wet 0 5/26/1994

Stepping Stones ResideHoulton 2 High Street Eastern Fire Residen New Maine Life 7 72 static and 38 residual at 1034 gpm, 6-02 Wet 76 7/12/2003

Stepping Stones TransitiHoulton 6 High Street Eastern Fire Residen New Maine Life 9 72 static and 38 residual at 1034 gpm, 6-02 Wet 41 9/17/2003

Tractor SupplyHoulton 331 North Road Eastern Fire Retail S New System NFPA 13 13. 168 4/9/2011

Wal-MartHoulton Route 1 & Ludlow Eastern Fire Mercan New NFPA 13 & 5.9 Static 68, 900 GPM at 49 psi Wet 0 2/19/1993

Walmart Houlton, (GardHoulton Route 1 Eastern Fire Mercan Renovation NFPA 13 6 65 static and 30 residual at 1644 gpm, 12-30-03 Dry 33 3/28/2005

Ward Cabin CompanyHoulton Street "A" Fire Protectio Wareho New NFPA 13 5.0 78 static, 65 residual, 1353 gpm Dry 48 5/13/1998

Aroostook Mental HealtLimestone Fort Fairfield Road Fire Protectio Rehabil New Hydro-Pro Goulds Pump NPE not listed, 50 GPM at 39 psi Wet 46 6/27/1995

Limestone ManorLimestone Church Street Fire Protectio Boardin Renovation NFPA 13 51 88 static and 43 residual at 919 gpm, 6-6-98 Dry 118 2/14/2000

Loring Job Corps, Bldg Limestone Taft Road Eastern Fire Assemb Renovation NFPA 13 dn 60 static, 28 residual at 890 gpm, 6-26-95 Wet 220 4/19/1996

Sitel, (Fortune Building Limestone Texas Avenue Maine Fire P Busines Renovation NFPA 13 24 49 static, 28 residual at 890 gpm, 6-26-96 Dry 262 4/29/1998
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Veteran's Memorial ResLimestone High Street Maine Fire P Dormit Renovation Hydro-Pro 15 52 static, 13 residual at 410 gpm, 8-23-95 Wet 439 5/3/1996

Aroostook Mental HealtMadawaska RR 2, Box 19 Fire Protectio Alcohol New Hydro-Pro Gould NPE pump rated at 51 gpm at 38 psi Wet 49 8/22/1997

Fraser PaperMadawaska Bridge Street Simplex Grin Offices New NFPA 1331. Pump rated at 1500 gpm at 125 psi Wet 110 3/8/1996

Fraser PaperMadawaska 25 Bridge Street Simplex Grin Manufa New NFPA 13 Static 125, 1500 GPM at 90 psi Dry 0 10/17/1991

Fraser PaperMadawaska 25 Bridge Street Eastern Fire Paper New Special Haz 18 150 static and 115 residual at 920 gpm, with electric pum Wet 20 9/25/2000

Fraser Paper Co., (CoateMadawaska Bridge Street Simplex Grin Industri New NFPA 13 28 152 static, 78 residual at 2170 gpm Wet 16 9/24/1996

Fraser Paper, Train SheMadawaska 25 Bridge Street Simplex Grin Roll pa New NFPA 231F 62 152 static, 78 residual at 2170 gpm, 6-95 Dry194 1/23/1997

Fraser Papers Inc., MacMadawaska 25 Bridge Street Simplex Grin Industri New NFPA 13 16 152 static, 78 residual at 2170 gpm, 1996 Wet 122 4/1/1997

High View ManorMadawaska Maine Fire P Nursing New 24 438 4/19/2006

Multi-Purpose CenterMadawaska General Delivery Maine Fire P Assemb New NFPA 13 None Given Dry 0 11/14/1990

Ridgewood EstatesMadawaska Ridgeview Avenue Maine Fire P Nursing New NFPA 13 17 50 static and 15 residual at 377 gpm, but 6-27-07 test was Wet 243 10/3/2002

Riverview TerraceMadawaska 40 Riverview Maine Fire P Apartm Existing NFPA 13 7.7 98 static and 22 residual at 440 gpm, 11-2-93 Both 0 4/6/1994

RumorsMadawaska Main Street Maine Fire P Restaur New Hydro-Pro18 100 static and 20 residual at 2000 gpm, 1998 Wet 53 6/18/2001

Wisdom House, (Phase Madawaska St Thomas Street Eastern Fire Day Ca New NFPA 13R 18 86 static and 62 residual at 1086 gpm Wet 44 1/8/2005

Aroostook Health CenteMars Hill Highland Avenue Fire Protectio Health New NFPA 13 13 85 static, 76 residual at 1110 gpm, 9-20-95 Wet 127 5/6/1996

Aroostook Nurses Mars Mars Hill Highland Avenue Eastern Fire Medica New NFPA 13 dn 85 static and 76 residual at 1110 gpm, 1995 Dry 72 4/1/2002

Big Rock Ski Facility/LMars Hill Graves Road Maine Fire P Ski Lod New NFPA 13 27Patterson 503VIP pump rated at 500 gpm at 70 psi Wet87 1/8/2001

Fresh WayMars Hill Route 1A Maine Fire P Potato New NFPA 13 12 84 static, 20 residual at 1028 gpm, 1992 Wet 558 3/25/1997

Naturally PotatoesMars Hill Maine Fire P Storage New NFPA 13 10 77 static and 45 residual at 1110 gpm Wet 230 4/8/2005

J. P. Levesque & Son, IMasardis Route 11 Fire Protectio Industri New NFPA 13 75 Vertical diesel UL pump rated at 1800 gpm at 125 psi Wet 75 2/1/1996

J. Paul LevesqueMasardis Route 11 Fire Protectio Lumber New NFPA 13 32 Peerless UL listed, 1800 GPM at 125 psi Dry 62 8/16/1995
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J. Paul LevesqueMasardis Route 11 Fire Protectio Busines New NFPA 13 30 1800 GPM at 125 psi Dry 0 3/6/1995

J. Paul LevesqueMasardis Route 11 Fire Protectio Busines Existing NFPA 13 53 1800 GPM at 125 psi Dry 0 2/9/1993

J. Paul Levesque & SonMasardis Route 11 Fire Protectio Busines Existing NFPA 13 10 1800 GPM, 125 psi 0 5/12/1994

J. Paul Levesque Mill #Masardis Route 11 Fire Protectio Mill Existing NFPA 13 581800 GPM at 125 psi Dry 0 6/28/1994

Pinkham Lumber CompNashville Plantation Skerry Siding Fire Protectio Saw Mi New NFPA 13 68. Fairbanks UL Pump rated at 1500gpm at 125 psi Wet 48 1/29/1996

Baptist ChurchNew Limerick County Road Maine Fire P Church New Hydro-Pro 120 2/19/2008

E-Tube Building, LouisiNew Limerick Station Road Maine Fire P Train T New NFPA 13 9.7 Diesel & electric pumps, each rated at 1500 gpm at 104 p Wet 60 3/14/1996

Louisianna PacificNew Limerick Station Road Sprinkler Sys Manufa New NFPA 13 Fairbanks Morse Pump 1500 GPM at 104 psi Wet 0 9/21/1992

Louisianna Pacific CorpNew Limerick Route 2A Maine Fire P Mainte New additio NFPA 13 83 165 static and 68 residual at 2250 gpm, 1994 Wet 20 10/28/1998

Louisianna Pacific Mill,New Limerick Station Road Maine Fire P Offices New NFPA 13 dn 140 static and 95 residual at 1800 gpm, 2000 Wet 22 11/10/2001

New Sweden ElementarNew Sweden West Road Sprinkler Sys School, New NFPA 13 8 Grundfos 60 GPM at 52 psi Wet 0 9/23/1993

Portage Chip MillPortage Maine Fire P Chip M New NFPA 13 5 Fairbanks/Morse/Cummings 80 hp diesel fire pump rated Dry 203 6/1/2001

Aroostook Center, (StapPresque Isle Maysville Road Eastern Fire Mercan Renovation NFPA 13 22 95 static and 68 residual at 1160 gpm, 5-6-04 Wet 0 6/28/2004

Aroostook Centre MallPresque Isle US Route 1 / Mays Fire Suppress Mercan New NFPA 13 16. Static 94, 1477 GPM at 49 psi 0 8/4/1993

Aroostook Centre TheatPresque Isle Aroostook Center Cam-Ful Ind Assemb New NFPA 13 14. Static 93, 1222 GPM at 65 psi 0 11/15/1993

Aroostook County FederPresque Isle 364 Main Street Fire Protectio Bank Existing & n Hydro-Pro 16 Goulds NPE pump rated at 50 gpm at 32 psi Wet 33 1/25/2000

Aroostook Medical CentPresque Isle Academy Street Fire Protectio Busines Existing & n NFPA 13 11 73 static, 29 residual at 800 gpm, 5-20-96 Wet 66 7/2/1996

Aroostook Medical OffiPresque Isle Academy Street Eastern Fire Busines New NFPA 13 7 100 static and 70 residual at 1400 gpm, 7-21-99 Wet 307 8/6/1999

Aroostook PediatricsPresque Isle Academy Fire Protectio Medica Renovation NFPA 13 41 73 static and 29 residual at 800 gpm, 5-20-96 Wet 40 2/9/2001

Bates ThriftwayPresque Isle State Street Frank Lavwa Mercan New NFPA 13dn 102 static 40 residual at 1000 gpm, 1992 Wet 15 11/21/1996

Caribou Nursing Home,Presque Isle North Main Street Fire Protectio Health Existing & n NFPA 13 5 25 static and 20 residual at 690 gpm, 8-16-95 Dry 30 6/16/2000
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Champs Grill & TapPresque Isle 149 State Street Fire Protectio Restaur Existing NFPA 13 7 6-90 Static 100, 1000 GPM at 40 psi Dry 0 9/13/1994

Columbia Forest ProducPresque Isle Missle Street Fire Protectio New NFPA 13 60 static and 30 residual at 740 gpm, 3-27-03 Wet 298 7/11/2003

Columbia Forest ProducPresque Isle 395 Miscle St Fire Protectio Wood P New NFPA 13 dn dna Wet 28 5/8/1998

Columbia Forest ProducPresque Isle 395 Miscle Fire Protectio Wood P New & exist NFPA 13 8 100 static and 63 residual at 1234 gpm, 8-1997 Wet 60 11/3/1998

Dr Young's OfficePresque Isle Maine Fire P Office New Maine Life 7 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 0 2/17/2004

Grant Memorial MethodPresque Isle Fleetwood Street Fire Protectio Worshi New NFPA 13 17 95 static, 20 residual at 1500 gpm, 1996 Dry 234 6/19/1997

Irish Setter PubPresque Isle Main Street Eastern Fire Bar & New NFPA 13 9 80 static and 40 residual at 1200 gpm, 4-01 Dry 76 12/25/2005

J C Penney Department Presque Isle Aroostook Centre Fire Suppress Mercan New NFPA 13 10. 09/90 Static 94, 1477 GPM at 49 psi Wet 0 6/3/1993

Katahdin Trust CoPresque Isle Main Street Maine Fire P Bank New NFPA 13 23103 static and 40 residual at 1000 gpm, 1999 Wet 145 4/11/2002

Keddy's Motor Inn, AttiPresque Isle Route 1 Maine Fire P Unheat New NFPA 13 25. 70 static, 20 residual at 535 gpm, 1993 Peerless 30 Hp Ve Dry 96 3/14/1996

K-MartPresque Isle 839 Main Street Cam-Ful Ind Mercan New NFPA 13 Static 93, 1413 GPM at 54 psi Wet 0 5/25/1993

Leisure Gardens AdditioPresque Isle 162 Academy Stre Maine Fire P Busines New additio NFPA 13 53. Static 104, 1500 GPM at 84 psi Dry 0 10/2/1991

Leisure Village ApartmePresque Isle 162 Academy Stre Fire Protectio Apartm New NFPA 13 11 109 static and 101 residual at 1800 gpm, 7-3-01 Dry 218 7/20/2001

Leisure Village ApartmePresque Isle 162 Academy Fire Protectio Apartm Existing & n NFPA 13 42 109 static and 101 residual at 1800 gpm, 7-1-01 Dry 289 9/11/2002

Leisure Village ApartmePresque Isle Dewberry Drive Maine Fire P Apartm Existing NFPA 13 7.3 08/01/91 Static 104, 1500 GPM at 84 psi Dry 0 7/28/1994

Leisure Village ApartmePresque Isle Academy Street Fire Protectio Apartm Existing & n NFPA 13 7 267 8/22/2006

Lombard HousePresque Isle 112 Lombard Stree Fire Protectio New Maine Life 11 80 static and 45 residual at 1100 gpm, 8-17-02 Wet 29 6/28/2004

Mai Tai RestaurantPresque Isle Main Street Sprinkler Sys Restaur Existing NFPA 13 Static 98, 1710 GPM at 88 psi Dry 0 4/22/1991

Maine Public Service CPresque Isle 209 State Street Fire Protectio Busines Existing NFPA 13 None Given - This is a relocation of sprinkler heads 0 9/8/1993

Maine Pyrotechnics PrePresque Isle 22 Caribou Road Sprinkler Sys Retail New System Maine Life 8+ 63 6/18/2012

MBNA America, (PresqPresque Isle Green Hill Drive Maine Fire P Busines New NFPA 13 23 80 static and 54 residual at 2000 gpm, Wet 152 6/28/1999
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NMTC [Christie Hall APresque Isle 33 Edgemont Driv Maine Fire P School New NFPA 13 7.0 Date of last water Test; ?  Static Presure; 50 Residual Pres Wet 352 9/27/2001

NMTC, (Andrews Hall Presque Isle "F" Street Maine Fire P Dormit New NFPA 13 na 50 static and 31 residual at 935 gpm, Wet 223 7/14/2003

NMTC, (Andrews Hall)Presque Isle "F" Street Maine Fire P Dormit New NFPA 13 848 static and 35 residual at 930 gpm, 6-17-03 at 12 noon. Wet 223 6/12/2003

NMVTI Student HousinPresque Isle "F" Street Maine Fire P Dormit New NFPA 13 550 static and 31 residual at 935 gpm, 5-2003 Wet 510 2/28/2004

NMVTI, (Student HousiPresque Isle Maine Fire P Dormit New NFPA 13 6 50 static and 31 residual at 935 gpm, 5-2003 Wet 511 6/11/2004

Northern Maine RegionPresque Isle Airport Drive Maine Fire P Assemb Existing NFPA 13 6.5 80 static and 35 residual at 990 gpm, 5-1992 Dry 0 3/2/1993

NynexPresque Isle Carmichael Street Maine Fire P Busines New NFPA 13 4.7 Static 90, 1223 GPM at 53 psi Wet 0 4/19/1991

Office Building, (Dr. PrPresque Isle Academy Street Maine Fire P Office New NFPA 13 36 100 static and 65 residual at 1350 gpm, 2002 Wet 137 9/14/2005

Paris J. Snow HallPresque Isle Northern Maine Te Eastern Fire Educati Existing NFPA 13 05/06/92 Static 48, 364 GPM at 45 psi Wet 0 5/29/1992

PorteousPresque Isle 839 Main Street Cam-Ful Ind Mercan Existing Hydr. Calc Static 93, 1539 GPM at 50 psi - Relocation of heads + 16 Wet 0 4/27/1993

Preble Hall RenovationsPresque Isle Main Street Fire Protectio Educati Renovation NFPA 13 Renovation Dry 46 6/27/1995

Preble Hall UMPIPresque Isle 181 Main Street Maine Fire P School Existing NFPA 13 5-6-94 Static 85, 700 GPM at 65 psi Dry 0 5/18/1994

Presque Isle District CoPresque Isle Chapman Street Maine Fire P District New NFPA 13 None Given Wet 228 11/29/1990

Presque Isle Hospital, (TPresque Isle Fleetwood Fire Protectio Medica New NFPA 1310 73 static and 29 residual at 800 gpm, 8-20-96 Wet 55 8/2/2001

Presque Isle Library AdPresque Isle 32 2nd Street Maine Fire P Library Existing & n NFPA 13 148 3/19/2012

Presque Isle Middle SchPresque Isle Skyway Eastern Fire Educati New Hydro-Pro 736 static and 8 residual at 450 gpm, 12-5-03 Wet 634 10/2/2004

Presque Isle Nursing HoPresque Isle Academy Street Fire Protectio Nursing New NFPA 13 5.6 Static 65, Residual 12, at 580 GPM, 10/15/96 Dry 20 10/24/1997

Presque Isle Nursing HoPresque Isle Dewberry Drive Eastern Fire Nursing New additio NFPA 13 Static 100, 1500 GPM at 80 psi Dry 0 9/9/1991

Presque Isle Nursing, (APresque Isle Academy Street Fire Protectio Nursing Existing & n NFPA 13 9 65 static and 12 residual at 580 gpm, 5-6-93. 2002 main Dry 26 1/29/2003

Professional Medical APresque Isle Academy Eastern Fire Apartm New NFPA 13R 8 100 static and 70 residual at 1400 gpm, 7-12-99 Wet 80 1/19/2002

Public Safety BuildingPresque Isle 43 North Street Maine Fire P Repair New NFPA 13 27 102 static and 62 residual at 1300 gpm, 1993 Wet 235 12/24/2000
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Recycling Facility RenoPresque Isle Missile Road Maine Fire P Industri Renovation NFPA 13 Static 80, 1000 GPM at 37 psi Dry 0 12/3/1991

SearsPresque Isle 839 Main Street Cam-Ful Ind Mercan New Factory Mut Static 93, 1539 GPM at 50 psi Wet 0 4/27/1993

Sister Mary O'Donnel SPresque Isle Airport Road Maine Fire P Homele New Hydro-Pro 39 71 static and 48 residual at 120 gpm. Goulds 80G550 pu Wet 64 12/7/2000

SlopesPresque Isle Maysville Road Eastern Fire Restaur New NFPA 13 8 95 static and 68 residual at 1160 gpm, 5-6-04 Dry 728 5/12/2004

TAMC Medical Office Presque Isle Fleetwood Fire Protectio Busines Existing & n NFPA 13 5 73 static and 29 residual at 800 gpm, 5-20-96 Wet 327 3/6/2000

TAMC, (Ambulance BuPresque Isle Maine Fire P Ambula New NFPA 13 11 100 static and 65 residual at 1350 gpm, 2003 Wet 49 2/18/2005

TAMC, (Care Units)Presque Isle Academy Street Fire Protectio Medica Renovation NFPA 13 18 73 static and 29 residual at 800 gpm, 5-20-96 Wet 100 3/27/2003

TAMC, (Lobby RenovatPresque Isle Academy Street Eastern Fire Hospita Renovation NFPA 13 n/a 100 static and 65 residual at 1350 gpm, 4-00 Wet 46 11/12/2004

TAMC, (Orthopedics SPresque Isle Academy Street Eastern Fire Busines Renovation NFPA 13 dn dna Wet 60 12/31/2002

TAMC, (Women & ChilPresque Isle Academy Street Fire Protectio Health Renovation NFPA 13 16 73 static and 29 residual at 800 gpm, 5-20-96 Wet 109 3/20/2000

Tang's CourtyardPresque Isle Route 1 Eastern Fire Restaur New NFPA 13 6 85 static and 53 residual at 1100 gpm, 1991 Dry 146 1/25/2000

The Aroostook Medical Presque Isle Academy Street Eastern Fire Hospita Existing & n NFPA 13 10 100 static and 65 residual at 1350 gpm, 4-00 Wet 479 12/17/2002

The Aroostook Medical Presque Isle Academy Street Fire Protectio Medica New NFPA 13 24 257 6/29/2007

UMPI (Skyway ApartmPresque Isle UMPI Maine Fire P Dormit New Maine Life 17 50 static and 31 residual at 935 gpm, 11-22-00. Goulds G Wet 210 1/8/2003

UMPI, (Health complexPresque Isle Main Street Eastern Fire Gymna New NFPA 1320 87 static and 72 residual at 1423 gpm, 12-17-05 Wet 424 2/23/2005

UMPI, (Wieden Hall)Presque Isle UMPI Campus Maine Fire P Assemb New NFPA 136 94 static and 85 residual at 530 gpm, 5-1999 Wet 338 7/23/1999

University of ME- PresqPresque Isle 181 Main Street Sprinkler Sys Educati New NFPA 13 68 static and 12 residual at 530 gpm Dry 0 9/19/1991

University of ME, (NorPresque Isle 181 Main Street Fire Protectio Busines Renovation NFPA 13 dn dna Dry 114 5/30/1997

Wal-MartPresque Isle US Route 1 Sprinkler Sys Mercan New NFPA 135.8 Static 92, 1150 GPM at 46 psi Wet 0 7/23/1992

Wal-Mart, (Store #1924Presque Isle US Route 1, North Eastern Fire Mercan Renovation NFPA 13 5 95 static and 50 residual at 1150 gpm, 2-11-00 Dry 0 12/31/2000

Karen Tardif HouseSaint Agatha 433 Cleveland Roa Simplex Grin Residen New NFPA 13D 19 Gould GT15 pump rated at 35 gpm at 46 psi Wet 54 8/23/2002

38



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Sherman Lumber MaintSherman Sherman Station Eastern Fire Repair New NFPA 13 14 Pump rated at 1000 gpm at 100 psi Dry 77 3/31/1997

Border View ManorVan Buren State Street Fire Protectio Residen New Hydr. Calc. 3 22 static and 17 residual at 690 gpm Dry 0 9/27/1993

Borderview ManorVan Buren 90 State Street Fire Protectio Nursing New NFPA 13 6 22 static, 17 residual at 690 gpm, 7-30-93 Wet 21 6/27/1997

Valley Paper FacilityVan Buren RT # 1. Maine Fire P Paper S New NFPA 231F 7.8 Date of last water test; 8/30/2001; Static Pressure; 82; Re Wet 255 12/31/2001

Van Buren Yacht ClubVan Buren Route 1A Roger Albert Hotel & New NFPA 13 5 231 7/21/2006

Langille Country MotelWashburn Presque Isle Road Eastern Fire Motel New Maine Life 100 GPM at 50 psi Dry 0 10/30/1990

First Settlers LodgeWeston Route 1 Eastern Fire Assemb Existing & n Maine Life dnGoulds GT-20 pump Wet 22 12/18/2000

North Woods LodgeWeston Route 1 Eastern Fire Roomin New Maine Life 7.4 Goulds GT20 pump rated at 30 gpm at 53 psi Wet 71 8/14/1998

Aroostook Aroostook
Cumberland Cumberland

Acorn ProductsBridgton Route 302 Dean & Ally Textile Existing & n NFPA 13 9 77 static and 52 residual at 1230 gpm, 11-20-01 Wet 0 12/27/2002

Bridgton Elementary ScBridgton Route 302 Maine Fire P Educati New NFPA 13 9 72 static and 68 residual at 860 gpm, 11-5-98 Wet 524 12/31/1999

Bridgton HospitalBridgton South Street Atlantic Auto Hospita New NFPA 13 26 32 static and 25 residual at 839 gpm, 4-13-00. Patterson 4Wet 545 12/31/2000

Bridgton Internal MedicBridgton 10 Hospital Drive Sprinkler Sys Medica New NFPA 13 23 Patterson Vertical Pump Model 4x3 VIP rated at 292 gpmWet 64 10/3/2003

Bridgton Knitting Mills,Bridgton Route 302 Federal Pipin Industri Existing & n NFPA 13 2387 static, 81 residual at 1206 gpm, 6-94 Wet 135 7/10/1996

Bridgton Knitting Mills,Bridgton Route 302 Federal Pipin Offices New NFPA 13 14 87 static, 81 residual at 1206 gpm, 6-94 Wet 31 3/17/1997

Bridgton Modular SchoBridgton Depot Street Capitol Fire Educati Existing Hydro-Pro 15Static 89, residual 64 at 1117 GPM, tested 09/92 Wet 0 2/15/1994

Bridgton Modular SchoBridgton Depot Street Capitol Fire Educati Existing Hydro-Pro 6 Static 89, residual 64 at 1117, tested 09/92 Wet 0 1/4/1994

Camp MicahBridgton Moose Cove Road Simplex Grin Summe New NFPA 13 7 Pump rated at 500 gpm at 60 psi. Pool is stored water sup Wet 250 4/11/2001

Chuck Remicar RetailBridgton Main Street Denali Fire P Mercan New Maine Life 32 82 static and 58 residual at 1282 gpm, 7-11-05 Wet 16 7/18/2005

Down East Mfg.Bridgton 69 Main Street High Tech Fi Machin New NFPA 13 10 90 static and 40 residual at 1325 gpm, 2-01 Dry 117 3/25/2005

F. P. SaundersBridgton Bacon Street Eastern Fire Busines New & exist NFPA 13 16 Static 80, residual 71 at 936 GPM, tested 12/23/91 Dry 0 3/18/1992
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Food CityBridgton Main Street High Tech Fi Mercan New NFPA 13 5 90 static and 75 residual at 450 gpm, 2-13-01 Wet 113 5/19/2001

Food CityBridgton Main Street Dean & Ally Mercan Existing & n NFPA 13 n/a 60 static and 20 residual at 1466 gpm, 2002 Wet 72 4/24/2004

Good NeighborsBridgton Ingles Road Simplex Grin Residen New NFPA 13D 13 Peerless PE150 pump rated at 80 gpm at 24 psi Wet 12 1/28/1997

Good Neighbors Group Bridgton Meadow Road High Tech Fi Group Existing Maine Life 11 Static 70, residual 55 at 1210 GPM, tested 04/07/94 Wet 0 7/21/1994

Hancock LumberBridgton Route 302 High Tech Fi Lumber New NFPA 13 5 82 static and 75 residual at 1323 gpm Dry 261 1/15/2006

Hannaford SupermarketBridgton Route 302 Simplex Grin Mercan New NFPA 13 6 82 static and 75 residual at 1323 gpm, 8-25-05 Wet 440 9/12/2005

Hayes True ValueBridgton Route 302 Sprinkler Sys Mercan New NFPA 13 9 87 static and 81 residual at 1206 gpm, 6-94 Wet 157 2/9/2001

Medical Office For NCBridgton South High Street Eastern Fire Offices, New Hydro-Pro 7Static 25, residual 20 at 1000 GPM, tested 02/93, Peerless Wet 0 6/28/1993

NFI Group HomeBridgton 15 Wayside Avenu High Tech Fi Residen Existing & NFPA 13R 8 84 static, 80 residual at 3827 gpm, 11-30-94 Wet84 3/1/1996

Potter PropertyBridgton Main & Depot Stre Sprinkler Sys Mercan New NFPA 13 6 86 static, 79 residual at 1320 gpm, 11-19-96 Dry 219 12/9/1996

Renys Department StoreBridgton Main Street High Tech Fi Mercan Existing NFPA 13 5 Static 90, residual 75 at 1700 GPM Dry 0 12/6/1994

Sebago Shoe 1992 Rear Bridgton Route 302 Fire Shield S Manufa New additio NFPA 13 Static 80, residual 70 at 1360 GPM, tested 01/89 Wet 0 1/29/1993

Shawnee Peak, (Phase 1Bridgton RR #1, Box 734 Eastern Fire Assemb New Hydro-Pro 5 85 static, 15 residual at 89.5 gpm, 8-21-97 Wet 148 9/4/1997

Shawnee Peak, (Phase 2Bridgton RR 1 Box 734 Eastern Fire Ski Lod Existing & n Hydro-Pro 7 85 static and 15 residual at 89 gpm Wet 57 10/20/1998

Tarry A While ResortBridgton Highland Road Sprinkler Ser Inn/Res New Hydro-Pro 14 Peerless pump C810 rated at 60 GPM at 71 psi. Wet 7910/24/1997

Winona Camps for BoyBridgton H10 Ridge Road Sprinkler Ser Assemb New Hydro-Pro 7 Peerless PE 503 pump, not UL listed, rated at 50 gpm at 5 Wet 104 7/24/1996

57 PLEASANT STREEBrunswick 57 PLEASANT ST Freedom Fire APART New System NFPA 13R 7.6 62 6/8/2012

BIW, (Harding Plant)Brunswick Route 1 Eastern Fire Manufa New & exist NFPA 13 13 80 static, 28 residual at 790 gpm, 11-18-97 Wet 28 12/2/1997

BNA, (Building 516)Brunswick Neptune Drive High Tech Fi Coolers Existing & n NFPA 13 24 75 static and 70 residual at 450 gpm, 3-7-02 Wet 16 4/22/2002

BNAS Fuel FarmBrunswick BNAS Sprinkler Ser Repair New NFPA 13 9 68 static, 46 residual at 1030 gpm, 8-96 Wet 26 12/10/1996

BNAS, (Building 590)Brunswick Brunswick Naval Dean & Ally Vehicle New NFPA 13 7 67 static and 52 residual at 1090 gpm, 10-14-03 Wet 94 11/8/2003
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BNAS, (Security BuildiBrunswick Maine Fire P Office New NFPA 13 15 67 static and 52 residual at 1090 gpm, 2003 Wet 107 3/4/2004

Boody JohnsonBrunswick Maine Street Eastern Fire Apartm New NFPA 13 568 static and 64 residual at 993 gpm, 4-20-04 Dry 154 5/14/2004

BordersBrunswick Bath Road High Tech Fi Mercan Renovation NFPA 13 5 216 9/2/2006

Bostwick Estates - SpecBrunswick Bostwick Estates Eastern Fire Residen NFPA 13D 5 Peerless Pump 150C, 46 GPM at 32 psi Wet 0 7/1/1994

Bowdoin CollegeBrunswick Harpswell Street High Tech Fi Educati New NFPA 13 5 61 static, 57 residual at 1007 gpm, 5-31-96 Wet 337 11/7/1996

Bowdoin College - ResiBrunswick South Street Sprinkler Sys Dormit New NFPA 13 5Static 60, residual 51 at 949 GPM, tested 08/19/95 Wet 405 11/13/1995

Bowdoin College ResidBrunswick 4 South Street Eastern Fire Dormit New Maine Life None Given Wet 0 10/17/1990

Bowdoin College ScienBrunswick Sills Drive High Tech Fi Busines New NFPA 13 2861 static, 57 residual at 1007 gpm, 5-31-96, plus Peerless Wet 370 6/19/1996

Bowdoin College, (AdmBrunswick 4 College Street Sprinkler Sys Busines New & Ren NFPA 13 6 64 static and 48 residual at 1836 gpm, 9-98 Dry 197 10/5/2000

Bowdoin College, (ApplBrunswick College Street Eastern Fire Dormit New NFPA 13R 16 60 static and 42 residual at 849 gpm, 6-16-98 Wet 163 7/27/1998

Bowdoin College, (BooBrunswick 7 Boody Street High Tech Fi Dormit New NFPA 13 5 70 static and 55 residual at 1739 gpm, 8-28-95 Dry 152 6/20/2000

Bowdoin College, (BowBrunswick Bowdoin College Sprinkler Sys Recital Renovation NFPA 13 10 203 8/26/2006

Bowdoin College, (BrunBrunswick Maine Street Eastern Fire Dormit New NFPA 13 762 static and 47 residual at 1172 gpm, 9-29-98 Dry 776 6/5/2001

Bowdoin College, (ChilBrunswick 6 South Street Eastern Fire Child C New NFPA 13 9 65 static and 56 residual at 1126 gpm, 9-6-02 Dry119 10/2/2002

Bowdoin College, (CleaBrunswick 10 Cleaveland Stre High Tech Fi Dormit New NFPA 13 7 67 static and 58 residual at 700 gpm, 2-2-00 Dry 86 6/20/2000

Bowdoin College, (CoffBrunswick Bowdoin College Sprinkler Sys Dormit New NFPA 13 5 65 static and 54 residual at 1021 gpm, 5-30-01 Wet 482 2/22/2005

Bowdoin College, (ColeBrunswick College Street Eastern Fire Dormit New NFPA 13 7 65 static and 57 residual at 920 gpm, 7-21-99 Wet 148 1/31/2000

Bowdoin College, (DiniBrunswick South Street High Tech Fi Dining/ New NFPA 13 762 static and 53 residual at 1163 gpm, 12-11-98 Wet 550 1/26/2000

Bowdoin College, (DorBrunswick 30 College Street High Tech Fi Dormit New NFPA 13 5 65 static and 53 residual at 1061 gpm, 6-9-00 Dry 81 6/20/2000

Bowdoin College, (HarpBrunswick Harpswell Road Eastern Fire Dormit New NFPA 13 18 66 static and 55 residual at 1210 gpm, 4-28-00 Wet 185 6/20/2000

Bowdoin College, (HawBrunswick Park Row Sprinkler Sys Library New NFPA 13 6 69 static and 66 residual at 650 gpm, 3-25-98 Prea 483 11/8/2000
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Bowdoin College, (HowBrunswick Potter Street Eastern Fire Dormit RenovationNFPA 13 dn dna Dry 27 6/12/2002

Bowdoin College, (KanBrunswick Bath Road High Tech Fi College New NFPA 13 5 64 static and 55 residual at 1048 gpm, 7-30-02 Wet 26912/20/2003

Bowdoin College, (LaddBrunswick 14 College Avenue Eastern Fire Dormit New NFPA 13 5 65 static and 57 residual at 920 gpm, 7-21-99 Dry 121 6/5/2001

Bowdoin College, (MaiBrunswick College Street Eastern Fire Dormit New NFPA 13R 10 61 static and 57 residual at 1007 gpm, 5-31-96 Wet 167 8/10/1998

Bowdoin College, (MayBrunswick Belmont Street Eastern Fire Apartm Existing & n NFPA 13 5 date of last water Test: 9-25-98:  Static: 60: Residual: 52: Dry 0 8/17/2001

Bowdoin College, (MeBrunswick Bath Road High Tech Fi Assemb New NFPA 13 5 65 static and 32 residual at 751 gpm, & Fairbanks & MorWet 424 12/29/1998

Bowdoin College, (NewBrunswick South Street High Tech Fi Dormit New NFPA 13 5 62 static and 53 residual at 1163 gpm, 12-11-98 Wet 570 2/18/1999

Bowdoin College, (Pine Brunswick Pine Street Eastern Fire Dormit New NFPA 13 2071 static and 39 residual at 920 gpm, 4-28-00 Wet 185 6/20/2000

Bowdoin College, (RussBrunswick College Street Eastern Fire Apartm New NFPA 13 5 65 static and 54 residual at 1021 gpm, 4-17-01 Dry 94 6/27/2003

Bowdoin College, (ScieBrunswick Sills Drive High Tech Fi Busines New NFPA 13 4761 static, 57 residual at 1007 gpm, 5-31-96 Wet 337 10/7/1996

Bowdoin College, (SearlBrunswick Upper Park Row Sprinkler Sys Busines New & Ren NFPA 13 5 64 static and 48 residual at 1836, 9-17-98 Dry 492 9/25/1998

Bowdoin College, (SmitBrunswick 59 Harpwell Road Eastern Fire Dormit New NFPA 13R 10 58 static, 48 residual at 1790 gpm, 8-25-95 Wet 40 8/12/1997

Bowdoin College, (SquaBrunswick Bowdoin College Sprinkler Sys Squash New NFPA 13 5 65 static and 27 residual at 730 gpm, 8-18-99 Wet 103 9/27/1999

Bowdoin College, (StowBrunswick Federal Street Eastern Fire Dormit New NFPA 13 11 72 static and 57 residual at 1156 gpm, 3-21-02 Wet 317 4/9/2002

Bowdoin College, (The Brunswick Main Street Sprinkler Sys Dormit Renovation NFPA 13 dn 64 static and 48 residual at 1836 gpm, 9-17-98 Dry 216 7/23/1999

Bowdoin College, (ThetBrunswick Eastern Fire Dormit Existing & n NFPA 13 6 70 static and 59 residual at 1210 gpm, 12-12-00 Dry 182 6/5/2001

Bowdoin College, (WalBrunswick Upper Park Row Sprinkler Sys Museu New NFPA 137 293 8/9/2006

Bowdoin College, (WintBrunswick Bath Road Eastern Fire Dormit New NFPA 13R 5 61 static, 57 residual at 1007 gpm, 5-31-96 Wet 144 6/23/1997

Bowdoin College, MoorBrunswick College Street Eastern Fire Dormit New NFPA 13R 13 60 static, 51 residual at 949 gpm, 8-17-95 Wet 146 6/11/1998

Bowdoin Medical GrouBrunswick Baribau Drive Eastern Fire Busines Existing NFPA 13 dn Relocation of sprinkler heads Dry 26 10/4/1996

Bowdoin Medical GrouBrunswick 27 Baribeau Drive Eastern Fire Offices, Existing NFPA 13 8 Static 67, residual 56 at 1186 gpm, tested 07/92 Dry 0 8/22/1994
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Brand HouseBrunswick 318 Bunganuc Roa John Poirier Residen New NFPA 13D 5 Static 41 psi min. Wet 0 10/30/1995

Brunswick Apartments IBrunswick Maine Street Eastern Fire Dormit New NFPA 13 762 static and 47 residual at 1172 gpm, 9-29-98 Dry 103 6/5/2002

Brunswick Apartments IBrunswick Maine Street Eastern Fire Dormit New NFPA 13 762 static and 47 residual at 1172 gpm, 9-29-98 Dry 412 8/6/2002

Brunswick Apartments, Brunswick Maine Street Eastern Fire Dormit New NFPA 13 862 static and 47 residual at 1172 gpm, 9-29-98 Wet 147 8/6/2002

Brunswick Apartments, Brunswick Maine Street Eastern Fire Dormit New NFPA 13 662 static and 47 residual at 1172 gpm, 9-29-98 Dry 138 6/12/2002

Brunswick Bed & BreaBrunswick Freedom Fire Roomin New Maine Life 5 Gould pump rated at 50 gpm at 60 psi Wet 52 1/29/2004

Brunswick High SchoolBrunswick Maquollt Street Eastern Fire School Existing NFPA 13 Static 65, residual 53 at 1061 GPM, tested 06/26/89 Wet 0 1/31/1994

Brunswick Naval Air StBrunswick Construction Build Simplex Grin Manufa New Hydr. Calc. 5 Static 68, residual 56 at 1100 GPM, tested 1992 Wet 0 10/1/1992

Brunswick Naval Air StBrunswick Neptune Drive, BN Simplex Grin Gymna New NFPA 13 5 67 static, 58 residual at 1160 gpm, ? Wet 271 9/26/1997

Brunswick Naval Air StBrunswick Orion Street Sprinkler Ser Storage New NFPA 231C 63 ? static, 165 residual at 13000 gpm, 11-1995 Foa129 4/15/1997

Brunswick TechnologieBrunswick Bibber Parkway Sprinkler Sys Manufa New NFPA 13 & 6 Static 58, residual 48 at 1087 GPM, tested 05/95 Wet 470 8/16/1995

Brunswick TechnologieBrunswick Bibber Parkway Sprinkler Sys Manufa Existing & n NFPA 231C 69 47 static and 40 residual at 943 gpm, 1-22-96, & Peerless Dry 216 8/17/1998

Brunswick/Topsham WBrunswick River Road High Tech Fi Water t Existing & n NFPA 13 6 72 static and 68 residual at 1007 gpm, 1-6-99 Dry 39 1/11/1999

Child Development CenBrunswick Brunswick Naval Sprinkler Sys Day Ca Existing NFPA 13 None Given Dry 0 10/30/1990

Coastal SurgeryBrunswick 430 Bath Road Eastern Fire Medica New NFPA 135 85 static and 73 residual at 1300 gpm, 1-3-02 Dry 316 1/24/2002

Cold Water CreekBrunswick 147 Bath Road Sprinkler Sys Mercan RenovationNFPA 13 5 60 8/22/2006

Cooks Corner MallBrunswick Atrium Cooks Cor High Tech Fi Mercan New Wet 0 1/10/1995

Creekside VillageBrunswick 50 Baribeau Drive High Tech Fi Apartm New NFPA 13 5 579 1/1/2007

Curtis LibraryBrunswick Pleasant Street High Tech Fi Assemb New NFPA 13 5 74 static and 58 residual at 1061 gpm, 8-22-97 Dry 579 9/21/1998

David Saul Smith UnioBrunswick College Street Sprinkler Sys Educati New NFPA 13 7 Static 68, residual 53 at 930 GPM Wet 0 3/1/1994

DeLisle HomeBrunswick Wildwood Drive Eastern Fire Residen New NFPA 13D 23 Static 89, Residual 34 at 1758 GPM 0 10/4/1993
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Dove Foster CareBrunswick 16 Douglas Avenu Eastern Fire Foster Existing & n NFPA 13R 24 74 static and 56 residual at 1765 gpm, 8-28-95 Wet 6 10/24/2002

Dove Foster CareBrunswick 16 Douglas Street Eastern Fire Residen New NFPA 13R 14 74 static, 56 residual at 1765 gpm, 8-28-95 Wet 21 4/4/1996

Eightyfive Union StreetBrunswick 85 Union Street Eastern Fire Busines New NFPA 13 10 65 static and 58 residual at 1126 gpm, 11-24-98 Wet 260 6/15/1999

Enrico ApartmentsBrunswick 7 Booker Street Eastern Fire Apartm New Hydro-Pro 9 75 static, 61 residual at 943 gpm, 1989 Wet 47 7/19/1996

Evergreen CenterBrunswick 1 Columbus Drive Sprinkler Ser Apartm New Hydro-Pro 10 83 static, 73 residual at 1300 gpm, 11-13-97 Wet 29 12/16/1997

Fendler HomeBrunswick Bostwick Estates Eastern Fire Home Existing NFPA 13D Peerless Pump, 150C, 38 GPM at 50 psi Wet 0 5/18/1994

First Parish Church BruBrunswick 207 Maine Street High Tech Fi Church New NFPA 13 5 65 static and 54 residual at 1007 gpm, 7-30-02 Dry 0 7/21/2003

Four Pine StreetBrunswick 4 Pine Street Freedom Fire 5 Bed New Maine Life 5 Pump rated at 30 gpm at 45 psi Wet 32 12/10/2001

Fox HomeBrunswick Woodwiss Develop Eastern Fire Residen New NFPA 13D 16 Peerless Pump, 26 GPM at 46 psi Wet 0 8/19/1992

Fuller HomeBrunswick   Wildwood Develo Eastern Fire Home NFPA 13D31 Static 89, residual 39 at 776 GPM Wet 0 5/6/1994

Gerard Pelletier HomeBrunswick P.O. Box 435 Eastern Fire Home Existing NFPA 13D 46 Static 89, Residual 34 at 1578 GPM tested 1987 Wet 0 1/8/1992

Goodwins ChevroletBrunswick Pleasant Street Sprinkler Sys Mercan New additio NFPA 13 7 Static 61, residual 38 at 856 GPM, tested 1989 Wet 0 11/29/1994

Goodwin's Chevrolet, (2Brunswick Pleasant Street Sprinkler Sys Repair Existing & n NFPA 13 10 56 static and 47 residual at 1007 gpm, 8-30-95 Wet 112 11/22/2002

Goodwins ChevyBrunswick Pleasant Street Eastern Fire Mercan Existing NFPA 13 10 Static 61, residual 50 at 919 GPM, tested 07/89 Wet 0 10/13/1994

Granite Hill Physical ThBrunswick Granite Hill High Tech Fi Medica New NFPA 13 7.5 Static 53, residual 41 at 870 GPM Dry 169 3/25/1993

Hallmark CapeBrunswick Wildwood Develop Eastern Fire Home Existing NFPA 13D 9 Static 81, residual 39 at 776 GPM, tested 06/89 Wet 0 5/18/1994

Hannaford, (RenovationBrunswick 35 Elm Street High Tech Fi Mercan Renovation NFPA 13 6-21-07 test shows 75 static at 65 residual 57 2/19/2007

Hawthorne-Longfellow Brunswick Bowdoin College Sprinkler Sys Library New NFPA 13 8 69 static and 66 residual at 650 gpm, 3-25-98 Prea 468 6/8/2005

Haywood Lane CapeBrunswick Haywood Lane Eastern Fire Home New NFPA 13D 16Peerless Pump 26 GPM at 46 psi Wet 28 8/6/1992

Hazmat FacilityBrunswick Orion Street Maine Fire P Wareho New NFPA 13 1167 static and 52 residual at 1090 gpm Wet 47 7/29/2004

Hospice of Midcoast MBrunswick Brunswick Eastern Fire Busines New Maine Life 7 57 static and 49 residual at 2001 gpm, 8-25-95 Wet20 12/31/1999
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Hoyts CinemaBrunswick Thomas Point Roa High Tech Fi Movie New NFPA 13 5 Static 82, residual 52 at 1496 GPM, tested 06/89 0 7/18/1995

Huff HomeBrunswick 27 Page Street Eastern Fire Home New NFPA 13D17 Peerless Pump 26 GPM at 46 psi Wet 0 9/9/1992

Independence HouseBrunswick 17 Lincoln Street Sprinkler Sys Busines New NFPA 13R 6 Static 71, residual 65 at 822 GPM, tested 07/89 Wet 0 1/25/1993

Joe PisquetteBrunswick 71 Cumberland Str High Tech Fi Residen New NFPA 13R 13 69 static and 20 residual at 787 gpm, 7-28-89, then 77 sta Wet 41 6/2/2004

Jordan Avenue Pump StBrunswick Jordan Avenue High Tech Fi Pump S New NFPA 13 688 static and 76 residual at 1244 gpm, 1-13-01 Dry 99 2/9/2001

Kim's HallmarkBrunswick Cooks Corner Mall High Tech Fi Retail Renovation NFPA 13 5 03/17/99 Static 80, 1280 GPM at 75 psi Wet 56 6/24/1999

LL Bean, (Brunswick MBrunswick Industrial Way Sprinkler Sys Storage Existing & n NFPA 13 8 Peerless 6AEF14G existing pump rated at 1500 gpm at 75 Wet 100 9/7/2004

Longley RanchBrunswick Wildwood Develop Eastern Fire Residen New NFPA 13D Static 89, Residual 34 at 1748 GPM Wet 0 6/14/1993

Longly - Bean RanchBrunswick Cooks Corner Eastern Fire Residen New NFPA 13D 30 Static 89, residual 34 at 1758 GPM, tested 1987 Wet 0 11/23/1992

Lowes Home ImprovemBrunswick 250 Bath Road Davis-Ulmer, Mercan New NFPA 13 575 static and 61 residual at 1187 gpm, 11-18-03. ITT/AC Wet 1915 12/6/2004

Maine Line MotelBrunswick 133 Pleasant Street Maine Fire P Motel New Maine Life 7.9 Static 47.3, residual 27.95 at 67.5 GPM Wet 0 6/22/1993

Maine Oil DealersBrunswick Greenwood Road Eastern Fire Laborat Existing & n Maine Life 51 Peerless PE 150C pump rated at  20 pm at 45 psi Wet 63 1/27/2004

Maine State Music TheaBrunswick Elm Street Sprinkler Sys Theater New NFPA 13 8 75 static and 66 residual at 1125 gpm, 11-12-02 Wet 316 12/11/2002

Maine Street Station BuBrunswick 17 Maine Street-St High Tech Fi Medica New NFPA 13 5 331 4/11/2011

Marriner LumberBrunswick Church Road Eastern Fire Showro Existing & nNFPA 13 6 58 static and 52 residual at 1126 gpm, 12-23-02 Dry 43 12/31/2002

Marriner LumberBrunswick Church Road Eastern Fire Wood P New NFPA 13 Static 51, residual 45 at 1012 GPM, tested 07/06/89 Dry 0 12/17/1993

Marriner LumberBrunswick 158 Church Road Sprinkler Sys Retail New NFPA 13 dn 55 static, 50 residual at 2" main drain test, tested 1-9-97 Dry 48 1/14/1997

Marriott Fairfield InnBrunswick US Route 1 Simplex Grin Hotel New NFPA 13 8 52 static and 30 residual at 531 gpm. 8-30-95. Patterson 5 Dry 462 4/24/2004

Martin's Point Health CBrunswick Old Bath Road Eastern Fire Health New NFPA 13 6 73 static and 56 residual at 955 gpm, 8-23-95 Dry 220 1/22/1999

Matthew TerraceBrunswick 25 Thorton Way RBM Guardi Elderly New NFPA 13R 7 68 static, 59 residual at 989 gpm, 7-3-89 Wet 253 10/21/1997

Matthew Terrace, (WestBrunswick 25 Thorton Way RBM Guardi Apartm Existing & nNFPA 13R 19 68 static and 59 residual at 989 gpm, 7-3-89 Wet 267 8/11/1999
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MBNA New EnglandBrunswick Industrial Parkway Automatic S Office New NFPA 13 12 Static 45, residual 42 at 1061 GPM, tested 07/24/95 Wet/ 0 10/23/1995

Medical Office Bldg, (3Brunswick 121 Medical Cente Sprinkler Sys Medica Renovation NFPA 13 76 static and 43 residual at 825 gpm, 4-2000 Wet 55 10/24/2003

Merry Meeting Plaza, (SBrunswick Merry Meeting Pla High Tech Fi Mercan New NFPA 13 10 65 static and 56 residual at 938 gpm, 8-23-95.  72-64-890 Dry 804 7/7/2004

Merrymeeting PlazaBrunswick Bath Road Maine Fire P Mercan New 15 456 4/18/2006

Merrymeeting Plaza RetBrunswick Old Bath Road / C Eastern Fire Mercan New NFPA 13 9.8 Tested 06/89 Wet 0 9/29/1992

Mid Coast HospitalBrunswick 58 Baribeau Drive Sprinkler Sys Health New NFPA 13 9 58 static, 51 residual at 2069 gpm, 8-29-95 Wet 127 12/6/1996

Mid Coast HospitalBrunswick Bath Road Sprinkler Sys Hospita New NFPA 13 5 76 static and 43 residual at 825 gpm, 4-2000 Dry 1315 6/22/2000

Mid-Coast Medical OffiBrunswick Bath Road Sprinkler Sys Medica New NFPA 13 8 76 static and 43 residual at 825 gpm, 4-00 Wet 744 2/28/2001

Midcoast Senior Health Brunswick 58 Baribeau Drive Sprinkler Sys Offices Renovation NFPA 13 11 67 static and 57 residual at 1186 gpm, 6-7-02 Wet 88 3/1/2005

Mid-Coast Senior HealtBrunswick 58 Baribeau Drive Sprinkler Sys Assiste Existing & n NFPA 13 11 67 static and 57 residual at 1186 gpm, 6-7-02 Wet 863 8/12/2002

MidCoast Senior HealthBrunswick 58 Baribeau Drive Sprinkler Sys Unused New NFPA 13 9 67 static and 57 residual at 1186 gpm, 6-7-02 Wet 77 10/24/2002

Molnlycke Health CareBrunswick Atlantic Ave Sprinkler Sys Manufa New System NFPA 13 5+ 705 4/27/2012

New Navy LodgeBrunswick BNAS Eastern Fire Hotel/D New NFPA 13R 7 65 static and 50 residual at 1034 gpm Dry 247 3/9/1999

New Physical Therapy Brunswick Greenwood Road Eastern Fire Medica New NFPA 13D Peerless PE 150C 1 1/2 hp 26 GPM at 46  psi 0 1/8/1991

Office Suite - Dr. LoseyBrunswick Main Street High Tech Fi Busines Renovation NFPA 13 64 static, 51 residual at 2069 gpm, 8-18-95 Wet37 4/1/1997

Ouellet Associates New Brunswick Bibber Parkway Sprinkler Sys Busines New Maine Life 5 47 static and 40 residual at 943 gpm, 1-22-96 Wet 63 8/17/2000

Outdoor Adventure CenBrunswick Neptune Avenue Dean & Ally Recreat New NFPA 13 12 70 static and 34 residual at 880 gpm, 9-99 Wet 50 7/21/2003

Parkview - 1972 BuildiBrunswick 329 Main Street High Tech Fi Medica Renovation NFPA 13 121 4/25/2012

Parkview HospitalBrunswick Maine Street Eastern Fire Hospita Existing & n NFPA 13 7 70 static and 61 residual at 1074 gpm, 8-16-95. 65 static Wet 167 6/28/2003

Parkview HospitalBrunswick 329 Main Street High Tech Fi Hospita New NFPA 13 6 64 static, 51 residual at 2069 gpm, 8-18-95 Wet 129 4/30/1997

Parkview HospitalBrunswick 329 Maine Street Freedom Fire Health New NFPA 13 19 64 static and 51 residual at 2069, 8-18-95 Wet 38 3/18/1999
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Parkview Hospital (CorrBrunswick 329 Main Street High Tech Fi Hospita Existing NFPA 13 10 Date of last water test; 8/18/95; Static Pressure; 68; Resid Wet 39 12/31/2001

Parkview Hospital, (PhaBrunswick 329 Main Street High Tech Fi Hospita Existing & n NFPA 13 13 64 static and 51 residual at 2069 gpm, 1997 Wet 134 7/27/2000

Parkview Medical CentBrunswick Main Street High Tech Fi Hospita Existing & nNFPA 13 9 64 11/28/2006

Parkview Memorial HosBrunswick Maine Street Eastern Fire Hospita Existing NFPA 13 14 Static 70, residual 60 at 1074 GPM, tested 10/25/89 Wet 0 11/18/1994

Parkwood InnBrunswick Route 24 Sprinkler Sys Inn New NFPA 13 7.6 Static 82, residual 62 at 970 GPM, tested 06/21/89 Wet 0 3/11/1992

Parkwood Inn, (Pool AdBrunswick Route 24 Eastern Fire Pool Existing & n NFPA 13 24 72 static and 59 residual at 1150 gpm, 8-1995 Wet 18 12/27/2002

Pejepscot MillBrunswick c/o St. Raymond C High Tech Fi Industri New NFPA 13 Dry pipe conversion 0 11/8/1990

Peoples Bank, (Cooks CBrunswick Bath Road High Tech Fi Office New NFPA 13 6 80 static and 44 residual at 1126 gpm, 7-12-02 Dry 255 8/5/2002

Phoenix HomeBrunswick  at The Wildwood Eastern Fire Residen New NFPA 13D Static 89, Residual 34 at 1758 GPM tested 1987 Wet 0 5/11/1993

Ralph HomesBrunswick Wildwood Develop Eastern Fire Residen Existing NFPA 13D 63 Static 81, Residual 39 at 776 GPM tested 06-89 Wet 0 5/6/1994

Richards Apartment & Brunswick 155 Maine Street Eastern Fire Apartm Existing & n NFPA 13R 8 69 static and 62 residual at 1023 gpm, 6-9-89 Wet 100 4/24/2004

Roland BlierBrunswick Wildwood Estates High Tech Fi Residen New NFPA 13D 15 Static 82, Residual 50 at 889 GPM 0 2/22/1993

Ron RandoBrunswick Wildwood Estates High Tech Fi Residen New NFPA 13D 17 Static81, Residual 39 at 776 GPM 0 2/22/1993

Rosewood Place RestauBrunswick 22 Lincoln Street Automatic S Restaur New NFPA 13 27 Static 71, Residual 64 at 1186 GPM, tested 1992 Wet 0 12/4/1992

Sail Loft CottageBrunswick 287 Pennellville R Freedom Fire Overnig Existing & n Maine Life 19 Prime Flow pump Wet 17 4/25/2000

Saint - Gobain BTI, Inc,Brunswick 43 Bibber Parkway Sprinkler Sys Manufa Existing & n NFPA 13 21 47 static and 40 residual at 943 gpm, 1-22-96. Peerless 5 Wet 60 12/11/2004

Saint Gobain BTI, Inc., Brunswick 43 Bibber Parkway Sprinkler Sys Manufa Existing & n NFPA 13 12 47 static and 40 residual at 943 gpm, 1-22-96. Peerless S Wet 28 11/6/2005

Saint John's Federal CreBrunswick Cushing & Dunnin Sprinkler Sys Busines New Maine Life 7 48 static and 47 residual at 375 gpm, 10-10-00 Wet 76 12/14/2000

Sargent GymnasiumBrunswick College Street Eastern Fire Assemb New NFPA 13 6 60 static, 51 residual at 949 gpm, 8-19-95 Wet 209 6/3/1996

Saturn of BrunswickBrunswick Pleasant Street Sprinkler Sys Mercan New NFPA 13 5.4 Static 68, residual 58 at 2040 GPM Wet 0 10/28/1993

SEARS BRUNSWICKBrunswick 8 gurnet road brun Tri State Fire retail st Renovation NFPA 13 7.4 118 8/8/2012
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Shaws SupermarketBrunswick Route 24 Fire Shield S Mercan New NFPA 13 13 Static 83, residual 61 at 1087 GPM, tested 06/23 Wet 0 9/30/1992

Shop N SaveBrunswick Maine, Elm, and U Sprinkler Sys Mercan Existing NFPA 13 12 Static 71, residual 58 at 943 GPM, tested 07-89 Wet 0 1/30/1995

Shoreline ApartmentsBrunswick 60-62 Pleasant Stre High Tech Fi Residen New NFPA 13R 9 68 static, 67 residual at 943 gpm, 1992 Wet 82 6/21/1996

Southern NH UniversityBrunswick Bath Road High Tech Fi Busines Existing & n NFPA 13 12 80 static and 44 residual at 1126 gpm, 7-12-02 Dry 257 8/18/2003

Spindal ShopBrunswick 7 & 9 Lincoln Stre Freedom Fire Learnin New Maine Life 9 Goulds GT-20 pump rated at 40 gpm at 52 psi Wet 45 10/29/2002

Spurwink HouseBrunswick Lynn Lane Eastern Fire Residen New NFPA 13D 15Peerless PE 150C pump rated at 26 gpm at 46 psi Wet 33 4/3/1997

Spurwink House IIBrunswick Chloe Lynn Lane Eastern Fire Residen New NFPA 13D 4.7 Peerless PE 150C pump rated at 26 gpm at 46 psi Wet 24 5/10/1997

Spurwink SchoolBrunswick Route 1 High Tech Fi Educati New Hydro-Pro 5 Wet 0 10/3/1994

St Paul's Episcopal ComBrunswick Pleasant Street Eastern Fire Commu New NFPA 13 8 71 static and 67 residual at 746 gpm, 6-16-04 Wet 186 7/21/2004

St. Paul's Church 2012 Brunswick 27 Pleasant St. Eastern Fire Church Renovation NFPA 13 23 4/9/2012

StaplesBrunswick Cooks Corner Automatic S Mercan New & Ren NFPA 13 Static 85, Residual 75  (No other Data) Wet 0 4/11/1994

Station InnBrunswick Maine Street High Tech Fi Hotel New NFPA 13 5 483 2/17/2011

Stevens HomeBrunswick 52 Harpswell Road High Tech Fi Elderly Existing & n NFPA 13 6 65 static and 60 residual at 425 gpm, 7-14-00 Dry 79 9/5/2000

Stowe HouseBrunswick 63 Federal Street Simplex Grin Residen Existing NFPA 14 Non-Standard standpipe to meet brunswick codes Wet 0 3/5/1991

Sunny Brook VillageBrunswick 340 Bath Road Sprinkler Ser Retirem New NFPA 13R 5 66 static and 45 residual at 1034 gpm, 7-30-02 Wet 423 11/19/2002

SweetserBrunswick 329 Bath Road Eastern Fire Office RenovationNFPA 13 n/a 94 static and 50 residual at 1055 gpm, 1989 Wet 406 10/2/2004

Tedford ShelterBrunswick Cumberland Street Eastern Fire Shelter New Hydro-Pro 17 Static 70, Residual 67 at 943 GPM, tested 1990 Wet 0 10/26/1993

Tedford ShelterBrunswick 34 Federal Street Eastern Fire Apartm New NFPA 13R 6 71 static and 65 residual at 1244 gpm, 4-26-00 Wet 68 11/30/2000

The Times RecordBrunswick Maine Fire P Storage New NFPA 13 5 57 static and 45 residual at 1041 gpm, 8-30-04 Dry 477 4/8/2005

Thibeault Energy GaragBrunswick Summer Street Sprinkler Sys Repair New NFPA 13 5 63 static and 60 residual at 578 gpm, 8-7-03 Wet 32 9/15/2003

Thirty-two Longfellow Brunswick 32 Longfellow Ave Sprinkler Sys Residen New NFPA 13R 7 Static 67, Residual 57 at 1022 GPM, tested 6-20-89 Wet 51 6/14/1995
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THOMAS POINT OFFIBrunswick 14 THOMAS POI Freedom Fire OFFIC New System NFPA 13 5.6 284 10/19/2012

Thornton Oakes DuplexBrunswick Matthew Drive Sprinkler Sys Residen New NFPA 13D 11 Static 70, Residual 55 at 919 GPM tested 07-13-89 Wet 0 6/22/1992

Thornton OaksBrunswick Thorndike Way Sprinkler Sys Residen New NFPA 13R 10 Static 68, Residual 59 at 989 GPM, Wet 0 1/10/1994

Thornton Oaks DuplexBrunswick Matthew Drive Sprinkler Sys Residen Existing NFPA 13D None given VOI 0 10/31/1990

Three Hundred Thirty-tBrunswick 332 Bath Road Life Safety Fi Apartm New NFPA 13R 24 90 static and 60 residual at 1100 gpm, 7-02 Wet 99 11/18/2005

Threehundred-twentyniBrunswick 329 Bath Road Eastern Fire Industri Existing NFPA 13 20 Static 94, Residual 50 at 1055 GPM tested 1989 Wet 1/25/1994

Toy WorksBrunswick Cooks Corner Mall High Tech Fi Retail Both NFPA 13 5 Static 85, Residual 75 at 822 GPM tested 09/15/95 Wet 127 7/14/1995

Truesdell - B & BBrunswick Pennellville Road Freedom Fire Bed & New Maine Life 20 Primeflow PF 15 pump rated at 26 gpm at 48 psi, with wa Wet 50 9/18/1998

Two-hundred ten Mere Brunswick 210 Mere Point Ro Sprinkler Sys Residen New NFPA 13R 5 51 static and 46 residual at 1034 gpm, 8-18-95 Wet 58 12/8/1999

United Pejepscot HousiBrunswick Jordan Avenue Eastern Fire Housin New NFPA 13R 14 83 static and 60 residual at 1244 gpm, 7-5-01 Wet115 6/12/2002

United Pejepscot HousiBrunswick Pejepscot Terrace Eastern Fire Housin Existing NFPA 13R 38 85 static and 63 residual at 977 gpm Wet 0 4/14/1992

Wal-MartBrunswick Route 24 - Old Bat Eastern Fire Retail New NFPA 13 6.4 Static 81, Residual 46 at 1150 GPM tested 6-23-89 Wet 0 10/6/1992

Wal-Mart, (Brunswick)Brunswick Bath Road High Tech Fi Mercan New NFPA 13 7 76 static and 51 residual at 1150 gpm, 3-30-01 Dry 967 3/14/2005

Wildwood DevelopmentBrunswick Wildwood Drive Eastern Fire Residen Existing NFPA 13D 34 Static 98, Residual 34 at 1758 GPM, tested 1987 Wet 0 4/6/1994

Wildwood DevelopmentBrunswick Wildwood Street Eastern Fire Residen Existing NFPA 13D 37 Static 81, Residual 39 at 776 GPM, tested 1989 Wet 0 6/29/1994

Williamsburg (BurlingtBrunswick Haywood Lane High Tech Fi Residen Existing NFPA 13D 22 Static 50, Residual 40 at 100 GPM (Tant & Pump) Wet 0 2/8/1994

Wood Lawn TowersBrunswick Water Street Eastern Fire Residen New NFPA 136 Static 80, Residual 62 at 1160 GPM, tested 06-02-94 Wet 0 7/13/1994

Woodrise Development Brunswick Kimberly Circle Eastern Fire Residen NFPA 13D 10 Peerless Pump rated at 26 GPM at 46 PSI Wet 0 10/4/1994

Woodrise Development Brunswick Lot #10 Eastern Fire Residen New NFPA 13D 15 Peerless Pump rated 26 GPM at 46 PSI Wet 0 3/16/1993

Woodrise Development Brunswick Lot #8 Eastern Fire Residen New NFPA 13D 18 Peerless Pump rated 50 GPM at 38 PSI Wet 0 7/29/1993

Yankee SportsBrunswick Cooks Corner Mall High Tech Fi Mercan Renovation NFPA 13D Static 85, Residual 75 at 822 GPM 09/15/95 - taken from Wet 0 7/17/1995
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Aucocisco SchoolCape Elizabeth Freedom Fire Educati New Hydro-Pro 9 Gould pump rated at 45 gpm at 70 psi Wet 75 12/20/2003

Cape Elizabeth CommuCape Elizabeth Route 77, 343 Oce Freedom Fire Commu Renovation NFPA 13 8 77 static and 50 residual at 978 gpm, Dry 208 6/12/2002

Cape Elizabeth Fire StatCape Elizabeth Jordan Way Sprinkler Sys Fire Sta New NFPA 13 7 65 static and 46 residual at 1048 gpm, 6-19-94 Wet 142 3/21/2001

Cape Elizabeth GarageCape Elizabeth Spurwink Avenue Sprinkler Sys Garage New NFPA 13 6 104 static and 82 residual at 1519 gpm, 6-20-94 Wet 181 3/25/2000

Cape Elizabeth High ScCape Elizabeth 345 Ocean House Sprinkler Sys Educati Existing & n NFPA 13 8 74 static and 55 residual at 1020 gpm, 6-16-04 Wet 2207 2/22/2005

Cape Elizabeth High ScCape Elizabeth Ocean House Road Simplex Grin Educati New NFPA 13 4 Static 67, Residual 30 at 919 GPM Wet 0 7/29/1993

Cape Elizabeth High ScCape Elizabeth Route 27 Eastern Sprin Educati New NFPA 13 10 77 static and 50 residual at 978 gpm, 6-9-94 Wet 64 10/5/1999

Cape Elizabeth Middle Cape Elizabeth 14 Scott Dyer Roa Eastern Fire EducatiRenovation NFPA 13 dn dna Dry 45 8/10/1998

Cape Elizabeth Police SCape Elizabeth Jordan Way Sprinkler Sys Police New NFPA 13 9.2 Date of last water test 6/19/94; Static Pressure; 65; Resid Dry 213 12/31/2001

Cape Elizabeth PortableCape Elizabeth Scott Dyer Road High Tech Fi Educati New & Ren NFPA 13 None Given Dry 117 8/17/1990

Cape Elizabeth School, Cape Elizabeth Scott Dyer Road Eastern Sprin Educati Renovation NFPA 13 dn 91 static and 56 residual at 1200 gpm, 1993 Wet 68 11/16/1998

Chancellor Park at CapeCape Elizabeth 78 Scott Dyer Roa Fire Suppress Elderly New NFPA 13R 12 95 static and 58 residual at 1240 gpm, 7-29-98 Dry 604 9/25/1998

Chatfield/Higgins ResidCape Elizabeth Ram's Head Estate High Tech Fi Home New NFPA 13D 11 88 static and 57 residual at 1267 gpm, 1994 Wet 129 9/21/1998

Elementary / Middle ScCape Elizabeth Scott Dyer Road Sprinkler Sys School Existing NFPA 13 8 Static 65, Residual 46 at 1048 GPM tested 1994 Wet 0 12/12/1994

Elementary / Middle ScCape Elizabeth Scott Dyer Road Sprinkler Sys School Existing NFPA 13 8 Static 65, Residual 46 at 1048 GPM tested 1994 Wet 0 10/13/1994

Ledge Mere Country DaCape Elizabeth 243 Mitchell Road Eastern Fire Day Sc New Hydro-Pro 6.4 Date of last water test; 6/22/90 ?  Static Pressure 59; Resi Wet 13 8/25/2001

MMC Spurwink MedicCape Elizabeth Spurwink Eastern Fire Office RenovationNFPA 13 6 67 static and 48 residual at 1162 gpm, 6-22-90. Then 70 s Wet 40 10/28/2003

Pond Cove Elementary Cape Elizabeth Scott Dyer Road Sprinkler Sys Educati Existing & n NFPA 13 10 65 static and 46 residual at 1048 gpm, 1994 Wet 74 9/17/2004

Spurwink Medical OfficCape Elizabeth Spurwink Avenue High Tech Fi Medica New NFPA 13 5 89 static and 60 residual at 1233 gpm, 6-19-97 Dry 303 4/1/2002

St Albans Episcopal ChCape Elizabeth Shore Road Simplex Grin Church New NFPA 13 8 90 static and 67 residual at 1373 gpm, 1994 Dry 231 2/6/2001

St Bartholomew's ChurcCape Elizabeth Two Lights Road Atlantic Auto Church New NFPA 13 12 79 static, 44 residual at 1113 Wet 265 6/11/1999
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Viking Nursing HomeCape Elizabeth Scott Dyer Road Eastern Fire Nursing New NFPA 13 7 Static 91, Residual 56 at 1256 GPM tested 08-04-92 Dry 0 12/10/1993

Camp SunshineCasco Acadia Road High Tech Fi Health New NFPA 13 9 96 static read on 6-6-08. 409 2/14/2008

Camp SunshineCasco 35 Acadia Road High Tech Fi Dormit New NFPA 13R 7 Peerless 4PVF86 pump rated at 300 gpm at 65 psi Wet 72 11/22/1999

Camp SunshineCasco 35 Acadia Road High Tech Fi Assemb New NFPA 13 5 Patterson 5x3VIP pump rated at 500 gpm at 65 psi Dry 393 3/11/2000

Casco InnCasco 434 Roosevelt Trai Sprinkler Ser Residen New NFPA 13 28 Peerless  pump rated at 250 gpm at 60 psi with 10,000 gal Dry 217 12/31/1999

Casco Inn, (Barn, BaseCasco Route 121 Sprinkler Ser Residen New Maine Life 34 Peerless & Goulds Model 3073 in series.  Goulds rated at Wet 45 10/2/1996

Hamilton HouseCasco Fire Lane Q11 Simplex Grin Home New NFPA 13D 5 Goulds IRRI_GATOR pump rated at 50 gpm at 50 psi Wet 34 9/13/2001

Meyer Development, (LCasco Ranch Style, Lot 4 Scott Nason Home New NFPA 13D 5 15 3/1/2007

Meyer Development, (LCasco New Colonial, (Lot Scott Nason Home New NFPA 13D 24 3/1/2007

Meyer Development, (LCasco Colonial, (Lot 7) Scott Nason Home New NFPA 13D 13 24 3/1/2007

Orlander #3Casco Mitchell Road Martin & So Home New NFPA 13D 7 Need at least 26 gpm at 43 psi at s-1. 34 7/25/2006

Chebeague Elder CareChebeague Island South Road High Tech Fi Elderly New Hydro-Pro 7 Pump rated at 40 gpm at 45 psi Wet 48 7/13/1998

Chebeague Island RecreChebeague Island School House Roa High Tech Fi Assemb New Hydro-Pro 28 Gould SST pump rated at 86 gpm at 41.5 psi Wet 52 10/27/1997

#6 Ridge Road hallmarkCumberland #6 Ridge Road High Tech Fi Home New NFPA 13D 8 28 3/23/2007

Autumn Ridge Lot 10Cumberland Lot 10 McPherson P Residen New System NFPA 13D 5 32 5/1/2012

Autumn Ridge Lot 5Cumberland Lot 5 Autumn Rid McPherson P Residen New System NFPA 13D 5 20 4/27/2012

Autumn Ridge Lot 8Cumberland 8 Autumn Ridge R Johnson Plu Residen New System NFPA 13D 31 9/17/2012

Buck ResidenceCumberland 59 Sanderson Lane High Tech Fi Home New NFPA 13D 17 39 static and 38 residual at 58 gpm Wet 98 3/28/2005

Chase Custom HomesCumberland West Branch Sub- Freedom Fire House New System NFPA 13D 7.1 28 1/18/2011

Chase ResidenceCumberland West Branch Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 74 4/24/2004

Cottage Farms CondoCumberland 330 Main Street John Scott P Home New NFPA 13D 46 12/21/2006
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Croteau ResidenceCumberland Lot 6, West Branc Denali Fire P Home New NFPA 13D 13 Goulds pump rated at 50 gpm at 50 psi Wet 32 1/19/2005

Cumberland HouseCumberland 5 Hulit Way Dean & Ally Home New NFPA 13D 5 50 static and 49 residual at 50 gpm, with Monarch G-20 p Wet 37 11/16/2004

Cumberland Town OffiCumberland Tuttle Road Sprinkler Sys Busines New NFPA 136 98 static, 74 residual at 1210 gpm, 8-29-97 Dry 652 10/6/1997

Drowne Road SchoolCumberland Drowne Road Eastern Fire School New NFPA 13 5Static 87, Residual 52 at 1210 GPM tested 08-29-97 Dry 331 4/21/1998

ExactitudeCumberland Route 1 Eastern Fire Door st New System NFPA 13 11. 303 6/5/2012

Fraser ResidenceCumberland West Branch Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 28 4/24/2004

Greely High SchoolCumberland Main Street Eastern Fire Educati New Maine Life 11. Static 50, residual 41 at 1074 GPM Wet 0 4/17/1991

Greely Middle SchoolCumberland 357 Tuttle Road Dean & Ally Educati New NFPA 13 10 78 static and 55 residual at 1244 gpm, 4-23-02 Wet 1301 6/27/2003

Green DentalCumberland US Route One High Tech Fi Office New NFPA 13 15 Test gave 65 static and 60 residual. 62 3/14/2007

Hanley ResidenceCumberland West Branch, Lot Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 34 9/14/2004

Ken & Sharon MarksCumberland 41 Westmoor Mark Nigro Home New NFPA 13D 26 3/4/2008

Lagomarsino ResidenceCumberland West Branch Lot 1 Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 28 9/17/2004

Ledgeview Assisted LivCumberland 92 US Route One High Tech Fi Home Existing & n Maine Life 11 50 static and 25 residual at 260 gpm, 2004 Dry 50 12/11/2004

Ledgeview Estates BoarCumberland US Route 1 High Tech Fi Boardin New Hydro-Pro Static 46, residual 41 at 1074 GPM Wet 0 6/22/1992

Longwood Meadows, (LCumberland Route 9 Freedom Fire Home New NFPA 13D 9 Pump rated at 50 gpm at 50 psi. Wet 37 12/31/2002

Lucinda's Day SpaCumberland Route 1 at Powell Dean & Ally Spa New NFPA 13 6 79 static and 70 residual at 1193 gpm, 4-12-05 Dry132 4/30/2005

McMillin/Murphy ResiCumberland West Branch Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 35 3/29/2004

Morin ResidenceCumberland 118 Bruce Hill Ro Martin & So Home New NFPA 13D 7 70 static and 60 residual at 30 gpm on pump test.  Well h Wet 0 10/4/2002

Norton InsuranceCumberland Route 1 Dean & Ally Office New NFPA 13 79 static and 70 residual at 1193 gpm, 4-12-05 Dry 188 1/24/2006

OLD COLONY LOT 7Cumberland LOT 7 OLD COL Dean & Ally RESID New System NFPA 13D 4.2 36 7/31/2012

Old Colony, (Lot 2)Cumberland Old Colony Estates Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 43 1/6/2006
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Osgood Condos, (Unit Cumberland 317 Main Street John Scott P Home New NFPA 13D 13 42 7/30/2007

Osgood Condos, (Unit Cumberland 317 Main Street John Scott P Home New NFPA 13D 12 12 7/30/2007

Osgood Condos, (Unit Cumberland 317 Main Street John Scott P Home New NFPA 13D 6 18 7/30/2007

Ryder ResidenceCumberland West Branch Lot 1 Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 29 9/17/2004

SeafaxCumberland 62 US Route 1 Dean & Ally Office New NFPA 13 652 static and 50 residual at 2012 gpm, 9-29-05 Wet 158 11/9/2005

SeafaxCumberland Route 1 High Tech Fi Office Renovation NFPA 13 12 32 11/7/2006

SHP ManagementCumberland Thomas Drive & R Dean & Ally Office New NFPA 13 5 50 static and 37 residual at 1020 gpm, 6-28-01 Dry 129 9/14/2004

Stebbins ResidenceCumberland 6 Hulit Way Sprinkler Ser Home New NFPA 13D 8 Goulds GT 10 pump rated at 32 gpm at 41 psi Wet 41 9/27/2005

Sunset House Bed & BrCumberland Chebeague Island Dean & Ally Bed & New Maine Life 10 Gould PF20 pump rated at 50 gpm at 50 psi Wet 40 6/5/1997

Sunset RidgeCumberland Route 4, Longwoo Freedom Fire Home New NFPA 13D 17 Goulds GT-10 pump rated at 30 gpm at 47 psi. Wet30 1/27/2004

Toddle Inn DaycareCumberland Thomas Drive Simplex Grin Daycar New NFPA 13 12 Water date test: 6-28-01; Static; 42; Residual; 31 Flow in Wet 78 7/19/2001

Tuttle Road United MetCumberland Tuttle Road Eastern Fire Class R Existing & n Hydro-Pro 40 72 static and 5 residual at 375 gpm, 7-13-93, Peerless 503 Wet 39 10/20/2000

West Branch, (Lot #13)Cumberland West Branch Lot 1 Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 28 10/2/2004

Greely Jr. High School, Cumberland Center 303 Main Street Sprinkler Sys Educati New NFPA 13 6 78 static and 55 residual at 1244 gpm, 4-23-02.  Armstro Dry 0 6/2/2005

Mabel Wilson SchoolCumberland Center Tuttle Road Sprinkler Sys School New Hydro-Pro 10 Static 47, residual 33 at 964 GPM, tested 08/89, Peerless Wet 0 12/16/1993

Tuttle Road United MetCumberland Center 52 Tuttle Road Sprinkler Sys Worshi New Hydro-Pro 15 Static 73, residual 5 at 375 GPM, tested 08/29/89, Peerles Wet 0 11/2/1992

Cundy's Harbor Fire DeCundys Harbor Cundy Harbor Roa Eastern Fire Fire De New Hydro-Pro 7 Gould PF 20 pump rated at 28 gpm at 52 psi Wet 65 11/15/1999

Addison Capital 2012Falmouth 12 Northbrook Dri Sprinkler Sys Offices New System NFPA 13 5+ 197 8/20/2012

Alzheimers ProjectFalmouth Northbrook Drive Eastern Fire Medica New Static 80, Residual Dry 0 5/17/1993

Aspenwood A-1Falmouth Ridgewood Estates Sprinkler Sys Residen New System NFPA 113D 5+ 35 8/7/2012

Aspenwood E-1Falmouth Ridgewood Estates Sprinkler Sys Residen New System NFPA 13D 5+ 35 8/7/2012
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Barry Fowles & Co.Falmouth 6 Fundy Road Eastern Fire Office New NFPA 13 1485 static and 67 residual at 787 gpm, 5-20-92 Wet 213 2/10/2003

Baxter School for the DFalmouth Mackworth Island Simplex Grin Dormit Renovation NFPA 13 dn dna Wet 209 7/30/1996

Baxter School, BuildingFalmouth Mackworth Island Sprinkler Sys Educati Renovation NFPA 13 5.8 99 static, 68 residual at 1384 gpm, 6-21-93 Wet 213 2/25/1997

Bell Single Family DwelFalmouth Grist Mill Road Freedom Fire Home New NFPA 13D 23 Primeflow PF 15, 1.5 Hp pump rated at 25 gpm at 50 psi Wet 36 11/30/1998

Blackstrap Heights, Lot Falmouth 12 Blackstrap Stre High Tech Fi Home New NFPA 13D 7 Gould Pump rated at 20 gpm at 35 psi Wet 19 3/14/1996

Chamard ResidenceFalmouth Oxford Woods Dean & Ally Home New NFPA 13D 10 Goulds pump rated at 50 gpm at 50 psi Wet 39 10/3/2002

CIGNAFalmouth 6 Fundy Road Eastern Fire Office Renovation NFPA 13 n/a n/a Wet 59 11/5/2004

Costa HomeFalmouth Oxford Woods Dean & Ally Home New NFPA 13D 0 10/8/2002

D W Lunt SchoolFalmouth Lunt Road Eastern Fire School New NFPA 13 None Given Dry 0 10/30/1997

David HallFalmouth  1 Summit Terrace High Tech Fi Residen New NFPA 13D 6 Gould NPT/2ST Pump rated at 40 gpm. At 104 psi. Wet 32 1/24/1998

Deer Ridge HouseFalmouth Route 9 Simplex Grin Home New NFPA 13D 6 Peerless PE150 pump rated at 80 gpm at 24 psi Wet 19 7/26/1997

Deer Ridge, Lot #10Falmouth Deer Ridge Road Simplex Grin Home New NFPA 13D 5.5 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet24 7/12/1996

Deer Ridge, Lot #2Falmouth Route 9 Simplex Grin Home New NFPA 13D 10 Peerless PE 150C pump rated at 30 gpm at 43 psi Wet 22 2/9/1996

Deer Ridge, Lot #3Falmouth 8 Rosewood Drive Simplex Grin Residen New NFPA 13D Peerless Pump Model # PE150DC, UL listed, rated at 30 Wet 0 10/31/1995

Deer Ridge, Lot #5Falmouth Deer Ridge Road Simplex Grin Home New NFPA 13D 6Peerless Pump model # PE150, UL lisited, rated at 80 GP Wet 29 11/20/1995

Deer Ridge, Lot #6Falmouth Route 9 Simplex Grin Home New NFPA 13D 6 Peerless PE 150C pump rated at 30 gpm at 43 psi Wet 27 3/29/1996

Deer Ridge, Lot #7Falmouth Deer Ridge Simplex Grin Home New NFPA 13D 8 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet 26 5/29/1996

Deer Ridge, Lot #8Falmouth Deer Ridge Road Simplex Grin Residen New NFPA 13D Peerless PE 150C, UL, 30 GPM at 45 psi Wet 0 10/31/1995

Deer Ridge, Lot 11Falmouth Deer Ridge Simplex Grin Home New NFPA 13D 20 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet 20 9/17/1996

DeWolf ResidenceFalmouth 10 Summit Terrace Sprinkler Ser Home New NFPA 13D 16 Goulds GT-20 pump rated at 40 gpm at 51 psi Wet 58 12/18/2002

Dimillo HouseFalmouth 9 Arbor Road Simplex Grin Home New NFPA 13D 6 Peerless PE150 pump rated at 80 gpm at 24 psi Wet 25 2/3/1997
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Dr Nelson's Dental OffiFalmouth US Route 1 Eastern Fire Dental New NFPA 13 10 100 static and 99 residual at 1331 gpm, 4-8-03 Wet 107 4/3/2003

Elm Ice & Oil GarageFalmouth Gray Road Sprinkler Sys Busines New NFPA 13 12 Static 74, Residual 32 at 1501 GPM tested 08-18-92 Wet44 11/16/1995

Elm Landing Lot #2Falmouth Elm Landing Lot # All Aspects P Residen New System NFPA 13D 37 9/17/2012

Exit 10 Retail BuildingFalmouth West Falmouth Cr Atlantic Auto Mercan New NFPA 13 5 80 static and 72 residual at 1086 gpm, 5-20-98 Wet 177 3/16/2000

Falmouth By The SeaFalmouth Foreside Road Eastern Fire Nursing Both NFPA 13 Static 77, Residual 52 at 1210 GPM tested 05-13-94 Wet 0 6/26/1995

Falmouth By The SeaFalmouth 191 Foreside Road Eastern Fire Health Existing Hydro-Pro 16 Static 77, Resdiual 52 at 1210 GPM tested 05-31-94 Wet 0 12/14/1994

Falmouth CinemaFalmouth US Route 1 Eastern Fire Movie Both NFPA 13 12 Static 92, Residual 70 at 1404 GPMTested 05-31-94 Wet 0 10/3/1995

Falmouth CongregationFalmouth 267 Falmouth Roa Eastern Fire Church New NFPA 13 6 56 static and 44 residual at 1113 gpm, 8-18-92 Dry 377 11/19/2003

Falmouth Country Club,Falmouth One Congressional Sprinkler Sys Clubho Renovation NFPA 13 n/a 79 static and 65 residual at 2186 gpm, 8-18-92 Dry 225 4/22/2004

Falmouth High SchoolFalmouth Woodville Road Sprinkler Sys Educati New NFPA 13 6 63 static and 55 residual at 1210 gpm, 11-10-98, Armstro Wet 1385 4/20/2000

Falmouth HouseFalmouth Grist Mill Road Simplex Grin Home New NFPA 13D 10 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet 34 2/28/1997

Falmouth LibraryFalmouth Lunt Road High Tech Fi Library Existing NFPA 13 9 Static 85, Residual 32 at 949 GPM tested 052692 Wet 0 1/11/1995

Falmouth Medical OfficFalmouth Northbrook Eastern Fire Offices, New None Given Dry 0 7/11/1990

Falmouth Medical OfficFalmouth Bucknam Road Sprinkler Sys Offices, New NFPA 136 84 static, 80 residual at 2372 gpm, 5-20-92 Wet 446 3/14/1996

Falmouth Office BuildiFalmouth 417 US Route 1 Sprinkler Sys Office New Hydro-Pro 5 78 static and 74 residual at 2226 gpm, 8-18-94 Wet 122 11/11/1999

Falmouth Office ExpansFalmouth US Route One Simplex Grin Busines New NFPA 13 1471 static and 61 residual at 1311 gpm, 6-22-93 Wet 298 5/4/2000

Falmouth Orthopaedic Falmouth Northbrook Drive Sprinkler Sys Busines New Hydro-Pro 12 84 static and 80 residual at 1529 gpm, 9-14-00 Wet 73 9/6/2002

Falmouth Public Works Falmouth 101 Wood Road Simplex Grin Service New & exist NFPA 13 dn 51 static and 36 residual at 1007 gpm, 5-26-92 Wet 38 8/18/1999

Falmouth Shop N SaveFalmouth Gray Road Sprinkler Sys Mercan New NFPA 13 9 80 static and 72 residual at 1086 gpm, 5-20-98 Wet 754 3/25/2000

Falmouth Shopping CenFalmouth Route 1 Simplex Grin Mercan Existing & n NFPA 13 16 96 static and 92 residual at 390 gpm, 6-20-05 Wet15 12/25/2005

Falmouth Shopping CenFalmouth Route 1 High Tech Fi Busines New NFPA 13 Static 85, Residual 82 at 1680 GPM Wet 0 1/14/1991
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Falmouth Town HallFalmouth Falmouth Road Maine Fire P Busines New NFPA 13 5.5 56 static, 44 residual at 1113 gpm, 1992 Wet 296 7/23/1996

Falmouth Village CenteFalmouth Route One High Tech Fi Mercan New NFPA 13 5 96 static and 93 residual at 2599 gpm, 8-1-99 Dry 189 6/7/2000

Falmouth Village CenteFalmouth Route One High Tech Fi Mercan New NFPA 13 5 96 static and 93 residual at 2599 gpm, 8-1-99 Dry 189 6/7/2000

Family IceFalmouth Clearwater Street Eastern Fire Assemb New NFPA 13 20 96 static and 93 residual at 2599 gpm, 7-31-97 Wet 334 10/9/1998

Flagship CinemaFalmouth Route 1 Eastern Fire Assemb Renovation NFPA 13dn 88 static, 79 residual at 1491 gpm, 5-20-92 Wet 27 5/6/1996

Fordyce ResidenceFalmouth Oxford Woods Dean & Ally Home New NFPA 13D 7 50 static and 49 residual at 50 gpm Wet 40 5/20/2003

Foreside Fire StationFalmouth Route 88 High Tech Fi Fire Sta New Hydro-Pro 5 Static 54, Residual 40 at 1061 GPM Wet 0 10/28/1991

Fox ResidenceFalmouth Oxford Woods Dean & Ally Home New NFPA 13D 9 50 static and 49 residual at 50 gpm, from pump and tankWet 65 4/7/2003

Friedman ResidenceFalmouth Oxford Woods Dean & Ally Home New NFPA 13D 10 50 static and 49 residual at 50 gpm, Wet 38 12/18/2002

Frustaci House  ( HouseFalmouth Deer Run Road Eastern Fire Home New NFPA 13D 17Peerless Pump 150C,  UL listed, rated at 50 GPM at 38.1 Wet 0 6/26/1995

Fundy Road Office BuilFalmouth Fundy Road Eastern Fire Office New NFPA 13 12 85 static and 67 residual at 1574 gpm, 1992 Dry 0 12/9/1993

Gorham Savings Bank, Falmouth Exit 10 West Falm Freedom Fire Busines New NFPA 13 76 static and 72 residual at 1086 gpm, 5-20-98 Dry 94 8/18/1999

Gosselin HouseFalmouth Summit Terrace Simplex Grin Home New NFPA 13D 5 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet 4612/16/1997

Governor Baxter SchoolFalmouth Mackworth Island Sprinkler Sys Acade New NFPA 13 5 99 static and 68 residual at 1384 gpm, 6-21-93 Wet103 11/12/2003

Greener Postures YogaFalmouth West Falmouth Cr High Tech Fi Yoga St Renovation NFPA 13 51 9/5/2012

Handy Boats/Sea GrillFalmouth 215 Foreside Road Simplex Grin Offices- Addition of NFPA 13 14. 222 4/30/2011

Hepburn HouseFalmouth Summit Drive Simplex Grin Residen New NFPA 13D 7Peerless PE150 pump rated at 80 gpm at 24 psi Wet 34 7/26/1997

Hilltop LodgeFalmouth Blueberry Lane Eastern Fire Apartm Existing & n NFPA 13R 5 46 static and 40 residual at 1006 gpm, 4-6-01 Dry 533 5/3/2004

Infinity Car DealershipFalmouth US Route 1 Eastern Fire Mercan New NFPA 13 8.3 Static 74, Residual 62 at 2240 GPM tested 12-16-92 Wet 0 1/22/1993

Integrative Health CenteFalmouth 202 US Route 1 Sprinkler Sys Office Renovation NFPA 13 dn 96 static and 93 residual at 2599 gpm, 7-31-97 Wet 67 11/6/2001

Key BankFalmouth US Route 1 Eastern Fire Busines Renovation NFPA 13 Relocating pendent heads to accomadate new ceiling. 26 8/15/1997
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Loni Roccy Spec HouseFalmouth 121 Foreside McPherson P Residen New System NFPA 13D 35 8/2/2012

Lot E-3 RidgewoodFalmouth 85 Ridgewood Dr Apex Manag Residen New System NFPA 13D 5.0 27 7/10/2012

Lot E-4 RidgewoodFalmouth 87 Ridgewood Dr Apex Manag Residen New System NFPA 13D 7 27 9/6/2012

Maine Line Technology Falmouth Northbook Drive Atlantic Auto Office New Maine Life 11 97 static and 83 residual at 1520 gpm, 9-14-00 Wet 85 9/15/2000

Maine Medical PartnersFalmouth 5 Bucknam Road Sprinkler Sys Medica RenovationNFPA 13 96 4/27/2012

Maine State BalletFalmouth 348 US Route 1 Sprinkler Sys Ballet S New NFPA 13 10 85 static and 81 residual at 1034 gpm, 8-22-90 Wet 143 9/29/2004

Martin's Point Health CFalmouth Clearwater Drive Eastern Fire Health Existing NFPA 13 Relocating existing sprinklers Wet 0 9/21/1992

Middle SchoolFalmouth Woodville Road Eastern Fire School, New NFPA 13 Static 58, Residual 27 at 872 GPM Wet 0 8/6/1993

Morang Mazda DealerFalmouth 187 Route 1 High Tech Fi Mercan New NFPA 13 7 Static 84, Residual 73 at 1434 GPM, inspected 09-20-92Wet 191 3/3/1998

Morganfield DevelopmeFalmouth Lot 2, Corner of Bl Sprinkler Ser Home New NFPA 13D 28 PF-15 pump, 1.5 hp Wet 32 7/20/2001

Morganfield DevelopmeFalmouth Blackstrap & Hurri Sprinkler Ser Residen New NFPA 13D 14 Goulds GT pump rated at 30 gpm at 41 psi Wet36 7/23/2002

Morganfield, (Lot # 11)Falmouth Blackstrap Road Sprinkler Ser Home New NFPA 13D9 Goulds GT 10 pump rated at 45 gpm at 30 psi Wet 30 7/16/2003

Morganfield, (Lot # 12)Falmouth Blackstrap & Hurri Sprinkler Ser Home New NFPA 13D 30 Goulds GT15 pump rated at 40 gpm at 45 psi Wet 33 7/23/2002

Morganfield, (Lot #1)Falmouth Blackstrap & Hurri Sprinkler Ser Home New NFPA 13D 21 Goulds GT-10 pump rated at 20 gpm at 46 psi. Wet 30 1/10/2002

Morganfield, (Lot #5)Falmouth Blackstrap & Hurri Sprinkler Ser Home New NFPA 13D 5 Goulds GT-15 pump rated at 20 gpm at 49 psi Wet 40 11/20/2002

Morganfield, (Lot #6)Falmouth Blackstrap Road Sprinkler Ser Home New NFPA 13D18 Goulds GT 10 pump rated at 45 gpm at 30 psi Wet 28 7/16/2003

Morganfield, (Lot #8)Falmouth Blackstrap & Hurri Sprinkler Ser Home New NFPA 13D 5 Goulds GT15 pump rated at 45 gpm at 42 psi Wet 38 7/25/2002

Morganfield, (Lot 10)Falmouth Hurricane & Black Sprinkler Ser Home New NFPA 13D 20 Goulds GT-15 pump rated at 30 gpm at 47 psi Wet 38 12/17/2002

Morganfield, (Lot 13)Falmouth Sprinkler Ser Home New NFPA 13D 13 Goulds PF 10 pump rated at 32 gpm at 41 psi Wet 25 6/12/2003

Morganfield, (Lot 2)Falmouth Forestview Drive Sprinkler Ser Home New NFPA 13D 10 Goulds GT 10 pump rated at 43 gpm at 28 psi.  51 static. Wet 35 5/28/2004

Morganfield, (Lot 3)Falmouth Forestview Drive Sprinkler Ser Home New NFPA 13D 16 Goulds GT-10 pump rated at 32 gpm at 41 psi. 51 static a Wet 0 11/8/2003
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Morganfield, (Lot 7)Falmouth Hurricane & Black Sprinkler Ser Home New NFPA 13D 7 Goulds GT-15 pump rated at 40 gpm at 45 psi Wet 3012/17/2002

Morris ResidenceFalmouth 9 Summit Terrace Atlantic Auto Home New NFPA 13D 13 55 static and 36 residual at 75 gpm with GT Self Primer P Wet 32 2/4/2000

Ocean View Assisted LiFalmouth 52 Falmouth Road High Tech Fi Assiste New NFPA 13 5 74 static, 65 residual at 1453 gpm, 10-9-97 Dry 627 11/10/1997

Ocean View Main LodgFalmouth 52 Falmouth Road High Tech Fi Elderly New NFPA 13R 6 45 static, 35 residual at 1380 gpm, 1997 Wet 339 3/5/1998

OceanViewFalmouth Homestead Lane Eastern Fire Residen New System NFPA 13D 37. 15 6/5/2012

Oceanview Multi-PlexFalmouth Blueberry Lane Eastern Fire Homes New NFPA 13D13 44 static, 34 residual at 1380 gpm, 8-94 Wet 44 11/21/1996

Oceanview Retirement Falmouth Blueberry Lane Eastern Fire Retirem New NFPA 13D 9 Static 44, Residual 34 at 1380 GPm tested 08-94 Wet 16 12/4/1995

Oceanview Retirement Falmouth 50 Falmouth Road High Tech Fi Assiste New Maine Life 5 Gould pump NPE rated at 36 gpm at 42 psi Wet 27 3/21/1996

Oceanview, (#109, DoraFalmouth Whipple Farm Roa Eastern Fire Home New NFPA 13D 29 92 static and 88 residual at 2122 gpm, 6-15-05 Wet 15 9/27/2005

Oceanview, (#115, McFalmouth Whipple Farm Roa Eastern Fire Home New NFPA 13D 30 92 static and 88 residual at 2122 gpm, 6-15-05 Wet 17 12/25/2005

Oceanview, (#116, WebFalmouth Whipple Farm Roa Eastern Fire Residen New NFPA 13D 5 92 static and 88 residual at 2122 gpm, 6-15-05 Wet 16 11/21/2005

Oceanview, (#117, PierFalmouth Whipple Farm Roa Eastern Fire Home New NFPA 13D 22 92 static and 88 residual at 2122 gpm Wet 15 1/15/2006

Oceanview, (#118, MooFalmouth Whipple Farm Roa Eastern Fire Home New NFPA 13D 20 92 static and 88 residual at 2122 gpm, 6-15-05 Wet 12 11/22/2005

Oceanview, (#119, KleiFalmouth Whipple Farm Roa Eastern Fire Home New NFPA 13D 20 92 static and 88 residual at 2122 gpm, 6-15-05 Wet 15 1/15/2006

Oceanview, (#130, LogaFalmouth Whipple Farm Roa Eastern Fire Home New NFPA 13D 25 92 static and 88 residual at 2122 gpm, 6-15-05 Wet 14 12/24/2005

Oceanview, (120B RhoFalmouth 20 Blueberry Lane Eastern Fire Residen New NFPA 13R 92 static and 88 residual at 2122 gpm, 6-15-05 Wet 39 1/6/2006

Oceanview, (Unit 48)Falmouth Blueberry Lane Eastern Sprin Home New Maine Life 13 46 static and 40 residual at 1007 gpm, 4-6-01 Wet 38 4/12/2001

Oxford Woods, (Lot 19)Falmouth Oxford Woods Wa Sprinkler Ser Home New NFPA 13D11 Goulds GT-10 pump rated at 32 gpm at 41 psi Wet 35 6/25/2005

Paul & Paula CarrierFalmouth Freedom Fire Home New NFPA 13D 5 Gould pump rated at 40 gpm at 45 psi Wet 35 6/11/2005

Pollution Control AdmiFalmouth Falmouth Road Freedom Fire Office New Maine Life 33 94 static and 60 residual at 2599 gpm, 7-31-97 Wet 37 2/12/2002

Portland Athletic ClubFalmouth US Route 1 Eastern Fire Assemb New NFPA 13 13 92 static, 88 residual at 2325 gpm, 8-18-92 Wet 174 2/14/1997
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Portland Country ClubFalmouth 11 Foreside Road High Tech Fi Restaur Existing & n NFPA 13 6 87 static and 80 residual at 1299 gpm, 5-19-92 Dry 30 3/4/2004

Portland Country Club Falmouth 11 Foreside Road Sprinkler Sys Assemb New additio NFPA 13 Existing system Dry 0 9/28/1990

Portland Country Club, Falmouth 11 Foreside Road Sprinkler Sys Kitchen Renovation NFPA 13 n/a 87 static and 80 residual at 1299 gpm, 5-19-92 Dry 29 3/11/2004

Rand HomeFalmouth 2 Tanya Lane Sprinkler Ser Home New NFPA 13D 9 Goulds PF-20 pump rated at 28 gpm at 54 psi Wet 24 11/13/1998

Shaw's FalmouthFalmouth US Route 1 High Tech Fi Mercan New NFPA 13 11 84 static and 80 residual at 1186 gpm, 5-20-92 Dry 723 6/17/2005

Shaw's SupermarketFalmouth US Route 1 Eastern Fire Mercan New NFPA 13 8 Static 87, Residual 78 at 1470 GPM tested 07-28-87 Wet 0 7/23/1991

Shops at Falmouth VillaFalmouth Route 2 High Tech Fi Mercan New NFPA 13 18 96 static and 93 residual at 2599 gpm, 7-3-97 Dry 276 2/15/2000

Silver Ridge Custom HoFalmouth Grismill Road Eastern Fire Residen New NFPA 13D 10 Perrless Pump Model # PE 150C UL listed rated at 26 GP Wet 26 9/12/1995

St. Mary's ChurchFalmouth 43 Foreside Rd. Sprinkler Sys Church New System NFPA 13 5+ 221 9/5/2012

Stoneridge Hilltop #4Falmouth Hilltop #4 All Aspects P Residen New System NFPA 13D 32 8/24/2012

Tait HouseFalmouth Blackstrap Heights Sprinkler Sys Home New NFPA 13D 6 Gould's Primeflow pump PF20B rated at 30 gpm at 53 psi Wet 43 4/10/1997

Tallwoods, (RenovationFalmouth US Route 1 Eastern Fire Busines Renovation NFPA 13 dn dna Wet 102 4/4/2002

Tennis of MaineFalmouth 196 US Route 1 Sprinkler Sys Assemb Existing NFPA 13 5 Static 87, Residual 73 at 1434 GPM tested 05-20-92 Wet 0 7/28/1994

The Barlow HouseFalmouth Oxford Woods Sprinkler Sys Home New NFPA 13D 7 Goulds GT-20 pump rated at 40 gpm at 52 psi Wet 46 10/30/2003

The Shop at Falmouth Falmouth Route 1 High Tech Fi Restaur New NFPA 13 15 96 static and 93 residual at 2599 gpm, 7-3-97 Dry 99 3/14/2000

Wal-Mart Store #2659Falmouth US Route One Sprinkler Sys Mercan Renovation NFPA 13 26 96 static, 93 residual at 2599 gpm, 7-31-97 Wet 188 5/1/1998

Winfield School ChildreFalmouth Winn Road & Fiel Dean & Ally Day Ca Existing & n Maine Life 27 68 static and 52 residual at 1210 gpm, 5-26-96 Wet 39 8/10/2000

Wysc ResidenceFalmouth 5 Watts Farm Way Mark Nigro Residen New NFPA 13D 32 3/5/2012

AutowerkesFreeport U S Route 1 Sprinkler Sys Repair New System NFPA 13 5+ 142 5/9/2012

Banana Republic OutletFreeport 39 Main Street Automatic S Retail New NFPA 13 Static 54, Residual 20 at 1275 GPM tested 10/87 Wet 0 6/5/1991

Bed & BreakfastFreeport 180 Main Street Simplex Grin Bed & NFPA 13R 5 Static 45, Residual 35 at 965 GPM tested 04/94 Wet 0 5/2/1994
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Bill Clark & Sons, (AcoFreeport Lot N AAA Plumbi Home New NFPA 13D 8 44 6/5/2007

Bill Clark Lot 7Freeport lot 7 newfield ridg Dixon Inc.* single f New System NFPA 13D 24 10/11/2012

Brewers BoatyardFreeport Sebasco Estates High Tech Fi Boatyar New NFPA 13 12 Static 70, Residual 20 at 1120 GPM tested 1992 Dry 0 11/6/1992

Brooks BrothersFreeport Bow & Depot Stre Sprinkler Sys Busines New NFPA 13 Static 65, Residual 20 at 5280 GPM Dry 0 5/15/1991

Bugle Boy StoreFreeport 140 Main Street Simplex Grin Retail Existing NFPA 13 Static 54, Residual 20 at 1680 GPM tested Fall 1987 Wet 0 5/29/1992

Casco Bay InnFreeport US Route 1 High Tech Fi Hotel Existing & n NFPA 13R 29 90 static and 81 residual at 1404 gpm, 9-95 Wet 146 3/31/2001

Casco Bay ResidenceFreeport 51 West Street Freedom Fire Day Ca New Maine Life 8 Goulds GT - 20 pump rated at 50 gpm at 49 psi Wet 27 6/19/2000

Cascobay YMCAFreeport South Freeport Roa Sprinkler Sys Office / New NFPA 13 5+85 static, 61 residual, 1434 gpm Wet 262 5/27/1998

Champain LaneFreeport 20 Champain Ln. James C. Le Residen New System NFPA 13D 29 7/17/2012

Chilton's RetailFreeport Lower Main Street Eastern Fire Storage New NFPA 13 6 62 static and 57 residual at 1210 gpm, 10-18-04 Dry 118 1/24/2006

China RoseFreeport 10 School Street Simplex Grin Busines New NFPA 13 Static 56, Residual 20 at 1460 GPM tested Fall 1989 Wet 0 1/24/1992

China RoseFreeport 23 Main Street Sprinkler Ser Restaur Renovation Hydro-Pro 12 54 static and 52 residual at 993 gpm, 4-13-95 Wet 92 10/17/2000

Comfort SuitesFreeport US Route 1 Sprinkler Sys Hotel New NFPA 13R 7 70 static and 65 residual at 1378 gpm, 3-31-98 Wet 308 3/10/1999

Costello ResidenceFreeport Lot #3, Cortland R High Tech Fi Home New NFPA 13D 0 To have a variable speed pump to provide 35 gpm at 48 p 37 3/8/2011

Dammer ResidenceFreeport Millstream Estates Eastern Fire Home New NFPA 13D 5 Goulds pump rated at 30 gpm at 53 psi Wet 46 12/11/2004

Dougherty ResidenceFreeport Lot #5 Newfield R P & P Plumb Residen New System NFPA 13D 29 8/23/2012

Dunkin DonutsFreeport Main Street, Freep Freedom Fire Mercan Renovation NFPA 13 dn dna Dry 22 7/13/2001

Eastland ShoeFreeport 10 Hunter Street Simplex Grin Manufa Existing & n NFPA 13 Static 50, Residual 20 at 1750 tested Fall 1987 Wet 0 5/6/1992

Eastland ShoeFreeport Hunter Road Simplex Grin Wareho New NFPA 13 7 Static 68, residual 64 at 1113 GPM, tested 03/13/98 Wet 192 4/20/1998

Eastland ShoeFreeport Lower Hunter Roa Simplex Grin Manufa New additio NFPA 231 5 Static 50, Residual 20 at 1750 GPM tested 1987 Wet 0 4/12/1993

Eastland Shoe Office AFreeport 5 Park Street Simplex Grin Office New additio NFPA 13 Static 68, Residual 61 at 1036 GPM tested 07/12/94 Wet 0 8/2/1994
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Ed Jackson, (200 Baker Freeport 200 Baker Road All Aspects P Home New NFPA 13D 16 3/18/2008

Ed Jackson, (240 Baker Freeport 240 Baker Road All Aspects P Home New NFPA 13D 31 3/19/2008

Farm Pond, (Lot 11)Freeport Champaign Drive Sprinkler Ser Home New NFPA 13D 15 Goulds GT 10 pump rated at 32 gpm at 41 psi Wet 29 6/11/2005

Farm Pond, (Lot 13)Freeport Lot 13 Metro Mecha Home New NFPA 13D 10 42 6/5/2007

Farm Pond, (Lot 4)Freeport Lot 4 Metro Mecha Home New NFPA 13D 11 Pump to supply at least 26 gpm at 43 psi at manifold. 38 10/29/2006

Farm Pond, (Lot 8)Freeport Champagne Road Sprinkler Ser Home New NFPA 13D 8 Goulds GT 10 pump rated at 32 gpm at 41 psi Wet 32 12/25/2005

First Atlantic CorporatiFreeport Old County Road Sprinkler Sys Nursing New NFPA 13 10 77 static and 72 residual at 1047 gpm, 1-18-99 Dry 306 1/29/1999

FletcherFreeport Newfield Ridge lot All Aspects P resident New System NFPA 13D 6 24 4/11/2012

Fletcher Residence Lot Freeport Newfield Ridge Lo All Aspects P Residen New System NFPA 13D 5 32 5/1/2012

Fred James Bed & BreaFreeport 11 Holbrook Street Eastern Fire Bed & New NFPA 13R 6 52 static, 20 residual at 960 gpm, 10-87 Wet 25 2/29/1996

Freeport CrossingFreeport US Route 1 Sprinkler Sys Mercan New NFPA 13 None Given Dry 0 10/30/1990

Freeport Elementary ScFreeport Bow Street Eastern Fire Educati New NFPA 13 None Given 0 1/7/1991

Freeport High School, (Freeport Holbrook Street Eastern Fire Assemb New NFPA 13 8 57 static and 35 residual at 993 gpm, 4-13-99 Wet 206 7/12/2003

Freeport High School, (Freeport Holbrook Street Eastern Fire Educati New Hydro-Pro 7 57 static and 35 residual at 993 gpm, 4-13-99 Wet 687 7/12/2003

Freeport High School, (Freeport Holbrook Street High Tech Fi Educati New Hydro-Pro 11 57 static and 35 residual at 993 gpm, 4-13-99 Wet 73 10/28/2002

Freeport LibraryFreeport Main Street Sprinkler Sys Assemb New NFPA 13 7 52 static, 40 residual at 1087 gpm, 7-8-96. Fairbanks-Mo Prea 161 5/10/1997

Freeport Middle SchoolFreeport Kendall Lane Eastern Fire Educati New NFPA 13 6 59 static and 31 residual at 820 gpm, 8-1-01 Wet 478 9/13/2001

Freeport Nursing HomeFreeport East Street Eastern Fire Nursing New NFPA 13 6 Static 66, Residual 20 at 1186 GPM Wet 0 6/21/1993

Freeport Public SafetyFreeport Main Street Simplex Grin Offices, New NFPA 13 10 Static 61, Residual 20 at 3270 GPM tested Oct. 1987 Wet 011/19/1993

Freeport Public WorksFreeport Hunter Road High Tech Fi Offices, Existing NFPA 13 5 Static 60, Residual 37 at 963 GPM Dry 0 7/22/1993

Friendly's RestaurantFreeport 147 Main Street Eastern Fire Restaur Both NFPA 13 6 Static 60, Residual 58 at 1125 GPM tested 05-23-94 "Atti Wet 0 2/16/1995
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Gap Outlet #7752Freeport High Tech Fi Mercan New & exist NFPA 13 80 4/11/2011

Gate House Conference Freeport Main Street Freedom Fire Assemb New NFPA 13 12 64 static and 50 residual at 1087 gpm, 4-20-99 Dry 71 8/14/2003

Gritty McDuffsFreeport Main Street High Tech Fi Busines Existing NFPA 13 5 Static 65,Residual 55 at 1012 GPM Tested 04-02-92 Dry 0 5/8/1995

Hampton InnFreeport Route 1 Dean & Ally Hotel New NFPA 13 8 65 static and 60 residual at 1137 gpm, 3-31-98 Wet 324 3/9/1999

Hang ResidenceFreeport Newfiled Ridge Lo All Aspects P Residen New System NFPA 13D 26 5/1/2012

Harraseeket InnFreeport Main Street Eastern Fire Assemb Existing & n NFPA 13 7 60 static, 58 residual at 1125 gpm, 5-23-94 Wet 425 5/31/1997

Hauberg ResidenceFreeport Freedom Fire Home New NFPA 13D 7 Gould pump rated at 40 gpm at 45 psi Wet 42 11/12/2004

Hawthorne HouseFreeport Old County Road Sprinkler Sys Residen 7.5 Aurora Pump 500 GPM at 72 psi Dry 0 6/16/1994

Health Source Office BFreeport 1 Stonewood Drive High Tech Fi Offices, New NFPA 13 5 Static 70, Residual 50 at 1200 GPM Wet 0 1/11/1995

Hilton Garden InnFreeport Park Street Eastern Fire Hotel New NFPA 13R 6 71 static and 65 residual at 1210 gpm, 4-12-99 Wet 539 12/11/2004

Holden Block, (BasemeFreeport Main Street Sprinkler Sys Mercan Existing & n n/a 49 4/11/2006

Holiday InnFreeport US Route One High Tech Fi Hotel New NFPA 13R 9 71 static and 61 residual at 1321 gpm, Dry 462 12/25/2005

Independence AssociatiFreeport 8 Park Street Dean & Ally Residen New NFPA 13R 5 73 static and 67 residual at 923 gpm, 10-26-04 Wet 48 11/12/2004

Independence HouseFreeport 8 Park Street Sprinkler Sys Busines New Hydro-Pro 20 Static 70, Residual 20 At 1530 GPM Wet 0 12/9/1992

James Place InnFreeport 11 Holbrook Street Eastern Fire House Existing & n NFPA 13R 5 57 static and 35 residual at 993 gpm, 4-13-99 Wet 24 7/12/2003

Kelly ResidenceFreeport Lot #21 Millstream Eastern Fire Home New NFPA 13D 15 Goulds pump rated at 30 gpm at 53 psi Wet 31 7/23/2004

Kendall TavernFreeport 213 Main Street Simplex Grin Assemb New Maine Life 5 Static 55, Residual 20 at 1300 GPM tested 10-87 Wet 0 3/5/1991

L L Bean - Double L BuFreeport Double L Street Simplex Grin Mercan New NFPA 13 25 Static 90, Residual 86 at 1095 GPM Wet 0 12/30/1992

L L Bean Retail ExpansFreeport Main Street Eastern Fire Mercan New NFPA 13 12 53 static and 50 residual at 1000 gpm, 5-1997 Wet 323 8/14/1998

L. L. KidsFreeport Nathan Nye Street Sprinkler Sys Mercan New NFPA 13 5 54 static, 41 residual at 752 gpm, 11-1-96, plus Peerless 5 Wet 231 5/12/1997

L.L. Bean DC 96Freeport Desert Road Eastern Fire shippin New NFPA 13 18 Peerless Pump, Model # 14MCF, UL listed rated at 1500 Wet 38 8/31/1995
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L.L. Bean DC-96Freeport Desert Road Eastern Fire Assemb New NFPA 13 17 Peerless Pump, Model # 14MCF, Ullisted rated at 1500 at Wet 16 7/25/1995

L.L. Bean Taylor BuildiFreeport US Route 1 Sprinkler Sys Comput New FM 2-8N 13 Static 81,Residual 76 at 967 GPM Tested April 1993 othe 73 7/7/1995

Levesque ResidenceFreeport 35 Jordan Road Mainely Plg Residen New NFPA 13D 2 Pump rated at 26 gpm at 59 psi Wet 41 1/15/2005

Levis OutletFreeport 57 Main Street Eastern Fire Mercan New NFPA 13 5  Static 60, Residual 58 at 1125 GPM tested 05-23-94 Dry 0 7/1/1994

Linda Bean's Maine KitFreeport 88 Maine Street Sprinkler Sys Restaur New System NFPA 13 5+ 109 4/9/2011

LL Bean OFCFreeport Desert Road Eastern Fire Storage New NFPA 13 5 4118 5/9/2006

LL Bean StoreFreeport Main Street Atlantic Auto Mercan Renovation NFPA 13 dn dna Wet 132 6/24/1999

LL Bean, (Casco ReservFreeport Casco Street Sprinkler Sys Rack St Renovation NFPA 231C5 76 static and 70 residual at 1200 gpm, 5-27-99 Wet 187 2/3/2000

LL Bean, (Returns BuilFreeport Desert Road Simplex Grin Mercan New NFPA 13 9 86 static and 48 residual at 902 gpm, 8-27-92 Wet 0 3/4/1993

Lot #13 Newfield RidgeFreeport Lot #13 All Aspects P Residen New System NFPA 13D 3.4 23 7/11/2012

Maltempi ResidenceFreeport 2 Ridge Road Jerry's Plbg Residen New System NFPA 13D 25 8/15/2011

Maple Hill B & BFreeport 18 Maple Avenue Eastern Fire Residen New Maine Life 1.4 41 static and 22 residual at 770 gpm, 10-19-04 Wet 53 11/9/2005

Maplewood TerraceFreeport Main Street Sprinkler Sys Residen New Hydro-Pro 7 Static 65, Residual 55 at 985 GPM tested 1994 Wet 0 2/15/1994

Mara Frank Bed & BreaFreeport 8 Maple Street Simplex Grin Bed & New NFPA 13R 7 Static 58,residual 20 at 2320 GPM tested 1987 Wet 0 8/2/1993

Maxwells PotteryFreeport 49 Main Street High Tech Fi Manufa New NFPA 13 Static 52, Residual 20 at 990 tested 10/93 0 11/9/1993

Meadowbrook MontessFreeport 51 West Street Freedom Fire Educati New Maine Life 8 Gould pump rated at 55 gpm at 65 psi Wet 20 8/4/2005

Merriconeag Waldorf SFreeport Desert Road Sprinkler Sys Educati New NFPA 13 7 80 static, 70 residual at 1244 gpm, 6-6-96 Dry 170 7/12/1996

Merriconeag Waldorf SFreeport 57 Desert Road Sprinkler Sys Perform New NFPA 13 7 65 static and 54 residual at 1175 gpm, 4-15-99 Dry 159 10/24/2003

Mill Stream, (Lot 2)Freeport Pleasant Hill Road High Tech Fi Home New NFPA 13D 5 G & L Pump 68 2/26/2006

Mill Stream, (Lot 8)Freeport Mill Stream Estate High Tech Fi Home New NFPA 13D 6 47 static and 43 residual at 51 gpm Wet 56 7/6/2005

Milstream ResidenceFreeport Milstream Estates Eastern Fire Home New NFPA 13D 7 Goulds pump rated at 30 gpm at 53 psi Wet 48 8/25/2005
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Morse Street SchoolFreeport Morse Street Simplex Grin School New Hydro-Pro 5 Static 52, residual 20 at 520 GPM Wet 0 7/10/1991

Newfield Goddard Lot 1Freeport Newfield Drive Lot Hamilton Plb Residen New System NFPA 13D 31 9/19/2012

Newfield Ridge Lot #29Freeport Lot #29 Newfield P & P Plumb Residen New System NFPA 13D 28 8/23/2012

Newfield Ridge Lot 2Freeport Newfield Ridge Lo All Aspects P Residen New System NFPA 13D 27 10/1/2012

Newfield Ridge Lot 6Freeport Newfield Ridge Lo All Aspects P Residen New System NFPA 13D 23 10/2/2012

North American WildlifFreeport Route 1 High Tech Fi Busines New Maine Life 10 Burke Pump 3 HP rated at 40 GPM at 54.11 PSI Wet 0 4/9/1991

Noyes-Francine ResidenFreeport 27 Fogg Point Roa Buxton & So Home New NFPA 13D 6 59 9/12/2010

One-hundred eighty-oneFreeport 181 Lower Main St Dean & Ally Apartm New NFPA 13R 21 69 static and 65 residual at 1223 gpm, 4-20-99 Wet 180 5/20/2003

Panish ResidenceFreeport 52 Baldwin Street NISCORP In Home New NFPA 13D 5 Well & pump Wet 38 6/8/2005

Polo Ralph LaurenFreeport Main Street High Tech Fi Mercan New NFPA 13 6 Static 60, Residual 58 at 1130 GPM tested 05/23/94 0 3/24/1995

RC EmersonFreeport Mill Stream, Lot 1 Dave Blackw Home New NFPA 13D 28 7/30/2008

SamsoniteFreeport 20 Bow Street High Tech Fi Mercan New NFPA 13 dn dna Dry 172 3/13/1998

Shaw's FreeportFreeport Freeport Crossing High Tech Fi Mercan New NFPA 13 10 54 static and 35 residual at 1021 gpm, 7-1-03 Dry 775 9/12/2003

Spencer Ridge Child CaFreeport Old Brunswick Ro Sprinkler Sys Child C New Maine Life 5Peerless PE503 pump rated at 80 gpm at 52 psi Wet 22 3/6/2002

Spencer Ridge Child CaFreeport Route 1 Sprinkler Sys Child C New Maine Life 5 Peerless PE503 pump rated at 80 gpm at 52 psi Wet 22 1/28/1998

Stonewood CrossingFreeport 303 US Route 1 High Tech Fi Office New 27 254 1/25/2006

The Gap OutletFreeport Main Street Dean & Ally Mercan Renovation NFPA 13 dn dna Wet 32 3/2/2000

Three Sisters B & BFreeport Independence Driv Eastern Fire Roomin New Maine Life 8Gould XSH-20 pump rated at 43 gpm at 60 psi Wet 59 5/19/2001

Tower Hill InsuranceFreeport 554 US Route 1 Atlantic Auto Busines Renovation NFPA 13dn dna Dry 25 8/14/2000

Vermont Teddy BearFreeport 51 Main Street High Tech Fi Mercan New NFPA 13 6 60 static, 58 residual at 1130 gpm, 5/23/94 Wet 72 8/22/1997

Village SquareFreeport Main Street Sprinkler Sys Mercan New NFPA 13 7 Static 65, residual 20 at 5280 GPM Dry 0 2/28/1994
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VOID-Farm Pond, (Lot Freeport Lot 10 Metro Mecha Home New NFPA 13D 9 0

WP Clark & Sons RunnFreeport 10 Acorn Ridge AAA Plumbi Home New NFPA 13D 26 7/30/2007

WP Clark & Sons RunnFreeport # 6 Acorn Ridge AAA Plumbi Home New NFPA 13D 21 7/30/2007

10 Straw Road, (Lot #3)Gorham 10 Straw Road Freedom Fire Home New NFPA 13D 8 Gould pump rated at 30 gpm at 35 psi Wet 34 5/7/2003

21 NEW PORTLAND Gorham 21 NEW PORTLA Freedom Fire OFFIC New System NFPA 13R 9.4 66 9/17/2012

A & M JobGorham Hutchinson Drive High Tech Fi Manufa Renovation NFPA 13 7 63 static and 57 residual at 2068 gpm, 6-7-99 Dry 0 11/14/2003

A & M JobGorham Hutcherson Drive High Tech Fi Office Renovation NFPA 13 n/a 63 static and 57 residual at 2068 gpm, 7-95 Dry 60 4/24/2004

Al Cousin's HomeGorham 131 Buck Street Eastern Fire Apartm New Hydro-Pro 12 Peerless PE503 UL listed pump rated at 100 gpm at 50 ps Wet 42 10/7/1996

Alelson HouseGorham 15 McQuillian Hill Eastern Fire Residen NFPA 13D 16 Perrless Pump, Model PE150C, rated 26 GPM at 46 PSI 0 5/12/1995

AlexandrinGorham TC Plumbing Home New NFPA 13D 12 22 10/1/2007

Alves HouseGorham Herrick Road Eastern Fire Home New NFPA 13D 6 Peerless 150C pump Second floor - 2 head calc Wet 34 2/6/1996

Alves Residence, (AdditGorham 18 Herrick Road Eastern Sprin Residen Existing & n NFPA 13D 9 Peerless 150 C pump rated at 50 gpm at 38 psi Wet 21 10/29/2001

Assisted CareGorham 247 Dingeley Spri Sprinkler Ser Assiste New NFPA 13D 15 Goulds GT-10 pump rated at 25 gpm at 44 psi. Wet 31 2/10/2003

Atlantic HardwoodsGorham Gorham Industrial Eastern Fire Wood P New NFPA 13 8 72 static and 67 residual at 2012 gpm, 7-24-05 Wet 190 7/22/2005

AWM Engineering BuilGorham 88 State Street Freedom Fire Busines New NFPA 13 21 67 static and 58 residual at 1021 gpm, 7-28-00 Wet 81 9/22/2000

B & A Tops IncorporateGorham Sanford Drive Capitol Fire Busines Existing NFPA 13 5 Static 56, Residual 48 at 1160 GPM tested 06/06/91 Wet 0 5/1/1995

B & G Management GrGorham 94 Main Street High Tech Fi Office Renovation NFPA 13 dndna Wet 20 5/24/2002

Baxter Memorial LibrarGorham 71 South Street Sprinkler Sys Library New NFPA 13 6 74 static and 64 residual at 1074 gpm, 5-25-94 Wet 305 8/6/2002

BoothbyGorham Lot 17, Tall Pines Martin & So Home New NFPA 13D 6 See prints. 19 4/6/2007

BRAGG RESIDENCEGorham #4 ALBERTA WA Freedom Fire HOME New System NFPA 13D 11. 35 10/9/2012

Bunzl WarehouseGorham 33 Hutcherson Dri Eastern Fire Storage Renovation NFPA 13 6 63 static and 57 residual at 2069 gpm, 4-1-98.  Peerless p Wet 18 12/20/2004
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Buxton Grange HallGorham 85 Deering Road High Tech Fi Assemb New Hydro-Pro 6 Gould 3 Hp pump rated at 80 gpm at 39 psi with 3000 gal Wet 71 8/31/1998

CANCELLED-First ReaGorham 653 Route 25 Freedom Fire Busines New NFPA 13 5 50 static and 36 residual at 1006 gpm, 10-06 Wet 66 11/6/2005

CANCELLED-Jeff BroGorham 19 Gorham Industr Freedom Fire Storage New NFPA 13 10 72 static and 67 residual at 2012 gpm, 10-05 Wet 140 11/19/2005

Carters AutoGorham 4 Railroad Avenue Dean & Ally Repair New NFPA 13 9 85 static and 71 residual at 1331 gpm, 7-24-01 Dry 124 3/19/2003

CassidyGorham 131 Buck Street Freedom Fire Apartm New NFPA 13R  9 Gould pump rated at 75 gpm at 50 psi Wet 60 10/21/2004

Central City Sheet MetaGorham Gorham Industrial Eastern Fire Sheet New NFPA 13 6 63 static and 57 residual at 2069 gpm, 4-1-98 Wet 100 7/23/1999

Clean-O-RamaGorham Bartlett Road Eastern Fire Wareho New NFPA 13 7 72 static and 67 residual at 2012 gpm, 7-27-04 Wet 348 9/27/2005

CMA Spec HouseGorham Autumn Brook Ro Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 38 4/24/2004

Controlled EnvironmentGorham Sanford Drive Eastern Fire Storage New NFPA 13 10 Static 55, Residual 48 at 1163 GPM tested 06/06/91 Wet 12010/27/1995

Cross DuplexGorham 167 Shaw's Mill R Eastern Fire Home New NFPA 13D 15 Gould GT-20 pump rated at 40 gpm at 53 psi Wet 36 9/27/2005

CrowleyGorham 2 Boulder Drive P & P Plumb Home New NFPA 13D 5 20 9/19/2007

Cummins ProjectGorham 903 Roosevelt Trai Sprinkler Ser Home Existing NFPA 13D5 Peerless 1.5 hp pump rated at 30 gpm at 40 psi Wet 010/30/1992

Cummins Project Lot #Gorham Roosevelt Trail Sprinkler Ser Home Existing NFPA 13D 5 1.5 hp pump rated at 30 gpm at 40 psi 0 2/24/1993

Danny Marean ResidenGorham 234 County Road Freedom Fire Home New NFPA 13D 6 Gould pump rated at 30 gpm at 45 psi. 40 1/26/2006

Dave & Julie MetivierGorham Winterwood Street, High Tech Fi Home New NFPA 13D 5 Gould NPE pump rated at 35 gpm at 54 psi Wet 32 9/15/1997

David King ResidenceGorham Hidden River Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 46 7/6/2004

Dawn WentworthGorham Gorham Industrial Freedom Fire Office New NFPA 13 8 60 static and 56 residual at 1209 gpm Wet 100 9/17/2004

Didonato Drive, (Lot # Gorham Freedom Fire Home New NFPA 13D 6 Gould pump rated at 45 gpm at 40 psi Wet 32 3/13/2005

Dore ResidenceGorham Lot 8, Lockwood Martin & So Home New NFPA 13D 6 Well and pump.  70 static and 60 residual at 30 gpm. Wet 23 5/27/2005

Dunkin DonutsGorham 587 Main Street Freedom Fire Mercan New NFPA 13 10 65 static and 58 residual at 2096 gpm, 7-27-00 Wet 187 8/10/2000

East Brown Cow AssociGorham 2-8 School Street Sprinkler Sys Busines New NFPA 13 Static 75,Residual 47 at 1150 GPM Wet 0 6/16/1992
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Enman ResidenceGorham Tall Pines Lot #4 Martin & So Private New NFPA 13D 13 60 static and 40 residual at 150 gpm from Pump rated at Wet 20 1/17/2003

Environ ServicesGorham 18 Gorham Industr Dean & Ally Garage New NFPA 13 6 70 static and 60 residual at 2122 gpm, 6-1-02 Wet 64 3/20/2004

Eric FlinkGorham Carriage Hill Road Freedom Fire Home New NFPA 13D 10 Goulds GT-15 pump rated at 30 gpm at 47 psi Wet 0 8/18/2004

First Parish CongregatioGorham Route 114 Eastern Fire Church New NFPA 13 9 78 static and 66 residual at 1007 gpm, 5-3-00 Dry 133 7/27/2000

Foreside CompanyGorham 33 Hutcherson Dri Eastern Fire Wareho New NFPA 231C 6 63 static and 57 residual at 2069 gpm, 4-1-98.  Plus pump Wet 1288 3/24/1999

Foster Family ConnectiGorham Dingley Springs R Sprinkler Ser 6 Bed F New NFPA 13R 25 Goulds QT-20 pump rated at 50 gpm at 49 psi Wet 37 8/16/2001

Franklin Way ResidenceGorham Freedom Fire Home New NFPA 13D 5 Gould pump rated at 50 gpm at 55 psi Wet 31 7/29/2005

Franklin Way, (Lot 1B)Gorham Freedom Fire Home New NFPA 13D 5 Gould pump rated at 40 gpm at 40 psi 27 2/7/2006

Galilee Baptist ChurchGorham 317 Main Street Simplex Grin Worshi New NFPA 13 16 103 static, 52 residual at 1200 gpm, 1996 Dry 259 2/4/1997

Gateway CondominiumGorham Sprinkler Ser Condo New NFPA 13R 67 12/6/2010

Gilman ProjectGorham Dingley Spring Ro Freedom Fire Home New NFPA 13D 6 Gould pump rated at 60 gpm at 50 psi Wet 42 6/25/2005

Goodwill Assisted LivinGorham Day Road Sprinkler Sys Assiste New Hydro-Pro 14 Static 74, Residual 42 at 1087 GPM tested 06/06/91 Wet 105 10/4/1995

Goodwill Gorham HousGorham Day Road Eastern Fire Group New System NFPA 13D 18. 24 7/26/2012

Googins Home + ChapGorham Off Day Road Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 30 12/6/2002

GORE RESIDENCEGorham 15 ALBERTA WA Freedom Fire HOME New System NFPA 13D 5.8 29 9/10/2012

Gorham Bed & BreakfaGorham 91 South Street High Tech Fi Bed & New NFPA 13R 11. Static 85, Residual 58 at 1278 GPM Wet 0 11/3/1993

Gorham Colonial Lot #5Gorham Lot #5 Murray Dri High Tech Fi resident New System NFPA 13D 13 25 7/26/2012

Gorham High SchoolGorham Morrill Avenue Sprinkler Sys Educati New NFPA 13 10 Static 73, Residual 58 at 1153 GPM Wet 0 11/5/1993

Gorham House - AlzheiGorham New Portland Stree Sprinkler Sys Health New NFPA 13 None Given 0 10/30/1990

GORHAM HOUSE OF Gorham 2 STATE STREET Freedom Fire RESTU New System NFPA 13R 8.4 152 8/22/2012

Gorham House Skilled Gorham 50 New Portland R Eastern Fire Patient Addition of NFPA 13 36 97 9/17/2012
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Gorham Middle SchoolGorham 106 Weeks Road Sprinkler Sys Educati New NFPA 13 6 76 static and 56 residual at 1100 gpm, 9-27-01 Wet 1787 11/14/2002

Gorham Municipal CentGorham Ball Park Road High Tech Fi Munici New 7 922 1/24/2006

Gorham Public WorksGorham Huston Street Eastern Fire Repair New NFPA 13 6 40 static and 31 residual at 1501 gpm, 1998 Wet 227 9/20/2000

Gorham Rite AidGorham Routes 25 & 202 Sprinkler Sys Mercan New NFPA 13 8 89 static, 38 residual at 1034 gpm, 1992 Wet 211 12/2/1997

Gorham Savings BankGorham Main Street Freedom Fire Busines New NFPA 13 9 82 static and 53 residual at 1222 gpm, 7-27-01 Dry 420 7/24/2002

Gorham Savings Bank, Gorham 10 Wentworth Driv Eastern Fire Busines Existing & n NFPA 13 11 97 static and 73 residual at 1353 gpm, 10-30-97 Wet 284 11/9/2005

Gorham Savings Bank, Gorham Route 202 Eastern Fire Busines New NFPA 13 6 97 static, 73 residual at 1353 gpm, 10-30-97 D, 478 11/10/1997

Gorham Sports CenterGorham Narragansett Street Sprinkler Sys Sports New NFPA 13 5 57 static and 44 residual at 871 gpm, 5-31-95 Wet 49212/23/2003

Hampstead AssociatesGorham Sanford Drive High Tech Fi Depend New NFPA 13 8 Date of last water test: 05/04/00; Static Pressure 60; Resi Dry 350 1/15/2002

Hamstead AssociatesGorham 59 Sanford Drive High Tech Fi Office Existing & n NFPA 13 n/a 60 static and 56 residual at 1210 gpm, 2000 Dry26 7/21/2004

Hannaford Food & DruGorham Route 25 Sprinkler Sys Grocery Existing & n NFPA 13 11. Date of last water test; Fall 2001; Static Pressure; 83 Resi Wet 547 2/20/2002

Hannaford Food & DruGorham Route 25 Sprinkler Sys Mercan Existing & n NFPA 13 dn 83 static and 63 residual at 1340 gpm, 11-01 Wet 50 1/17/2002

Hansen's Farm MarketGorham 74 County Road Hans C. Han Mercan New NFPA 13 10 Patterson pump rated at 500 gpm at 75 psi Dry 140 12/31/2001

HarringtonGorham 15 Murray Drive Sanborn Plu Home New NFPA 13D 11 30 4/8/2007

Hidden River, (Eichner Gorham Hidden River Dean & Ally Home New NFPA 13D Goulds pump rated at 50 gpm at 50 psi, 6 Wet 45 1/1/2005

Hidden River, (Jason BeGorham Hidden River Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 38 8/4/2004

Hidden River, (Lot #14)Gorham Freedom Fire Home New NFPA 13D Goulds GT-15 pump rated at 30 gpm at 45 psi Wet 44 9/29/2003

Hidden River, (Lot #9)Gorham Route 22 Freedom Fire Home New NFPA 13D 5 Goulds GT-20 pump rated at 30 gpm at 54 psi Wet 45 5/5/2004

Hidden River, (Lot 1, StGorham Hidden River Dean & Ally Home New NFPA 13D 8 Goulds pump rated at 50 gpm at 50 psi Wet 38 11/16/2004

Hidden River, (Lot 11)Gorham Route 22 Freedom Fire Home New NFPA 13D 5 Goulds GT-10 pump rated at 30 gpm at 41 psi Wet 46 10/27/2003

Hidden River, (Lot 12)Gorham Route 22 Freedom Fire Home New NFPA 13D 6 Goulds GT-20 pump rated at 30 gpm at 54 psi. Wet 30 4/13/2004
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Hidden River, (Lot 13)Gorham Route 22 Freedom Fire Home New NFPA 13D Goulds GT-20 pump rated at 30 gpm at 54 psi Wet 49 2/18/2004

Hidden River, (Lot 3, CGorham Hidden River Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 42 10/21/2004

Hidden River, (Lot 4)Gorham Route 22 Freedom Fire Home New NFPA 13D 16 Goulds GT-15 pump rated at 30 gpm at 47 psi Wet 0 12/20/2003

Hidden River, (Lot 5, GGorham Hidden River Dean & Ally Home New NFPA 13D 6 Goulds pump rated at 50 gpm at 50 psi Wet 58 11/16/2004

Hill GymGorham Gorham Campus Eastern Fire Assemb New NFPA 13 6.5 Static 55, Residual 30 at 750 GPM tested 07/16/93 Wet 0 7/29/1993

Humphrey ResidenceGorham Jordan Meadows, ( Denali Fire P Home New NFPA 13D 6 Goulds GT-20 pump is rated at 50 gpm at 50 psi Wet 22 7/7/2005

Hurst HouseGorham Eastern Fire Home New NFPA 13D 5 Goulds GT-20 pump rated at 40 gpm at 53 psi Wet 40 7/21/2003

Hurst ResidenceGorham Leavitt Drive Freedom Fire Home New NFPA 13D 5 Gould pump rated at 35 gpm at 40 psi Wet 33 1/3/2006

Jennifer Way, (Lot 13, JGorham Jeffiner Way, Lot 1 Martin & So Home New NFPA 13D 13 24 7/26/2006

Jim JerryGorham 6 Route 114 Jamy's Plum Home New NFPA 13D 8 21 8/8/2007

Joe Salas ResidenceGorham Hidden River Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 44 7/2/2004

John Mitchell CenterGorham Husky Drive High Tech Fi Educati New NFPA 13 7 78 static and 66 residual at 1006 gpm, 5-3-00 Wet 815 3/22/2004

John Peters ProjectGorham Freedom Fire Home New NFPA 13D 5 Gould pump rated at 45 gpm at 40 psi Wet 41 3/28/2005

JOHN PETERS PROJEGorham ALBERTA WAY Freedom Fire HOME New System NFPA 13D 15. 20 9/18/2012

John Peters, (Project #2)Gorham Freedom Fire Home New NFPA 13D 5 Gould pump rated at 45 gpm at 40 psi Wet 30 4/30/2005

Jordan Meadows, (Lot 8Gorham Jordan Drive Sprinkler Ser Home New NFPA 13D 6 Goulds pump rated at 35 gpm at 38 psi Wet 41 6/30/2004

Jordan Meadows, (Lots Gorham Jordan Drive Sprinkler Ser Home New NFPA 13D 6 Goulds GT-10 pump rated at 32 gpm at 41 psi. 51 static a Wet 418 7/23/2004

Kevin Tracy Spec HousGorham Lot 12, Nonesuch Dixon Heatin Home New NFPA 13D 5 pump to deliver at least 24 gpm at 48 psi at S-1 33 2/20/2006

Key Bank, (Cash Vault)Gorham 36 Bartlett Road Sprinkler Sys Office Existing & n NFPA 13 28 70 static and 60 residual at 2122 gpm, 6-1-95 Wet 0 1/31/2004

Knight ResidenceGorham Hidden River Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 57 5/26/2004

Lake Region FurnitureGorham Main Street High Tech Fi Mercan Existing & n NFPA 13 5 70 static and 60 residual at 1044 gpm, 7-16-92 Wet 68 3/27/2003
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Lake Region FurnitureGorham Lower Main Street, Sprinkler Sys Mercan Existing & n NFPA 13 5 70 static and 66 residual at 1956 gpm, 10-12-04 Wet 213 10/17/2004

Lake Region Furniture, Gorham Lower Main Street Sprinkler Sys Mercan Existing & n NFPA 13 45 70 static and 66 residual at 1956 gpm, 10-12-04 Wet 53 3/11/2005

Leavitt Drive, (Lots 2 &Gorham Leavitt Drive Sprinkler Ser Home New NFPA 13D 9 32 static and 41 residual with Goulds GT 10 pump Wet 54 5/21/2005

Lewellen ResidenceGorham Freedom Fire Home New NFPA 13D 5 Gould pump rated at 40 gpm at 45 psi Wet 32 5/25/2005

Liang HouseGorham Winterwoods Stree Eastern Fire Home New NFPA 13D 14 Peerless PE 150C pump rated at 20 gpm at 45 psi Wet 52 3/27/1996

Lockwood HeightsGorham 22 Wolf River Run Manette Plu Home New NFPA 13D 5 well & pump. 70 static and 60 residual at 30 gpm. Wet 23 7/11/2005

Lombard EstatesGorham Day Road Eastern Fire Home New NFPA 13D 12. Peerless PE 150C pump rated at 26 gpm at 46 psi Wet 23 1/12/1996

Lot 1Gorham Route 112, Dow R Freedom Fire Home New NFPA 13D 13 Goulds GT-10 pump rated at 45 gpm at 20 psi Wet 26 5/4/2000

Lot 2Gorham Route 112, Dow R Freedom Fire Home New NFPA 13D 13 Goulds GT-10 pump rated at 45 gpm at 20 psi Wet 26 6/19/2000

Lot 3Gorham Route 112 Dow Ro Freedom Fire Home New NFPA 13D 13 Goulds GT-10 pump rated at 45 gpm at 20 psi Wet 26 6/19/2000

Magic City BuildersGorham 3 Tammys Way P & P Plumb Home New NFPA 13D 16 21 4/25/2007

Maine Industrial TireGorham 9 Laurence Road Simplex Grin Tire Sto Renovation NFPA 13 7 71 static and 68 residual at 1065 gpm, 4-30-02 Dry 451 5/4/2002

Mark Jordan Residence,Gorham Springbrook Farm Dean & Ally Home New NFPA 13D 10 Goulds pump rated at 50 gpm at 50 psi Wet 41 11/22/2004

Mark PennyGorham 27 Dow Road Freedom Fire Home Existing & n NFPA 13D 8 Goulds GT-15 pump rated at 45 gpm at 43 psi Wet 9 1/17/2004

Marty Roach ApartmentGorham 52 State Street High Tech Fi Apartm Existing NFPA 13R 20Static 70, Residual 42 at 1087 GPM tested 07/29/94 Wet 0 12/12/1994

McDonald HouseGorham Herrick Road Simplex Grin Home New NFPA 13D 5 Peerless PE150 pump rated at 80 gpm at 24 psi Wet 24 6/6/1997

Mega IndustriesGorham Sanford Drive Eastern Fire Industri New NFPA 13 11 55 static, 48 residual at 1163 gpm, 6-1-91 Wet 277 10/18/1996

Michaud ResidenceGorham 35 Carriage Hill R Sprinkler Ser Home New NFPA 13D 17 Goulds GT 10 pump rated at 32 gpm at 41 psi Wet 35 12/11/2004

Mike Carroll ResidenceGorham Cornucopia Way Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 21 12/20/2005

Montalvo CorporationGorham Hutcherson Drive Eastern Fire Manufa New NFPA 13 6 60 static and 56 residual at 1210 gpm, 5-4-00 Dry 416 2/28/2001

Moody's Body ShopGorham 20 Narragansett Ro High Tech Fi Automo New Hydro-Pro 8 60 static, 45 residual at 1021 gpm, 8-5-93 Wet 71 9/17/1996
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Moody's CollisionGorham 200 Narragansett S High Tech Fi Auto R New NFPA 13 9 312 8/11/2006

Mora ResidenceGorham Burnham Road Dean & Ally Residen New NFPA 13D 24. Pump Data; Brand Name; Gould; Listed for the Fire Servi Wet 22 12/31/2001

Mou LinGorham Gorham, ME Mark Nigro Residen New System NFPA 13D 5 18 6/7/2012

Nathan AckerGorham McQuillian Hill Dr High Tech Fi Residen NFPA 13D 5+ Gould Pump rated at 32 GPM at 28/38 PSI Wet 0 11/17/1994

Niles HouseGorham Herrick Lane Sprinkler Ser Home New NFPA 13D 20 Goulds PF15 pump rated at 26 gpm at 49 psi Wet 29 7/30/1996

Nolan ResidenceGorham Lot 2, Tall Pines Martin & So Home New NFPA 13D 16 Well. With domestic pump 50 static and 40 residual at 50 Wet 19 10/31/2002

Nonesuch Farm, (Lot 13Gorham 9 Mountview Driv Henrikson Pl Home New NFPA 13D 5 domestic pump to produce 26 gpm at 63 psi Wet 35 8/29/2005

Nonesuch Farm, (Lot 14Gorham #5 Mountview Dri Henrikson Pl Home New NFPA 13D 5 Domestic pump to provide at least 38 gpm at 65 psi at PR Wet 43 11/1/2005

Nonesuch Farm, (Lot 2)Gorham #8 Mountainview Henrikson Pl Home New NFPA 13D 7 Domestic pump to provide at least 37 gpm at 58 psi at PR Wet 35 11/1/2005

Nonesuch Forest ProducGorham 3 Railroad Avenue Eastern Fire Restaur New NFPA 13 12 82 static and 58 residual at 1136 gpm, 7-21-92 Dry 228 2/9/2001

Nonesuch, (Lot 11)Gorham 17 Mountain View Henrikson Pl Home New NFPA 13D 5 Domestic pump to provide at least 26 gpm at 56 psi at S- 30 3/5/2006

North American ServiceGorham 5 Sanford Drive High Tech Fi Storage New NFPA 13 8 60 static and 56 residual at 1210 gpm, 5-4-00 Wet 142 11/3/2001

ODAT MachineGorham Sanford Drive Eastern Fire Machin New NFPA 13 8 60 static and 56 residual at 1209 gpm, 5-4-00 Wet 214 8/20/2003

One Hundred NinetyeigGorham 198 Main Street Northern Fire Residen New NFPA 13R 31 82 static, 3-1992 Wet 98 4/20/2000

One hundred Sixty-six Gorham Sprinkler Sys Mercan New NFPA 13 8 70 static and 58 residual at 1233 gpm, 5-25-94 Dry 84 11/9/2004

Paul Huemmling HouseGorham Herrick Road Simplex Grin Home New NFPA 13D 11 Peerless PE 150 pump rated at 80 gpm at 48 psi Wet 46 5/31/1997

Peffer ResidenceGorham Freedom Fire Home New NFPA 13D 6 Gould pump rated at 45 gpm at 30 psi Wet 0 9/11/2003

Peter Keef ResidenceGorham 5 Meghan Way GACO inc  Home New NFPA 13D 5 22 5/26/2007

PETERSON FIELDS LGorham LOT #3 PETERSO Dean & Ally RESID New System NFPA 13D 8.8 37 5/17/2012

Peterson Fields Lot #6Gorham 6 Peterson Fields Dean & Ally Residen New System NFPA 13D 7.8 38 9/25/2012

Peterson Fields Lot #7Gorham 7 Peterson Fields Dean & Ally Residen New System NFPA 13D 8.9 47 9/18/2012
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Peterson Fields Lot 4Gorham Lot #4 Dean & Ally Residen New System NFPA 13D 5.3 30 10/20/2012

PETERSON FIELDS LGorham LOT 5 PETERSO Dean & Ally RESID New System NFPA 13D 9.2 33 10/24/2012

Phi Kappa Sigma FraterGorham 27 Preble Street Sprinkler Ser Fraterni New NFPA 13R 15 Static 81, Residual 35  at 993 GPM tested 1993 Wet 70 11/7/1995

PlastechGorham Bartlett Road Eastern Fire Shop New NFPA 13 16 72 static and 67 residual at 2012 gpm, 7-27-04 Wet 127 8/20/2004

Pomelow ResidenceGorham Burnham Road Dean & Ally Residen New NFPA 13D 10. Pump Data; Brand name; Gould Listed for the Fire Servic Wet 24 1/10/2002

Port ResourcesGorham 53 Longfellow Stre Sprinkler Ser Residen New NFPA 13D 27Goulds GT-10 pump rated at 20 gpm at 46 psi Wet 28 3/28/2002

Portland Machine ToolGorham Sanford Drive Sprinkler Ser Busines New NFPA 13 5 Static 63, Residual 57 at 2069 GPM tested  04/06/98 Wet 93 4/20/1998

Rancourt ResidenceGorham Burnham Road Dean & Ally Residen New NFPA 13D 31. Pump Data; Brand Name Gould; Rated Capacity is 50 gp Wet 4212/31/2001

Reidy Home - WinterwoGorham Herrick Lane Sprinkler Ser Residen New NFPA 13 12 Gould Pump Model-PF 20, Not UL Listed, 28 GPM at 54 Wet 35 3/3/1998

Richardson Home, (KatGorham 25 Dundee Road High Tech Fi Home New NFPA 13D 5 Pump & tank Wet 42 11/12/1999

Ridgefield CondominiuGorham Ridgefield Drive Sprinkler Ser Residen New NFPA 13R 19 79 static and 60 residual at 1112 gpm, 9-30-04 Wet 144 3/25/2005

Ridgefield CondominiuGorham Ridgefield Drive Sprinkler Ser Residen New NFPA 13R 14 79 static and 60 residual at 1112 gpm, 9-30-05 Wet 14812/24/2005

Ridgefield CondominiuGorham Ridgefield Drive Sprinkler Ser Residen New NFPA 13R 13 79 static and 60 residual at 1112 gpm, 9-30-04 Wet 148 9/16/2005

Ridgefield Condos, (BldGorham Ridgefield Drive Sprinkler Ser Residen New NFPA 13R 13 79 static and 60 residual at 1112 gpm, 9-30-04 Wet 144 5/25/2005

RJ Grondin MaintenancGorham 11 Bartlett Road Sprinkler Sys Repair New NFPA 13 6 70 static and 60 residual at 2122 gpm, 6-1-95 Wet 117 10/1/1999

Robie PropertiesGorham GACO inc  Home New NFPA 13D 5 25 6/7/2007

Rosenblatt HouseGorham Day Road Eastern Fire 5000 New NFPA 13D Perrless Pump, Model 150C, UL listed rated at 50 GPM a Wet 53 6/14/1995

Russell Residence, (6 StGorham 4 Straw Road Bob Miles & Home New NFPA 13D 29 60 static and 55 residual at 150 gpm. Wet 20 3/17/2003

Russian Baptist ChurchGorham 211 Route 237 Dean & Ally Church New NFPA 13 5 65 static and 34 residual at 978 gpm, 7-15-92 Dry 140 2/23/2001

Russo, (Tall Pines, Lot Gorham Tall Pines, Lot 16 Metro Mecha Home New NFPA 13D 5 Domestic pump to provide at least 26 gpm at 43 psi at the 19 6/14/2006

Sam StrumphGorham 11 Leavett Drive Freedom Fire Home New NFPA 13D 6 Gould pujp rated at 40 gpm at 40 psi Wet 32 4/30/2005
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Santo & Gina Didonato Gorham Route 114 Freedom Fire Home New NFPA 13D 9 Gould pump rated at 30 gpm at 45 psi Wet 87 7/6/2004

Sebago HeadquartersGorham Hutchinson Drive Eastern Fire Busines New NFPA 13 11 Static 60, Residual 49 at 1140 GPM tested 1989, Peerless Wet 0 1/5/1994

Sebago Shoe, (Upgrade)Gorham Hutcherson Drive Eastern Fire Shoe St Renovation NFPA 231C 24 63 static and 57 residual at 2069 gpm, 1998 Wet 244 4/11/2001

Seekins Dental OfficeGorham Main Street Eastern Fire Offices, Existing NFPA 13 Static 108, Residual 46 at 1138 GPM Dry 0 2/15/1994

Seiferth ResidenceGorham 3 Cummings Road Simplex Grin Residen NFPA 13D 5+ Static 41, Residual 40 at 31 GPM, J/JB rated at 31GPM a Wet 0 5/2/1995

Shaw BrothersGorham Route #125 Freedom Fire Office New NFPA 13 7 49 static and 20 residual at 1578 gpm, 4-8-03 Wet 248 3/20/2004

Sigma Iota Sigma SororiGorham 19 Preble Street Sprinkler Ser Residen New NFPA 13R 18 81 static, 35 residual at 993 gallons, 7-21-92 Wet 47 7/30/1997

Silva's Pizza & DoughtyGorham 828 Gray Road Sprinkler Ser Mercan New NFPA 13 8 56 static, 51 residual at 750 gpm, 6-6-96 Dry 113 7/12/1996

Southern Maine IndustriGorham 45 Hutcherson Dri Simplex Grin Existing & n NFPA 13 11 63 static and 57 residual at 2069 gpm, 4-1-98 Dry 80 8/11/2000

Spec HouseGorham Burnham Road Dean & Ally Residen New NFPA 13D 12 Gould pump rated at 50 gpm at 50 psi Wet 33 4/22/2002

Spec House, (Lot 1)Gorham Pam's Way Martin & So Home New NFPA 13D 11 Well Wet 26 12/15/2004

Springbrook Farm, (Lot Gorham Sprinkgbrook Far Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 34 10/2/2004

Springbrook Farm, (Lot Gorham Springbrook Farm Dean & Ally Home New NFPA 13D 7 Goulds pump rated at 50 gpm at 50 psi Wet 32 10/2/2004

Springbrook Farm, (Lot Gorham Springbrook Farm Dean & Ally Home New NFPA 13D 7 GT-20 pump rated at 50 gpm at 50 psi Wet 43 12/11/2004

Springbrook Farm, (Lot Gorham Henrikson Pl Home New NFPA 13D 5 Well & pump Wet 35 5/27/2005

Springbrook Farm, (Lot Gorham Hayfield Drive Henrikson Pl Home New NFPA 13D 5 Domestic pump to provide at least 26 gpm at 60 psi 33 3/5/2006

Springbrook Farm, (Lot Gorham Hayfield Drive Henrikson Pl Home New NFPA 13D 15 Pump to provide at least 28 gpm at 65 psi at S1. 80 static Wet 36 7/22/2005

Springbrook Farm, (Lot Gorham 36 Hayfield Drive Henrikson Pl Home New NFPA 13D 5 Domestic pump producing 70 psi static and 60 psi residu Wet 32 8/23/2005

Springbrook Farm, (Lot Gorham Hayfield Drive Henrikson Pl Home New NFPA 13D 5 Domestic pump producing 70 psi static and 60 psi residu Wet 32 8/25/2005

Springbrook Farm, (NevGorham Springbrook Farm, Dean & Ally Home New NFPA 13D 8 Goulds pump rated at 50 gpm at 50 psi Wet 23 4/1/2005

Springbrook Farms, (CrGorham Sprinkgbrook Far Dean & Ally Home New NFPA 13D 9 Goulds pujp rated at 50 gpm at 50 psi Wet 49 1/1/2005
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Springbrook, (Lot 15)Gorham Hayfield Drive Henrikson Pl Home New NFPA 13D 5 80 static and 70 residual at 30 gpm with pump producing Wet 36 1/15/2006

Straw Road, (Lot 1)Gorham Straw Road Freedom Fire Home New NFPA 13D 5 Pump rated at 30 gpm at 30 psi Wet 31 11/14/2002

Straw Road, (Lot 2)Gorham Straw Road Freedom Fire Home New NFPA 13D 5 Pump rated at 30 gpm at 35 psi Wet 31 11/14/2002

Strout's Way, Lot 1Gorham Strout's Way, off R Simplex Grin Home New NFPA 13D 5 Peerless PE150 pump rated at 80 gpm at 24 psi Wet 64 8/29/1996

Tall Pines, (Lot #1)Gorham Lot #1, Tall Pines Martin & So Home New NFPA 13D 24 Pump that provides 300 gpm at 40 psi Wet 22 4/3/2003

Tall Pines, (Lot #5)Gorham Tall Pines Martin & So Home New NFPA 13D 5 Well Wet 21 7/17/2003

Tall Pines, (Lot 10)Gorham 43  Boulder Drive Metro Mecha Home New NFPA 13D 6 24 6/6/2007

Tall Pines, (Lot 12)Gorham Lot 12 Metro Mecha Home New NFPA 13D 22 7/26/2007

Tall Pines, (Lot 14)Gorham Lot 14 Metro Mecha Home New NFPA 13D 8 23 9/18/2006

Tall Pines, (Lot 15)Gorham Tall Pines, Lot 15 Martin & So Home New NFPA 13D 8 24 7/26/2006

Tall Pines, (Lot 3)Gorham Lot # 3 Martin & So Home New NFPA 13D 5 50 static and 45 residual at 300 gpm. Wet 28 7/17/2003

Tall Pines, (Lot 8)Gorham Lot 8 Metro Mecha Home New NFPA 13D 6 21 7/26/2007

Tall Pines, Lot 6Gorham 43 Boulder Drive Metro Mecha Home New NFPA 13D 4 23 6/9/2008

The Clark ResidenceGorham 28 Carson Drive 13D Sprinkle Home New NFPA 13D 17 Goulds AquaBoost II 2AB21MCIG2A2 pump rated at 32 Wet 44 9/11/2003

The Inn at Village SquarGorham 123 School Street High Tech Fi Residen New NFPA 13 5 68 static and 53 residual at 1472 gpm, 5-17-96 Dry 571 2/12/1999

Toddle Inn DaycareGorham 79 Libby Avenue Simplex Grin Recreat Existing & n NFPA 13 6 120 static and 56 residual at 1100 gpm, 6-21-99 Wet 29 9/6/2002

Toddle Inn DaycareGorham Libby Road Atlantic Auto Day Ca New NFPA 13 41 120 static and 56 residual at 1100 gpm, 6-21-99 Wet 145 7/13/1999

TransformitGorham Sanford Drive Capitol Fire Canvas New NFPA 13 5 55 static, 48 residual at 1163 gpm, 6-6-91 Wet 104 12/26/1996

TransformitGorham 33 Sanford, Gorha Simplex Grin Manufa New NFPA 13 dn dna Wet 16 6/12/1998

Twenty-eight Strouts WGorham 28 Strouts Way Simplex Grin Residen New NFPA 13D 14 Owner's pump rated at 55 gpm at 40 psi Wet 80 9/23/1998

United States Post OfficGorham Railroad Avenue Eastern Fire Assemb New NFPA 13 11 82 static and 58 residual at 1136 gpm, 6-11-91 Wet 312 1/21/1999
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University of Southern Gorham Falmouth Street Automatic S Restaur New NFPA 13 20 Static 70, Residual 49 at 915 GPM,tested 04/10/90 Wet 0 5/11/1992

University of Southern Gorham 96 Falmouth Street Sprinkler Sys Dormit Renovation NFPA 13 Static 61, Residual 20 at 934 GPM tested 07/31/92 Wet 0 5/12/1995

University of Southern Gorham Gorham Campus Sprinkler Sys Dormit New NFPA 13 7 50 static and 46 residual at 1213 gpm, 7-23-97 Wet 357 5/26/2004

University of Southern Gorham 37 College Avenue Freedom Fire Univers Existing & n NFPA 13 16 62 static and 58 residual at 1047 gpm, 2-21-03 Wet 27 10/3/2003

University of Southern Gorham USM Campus Eastern Fire Recreat New NFPA 13 9 56 static, 33 residual at 920 gpm, 10-17-97 Wet 346 11/5/1997

USM Corthell HallGorham 37 College Ave High Tech Fi Educati Renovation NFPA 13 30 4/25/2012

USM Facility MaintenaGorham USM Gorham Cam Sprinkler Sys Faciliti New System NFPA 13 11 5-16-11 New water test showed 80 static, 62 residual flow 102 3/22/2011

USM Hill GymnasiumGorham Hill Gymnasium Sprinkler Ser Assemb Renovation NFPA 13 dn 50 static, 46 residual at 1213 gpm, 7-23-97 Wet 33 1/24/1998

USM Ice ArenaGorham Gorham Campus Sprinkler Ser Ice Are New NFPA 13 & 7 50 static, 46 residual at 1213 gpm, 7-23-97 Dry 417 7/30/1997

USM ResidenceGorham University Way Eastern Fire Dormit New NFPA 13 6 83 static and 65 residual at 1420 gpm, 11-14-00 Dry 1362 12/15/2000

USM, (Dickey-Wood HGorham USM Campus High Tech Fi Dormit New NFPA 13 9 81 static and 65 residual at 1350 gpm, 12-3-04 Wet 1155 7/13/2005

USM, (Upton-Hastings Gorham College Avenue Sprinkler Sys Dormit New NFPA 13 10 62 static and 58 residual at 1047 gpm, 2-21-03 Wet 0 5/7/2003

USM, Field House, (PhaGorham USM Campus Eastern Fire Assemb New NFPA 13 9 56 static, 33 residual at 920 gpm, 10-17-97 Wet 356 12/2/1997

Verill ResidenceGorham Lot 3, Pam's Way Martin & So Home New NFPA 13D 11 60 static and 55 residual at 300 gpm from domestic pump Wet17 11/10/2004

Village Crossing TownhGorham Cumberland Lane Atlantic Auto Housin New NFPA 13R 8 100 static and 55 residual at 1244 gpm, 10-30-97 Wet 300 11/13/1998

Village Crossing Villa's,Gorham Cumberland Way High Tech Fi Rental New NFPA 13R 28 100 static, 55 residual at 1244 gpm, 7-20-92 Wet 80 3/4/1998

Village Crossing Villas, Gorham Cumberland Way High Tech Fi Residen New NFPA 13R 34 100 static and 55 residual at 1244 gpm, 7-20-92 Wet 84 8/10/1998

Village Crossing Villas, Gorham Cumberland Way High Tech Fi Residen New NFPA 13R 34 100 static and 55 residual at 1244 gpm, 7-20-92 Wet 84 8/10/1998

Village Crossing Villas, Gorham Cumberland Way High Tech Fi Residen New NFPA 13D 22 100 static and 55 residual at 1244 gpm, 7-20-92 Wet 14 7/28/1998

Village SquareGorham 121 School Street Maine Fire P Apartm New NFPA 13 9 68 static, 53 residual at 1472 gpm, 5-17-96 Dry 825 9/3/1996

VIP Auto CenterGorham Country Road, (Ro High Tech Fi Mercan New NFPA 13 10 30,000 gallon water storage tank. 280 7/7/2006
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Winterwoods Lot #12Gorham Day Road Eastern Fire Residen New NFPA 13D Peerless 150C, UL, 50 GPM at 38.10 psi 29 6/14/1995

Winterwoods, Lot #4Gorham Herrick Road Eastern Fire Home New NFPA 13D 13 Peerless PE150C pump rated at 50 gpm at 38 psi Wet 24 6/10/1996

Wintle HouseGorham Lot #1 Winterwoo Eastern Fire Residen New NFPA 13R 9 Gould Pump 80 GMP rated at 32 psi Wet 24 3/2/1998

Wise ResidenceGorham 3 Scroggie Way Residential F Residen New System NFPA 13D 16. 62 8/24/2012

York HouseGorham 53 Spiller Road Simplex Grin Home New NFPA 13D 5 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet 16 12/12/1997

Cooks HardwareGray Gray Plaza Eastern Fire Mercan Existing & n NFPA 13 n/a65 static and 55 residual at ?, 11-04 Wet 49 8/19/2005

Cyr Auction GalleryGray Route 100 High Tech Fi Mercan New NFPA 13R Well Pump, UL listed Dry 0 6/21/1990

Cyr Auction HouseGray Route 100 High Tech Fi Assemb New Hydro-Pro 6 Gould 3656(S-Group) pump rated at 48 gpm at 77 psi Dry 40 4/1/1997

Dr Van mourikGray Route 26 Sprinkler Sys Medica New Maine Life 6 54 static and 20 residual at 1900 gpm Wet 64 10/21/1999

Drew ResidenceGray 35 Timber Creek Dean & Ally Home New NFPA 13D 9 Goulds pump rated at 50 gpm at 50 psi Wet 35 10/17/2005

Ewing ResidenceGray Lot 3, Popular Rid Sanborn Plu Home New NFPA 13D 7 0 3/2/2006

FieldGray Timber Creek Leonard Plu Home New NFPA 13D 44 4/2/2006

Gray Plaza, (CommunitGray Gray Plaza Dean & Ally Mercan Renovation NFPA 13 dn dna Wet 17 9/5/2001

Gray True ValueGray Main Street High Tech Fi Mercan Existing NFPA 13 5 Static 54, Residual 50 at 920 GPM tested 04/27/92 Wet 0 12/6/1994

Gray True Value, (New Gray Main Street, Route High Tech Fi Mercan New additio NFPA 13 6 54 static, 50 residual at 920 gpm, 1994 Dry 154 2/14/1998

Hill FarmGray Route 231 Sprinkler Sys Therap New NFPA 13 9.1 Date of Last Water Test; 2001, Static Pressure,15, Residu Dry 659 5/21/2001

Jeff MoeselGray Timber Creek, (Lot Freedom Fire Home New NFPA 13D 5 Gould pump rated at 30 gpm at 45 psi Wet 36 12/29/2005

Jim Rice Residence, (LoGray Poplar Ridge Mannette Plu Home New NFPA 13D 6 0 2/15/2007

Jim Rice Residence, (LoGray 7 Poplar Ridge Manette Plu Home New NFPA 13D 6 pump to provide minimum of 26 gpm at 50 psi at mainifo 31 3/18/2006

Jim Rice, 22 Poplar RidGray 22 Poplar Ridge DAHMS Plu Home New NFPA 13D 4 9/17/2007

Ledgewood Farms, (Lot Gray Sayward Drive Sprinkler Ser Home New NFPA 13D 13 Goulds GT 10 pump rated at 32 gpm at 41 psi Wet 23 7/18/2005
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Merrill FarmGray Freedom Fire Boy's H New Maine Life 5 Goulds GT-15 pump rated at 40 gpm at 45 psi Wet 66 9/16/2002

MTA GarageGray Maine Turnpike M Residential F Repair/ New System NFPA 13 8.3 108 6/5/2012

Myhaver ResidenceGray Timber Creek, (Lot Denali Fire P Home New NFPA 13D 5 Gould 2 hp pump rated at 50 gpm at 50 psi Wet 25 1/6/2006

Newbegin Community Gray Route 100 Dean & Ally Recreat New Hydro-Pro 9 52 static and 24 residual at 550 gpm Wet 93 1/27/2004

Popular Ridge, (Lot 12)Gray Lot 12 Manette Plu Home New NFPA 13D 5 Domestic pump to provide a minimum of 26 gpm at 52 ps 27 12/7/2006

Puddle Ducks Child CarGray North Raymond R Dean & Ally Day Ca New Maine Life 10 50 static and 49 residual at 50 gpm. Gould Irrigator GT p Wet 19 4/7/2004

Ron Thompson ResidenGray Timber Creek Dean & Ally Home New NFPA 13D 11 Goulds pump rated at 50 gpm at 50 psi Wet 26 1/2/2006

Spring Meadows ClubhGray Route 100 Dean & Ally Assemb New Maine Life 6 01/12/99 10:30 PM, Static 52, 50 GPM at 50 psi Wet 105 3/23/1999

Tamberlain, (Lot 11)Gray Tamberlain, (Lot 1 Martin & So Home New NFPA 13D 7 Pump provides 55 static and 45 residual at 30 gpm.  At S-Wet 23 9/18/2005

Therrien HouseGray Lawrence Road Sprinkler Sys Home New NFPA 13D 5 Monarch Industries pump rated at 40 gpm at 65 psi 38 1/26/2006

Timber Creek, (Lot 5, GGray Timber Creek Martin & So Home New NFPA 13D 8 Domestic pump to provide at least 26 gpm at 43 psi at ma 29 4/18/2006

Wilkies - Popular RidgeGray Popular Ridge Sanborn Plu Home New NFPA 13D 6 Wet 30 1/15/2006

John Kinsey HomeGreat Diamond Isla Lot #69 Mainely Plg Home New NFPA 13D 13 75 static and 45 residual at 300 gpm Wet 37 8/19/2005

Harpswell Town OfficeHarpswell Mountain Road Eastern Fire Office New Hydro-Pro 9 Monarch ACE-SD pump rated at 80 gpm at 57 psi Wet109 8/12/2002

Vicarage By The SeaHarpswell Curtis Cove High Tech Fi Assiste New Maine Life 8 Gould Model NPE 2st 45gpm@44psi Wet 42 5/1/1998

FERNWOOD COVE GIHarrison 350 ISLAND PON Dean & Ally CAMP New System Maine Life 0.5 163 3/8/2012

State Rd Advent ChristiMapleton State Road Fire Protectio Assemb New Hydro-Pro 8Goulds pump rated at 50 gpm at 39 psi Wet 56 10/17/1996

Camp Takajo, (Dining Naples 60 Takajo Road Sprinkler Ser Assemb New Hydro-Pro 7 70 static and 28 residual at 358 gpm, 10-27-04 Wet 168 4/12/2005

Destinee Wood DuplexNaples Lambs Mill Road High Tech Fi Home New NFPA 13D 13 20 2/23/2007

Fern Hill FarmNaples RR 1, Box 416C Freedom Fire Roomin New Maine Life dn 26 gpm at 45 psi Wet 29 9/24/2001

Floe CottageNaples Dees Way on Long Denali Fire P Home New NFPA 13D 17 Goulds pujp rated at 50 gpm at 50 psi Wet 36 5/7/2005
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Good Neighbors, (HomeNaples Lambs Mill Road High Tech Fi Group New Maine Life 11 Gould NPE/2ST pump Wet 36 10/19/1998

Lake Region Middle ScNaples Kansas Road Sprinkler Sys Educati New NFPA 13 5 Fairbanks/Morse 4-1593-F pump rated at 500 gpm at 75 Wet 294 10/7/1998

Maine Historical ProperNaples Route 302 Freedom Fire Home Existing & n Hydro-Pro 6 Gould pump rated at 60 gpm at 50 psi Wet 0 7/10/2003

Naples Elementary SchoNaples Sango Locks Road Eastern Fire School, New Hydro-Pro 5 Peerless Pump PE 503  100 GPM at 50 psi Wet 403 2/12/1992

Naples Family Practice Naples Route 302 Sprinkler Sys Medica New Hydro-Pro 5 Gould 5 hp submersible pump, model 75GS50412 rated a Wet 5312/31/2000

Naples Maine B & BNaples Freedom Fire Bed & New Maine Life 7 Gould pump rated at 50 gpm at 50 psi Wet 0 8/27/2004

Naples Public LibraryNaples Route 302 Sprinkler Ser Assemb New Hydro-Pro 7 Peerless C810 GM pump rated at 72 gpm at 67 psi. Wet 75 11/6/1997

14 Rosewood LaneNew Gloucester 14 Rosewood Lane Manette Plu Home New NFPA 13D 7 33 8/3/2006

Al FlemmingNew Gloucester 39 Rosewood Lane Mannette Plu Home New NFPA 13D 35 6/5/2007

Burchard A. Dunn SchoNew Gloucester Pineland Center Maine Fire P School New & Ren NFPA 13 27. 80 static, 55 residual at 1140 gpm Wet 439 2/14/1998

Chandler HouseNew Gloucester Main Street Freedom Fire Bed & New Maine Life 6 Gould pump rated at 55 gpm at 55 psi Wet 82 7/22/2005

Dunn Elementary SchooNew Gloucester Morse Road High Tech Fi Educati Existing & n NFPA 13 27 4/19/07 drain test gave 70 static and 50 residual 33 11/13/2006

Eastgate Christian FelloNew Gloucester Cobbs Bridge Roa High Tech Fi Worshi Existing Hydro-Pro 5 None Given Wet 0 2/10/1992

Ed Morgan HouseNew Gloucester 88 Tuffs Road High Tech Fi House New NFPA 13D 13 Tank Supply   425 gal.; Static Pressure; 35; Residual Pres Wet 31 12/3/2001

Foley's BakeryNew Gloucester Pineland Center Eastern Fire Restaur Renovation NFPA 13 n/a n/a Wet 20 10/2/2004

Fortin JobNew Gloucester Lot 8, Rosewood L TC Plumbing Home New NFPA 13D 33 10/24/2007

John MasonNew Gloucester Lot 2, Brook Lane Eastern Sprin Home New NFPA 13D 5 Gould GT20 pump rated at 20 gpm at 54 psi Wet 28 4/11/2001

New Gloucester HouseNew Gloucester 266 Toby Road High Tech Fi Juvenil New Maine Life 5 Gould NPE 1ST rated at 36 gpm at 35 psi. Wet 72 4/24/2000

Opportunity FarmNew Gloucester Bennet Road High Tech Fi Housin New Maine Life 6 35 static and 34 residual at 26 gpm Wet 64 6/19/2002

Pineland Campus (SoucNew Gloucester Morse Road Sprinkler Sys Gym - New NFPA 13 5.4 Date of Last Water Test; 12-06-00 Wet 197 5/19/2001

Pineland Campus (YarNew Gloucester 664 Morse Road Dean & Ally Office New NFPA 13 9.2 Date of last Water test; 2000; Static Pressure; 52; Residua Dry 211 11/6/2001
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Pineland Campus LaunNew Gloucester Morse Road High Tech Fi Laundr New NFPA 13 13 64 static and 54 residual at 1536 gpm, 11-7-01 Wet 155 6/12/2002

Pineland Campus, (BlisNew Gloucester 664 Morse Road Dean & Ally Office New NFPA 13 11 52 static and 20 residual at 2350 gpm, 2000 Wet 276 7/20/2001

Pineland Campus, (CumNew Gloucester 664 Morse Road Sprinkler Sys Office New NFPA 13 9 43 static and 20 residual at 950 gpm, 12-6-00 Dry 211 8/16/2001

Pineland Campus, (GrayNew Gloucester Pineland Campus Sprinkler Sys Busines New NFPA 13 5 53 static and 41 residual at 955 gpm, 8-28-02 Wet 174 9/6/2002

Pineland Campus, (HearNew Gloucester Pineland Campus Dean & Ally Busines Renovation NFPA 13 9 48 static and 20 residual at 2150 gpm, 2000 Wet 39 9/21/2002

Pineland Campus, (HearNew Gloucester Yarmouth Hall Dean & Ally Office Renovation NFPA 13 na na Wet 10 11/8/2003

Pineland Campus, (KupNew Gloucester Morse Road #664 Dean & Ally Busines New NFPA 13 11 56 static and 20 residual at 2400 gpm, 2000 Wet 256 7/11/2001

Pineland Campus, (LewNew Gloucester 664 Morse Road Simplex Grin Office Existing & n NFPA 13 23 Patterson 6x6VIP electric pump rated at 750 gpm at 70 ps Wet 108 6/12/2003

Pineland Campus, (LonNew Gloucester Pineland Campus Sprinkler Sys restaura New NFPA 13 7.8 Date of last water Test: 12-6-2000; Static;43, Residual; 2 Dry 481 7/3/2001

Pineland Campus, (MaiNew Gloucester Farmview Drive Sprinkler Sys Mainte Existing & n NFPA 13 dn 65 static and 52 residual at 1000 gpm, 4-2001 Wet 122 5/21/2003

Pineland Campus, (MouNew Gloucester Pineland Campus Sprinkler Sys Office Renovation NFPA 13 n/a 65 static and 52 residual at 1000 gpm, 4-01 Wet 44 2/20/2004

Pineland Campus, (NewNew Gloucester 664 Morse Road Sprinkler Sys Office New NFPA 13 6 43 static and 20 residual at 950 gpm, 12-06-01. Patterson Dry 146 9/1/2001

Pineland Campus, (PowNew Gloucester Morse Road Sprinkler Sys Office Renovation NFPA 13 14 43 static and 20 residual at 950 gpm, 12-6-00. Patterson 6 Dry 187 4/12/2001

Pineland Campus, (StapNew Gloucester Morse Road High Tech Fi Busines New NFPA 13 13 64 static and 54 residual at 1536 gpm, 11-7-01 Dry 101 9/6/2002

Pineland Campus, (VosNew Gloucester 664 Morse Road Dean & Ally Office New NFPA 13 10 48 static and 20 residual at 2150 gpm, 2000 Dry 212 9/24/2001

Pineland Hospital CompNew Gloucester 664 Morse Road Simplex Grin Office New NFPA 13 9 Fire pump Dry 961 3/25/2002

Pineland, (Fiddleheads-New Gloucester Fairview Drive Sprinkler Sys Office Renovation NFPA 13 10 65 static and 52 residual at 1000 gpm, 4-2001 Wet 30 8/9/2003

Snow HouseNew Gloucester 13 Bennet Road High Tech Fi Assiste New Maine Life 6 48 static and 42 residual at 60 gpm, pump. Wet 59 4/21/2005

Bridgton Academy, (HuNorth Bridgton Highway 37 Sprinkler Sys Educati New NFPA 13 15 43 static and 20 residual at 380 gpm, 8-04. Armstrong Ve Dry 236 9/15/2005

NCMH, Medical Office North Bridgton Route 177 Sprinkler Sys Office New NFPA 13 7 108 static, 95 residual at 1234 gpm, 1-22-97 Dry 64 1/30/1997

Applebee'sNorth Windham 836 Roosevelt Trai Sprinkler Sys RestaurNew NFPA 13 11 82 static and 68 residual at 1926 gpm, 8-23-04 Wet 100 9/10/2004
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Fashion BugNorth Windham 770 Roosevelt Trai Dean & Ally Mercan Renovation NFPA 13 na na Wet 31 8/27/2003

Five Star CinemaNorth Windham Rte #302 Sprinkler Sys Movie Renovation NFPA 13 85 static, 62 Residual at 1321 G.P.M., 6/14/97 Wet 152 3/11/1997

Former Bob's Discount North Windham Highway 302 Sprinkler Sys Mercan Renovation NFPA 13 n/a n/a Wet 74 2/28/2004

Pinelyne Inc. Furniture North Windham Roosevelt Maine Fire P Manufa New NFPA 13 13 82 static and 55 residual at 1729 gpm, 2004 Wet 134 9/29/2004

Shaw's CanopyNorth Windham Route 302 Eastern Fire Retail s New NFPA 13 1994, Static 81, at 1150 GPM at 55 psi Dry 23 10/23/1995

Shaw's North Windham North Windham Route 302 High Tech Fi Mercan New NFPA 13 12 80 static and 66 residual at 1244 gpm, 10-25-01 Dry 834 9/24/2002

Shop N SaveNorth Windham Route 302 Eastern Fire Mercan New NFPA 1311. 07/29/92 Static 85, 1240 GPM at 52 psi Wet 0 11/9/1992

StaplesNorth Windham 770 Roosevelt Trai Electrical Me Retail Renovation NFPA 13 5 80 static and 71 residual at 1404 gpm, 2000 Wet 160 12/31/2001

The Home DepotNorth Windham Route 302 & Frank Fire Material Mercan New NFPA 13 7 82 static and 68 residual at 1926 gpm, 8-23-04. Armstron Dry 961 5/14/2005

Unity Gardens Senior ANorth Windham Tandberg Trail, Ro Sprinkler Sys Apartm New NFPA 13 7 82 static and 60 residual at 1138 gpm, 7-23-04 Wet 628 1/1/2005

Wal-MartNorth Windham Route 302 Eastern Fire Retail s New NFPA 13 7.3 Static 81, 1150 GPM at 55 psi Wet 0 6/10/1994

Betsy Kyle BuildingNorth Yarmouth Route 1 Maine Fire P Mercan New NFPA 13 1177 static and 73 residual at 850 gpm, 4-1994 Dry 200 8/18/1999

Brailsford SchoolNorth Yarmouth Route 9 High Tech Fi Educati New Maine Life 30 Gould NPE2ST pump rated at 44 gpm at 45 psi Wet69 12/31/2000

Equine EstatesNorth Yarmouth Route 115 Sprinkler Sys Horse New Hydro-Pro 9 Goulds 756S pump rated at 80 gpm at 74 psi, with 3000 g Wet 45 10/22/2001

LDS ChurchNorth Yarmouth Route 115 Eastern Fire Sanctua New NFPA 13 5 103 static and 82 residual at 1400 gpm, 6-5-02 Dry 290 6/14/2002

North Yarmouth AcadeNorth Yarmouth U.S. Route 1 Sprinkler Sys Assemb New NFPA 13 5 77 static, 20 psi residual at 1805 gpm, 4-26-94 Dry 284 7/1/1998

North Yarmouth CongreNorth Yarmouth Route 115 Eastern Fire Sanctua New NFPA 13 5 59 static and 57 residual at 995 gpm, 4-11-02 Dry122 5/8/2002

North Yarmouth CongreNorth Yarmouth Route 115 Eastern Fire Church New NFPA 13 5 59 static and 57 residual at 995 gpm, 4-11-02 Dry 156 8/6/2002

North Yarmouth Town North Yarmouth 68 Memorial High Dean & Ally Town New Maine Life 14 70 static and 20 residual at 5000 gpm, 4-28-98. Gould G Wet 60 5/29/2001

Tender Years PreschoolNorth Yarmouth Route 115 Denali Fire P Prescho New Maine Life 6 Goulds pump rated at 50 gpm at 50 psi Wet 21 6/11/2005

The Jalbert ResidenceNorth Yarmouth 213 New Gloucest High Tech Fi Condo New Maine Life 7 66 1/30/2008
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VIP Auto Service CenteNorth Yarmouth Memorial Street Maine Fire P Mercan New NFPA 13 13 77 static and 73 residual at 850 gpm, 4-1994 Dry 275 9/16/1998

Yarmouth Academy, (NNorth Yarmouth 26 Memorial High Maine Fire P School New NFPA 13 10 Static 77, Residual 20 at 1805 GPM tested 04/26/94 Wet 129 4/20/1998

Peaks Island VOAPeaks Island Central Avenue Sprinkler Sys Health New NFPA 13R 14 70 static and 35 residual at 400 gpm, 11-19-02 Wet 113 3/11/2004

The Inn at Peaks IslandPeaks Island Island Avenue Sprinkler Sys Mercan New NFPA 13R 13 90 static and 38 residual at 1034 gpm at 6-8-95 Wet 129 4/4/2002

116 Winter StreetPortland 116 winter street ADG Builder Residen New System NFPA 13D 40 8/24/2012

12 Kenneth StreetPortland 12 Kenneth Street All Aspects P Residen New System NFPA 13D 26 10/16/2012

125 Presumpscot StreetPortland 125 Presumpscot S High Tech Fi Office Existing & n NFPA 13 n/a Drain test 24 10/29/2006

160 Upper A StreetPortland 160 Upper A street Timothy Carl house New System NFPA 13D 24 26 1/5/2012

18 Castine RoadPortland 18 Castine Road Tim Davis Pl Home New NFPA 13D 16 9/14/2012

191 PINE STREETPortland 191 PINE STREE Freedom Fire APART New System NFPA 13D 5.3 107 9/17/2012

201 CONGRESS STREPortland 201 CONGRESS S Freedom Fire APART New System NFPA 13R 5.2 58 4/9/2011

231 York StreetPortland 231 York Street High Tech Fi Restaur New System NFPA 1310 78 4/30/2011

24 Carlyle RoadPortland 24 Carlyle Road Timothy Carl Home New System NFPA 13D 5 19 2/29/2012

25A SUMACPortland 25A Sumac SPB Plumbin Residen New System NFPA 13D 21 3/6/2012

273 SPRING STREETPortland 273 SPRING ST. Dean & Ally 2 FAMI New System NFPA 13D 0.8 36 5/1/2012

28 Monument Sq OfficePortland 28 Monument Squ High Tech Fi Office New NFPA 13 20 93 11/17/2007

31 Randall StPortland 31Randall Street Alexander W House New System NFPA 13D 13. 20 9/12/2012

363 HousePortland 363 Deering Ave Southern Ma Residen New System NFPA 13D 25 10/25/2012

385 Cumberland AvenuPortland 385 Cumberland A High Tech Fi Residen New System NFPA 13R 11 76 7/31/2012

4 ST LAWRENCE STRPortland 4 ST LAWRENCE Dean & Ally RESID New System NFPA 13D 13. 38 7/26/2012

457 ISLAND AVENUEPortland 457 ISLAND AVE Freedom Fire HOME New System NFPA 13D 32. 15 3/8/2012
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49 Lafayette StPortland 49 Lafayette st Charles P. M Residen New System NFPA 13D 0 33 6/7/2012

4th Floor ApartmentsPortland 537 Congress Stree High Tech Fi Residen Renovation NFPA 13 92 3/8/2012

52 FEDERAL STREETPortland 52 FEDERAL STR Dean & Ally APART New System NFPA 13R 16. 47 7/10/2012

537 LoftsPortland 537 Congress Stree Sprinkler Sys Condo Renovation NFPA 13 370 9/11/2006

574 CongressPortland 574 Congress St Simplex Grin Mixed - New System Maine Life 2.8 76 8/24/2012

58 Gertrude avePortland 58 Gertrude Avenu Tim Davis Pl NFPA New 3/19/2012

62 CUMBERLAND APortland 62 cumberland ave Eastern Fire Apartm New System NFPA 13R 7 52 4/9/2011

73 Oak StreetPortland 73 Oak Street High Tech Fi Mercan New NFPA 13 8 Flow test to follow 57 8/25/2006

785 Congress StreetPortland 785 Congress Stree Sprinkler Sys Residen New NFPA 13R 7 100 9/11/2006

A & M Apartment BuilPortland Bates Ct. High Tech Fi Apartm New Hydro-Pro 6 100 static and 90 residual at 475 gpm Wet 134 12/30/1998

A. G. EdwardsPortland 2 Portland Square High Tech Fi Busines Existing NFPA 13 Existing system Wet 0 7/23/1991

Aaron's FurniturePortland 1140 Brighton Ave Sprinkler Sys Mercan Renovation NFPA 13 na 63 static and 61 residual at 1150 gpm, 6-27-01 Wet 104 4/14/2003

Acadia BuildingPortland 511 Congress Stree Sprinkler Sys Office New NFPA 13 10 Patterson 4x3M.f, UL, 500 GPM at 90 psi Wet 157 10/12/1995

Adam's Day CarePortland 125 Presumpscot S High Tech Fi Day Ca Existing & n NFPA 13 24 102 static and 98 residual at 1574 gpm Dry 60 7/21/2004

ADAMS RESIDENCEPortland Munjoy Hill Paradis Mec RESID New System NFPA 13D 30 10/24/2011

Adventure Quest.ComPortland 842 Congress Stree Sprinkler Sys Busines Renovation NFPA 13 dn dna Wet 38 3/17/2000

AdvestPortland 2 Monument Squar High Tech Fi Offices Renovation NFPA 13 dn dna Wet 21 2/1/1996

Aero HVACPortland 372 Presumpscot S High Tech Fi Metal f New NFPA 13 5 102 static and 98 residual at 1574 gpm, 10-22-97 Wet 5012/24/2000

Aetna OfficesPortland One Monument Sq Simplex Grin Office New NFPA 13 26 76 static and 73 residual at 1300 gpm, 10-98 Wet 188 8/22/2001

AH HarrisPortland Riverside Street Dean & Ally Mercan Renovation NFPA 13 n/a n/a Wet 39 12/29/2004

Albert B. Glickman FaPortland 587 Ocean Avenue Freedom Fire Assemb Renovation Maine Life None Given Wet 15 4/7/1999
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Allen & Coles MovingPortland Pine Tree Industria Eastern Fire Storage New NFPA 13 & June 1993 Static 78, 2226 GPM at 66 psi Wet 467 8/18/1995

Allen & Coles WarehouPortland 75 Pine Tree Indus Capitol Fire Storage New NFPA 231C 875 static and 66 residual at 2226 gpm, 1993 Wet 505 2/27/1999

Alpine RealtyPortland 135 Walton Street High Tech Fi Busines Existing & n NFPA 13 5 75 static and 58 residual at 1411 gpm, 8-12-93 Dry 133 2/6/2001

Alside SupplyPortland 1039 Riverside Dri Dean & Ally Buildin New NFPA 13 14 82 static and 78 rsidual at 1500 gpm Dry 320 4/21/2005

AmeriprisePortland Dean & Ally Busines Existing NFPA 13 65 6/19/2012

Amethyst Project, (ForPortland 40 Commercial Str Dean & Ally Office Existing & n NFPA 13 dn 90 static and 85 residual at 2000 gpm, 7-00 Dry 100 7/24/2002

Amity CenterPortland Danforth Street High Tech Fi Busines New NFPA 13 17. 07/88 Static 70, 1244 GPM at 55 psi Wet 0 1/15/1993

Applicator SalesPortland Riverside Industria Sprinkler Sys Busines Renovation NFPA 13 5 67 static and 60 residual at 949 gpm, 1990 Wet83 12/15/2000

Arnie Hansen CenterPortland 65 India Street Simplex Grin Shelter New NFPA 13R 43 Static 101, residual 95 at 1424 GPM, tested 10/31/97 Wet64 3/25/1998

Artists StudiosPortland Anderson Street Eastern Fire Apartm New NFPA 13R 11 108 static and 93 residual at 1678 gpm, 10-22-97 Wet 68 1/29/2002

Asylum, (Dance Club/SPortland 121 Center Street Eastern Fire Assemb Renovation NFPA 13 dn dna Wet 46 6/11/1997

Atlantic Pen CompanyPortland 500 Riverside Indu Automatic S Busines Existing NFPA 13 24. 08/22/89 Static 64, 1198 GPM at 51 psi Wet 0 7/8/1992

Atlantic Street ApartmePortland 19 Atlantic Street Freedom Fire Apartm New NFPA 13R 9 60 static and 29 residual at 903 gpm, 1-6-06 Wet 54 1/8/2006

Atrium at CedarsPortland 640 Ocean Avenue Sprinkler Sys Apartm New NFPA 13R 7 89 static and 74 residual at 1443 gpm, 7-25-94 Wet 1145 11/16/1998

Austin's Boot & Buckle Portland 188 Warren Avenu Sprinkler Sys Bar & New NFPA 13 10 69 static and 58 pitot at 1277 gpm, 7-18-94 Wet 35 2/18/2005

B & M Baked Beans, (2Portland One Beanpot Circl Sprinkler Sys Manufa Existing & n NFPA 13 16 96 static and 87 residual at 1472 gpm, 9-12-00 Dry 223 1/15/2006

B & M Boiler RoomPortland Sheerwood Street Eastern Sprin Boiler Existing & n NFPA 13 7 89 static and 55 residual at 1244 gpm, 10-5-89 Dry 25 8/12/2002

B & M WarehousePortland One Bean Pot Circl Eastern Fire Storage New NFPA 231 6 89 static, 55 residual at 1244 gpm, 10-5-89 Wet 70 1/7/1997

B & M WarehousePortland One Bean Pot Circl Eastern Fire Pallet S Existing & nNFPA 231 12 89 static and 55 residual at 1244 gpm, 10-5-89 Dry 28 11/12/1999

Back Cove Co.Portland 127 Marginal Way Freedom Fire Busines Renovation NFPA 13 n/a n/a Wet 33 1/17/2004

Bahama Beach ClubPortland 1035 Forest Avenu High Tech Fi Assemb Existing NFPA 13 13. August 18,1993 Static 57, 993 GPM at 35 psi Wet 0 8/8/1994
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Bahama Beach ClubPortland 1035 Forest Avenu High Tech Fi Assemb Existing & n NFPA 13 50 Is wet - changing to dry, Static 57, 993 GPM at 35 psi Wet 0 12/5/1994

Ballard HousePortland 131 Spring Street High Tech Fi Birthin New Maine Life 8Gould NPE/1ST pump rated at 42 gpm at 40 psi Wet 39 7/21/1999

Barber FoodsPortland 70 St. John Street Eastern Fire Kitchen Existing NFPA 13 18. 08/16/94 Static 96, 1434 GPM at 73 psi Wet 0 2/22/1995

Barber FoodsPortland 54-70 St. John Stre Eastern Fire Manufa New NFPA 13 None Given Wet 0 5/13/1993

Barber FoodsPortland 54 St. John Street Eastern Fire Manufa New NFPA 13 & 6Static 87, 1311 GPM at 61 psi Wet 0 6/5/1991

Barber Foods, (RenovatiPortland Milliken Drive Eastern Fire Office Renovation NFPA 13 21 Fairbanks-Morse pump rated at 2000 gpm at 63 psi Dry 1021 4/12/2005

Barber Foods, (Slicing Portland Milliken Drive Eastern Fire Food Pr Renovation NFPA 13 n/a Fairbanks Morse pump rated at 2930 gpm at 65 psi Wet 63 7/7/2005

Barron Center IIPortland Holm Avenue Sprinkler Sys Assemb New NFPA 13 5 Static 70, 1060 GPM at 40 psi Wet 0 5/15/1991

Bath Savings BankPortland 40-42 Auburn Stre Dean & Ally Bank New NFPA 13 9 72 static and 71 residual at 963 gpm, 9-8-03 Dry 66 12/23/2003

Baxter BuildingPortland 562 Congress Stree Sprinkler Sys Busines Renovation NFPA 13 dn 62 static, 61 residual at 1289 gpm, 8-4-95 Wet60 12/2/1996

Baxter BuildingPortland 562 Congress Stree Dean & Ally Office Existing NFPA 13 None Given Wet 0 12/28/1995

Baxter BuildingPortland 562 Congress Stree Automatic S Office Renovation NFPA 13 None Given Wet 357 9/5/1995

Bayside EastPortland 47 Smith Street Maine Fire P Apartm New NFPA 13 19 268 3/27/2008

Bayside Employee HealtPortland Sewall Street High Tech Fi Office Renovation NFPA 13 Drain test 40 3/9/2007

Bayside GoodwillPortland 32 Portland Street High Tech Fi Rehabil Renovation NFPA 13 dn dna Wet 184 12/23/1996

Bayside Office BuildingPortland 68 Marginal Way High Tech Fi Office New NFPA 13 25 92 static and 70 residual at 1404 gpm, 6-28-91 Wet 495 3/28/2002

Bayside VillagePortland 120 Marginal Way High Tech Fi Parking New NFPA 13 9 2864 12/24/2007

BERLIN CITY TOYOTPortland 191 RIVERSIDE S Freedom Fire CAR D Addition of NFPA 13 25. 127 4/27/2012

BERLIN CITY TOYOTPortland 191 RIVERSIDE S Freedom Fire CAR D Addition of NFPA 13 43. 23 7/16/2012

BETHANY HOUSE PAPortland 10 ALTON STRE Freedom Fire OFFIC New System Maine Life 5.5 36 6/21/2012

BETHANY HOUSE PAPortland 10 ALTON STRE Freedom Fire APART New System NFPA 13D 5.5 13 5/1/2012
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Big Moose Harley DaviPortland 375 Riverside Driv ANB Fire Pr Mercan New NFPA 13 26 84 static and 81 residual at 1413 gpm Wet 236 11/9/2004

BioProcessingPortland 1039 Riverside Str Dean & Ally Office/ New 12 104 3/11/2006

BJ'S Wholesale ClubPortland 513-515 Warren A Capitol Fire Mercan New None Given Wet 0 6/21/1991

Blue Cross/Blue ShieldPortland 110 Free Street Simplex Grin Offices Renovation NFPA 13dn dna Wet 30 1/17/1996

Bodies Exclusive FitnesPortland Warren Avenue Eastern Fire Assemb New NFPA 13 11. July 1990, Static 67, 1187 GPM at 60 psi Wet 68 9/12/1995

Bookland's General OffiPortland 138-140 Preble Str Sprinkler Sys Office - Renovation NFPA 13 10/22/97 Static 108, 1678 GPM at 93 psi Wet 177 6/1/1999

Boy Scouts Service CenPortland Johnson Road Dean & Ally Office New NFPA 13 5 77 static and 60 residual at 1300 gpm, 1991 Dry 253 12/28/2004

Boys & Girls Club of GrPortland 277 Cumberland A Eastern Fire Commu New NFPA 13 6 83 static and 60 psi residual at 1299 gpm, 7-28-98 Wet 407 6/5/2002

Brackett ConstructionPortland Lot 6 Stepping Sto Jerry's Plbg Residen New System NFPA 13D 26. 16 3/7/2001

Brackett Construction, (Portland Carriage Lane Jerry's Plbg Home New NFPA 13D 10 85 static and 65 residual at 30 gpm.  Verified at 69 static Wet 78 4/12/2005

Brackett Construction, (Portland Carriage Lane Jerry's Plbg Home New NFPA 13D 10 85 static and 65 residual at 30 gpm, Verified at 70 static a Wet 52 1/18/2005

Brackett Construction, (Portland Carriage Lane Jerry's Plbg Home New NFPA 13D 7 85 static and 65 residual at 300 gpm. Units verified at 68/ Wet 260 12/11/2004

Bradco/ Wickes Supply Portland 235 Riverside Stre Sprinkler Sys Mercan Existing & n NFPA 13 n/a n/a Dry 96 6/11/2005

Bradco/ Wickes Supply Portland 235 Riverside Stre Sprinkler Sys Mercan Renovation NFPA 13 n/a 84 static and 81 residual at 1413 gpm, 9-28-04 Dry 136 10/17/2005

Bradco-Wickes BuildinPortland Riverside Street Sprinkler Sys Storage New 5 273 2/17/2006

Bramhall Medical BuildPortland 7 Bramhall Street High Tech Fi Medica New NFPA 13 5 54 static and 51 residual at 949 gpm, 12-13-02 Wet 196 5/13/2004

Breakwater SchoolPortland Brighton Avenue High Tech Fi Recreat New Maine Life 20 63 static and 61 residual at 1150 gpm, 6-27-01 Wet 81 9/15/2003

Breakwater SchoolPortland 856 Brighton Aven High Tech Fi Educati Existing & n NFPA 13 13 82 static and 75 residual at 1001 gpm, 2-16-99 Dry 133 6/15/1999

Brighton Medical CentePortland 335 Brighton Aven High Tech Fi Health Existing NFPA 13 9.6 06/27/88, Static 62, 1074 GPM at 41 psi Wet 0 5/17/1995

Brockway Smith Roof Portland Quarry Road Simplex Grin Busines New NFPA 231 9 Static 60, 1163 GPM at 48 psi  -- Pump 1500 GPM at 10 Dry 0 10/26/1993

Capricorn ProductsPortland 1 Rice Street High Tech Fi Office Existing & n NFPA 13 26 75 static and 70 residual at 480 gpm, 5-3-04 Wet 42 5/13/2004
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Caravan BeadsPortland Forest Avenue Dean & Ally Mercan Renovation NFPA 13 na na Wet 62 6/14/2003

Carpet & Rug Depot ExPortland 659 Warren Avenu Sprinkler Sys Mercan Renovation NFPA 13 n/a 84 static and 81 residual at 1413 gpm, 9-28-04 Wet 36 4/8/2005

Carr BuildingPortland 225 Commercial St High Tech Fi Busines Existing NFPA 13 Va 08/01/91 Static 102, 1424 GPM at 72 psi Wet 0 9/9/1994

Carr Building / Chase BPortland 217 Commercial St High Tech Fi Busines Renovation NFPA 13 23 105 static and 90 residual at 490 gpm, 2-25-98 Wet 250 3/30/1999

Carriage Lane, (Lots 1, Portland Jerry's Plbg Home New NFPA 13D 10 108 3/29/2006

Casa ICF Group HomePortland Pine Crest Avenue High Tech Fi Group New Maine Life 11G & L 2ST Wet 22 9/11/1995

Casco Bay SurgeryPortland 10 Harry Harmon Sprinkler Sys Office Renovation NFPA 13 dn 73 static and 67 residual at 1838 gpm, 6-15-93 Dry 65 3/28/2002

Casco Paper Box BuildiPortland 343 Cumberland A High Tech Fi Busines Existing & n NFPA 13 39 90 static and 75 residual at 1130 gpm, 8-21-02 Wet 141 12/17/2002

Casco StandardPortland 500 Riverside Indu Eastern Fire Busines Existing & n NFPA 13 5 70 static, 65 residual at 440 gpm, 4-30-97 Wet 59 6/20/1997

Casco StandardsPortland 500 Riverside Indu Automatic S Busines New NFPA 13 08/83 Static 73, 1320 GPM at 61 psi Wet 0 3/5/1993

Casco TerracePortland 41 State Street High Tech Fi Parking New NFPA 13 & 12 76 static and 74 residual at 963 gpm, 5-31-02 Dry 331 11/15/2003

Casey Family ServicesPortland 262 Union Street Maine Fire P Busines New NFPA 13 34 102 static, 68 residual at 1384 gpm, 1991 Wet 87 12/18/1996

Casino Building, (Little Portland Fessenden Avenue High Tech Fi Recreat New Maine Life 1294 static and 74 residual at 904 gpm, 6-7-99 Wet 0 7/12/2003

CeX-PortlandPortland 18 Exchange Street Residential F Mercan Existing NFPA 13 22 10/25/2011

Channel 8 News StudioPortland 477 Congress & Pe Dean & Ally Offices Existing & n NFPA 13 dn 85 static Wet 35 11/1/2000

ChapmanPortland Presumpscot Street Eastern Fire Manufa Renovation NFPA 13 17 82 static, 74 residual 2489 gpm, 8-31-93 Dry 38 3/2/1998

Chapman CorporationPortland 125 Presumpscot S Eastern Fire Offices New NFPA 13 82 static, 74 residual, 2489 gpm, 08/31/93 Dry 64 5/4/1998

Chestnut Street LoftsPortland Chestnut Street High Tech Fi Dwellin New NFPA 13R 26 Test gave 87 static and 80 residual 559 8/7/2006

Cheverus High School, (Portland 267 Ocean Avenue Sprinkler Sys Educati New NFPA 13 28 92 static and 89 residual at 1433 gpm, 7-28-04 Wet 159 8/18/2004

Cheverus High School, (Portland 267 Ocean Avenue Sprinkler Sys Educati New NFPA 13 13 92 static and 89 residual at 1433 gpm, 7-28-04 Wet 557 1/1/2005

Children's Museum of Portland 142 Free Street Sprinkler Sys Museu New NFPA 13 07/03/91 Static 59, 1186 GPM at 50 psi Wet 0 10/5/1992
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Childrens OdysseyPortland 110 Davis Farm R Dean & Ally Educati New Hydro-Pro 13 ACE 500 pump rated at 80 gpm at 56 psi Wet 50 11/23/2004

Clapp EstatePortland 443 Congress Stree Sprinkler Sys Busines Existing & n NFPA 13 5 76 static and 73 residual at 1300 gpm, 6-28-98 Wet 47 1/3/2001

Clapp Estate, (Fourth FlPortland 443 Congress Stree Sprinkler Sys Busines New NFPA 13 5 76 static and 73 residual at 1300 gpm, 10-28-98 Wet 54 3/23/2000

Clapp EstatesPortland 443 Congress Stree Sprinkler Sys Office New NFPA 13 5 76 static and 73 residual at 1300 gpm, 10-28-98 Wet 18011/30/1998

Coastal BankPortland Congress Street Atlantic Auto Office New NFPA 13 15 94 static and 92 residual at 888 gpm, 10-27-97 Wet 314 3/6/2000

Coastal Bank HeadquartPortland 1200 Congress Str Simplex Grin Office Renovation NFPA 13 30 94 static and 88 residual at 1556 gpm, 11-30-01 Wet 120 4/24/2004

CommtelPortland 39 Forest Avenue Sprinkler Sys Office Renovation NFPA 13 dn 65 static and 56 residual at 1256 gpm, 8-21-91 Wet 35 3/16/2001

Community CounselingPortland 343 Forest Avenue Eastern Fire Busines Renovation NFPA 13 dn 99 static and 78 residual at 1317 gpm, 8-21-91 Wet 87 8/12/1998

Compass ConsultingPortland 477 Congress Stree Sprinkler Sys Office New NFPA 13 10 142 8/26/2006

CongdonPortland 58 Canco Road Sprinkler Sys Busines New NFPA 13 07/88 Static 71, 1160 GPM at 48 psi Dry 0 10/22/1992

Congress Square ApartPortland 10 Congress Street Simplex Grin Apartm Existing & n 32 671 4/2/2006

Copley ApartmentsPortland 485 Cumberland A Fire Shield S Apartm New Maine Life 10Static 66, 1200 GPM at 54 psi Wet 0 10/3/1991

Cozy Harbor SeafoodPortland St John's Street Eastern Fire Industri Existing & n NFPA 13 7 88 static, 68 residual at 1384 gpm, 6-30-88 Wet 259 4/22/1996

CPLM IncorporatedPortland 921 Riverside Stre Eastern Fire Office/ New NFPA 231C 9.2 68 static, 56 residual 1838 gpm Wet 255 5/6/1998

Crystal CleanersPortland Auburn Street, Ro Eastern Fire Mercan Renovation NFPA 13 dn Relocation of heads Wet 30 7/10/1996

Cumberland Avenue PaPortland Cumberland Aven Eastern Fire Parking New NFPA 1501 dn Fire truck pumper Dry 0 1/22/1997

Cumberland County CivPortland Spring Street Sprinkler Sys Assemb New NFPA 13 17 06/16/94 Static 89, 2149 GPM at 79 psi Wet 0 6/24/1994

Cumberland County JailPortland Congress Street Sprinkler Sys Busines New NFPA 13 6.1 07/92 Static 94, 1190 GPM at 56 psi Wet 0 9/29/1992

Curry CopyPortland 10-12 City Center High Tech Fi Busines Existing NFPA 13 12/08/94 Static 30, 65 psi Wet 0 1/3/1995

Custom House WharfPortland Custom House Wh Simplex Grin Marine New NFPA 13 8 105 static and 103 residual at 1443 gpm, 4-23-02 Dry 264 9/13/2002

Cyrus HageePortland 2 Union Street High Tech Fi Office New NFPA 13 44 102 static and 96 residual at 1162 gpm, 6-9-00 Dry 154 5/21/2003
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Deering PlacePortland 510 Cumberland A Eastern Fire Residen New NFPA 13 9.6 07/92 Static 71, 1120 GPM at 65 psi Wet 0 8/12/1992

Delehanty HousePortland 86 Ballpark Drive Eastern Fire Single New System NFPA 13D 4 24 7/16/2012

Department of Human SPortland 161 Marginal Way Freedom Fire Busines New NFPA 13 49 92 static and 73 residual at 1430 gpm, 7-29-99 Wet 497 8/13/1999

Diamond StreetPortland 31 Diamond Street High Tech Fi Office Renovation NFPA 13 n/a n/a Wet 31 5/25/2005

DIMILLO RESIDENCEPortland 11 BALLPARK D Dean & Ally RESID New System NFPA 13D 22. 28 6/21/2012

Don's Turf DepotPortland 736 Riverside Stre Simplex Grin Mercan New NFPA 13 8 82 static and 76 residual at 1234 gpm, 1998 Dry 233 1/15/2002

Douglas BrothersPortland Riverside Industria Eastern Fire Busines New NFPA 13 8 Static 64, 1198 GPM at 51 psi Dry 149 9/18/1991

Drake EquipmentPortland 160 Presumpscot S Dean & Ally Storage New NFPA 231 18 102 static and 98 residual at 1574 gpm, 10-22-97 Dry 196 9/29/1999

Dry Dock RestaurantPortland 84 Commercial Str Sprinkler Sys Restaur New NFPA 13 33 98 static and 92 residual at 1404 gpm, 7-24-90 Dry 107 4/20/2000

Dunkerly ResidencePortland 150 Middle Street High Tech Fi Comme Renovation NFPA 1332 35 7/22/2007

Duplex Apartment PortlPortland Maggie Lane, Lot Atlantic Auto Residen New NFPA 13D 13 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 37 7/25/2000

Dwight Bracket DuplexPortland 59/61 Maggie Lan Freedom Fire Residen New NFPA 13D 10 60 static and 30 residual at 1744 gpm, 12-1-94 Wet 26 1/22/2001

East End Elementary ScPortland North Street & Eas Sprinkler Sys Educati New NFPA 13 6 53 static and 46 residual at 992 gpm, 2-24-05 Wet 684 4/30/2005

Eastland Park HotelPortland 157 High Street Sprinkler Sys Hotel Renovation NFPA 13 dn dna Wet 330 3/21/2001

Eastland Park HotelPortland 157 High St. Eastern Fire Hotel New and Re NFPA 13 15 2092 8/23/2012

Eighty-eight Carlton StrPortland 88 Carlton Street High Tech Fi Apartm New NFPA 13R 18 90 static, 85 residual at 1106 gpm, 6-10-91 Wet 75 9/11/1997

Elm TerracePortland 68 High Street Dean & Ally Apartm New NFPA 13 675 8/29/2012

Emery Waterhouse, (20Portland Rand Road Eastern Fire Storage New NFPA 13 71 178 static and 138 residual at 2349 gpm, 11-01-02. Existi Wet 47 12/11/2004

Emery Waterhouse, (20Portland Rand Road Eastern Fire Storage Existing & n NFPA 13 67 178 static and 138 residual at 2349 gpm Wet 56 12/25/2005

Emery-Waterhouse, (20Portland Rand Road Eastern Fire Storage New NFPA 13 25 178 static and 138 residual at 2349 gpm, 11-01-02 Wet 188 12/11/2002

Eunice Frye HousePortland 37 Capisic Street Simplex Grin Elderly Renovation NFPA 13 dn Static 77, Residual 60, at 1155 GPM, 7/22/94 Dry 314 10/21/1997
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EW Noyes & SonsPortland Pearl Street Eastern Fire Furnitu Existing & n NFPA 13 16 89 static and 81 residual at 2069 gpm, 6-10-93 Wet456 1/25/2001

Eye Care & Surgery CePortland 53 Sewall Street Freedom Fire Medica Renovation NFPA 1325 100 static and 95 residual at 150 gpm, 9-2-99 Wet 133 1/25/2000

Fairfield InnPortland Park Avenue Dean & Ally Motel Renovation NFPA 13 dn dna 33 5/30/2001

Fallbrook Woods NursiPortland Ray Street Worrall Fire Nursing New NFPA 13 12. 07/12/90 Static 61, 1007 GPM at 36 psi Dry 526 8/24/1993

Family WorkshopPortland Washington Street Maine Fire P Educati New NFPA 13 6 74 static, 48 residual at 1163 gpm, 8-22-91 Wet 140 7/24/1996

Fashion BugPortland Brighton Avenue Eastern Fire Mercan Existing NFPA 13 Static 75 0 6/9/1992

Father Hayes CenterPortland 699 Stevens Avenu Eastern Fire School New NFPA 13 5 58 static and 55 residual at 1070 gpm, 8-2-00 Wet 141 8/16/2000

Federal MarshalPortland 1 City Center Eastern Fire Busines Existing & n NFPA 13 Peerless 750 GPM at 100 psi 07/17/92 0 6/6/1994

Fed-ExPortland Congress Street Atlantic Auto Distrib Renovation NFPA 13 dn Wet 50 11/28/2000

Field / Hannan DuplexPortland Maggie Lane Dean & Ally Residen New NFPA 13D 35. Date of last water test; Aug. 2001; Static Pressure; 70; ReWet 38 12/31/2002

Fifteen Pine StreetPortland Fifteen Pine Street Sprinkler Ser Apartm New Maine Life 9 Goulds PF20 pump rated at 45 gpm at 51 psi Wet 35 2/10/1997

Fifty Sewall Street OfficPortland 50 Sewall Street Eastern Fire Office New NFPA 13 11 94 static and 88 residual at 1556 gpm, 11-30-01 Wet 360 11/9/2005

Fire Sprinkler ProjectPortland 243-245 High Stre Dean & Ally Residen New 29 84 1/27/2006

Fisher ResidencePortland 67 High St Bradbury's Pl Residen New System NFPA 13D 3.9 19 10/23/2012

Five Hundred Seventy-fPortland 575 Congress Stree Sprinkler Sys Restaur New NFPA 13 9 80 5/9/2006

Five Hundred WashingtPortland 500 Washington A High Tech Fi Parking New NFPA 13 28 98 static and 91 residual at 1482 gpm, 11-8-00 Dry 230 12/8/2000

Five-hundred WashingtPortland 500 Washington Pl High Tech Fi Office Existing NFPA 13 None Given Dry 0 7/23/1991

Five-hundred-twenty-niPortland 529 Washington St Automatic S Apartm New Hydro-Pro 33 Static 90 64 9/8/1995

Fleet BankPortland 2 Portland Square Eastern Fire Office Renovation NFPA 13 08/02/95 Static 170, 1189 GPM at 134 psi - Patterson rat Wet 112 10/19/1995

Fore River ApartmentsPortland 63 Frederick Street High Tech Fi Residen New NFPA 13R 46101 static and 31 residual at 711 gpm, 9-2-04 Wet 199 11/9/2005

Forest Avenue ApartmePortland Forest Avenue Simplex Grin Apartm Existing NFPA 13 5 57 static and 47 residual at 1150 gpm, 3-1993 Dry 0 5/19/1995
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Forest City ChevroletPortland 1000 Brighton Ave Fireshield Sp Car De Existing NFPA 13 22 3/2/1990

Forest City Chevrolet, (Portland 1000 Brighton Ave Sprinkler Sys Auto D Renovation NFPA 13 n/a 63 static and 61 residual at 1150 gpm, 6-28-01 Wet 100 1/26/2004

Forest City Motor ComPortland 1000 Brighton Ave Sprinkler Sys Mercan Existing & n NFPA 13 5.8 08/93 Static 70, 1061 GPM at 64 psi Wet 0 12/5/1994

Forty-two Brackett StrePortland 42 Brackett Street Sprinkler Sys Apartm Existing Maine Life None Given Wet 0 10/30/1990

Foster Home On Emery Portland 70-72 Emery Stree Simplex Grin Residen New NFPA 13R 8 57 Static, 55 Residual at 822 gpm, 10\22\97 Wet 67 3/9/1998

Four City Center, (RenoPortland 4 City Center Eastern Sprin Apartm Renovation NFPA 13 n/a n/a Wet 28 2/22/2005

Four Hundred Sixty FivPortland 465 Congress St Eastern Fire Office New NFPA 13 9.4 74 static, 46 residual, 1138 gpm Wet 171 4/27/1998

Four Hundred Twenty EPortland 428 Fore Street Eastern Fire Retail/ New NFPA 13 5 Static 99, residual 58 at 1136 GPM, tested 08/15/91 Dry 101 3/30/1998

Four Unit CondominiuPortland 20-24 Brackett Str Dean & Ally Condo New NFPA 13R 26 77 static and 71 residual at 1383 gpm, 5-26-04 Wet 82 6/7/2004

Four-hundred Congress Portland 400 Congress Stree High Tech Fi Busines New NFPA 13 28. 10/93 Static 84, 1233 GPM at 54 psi Wet 0 11/22/1993

Four-hundred Seventy-sPortland 477 Congress Stree Eastern Fire Office Existing & n NFPA 13 7 78 static and 76 residual at 1321 gpm, 7-31-03 Wet 123 2/16/2005

Franklin TowersPortland 211 Cumberland A Dean & Ally Residen New & exist NFPA 13 13. Date of last water test: 6/01/01; Static Pressure; 70; Resid Wet 1650 3/25/2002

Franklin Towers, (PhasePortland Cumberland Aven Sprinkler Sys Apartm New NFPA 13 80 86 static and 81 residual at 1300 gpm, 7-28-98, Peerless 4 Wet 34 7/6/2000

Frannie Peabody CenterPortland 321 Valley Street High Tech Fi Office Existing & n NFPA 13 12 105 static and 95 residual at 91 gpm, 5-4-04 Wet 31 11/16/2004

G. E. SupplyPortland 211 Pearl Street Dean & Ally Busines Renovation NFPA 13dn dna Wet 40 12/4/1996

Galloway Group, (BuildPortland Industrial Way Atlantic Auto Office/ New NFPA 13 11 80 static and 72 residual at 1342 gpm, 5-2-96 Wet 114 3/31/2000

Galt BlockPortland Commercial Street Sprinkler Sys Offices New NFPA 13 21. 92 static, 57 residual at 1267 gpm, 7-12-91 Dry 354 1/29/1996

Gary Pike HousePortland 97 State Street Eastern Fire Boardin New Maine Life 8 Goulds GT20 pump rated at 80 gpm at 52 psi Wet 88 7/8/1998

GenerationsPortland 619 Brighton Aven High Tech Fi Medica Renovation NFPA 13 ? 95 static, 80 residual at 1060 gpm, 1993 Wet 70 3/11/1997

Goodwill Group HomePortland Georgia Street High Tech Fi Group Existing Maine Life 5.8 Static 48, 856 GPM at 26 psi Wet 0 2/22/1993

Goodwill IndustriesPortland Diamond Street High Tech Fi Office Renovation NFPA 13 06/95 Static 105, 100 psi 27 8/24/1995
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Gouws Capital ManagePortland 2 Monument Squar Sprinkler Sys Busines Existing NFPA 13 None Given Wet 0 9/26/1991

Granite Block, (3rd FlooPortland 215 Commercial St Sprinkler Sys Busines Renovation NFPA 13 dn 102 static, 72 residual at 1420 gpm, 8-1-91 Dry102 10/6/1997

GRAY RESIDENCEPortland 230 Holmes Road Mark Nigro Residen New NFPA 13D 19 2/28/2012

Gritty McDuff'sPortland Fore Street Eastern Sprin Restaur Existing & n Maine Life 63 102 static and 62 residual at 1330 gpm, 1980 Wet 18 2/6/2002

GSA OfficesPortland 1 Portland Square High Tech Fi Office Existing NFPA 13 None Given reworked 60 heads Wet 0 7/22/1993

GSA, (Federal Public DPortland One City Central Sprinkler Sys Office Renovation NFPA 13 n/a 40 9/1/2006

Guilford CourtPortland 157 York Street Eastern Fire Residen New NFPA 13R 9 76 static and 74 residual at 963 gpm, 5-31-02 Wet 116 12/11/2004

Hadlock StadiumPortland 271 Park Avenue Automatic S Assemb New NFPA 13 10 08/03/90 Static 92, 1620 GPM at 84 psi Dry 0 2/16/1994

Hammond BlockPortland 591 Congress Stree Simplex Grin Comme Renovation NFPA 13R 11 76 static and 73 residual at 1300 gpm, 10-28-98 Wet 260 12/13/2000

HannafordPortland Riverside Street Sprinkler Sys Mercan New NFPA 13 10 79 static and 51 residual at 1065 gpm, 8-5-94 Wet 435 1/1/2005

Hannaford Store # 8279Portland 295 Forest Ave High Tech Fi Retail Renovation NFPA 13 114 7/10/2012

Happy WheelsPortland 331 Warren Avenu Simplex Grin Assemb New NFPA 13 8.5 09/21/90 Static 74, 2373 GPM at 69 psi Wet 155 5/25/1995

Harbor TerracePortland 284 Danforth Stree Dean & Ally Residen Existing & n NFPA 13 20 65 static and 55 residual at 822 gpm, 10-22-97. Peerless 4 Wet 1482 7/20/2002

Harbor ViewPortland Commercial Street High Tech Fi Office New NFPA 13 16 102 static and 96 residual at 1163, 6-9-00 Wet 391 6/20/2000

Harborview Town HomPortland 121 York Street Sprinkler Sys Residen New System NFPA 13R 5+ 131 10/20/2012

Harvey Industries, (WarPortland 401 Riverside Stre Sprinkler Sys Office Renovation NFPA 13 8 68 static and 54 residual at 1233 gpm, 6-20-91 Wet 99 5/21/2003

Harvey Industries, (WarPortland 401 Riverside Stre Sprinkler Sys Storage New NFPA 13 8 68 static and pitot 54 at 1233 gpm, 6-20-91 Dry 250 6/14/2003

Health DialogPortland 39 Forest Avenue Dean & Ally Office Renovation NFPA 13 5Downtown Portland Wet 44 7/23/2004

Heather AptPortland Everett Street Charles A. F Residie New System NFPA 13D20 15 8/10/2012

Herb Moulton BuildingPortland 528 Congress Stree High Tech Fi Storage New NFPA 13R 15 66 static and 60 residual at 1300 gpm, 9-28-99 Wet 11012/26/1999

Hilton Garden InnPortland 65 Commercial Str Freedom Fire Hotel New NFPA 13 20 105 static and 103 residual at 1443 gpm, 4-25-02 Dry 537 10/24/2002
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Hilton Garden InnPortland Jetport Crossroad High Tech Fi Hotel New NFPA 13 6 73 static and 71 residual at 1384 gpm Dry 1035 12/8/2000

Holden BuildingPortland 75 Bishop Street Fireshield Sp Existing & n NFPA 13 54 3/2/1990

Holiday InnPortland 88 Spring Street High Tech Fi Inn New NFPA 13 8.7 06/04/88 Static 58, 1130 GPM at 46 psi - Peerless Pump 0 4/22/1992

Holiday Inn Parking GaPortland Route 201 / 88 Spr High Tech Fi Parking Existing NFPA 13 9.2 07/02/91, Static 58, 1138 GPM at 46 psi Dry 0 7/21/1994

Hollywood VideoPortland North Gate Plaza/S F. S. S. Auto Mercan Renovation NFPA 13 dn dna 62 2/2/1998

Holt HallPortland 794 Congress Stree Sprinkler Sys Apartm New NFPA 13 5 Static 51, residual 48 at 1163 GPM, last tested 10/22/97 Wet 667 3/12/1998

Home DepotPortland Warren Avenue Eastern Fire Tool R Existing & n NFPA 13 11 72 static and 67 residual at 2440 gpm, 6-19-96 Wet21 2/9/2001

Home DepotPortland Warren Avenue & Eastern Fire Mercan New NFPA 231C 35 80 static, 75 residual at 2440 gpm, 6-19-96 Dry 1501 7/23/1996

Homestart Colonial - LoPortland 26 Luther Street High Tech Fi Single New System NFPA 13D 38 12 10/3/2012

Homestart Colonial - LoPortland 22 Luther Street - High Tech Fi Single New System NFPA 13D 38 12 10/3/2012

Howell PhotographyPortland 141 Middle Street Eastern Fire Photogr Renovation NFPA 13 n/a 100 static and 95 residual at 2" main drain test. 4-27-04 Wet 31 7/21/2004

Hutchins Funeral HomePortland 660 Brighton Aven Sprinkler Sys Funeral New NFPA 13 12 127 1/21/2010

I & R AssociatesPortland 220 Industrial Way Eastern Fire Busines Existing NFPA 13 19 08/10/94 Static 82, 2375 GPM at 75 psi Wet 0 11/3/1994

I & R AssociatesPortland 200 Industrial Way Eastern Fire Storage New NFPA 13 19 82 static, 75 residual at 2325 gpm, 8-10-94 Wet 36 5/29/1996

I & R AssociatesPortland Riverside Industria Eastern Fire Storage Existing & nNFPA 13 7.7 08/10/94 Static 82, 2325 GPM at 75 psi Wet48 3/30/1999

Icebrand Seafoods, IncoPortland Waldron Way Eastern Fire Food Pr New NFPA 13 7 82 static and 76 residual at 2443 gpm, 7-31-98 Wet 198 8/17/1998

ImmucellPortland 56 Evergreen Driv Sprinkler Sys Offices, New NFPA 13 22 80 static and 72 residual at 1342 gpm, 5-2-96 Wet 313 3/9/2001

Infiniti Fermentation & Portland 250 Commercial St Eastern Fire Studio/ New System NFPA 13 11. 138 7/11/2012

Ingraham OfficesPortland 50 Monument Squ High Tech Fi Office Renovation NFPA 13 n/a n/a Wet 80 11/19/2005

Ingraham VolunteersPortland 275 State Street High Tech Fi Busines Existing Maine Life Static 82, 1321 GPM at 62 psi Wet 0 8/27/1991

Intermed at StroudwaterPortland 1685 Congress Str Sprinkler Ser Busines Renovation NFPA 13 dn 100 static and 87 residual at 1565 gpm, 8-8-88 Dry 59 12/31/1998
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International Marine TerPortland Commercial Street Eastern Fire Storage Renovation NFPA 13 30 09/06/95 Static 104, 1538 GPM at 95 psi Dry 358 9/18/1995

Iris Network, (Phase 1 oPortland 189 Park Street High Tech Fi Office New NFPA 13 12 94 static and 93 residual at 1321 gpm, 5-9-01 Wet 96 5/22/2001

Iris Park ApartmentsPortland 189 Park Avenue High Tech Fi Apartm New NFPA 13R 18 94 static and 94 residual at 1321 gpm Wet 263 11/9/2005

Italian Heritage CenterPortland 40 Westland Aven Sprinkler Sys Assemb New Hydro-Pro 10 94 static and 92 residual at 691 gpm, 10-22-97 Wet 17411/22/2005

J Weston Walch PublishPortland 1039 Riverside Str Dean & Ally Publish New NFPA 13 14 64 static and 61 residual at 1022 gpm, 6-15-90. Main drai Wet 171 6/11/2004

J. B. Brown BlockPortland Congress Street High Tech Fi Busines Existing NFPA 13 Verification sheet says this is Wet-New additiion and Dry Dry 0 12/8/1993

Jackson Brook InstitutePortland 66 Pearl Street Sprinkler Ser Offices Renovation NFPA 13 dn 90 static, 61 residual at 1311 gpm, 8-14-92 Wet 23 12/2/1996

Jet PortPortland 1001 Westbrook St Sprinkler Sys Jetport Existing NFPA 13 11. 04/12/95 Static 84, 1150 GPM at 60 psi Wet 0 5/2/1995

Joann's FabricsPortland Forest Avenue High Tech Fi Mercan Existing NFPA 13 None Given - This is a reworking to accommodate a lowe Wet 0 2/10/1992

Jokers 2, (Old GrossmaPortland 510 Warren Avenu Northern Fire Assemb Renovation NFPA 13 6 74 static, 69 residual at 2373 gpm, 9-90 Wet 104 2/25/1997

Joker's AdditionPortland 510-512 Warren A Sprinkler Sys Indoor New System NFPA 13 12 108 9/26/2012

Jotul of North AmericaPortland 400 Riverside Simplex Grin Manufa Existing & n NFPA 13 dn 91 static and 80 residual at 1501 gpm Wet 10 1/26/2000

Jotul StovePortland 400 Riverside Stre Eastern Fire Storage New NFPA 231C 11 77 static and 67 residual at 1373 gpm, 8-15-94 Wet 417 12/29/1998

Key BankPortland 1 Canal Plaza High Tech Fi Busines New NFPA 13 41. Static 97, 1501 GPM at 81 psi Wet 0 9/24/1993

Key Bank of MainePortland One Canal Plaza Sprinkler Sys Offices, New NFPA 13 20 83 static, 63 residual at 1332 gpm, 7-19-91 Wet 310 2/9/1996

Key Bank, (Long WharfPortland 85 Commercial Str Sprinkler Sys Bank Renovation NFPA 13na 98 static and 92 residual at 1404 gpm, 7-24-90 Wet41 11/25/2003

Keystone Cinema/CafePortland 516 Congress Stree Sprinkler Sys Assemb Renovation NFPA 13 dn 72 static, 55 residual at 1244 gpm, 8-4-95 Wet 104 11/14/1996

King Middle SchoolPortland Deering Avenue Sprinkler Sys School, Existing NFPA 13 21Static 83, 1055 GPM at 75 psi Wet 0 1/17/1995

King ResidencePortland 23 Bay Street Sprinkler Sys Single New System NFPA 13D5+ 28 12/16/2011

L. L. BeanPortland Washington Street Eastern Fire Retail s Renovation NFPA 13 11/29/94 Static 82, 2251 GPM at 73 psi Dry 0 1/18/1995

L. L. Bean Factory OutlPortland 542 Congress Stree Sprinkler Sys Mercan Renovation NFPA 13 dn 66 static, 60 residual at 1300 gpm, 1995 Wet 111 9/11/1996
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Lafayette Apartments, PPortland 638 Congress Stree Eastern Fire Apartm Renovation NFPA 13 dn 51 static, 47 residual at 1087 gpm, 4-29-92 Wet500 1/23/1996

Law Enforcement CentePortland Ogdensburg Street Simplex Grin Busines New NFPA 13 25 Static 100, 89 GPM at 90 psi Wet 0 11/16/1994

LA-Z-BOYPortland Payne Road High Tech Fi Furnitu New NFPA 13 06/24/93 Static 71, 1260 GPM at 57 psi Wet 145 8/18/1995

Leslie Condo, (Unit 100Portland 45 Eastern Promen Sprinkler Sys Residen New NFPA 13 10 66 static and 50 residual at 745 gpm, 10-19-01. Peerless Wet 29 7/7/2005

Levesque & HartPortland 619 Brighton Aven Eastern Fire Busines New NFPA 13 None Given Wet 0 12/31/1990

Liberty MutualPortland 1361 Washington Dean & Ally Office Renovation NFPA 13 n/a n/a Wet 50 4/24/2004

Lifestyle FitnessPortland Warren Avenue High Tech Fi Fitness Existing & n NFPA 13 19 60 static and 55 residual at 400 gpm, 2004 Wet 3512/11/2004

Lighthouse Learning CePortland Freedom Fire Educati New Maine Life 5 Gould pump rated at 40 gpm at 45 psi Wet 39 3/22/2004

Lincoln Middle SchoolPortland Stevens Avenue Simplex Grin Educati Renovation NFPA 13 662 static, 59 residual at 1021 gpm, 4-10-95 Dry 62 5/30/1996

Lincoln Middle SchoolPortland Stevens Avenue Automatic S School, Both NFPA 13 6 04/10/95 Static 62, 1021 GPM at 59 psi Wet 0 6/30/1995

LL Bean WarehousePortland 765 Warren Avenu High Tech Fi Storage Renovation NFPA 13 28 90 static and 80 residual at 1248 gpm, 5-99 Wet 108 3/4/2003

LL Bean, (Rocky Hill #Portland 219 Read Street Sprinkler Sys Storage New NFPA 13 5 149 residual at 2011 gpm. Pump rated at 2000 gpm at 11 Wet 114 9/29/2004

LL Bean, (Rocky Hill I Portland 219 Read Street Sprinkler Sys Storage New NFPA 13 n/a See notes. 122 residual at 1965 gpm Wet 546 7/11/2005

LL Bean, (Rocky Hill I Portland 219 Read Street Sprinkler Sys Storage New NFPA 13 n/a Residual of 151 gpm at 2001 gpm Wet 298 8/12/2005

Logan PaintPortland 34 Blueberry Road High Tech Fi Storage New NFPA 13 27 86 static and 35 residual at 1363 gpm, 9-28-94 Wet 10312/23/2003

Logan PlacePortland Frederic Street Dean & Ally Residen New NFPA 13R 6 101 static and 31 residual at 711 gpm Wet 125 9/17/2004

Loranger / Casco NorthePortland 881 Forest Avenue Sprinkler Sys Office Existing NFPA 13 Static 74, 1210 GPM at 52 psi Wet 0 5/25/1993

LOT #9 STEPPING STPortland LOT #9 STEPPIN Dean & Ally RESID New System NFPA 13D 14. 23 3/5/2012

Lot C Dedham StPortland Lot C Dedham St Tim Davis Pl House New System NFPA 13D 25. 25 10/27/2012

Lowe'sPortland Brighton Avenue High Tech Fi Mercan New NFPA 13 5 79 static and 77 residual at 1675 gpm, 5-21-04 Dry 1850 11/17/2005

Lyman Moore Middle SPortland Lyseth Moore Driv High Tech Fi School, New NFPA 13 Static 70, 1013 GPM at 50 psi Wet 0 8/3/1995
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Lyman Moore Middle SPortland Lyseth Moore Driv High Tech Fi School, New NFPA 13 17 8-6-93 Static 70, 1013 GPM at 50 psi Wet 138 6/16/1995

Lyman Moore Middle SPortland Lyseth Moore Driv High Tech Fi Educati Existing NFPA 13 13. 08/06/93 Static 70, 1013 GPM at 50 psi Wet 0 2/22/1995

M. C. I.Portland 1 City Center Eastern Fire Office Existing NFPA 13 Relocating to accommodate new office layout (32 sprinkl 0 1/3/1991

Maggie Lane, (Lot # 10)Portland Maggie Lane Simplex Grin Residen New NFPA 13D 16. Date of last water test; 7/6/00; Static Pressure; 60; Residu Wet 36 11/10/2001

Maggie Lane, (Lot #1)Portland Maggie Lane Simplex Grin Home New NFPA 13R 8 60 static and 59 residual at 1170 gpm, 7-6-2000 Wet 89 4/18/2003

Maggie Lane, (Lot #14)Portland Lot #14 Simplex Grin Multi-u New NFPA 13R 6 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 51 8/22/2001

Maggie Lane, (Lot #2)Portland Maggie Lane Simplex Grin Home New NFPA 13R 16 60 static and 59 residual at 1170 gpm, 7-6-2000 Wet 51 5/21/2003

Maggie Lane, (Lot #4)Portland Maggie Lane Simplex Grin Home New NFPA 13D 19 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 28 7/23/2002

Maggie Lane, (Lot #6)Portland Maggie Lane Simplex Grin Home New NFPA 13D 19 60 static and 59 residual at 1170 gpm at 7-6-00 Wet 28 1/11/2002

Maggie Lane, (Lot 11)Portland Simplex Grin Home New NFPA 13R 17 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 42 3/21/2001

Maggie Lane, (Lot 12)Portland Maggie Lane Simplex Grin Home New NFPA 13R 21 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 50 2/27/2001

Maggie Lane, (Lot 13)Portland Maggie Lane Simplex Grin Home New NFPA 13D 13 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 34 10/20/2001

Maggie Lane, (Lot 16)Portland Maggie Lane Simplex Grin Home New NFPA 13D 18 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 32 10/13/2001

Maggie Lane, (Lot 17)Portland Simplex Grin Home New NFPA 13D 20 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 30 4/22/2002

Maggie Lane, (Lot 18)Portland Maggie Lane Simplex Grin Residen New NFPA 13D 15 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 30 10/22/2001

Maggie Lane, (Lot 19)Portland Maggie Lane Simplex Grin Residen New NFPA 13D 20 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 30 10/29/2001

Maggie Lane, (Lot 20)Portland Simplex Grin Home New NFPA 13D 15 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 30 6/18/2001

Maggie Lane, (Lot 22 QPortland Maggie Lane Simplex Grin Residen New NFPA 13R 15 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 68 10/29/2001

Maggie Lane, (Lot 22, Portland Simplex Grin Home New NFPA 13D 18 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 34 9/13/2001

Maggie Lane, (Lot 22, TPortland Simplex Grin Apartm New NFPA 13R 5 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 51 9/13/2001

Maggie Lane, (Lot 5)Portland Maggie Lane Simplex Grin Housin New NFPA 13D 18 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 34 1/17/2001
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Maggie Lane, (Lot 9)Portland Simplex Grin Home New NFPA 13D 16 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 32 6/20/2001

Maggie Lane, (Lots 14 Portland Maggie Lane Jerry's Plbg Home New NFPA 13D 10 85 static and 65 residual at 300 gpm.  Verified at 80 static Wet 28 6/28/2004

Maggie Lane, (Units 4,5Portland Maggie Lane Jerry's Plbg Home New NFPA 13D 7 85 static and 65 residual at 300 gpm Wet 0 8/13/2004

Main ResourcePortland Evergreen Drive Sprinkler Sys Office New NFPA 13 23 80 static, 72 residual at 1342 gpm, 5-2-96 Wet 92 5/14/1996

Main ResourcePortland Evergreen Drive Sprinkler Sys Busines New NFPA 13 10 80 static and 72 residual at 1342 gpm, 5-2-96 Wet 54 7/9/1998

Maine Adoption ServicePortland 107 India Street Dean & Ally Office New NFPA 13 7 84 static and 70 residual at 1096 gpm, 8-22-91 Wet 80 6/20/2001

Maine Bank & TrustPortland 465 Congress Stree Eastern Fire Offices, New NFPA 13 9.3 07/03/95 Static 74, 1138 GPM at 46 psi Wet 53 10/3/1995

Maine Bank & Trust, (4Portland 467 Congress Stree Atlantic Auto Busines New NFPA 13 7 74 static and 46 residual at 1138 gpm, 7-3-95 Wet 59 9/25/2000

Maine Boiler CompanyPortland 299 Presumpscott Freedom Fire Busines Existing & n NFPA 13 65 102 static and 98 residual at 1574 gpm, 10-22-97 Wet 16 9/25/2000

Maine Childrens CancerPortland 685 Congress Stree Sprinkler Sys Busines Existing NFPA 13 Static 89, 1278 at 58 psi Wet 0 7/28/1993

Maine College of ArtPortland Sherman Street Eastern Fire Dormit New NFPA 13R 5 80 static and 74 residual at 1174 gpm, 7-16-03 Wet 80 8/18/2003

Maine College of ArtPortland 522 Congress Stree Sprinkler Sys School New NFPA 13 75 static, 70 residual at main drain test, 1-8-97 Dry 68 5/10/1997

Maine College Of The Portland 522 Congress Stree Eastern Fire Educati Renovation NFPA 13 07/03/91 Static 59, 1644 GPM at 50 psi Wet 200 7/25/1995

Maine Eye CenterPortland 15 Lowell Street Sprinkler Sys Busines Existing & n NFPA 13 dn 100 static, 85 residual at 2" main drain test, 10-11-95 Dry 79 11/22/1996

Maine Heart Surgical APortland 848 Congress Stree Sprinkler Sys Parking New NFPA 13 6 54 static and 50 residual at 949 gpm, 12-13-02 Dry 206 11/6/2005

Maine Magnetic ImaginPortland 932 Congress Stree Simplex Grin Medica Existing & n NFPA 13 25 100 static and 90 residual at 906 gpm, 8-6-01 Wet 91 12/31/2001

Maine Mall, (Toyota, LePortland Riverside Street Dean & Ally Auto D New NFPA 13 5 82 static and 78 residual at 1393 gpm, 9-9-04 Wet 526 9/17/2004

Maine Medical CenterPortland 22 Bramhall Street High Tech Fi Health New NFPA 13 9 65 static, 42 residual at 888 gpm, plus fire pump Wet 77 2/20/1996

Maine Medical CenterPortland Bramhall Street Simplex Grin Medica Existing NFPA 13 11/01/89 Static 42, 978 GPM at 34 psi Wet 0 4/13/1994

Maine Medical CenterPortland Bramhall Street Simplex Grin Hospita Existing NFPA 13 Re-Positioning of existing heads Wet 0 6/28/1993

Maine Medical Center, (Portland 315 Park Avenue Dean & Ally Office New NFPA 13 11 103 static and 68 residual at 1383 gpm, 7-10-00 Wet 139 3/15/2004
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Maine Medical Center, (Portland 22 Bramhall Street Dean & Ally Hospita Renovation NFPA 13 70 56 static and 28 residual at 973 gpm. Wet 70 8/4/2004

Maine Medical Center, (Portland 22 Bramhall Street Dean & Ally Hospita Existing & n NFPA 13 43 56 static and 28 residual at 973 gpm, ?. Pump rated at 50 Wet 155 10/21/2002

Maine Medical Center, (Portland Bramhall Street Simplex Grin Health Existing & n NFPA 13 10 Diesel pump for Bean Bldg, 180 static, 95 residual at 240 Dry 1013 10/9/1997

Maine Medical Center, (Portland 22 Bramhall Street Sprinkler Sys Medica New NFPA 13 10 51 static and 48 residual at 1163 gpm, 10-22-97. Pump ra Wet 145 6/24/2003

Maine Medical Center, Portland 22 Bramhall Street Simplex Grin Health New NFPA 13 45 160 static, 145 residual at 575 gpm, 1996, plus an existin Wet 143 6/24/1996

Maine Nephrology AssoPortland 1600 Congress Str Eastern Fire Office Renovation NFPA 13 109 3/19/2012

Maine Orthapaedic CenPortland Frost Street Freedom Fire Busines New NFPA 13 6 85 static and 56 residual at 1255 gpm, 2004 Dry 360 3/13/2005

Maine Super ValuPortland 56 Miliken Street Sprinkler Sys Retail s Existing NFPA 13 05/94 Static 80, 2985 GPM at 63 psi, Fairbanks-Morse 2 Wet 0 11/18/1994

Maine WharfPortland 68 Commercial Str Dean & Ally Restaur Renovation NFPA 13 dn 110 static and 100 residual at 2" main drain test Wet 96 4/18/2000

Maine YachtPortland Kensington Street Eastern Fire Boat St New NFPA 13 8 96 static and 87 residual at 1472 gpm, 9-12-00 Wet 525 10/2/2004

MainestayPortland 165 Cumberland A Eastern Fire Busines New NFPA 13R 7.4 07-09-91 Static 73, 1222 GPM at 53 psi Wet 86 12/22/1995

Marston/Billindton HouPortland 43 Bailey Avenue Eastern Fire Support New Maine Life 8Gould GT20 pump rated at 30 gpm at 52 psi Wet 26 4/9/2002

Martins PointPortland Washington Avenu Dean & Ally Office Renovation NFPA 13 n/a n/a Wet 214 8/11/2004

Martins PointPortland Veranda Street Sprinkler Sys Busines Existing Hydro-Pro10 86 static and 60 residual at 1300 gpm, 6-1991 Wet 0 10/8/1993

Martins Point Building Portland Veranda Street Sprinkler Sys Busines Existing Hydro-Pro19 86 static and 60 residual at 1300 gpm Wet 0 10/8/1993

Marvin Window Store aPortland 341 Marginal Way Simplex Grin Mercan Existing & n NFPA 13 6 31 6/30/2006

Masonic Learning CentPortland 1903 Congress Str Freedom Fire Learnin New NFPA 13 11 80 static and 75 residual at 1410 gpm, 9-18-00 Dry 49 12/6/2000

Mattress Makers and MPortland 281 Marginal Way Freedom Fire Mercan Renovation NFPA 13n/a n/a Wet 27 2/17/2005

Mayhew Thomas BlockPortland Commercial Street Atlantic Auto Busines Renovation NFPA 13 dn dna 450 8/31/2000

Mayhew-Thomas BlockPortland 79-85 Commercial Atlantic Auto Busines Existing & n NFPA 13 6 102 static and 96 residual at 1163 gpm, 6-9-00 Wet 242 11/30/2000

MBNA AmericaPortland 901 Washington St Eastern Fire Busines Existing NFPA 13 11/29/94 Static 82, 2251 GPM at 73 psi Dry 0 11/30/1994
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McAllister Farm, (Lot 6Portland McAllister Farm R Eastern Fire Office New NFPA 13 8 84 static and 81 residual at 1413 gpm, 9-28-04 Wet 64 9/9/2005

McCandles Law OfficesPortland 14-26 York Street Sprinkler Sys Office Renovation NFPA 13 n/a 99 static and 94 residual at 1321 gpm, 6-16-95 Wet 44 8/3/2005

McDonaldsPortland 332 St John Street Artec Sprinkl Restaur New NFPA 13 31 111 3/20/2008

ME Med Library RenovPortland 22 Bramhall St Dean & Ally Hospita Renovation NFPA 13 6.7 28 8/2/2012

MEARNG-FMS#1-PortPortland ABJ General Storage Existing & n NFPA 13 7 175 8/13/2010

Medi - Rents of MainePortland 1037 Forest Avenu High Tech Fi Offices New NFPA 13 11 57 static, 43 residual at 993 gpm, 8-18-93 Dry 74 3/3/1997

Medical Mutual InsuranPortland Middle Street Eastern Fire Office Renovation NFPA 13 n/a n/a Wet 183 12/24/2003

Medical Office BuildingPortland Congress Street Sprinkler Sys Office Renovation NFPA 13dn 83 static and 56 residual at 1256 gpm, 1991 Wet 9112/14/2000

Meloons the FloristPortland 963 Washington A High Tech Fi Residen New NFPA 13R 9 54 7/22/2006

MEMIC Emer. GeneratPortland 261 COMMERCI Simplex Grin Emerge New System NFPA 13 4 10/20/2012

Memic Office BuildingPortland 261 Commercial St Simplex Grin Office New & exist NFPA 13 7 102 static and 96 residual at 1162 gpm, 7-9-00 Wet 477 3/3/2003

Mercy Fit-Up at 43 BaxPortland 43 Baxter Bouleva High Tech Fi Medica Existing & n NFPA 13 39 80 3/8/2011

Mercy Hospital - Preble Portland Preble Street High Tech Fi Hospita Existing NFPA 13 Existing system - reworking  system for a wet pipe sprinkl Wet 0 6/2/1993

Mercy Hospital at the FPortland I-295 Connector High Tech Fi Hospita New NFPA 13 10 1597 8/14/2007

Mercy Hospital State St.Portland 144 State Street High Tech Fi Hospita Renovation NFPA 13 14 227 6/7/2012

Mercy Hospital, (E-D RPortland 144 State Street Sprinkler Sys Office Renovation NFPA 13 n/a 50 static and 43 residual at 1500 gpm, 10-19-01 Wet 81 3/25/2005

Mercy Primary CarePortland 616 Forest Avenue Sprinkler Sys Offices New NFPA 13 5 75 static and 62 residual at 1321 gpm, 1993 Wet 228 12/15/1998

Merril Transport ComplPortland 1037 Forest Avenu High Tech Fi Storage Existing & n NFPA 13 18 57 static and 43 residual at 993 gpm, 1993 Dry 71 3/28/2002

Merrill Marine TerminalPortland 601 Danforth Stree Dean & Ally Storage New NFPA 14 11 96 static and 79 residual at 1434 gpm, 11-14-89 Wet 0 11/14/2002

Micucci BrothersPortland 95 Evergreen Driv Eastern Fire Wholes New NFPA 231C 6.968 static, 56 residual at 1838 gpm, 8-11-94 Dry 417 12/6/1996

Milestone FoundationPortland Freedom Fire Dwellin Existing & n NFPA 13R 11 101 static and 95 residual at 1424 gpm Wet 28 10/27/2003
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MMC Endoscopy "P4"Portland 22 Bramhall Street Sprinkler Sys Busines New NFPA 13 13 51 static and 48 residual at 1163 gpm, 10-22-97. Pump ra Wet 184 2/12/2002

MMC Office Building Portland Congress Street Sprinkler Sys Offices New NFPA 13 5 83 static and 56 residual at 1256 gpm, 7-18-91 Dry 600 2/11/1999

MMC Rainbow Mall, (Portland 901 Washington A Sprinkler Sys Office Renovation NFPA 13 n/a 84 static and 74 residual at 1443 gpm, 7-25-94 Wet 32 7/30/2005

MMC, (1st Care - RenoPortland 335 Brighton Aven Atlantic Auto Medica Renovation NFPA 13 dn dna Wet 60 11/24/1999

MMC, (3rd floor thru 5tPortland Bramhall Street High Tech Fi Hospita Existing & n NFPA 13 70 1003 8/14/2007

MMC, (Brighton CampPortland 22 Bramhall Street High Tech Fi Health Renovation NFPA 13 12 65 static, 60 residual at 925 gpm, 10-97, and  Patterson p Wet 78 11/20/1997

MMC, (Brighton CampPortland Brighton Campus High Tech Fi Busines Renovation NFPA 13dn 62 static, 41 residual at 1074 gpm, 6-27-88 38 8/22/1997

MMC, (Cardiac "P2")Portland 22 Bramhall Street Sprinkler Sys Office/ New NFPA 13 8 51 static and 48 residual at 1163 gpm, 10-22-97, Pump ra Wet 150 7/31/2000

MMC, (Interior Fit Up)Portland 106 Gilman Street High Tech Fi Office Renovation NFPA 13 Drain test 77 2/22/2007

MMC, (Operating RooPortland 22 Bramhall Street Dean & Ally Hospita Renovation NFPA 13 n/a n/a Wet 16 11/5/2004

MMC, (Pharmacy)Portland 22 Bramhall Street Sprinkler Sys Offices Existing & nNFPA 13 30 51 static and 48 residual at 1163 gpm, 10-22-97 Wet 262 2/20/2002

MMC, (R8-Cathlabs)Portland 22 Bramhall Street Simplex Grin Cath La Renovation NFPA 13 45 160 static and 145 residual at 575 gpm, 1996. Existing pu Wet 22 5/16/2001

MMC, (Radiology/AngiPortland 22 Bramhall Street Sprinkler Sys Health Existing & n NFPA 13 29 51 static and 48 residual at 1163 gpm, 10-22-97 Wet 254 3/29/2000

MMC, (Richards Wing, Portland 22 Bramhall Street Dean & Ally Hospita New NFPA 13 15 56 static and 28 residual at 973 gpm, 6-00 Wet 36 9/11/2003

MMC, (Richard's Wing,Portland 22 Bramhall Street Dean & Ally Hospita New NFPA 13 38 56 static and 28 residual at 973 gpm, 6-2000 Wet 0 8/9/2003

MMC, (Richards Wing, Portland 22 Bramhall Street Dean & Ally Hospita New NFPA 13 15 56 static and 28 residual at 973 gpm, 6-2000. Pump rated Wet 178 4/10/2003

MMC, (Richards Wing, Portland 22 Bramhall Street Dean & Ally Hospita New NFPA 13 38 56 static and 28 residual at 973 gpm, 6-2000 Wet 161 5/20/2003

MMC, (Richards Wing, Portland 22 Bramhall Street Dean & Ally Hospita Existing & n NFPA 13 28 56 static and 28 residual at 973 gpm. Pump rated at 500 g Wet 46 11/8/2003

MMC, (Serving Area)Portland 22 Bramhall Street Atlantic Auto Cafeteri Renovation NFPA 13 dn dna Wet 44 11/24/1999

MMC, (Sub-basement tPortland Bramhall Street High Tech Fi Hospita Existing & n NFPA 13 19 978 4/19/2007

Mooney ResidencePortland 27 Sunset Ave. Gre Residential F Residen New System NFPA 13D 6.0 29 5/7/2012
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Moore ResidencePortland 7 Maggie Lane Simplex Grin Duplex New NFPA 13D 16 60 static and 59 residual at 1170 gpm, 7-6-00 Wet 44 6/7/2001

Motion IndustriesPortland 190 Rand Road ANB Fire Pr Manufa Existing & n NFPA 13 1175 static and 66 residual at 2225 gpm, 1993 Wet 20 3/29/2005

Moulton Block BldgPortland 161 Commercial St High Tech Fi Retail o Renovation NFPA 13 dn Static:102; Residual: 96;  Flow in GPM 1163 Wet342 7/20/2001

Moulton Block, (5th & Portland Commercial Street High Tech Fi Office Renovation NFPA 13 n/a n/a Wet 78 4/6/2004

MPX / SFXPortland Residential F Busines Existing NFPA 13 223 7/11/2012

MSRC FacilityPortland Portland Harbor Eastern Fire Office Existing NFPA 13 & 7.3 02/01/91 Static 102, 1424 GPM at 72 psi Wet 0 9/9/1994

MTA Administration BPortland Congress Street Simplex Grin Office New NFPA 13 536 3/10/2008

Multi-Tenant at MarginPortland 135 Marginal Way Eastern Fire Office New NFPA 13 19 107 static and 93 residual at 2459, 7-2-03 Wet 156 11/9/2004

NADEAU STOVER REPortland 23 OREGON STR Freedom Fire HOME New System NFPA 13D 26. 44 9/26/2012

NAPAPortland Marginal Way Eastern Fire Storage New NFPA 13 11 92 static, 73 residual at 1430 gpm, 1996 Wet 38 2/26/1997

Nichols PortlandPortland 2900 Congress Str Simplex Grin Busines New NFPA 13 12 Static 76, 1210 GPM at 58 psi tested 10-17-94 Wet 0 11/30/1994

Nichols PumpsPortland 2400 Congress Str Simplex Grin Metal-p Addition of NFPA 13 9 47 6/13/2012

Ninety-four Auburn StrPortland 94 Auburn Street Dean & Ally Office New NFPA 13 10 72 static and 71 residual at 963 gpm, 9-8-03 Wet 326 10/8/2003

North Atlantic, IncPortland Commercial Street Simplex Grin Food Pr New NFPA 13 8 102 static and 96 residual at 1163 gpm, 6-9-01 Wet 137 4/12/2001

North Gate Mall, (CanoPortland Auburn Street High Tech Fi Canopy New NFPA 13 10 70 static and 68 residual at 1476 gpm, 10-22-97 Dry 80 8/22/2001

Northeast AirPortland Westbrook Street Eastern Fire Aircraft New NFPA 409 9 84 static, 60 residual at 1160 gpm, 4-11-95 Wet 252 10/29/1996

Northeast Air Office ArPortland Westbrook Street Eastern Fire Busines New NFPA 13 32 84 static, 60 residual at 1150 gpm, 4-11-95 Wet 62 12/16/1996

Northeast AirmotivePortland 1101 Westbrook St Residential F Office s Renovation NFPA 13 43 4/27/2012

NRG Barrier IncorporatPortland 27 Pearl Street Sprinkler Sys Busines New NFPA 13 21. Static 92, 1200 GPM at 62 psi Wet 0 11/29/1993

Nynex BuildingPortland Industrial Way Sprinkler Sys Busines New NFPA 231 Static 69, 1186 GPM at 54 psi Wet 0 8/2/1991

Oak Leaf InnPortland Oak Street Eastern Fire Apartm Renovation NFPA 13 n/a n/a 200 2/23/2005
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Oakhurst Dairy, (CoolerPortland Forest Avenue Eastern Fire Storage New NFPA 13 7 105 static and 97 residual at 920 gpm, 8-24-04 Dry 214 9/14/2004

Oakhurst Dairy, (Racks Portland Forest Avenue Eastern Fire Storage New NFPA 13 10 107 static and 100 residual at 1897 gpm, 8-31-04 Dry 262 12/29/2004

O'Brion StreetPortland 39 O'Brion Street High Tech Fi Residen Existing Hydro-Pro 5.8 06/24/91 Static 59, 904 GPm at 29 psi Wet 0 12/2/1992

Ocean Gateway, (ReceiPortland Commercial Street High Tech Fi Office New NFPA 13 38 100 static and 92 residual on drain test 1-3-08. 66 9/2/2006

Ocean Gateway, (TermiPortland Commercial Street High Tech Fi Office New NFPA 13 21 100 static and 92 residual on drain test 1-3-08. 150 9/2/2006

Ocean Ridge CondominPortland Ocean Avenue Sprinkler Sys Condo New NFPA 13R 5 68 static and 64 residual at 1221 gpm, 9-29-03 Wet 116 1/17/2004

Ocean Ridge CondominPortland Ocean Avenue Sprinkler Sys Condo New NFPA 13R 6 63 static and 60 residual at 1221 gpm, 9-30-03. Pump rat Wet 58 7/2/2004

Ocean Ridge CondominPortland 852 Ocean Avenue Dean & Ally Residen New NFPA 13R 5 63 static and 60 residual at 1221 gpm, 9-30-03.  Grundfos Wet 100 10/25/2004

Ocean Ridge CondominPortland 852 Ocean Avenue Dean & Ally Residen New NFPA 13R 8 63 static and 60 residual at 1221 gpm, 9-30-03. Grundfos Wet 100 3/14/2005

Ocean Ridge CondominPortland 852 Ocean Avenue Dean & Ally Residen New NFPA 13R 8 63 static and 60 residual at 1221 gpm, 9-30-03. Grundfos Wet 75 4/30/2005

Ocean Ridge CondominPortland 852 Ocean Avenue Dean & Ally Residen New NFPA 13R 5 63 static and 60 residual at 1221 gpm, 9-3-03. Grundfos p Wet 100 10/8/2005

Ocean Ridge CondominPortland 852 Ocean Avenue Dean & Ally Residen New NFPA 13R 8 63 static and 60 residual at 1221 gpm, 9-3-03.  Grundfos Wet 90 5/7/2005

Ocean Ridge CondominPortland Ocean Avenue Sprinkler Sys Condo New NFPA 13R 5 68 static and 64 residual at 1221 gpm, 9-29-03 Wet 120 1/15/2004

Ocean Ridge CondominPortland Ocean Avenue Sprinkler Sys Condo New NFPA 13R 5 68 static and 64 residual at 1221 gpm, 9-29-03 Wet 120 10/6/2003

Ocean Ridge Condos, (Portland Ocean Avenue Sprinkler Sys Condo New NFPA 13R 5 68 static and 64 residual at 1221 gpm, 9-29-03 Wet 120 1/15/2004

Ocean Ridge Condos, (Portland 852 Ocean Avenue Dean & Ally Condo New 8 Grundfos pump rated at 100 gpm at 60 psi 75 1/27/2006

Ocean Ridge Duplex, (Portland Ocean Avenue Dean & Ally Home New NFPA 13R 15 63 static and 60 residual at 1221 gpm, 9-30-03.  Grundfos Wet 67 7/23/2004

Ocean Ridge, (Units 1-4Portland Ocean Avenue Dean & Ally Residen Existing NFPA 13R n/a by others Wet 104 7/29/2004

Office & Apt Bldg on 9Portland 929 Congress Stree High Tech Fi Nursing Existing NFPA 13 6 125 11/17/2007

Office of the CourtsPortland 125 Presumpscot S High Tech Fi Office Renovation NFPA 13 35 5/18/2007

Old Blake BuildingPortland Commercial Street High Tech Fi Busines Renovation NFPA 13 dn dna Wet 32 9/21/1998
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Olympia SportsPortland Northgate Plaza Sprinkler Sys Mercan Renovation NFPA 13dn dna Wet 34 10/31/2001

Olympia SportsPortland Congress Street Sprinkler Sys Retail Renovation NFPA 13dn 59 static, 50 residual at 1644 gpm, 1991 Wet 96 8/22/1997

One City CenterPortland Congress Freedom Fire Mercan Renovation NFPA 13 n/a n/a Wet 30 9/1/2005

One Forty Eight AndersPortland 148 Anderson Stre Eastern Fire Retail s Renovation Renovation dn dna Wet 36 3/21/1997

One Hundred Fifty-two Portland 152 Grant Street Sprinkler Sys Apartm New NFPA 13R 7 83 static and 75 residual at 1055 gpm, 8-12-91 Wet 122 2/7/2004

One Hundred Forty ThrPortland 143 Grant Street Sprinkler Sys Apartm New NFPA 13R 10 83 static and 75 residual at 1055 gpm, 8-21-91 Wet 163 1/13/2000

One Hundred Nineteen Portland  119 Highland Ave Freedom Fire Apartm New Maine Life 5 Portland Water Dist. Hydrant #1168 07/25/94 Static 64, 1 Wet 32 5/21/1999

One Hundred-Ten Free Portland 110 Free Street Fire Shield S Busines New NFPA 13 Static 62, 822 GPM at 24 psi Wet 0 7/9/1992

One Monument SquarePortland 1 Monument Squar Simplex Grin Office New NFPA 13 26 76 static and 73 residual at 1300 gpm, 10-28-95. Pump raWet 67 3/28/2001

One Monument SquarePortland One Monument Sq Simplex Grin Storage Existing & n NFPA 13 19 78 static and 76 residual at 1321 gpm, 7-31-03.  Peerless Wet 163 11/1/2004

One Monument Square Portland One Monument Sq Sprinkler Sys Offices Renovation NFPA 13 60 6/21/2012

One Monument Square Portland 1 Monument Squar Simplex Grin Office Existing & n NFPA 13 35 78 static and 76 residual at 1321 gpm, 7-31-03. Peerless 3 Wet 98 12/29/2004

One Monument Square Portland 1 Monument Squar Simplex Grin Office Existing & n NFPA 13 23 78 static and 76 residual at 1321 gpm, 7-31-03.  Peerless Wet 401 4/30/2005

One Monument Square Portland 1 Monument Squar Simplex Grin HVAC Existing & n NFPA 13 20 78 static and 76 residual at 1321 gpm, 7-31-03.  Peerless Wet 68 11/10/2004

One-hundred State StreePortland 100 State Street Dean & Ally Public New NFPA 13 48 Existing Fairbanks Morse pump rated at 1000 gpm at 58 Wet 2085 1/9/2006

One-hundred Twenty-niPortland 129 Grant Street Freedom Fire Apartm New NFPA 101( 25 79 static and 45 residual at 1125 gpm, 6-11-03 Wet 0 7/15/2003

Orange Street CondosPortland 1 & 3 Orange Stree Dean & Ally Residen New NFPA 13R 12 77 static and 71 residual at 1383 gpm, 5-26-04 Wet 47 11/19/2005

Orthopaedic AssociatesPortland 33 Sewall Street Sprinkler Sys Office Renovation NFPA 13 12 94 static and 88 residual at 1556 gpm, 11-30-01 Wet 172 9/30/2003

Orthopaedic Associates,Portland 33 Sewall Street Sprinkler Sys Medica Renovation NFPA 13 6 94 sttic and 88 residual at 1556 gpm, 11-30-01 Wet217 2/24/2006

Orthopedic AssociatesPortland 33 Sewall Street High Tech Fi Hospita Existing & n NFPA 13 11 95 static and 85 residual at 480 gpm, 9-17-98 Wet 44 11/2/1998

Paine Webber 7th FloorPortland Middle Street Eastern Fire Office Renovation NFPA 13 16Static 75, 1190 GPM at 50 psi - Peerless, UL 750 GPM at Wet 96 11/22/1995
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Park Avenue Fire StatioPortland 295 Park Avenue Atlantic Auto Medica New Hydro-Pro 25 103 static and 100 residual at 1390 gpm, 7-10-00 Wet 102 7/25/2000

Park Danforth, (AdditioPortland 777 Stevens Avenu Eastern Fire Elderly Existing & n NFPA 13 11 56 static, 48 residual at 1342 gpm, 7-20-94 Wet 560 3/4/1998

Parkside Neighborhood Portland Grant Street/ Melle Maine Fire P Apartm New NFPA 13R 8 90 static and 20 residual at 1186 gpm, 1996 Wet 200 8/5/2004

Parkside Parrot InnPortland State Street Atlantic Auto Inn New Maine Life 7 Monarch GT 20 pump rated at 50 gpm at 50 psi,  with sto Wet 67 4/13/2000

Pat's Meat MarketPortland 484 Stevens Avenu Sprinkler Ser Assemb New Hydro-Pro 6 62 static, 59 residual at 1021 gpm, 4-10-95 Wet 66 7/21/1997

Peabody HousePortland 14 Orchard Street Eastern Fire Residen Hydro-Pro 7 Static 52, 949 GPM at 32 psi Wet 0 5/11/1994

Pearl Place IIPortland 184 Pearl St. Portla Maine Fire P residen New System NFPA 13 22 916 5/1/2012

Peoples BankPortland 449 Forest Avenue Dean & Ally Busines Renovation NFPA 13 dn dna Wet 33 7/24/2002

Peter Holmes 1 & 2Portland Warren Avenue Eastern Fire Rental s New NFPA 13 9 80 static and 75 residual at 1221 gpm Dry 314 5/26/2004

Phoenix WeldingPortland Riverside Street Capitol Fire Residen New NFPA 13 6 78 static and 77 residual at 1460 gpm, 4-13-04 Wet 133 4/24/2004

Planet FitnessPortland 135 Marginal Way Eastern Fire Office Renovation NFPA 13 19 107 static and 93 residual at 2459 gpm, 7-2-03 Wet 109 11/9/2005

PLASMINE TECHNOLPortland 33 BISHOP ST. Eastern Fire chemic New System NFPA 13 5.8 152 8/11/2012

Portland Arts & TechnolPortland 196 Allen Avenue Sprinkler Sys Educati Renovation NFPA 13 n/a n/a Wet 84 10/17/2005

Portland Assisted LivinPortland Canco Road Eastern Fire Assiste New NFPA 13 9 76 static and 65 residual at 2251 gpm, 9-25-98 Dry 1134 11/19/2004

Portland City Hall AuditPortland Congress Street High Tech Fi Assemb New NFPA 13 5 79 static, 59 residual at 1244 gpm, 8-4-95 Wet 797 3/29/1996

Portland Eagles ClubPortland St John's Street Dean & Ally Assemb Renovation NFPA 13 dn 86 static and 80 residual at 1780 gpm Dry 27 6/16/2000

Portland Eagles ClubPortland 184 St. John Street Fire Protectio Assemb New NFPA 13 06/30/88 Static 90, 1434 GPM at 73 psi Dry 0 9/19/1990

Portland Family PracticPortland 278 Congress Stree Sprinkler Sys Busines New NFPA 13 5 86 static and 85 residual at 1529 gpm, 1995 Wet 237 10/7/1998

Portland Jetport ExpansiPortland 1001 Westbrook St Sprinkler Sys Airport Existing & n NFPA 13 6 83 static and 81 residual at 1423 gpm, 8-19-03 Dry 307 9/29/2004

Portland Jetport WalkwPortland Airport Access Ro High Tech Fi Walkw New NFPA 13 18 83 static and 81 residual at 1424 gpm, 8-19-03 Dry 26 9/11/2003

Portland Jetport, (BusinPortland 1001 Westbrook St Sprinkler Sys Busines Renovation NFPA 13 5 84 static and 60 residual at 1150 gpm, 4-12-95 Wet 38 6/22/2000
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Portland Jetport, (ParkinPortland Airport Access Ro High Tech Fi Parking New NFPA 13 5 73 static and 71 residual at 1216 gpm, 9-19-00 Dry 887 2/22/2002

Portland Jetport, InspectPortland 1001 Westbrook St Sprinkler Sys Assemb Renovation NFPA 13 Se 84 static, 60 residual at 1150 gpm, 4-12-95 Wet 78 12/3/1996

Portland Municipal GarPortland 82 Hanover Street Sprinkler Sys Repair Existing & n NFPA 13 dn 95 static, 75 residual with 2" main drain test 4-18-96 Wet 25 11/15/1996

Portland Museum of ArtPortland High & Spring Stre Sprinkler Sys Museu Existing & n NFPA 13 7 62 static and 61 residual at 1289 psi, 8-4-95 Prea 177 4/12/2001

Portland Observatory PrPortland 138 Congress Stree High Tech Fi Observ New NFPA 13 27 50 static and 44 residual at 1048 gpm, with Peerless 2.5P Dry 54 12/31/1999

Portland Parking GaragPortland 141 High Street GOBBI Corp Parking New NFPA 14 0 2/17/2009

Portland Public MarketPortland Cumberland Aven Sprinkler Sys Mercan New NFPA 13 6 92 static, 88 residual at 1340 gpm, 10-31-97 Wet 440 2/16/1998

Portland Public Safety Portland 109 Middle Street High Tech Fi Office Existing & n NFPA 13 25 94 static and 90 residual at 1413 gpm, 6-10-03 Wet 98 7/14/2003

Portland Public Works Portland 65 Hanover Street Sprinkler Sys Garage Existing & n NFPA 13 dn 98 static and 64 residual at 1342 gpm, 10-31-97 Wet 124 5/12/2000

Portland Retirement ResPortland 257 Canco Road Aqua Fire Pr Retirem New NFPA 13 8.3 76 static and 65 residual at 2251 gpm, 9-29-98 Dry 1202 12/22/1998

Portland Retirement ResPortland 257 Canco Road Eastern Fire Residen New NFPA 13 76 static and 65 residual at 2251 gpm, 1998 Dry 0 1/7/1999

Portland Retirement, (PPortland Canco Road Eastern Fire Retirem New NFPA 13 9 76 static and 65 residual at 2251 gpm, 1998 Dry 1524 3/9/1999

Portland Sports CenterPortland 510 Warren Avenu Sprinkler Sys Field S New NFPA 13 6 80 static and 75 residual at 1221 gpm Wet 453 9/17/2003

Portland Sports Center, Portland 510 Warren Avenu Sprinkler Sys Batting New NFPA 13 8 80 static and 75 residual at 1221 gpm, 6-19-04 Wet 87 1/1/2005

Portland Suisse ChaletPortland 340 Park Avenue Simplex Grin Hotel Existing & n NFPA 13 40 102 static and 100 residual at 1384 gpm, 7-10-2000 Wet 216 11/29/2000

Portland Train StationPortland Thompson's Point Sprinkler Sys Train / New NFPA 13 8.0 Date of last water test; 11/30/01; Static Pressure; 94; Resi Dry 229 12/31/2001

Portland VOA (Phase II)Portland 158 North Street Sprinkler Sys Elderly New NFPA 13 20 10/25/94 Static 52, 2625 GPM at 43 psi - Fairbanks-Mors Wet 882 11/7/1995

Portland VOA Phase IPortland 158 North Street Sprinkler Sys Elderly New NFPA 13 12. 10/25/94 Static 52, 2625 GPM at 43 psi Fairbanks-Morse Wet 0 10/18/1995

Portland Water District, Portland 225 Douglas Street Sprinkler Sys Assemb Renovation NFPA 13 dn 84 static and 63 residual at 1332 gpm, 1988 Dry29 10/31/2002

Portside Learning CentePortland 1976 Washington Simplex Grin Child C New NFPA 13 8 70 static and 69 residual at 838 gpm, 10-18-01 Dry 79 7/12/2003

Power PayPortland 280 Fore Street Eastern Fire Office Renovation NFPA 13n/a 105 static and 103 residual at 1443 gpm, 4-5-02 Wet 74 11/6/2005
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Preble Street Resource Portland Portland Street High Tech Fi Multip Existing & n NFPA 13 44 92 static and 88 residual at 1342 gpm, 10-31-97. Pump ra Wet 73 9/8/2003

Preti Flaherty Beliveau Portland Middle Street Eastern Fire Office s Renovation NFPA 13dn dna Wet 287 4/21/1998

Project KidsPortland 153 State Street Fire Shield S Busines Existing Maine Life 6.7 G & L Model NPE-1ST 45.3 GPM at 44.6 psi Wet 0 12/6/1991

PROP Housing, (AndersPortland Anderson Street Dean & Ally Apartm New NFPA 13R 27 90 static and 89 residual at 100 gpm, 1999 Wet 47 11/18/2002

PROP Housing, (GreenlPortland 12 Greenleaf Street Dean & Ally Apartm New NFPA 13R 27 90 static and 89 residual at 100 gpm, 1999 Wet 44 11/18/2002

PROP Housing, (HanovPortland 49 Hanover Street Dean & Ally Apartm New NFPA 13R 25 90 static and 89 residual at 100 gpm, 1999 Wet 61 11/18/2002

PROP Housing, (MonroPortland 10 Monroe Street Dean & Ally Apartm New NFPA 13R 23 90 static and 89 residual at 100 gpm, 1999 Wet 44 11/18/2002

Prop Housing, (Phase 3)Portland Cumberland Ave, Denali Fire P Home New NFPA 13R 8 85 static and 57 residual at 1266 gpm, 7-7-86 + 85 static Wet 324 8/6/2005

PrudentialPortland 207 Larrabee Road Eastern Fire Busines Existing NFPA 13 Tie into an existing sprinkler system Wet 0 12/3/1991

Prudential, (Fifth Floor)Portland 178 Middle Street Sprinkler Sys Office Existing & n NFPA 13 17 81 5/9/2006

Prudential-Portland GroPortland 178 Middle Street Eastern Fire Office Renovation NFPA 13 n/a 94 static and 90 residual at 1413 gpm, 6-10-03 Dry 33 11/19/2005

Quizno'sPortland 1032 Brighton Ave High Tech Fi Restaur New NFPA 13 21 4/20/2006

Quotience MarketingPortland 551 Congress Stree High Tech Fi Office New NFPA 13 19 33 5/26/2007

Racket & Fitness ClubPortland 2445 Congress Str Automatic S Assemb Existing NFPA 13 Static 74, 1110 GPM at 46 psi Wet 0 9/23/1993

Rackleff BlockPortland 127-131 Middle St High Tech Fi Office Renovation NFPA 13 37 90 static and 61 residual at 1310 gpm, 8-14-92 Dry 283 3/17/2003

RainmakerPortland 585 Riverside Stre Dean & Ally Storage New NFPA 13 11 82 static and 80 residual at 2576 gpm, 7-27-05 Wet 85 9/30/2005

Ramada InnPortland Congress Street High Tech Fi Inn New NFPA 13 23. Static 87, 1424 GPM at 70 psi Wet 0 12/8/1993

RC Framing, IncorporatPortland 65 - 85 West Com Sprinkler Sys Gallery/ Renovation NFPA 13 dn 92 static, 62 residual at 1321 gpm, 6-11-91 Dry 79 1/15/1997

Regional WastePortland Outer Congress Str Simplex Grin Trash s New NFPA 13 5 54 static and 40 residual at 1061 gpm, 9-11-91 Dry 8 10/18/1995

Regional Waste SystemPortland 64 Blueberry Road Sprinkler Sys Water t Existing NFPA 13 1500 GPM at 125 psi Wet 0 7/8/1992

Regional Waste SystemPortland 64 Blueberry Road Simplex Grin Industri Existing NFPA 13 25 Peerless 150 GPM at 125 psi Dry 0 8/30/1994
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Remax By The BayPortland 80-90 Middle Stree Sprinkler Sys Offices Renovation NFPA 13 73 5/1/2012

Residential Resources, IPortland 182 Whitney Aven Eastern Fire Assiste New NFPA 13D 31 82 static, 72 residual at 1424 gpm, 6-20-1988 Wet 26 3/22/1996

RICK HOLDEN RESIDPortland 20 BALLPARK L Freedom Fire HOME New System NFPA 13D 4.6 37 5/1/2012

Risbara HousePortland 87 Regan Lane Dean & Ally Residen New NFPA 13D 10 Goulds pump rated at 50 gpm at 50 psi Anti 10 8/27/2001

Rite AidPortland Forest Avenue Sprinkler Sys Retail New NFPA 13 12 90 Static, 66 Residual rated at 1363 GPM 8/12/94 Wet 127 3/5/1998

Rite AidPortland 290 Congress Stree Eastern Fire Mercan Existing NFPA 13 08/22/94 Static 74, 1311 GPM at 61 psi Wet 0 12/22/1994

RiversidePortland 1039 Riverside Str Dean & Ally Light In Existing & n NFPA 13 9 64 static and 61 residual at 1022 gpm, 6-15-90 Wet 299 5/20/2003

Riverton Day CarePortland 102/104 Riverton Dean & Ally Pre-Sch Maine Life 11 75 static and 58 residual at 1043 gpm, 4-9-05 Wet 30 6/27/2005

Riverton School RenovaPortland Forest Avenue Simplex Grin Educati Renovation NFPA 13 dndna Dry 27 8/16/2001

Ronald McDonald HousPortland 250 Brackett Street High Tech Fi Boardin Existing & n NFPA 13 9 42 10/15/2006

Ronald McDonald HousPortland 250 Bracket Street Eastern Fire Health New NFPA 13 12/11/02/94 Static 54, 1061 GPM at 49 psi Dry 0 11/30/1994

Root CellarPortland 94 Washington Av High Tech Fi Teen C New NFPA 13 7 80 static and 70 residual at 1065 gpm, 8-22-91 Wet 151 5/19/2001

Rosa True ApartmentsPortland 140 Park Street Automatic S Apartm New NFPA 13 4 57 static and 47 residual at 1342 gpm, 4-29-92 Wet 0 5/11/1992

Round HousePortland 125 Presumpscot S High Tech Fi office s Renovation NFPA 13 45 6/5/2012

Roundhouse BuildingsPortland 125 Presumpscot S Denali Fire P Office New NFPA 13 14 102 static and 98 residual at 787 gpm, 10-22-97. Dry 257 1/4/2006

Salt Inc.Portland 110 Exchange Stre Atlantic Auto Educati Renovation NFPA 13 7 80 static and 56 residual at 1256 gpm, 1992 Wet 151 8/25/1999

Salvation ArmyPortland 88 Preble Street Simplex Grin Busines Existing NFPA 13 07/05/90 Static 92, 1424 GPM at 72 psi Dry 0 12/30/1992

Salvation Army HeadquPortland 297 Cumberland A Sprinkler Ser Busines New NFPA 13 7 86 static and 81 residual at 1300 gpm, 7-28-98 Wet 195 8/27/1998

Salvation Army HousePortland Elm Street High Tech Fi Housin New NFPA 13R 9 79 static and 62 residual at 1174 gpm, 7-1-98 Wet 51 9/6/2002

Sani-CleanPortland Riverside Drive Sprinkler Sys Wareho New NFPA 13 5 84 static and 81 residual at 1413 gpm, 9-28-04 Wet 100 8/12/2005

Sarah Dedoes Bed & BrPortland 140 Chadwick Stre High Tech Fi Bed & New Maine Life 5 Gould Pump NPE 2ST 42 GPM at 45 psi, Not listed Wet 52 4/27/1999
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Sebageo Heights LLCPortland 42 Ballpark Drive SF Plumbing Residen New System NFPA 13D 29 8/1/2012

Sedgwick JamesPortland 2 Monument Squar High Tech Fi Busines Existing NFPA 13 None Given Wet 0 4/22/1992

Sevenhundred TwentythPortland 723 Congress Stree High Tech Fi Apartm New NFPA 13R 5 55 static and 50 residual and 1186 gpm, 8-16-94 Wet 101 7/7/1998

Seventy-five State St, (4Portland 75 State Street Eastern Fire Elderly Renovation NFPA 13R 45 Pump rated at 750 gpm at 55 psi, 7-24-01 Wet 64 6/14/2003

Seventy-Five State StreePortland 75 State Street Eastern Fire Office Renovation NFPA 13dn 136 static and 118 residual at 771 gpm, 7-26-00. Fairban Wet 22 5/14/2001

Seventy-five State StreePortland 75 State Street Eastern Fire Elderly New NFPA 13R 68 Fairbanks Morse 5823 pump rated at 750 gpm at 55 psi Wet 363 3/29/2002

Seventy-five State StreePortland 75 State Street Eastern Fire Elderly New NFPA 13R 8 76 static and 74 residual at 963 gpm, 5-31-02 Wet 240 8/6/2002

Seventy-five State StreePortland 75 State Street Eastern Fire Elderly New NFPA 13R 11 76 static and 74 residual at 963 gpm, 5-31-02 Wet 65 10/10/2002

Seventy-five York StreePortland 75 York Street Eastern Fire Office New NFPA 13 10 86 static and 51 residual at 1198 gpm, 6-17-86. 98 static Wet 113 9/11/2003

Shalom HousePortland 184 Auburn Street High Tech Fi Handic New Maine Life 1158 static and 55 residual at 1384 gpm, 10-22-97. Pump ra Wet 33 8/5/2002

Shalom HousePortland 130 Park Street High Tech Fi Residen New Maine Life 8 62 static and 61 residual at 1289 gpm, 8-4-95 Wet 0 3/28/2001

Shalom HousePortland Gilman Street High Tech Fi Home New NFPA 13R 30 0 7/1/2007

Shalom HousePortland 284 Congress Stree Eastern Fire Assiste New NFPA 13R 1686 static, 83 residual at 1529 gpm, 8-4-95 Wet 59 5/31/1997

Shalom HousePortland 269 Vaughn Street High Tech Fi Busines Existing Maine Life 6.2 Static 45, 978 GPM at 34 psi Wet 0 4/22/1991

Shalom House (90 HighPortland 90 High Street High Tech Fi Group Existing & n NFPA 13R 42 99 static and 94 residual at 1321 gpm, 6-15-97 Wet 82 1/18/2002

Shalom House, (Forest Portland 1103 Forest Avenu High Tech Fi Residen Renovation NFPA 13R 20 54 static and 61 residual at 750 gpm Wet 34 4/12/2005

ShawsPortland Westgate Shopping Eastern Fire Mercan Existing NFPA 139.5 07/23/90 Static 86, 1480 GPM at 74 psi 9 Heads Wet 0 8/1/1994

Shaws NorthgatePortland Auburn Street High Tech Fi Mercan Existing & n NFPA 13 558 static and 55 residual at 1476 gpm, 10-22-97 Wet 66 3/28/2001

Shaws NorthgatePortland Auburn Street Eastern Fire Mercan Existing NFPA 13 13 08/06/93 Statis 64, 1233 GPM at 54 psi Wet 0 9/9/1994

Shaw's NorthgatePortland Auburn Street High Tech Fi Mercan Renovation NFPA 13 11 70 static and 68 residual at 1476 gpm, 10-22-97 Dry 665 7/20/2001

Sheridan HeightsPortland Sheridan Street High Tech Fi Condo New NFPA 13 5 502 12/24/2007
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Shipyard BreweryPortland Newbury Street Sprinkler Sys Brewer Existing & n NFPA 13 11 93 static, 82 residual at 990 gpm, 10-1-97 Dry 382 12/29/1997

Shop 'n SavePortland 295 Forest Avenue Sprinkler Sys Mercan Renovation NFPA 13 5 104 static and 62 residual at 1050 gpm, 5-2-00 Wet 409 2/2/2001

Sigco GlassPortland 299 Presundscot Freedom Fire Office New NFPA 13 50. Datye of last water test; 11/10/00; Static Pressure; 102; R Wet 24 12/31/2001

Sixteen Hundred CongrPortland 1600 Congress Eastern Fire Busines New NFPA 13 6 85 static and 56 residual at 1256 gpm, 6-18-1991 Wet 0 1/7/1994

Sixty-five Sherman StrePortland 65 Sherman Street Eastern Fire Apartm New NFPA 13R 7 73 static, 38 residual at 1054 gpm, 6-26-91 Wet 150 7/11/1997

Sixtyfive-Eightyfive WePortland 65-85 West Comm Sprinkler Sys Office Existing & n NFPA 13 dn 92 static, 62 residual at 1321 gpm, 6-11-91 Dry 65 7/10/1996

Sixty-six Bramhall StreePortland 66 Bramhall Street Sprinkler Sys Office New NFPA 13 7 164 5/9/2006

Sixty-two State Street APortland 62 State Street Sprinkler Sys Apartm Existing & n NFPA 13R 7 76 static and 74 residual at 963 gpm, 5-31-02 Wet 148 4/22/2004

SMRT Architects OfficPortland 144 Fore Street Freedom Fire Busines Existing & n NFPA 13 dn 101 static and 95 residual at 1424 gpm Dry 34 8/13/1999

Sniper Residence unit 2Portland 29 & 31 True Stree SF Plumbing Residen New System NFPA 13D 6 16 3/19/2012

SOUTHERN MAINE PPortland 1601 CONGRESS Freedom Fire OFFIC Addition of NFPA 13 46 4/9/2012

Space GalleryPortland 534 Congress St. Eastern Fire Gallery Renovation NFPA 13 34 5/29/2011

SPINNAKER TRUSTPortland 123 FREE ST.POR Eastern Fire OFFIC Renovation NFPA 13 98 10/19/2012

Spring Street West CorpPortland 104-114 Grant Stre Dean & Ally Office New NFPA 13 7 79 static and 45 residual at 1126 gpm, 6-26-96 Dry 120 9/22/2000

Springer's JewelersPortland 580 Congress Stree Sprinkler Sys Offices New System NFPA 13 190 6/5/2012

Spurwink SchoolPortland Bishop Street Eastern Fire Residen New NFPA 13 11 54 static, 33 residual at 964 gpm, 7-10-90 Dry 0 8/9/1994

Spurwink SchoolPortland 17 Bishop Street Simplex Grin Counse Renovation NFPA 13 68 static, 55 residual at 1244 gpm, 1994 Dry 89 8/18/1998

Spurwink School AdmiPortland 899 Riverside Stre Sprinkler Sys Educati Existing & n NFPA 13 dn 75 static, 69 residual at main drain test, 3-18-97 Wet 78 6/19/1997

St Dominics Family HoPortland Gray Street Dean & Ally Residen New NFPA 13R 8 61 static and 57 residual at 787 gpm, 6-5-03 Wet 183 7/14/2003

St Lawrence Arts & CoPortland 76 Congress Street Sprinkler Sys Theater New NFPA 13 6 56 static and 54 residual at 980 gpm, 9-19-00 Wet, 10412/28/2000

Starbird CondominiumsPortland Starbird Road Ext. High Tech Fi Condo New NFPA 13R 34 92 static and 60 residual at 1404 gpm, 1993 Wet 96 6/20/2002
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Starbird CondosPortland Starbird Street Ext High Tech Fi Dwellin New Maine Life 33 92 static and 60 residual at 1404 gpm, 1993 Wet 9310/12/2004

State TheaterPortland 609 Congress Stree Automatic S Assemb New NFPA 13 None Given Wet 0 11/30/1993

Stroudwater StationPortland 1577 Congress Str High Tech Fi Medica New NFPA 13 8 80 static and 80 residual at drain test on 4-11-08. 326 11/17/2007

Stulty Fluid PowerPortland Rand Road Eastern Fire Storage New NFPA 13 None Given Wet 0 1/3/1991

Sumner CourtPortland 117 Sheridan Stree Dean & Ally Residen New NFPA 13R 6 62 static and 23 residual at 1111 gpm, 5-20-05 Wet 152 7/22/2005

Sweetser Children's SerPortland 3 St. John Street Sprinkler Ser Residen New Hydro-Pro 9 86 static, 80 residual at 1780 gpm, 7-23-90 Wet 51 5/9/1997

Sweetser Offices, (1st FlPortland 65 West Commerci Sprinkler Sys Office Renovation NFPA 13 na 106 static and 93 residual at 1413 gpm, 4-14-97 Wet 95 8/9/2003

Sweetser ServicesPortland 65-85 West Comm Sprinkler Sys Office Renovation NFPA 13dn dna Dry 144 7/27/1999

Talk AmericaPortland 510 Congress Stree Sprinkler Ser Busines Renovation NFPA 13 dn 66 static, 60 residual at 1300 gpm, 8-4-95 at Hydrant 86 f Wet 66 9/12/1996

Talk America, (Phase II)Portland 504 Congress Stree Sprinkler Ser Busines Renovation NFPA 13 dn 66 static, 60 residual at 1300 gpm, 8-4-95 Wet113 4/15/1997

Talk America, Phase 2Portland 510 Congress Stree Sprinkler Ser Busines Renovation NFPA 13 dn 66 static, 60 residual at 1300 gpm, 8-4-95 Wet69 11/21/1996

Tapas BarPortland 551 Congress Stree High Tech Fi Bar New NFPA 13 15 78 static and 76 residual at 1321 gpm, 2003 Wet 55 3/18/2006

TD BankNorth, (BasemPortland 883 Forest Avenue High Tech Fi Showro Renovation NFPA 13 63 11/7/2006

Teen ShelterPortland 38 Preble ST High Tech Fi office/ s New System NFPA 13 24. 180 8/23/2012

Temple Beth-El, (Phase Portland 400 Deering Aven High Tech Fi Synago New NFPA 13 45 97 static and 94 residual at 1363 gpm, 10-02 Wet 134 10/7/2002

Ten Dana StreetPortland 10 Dana Street Dean & Ally Office New NFPA 13 9 102 static and 96 residual at 1163 gpm, 6-9-00 Wet 135 3/4/2003

The BridgePortland 54-56 Maple Street Eastern Fire Busines Existing NFPA 13R 6+ July 1991 Static 72, 1048 GPM at 39 psi Wet 0 8/23/1994

The CanneryPortland 14-26 York Street Sprinkler Sys Retail New NFPA 13 30 06/16/95 Static 99, 1321 GPM at 94 psi Wet 324 10/12/1995

The Cedars - Long TerPortland Ocean Avenue Automatic S Assiste New NFPA 13 None Given Wet 0 10/29/1990

The DanforthPortland 163 Danforth Stree Simplex Grin Bed & Existing NFPA 13R 8.9 11/02/89 Static 59, 1100 GPM at 33 psi Wet 0 6/6/1994

The First Lutheran ChurPortland 132 Auburn Street Sprinkler Sys Church New NFPA 13 20. Date of last water test: 10/22/97; Static;58; Residual; 55; Wet 135 6/1/2001
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The Gulf of Maine ResePortland 350 Commercial St Eastern Fire Busines New NFPA 13 12 102 static and 96 residual at 1162 gpm, 6-9-00 Wet 456 5/6/2004

The Inn At Back CovePortland 575 Forest Avenue Sprinkler Ser Residen New Maine Life 8.5 07/25/94 Static 94, 1210 GPM at 52 psi Wet 49 3/23/1999

The Inn on Peaks IslandPortland Peaks Island Dean & Ally Residen Existing & n NFPA 13R 16 90 static and 38 residual at 1034 gpm, 6-8-95, then 95 sta Wet 29 3/28/2005

The Neal HousePortland State Street Simplex Grin Busines Existing NFPA 13R 6.3 Static 47, 1087 GPM at 42 psi Wet 0 2/10/1995

The Portland House - 6tPortland 45 Eastern Promen High Tech Fi Residen New System NFPA 13 168 3/5/2012

The Portland House (10tPortland 45 Eastern Promen High Tech Fi Residen New System NFPA 13 5 205 1/24/2010

The Thaxter CompanyPortland 53-55 Bell Street High Tech Fi Busines Existing Maine Life 7.5 1992 Static 57, 1007 GPM at 36 psi Wet 0 11/6/1992

Thirty-six & Thirty-eighPortland Freedom Fire Home New NFPA 13D 36 76 static and 32 residual at 963 gpm Wet 27 3/22/2004

Three Dollar DeweysPortland 241 Commercial St Eastern Fire Busines Existing NFPA 13 08/01/91 Static 102, 1384 GPM at 68 psi Dry 0 2/15/1995

Three hundred Forty-onPortland 341 Fore Street Sprinkler Sys Restaur New NFPA 13 7 89 static and 47 residual at 1150 gpm, 7-12-91 Wet 19 4/18/2003

Three-hundred Forty AsPortland 338 Cumberland A High Tech Fi Office New NFPA 13 5 86 static and 64 residual at 1300 gpm, 7-28-98 Wet 368 2/28/2001

Time Warner, (FormerlyPortland 118 Johnson Road Eastern Fire Busines Existing & n NFPA 13 10 69 static, 56 residual at 1256 gpm, 1991 Dry 110 8/22/1997

Tire WarehousePortland 75 Washington Str High Tech Fi Tire Sto Existing & n NFPA 13 7 6-22-07 test shows 77 static and 69 residual. 196 12/13/2006

Tommys Kids GearPortland 2 Portland Square - Simplex Grin Mercan Both NFPA 13 Relocating 20 Adding 8 Wet 28 11/21/1995

Town Homes Ocean EasPortland Presumscott Street High Tech Fi Residen New NFPA 13R 8 68 static and 64 residual at 1221 gpm, 9-30-03 Dry 738 7/2/2004

Town Homes Ocean EasPortland Presumpscott Stree High Tech Fi Residen New NFPA 13R 8 68 static and 64 residual at 1221 gpm, 9-30-03 Wet 0 5/26/2004

Tracy-Causer BuildingPortland 424 Fore Street High Tech Fi Office New NFPA 13 7 83 static, 65 residual at 1353 gpm, 7-2-91 Wet 88 5/7/1996

Trinity ChurchPortland 113 Coyle Street High Tech Fi Church New NFPA 13 14 96 static and 91 residual at 1838 gpm, 10-22-97 Wet 177 7/27/2000

TRITON PROPERTIESPortland 275 BRIGHTON A All Aspects P RESID New System NFPA 13D 8 23 5/8/2012

Tucker Anthony - SevenPortland 1 Portland Square Sprinkler Sys Office Existing NFPA 13 6 83 static and 63 residual at 1332 gpm, 1992 Wet 0 4/7/1995

Twelve Randall StreetPortland 12 Randall Street Fire Shield S Busines Existing NFPA 13R 35 Static 97, 1300 GPM at 60 psi Wet 0 11/24/1992
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Twelve Weymouth StrePortland 12 Weymouth Stre Sprinkler Sys Apartm New NFPA 13R 13 83 static and 75 residual at 1055 gpm, 8-21-91 Wet 146 5/28/2002

Two Monument SquarePortland 2 Monument Squar Eastern Fire Apartm Existing NFPA 13 Added 8 (eight) new heads Wet 0 5/29/1992

Two Monument Square,Portland Two Monument Sq Sprinkler Sys Busines Renovation NFPA 13 dn 75 static and 56 residual at 1256 gpm, 8-14-92 & Peerless Wet 67 11/24/1999

Two Monument Square,Portland 2 Monument Squar Simplex Grin Office Renovation NFPA 13 dn dna Wet 111 1/15/2001

Two Monument Square,Portland 2 Monument Squar Sprinkler Sys Busines Renovation NFPA 13 dn 75 static and 56 residual at 1256 gpm, 8-14-92 Wet 129 3/11/2000

Two Portland Sq, (PeoplPortland Two Portland Squa Dean & Ally Busines Renovation NFPA 13 dn dna Wet 24 8/1/2000

Two Portland Square, (PPortland Two Portland Squa Dean & Ally Busines Renovation NFPA 13 dn dna Wet 6 8/1/2000

Twohundred eighty ForPortland 280 Fore Street Eastern Fire Office New NFPA 13 8 105 static and 74 residual at 1443 gpm, 4-25-02 Dry 835 5/14/2004

Two-Hundred-Twenty-SPortland 226 Anderson Stre High Tech Fi Busines New NFPA 13 Static 95, 1248 GPM at 70 psi Wet 0 10/29/1992

U S CourthousePortland 156 Federal Street Eastern Fire Courth Existing NFPA 13 19 Static 80, 1256 GPM at 72 psi Wet 0 2/8/1995

UNE, (Abplanalp LibrarPortland Stevens Avenue Sprinkler Sys Library Existing & n NFPA 13 dn 68 static and 65 residual at 1463 gpm, 8-1994 Wet 254 2/26/2001

UNE, (Abplanalp LibrarPortland Stevens Avenue Sprinkler Sys Library Existing & n NFPA 13 dn 68 static and 65 residual at 1463 gpm, 8-12-94 Wet 41 8/27/1999

UNE, (Ginn/McDougallPortland College Street & St Sprinkler Sys Dormit New NFPA 13R 7 54 static and 40 residual at 530 gpm, 6-11-04 Wet 252 7/21/2004

UNE, (Hersey Hall)Portland Stevens Avenue Sprinkler Sys Office Existing & n NFPA 13 12 68 static and 65 residual at 1463 gpm, 8-1994 Dry 497 2/28/2001

UNE, (Linnel Hall)Portland College Street & St Sprinkler Sys Dormit New NFPA 13R 7 54 static and 40 residual at 530 gpm, 6-11-04 Wet 113 8/18/2004

Unifirst AdditionPortland 430 Riverside Indu Sprinkler Ser Storage New, from e NFPA 13 10 10/22/97 Static 85, 1678 GPM at 83 psi Wet 68 4/14/1999

Unity VillagePortland Stone Street Sprinkler Sys Residen New NFPA 13R 9 84 static and 58 residual at 1278 gpm, 7-21-91 Wet 261 2/6/2001

Univ of New England(LPortland Stevens Ave. & Co Sprinkler Sys Lecture New NFPA 13 6.6 Date of last Water Test is; 08/12/94; Static; 68; Residual; Wet 74 5/25/2001

University of Southern Portland Bedford Street & F Sprinkler Sys Library New NFPA 13 11 85 static and 80 residual at 1510 gpm, 8-23-02 Prea 128 8/20/2003

University of Southern Portland 96 Falmouth Street Dean & Ally Educati Existing & n NFPA 13 10 90 static and 84 residual at 1140 gpm. Patterson 8x6MI p Wet 0 7/18/2001

University of Southern Portland 96 Falmouth Street Eastern Fire Assemb New NFPA 13 7 99 static and 80 residual at 1034 gpm, 5-17-99 Wet 629 7/13/1999
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UNUMPortland Hutchins Drive Eastern Fire Busines Existing NFPA 13 & 8.7 06/08/93 Static 73, 1838 GPM at 67 psi Wet 0 4/14/1994

UNUMPortland Blueberry Hill Roa Eastern Fire Busines NFPA 231 6.2 09/28/94 Static 68, 1360 GPM at 62 psi Wet 0 3/15/1995

Unum HO IIPortland 2211 Congress Str Eastern Fire Busines Renovation NFPA 13 18 62 static, 49 residual at 1175 gpm, 6-91, then main drain Wet 144 12/30/1996

Unum, (HO-3)Portland Outer Congress Str Eastern Fire Office Renovation NFPA 13 n/a n/a Wet 67 11/16/2004

Unum, (HO-3)Portland Congress Street Eastern Fire Busines New NFPA 13 10 74 static and 66 residual at 1500 gpm, and Peerless 5AEF Wet 1488 11/16/1998

Unum/StroudwaterPortland Hutchens Drive Eastern Fire Office, Existing & n NFPA 13 14 76 static, 67 residual at 1838 gpm, 6-8-93 Wet 289 4/4/1996

USM 25 Bedford St. RePortland 25 Bedford St. Residential F Office/ New System NFPA 13 24. 177 6/7/2012

USM Campus LibraryPortland  Corner of Forest A Eastern Fire Assemb New NFPA 13 7.906/25/92 Static 98, 968 GPM at 47 psi - Peerless 5AEF14 Wet 0 10/9/1992

USM, (Bio Building AdPortland Falmouth Street Simplex Grin Busines New NFPA 13 19 90 static and 84 residual at 1138 gpm, 5-22-01 Wet 299 8/12/2002

USM, (Bio-Science BuiPortland Falmouth Street Dean & Ally Busines Existing & n NFPA 13 13 90 static and 84 residual at 1140 gpm, 5-22-01 Wet 256 11/8/2004

USM, (CEC LL Fit-OutPortland Bedford Street Sprinkler Sys Office Renovation NFPA 13 n/a 25 8/1/2006

USM, (Community EduPortland Bedford Street Sprinkler Sys Busines New NFPA 13 6 85 static and 80 residual at 1510 gpm, 8-23-02 Wet 303 8/18/2004

USM, (Parking Garage)Portland Bedford Street Dean & Ally Parking New NFPA 13 12 85 static and 80 residual at 1510 gpm, 4-22-01 Dry 37 11/18/2003

USM, (Steego Building Portland Winslow & Bedfor Freedom Fire Printing Renovation NFPA 13 dn 86 static, 45 residual at 1126 gpm, 8-11-92 Wet 82 6/6/1997

USPS BuildingPortland Riverside Street Eastern Fire Office New NFPA 13 Static 73, 1330 GPM at 70 psi Dry 0 6/28/1993

USPS Distribution CentPortland 125 Forest Avenue Eastern Fire Busines Renovation NFPA 13 11 93 static, 79 residual at 1491 gpm, 8-1-91 Wet 311 11/7/1996

USPS Portland AnnexPortland Pine Tree Industria Eastern Fire Sorting Both NFPA 132/7 06/93 Static 75, 2226 GPM to 66 psi Wet 153 9/11/1995

USR CorporationPortland 477 Congress Stree Eastern Fire Office Existing & n NFPA 13 5 78 static and 76 residual at 1320 gpm, 7-31-03 Wet 94 12/23/2003

Valley Street ApartmentPortland Gilman Street Sprinkler Sys Apartm New 8 680 6/27/2006

Vance Function FacilityPortland 383 Warren Avenu Simplex Grin Functio Existing NFPA 13 22 9-90 Static 74, 2373 GPM at 69 psi Wet 0 2/28/1995

Vineyard Christian FellPortland Riverside Eastern Fire Worshi Renovation NFPA 13 08/15/94 Static 80, 1342 GPM at 64 psi Wet 46 7/13/1995
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VIP Discount Auto CentPortland Riverside Street Simplex Grin Mercan New NFPA 13 26 08/06/93 Static 75, 2013 GPM at 69 psi Wet 0 12/30/1993

VOID-STEPPING STOPortland Michael Loc resident NFPA 13D 23 8/15/2011

Volunteers of AmericaPortland Brackett Street Dean & Ally Home New NFPA 13R 11 52 static and 50 residual at 992 gpm, 7-26-05 Wet 33 8/23/2005

Walker TerracePortland One Walker Street Dean & Ally Residen New NFPA 13 5 725 7/22/2006

Wallace JobPortland 280 Presumpscot S Fowler Plum resident New System NFPA 13D 18. 20 6/21/2012

Washington CrossingPortland Allen Avenue Eastern Fire Condo New NFPA 13D 6 52 static and 38 residual at 1034 gpm, 8-20-93 Wet 48 4/25/2000

Washington Crossing "PPortland Delaware Court Eastern Fire Condo New NFPA 13D 12 71 static and 50 residual at 1186 gpm Wet 48 3/26/2003

Washington Crossing IIPortland Allen Avenue Eastern Fire Condo New NFPA 13D 31 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 66 8/16/2000

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 12 71 static and 50 residual at 1186 gpm, 5-3-03 Wet 48 5/12/2004

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 12 71 static and 50 residual at 1186 gpm, 5-3-03 Wet 48 3/11/2004

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 12 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 48 6/14/2003

Washington Crossing, (Portland Allen Avenue Eastern Fire Condo New NFPA 13D 8 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 49 2/13/2002

Washington Crossing, (Portland Allen Avenue Eastern Fire Housin New NFPA 13D 7 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 47 7/21/2001

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 15 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 49 6/5/2002

Washington Crossing, (Portland Allen Avenue Eastern Fire Condo New NFPA 13D 15 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 47 11/10/2001

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 15 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 48 6/12/2002

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 15 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 48 6/27/2002

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 19 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 20 8/23/2002

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 12 71 static and 50 residual at 1186 gpm, 5-3-03 Wet 48 12/31/2003

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 5 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 39 4/3/2003

Washington Crossing, (Portland Delaware Court Eastern Fire Condo New NFPA 13D 16 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 21 12/17/2002

113



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Washington Crossing, (Portland Allen Avenue Eastern Fire Condo New NFPA 13D 25 71 static and 50 residual at 1186 gpm, 5-3-00 Wet 48 3/31/2001

Washington ParkPortland Washington Avenu Sprinkler Sys Office New NFPA 13 16 89 static and 74 pitot at 1443 gpm, 7-25-94 Wet 160 3/27/2002

Waterville Street CondoPortland Waterville Street Eastern Fire Apartm New NFPA 13 10 86 static and 78 residual at 1221 gpm, 6-10-03 Wet 118 3/8/2004

Waterville Street CondoPortland Waterville Street Dean & Ally Condo New NFPA 13R 5 86 static and 78 residual at 1221 gpm, 6-10-03 Wet 26 10/30/2003

Wayneflete School, (AdPortland Emery Street Eastern Fire Educati Existing & n NFPA 13 5 57 static and 55 residual at 822 gpm, 10-22-97 Wet 71 1/25/2000

Wayneflete School, (RePortland Emery Street Eastern Fire School Renovation NFPA 13 22 57 static and 55 residual at 822 gpm, 10-22-97 Wet 29110/13/2000

Waynfleet Arts Center, (Portland 360 Spring Street Sprinkler Sys Classro New NFPA 13 6 57 static and 55 residual at 822 gpm, 10-22-97 Wet 17910/20/2001

Waynflete School LibrarPortland 64 Emery Street Sprinkler Sys Assemb New additio NFPA 13 10/84 Static 40, 949 GPM at 32 psi 0 7/28/1993

Waynflete, (Cook Hyde Portland Spring Street Sprinkler Sys Educati Renovation NFPA 13 dn 57 static and 55 residual at 822 gpm, 10-22-97 Wet 127 9/10/1999

Waynflete, (Hurd HousePortland Storer Street Sprinkler Sys Educati Existing & n NFPA 13 dn 57 static and 55 residual at 822 gpm, 10-22-97 Wet 81 12/24/1999

Wellness Center BuildinPortland 331 Western Aven High Tech Fi Health Existing NFPA 13 09/30/93 Static 78, 996 GPM at 75 psi Wet 0 12/2/1994

West End InnPortland 146 Pine Street High Tech Fi Bed & Existing & n Maine Life 8 70 static and 49 residual at 42 gpm Wet 42 7/15/2003

Westbrook Crossing RetPortland Brighton Avenue Eastern Fire Mercan Existing & n NFPA 13 16 81 static and 68 residual at 1472 gpm, 4-25-04 Wet 129 6/30/2004

WestcoPortland Riverside Industria High Tech Fi Industri Existing NFPA 13 45 7-12-94 Static 89, 505 GPM at 80 psi Wet 0 8/4/1994

Westfield InnPortland 939 Congress Stree Eastern Fire Inn Existing NFPA 13 11. 07/18/91 Static 90, 1256 GPM at 56 psi Wet 0 4/27/1992

Whole Foods MarketPortland 2 Somerset Avenue Sprinkler Sys Mercan New NFPA 13 10 492 9/2/2006

Wild Oats MarketPortland 87 Marginal Way High Tech Fi Mercan New NFPA 13 12 108 static and 93 residual at 1678 gpm, 1997 Wet 331 9/6/2002

Wilson Heights CondoPortland 56 Wilson Street Sprinkler Sys Residen New 5 66 2/16/2006

Winslow LoftsPortland 545 Congress Stree High Tech Fi Residen New NFPA 13 10 78 static and 76 residual at 1321 gpm, 7-31-03 Wet 191 5/27/2005

Woodfords CongregatioPortland Woodford Street Sprinkler Sys Worshi New NFPA 13 5 84 static, 80 residual at 1007 gpm, 5-17-96 Dry 340 9/12/1996

Woodfords Family ServiPortland 1035 Forest Avenu High Tech Fi Medica Existing & n NFPA 13 6 70 static and 60 residual at 500 gpm, 1995 Wet 72 1/11/2000
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Yankee LanesPortland Riverside Street Sprinkler Sys Assemb New NFPA 13 None Given Wet 0 9/24/1990

YMCAPortland 70 Forest Avenue Eastern Fire Club New NFPA 13 8 76 static and 74 residual at 2598 gpm, 5-19-05 Wet 41 11/22/2005

YMCA ApartmentsPortland 231 High Street Sprinkler Sys Apartm New NFPA 13R 11 80 static and 74 residual at 1174 gpm, 7-15-03 Wet 161 7/19/2005

ZajacPortland 1000 Riverside Str Sprinkler Sys Wareho New NFPA 13 9 80 static and 72 residual at 1342 gpm, 5-2-96 Dry 157 10/15/1999

Mallet HallPownal Route 9 Eastern Fire Town New Hydro-Pro 15. Peerless Model PE503 UL Listed 100gpm@50psi Wet 61 5/1/1998

Pownal Day CarePownal c/o High Tech Fire High Tech Fi Day Ca Existing Maine Life 10 Burks Pump Wet 0 9/9/1991

Venture FarmPownal Hodgen Road Stock Safe Care & New Hydro-Pro Underground N2 pressurized water tank - 2000  steel gall Wet 0 9/22/1995

Venture FarmsPownal 400 Hodsdon Road High Tech Fi Horse S Renovation Maine Life 4 76 9/26/2012

AP ConcreteRaymond Route 121 Freedom Fire Home New NFPA 13D 9 Pump rated at 40 gpm at 45 psi Wet 18 4/3/2003

Ashton ResidenceRaymond Brown Road, Lot # Freedom Fire Home New NFPA 13D5 Gould GT 15 pump rated at 30 gpm at 48 psi Wet 17 8/30/2001

BELLANGER RES.Raymond LOT 6 ROLLING Dean & Ally RESID New System NFPA 13D 4.7 26 10/18/2009

Bill Clark HomeRaymond Heidi Way AAA Plumbi Home New NFPA 13D 5 Domestic pump to provide 26 gpm at 55 psi at softener.  Wet 41 10/17/2005

Brian Connor ResidenceRaymond Hidden Cove Drive Buxton & So Home New NFPA 13D 8Domestic pump to provide at least 26 gpm at 40 psi. Need 37 3/8/2006

Cape House, (Dave SawRaymond Route 121, Firelan Eastern Fire Home New NFPA 13D 6 Gould GT-20 pump rated at 80 gpm at 32 psi Wet 22 2/28/2003

Chipco InternationalRaymond 1281 Roosevelt Tr Freedom Fire Manufa New NFPA 13 6 81 static and 77 residual at 1383 gpm, 4-1-01 Wet 204 3/28/2002

Craig & Deb ClarkRaymond 25 Granite Ridge Versatile Plu Residen New NFPA 13D 9 Pump rated at 33 gpm at 68 psi Wet 42 10/3/2002

Dan & Martha PageRaymond PO Box 1065 Freedom Fire Home New NFPA 13D 18 Goulds pump rated at 40 gpm at 45 psi Wet 22 7/8/1999

Dan & Martha Page, (ARaymond Freedom Fire Home Existing & n NFPA 13D 11 Gould pump rated at 40 gpm at 45 psi Wet 19 12/30/2003

Dan Desrocher ResidenRaymond 622 Webbs Mills Dean & Ally Home New NFPA 13D 6 50 static and 49 residual at 50 gpm. Monarch G20 pump r Wet 35 10/21/2004

Dave & Sheila BakerRaymond Route 121 Freedom Fire Home New NFPA 13D 20 Goulds GT-1U pump rated at 30 gpm at 40 psi Wet 28 5/24/2002

Dave & Shelia BakerRaymond Route 121, Meado Freedom Fire Home New NFPA 13D 18 Goulds GT-10 pump rated at 30 gpm at 43 psi Wet 21 11/3/2000
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Dave Bisson HouseRaymond Lot 9, Tarklin Roa High Tech Fi Home New NFPA 13D 7 G & L  Gould NPE/2ST 3 hp pump rated at 45 gpm at 47 Wet 57 10/17/2005

Dielectric AdditionRaymond Tower Road Sprinkler Sys Industri New & Ren NFPA 13 21 Worthington 12H135-WF pump rated at 1000 gpm at 125 Wet 164 8/22/1997

Dielectric, (1998 AdditiRaymond 22 Tower Road Sprinkler Sys Busines New additioNFPA 13 57 Worthington 12H135-WF pump rated at 1000 gpm at 125 Wet 42 1/11/1999

Goddard ResidenceRaymond Tarkiln Hill Estates Denali Fire P Home New NFPA 13D 13 Goulds pump rated at 50 gpm at 50 psi Wet 55 8/23/2005

Hang ResidenceRaymond Spring Valley Roa All Aspects P Residen New System NFPA 13D 24 5/9/2012

Hidden Cove, (Lot 1)Raymond Hidden Cove Drive Buxton & So Home New NFPA 13D 7Domestic pump to provide at least 26 gpm at 40 psi at the 25 3/11/2006

Hidden Cove, (Lot 2)Raymond Hidden Cove Road Buxton & So Home New NFPA 13D Tested 1 head at 16 gpm on 5-18-07 22 10/28/2006

Jeff & Jessica NelsonRaymond Crescent Lake Buil Freedom Fire Home New NFPA 13D 19 Primeflow FJ15 pump rated at 26 gpm at 48 psi Wet37 9/14/1998

John Nichols HouseRaymond Route 121 Simplex Grin Home New NFPA 13D 25 Goulds GT15 pump rated at 35 gpm at 54 psi Wet 31 2/20/2002

Jordan Bay PlaceRaymond Route 85 Simplex Grin Residen New NFPA 13R 10 100 static and 75 residual at 2100 gpm, 10-2001 Dry 211 11/10/2001

Larry & Linda KramerRaymond Cresent lake Freedom Fire Home New NFPA 13D 24 Pump and tank Wet 43 4/6/1998

LOT #1 ROSEWOOD Raymond LOT#1 ROSEWO Dean & Ally RESID New System NFPA 13D 19. 13 4/27/2012

Lot 2Raymond Mamquis Grove P & P Plumb Home New NFPA 13D 5 29 2/2/2006

Lou EmeryRaymond Route 121 Freedom Fire Residen New NFPA 13D 9 Goulds GT-10 pump rated at 40 gpm at 34 psi Wet 29 3/28/2002

Lou EmeryRaymond Freedom Fire Home New NFPA 13D 7 Wet 19 5/30/2001

M & M ResidenceRaymond Raymond Cape Ro Freedom Fire Home New NFPA 13D 29 9/10/2007

McDonald House, (PhasRaymond Sebago Lake Sprinkler Sys Residen New NFPA 13D 7 Goulds GT-20 pump rated at 40 gpm at 52 psi. Two 1000 Wet 11 11/12/2003

McDonald House, (PhasRaymond Sebago Lake Sprinkler Sys New NFPA 13D 6 Goulds GT 20 pump rated at 40 gpm at 52 psi Wet 110 12/22/2003

Meyer Residence, (Lot Raymond Hidden Cove Road Buxton & So Home New NFPA 13D 5 Well and pump Wet 29 7/7/2005

Michael ResidenceRaymond Route 85 Freedom Fire Home New NFPA 13D 6 Goulds GT pump rated at 50 gpm at 50 psi Wet 35 4/20/2000

Mower ResidenceRaymond Ball Drive Sprinkler Sys Home New NFPA 13D 10 Gould GT20 pump rated at 50 gpm at 50 psi Wet 26 2/1/2002
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Northern PinesRaymond Route 85 High Tech Fi Busines New Hydro-Pro 5 Peerless Pump Wet 0 11/18/1992

Randy Moses ResidenceRaymond Route 85 Freedom Fire Home New NFPA 13D 8 Goulds GT 15 pump rated at 30 gpm at 47 psi Wet 31 3/30/2004

Raymond Elementary SRaymond Webbs Mill Road Maine Fire P School New Hydro-Pro 10 Peerless C810AM pump rated at 100 gpm at 90 psi, static Wet 501 11/15/1999

Raymond Fire StationRaymond RT. 302 Freedom Fire Fire Sta New NFPA 13 11. Pump Data; Brand Name Patterson; Model Number 12D Dry 313 12/31/2001

Raymond Woods TownRaymond Route 85- Fire Lan Eastern Fire Residen New Maine Life 100 GPM at 50 psi Wet 0 10/30/1990

Richards ResidenceRaymond Rosewood Drive, ( Buxton & So Home New NFPA 13D 5Pump rated to at least 32 gpm at 65 psi Wet 46 9/27/2005

Rolling Brook Lot 8Raymond Raymond, ME 040 Mark Nigro Residen New System NFPA 13D 17 6/21/2012

Ronda DeanRaymond Tarklin Hill Buxton & So Home New NFPA 13D 8 Domestic pump to produce at least 41 gpm at 42 psi at S-Wet 30 10/29/2005

Sabre YacthRaymond Route 302 Freedom Fire Manf. New NFPA 13 17. Pump Data; Brand Name ; Patterson Model Number 12 D Wet 176 12/31/2001

SchweitzerRaymond Brown Road Bob Miles & Home New NFPA 13D 5 Wet 20 1/11/2002

Silver Ridge Custom HoRaymond 1288 Roosevelt Tr Freedom Fire Home New NFPA 13D24 Primeflow PF20 pump rated at 26 gpm at 54 psi Wet 32 8/14/1997

Silver Ridge Custom HoRaymond 1288 Roosevelt Dr Freedom Fire Home New NFPA 13D22 Pump Wet 35 8/23/1997

Silver Ridge Home #4Raymond Crescent Lake Freedom Fire Home New NFPA 13D 23 Primeflow PF 15 pump rated at 24 gpm at 49 psi Wet 27 6/1/1998

Spurwink HouseRaymond Raymond Hill Roa Eastern Fire Residen New NFPA 13D 10. Peerless PE150C, UL, 26 GPM at 46 psi Wet 11 7/14/1995

Thomas Knight ResidenRaymond Granite Ledge Driv Freedom Fire Home New NFPA 13D 5 Gould GT 15 pump rated at 64 gpm at 50 psi Wet 32 4/26/2002

Tibbetts ResidenceRaymond Lot 4, Rolling Bro Sprinkler Ser Home New NFPA 13D 33 4/30/2012

Tracy Leanod ResidencRaymond Lot 6, Route 121 Freedom Fire Residen New NFPA 13D 9 Goulds GT-10 pump rated at 40 gpm at 34 psi Wet 29 6/12/2002

True Value HardwareRaymond Route 302 High Tech Fi Mercan New Hydro-Pro 5 Peerless Pump 7 1/2 hp Dry 0 12/2/1992

True Value Store, AdditRaymond Route 302 High Tech Fi Mercan New additio Hydro-Pro 6 81 static, 77 residual at 1394 gpm, 6-15-92 Dry 44 12/16/1996

Wilson ResidenceRaymond Tarkiln Hill Road Buxton & So Home New NFPA 13D 6Pump to provide at least 26 gpm at 45 psi at S-1..Needed 29 3/16/2006

175 Rt. 1 Associates LLScarborough 179 U.S. Rt. 1 High Tech Fi Medica New NFPA 13 9 Date of last water test; 8/13/01; Static Pressure; 89; Resid Dry 463 12/3/2001
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180 US Route OneScarborough 180 US Route 1 High Tech Fi Office New Hydro-Pro 27 Test gave 75 static. 152 10/15/2006

183 US Route 1Scarborough 183 US Route 1 High Tech Fi Mall Ca Renovation NFPA 13 6-25-07 test shows 73 static at 67 residual. 34 12/1/2006

383 US Route 1Scarborough Route 1 High Tech Fi Comme New NFPA 13 10 80 static and 72 residual at drain test 1-15-08. 519 10/1/2007

715 Route One - Phase Scarborough 715 US Route One High Tech Fi Mercan Renovation NFPA 13 8.5 146 7/26/2012

A. J. KennedyScarborough 116 Pleasant Hill High Tech Fi Wareho Existing NFPA 13 10 7/1/93 Static 67, 1126 GPM at 45 psi Wet 0 5/12/1994

Allen Screen PrintingScarborough 24 Washington Av Eastern Fire Printing Existing & n NFPA 13 n/a n/a Dry 44 5/10/2004

Alliance Construction OScarborough 160 Pleasant Hill Sprinkler Sys Busines Existing & n NFPA 13 84 static and 44 residual at 1113 gpm, 7-11-94 Wet 55 1/12/2000

ALR PalletScarborough 7 Washington Ave Eastern Fire Pallet S New NFPA 13 6 98 static and 81 residual at 1363 gpm, 5-8-03 Wet 576 12/30/2003

Ameriprise FinancialScarborough Centervale Farm, 2 Dean & Ally Existing NFPA 13 21 10/11/2008

Army Reserve BuildingScarborough Pleasant Hill Road Eastern Fire Busines Existing NFPA 13 None Given 0 10/25/1990

Atlantic House 96Scarborough Kirkwood Road Sprinkler Sys Residen New Hydro-Pro 9 07-09-93 Static 78, 1048 GPM at 39 psi Dry 497 12/22/1995

Atlantic House BuildingScarborough Kirkwood Road Sprinkler Sys Residen New Hydro-Pro 8.5 Static 73, 1048 GPM at 39 psi Wet 0 1/9/1995

Atlas FireworksScarborough 374 US Route 1 Sprinkler Sys Retail New System Maine Life 5+ 93 5/31/2012

Ballantyne " Building BScarborough Blackpoint Road High Tech Fi Apartm New NFPA 13 5 Date of last Water test; 05/01/01;  Static Pressure; 74; Re Wet 331 8/17/2001

Ballantyne "Building C"Scarborough Blackpoint Road High Tech Fi Apartm Existing & n NFPA 13 18 Date of last Water Test; 05/01/01; Static Pressure; 74;  Re Wet 256 8/17/2001

Ballantyne, (Building AScarborough Blackpoint Road High Tech Fi Apartm New NFPA 13 5 74 static and 62 residual at 1462 gpm, 5-1-01 Dry 325 5/23/2001

Bay Marsh ApartmentsScarborough 12 East Grand Ext D. O. R. Fire Apartm Existing Maine Life 1988 Static 64, 510 GPM at 50 psi Wet 0 9/4/1990

Bentley Holdings # 2Scarborough Pleasant Hill Road Eastern Fire Health New NFPA 13 15 92 static and 80 residual at 1311 gpm, 6-02-00 Wet 194 6/21/2000

Biddeford BlanketsScarborough Parkway Drive Eastern Fire Wareho Renovation NFPA 13 7 92 static and 60 residual at 1160 gpm, 7-25-03. Peerless 6 Wet 630 8/15/2003

BinaxScarborough 10 Southgate Road Sprinkler Sys Office, Renovation NFPA 13 9 104 static and 34 residual at 934 gpm, 8-16-95 Wet 475 2/22/2005

Black Point FitnessScarborough 132 Blackpoint Ro High Tech Fi Mercan New Hydro-Pro 12 97 static and 80 residual at 1150 gpm, 7-6-94 Wet 39 8/18/1999
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Black Point Inn, (CollieScarborough Black Point Road Eastern Fire Bed/Br New NFPA 13R 11. 90 static, 54 residual at 1233 gpm. 6/11/91 Wet 33 2/16/1998

Black Point Inn, (CottagScarborough Black Point Road Eastern Sprin Dormit New Hydro-Pro 12 95 static and 67 residual at 1321 gpm, 4-26-00 Wet 77 8/25/2000

Black Point Inn, (KitcheScarborough Black Point Road Eastern Sprin Laundr Renovation NFPA 13 14 95 static and 67 residual at 1321 gpm, 4-26-00 Dry 142 5/4/2000

Blue Cold DistributorsScarborough 323 Pine Point Roa Simplex Grin Storage New NFPA 231 6 84 static, 80 residual at 417 gpm, 5-16-96 Dry 229 6/12/1996

Blue Point Elementary Scarborough 174 Pine Point Roa Eastern Fire Educati Existing NFPA 13 10. 1992 Static 61, 800 GPM at 57 psi Wet 0 1/7/1993

Blue Point SchoolScarborough 174 Pine Pint Roa High Tech Fi Educati Existing & n Hydro-Pro 19 57 static and 55 residual at 474 gpm, 8-14-01 Wet 63 8/17/2001

Building 3, CompartmeScarborough 10 Snow Canning Tenant Fire P Storage New & exist NFPA 13 From 8-27-10 flow test. 26 7/27/2010

Burnham Village ApartScarborough 8 North St. Residential F Residen New System NFPA 13R 18. 103 7/26/2012

Camp KetchaScarborough 336 Black Point R Sprinkler Sys Clubho New NFPA 13 7 74 static and 52 residual at 1210 gpm, 6-12-94 Dry 181 9/30/1999

Carpet OutletScarborough 70 Route 1 ACRA Fire P Storage New NFPA 13 1290 static and 72 residual at 1266 gpm, 1992 Wet 118 4/1/2003

Carpet OutletScarborough Royal Ridge Road ANB Fire Pr Carpet New NFPA 13 12 97 static and 82 residual at 1423 gpm, 5-8-03 Wet 298 5/19/2005

Centervale Farm AntiquScarborough US Route 1 Fire Shield S Mercan Existing Maine Life 11 G & L Model NPE-1st 41.0 GPM at 48.9 psi Wet 0 9/18/1991

Centervale Farms, (200Scarborough 200 US Route 1 Sprinkler Sys Office Renovation NFPA 13 12 50 4/25/2006

Centerville AntiquesScarborough Route 1 Eastern Fire Mercan Existing NFPA 13 7.3 06/09/89 Static 68, 1138 GPM at 46 psi Dry 0 6/6/1994

Chilton FurnitureScarborough Payne Road Eastern Fire Furnitu Existing & n NFPA 13 8 80 static and 71 residual at 1404 gpm, 5-28-98 Dry 54 11/30/2000

Chilton Furniture, (200Scarborough Payne Road Eastern Fire Mercan Existing & n NFPA 13 7 80 static and 71 residual at 1404 gpm, 5-28-98 Dry 24 1/29/2004

Christmas Tree ShopScarborough Payne Road Eastern Fire Mercan New NFPA 13 12 81 static and 70 residual at 1340 gpm, 4-18-95 Dry 707 3/28/2000

Coastal Community ChScarborough 259 US Route 1 Dean & Ally Church New Hydro-Pro 11 66 static and 55 residual at 671 gpm, 8-13-01 Wet 147 11/19/2005

Commercial FacilityScarborough Portland Farms Ro High Tech Fi Busines New NFPA 13 5 72 static and 41 residual at 1074 gpm, 7-11-94 Dry 179 1/15/2000

Corner Stone Baptist ChScarborough 415 US Route 1 High Tech Fi Worshi New Hydro-Pro 10. 93 static and 68 residual at 1384 gpm, 6-89 Wet 0 11/13/1992

Cornerstone Baptist ChScarborough 415 US Route One High Tech Fi Assemb Existing & n Maine Life 47 90 static and 64 residual at 1373 gpm, 6-30-92 Wet 33 9/27/1999
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Country Side ButchersScarborough 28 County Road Sprinkler Sys Grocery Existing & n Maine Life 8.1 Pump Data, Brand; Monarch; Model # ACE-300-SD; List Wet 101 5/25/2001

Creative Works SystemsScarborough 1 Minute Man Dri Atlantic Auto Residen New NFPA 13D 13 Monarch GT 20 pump rated at 50 gpm at 50 psi Wet 38 8/10/2000

Cummins North AtlantiScarborough Gibson Road Eastern Fire Storage New NFPA 231C 6 86 static and 63 residual at 1340 gpm, 1987 Wet 20 7/23/1998

Direct Mail of MaineScarborough 40 Manson Libby High Tech Fi Office Renovation NFPA 13 5 104 static and 84 residual at 1481 gpm, 5-2003 Wet 168 9/12/2003

Direct Mail of MaineScarborough Scarborough Indus Eastern Fire Office Existing & n NFPA 13 17 104 sttic and 82 residual at 1481 gpm, 5-9-03 Wet 26 12/28/2005

Direct Mail of MaineScarborough 44 Manson Libby Simplex Grin Post Of Existing & n NFPA 13 8 100 static and 70 residual at 345 gpm, 3-12-05 Wet 34 7/15/2005

Direct Mail of MaineScarborough Scarborough Indus Eastern Fire Paper S New NFPA 13 6 104 static and 82 residual at 1481 gpm, 5-9-03 Wet 200 10/28/2005

Double TScarborough Washington Avenu Eastern Fire Assemb New NFPA 13 6.6 06/16/95 Static 98, 1363 GPM at 81 psi Dry 191 7/6/1995

Dr. Mark DiamondScarborough Enterprise Busines Dean & Ally Dentist New NFPA 13 11 94 static and 81 residual at 1500 gpm, 7-7-04 Dry 115 7/9/2004

Dunstan Commons RenScarborough 605 Dunstan Corn Simplex Grin Busines Renovation NFPA 13 dn Renovated piping to different arrangement Dry 25 12/16/1997

Dunstan Street Fire StatScarborough Route 1 Eastern Fire Fire Sta New NFPA 13 1073 static and 46 residual at 1138 gpm, 8-17-95 Dry 221 9/16/1998

EASTERN VILLAGE TScarborough 68-71 INSPIRATI High Tech Fi RESID New System NFPA 13R 37 165 9/13/2012

Eight Corners ElementaScarborough Mussey Road Eastern Fire Educati Existing NFPA 13 5.1 1992 Static 89, 1404 GPM at 40 psi Wet 0 12/14/1992

Eight Corners MarketScarborough Mussey Road High Tech Fi Mercan New Hydro-Pro 15 7/6/92 Static 85, 1394 GPM at 69 psi Wet 52 11/1/1995

Eight Corners SchoolScarborough 22 Mussey Road High Tech Fi Classro Existing & n Hydro-Pro 48 84 static and 76 residual at 2373 gpm, 10-5-00 Wet 61 8/14/2001

Eighty-nine Mussey RoScarborough 89 Mussey Road Eastern Fire Office New NFPA 13 8.5 07/08/94 Static 93, 1453 GPM at 75 psi Dry 177 7/13/1995

Eighty-nine Mussey RoScarborough 89 Mussey Road Eastern Fire Busines New & Ren NFPA 13 29 93 static, 75 residual at 1453 gpm, 7-8-94 Dry 34 10/16/1996

ElectrodyneScarborough Gibson Road & Ple Eastern Fire Storage Existing & n NFPA 13 21 90 static and 61 residual at 1310 gpm, 7-2-00 Wet 63 11/2/2004

Engine OneScarborough Black Point Road Atlantic Auto Fire Sta New NFPA 13 5.3 07-06-94 Static 83, 1034 GPM at 52 psi Dry196 5/19/1999

Engineered Automation Scarborough Washington Avenu High Tech Fi Busines New NFPA 13 6.4 Static 94, 1321 GPM at 78 psi Wet 0 5/20/1994

Environ-Clean Tech.Scarborough 5 Gibbson Road Atlantic Auto Cleanin Existing & n NFPA 13 29 98 static and 81 residual at 1384 gpm, 11-30-98 Wet 74 3/17/1999
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Extended Stay AmericaScarborough Payne Road High Tech Fi Hotel New NFPA 13 13 80 static and 71 residual at 1404 gpm, 5-28-98 Dry 828 4/13/2001

Fairfield InnScarborough 66 Spring Street Eastern Fire Inn New NFPA 13 None Given Wet 0 10/30/1990

Fifty-one Nonesuch RivScarborough US Route One Simplex Grin Mercan RenovationNFPA 13 5 73 static and 59 residual at 1150 gpm, 11-17-99 Dry 300 3/28/2002

Fine ToneScarborough US Route One Eastern Fire Office/ Renovation NFPA 13 48 Static 89, residual 79 at 142 gpm, 1989 Wet 269 3/2/1998

FinetoneScarborough 301 US Route 1 Eastern Fire Busines Existing & n NFPA 13 7 06/22/90 Static 83, 1321 GPM at 62 psi Wet 0 9/6/1994

Fleet PrideScarborough Runway Road Eastern Fire Auto Se New NFPA 231C 14 92 static and 65 residual at 1353 gpm, 7-20-95 Wet 164 6/23/2000

Foundation for Blood RScarborough Route 1 Fire Shield S Laborat Existing Maine Life None Given Wet 0 10/17/1990

Foundation for Blood RScarborough Nonesuch Road Eastern Sprin Busines Renovation Hydro-Pro 6 88 static and 50 residual at 1186 gpm, 6-29-93 Wet 127 12/31/2000

Gibson BuildingScarborough Gibson Road Sprinkler Ser Storage New NFPA 13 20 98 static and 81 residual at 1384 gpm, 11-30-98 Wet 80 12/22/1998

GoodwillScarborough Payne Mall Road Freedom Fire Office Renovation NFPA 13 dn dna Wet 80 9/7/2000

Gorham SavingsScarborough Shop N Save Drive Eastern Fire Busines New NFPA 13 9 01/24/92 Static 68, 1230 GPM at 54 psi Dry 0 3/3/1995

HannafordScarborough 31 Hannaford Driv Sprinkler Sys Mercan Renovation 6 243 3/18/2006

Hannaford BrothersScarborough Pleasant Hill Road Sprinkler Sys Office Existing NFPA 13 05/14/90 Static 80, 993 GPM at 40 psi Wet 0 11/14/1994

Hannaford Brothers OffScarborough Pleasant Hill Road Fire Shield S Office New Factory Mut Static 85, 1100 GPM at 68 psi Wet 0 6/8/1990

Hanover InsuranceScarborough 8 Ashley Drive Sprinkler Sys Busines New NFPA 13 None Given Wet 0 6/11/1990

Happy WheelsScarborough 447 Payne Road Sprinkler Ser Spec B Renovation NFPA 13 5 80 static and 71 residual at 1404 gpm, 4-99 Wet 320 4/9/2001

Health Care TodayScarborough Route 1 High Tech Fi Health New NFPA 13 5.8 Static 88, 1186 GPM at 50 psi Dry 0 3/23/1994

Health Care TodayScarborough US Route 1 High Tech Fi Busines Renovation NFPA 13 88 static, 50 residual at 1186 gpm Dry 36 4/17/1997

Health SouthScarborough 55 Spring Street Simplex Grin Medica Existing & n NFPA 13 35 84 static and 73 residual at 2325 gpm, 1-22-94 Wet 101 1/18/2000

Heidi's House Day CareScarborough US Route 1 High Tech Fi Day Ca New NFPA 13 1989 static and 72 residual at 1363 gpm at 8-13-01 Dry 247 8/22/2002

Home Vision VideoScarborough US Route 1 Fire Shield S Busines Existing NFPA 13 18 06/89 Static 76, 1138 GPM at 46 psi Wet 0 7/9/1992
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Hospice House of SouthScarborough Hunnewell Road High Tech Fi Health New NFPA 13 7 413 11/30/2006

House of Lights, (AdditiScarborough 418 Payne Road Simplex Grin Storage Existing & n NFPA 13 9 89 static and 81 residual at 1087 gpm, 4-1-98 Wet 20 12/30/2003

Immuno SystemsScarborough 4 Washington Ave Fire Shield S Laborat Existing NFPA 13 Static 94, 1321 GPM at 78 psi Dry 0 7/23/1991

Iron MountainScarborough 147 Pleasant Hill Environment Storage Existing & n NFPA 13 4.2 246 5/20/2006

Iron Mountain, (2004 RScarborough 147A Pleasant Hill Simplex Grin Record Existing & n NFPA 13 8 84 static and 72 residual at 1289 gpm, 10-5-00 Wet 84 3/11/2004

Iron Mountain, (Phase 1Scarborough 127 Pleasant Hill Simplex Grin Storage Renovation NFPA 13 7 93 static and 56 residual at 1186 gpm, 1996 Wet 420 9/19/2000

Iron Mountain, (Phase 2Scarborough 1474 Pleasant Hill Simplex Grin Storage New NFPA 231C 19 84 static and 72 residual at 1289 gpm, 10-5-00 Wet 329 10/20/2000

Iron Mountain, (Phase 3Scarborough 147A Pleasant Hill Simplex Grin Storage Existing & n NFPA 13 65 84 static and 72 residual and 1289 gpm, 10-5-00 Wet 112 11/29/2000

Iron Mountain, Inc., (PhScarborough 147 Pleasant Hill Simplex Grin Storage New NFPA 13 10 84 static and 72 residual at 1289 gpm, 10-5-00 272 10/8/2005

Iron Mountain, Racks 3Scarborough 147A Pleasant Hill Environment Storage Existing & n NFPA 13 4 209 8/5/2009

Kaler Vaill Nursing HoScarborough 382 Black Point R Dean & Ally Nursing New & exist NFPA 13 n/a n/a Wet 54 7/27/2004

Kaplan VendingScarborough 4 Runway Road Eastern Fire Storage New NFPA 13 6 98 static and 68 residual at 1384 gpm, 11-30-99 Wet 124 7/26/1999

Katahdin AnalyticalScarborough Enterprise Office P Sprinkler Sys Office New NFPA 13 17 338 8/22/2006

KDA Development, (KeScarborough Portland Farm Roa High Tech Fi Busines New NFPA 13 8 72 static and 55 residual at 1074 gpm, 7-11-94 Dry 313 5/12/1999

K-MartScarborough Route 1 D. Aaskov In Mercan Existing NFPA 13 02/28/92 Static 65, 200 GPM at 60 psi Dry 0 3/12/1992

Knotty ThingsScarborough 717 Route 1 High Tech Fi Mercan Existing Hydro-Pro 5 Static 65, 1074 GPM at 62 psi Wet 0 11/29/1994

Land RoverScarborough Route 1 Sprinkler Sys Mercan New NFPA 13 19 82 static, 49 residual at 1044 gpm, 6-30-92 Wet 99 9/24/1996

Land Rover/ JaguarScarborough 371 US Route One Eastern Fire Auto D Existing & n NFPA 13 35 92 static and 82 residual at 1403 gpm, 8-20-03 Wet 108 1/15/2005

LeBlanc Custom HomesScarborough US Route One Freedom Fire Busines Renovation NFPA 13 dn dna Dry 32 12/19/1997

Lincoln GarageominiumScarborough 2 Lincoln Street ANB Fire Pr Vehicle New NFPA 13 32 104 static and 82 residual at 1481 gpm, 5-8-03 Wet 145 2/18/2005

Lincoln GarageominiumScarborough Scarborough Indus ANB Fire Pr Storage New NFPA 13 32 104 static and 82 residual at 1481 gpm, 5-8-03 Wet 77 5/14/2005
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Little Dolphin SchoolScarborough 183 US Route 1 High Tech Fi Office Renovation NFPA 13 040907 test shows 73 static at 67 residual. 178 5/26/2007

Lowe's of ScarboroughScarborough Mussey Road & Sp Capitol Fire Mercan New NFPA 13 8 1903 8/22/2006

Maietta ConstructionScarborough Pleasant Hill Road Sprinkler Ser Offices, New & reno NFPA 13 10 80 static, 48 residual at 1061 gpm, 5-15-90 Wet 36 1/2/1997

Maietta Construction WScarborough 154 Pleasant Hill Eastern Fire Storage New NFPA 13 13 88 static and 65 residual at 1233 gpm, 9-12-05 Dry 96 9/30/2005

Maine Molecular QualitScarborough 10 Southgate Road Sprinkler Sys Office Renovation NFPA 13 30 104 static and 31 residual at 934 gpm, 8-16-95 Wet 0 3/3/2004

Maine Veterans HomeScarborough 290 US Route 1 Sprinkler Sys Housin New NFPA 13 5 89 static and 72 residual at 1363 gpm, 8-13-01 Wet 428 11/10/2001

Mainly TubsScarborough 410 Payne Road Simplex Grin Mercan New NFPA 13 7 80 static and 71 residual at 1404 gpm, 5-28-98 Wet 113 5/11/2002

Maroon BuildingScarborough Willowdale Road Dean & Ally Mercan New NFPA 13 13 92 static and 82 residual at 1403 gpm, 8-20-03 Dry 372 11/8/2004

Marriott Residence InnScarborough 800 Roundwood D Eastern Fire Hotel Existing & n NFPA 13R 12 74 static and 67 residual at 1300 gpm, 6-5-1990 0 5/26/1995

Mcaleney & Co.Scarborough Washington Avenu Eastern Fire Storage New NFPA 13 8 104 static and 82 residual at 1481 gpm, 5-9-03 Wet 37 5/28/2003

McBrady WarehouseScarborough Scarborough Indus High Tech Fi Storage New NFPA 13 6 07/11/94 Static 104, 1248 GPM at 70 psi Dry 460 9/14/1995

McBrady Warehouse #2Scarborough Washington Loop High Tech Fi Storage New NFPA 13 5.0 06/30/92 Static 104, 1248 GPM at 70 psi Dry 323 10/24/1995

MedaphisScarborough 482 Payne Road Eastern Fire Office Existing NFPA 13 34 07/30/93 Static 78, 1221 GPM at 67 psi Wet 0 5/27/1994

Medical Office BuildingScarborough Enterprise Drive High Tech Fi Office New NFPA 13 30 89 static and 72 residual at 1363 gpm, 8-13-01 Wet 204 4/22/2002

MEINEKE CAR CAREScarborough 237 GORHAM RO Freedom Fire CAR S New SystemNFPA 13 6.3 79 7/31/2012

Merrill TransportScarborough Pleasant Hill Road Fire Shield S Loadin New NFPA 13 5 07/1987 Static 83, 1384 GPM at 68 psi Wet 0 5/29/1992

Michael'sScarborough 490 Payne Road Eastern Fire Mercan New NFPA 13 14 81 static and 70 residual at 1340 gpm, 4-18-95 Wet 256 3/25/2000

Michaud DistributorsScarborough Lincoln Circle Capitol Fire Storage Existing & n NFPA 13 5 90 static and 73 residual at 1332 gpm, 6-30-93 Wet 58 2/6/2001

Michaud DistributorsScarborough Lincoln Street ANB Fire Pr Storage Existing & n NFPA 13 8 104 static and 82 residual at 1481 gpm, 5-8-03 Wet 40 8/18/2004

Michaud Distributors, IScarborough Lincoln Circle Capitol Fire Industri New NFPA 231 16 90 static, 73 residual at 1332 gpm, 6-30-96 Wet 122 10/2/1996

Middle SchoolScarborough 44 Gorham Road High Tech Fi Educati New Hydro-Pro 35 74 static and 58 residual at 1186 gpm, 8-1-01 Wet 98 8/16/2001
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Mill StoreScarborough Payne Road High Tech Fi Mercan New NFPA 13 7.3 1990 4" Main / 1994 at corner Static 86, 1404 GPM at 70 Wet 247 10/5/1995

Mill StoresScarborough 415 Payne Road Eastern Fire Mercan Existing NFPA 231C 10 80 static and 71 residual at 1404 gpm, 5-28-98 Wet 110 6/16/1999

MMC Health CareScarborough Route 1 High Tech Fi Offices, Renovation NFPA 13 13 ? Wet 537 6/18/1996

MMC Research InstitutScarborough US Route 1 Atlantic Auto Researc New NFPA 138 73 static and 59 residual at1150 gpm, 11-10-99 Wet 966 12/3/1999

MMC, (Linear AcceleraScarborough Route 1 Simplex Grin Hospita Existing & n NFPA 13 dn dna Prea 29 10/13/2001

MMC, (MRI Addition)Scarborough 100 Campus Drive Sprinkler Sys Office Existing & n 12 152 2/13/2006

MMC, (Primary Care FaScarborough US Route 1 Simplex Grin Busines Existing & n NFPA 13 34 73 static and 59 residual at 1150 gpm, 11-10-99 Wet 297 10/24/2002

MMC, (Primary Care FaScarborough US Route 1 Simplex Grin Office New NFPA 13 1479 static and 59 residual at 1150 gpm, 11-10-99 Wet 1380 1/15/2001

MMP Scarborough PatiScarborough 301 US Route One Sprinkler Sys Offices New System NFPA 13 5+ 109 7/26/2012

Moody's Pleasant Hill BScarborough Pleasant Hill Road High Tech Fi Auto B New NFPA 13 10 110 static and 100 residual at 2175 gpm, 8-15-99 Dry 294 12/31/2000

Mougalian CarpetsScarborough 300 Roundwood D Fire Shield S Mercan Renovation NFPA 13 06/08/87 Static 77, 1300 GPM at 60 psi Dry 0 1/14/1992

Moulded Fibre TechScarborough Orion Center Automatic S Industri Existing NFPA 13 Static 92 Wet 0 3/23/1995

Nations RentScarborough Glascow Eastern Fire Shop New NFPA 13 18 92 static and 80 residual at 1310 gpm, 6-20-00 Wet 143 12/11/2004

Nationwide Payment SoScarborough Enterprise Office P Sprinkler Sys Office New NFPA 13 8 94 static and 81 residual at 1500 gpm, 7-7-05 Dry 347 1/15/2006

New England Tech AirScarborough Washington Avenu Eastern Fire Metal New NFPA 13 17 98 static, 81 residual at 1263 gpm, 6-16-95 Wet 62 2/3/1997

New Warehouse BuildinScarborough 117 Pleasant Hill Sprinkler Sys Storage New NFPA 13 5 84 static and 72 residual at 1289 gpm, 10-5-00 Wet 497 8/16/2001

Nonesuch River PlazaScarborough US Route 1 Dean & Ally Office Renovation NFPA 13 dn dna Wet 67 9/21/2002

Nonesuch River Plaza, (Scarborough US Route 1 Residential F Office Renovation 43 2/16/2006

Nonesuch River Plaza, (Scarborough Nonesuch River Pl Dean & Ally Office Renovation NFPA 13 na na Wet 43 5/21/2003

Northeast InsuranceScarborough Scarborough Court Sprinkler Sys Busines Existing NFPA 13 None Given Wet 0 10/2/1990

Northeast Investors TrusScarborough 252 US Route 1 D. O. R. Fire Offices, New Maine Life 20 62 static, 22 residual at 787 gpm, 7-21-92 Wet 40 1/19/1996
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Oak Hill Community CScarborough 66 Gorham Road Eastern Fire Worshi Existing NFPA 13 16 05/1987 Static 75, 1170 GPM at 48 psi Wet 0 9/27/1991

Oak Hill DentalScarborough 40 Shop & Save D Sprinkler Ser Dentist New Maine Life 8 70 static and 62 residual at 1244 gpm, 9-99 Wet 103 1/13/2000

OB / GYNScarborough Payne Road Sprinkler Sys Laborat Existing NFPA 13 Static 75, 1300 GPM at 60 psi Wet 0 7/20/1992

Oceanside ApartmentsScarborough Pearl Street High Tech Fi Apartm New Maine Life 7.0 06/12/91 Static 95, 1163 GPM at 48 psi Wet 0 11/18/1992

Office Complex BScarborough Off Commerce Dri Sprinkler Ser Office New NFPA 13 5 89 static and 79 residual at 1420 gpm, 8-13-01 Dry 166 2/5/2004

Olympia SportsScarborough  Pleasant Hill Road Simplex Grin Busines New NFPA 13 13 93 static, 56 residual at 1186 gpm, 7-11-94 Wet 42 7/26/1997

One hundred seventy-fiScarborough 175 Route 1 High Tech Fi Office New NFPA 13 20 89 static and 72 residual at 1363 gpm, 8-13-01 Dry 403 1/26/2004

Overnite TransportationScarborough 80 Pleasant Hill Ro Eastern Fire Truckin Existing NFPA 13 14. 08/10/90 Static 80, 1187 GPM at 78 psi Dry 0 5/31/1994

Payne Rd Plaza, Bean SScarborough Payne Road Eastern Fire Assemb Renovation NFPA 13 dn 76 static, 64 residual at 1342 gpm, 7-30-93 Wet 39 1/22/1997

Pelreco StorageScarborough 323 Pine Point Roa Pillsbury Plm Storage Existing & n NFPA 13 na na Dry 40 12/9/2003

Pet Quarters Retail StorScarborough Payne Road Eastern Fire Retail Existing NFPA 13 17. Static 76, 1342 GPM at 64 psi Wet 0 9/27/1993

Phantom FireworksScarborough Payne Road & Hai Eastern Fire Mercan Existing & n 48 6/28/2012

Pine Point Animal HospScarborough 12 Pine Point Road Dean & Ally Animal New Hydro-Pro 6 85 static and 80 residual at 500 gpm, 2-13-03 Wet 51 10/17/2005

Pine Point Business ParScarborough Holly Street High Tech Fi Busines Existing NFPA 13 Existing Dry 73 9/24/1993

Piper Shores, (MaintenaScarborough Piper Shores Drive Eastern Fire Garage New NFPA 13 9 89 static and 69 residual at 1220 gpm, 6-8-00 Dry 44 11/19/2005

Piper Shores, (Phase 1)Scarborough Spurwink Road Eastern Fire Retirem New NFPA 13 5 89 static and 69 residual at 1220 gpm, 6-8-00 Dry 4179 8/15/2000

Piper Shores, (Phase 2)Scarborough Spurwink Road Eastern Fire Condo New NFPA 13R 16 89 static and 62 residual at 1220 gpm, 6-8-00 Wet 238 1/19/2002

Piper Shores, (Phase 2)Scarborough Spurwink Road Eastern Fire Retirem New NFPA 13D 7 89 static and 69 residual at 1220 gpm, 6-8-00 Wet 618 2/28/2001

Piper Shores, (Phase 2, Scarborough Spurwink Road Eastern Fire Condo New NFPA 13D 30 89 static and 69 residual at 1220 gpm, 6-8-00 Wet 159 2/1/2002

Piper Shores, (Phase 3)Scarborough Spurwink Road Eastern Fire Retirem Renovation NFPA 13 7 89 static and 69 residual at 1220 gpm, 6-8-00 Dry 226 1/15/2004

Piper Shores, (Phase 3)Scarborough Spurwink Road Eastern Fire Retirem New NFPA 13 6 89 static and 69 residual at 1220 gpm, 6-8-00 Dry 1319 4/13/2001
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Pizza TimeScarborough Route 1 & VIP Dri Simplex Grin Assemb New NFPA 13 4 70 static and 45 residual at 1126 gpm, 8-12-95 Dry 252 3/19/1999

Pleasant Hill ElementarScarborough Highland Avenue Eastern Fire Educati Existing NFPA 13 7.1 1992 Static 70, 1021 GPM at 37 psi Wet 0 12/3/1992

Pleasant Hill SchoolScarborough 143 Highland Ave High Tech Fi Educati New NFPA 13 7 70 static and 40 residual at 949 gpm, 7-3-02 Wet 70 8/5/2002

Portland Air FreightScarborough Postal Service Way Eastern Fire Storage New NFPA 13 7 89 static and 76 residual at 1424 gpm, 10-14-99 Wet 381 12/5/2002

Portland VolvoScarborough US Route 1 Eastern Fire Mercan Existing & n NFPA 13 n/a 92 static and 80 residual at 1310 gpm, 6-2-00 Dry 21 12/23/2003

Portland VolvoScarborough US Route One Eastern Fire Mercan New NFPA 13 6 84 static, 56 residual at 1256 gpm, 6-29-93 Dry 233 9/22/1997

Portland Volvo, (CanopScarborough Route 1 Eastern Fire Car De Existing & n NFPA 13 48 92 static and 80 residual at 1310 gpm, 6-2-00 Dry 23 12/25/2005

Portland WindowScarborough 13 Washington Av Capitol Fire Windo New NFPA 13 16 98 static and 81 residual at 1363 gpm, 6-16-95 Wet 138 12/7/2000

Prime Motor CarsScarborough US Route 1 Eastern Fire Mercan New NFPA 13 760 static and 38 residual at 1034 gpm, 6-25-92 Wet 311 1/4/2006

R. C. Moore IncorporateScarborough Ginn Road Capitol Fire Truckin Existing NFPA 13 5 11/16/94 Static 83, 1342 GPM at 73 psi Wet 0 5/2/1995

R. C. Moore IncorporateScarborough Ginn Road Capitol Fire Truckin Existing NFPA 13 & 8 11/16/94 Static 83, 1342 GPM at 73 psi Wet 0 5/2/1995

R. C. Moore, IncorporatScarborough Ginn Road Capitol Fire Truckin Renovation NFPA 13 7 11/16/94 Static 83, 1342 GPM at 73 psi Wet 0 3/20/1995

R. H. FosterScarborough Washington Avenu Maine Fire P Busines Existing NFPA #30 5.7 1991 Static 98, 1443 GPM at 74 psi Wet 0 2/14/1994

Red Robin Gourmet BuScarborough Lot 4, Gallery Boul Gregory Sch Restaur New System NFPA 13 29. 89 10/4/2010

Residential ResourcesScarborough Highland Avenue Dean & Ally Residen New NFPA 13D 60 101 static and 100 residual at 50 gpm, 5-8-03 Wet 20 7/12/2003

Risbara Bros. ConstructScarborough 197 US Route One Dean & Ally Repair New NFPA 13 6 89 static and 72 residual at 1363 gpm, 7-7-04 Dry 20 12/20/2005

Rite AidScarborough 600 U.S. Route 1 Sprinkler Sys Retail New NFPA 13 5+ 73 static, 21 residual, 769 gpm Wet 236 5/23/1998

Rockwood SwendemanScarborough Scarborough Indus Eastern Fire Office Renovation NFPA 13 27 98 static, 81 residual at 1363 gpm, 6-16-95 Wet 43 1/24/1998

Romeo's PizzaScarborough US Route 1 Atlantic Auto Restaur New NFPA 135 70 static and 45 residual at 1126 gpm, 8-17-95 Dry 234 2/19/1999

Romeos Pizza AdditionScarborough US Route 1 Atlantic Auto Restaur New NFPA 135 70 static and 45 residual at 1126 gpm, 8-17-95 Dry 101 9/24/1999

Sam's ClubScarborough Paine Road Eastern Fire Mercan New NFPA 13 780 static and 71 residual at 1404 gpm, 5-28-98 Wet 104 6/23/1998
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Sam's Wholesale ClubScarborough Payne Road & Gor Eastern Fire Mercan New NFPA 231 5 Static 74, 1300 GPM at 67 psi Wet 0 3/28/1991

Scarborough Commons,Scarborough US Route 1 Eastern Sprin Office Renovation Hydro-Pro 10 60 static and 34 residual at 978 gpm, 7-30-93 Wet 165 11/2/2004

Scarborough GalleryScarborough 300 Gallery Boule Dean & Ally Mercan New System NFPA 13 10. 126 5/2/2012

Scarborough High SchoScarborough Gorham Road High Tech Fi Educati Existing & n NFPA 13 6 76 static and 75 residual at 2200 gpm Wet 1021 12/13/2004

Scarborough High SchoScarborough Gorham Road High Tech Fi Educati Existing & n NFPA 13 9 79 static and 69 residual at 1710 gpm, 1993. Then Date: Wet 829 5/6/2004

Scarborough High SchoScarborough Gorham Road High Tech Fi Educati Existing & n NFPA 13 9 76 static and 75 residual at 2200 gpm, 2004 Wet 1168 5/28/2004

Scarborough Middle ScScarborough 44 Gorham Road Sprinkler Ser Educati New NFPA 13 18. 05/09/95 Static 78, 1163 GPM at 53 psi Wet 1600 11/14/1995

Scarborough Middle ScScarborough 44 Gorham Road Sprinkler Ser Educati New NFPA 13 18 78 static and 53 residual at 1163 gpm, 5-9-95 Wet 0 6/2/1995

Scarborough Primary ScScarborough c/o High Tech Fire High Tech Fi Educati Existing Hydro-Pro 33. 08/88 Static 73, 1163 GPM at 48 psi Wet 0 6/22/1992

Scarborough ProfessionScarborough 144 US Route One High Tech Fi Office New NFPA 13 5 89 static and 72 residual at 1363 gpm, 8-13-01 Dry 297 5/13/2004

Scarborough Public WoScarborough Washington Avenu Eastern Fire Storage New NFPA 231D 23 98 static, 81 residual at 1363 gpm, 6-16-95 Wet 68 2/22/1996

Scarborough Pump StatiScarborough Old Neck Road Simplex Grin Water P New NFPA 13 7 97 static and n/a residual at 1061 gpm, 9-18-89 Pitot used Prea 8 11/19/2005

Scarborough Sanitary DScarborough Route 1 Simplex Grin Repair New NFPA 13 20 100 static and 42 residual at 1578 gpm, 10-19-01 Wet 71 10/2/2004

Scarborough TerraceScarborough Commerce Drive Omega Fire Retirem New NFPA 13 5 06/14/91 Static 85, 1363 GPM at 66 psi Wet 874 5/25/1995

Scarborough Town HallScarborough US Route 1 Eastern Fire Offices, New NFPA 13 7.6 Static 62, 787 GPM at 22 psi Dry 0 2/10/1993

Scotland Park Spec. BuiScarborough Glasgow Eastern Fire Undeter New NFPA 13 23 92 static and 65 residual at 1353 gpm, 7-20-95 Wet 8012/11/2000

Shaw's PlazaScarborough Payne Road Eastern Fire Mercan New NFPA 13 15. 06/05/90 Static 74, 1300 GPM at 67 psi Wet 0 6/24/1993

Shaw's Retail, Folsom's Scarborough Payne Road Eastern Fire Retail Renovation NFPA 13 dn dna Wet 98 2/14/1997

Shaw's, (Scarborough RScarborough 417 Payne Road Sprinkler Sys Mercan Renovation n/a 120 2/24/2006

Shop N SaveScarborough Oak Hill Capitol Fire Mercan New NFPA 13 6 Static 69, 1116 GPM at 62 psi Wet 0 3/18/1992

Six hundred RoundwooScarborough 600 Roundwood High Tech Fi Office Renovation NFPA 13 dn dna Wet 37 10/9/2001
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Sixty-eight Mussey RoaScarborough 68 Mussey Road High Tech Fi Mercan New NFPA 13 14 80 static and 63 residual at 1331 gpm, 6-26-90 Wet 151 3/4/2003

Sixty-six Mussey RoadScarborough 66 Mussey Road High Tech Fi Office/ New NFPA 13 7 95 static and 92 residual at 1423 gpm, 4-24-03 Wet 174 5/10/2003

Smith ResidenceScarborough 2 Wedgewood Dri Simplex Grin Adult F New NFPA 13D 6 92 static, 41 residual at 1074 gpm, 7-11-94 Wet 11 1/5/1998

Southcoast Community Scarborough US Route 114 Sprinkler Sys Church New Hydro-Pro 9 Goulds 75GS50412 pump rated at 80 gpm at 74 psi Wet 168 8/16/2000

Southern Maine AgencyScarborough 136 US Route 1 High Tech Fi Office New NFPA 13 21 89 static and 72 residual at 1363 gpm, 8-13-01 Wet 0 7/31/2003

Spectrum, Coral BloodScarborough Portland Farms Ro High Tech Fi Busines New NFPA 13 5 72 static and 55 residual at 1074 gpm, 7-11-94 Dry 523 10/15/1999

Spring Street DevelopmScarborough Spring Street Eastern Fire Busines New NFPA 13 13 84 static and 73 residual at 2325 gpm, 1-22-94 Dry 116 11/12/1999

Spring Street Medical BScarborough 49 Spring Street Sprinkler Sys Busines New NFPA 13 9 84 static and 76 residual at 2373 gpm, 10-5-00 Dry 420 9/21/2002

Spring Street Medical BScarborough 49-51 Spring Stree High Tech Fi Busines New NFPA 13 6 84 static, 73 residual at 2325 gpm, 1-22-94 Dry 443 9/11/1997

St Maximillian ChurchScarborough 150 Black Point R Dean & Ally Church Existing & n NFPA 13 dn 74 static and 34 residual at 978 gpm, 1998 Dry 234 9/18/2002

St Nicholas Church, (20Scarborough 348 US Route One Eastern Fire Classro Existing & n NFPA 13 5 89 static and 72 residual at 1363 gpm, 8-13-01 Dry 36 9/7/2004

St. Nicholas ChurchScarborough 348 Route One Eastern Fire Church New NFPA 13 14 89 static and 72 residual at 1363 gpm, 8-13-01 Dry 87 11/15/2003

Sterling Rope AdditionScarborough 31 Washington Av Capitol Fire Industri Both NFPA 13 12 98 static and 81 residual at 1363 gpm, 6-16-95 Wet 120 9/21/1998

Sterling Rope CompanyScarborough 31 Washington Av Eastern Fire Manufa New NFPA 13 25 90 static, 64 residual at 1342 gpm, 6-30-93 Wet 134 4/7/1997

Stormwater 360Scarborough Enterprise Park Freedom Fire Office New 20 57 2/2/2006

Sudzie Auto WashScarborough Route 1 Dean & Ally Car Wa New NFPA 13 17 89 static and 72 residual at 1363 gpm, 8-13-01 Dry 137 3/8/2004

Sudzy Auto Wash, (AddScarborough US Route One Dean & Ally Restaur New NFPA 139 89 static and 72 residual at 1363 gpm, 5-13-00 Dry 78 8/18/2004

Sullivan Tire - VOIDScarborough 391 US Route 1 REM-C Fire Tire Sto New NFPA 13 8 92 static and 82 residual at 1403 gpm, 8-20-03 Dry 448

Sullivan Tire, (ResubmiScarborough 391 US Route 1 REM-C Fire Tire Sto New NFPA 13 8 92 static and 82 residual at 1403 gpm, 8-20-03. Patterson Dry 448 2/25/2004

The Egg & IScarborough 183 US route 1 High Tech Fi Restura Renovation NFPA 13 48 4/25/2012

Three Hundred Eighty-oScarborough 381 Payne Road High Tech Fi Office New Hydro-Pro 7 84 static and 76 residual at 2373 gpm, 10-5-00 Dry 62 4/30/2005
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TJC Properties, (formerlScarborough 44 Libby Road High Tech Fi Storage New NFPA 13 5 104 static, 70 residual at 1248 gpm, 6-30-92 Dry 31 9/27/1996

Toddle Inn DaycareScarborough Lincoln Avenue Atlantic Auto Day Ca New NFPA 13 39 98 static and 81 residual at 1363 gpm, 6-16-95 Wet 138 12/4/1998

Towne Place Suites, (BuScarborough Roundwood Drive High Tech Fi Hotel New NFPA 13 13 89 static and 81 residual at 1088 gpm, 4-1-98 Dry 739 1/14/1999

Towne Place Suites, (BuScarborough Roundwood Drive High Tech Fi Hotel New NFPA 13 14 89 static and 81 residual at 1088 gpm, 4-1-98 Dry 784 1/20/1999

Troiano Waste ServicesScarborough Industry Road Eastern Fire Trash R New NFPA 13 8.0 date of last water test;  11/30/98; Static Pressure; 98; Resi Dry 0 12/12/2001

Twenty-three Spring StrScarborough 23 Spring Street Eastern Fire Busines New NFPA 13 14 84 static and 73 residual at 2325 gpm, 1-22-94 Dry 196 10/13/2000

US CellularScarborough 200 Block of Galle Dean & Ally Retail Renovation NFPA 13 18. 83 10/9/2012

USPS Southern Maine Scarborough 79 Postal Service Dean & Ally Mail Pr New NFPA 13 6 91 static and 84 residual at 2609 gpm, 4-11-05 Dry 3264 6/11/2005

VOID-West Oaks ApartScarborough Pin Oak Drive Dean & Ally Apartm New NFPA 13R 8 189 9/10/2007

VortechnicsScarborough Enterprize Drive High Tech Fi Office / Existing & n NFPA 13 9.6 Date of last water test 8/13/01; Static Pressure 89 ;Residu Wet 230 1/18/2002

Wagner DrywallScarborough Wagner Way Eastern Fire Busines Existing NFPA 13 Static 85, 1332 GPM at 63 psi Dry 0 9/27/1991

Wagner Print ShopScarborough Pleasant Hill Road Eastern Fire Busines New NFPA 13 10 06/23/92 Static 86, 1187 GPM at 66 psi Dry 0 11/27/1995

Wal-Mart #1788Scarborough Payne Road Fire Protectio 160 New NFPA 13 9.008/01/91 Static 74, 1150 GPM at 67 psi Wet 0 1/17/1992

Wal-Mart #1788 GardeScarborough 451 Payne Road Simplex Grin Mercan New NFPA 13 2 74 static and 67 residual at 1150 gpm, 8-1-91 Wet65 6/24/1998

Welch StencilScarborough Glasgow Road Eastern Fire Manufa New NFPA 13 24 92 static and 65 residual at 1353 gpm, 7-20-95 Wet 123 10/30/2000

Wentworth SchoolScarborough 40 Gorham Road High Tech Fi Educati Existing & n Hydro-Pro 18 74 static and 58 residual at 1186 gpm, 8-1-01 Wet 62 8/16/2001

Wentworth School, (MoScarborough 40 Gorham Road High Tech Fi Educati New Hydro-Pro 8 74 static and 58 residual at 1186 gpm, 8-1-01 Wet 123 8/4/2005

West Oaks Apartments, Scarborough Pin Oak Drive Dean & Ally Apartm New 6 225 2/27/2006

West Oaks Apartments, Scarborough Pin Oak Drive Dean & Ally Apartm New 8 165 1/25/2006

West Oaks Apartments, Scarborough Pin Oak Drive Dean & Ally Residen New NFPA 13R 7 89 static and 61 residual at 2094 gpm, 7-6-05 Wet225 8/25/2005

West Oaks Apartments, Scarborough Pin Oak Drive Dean & Ally Apartm New NFPA 13R 15 89 static and 61 residual at 2094 gpm, 7-6-05 Wet152 7/22/2005
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West Oaks Apartments, Scarborough Pin Oak Drive Dean & Ally Apartm New NFPA 13R 8 89 static and 61 residual at 2094 gpm, 7-6-05 Wet 178 8/25/2005

Whistlers LandingScarborough Eastern Road Sprinkler Sys Residen Existing & n Hydro-Pro 9 08/07/90 Static 90, 1138 GPM at 59 psi Wet 0 1/25/1994

Willowdale Golf CourseScarborough 52 Willowdale Roa High Tech Fi Assemb Existing Hydro-Pro 9.3 Static 91, 375 GPM at 5 psi Wet 0 2/8/1994

Thomas Inn Retirement South Casco Route 302 Eastern Fire Retirem New Hydro-Pro 5 Peerless Pump PE 503 100 GPM at 50 psi Wet 0 5/13/1992

Brewers South AdditionSouth Freeport Main Street Atlantic Auto Boat Re Existing NFPA 13 6 72 static and 40 residual at 1074 gpm Dry 138 10/13/1999

Brewers South MarineSouth Freeport Maine Street Atlantic Auto Boat Re New NFPA 13 5 72 static and 20 residual at 1392 gpm, 4-21-99 Wet 157 8/6/1999

Casco Bay MotelSouth Freeport Route 1 High Tech Fi Hotel New NFPA 13R 6 90 static, 81 residual at 1404 gpm, 2-7-96 Wet 82 6/18/1996

Mullen ResidenceSouth Freeport 28 Fogg Point Roa Simplex Grin Home New NFPA 13D 5 Goulds GT 20 , 2hp pump rated at 36 gpm at 54 psi Wet 49 2/23/2005

Eagle IslandSouth Harpswell Island Eastern Fire Historic New NFPA 13 date of last Water Test; Wet 89 5/19/2001

161 OceanSouth Portland 161 Ocean Dean & Ally Busines RenovationNFPA 13 23 10/2/2012

185 Ocean St.South Portland 185 Ocean St Residential F Office s Renovation NFPA 13 27 9/18/2012

Acorn Ridge, (Lot #2)South Portland 36 Acorn Lane Simplex Grin Home New NFPA 13D 7 Peerless PE150 pump rated at 80 gpm at 24 psi, Wet 46 6/12/1998

Aeropostale Space #015South Portland Maine Mall Road Freedom Fire Mercan Renovation NFPA 13 dn dna Wet 33 6/13/2001

Air TempSouth Portland 11 Wallace Avenu Atlantic Auto Metal New NFPA 13 12 94 static and 58 residual at 1289 gpm, 7-20-95 Wet 95 11/8/2000

Airborne ExpressSouth Portland Johnson Road Eastern Fire Busines New NFPA 13 06/91 Static 69, 1256 GPM at 56 psi Dry 0 11/9/1992

Allegiance FinancialSouth Portland Lot 7, John Robert ANB Fire Pr Office New NFPA 13 17 91 static and 82 residual at 2510 gpm, 8-19-04 Wet 99 9/10/2004

ALR OfficesSouth Portland Rumery Road Eastern Fire Office New NFPA 13 36 95 static and 75 residual at 1342 gpm, 6-6-97 Dry 55 3/3/2004

American Eagle OutfitteSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 dn dna Wet 53 10/5/2000

American SteelSouth Portland 115 Wallace Aven High Tech Fi Machin New NFPA 13 39 95 static and 72 residual at 1342 gpm, 11-8-02. Wet 216 6/12/2003

American Steel AdditioSouth Portland 115 Wallace Ave Residential F Steel St New System NFPA 13 10. 234 10/20/2012

AmerisuitesSouth Portland 303 Sable Oaks Dr Freedom Fire Hotel New NFPA 13 10 63 static, 58 residual at 1332 gpm, 7-18-95, & Peerless 4 Wet 500 12/10/1997
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Anthem Blue Cross/ BluSouth Portland 2 Gannett Drive Freedom Fire Fitness Renovation NFPA 13 dn dna Wet 11 4/8/2002

Applebee's NeighborhoSouth Portland Maine Crossing Sprinkler Sys Grill & New NFPA 13 20. Date of last water test; 8/17/99; Static Pressure;72; Resid Dry 97 12/14/2001

Ashley FurnitureSouth Portland James Alexander B Eastern Fire Mercan New NFPA 13 8 82 static and 67 residual at 1373 gpm, 8-4-94 Wet 344 11/19/2004

Athlete's FootSouth Portland Maine Mall Fire Shield S Mercan Existing NFPA 13 None Given Wet 0 4/16/1992

Atlantic Great DaneSouth Portland 191 Cash Street Automatic S Busines New NFPA 13 6 1991 Static 88, 1424 GPM at 72 psi Wet 0 4/14/1992

Avis Service CenterSouth Portland Access Road Simplex Grin Car Ser New NFPA 13 6 73 static and 71 residual at 1384 gpm, 9-19-00 Dry 49 2/15/2002

Babies R UsSouth Portland Main Crossing High Tech Fi Retail New NFPA 13 5 72 static and 70 residual at 1342 gpm, 8-17-99 Wet 265 7/20/2001

Bank of BostonSouth Portland Cummings Road B Simplex Grin Busines New NFPA 13 5 82 static, 79 residual at 1404 gpm, 7-19-95 Wet 269 8/22/1997

Bankers Life Casualty CSouth Portland Foden Road Eastern Fire Busines Renovation NFPA 13 dn dna Wet 35 4/4/1996

Bed, Bath and BeyondSouth Portland Main Crossing High Tech Fi Retail New NFPA 13 8.8 Date of last water test; 8/17/99; Static; 72; Residual; 70; Wet 309 7/20/2001

BinaxSouth Portland 95 Darling Avenue Fire Shield S BusinesExisting NFPA 13 None Given Wet 0 4/15/1992

Block Buster VideoSouth Portland Waterman Drive High Tech Fi Video Renovation NFPA 13 41 08/07/92 Static 102, 1472 GPM at 77 psi Wet 62 10/30/1995

Blue Cross / Blue ShielSouth Portland 133 Pope Avenue Automatic S Office New NFPA 13 09/07/89 Static 76, 1250 GPM at 56 psi Wet 0 12/17/1991

Blue Cross / Blue ShielSouth Portland Gannett Drive Sprinkler Sys Office New NFPA 13 10 1988 Static 74, 4526 GPM at 61 psi / Peerless Pump 150 0 4/17/1991

Bob's Discount FurniturSouth Portland Clarks Pond Parkw Eastern Fire Mercan Renovation NFPA 13 n/a n/a Wet 89 3/11/2004

Borders BooksSouth Portland Maine Mall Simplex Grin Retail New NFPA 13 10 09-30-93 Static 87, 1443 GPM at 74 psi Wet 0 8/28/1995

Bowdoin Medical FaciliSouth Portland 51 Ocean Street High Tech Fi Medica New NFPA 13 7 101 static and 95 residual at 1404 gpm, 5-17-99 Dry 281 12/13/2000

Brickhill CastleSouth Portland Brickhill Avenue Eastern Fire Storage New NFPA 13 5 84 static and 80 residual at 1363 gpm, 7-16-04 Wet 780 9/30/2005

Brickhill CottagesSouth Portland Brickhill Avenue Eastern Fire Apartm New NFPA 13R 6 84 static and 80 residual at 1363 gpm, 7-16-04 Wet 411 7/7/2005

Brickhill Townhouses, (South Portland Brickhill Avenue Eastern Fire Dwellin New NFPA 13R 6 84 static and 80 residual at 1363 gpm, 7-16-04 Wet 623 10/2/2004

Brown Elementary SchoSouth Portland 37 Highland Aven Sprinkler Sys Educati New NFPA 13 12 91 static and 81 residual at 1491 gpm, 6-17-99 Wet 371 10/24/2003
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Buffalo Wild WingsSouth Portland 85 Western Ave Sprinkler Sys Restaur Renovation NFPA 13 5+ 58 3/1/2011

Bugaboo Creek Steak HSouth Portland 264 Gorham Road Eastern Fire Restaur New NFPA 13 17 08/02/90 Static 80, 1880 GPM at 72 psi Wet206 8/18/1995

Bull Moose MusicSouth Portland 216 Waterman Dri Residential F Retail New and Re NFPA 13 12. 150 8/30/2012

Burlington CoatSouth Portland Western Avenue Eastern Fire Retail Existing NFPA 13 07/11/86 Static 79, 1394 GPM at 60 psi Wet 0 3/25/1994

Butler ResidenceSouth Portland 13 Acorn Simplex Grin Home New NFPA 13D 5 48 static and 24 residual at 80 gpm Wet 48 8/20/1999

Cabot HouseSouth Portland 371 Western Aven Advantage Fi Mercan Existing & n NFPA 13 6 82 static and 76 residual at 1443 gpm, 10-25-01 Wet 63 9/25/2002

CB Kenworth IncSouth Portland 42 Wallace Avenu Eastern Fire Repair Renovation NFPA 13 6 94 static and 59 residual at 1289 gpm, 7-20-95 Wet 88 2/10/2000

Center for ReproductiveSouth Portland 778 Main Street Dean & Ally Office Renovation NFPA 13 34 95 static and 72 residual at 1342 gpm, 2002 Wet 96 12/24/2005

Children's PlaceSouth Portland Maine Mall Road Sprinkler Sys Mercan Renovation NFPA 13 11/13/93 Static 88, 1420 GPM at 82 psi Wet 36 10/23/1995

Chiles RemodelSouth Portland Days Inn Plaza Sprinkler Sys Restaur Existing NFPA 13 27/ 06/92 Static 80, 1373 GPM at 67 psi Dry 0 8/4/1994

Chuck E CheeseSouth Portland Maine Mall Dean & Ally Restaur Renovation NFPA 13 dn dna Wet 96 11/18/2002

Circuit CitySouth Portland Maine Mall Road Eastern Fire Mercan New NFPA 231C 11 81 static, 70 residual at 1340 gpm, 4-18-95 Wet 284 10/30/1996

City Corporation - PhasSouth Portland Foden Road Sprinkler Sys Busines Existing NFPA 13 48. Static 82, 1321 GPM at 62 psi Wet 0 3/3/1992

Clarks Pond Mall, (PapeSouth Portland Clarks Pond Mall Eastern Fire Mercan Renovation NFPA 13 32. 85 static, 70 residual at 1404 gpm, 8-13-94 Wet 190 5/31/1997

Contempo CasualsSouth Portland Maine Mall Road Fire Shield S Mercan Existing NFPA 13 09/89 Static 76, 1311 GPM at 61 psi Wet 0 3/15/1993

Corner Brook Plaza, (MSouth Portland 343 Gorham Road High Tech Fi Mercan Renovation NFPA 13 dn dna Wet 71 9/24/1998

Cornerbrook Mall CanoSouth Portland 343 Gorham Road Sprinkler Sys Mercan New NFPA 13 17. 09/30/93 Static 87, 1443 GPM at 74 psi Dry 44 8/1/1995

Cornerbrook Mall, (TalSouth Portland 343 Gorham Road Eastern Fire Mercan Renovation NFPA 13 n/a 95 static and 90 residual, 5-25-04 Wet 41 8/11/2004

Costa VidaSouth Portland Western Avenue C Eastern Fire Mercan Renovation NFPA 13 n/a 82 static and 67 residual at 1373 gpm. Wet 25 10/17/2005

County SeatSouth Portland Maine Mall Road Fire Shield S Mercan Existing NFPA 13 Static 76, 1311 GPM at 61 psi Wet 0 2/18/1993

Cumberland County GySouth Portland 222 Gannet Drive High Tech Fi Assemb New NFPA 13 7 09/17/93 Static 68, 1289 GPM at 59 psi Wet 87 7/17/1995
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Cummings Road [ProfeSouth Portland 324 Cummings Ro Eastern Fire Office New NFPA 13 6.6 Date of last water test; 4/99; Static Pressure; 79; Residual Wet 222 10/8/2001

Darling Avenue DaycarSouth Portland 62 Darling Avenue High Tech Fi Day Ca New NFPA 13R 6 84 static and 65 residual on drain test 2-15-08. 20 1/30/2008

Dick's Sporting GoodsSouth Portland High Tech Fi Mercan New NFPA 13 17 90 static and 89 residual at 1413 gpm, 5-22-03 Wet 588 6/2/2003

Dora L Small ElementarSouth Portland 87 Thompson Stre Dean & Ally Educati New NFPA 13 7 85 static and 32 residual at 949 gpm, 6-17-99 Wet 350 11/21/2002

DurastoneSouth Portland 1 Wallace High Tech Fi Manufa New NFPA 1315 07/20/95 Static 86, 1256 GPM at 56 psi Wet 294 4/21/1999

Dyer Elementary SchoolSouth Portland 52 Alfred Street Eastern Fire Educati New NFPA 13 14 87 static and 78 residual at 1413 gpm, 6-17-99 Wet 259 12/11/2004

Eagle LodgeSouth Portland c/o Eastern Fire Pr Eastern Fire Assemb Existing NFPA 13 Existing System Dry 0 7/29/1993

East Side Marios RestauSouth Portland 390 Gorham Road Fire Control I Restaur New NFPA 13 20 Static 74, 2599 GPM at 66 psi Wet 0 6/9/1994

Eastern Mall OfficesSouth Portland 75 John Roberts R Eastern Fire BusinesNew NFPA 13 18 93 static, 79 residual at 1491 gpm, 7-27-95 Wet 193 11/5/1997

Eastern Mall, (Bldg C, South Portland 75 John Roberts R Sprinkler Sys BusinesRenovation NFPA 13 dn 93 static and 79 residual at 1491 gpm, 7-27-95 Wet 46 2/1/2000

Eastern Mountain SportSouth Portland Maine Mall Road High Tech Fi Mercan Existing NFPA 13 Existing System - reworking to meet new ceiling layout. Wet 35 6/2/1993

Eggspectations RestauraSouth Portland 125 Western Aven Sprinkler Ser Mercan New NFPA 13 33 82 static and 74 residual at 1353 gpm, 6-2-00 Wet 54 10/17/2002

Elder CareSouth Portland Preble Street Eastern Fire Apartm New NFPA 13 9 97 static and 55 residual at 1249 gpm, 8-7-95 Wet 872 6/24/1999

Ethan Allen FurnitureSouth Portland 130 Western Aven Sprinkler Sys Mercan Existing NFPA 13 9 08/01/91 Static 76, 2122 GPM at 68 psi Wet 0 12/1/1994

Fairchild Learning CentSouth Portland Western Avenue Atlantic Auto Busines Renovation NFPA 13 dn dna Wet 55 12/31/2000

Fairchild SemiconductoSouth Portland Running Hill Road Simplex Grin Busines Renovation NFPA 13 dn dna Wet 156 6/19/2000

Fairchild SemiconductoSouth Portland Running Hill Road Simplex Grin Busines Renovation NFPA 13 dn dna Wet 66 4/1/2000

Fairchild SemiconductoSouth Portland 333 Western Ave. Simplex Grin Semico New NFPA 13 8.7 Date of last Water Test: 8/2/96; Static; 85; Residual; 72; Wet 160 7/19/2001

Fairchild SemiconductoSouth Portland 333 Western Aven Dean & Ally Manufa Existing & n Special Haz 59 160 static and 107 residual at 500 gpm with 2" main drai Foa 3 7/18/2003

Fairchild SemiconductoSouth Portland 333 Western Aven Simplex Grin Busines Renovation NFPA 13 dn dna Wet 125 7/14/1997

Fairchild SemiconductoSouth Portland 333 Western Aven Dean & Ally Semico Renovation NFPA 13 22 115 static and 84 residual at 1170 gpm, Pump House. Wet 124 11/25/2003
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Fairpoint CommunicatiSouth Portland 155 Gannet Eastern Fire Office New NFPA 13 10 79 static and 76 residual at 1383 gpm, 4-7-99 Wet 127 2/23/2005

Fifty-three Darling AveSouth Portland 53 Darling Avenue Fire Shield S ResidenExisting NFPA 13 None Given Wet 0 10/22/1990

Filene's Anchor StoreSouth Portland Maine Mall Eastern Fire Mercan Existing & n NFPA 13 ? 61 static, 60 residual at 1500 gpm, 4-10-96 Wet 0 12/4/1996

First Congregational ChSouth Portland 301 Cottage Road Sprinkler Ser Assemb New NFPA 13 7 67 static, 63 residual at 964 gpm, 6-11-98 Dry 206 6/24/1998

Fleet BankSouth Portland Millcreek Shoppin Eastern Fire BusinesExisting NFPA 13 31 06/20/89 Static 97, 1434 GPM at 73 psi Wet 0 3/15/1993

Furniture MarketSouth Portland Western Avenue Sprinkler Sys Mercan New NFPA 13 10 82 static and 74 residual at 1353 gpm, 6-2-00 Wet 134 4/4/2002

FW WebbSouth Portland 150 Postal Service Eastern Fire Storage New NFPA 13 6 89 static and 76 residual at 1424 gpm, 10-14-99 Wet 726 1/26/2004

G. H. BassSouth Portland 600 Sable Oaks Dr Eastern Fire BusinesNew NFPA 13 5.1 10/07/88 Static 53, 1250 GPM at 69 psi/  Peerless Pump Wet 0 2/8/1993

Goodwill Group HomeSouth Portland 549 Westbrook Str High Tech Fi Home f New Maine Life 10. Pump Brand name Gould Model# NPE/25T Listed for the Wet 59 2/1/2002

Goodwill IndustriesSouth Portland Millcreek Plaza High Tech Fi Retail Renovation NFPA 13 Wet 46 5/26/1995

Gordon GreenSouth Portland Third Street Eastern Fire Residen New NFPA 13R 28 98 static, 76 residual at 1321 gpm, 7-17-96 Wet 30 7/24/1996

Gorham Road Self-StorSouth Portland Gorham Road & W Simplex Grin Storage New NFPA 13 11 82 static and 74 residual at 1353 gpm, 6-2-00 Wet 619 6/19/2000

Greater Portland Credit South Portland 799 Broadway High Tech Fi Busines New NFPA 13 14 98 static and 95 residual at 1353 gpm, 7-26-95. Pump rat Dry 237 8/22/2002

Hannaford Bros (Dc RaSouth Portland 54 Hannaford Stre Sprinkler Sys Wareho New & Ren NFPA 13 8 Date of last Water Test; 8/01/2000; Static Pressure 95; Re Dry 121 12/12/2001

Hannaford Bros DistribSouth Portland 54 Rumery Road Sprinkler Sys Cooler Renovation NFPA 13 dn 87 static and 74 residual at 1443 gpm, 9-6-89 Dry 32 5/1/2000

Hannaford Bros. Rack South Portland 54 Hannaford Stre Sprinkler Sys Wareho New NFPA 13 6.5 Date of last water test; 8/1/2000; Static Pressure;95 Resid Dry 315 9/22/2001

Hannaford BrothersSouth Portland Dartmouth Street Sprinkler Sys Storage Renovation NFPA 13 & 9 11/1990 Static 95, 3290 GPM at 83 psi Wet 180 11/16/1995

Hannaford BrothersSouth Portland Hannaford Street Sprinkler Sys Mercan New Hydr. Calc. 18. 1989 Static 95, 3290 GPM at 83 psi Wet 0 4/8/1992

Hannaford Brothers - 19South Portland P. O. Box 1000 Sprinkler Sys Storage New Factory Mut None Given Wet 0 10/17/1990

Hannaford Brothers, (FrSouth Portland Dartmouth Street Maine Fire P Freezer New NFPA 13 12 100 static and 97 residual at 1565 gpm, 6-2-04 Dry 590 7/2/2004

Hannaford Brothers, (RSouth Portland 54 Hannaford Stre Sprinkler Sys Wareho Renovation NFPA 231C dn 90 static, 90 residual at main drain test, 1996 Wet 117 8/22/1997
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Hannaford CoolerSouth Portland Dartmouth Street Sprinkler Sys Cooler New NFPA 13 10 100 static and 97 residual at 1565 gpm, 6-3-04 Dry 1020 4/30/2005

Hannaford Dist. Office South Portland 54 Hannaford Stre Sprinkler Sys OfficesAddition of NFPA 13 5+ 56 6/21/2012

Hannoush JewelersSouth Portland Maine Mall Road Sprinkler Sys Mercan Renovation NFPA 13 1993 Static 88, 1420 GPM at 82 psi Wet 32 9/18/1995

Home DepotSouth Portland Clarks Pond Parkw Eastern Fire Mercan New NFPA 231C 10 90 static and 85 residual at 2400 gpm, 12-2-99 Dry 1764 6/23/2000

Home GoodsSouth Portland Clarks Pond Parkw Sprinkler Sys Mercan Renovation NFPA 13 dn 90 static and 85 residual at ?, 1-3-95 2" main drain test Wet 48 3/30/2000

Home Quarters WarehoSouth Portland Clarks Pond Parkw Capitol Fire StorageNew NFPA 13 & 10 Static 80, 1880 GPM at 72 psi ITT-AC 1500 GPM at 70 Wet 0 1/10/1995

Homequarters WarehouSouth Portland Clark's Pond Park Capitol Fire StorageNew NFPA 13 None Given 0 12/10/1990

Hoyts TheatreSouth Portland Clark's Pond Park Sprinkler Sys Assemb New NFPA 13 None Given Wet 0 10/2/1990

I-HOP RestaurantSouth Portland 195 Maine Mall R Simplex Grin Restaur Renovation NFPA 13 5 90 static and 89 residual at 1413 gpm, 5-22-03 Dry 72 10/21/2004

Immigration & NaturaliSouth Portland Gannett Drive Eastern Fire Busines New NFPA 13 12 82 static, 79 residual at 1404 gpm, 7-19-95 Wet 189 12/23/1996

Ingraham Crisis ResideSouth Portland 1321 Broadway Eastern Fire Crisis New NFPA 13R 7.3 91 static and 68 residual at 1230 gpm, 8-1-94 Wet 43 4/8/1999

IntellicareSouth Portland 500 Southborough High Tech Fi Office Renovation NFPA 13 n/a. 95 static and 85 residual on drain test 12-6-07 78 1/8/2007

Intermed ClinicalSouth Portland 100 Foden Road Eastern Fire Busines Renovation NFPA 13 14 82 static, 62 residual at 1321 gpm, 7-30-91 Wet 58 5/12/1997

Intermed Imaging SuiteSouth Portland 100 Foden Road Sprinkler Sys Medica Renovation NFPA 13 n/a 87 static and 74 residual at 1443 gpm, 9-30-93 Wet 38 3/30/2004

Intermed Pediatrics 3rd South Portland 100 Foden Road W Sprinkler Sys Offices Renovation NFPA 13 5+ 52 6/21/2012

Intermed Urgent CareSouth Portland 100 Foden Road E Sprinkler Sys Offices Renovation NFPA 13 30 8/2/2012

Intermed, (Cardiac, SpoSouth Portland 100 Foden Road Sprinkler Sys Office Renovation NFPA 13 n/a 35 6/2/2006

J CREW-MAINE MALSouth Portland 364 MAINE MAL Dean & Ally MERC Renovation NFPA 13 9.8 79 6/5/2012

J. P. Cranoli'sSouth Portland 195 Maine Mall R Simplex Grin Restaur Renovation NFPA 13 14. 08/24/94 Static 90, 2325 GPM at 83 psi Dry 49 5/5/1999

Joe's Boat HouseSouth Portland 231 Front Street Eastern Sprin Restaur Renovation NFPA 13 dn 110 static and 95 residual at 2 inch main drain test Dry 0 2/21/2001

Jordan Marsh, Maine MSouth Portland Maine Mall John L. Carte Mercan Renovation NFPA 13 dn dna Wet 21 1/31/1996
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Jordan's Foods, (WarehSouth Portland Gannett Drive Sprinkler Sys Wareho New NFPA 231C 5 79 static and 76 residual at 1384 gpm, 4-7-99 Dry 354 11/12/1999

Kaler Elementary SchooSouth Portland 165 South Kelsey Sprinkler Sys EducatiNew NFPA 13 5 96 static and pitot of 78 at 1482 Wet 300 12/3/2002

Key Bank Operations CSouth Portland 3 Gannett Drive Freedom Fire Office Renovation NFPA 13 dn dna Wet 20 10/25/2001

Kingston Street LLC, (BSouth Portland 120 Thadeus Street ANB Fire Pr Comme New NFPA 13 27 99 static and 94 residual at 2642 gpm, 9-8-05 Wet 144 11/22/2005

Lechmere StoreSouth Portland Maine Mall Road Eastern Fire Mercan New NFPA 13  & 20 11/12/93 Static 88, 1420 GPM at 82 psi Wet 0 12/17/1993

LechtersSouth Portland Maine Mall Dean & Ally Mercan Existing & n NFPA 13 dn Existing mall feed mains Wet 47 8/6/1996

Liberty Commons ApartSouth Portland 670 Westbrook Str Simplex Grin Residen New NFPA 13R 10 84 static and 80 residual at 1363 gpm, 7-16-04 Wet 337 11/22/2005

Liberty Commons ApartSouth Portland 670 Westbrook Str Simplex Grin Residen New NFPA 13R 10 84 static and 80 residual at 1363 gpm, 7-16-04 Wet 232 1/15/2005

Liberty Commons ApartSouth Portland 670 Westbrook Str Simplex Grin Residen New NFPA 13R 12 84 static and 80 residual at 1363 gpm, 7-16-04 Wet 312 11/19/2004

Limited Express StoreSouth Portland Maine Mall Road Automatic S Mercan New NFPA 13 07/11/86 Static 76, 1311 GPM at 61 psi Wet 0 5/15/1991

Linens & ThingsSouth Portland Maine Mall Eastern Fire Mercan Existing & n NFPA 231 9 90 static and 87 residual at 1310 gpm, 8-20-96 Wet 414 3/19/1999

Loranger Door & WindSouth Portland 2325 Broadway Av Eastern Fire Mercan New NFPA 13 10 92 static and 83 residual at 1424 gpm, 10-14-99 Wet 215 11/9/2004

Loranger Tenant Fit-upSouth Portland 2325 Broadway Av Eastern Fire Mercan Renovation NFPA 13 5 89 static and 76 residual at 1424 gpm, 10-14-99 Wet 76 6/13/2005

Lyric TheaterSouth Portland 176 Sawyer Street High Tech Fi Assemb New & exist NFPA 13 9.1 110 static, 95 residual at 925 gpm, 1995 Wet 18 1/16/1996

Lyric TheaterSouth Portland 176 Sawyer Street High Tech Fi Theater Existing & n NFPA 13 8 105 static and 100 residual at 500 gpm, 8-11-00 Wet 88 12/8/2000

MacDonald Page & CoSouth Portland Long Creek Drive Automatic S Office New NFPA 13 Static 80, 1940 GPM at 68 psi Dry 0 2/20/1991

Maine CardiologySouth Portland Gannett Drive Dean & Ally Medica Renovation NFPA 13 6 79 static and 76 residual at 1383 gpm, 4-7-99 Wet 258 1/1/2005

Maine Center For EnterSouth Portland 3 Adams Street Freedom Fire Office New NFPA 13 9.2 Date of last Water test; 7/31/90; Static; 92; Residual;80; Wet 192 6/4/2001

Maine CrossingSouth Portland Running Hill Road Eastern Fire Mercan New NFPA 13 9 72 static and 70 residual at 1957 gpm, 8-17-99 Wet 315 5/19/2001

Maine Crossing (Men's South Portland Running Hill Road Eastern Fire Mercan New NFPA 13 20. Date of last water test; 8/17/99; Static Pressure; 72 Resid Wet 65 8/25/2001

Maine Crossing, (AC MSouth Portland Running Hill Road Eastern Fire Mercan New NFPA 13 10 72 static and 70 residual at 1957 gpm, 8-17-99 Wet 215 9/25/2001
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Maine Crossing, (FamoSouth Portland Running Hill Road Eastern Fire Mercan New NFPA 13 7 72 static and 70 residual at 1957 gpm, 8-17-99 Wet 110 9/13/2001

Maine Crossing, (MattrSouth Portland Running Hill Road Eastern Fire Mercan New NFPA 13 10 72 static and 70 residual at 1957 gpm, 8-17-99 Wet 53 11/10/2001

Maine Crossing, (Out PSouth Portland Running Hill Road Eastern Fire Mercan New NFPA 13 7 72 static and 70 residual at 1957 gpm, 8-17-99 Wet 48 3/29/2002

Maine Mall ( Lamey - South Portland Maine Mall Simplex Grin Retail New additio NFPA 13 Existing system addition Wet 68 5/27/1998

Maine Mall Anchor StorSouth Portland Maine Mall Sprinkler Sys Mercan Existing & n NFPA 13 5 88 static, 82 residual at 1420 gpm, 11-12-93 Wet 57 6/19/1996

Maine Mall Motors, AdSouth Portland 255 Maine Mall R Maine Fire P Repair New additio NFPA 13 dn 95 static, ? residual at 1500 gpm, 1995 Dry 95 3/5/1997

Maine Mall RenovationSouth Portland Maine Mall Road Sprinkler Sys Mercan Renovation NFPA 13 28 88 static and 82 residual at 1420 gpm Wet 0 4/26/1994

Maine Mall, (AbercromSouth Portland 364 Maine Mall R Sprinkler Sys Mercan New NFPA 13 dn 88 static and 82 residual at 1420 gpm, 11-12-93 Wet 120 9/21/1998

Maine Mall, (Ann TayloSouth Portland Maine Mall Road Dean & Ally Mercan Renovation NFPA 13 n/a n/a Wet 60 5/6/2004

Maine Mall, (Best Buy)South Portland Maine Mall Simplex Grin Mercan Renovation NFPA 13 5 90 static, 83 residual at 2325 gpm Wet 373 6/24/1998

Maine Mall, (BrookstonSouth Portland 364 Maine Mall R Freedom Fire Mercan Renovation NFPA 13 dn dna Wet 30 4/12/2001

Maine Mall, (Build-A-BSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 n/a n/a Wet 28 9/14/2004

Maine Mall, (Casual CoSouth Portland 364 Maine Mall R Simplex Grin Mercan Renovation NFPA 13 dn dna Wet 50 5/31/1997

Maine Mall, (Disney StSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 25 90 static and 89 residual at 1413 gpm, 5-22-03 Wet 30 7/22/2005

Maine Mall, (Express StSouth Portland Maine Mall Freedom Fire Mercan Renovation NFPA 13 dn dna Wet 77 7/23/2002

Maine Mall, (Finish LinSouth Portland Maine Mall Freedom Fire Mercan Renovation NFPA 13 dn dna Wet 47 5/8/2002

Maine Mall, (Gap, Gap South Portland Maine Mall Road Simplex Grin Mercan Renovation NFPA 13 11 90 static and 83 residual at 2325 gpm, 1998 Wet 160 7/6/2000

Maine Mall, (Hammett'sSouth Portland Maine Mall Shoppi Freedom Fire Mercan Renovation NFPA 13 dn 90 static, 83 residual at 2325 gpm, but no date given Wet 32 5/30/1997

Maine Mall, (Lane BryaSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 5 90 static and 89 residual at 1413 gpm, 5-22-03 Wet 66 3/28/2005

Maine Mall, (Limited TSouth Portland 364 Maine Mall R Sprinkler Sys Mercan Renovation NFPA 13 n/a 88 static and 82 residual at 1420 gpm, 11-12-93 Wet 43 7/25/2005

Maine Mall, (Lindt ChoSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 n/a n/a Wet 27 3/13/2005
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Maine Mall, (MotherhoSouth Portland Mall Road Freedom Fire Mercan RenovationNFPA 13 na na Wet 30 2/24/2003

Maine Mall, (On the BoSouth Portland Maine Mall Sprinkler Sys Restaur New NFPA 13 15 90 static, 83 residual at 2325 gpm, 8-24-94 Wet144 9/30/1999

Maine Mall, (Pac/Sun)South Portland 364 Maine Mall R Freedom Fire Mercan Renovation NFPA 13 dn dna Wet 35 10/9/2001

Maine Mall, (Pottery BaSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 dn dna Wet 101 7/31/2002

Maine Mall, (Ruby TueSouth Portland Maine Mall Road Sprinkler Sys Restaur Renovation NFPA 13 dn 88 static and 82 residual at 1420 gpm, 11-12-93 Wet 60 11/19/2002

Maine Mall, (The ChildSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 dn dna Wet 50 5/11/2002

Maine Mall, (The PicturSouth Portland Maine Mall Dean & Ally Mercan RenovationNFPA 13 dn dna Wet 21 6/11/2001

Maine Mall, (Vinnys T'sSouth Portland Maine Mall Dean & Ally Restaur Renovation NFPA 13 na na Wet 97 6/12/2003

Maine Mall, (Williams-South Portland Space 102, Maine Simplex Grin Mercan Renovation NFPA 13 dn dna Wet 43 6/24/1998

Maine Mall, Filene'sSouth Portland Maine Mall Road Eastern Fire Mercan New NFPA 13 10 61 static, 60 residual at 1500 gpm, 4-10-96 Wet 435 7/10/1996

Maine Mall, J RigginsSouth Portland Maine Mall Road Fireshield Sp Mercan Existing NFPA 13 22 6/7/1990

Maine Pediatrics CenterSouth Portland 75 John Roberts R High Tech Fi Health Existing NFPA 13 8.5 08/01/90 Static 80, 2020 GPM at 73 psi Wet 0 1/26/1995

Maine Youth CenterSouth Portland Westbrook Street High Tech Fi Busines Existing NFPA 13R 5 07/29/93 Static 69, 978 GPM at 47 psi Wet 0 5/12/1995

Maine Youth CenterSouth Portland Westbrrok Street Sprinkler Sys Busines Existing & n NFPA 13 5.5 06/06/94 Static 78, 1025 GPM at 54 psi Wet 0 8/10/1994

Mall Plaza, (Husson ColSouth Portland Payne Road Eastern Fire Busines Renovation NFPA 13 dn 80 static, 7/08/97 ? 91 8/12/1997

Marriott at Sable OaksSouth Portland 200 Sable Oaks Dr Dean & Ally Assemb Renovation NFPA 13 24 130 static and 121 residual at 787 gpm, 5-29-02. Aurora Wet 90 10/8/2002

Marshall'sSouth Portland Clark's Pond Shop Eastern Fire Mercan New NFPA 13 None Given Wet 0 1/2/1991

Marvin WarehouseSouth Portland 167 Rumery Road Sprinkler Sys Storage New NFPA 13 7 95 static, 75 residual at 1342 gpm, 6-97 Dry 336 12/16/1997

Merry Manor Inn, (Pool South Portland 700 Main Street Sprinkler Ser Assemb Existing & n NFPA 13 dn 67 static and 45 residual at 1126 gpm, 7-29-91 Wet 30 2/5/1999

Merry Manor Inn, (TowSouth Portland 700 Main Street, ( Simplex Grin Hotel Existing & n NFPA 13 8 85 static and 75 residual at 355 gpm, 2004 Wet 39 3/20/2004

Mill Cove LandingSouth Portland 72 Ocean Street Simplex Grin Residen New NFPA 13R 7 534 3/20/2008
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Mixed Use, (Lot 7, WesSouth Portland Western Avenue Eastern Fire Mercan New NFPA 13 17 82 static and 67 residual at 1373 gpm, 8-4-94 Wet 128 8/4/2005

MMC Call CenterSouth Portland Brickhill Ave. Eastern Fire Office Renovation NFPA 13 7 29 7/26/2012

Morse, Payson & NoyesSouth Portland John Roberts Road Eastern Fire Office Renovation NFPA 13 5 93 static and 79 residual at 1491 gpm, 7-27-95 Wet 26 6/5/2001

MVP SportsSouth Portland Clark Pond Parkwa Hampshire Fi Mercan Renovation NFPA 13 Existing area density Wet 240 8/8/1995

National DistibutorsSouth Portland 116 Wallace Ave Eastern Fire Beer C Renovation NFPA 13 9 5-13-09 water test is 97 static 68 residual at 2298 gpm wh 48 4/9/2011

National Distribution ESouth Portland 116 Wallace Aven Fire Shield S Busines New additio NFPA 231 24 Static 85, 1278 GPM at 66 psi Wet 0 3/28/1991

National DistributorsSouth Portland Wallace Avenue High Tech Fi Wareho New NFPA 13 29 5-7-07 drain test gave 90 static at 55 residual 208 2/23/2007

National DistributorsSouth Portland 116 Wallace Aven Eastern Fire Distrib Both NFPA 13 06/07/95 Static 90, 1405 GPM at 80 psi Wet 86 9/18/1995

National Semi ConductSouth Portland 333 Western Aven High Tech Fi Laborat Renovation NFPA 13 Changing 80 brass pendants to chrome 80 9/21/1995

National Semi ConductSouth Portland Western Avenue Sprinkler Sys Industri Existing NFPA 13 Application says to refer to plans Wet 0 4/3/1991

National Semi ConductSouth Portland 333 Western Aven High Tech Fi Industri Existing NFPA 13 15. 06/93 Static 85, 1280 GPM at 75 psi Wet 0 12/20/1994

National Semicd.,PenthSouth Portland 337 Western Aven Simplex Grin Industri New NFPA 318 10 85 static, 80 residual at 2373 gpm, 8-28-95, plus a pump Wet 435 8/1/1996

National SemiconductorSouth Portland 33 Western Avenu Sprinkler Sys Oil StorNew NFPA 13 dn 85 static, 80 residual at 2373 gpm, 8-29-95 Wet 32 5/10/1997

National Semi-conductoSouth Portland 333 Western Aven Eastern Fire IndustriRenovation NFPA 13 Existing System 29 12/19/1995

National SemiconductorSouth Portland 333 Western Aven High Tech Fi Industri Existing NFPA 13 15. 07/30/91 Static 85, 1280 GPM at 75 psi Wet 0 2/17/1994

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Microc Renovation NFPA 318 5 85 static, 72 residual at 2250 gpm, 8-2-96 & Peerless pu Wet 196 5/16/1997

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Microc Renovation NFPA 318 10 dna Wet 115 7/14/1997

National SemiconductorSouth Portland 5 Foden Road, Bui Simplex Grin Microc Existing & n NFPA 13 9 120 static, 65 residual at 3000 gpm, with Peerless 8AEF1 Wet 61 1/24/1998

National SemiconductorSouth Portland 5 Foden Road Sprinkler Sys Industri Existing & n NFPA 13 12 85 static, 69 residual at 2250 gpm, 1996 Wet 273 8/15/1997

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Industri New NFPA 13 10 85 static, 72 residual at 2250 gpm, 8-2-96 Wet 317 10/2/1996

National SemiconductorSouth Portland 333 Western Aven Eastern Fire IndustriExisting & n NFPA 13 86 85 static, 80 residual at 2373 gpm, 8-29-96. Pump rated a Wet 73 11/22/1996
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National SemiconductorSouth Portland 333 Western Aven Simplex Grin Industri New NFPA 318 10 85 static, 72 residual at 2250 gpm, 8-2-96 Wet 253 11/20/1996

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Industri New NFPA 318 10 85 static, 72 residual at 2250 gpm, 8-2-96 Wet 691 10/29/1996

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Microc New NFPA 318 10 85 static, 72 residual at 2250 gpm 08/02/96 Wet 423 2/13/1997

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Industri New NFPA 318 10 85 static, 72 residual at 2250 gpm, 8-2-96 Wet 548 10/3/1996

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Microc New NFPA 13 10 85 static, 72 residual at 2250 08/02/96 Wet492 1/22/1997

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Microc New NFPA 13 10 85 static, 72 residual at 2250 gpm, 8-2-96 Wet 690 12/3/1996

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Manufa New NFPA 13 10 85 static, 72 residual at 2250 gpm 08/02/96 Wet 964 8/23/1996

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Industri New NFPA 318 10 85 static, 72 residual at 2250 gpm, 8-2-96 Wet 593 12/19/1996

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Busines Renovation NFPA 13 5 85 static, 69 residual at 2250 gpm, 8-29-96 Wet 248 6/6/1997

National SemiconductorSouth Portland 333 Western Aven Simplex Grin Fire Pu New NFPA 13 & 10 85 static, 72 residual at 2250 gpm, 8-29-96 Wet 20 6/6/1997

Nat'l Semiconductor, (LSouth Portland 333 Western Aven Simplex Grin Microc New NFPA 13 10 85 static, 72 residual at 2250 gpm, 8-2-96 Wet 255 1/2/1997

Northeast Mobile HealtSouth Portland 5 Wallace Avenue High Tech Fi Office Existing & n NFPA 13 10 75 static and 65 residual at 1150 gpm, 7-20-95 Wet 46 5/7/2003

Northeast Mobile HealtSouth Portland 5 Wallace Avenue High Tech Fi Office Existing & n NFPA 13 75 static and 65 residual at 1150 gpm, 7-20-95 Wet 46 6/16/2003

OdoriteSouth Portland 5 Wallace Avenue Capitol Fire Distrib Existing & n NFPA 13 7 95 static and 72 residual at 1342 Wet 205 11/22/2002

Office Depot, (Store #2South Portland 301 Maine Mall R Simplex Grin Mercan New NFPA 13 11 90 static and 89 residual at 1413 gpm, 5-22-03 Wet 242 9/14/2004

Office MaxSouth Portland Maine Mall Road Eastern Fire Mercan Renovation NFPA 13 5.9 74 static, 66 residual at 2599 gpm, 8-1-96 Wet 292 12/23/1996

Old Country BuffetSouth Portland Maine Mall Road Sprinkler Sys Restaur Existing NFPA 13 11/12/93 Static 88, 1420 GPM at 82 psi Wet 0 12/13/1994

One Hundred Eleven WSouth Portland 111 Westcott Stree Simplex Grin BusinesRenovation NFPA 13 dn 58 static, 49 residual at 1233 gpm, 12-16-92 Dry 67 1/24/1998

One Hundred Fifty-NineSouth Portland 159 Cash Street Atlantic Auto Office Renovation NFPA 13 Dry 81 4/12/1999

One Hundred Twenty FSouth Portland 124 Sawyer Street Eastern Sprin ResidenNew NFPA 13R 40 98 static and 61 residual at 1611 gpm, 1997 Wet 72 9/16/1998

One Stop Party ShoppeSouth Portland Haskell Avenue Eastern Fire Storage New NFPA 13 39 116 static, 98 residual at 1501 gpm, 8-2-94 Wet 105 2/9/1996
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One Wallace AvenueSouth Portland One Wallace Aven Eastern Fire Storage New NFPA 13 7 95 static and 72 residual at 1342 gpm, 11-08-02 Dry 768 8/30/2005

Outback SteakhouseSouth Portland 147 Western Aven High Tech Fi Restaur New NFPA 13 32 82 static and 74 residual at 1353 gpm, 6-00 Wet 81 8/5/2002

Panera BreadSouth Portland 343 Gorham Road Maine Fire P Restaur New NFPA 13 20 87 static and 74 residual at 1443 gpm, 9-30-93 Wet 59 8/10/2000

Pape HummerSouth Portland 2065 Broadway High Tech Fi Showro New NFPA 13 45 85 static and 80 residual at 1299 gpm, 1992 Wet 72 11/10/2004

Payless Shoe SourceSouth Portland Maine Mall Road Eastern Fire Mercan Existing NFPA 13 20 11/12/93 Static 88, 1420 GPM at 82 psi Wet 0 9/21/1994

PETCOSouth Portland 220 Maine Mall R Atlantic Auto Mercan Renovation NFPA 13 dn dna Wet 135 10/1/1999

Pizzo Office BuildingSouth Portland Gannett Drive Sprinkler Sys Busines New NFPA 13 5 79 static and 76 residual at 1384 gpm, 4-7-99 Wet 174 8/16/2000

Plastic & Hand SurgicalSouth Portland 244 Western Aven Maine Fire P Busines New NFPA 13 21 82 static and 76 residual at 1443 gpm, 10-25-01 Wet 267 3/19/2003

Port ResourcesSouth Portland 49 Albany Street Sprinkler Ser Group New NFPA 13D 5 Gould GT15 pump rated at 30 gpm at 47 psi Wet 22 2/20/2001

Portland ValveSouth Portland 1 Madison Street Eastern Fire Busines Existing NFPA 13 08/24/90 Static 92, 1222 GPM at 80 psi Wet 0 11/16/1994

Portland WeldingSouth Portland Madison Street Eastern Fire Storage New NFPA 13 11 101 static, 61 residual at 1311 gpm, 7-18-95 Wet 105 6/20/1997

Prints PlusSouth Portland Maine Mall Road High Tech Fi Mercan Renovation NFPA 13 18 06/95 Static 90, 1170 GPM at 86 psi Wet 25 10/10/1995

Professional Arts BuildiSouth Portland Lot 5, Cumming R Freedom Fire Office New NFPA 13 11 80 static and 72 residual at 1424 gpm, 7-19-95 Wet 95 11/6/2000

Professional Office BuilSouth Portland 210 Western Aven Dean & Ally Busines New NFPA 13 10 80 static, 67 residual at 1373 gpm, 7-30-91 Dry 289 9/19/1997

Red Bank MultipurposeSouth Portland 29 MacArthur Circ Simplex Grin Assemb New NFPA 13 18 82 static, 42 residual at 1087 gpm, 7-19-95 Wet 71 12/16/1997

Redbank SchoolSouth Portland MacArthur Road Sprinkler Sys Educati Existing Hydro-Pro 08/1992 Static 70, 825 GPM at 30 psi / Peerless Pump 80 Wet 0 8/5/1992

Remax Absolute Realty,South Portland 100 Foden Road Sprinkler Sys Office Renovation NFPA 13 n/a n/a Wet 31 11/6/2005

Ridgeland EstatesSouth Portland 109 Ridgeland Ave High Tech Fi Residen New NFPA 13 1989 Static 62, 1000 GPM at 40 psi Dry 0 5/11/1993

Rite Aid Pharmacy #41South Portland Main Street at Cas Sprinkler Sys MercanNew NFPA 13 9.4 98 static, 80 residual at 1501 gpm, 8-2-94 Wet 90 1/19/1996

River Place ClubhouseSouth Portland Second Street Dean & Ally Clubho New NFPA 13 31 98 static and 85 residual at 1256 gpm, 1999 Dry77 3/5/2003

River Place, (Building South Portland Second Street Dean & Ally Apartm New NFPA 13 11 98 static and 85 residual at 1256 gpm, 1999 Dry 375 1/3/2003

141



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

River Place, (Building South Portland Second Street Dean & Ally Apartm New NFPA 13R 8 98 static and 85 residual at 1256 gpm, 1999 Wet561 3/5/2003

River Place, (Building South Portland Second Street Dean & Ally Apartm New NFPA 13R 17 98 static and 85 residual at 1256 gpm, 1999 Wet 419 7/16/2003

River Place, (Building South Portland Second Street Dean & Ally Apartm New NFPA 13R 17 98 static and 85 residual at 1256 gpm, 1999 Wet 419 7/16/2003

River's Walk Office/ResSouth Portland D Street Eastern Fire Office New NFPA 13R 10 101 static and 95 residual at 1403 gpm, 5-17-99 Wet 193 11/8/2003

Romanos Macaroni GrilSouth Portland Philbrook Road Simplex Grin Assemb New NFPA 13 7 87 static, 74 residual at 1443 gpm, 9-30=03 Wet 123 7/12/1996

Running Hill Road OffiSouth Portland Running Hill Road Dean & Ally Office New & Ren NFPA 13 65 184 static and 160 residual at 1500 gpm, 6-10-04. Peerles Wet 241 4/12/2005

SAPPI, NA, (Phase 2)South Portland 179 John Roberts Sprinkler Sys Office New NFPA 13 14 91 static and 82 residual at 2510 gpm, 8-19-04 Wet 82 3/21/2005

SAPPI, NPSouth Portland 179 John Roberts Sprinkler Sys Office Renovation NFPA 13 22 91 static and 82 residual at 2510 gpm, 8-19-04 Wet 263 12/11/2004

Sawyer BuildingSouth Portland 444 Sawyer Road High Tech Fi Residen New NFPA 13R 17 Main drain test will be done to confirm water data. 93 7/22/2007

SEBAGO TECHNICSSouth Portland 75 JOHN ROBER Eastern Fire OFFIC Renovation NFPA 13 83 4/9/2012

Sedgwick Claims ManaSouth Portland 179  John Roberts High Tech Fi office s New System NFPA 13 5.8 82 12/4/2008

Seven-Hundred-Seven SSouth Portland 707 Sable Oaks Dr Mark McFad Busines New NFPA 13 5 Static 53, 1138 GPM at 47 psi 0 11/21/1991

Shalom HouseSouth Portland Wilson Street Eastern Fire Busines New NFPA 13R 8.3 08/11/95 Static 70, 1034 GPM at 60 psi Wet49 11/27/1995

Shaw'sSouth Portland Mill Creek Avenue Eastern Fire Mercan Renovation NFPA 13 dn dna Wet 16 9/11/1997

Shaw'sSouth Portland Ocean Avenue Eastern Fire Mercan New NFPA 13 07/1991 Static 94, 1193 GPM at 64 psi Wet 0 6/22/1992

Shaw's Millcreek PlazaSouth Portland Millcreek Fire Shield S Mercan New NFPA 13 None Given Wet 0 9/26/1990

Sheraton Tara HotelSouth Portland 363 Maine Mall R Automatic S Hotel New NFPA 13 19. 08/1986 Static 145, 832 GPM at 95 psi Wet 0 1/23/1991

Shop n SaveSouth Portland 50 Cottage Road Sprinkler Sys Mercan Renovation NFPA 13 dn 104 static and 64 residual at 1342 gpm, 8-15-95 Wet 105 2/27/2001

Skillin Elementary SchoSouth Portland 180 Wescott Road Sprinkler Sys Educati New NFPA 13 5.0 Static 58, 1240 GPM at 49 psi Wet 0 1/12/1993

SMCC, (Hague Hall)South Portland Southern Maine C Dean & Ally Busines Renovation NFPA 13 n/a n/a Wet 31 12/29/2004

SMCC, (Residence HallSouth Portland Pickett Street High Tech Fi Residen New NFPA 13R 36 490 10/31/2006
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SMTC [Howe Hall];[TeSouth Portland Fort Road And Pic Sprinkler Sys Class RNew NFPA 13 7.5 Date of last water test; 8/3/95; Static Pressure;90;   Resid Dry 479 9/12/2001

SMTC, (Harborside DorSouth Portland Fort Street Dean & Ally Dormit New NFPA 13 11 85 static and 72 residual at 1244 gpm, 7-9-03 Dry 0 7/31/2003

SMTC, (Preble Hall)South Portland Fort Road & Picket Sprinkler Sys Busines New NFPA 13 7 90 static and pitot 63 at 1332 gpm, 8-3-95 Dry 405 8/28/2002

South Portland Boys & South Portland 169 Broadway Sprinkler Sys Recreat New NFPA 13 9 104 static and 94 residual at 1244 gpm, 5-17-99 Wet 155 5/28/2002

South Portland Bus GarSouth Portland 1142 Highland Av Atlantic Auto Bus Ga New NFPA 13 9 81 static and 73 residual at 1450 gpm, 9-19-00 Dry 362 10/2/2000

South Portland DispatchSouth Portland 30 Anthoine Street Maine Fire P Offices, New NFPA 13 43 104 static and 85 residual at 1618 gpm, 8-11-1995 Wet 153 6/23/1998

South Portland High ScSouth Portland Broadway Street High Tech Fi Educati New NFPA 13 7 78 static, 51 residual at 1198 gpm, 8-8-94, plus a Peerless Wet 459 1/24/1997

South Portland High ScSouth Portland Broadway Street High Tech Fi Educati Existing & n NFPA 13 6 78 static, 51 residual at 1198 gpm, 8-8-94, plus a Peerless Wet 762 6/21/1996

South Portland Rec CenSouth Portland Nelson Road Sprinkler Sys Recreat New NFPA 13 5 72 static and 68 residual at 731 gpm, 5-17-99 Wet 489 1/13/2000

Southbrook Office BuilSouth Portland 324 Gannet Drive Eastern Fire Office New NFPA 13 7 79 static and 76 residual at 1384 gpm, 4-99 Dry 0 8/20/2003

Southbrook PlaceSouth Portland 202 Gannet Plz ACRA Fire P Dental New NFPA 13 28 79 static and 76 residual at 1383 gpm, 4-7-99 Wet 151 10/3/2003

Southbrook Place, (RocSouth Portland 202 Gannet Drive ACRA Fire P Office Renovation NFPA 13 24 79 static and 76 residual at 1383 gpm Wet 40 5/14/2004

Southern Maine JuvenilSouth Portland 675 Westbrook Str Sprinkler Sys Prison Renovation NFPA 13 5 77 static and 59 residual at 1185 gpm, 9-25-00 Dry 1671 10/25/2000

Southern Maine TechniSouth Portland Dewey Hall Eastern Fire Educati New Hydro-Pro 9 07/31/90 Static 92, 1138 GPM at 80 psi Wet 0 2/10/1992

Sports AuthoritySouth Portland Maine Mall Road High Tech Fi Mercan New NFPA 13 6 90 static, 83 residual at 1163 gpm, 8-24-94 Wet 386 4/1/1997

Standard InsuranceSouth Portland 41 Donald B Dean Sprinkler Sys BusinesNew NFPA 13 14 83 static and 67 residual at 1373 gpm, 6-9-92 Wet 125 12/14/2000

StaplesSouth Portland 443 Western Aven Eastern Fire Mercan Renovation NFPA 13 dn dna Wet 45 3/13/1996

Talbot'sSouth Portland 343 Gorham Road Sprinkler Sys Mercan Existing NFPA 13 7.9 None Given 0 2/19/1991

Talbot's PetitesSouth Portland Gorham Road Eastern Fire Mercan Renovation NFPA 13 08/02/92 Static 80, 1880 GPM at 72 psi Wet 48 12/4/1995

Target Store, (T-1338)South Portland 200 Running Hill Dean & Ally Mercan New NFPA 13 10 63 static and 56 residual at 1256 gpm, 1993 Wet 624 5/9/2001

Tenerco PackagingSouth Portland Westbrook Street Simplex Grin Industri Renovation NFPA 13 8 69 static, 47 residual at 978 gpm, 7-29-93 Wet 46 5/31/1996
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Texas Instruments fab eSouth Portland 333 Western Ave. High Tech Fi Manufa Renovation NFPA 13 6 42 7/11/2012

TGI FridaysSouth Portland 200 Gorham Road High Tech Fi Assemb New NFPA 13 5 78 static and 76 residual at 1800 gpm, 7-1996 Wet 82 7/13/1998

The Curtain ShopSouth Portland 161 Western Aven Simplex Grin Mercan New NFPA 13 13 82 static and 74 residual at 1353 gpm, 6-2-02 Wet 203 3/5/2003

The Disney StoreSouth Portland Maine Mall Road Fire Shield S Mercan Existing NFPA 13 None Given Wet 0 9/6/1990

The Ecology HouseSouth Portland Maine Mall Road Fire Shield S Mercan Existing NFPA 13 Static 76, 1311 GPM at 61 psi Wet 0 11/9/1992

The GapSouth Portland Maine Mall Road Automatic S Retail s Renovation NFPA 13 None Given Wet 106 7/7/1995

The Learning CenterSouth Portland 123 Darling Avenu Atlantic Auto Office / Renovation NFPA 13 dn dna Wet 185 6/16/2000

The Limited TooSouth Portland Maine Mall Road Sprinkler Sys Mercan Renovation NFPA 13 1993 Static 88, 1420 GPM at 82 psi Wet 82 8/1/1995

The Olive GardenSouth Portland Gorham Road John L. Carte Restaur New NFPA 13 09/13/89 Static 77, 1373 GPM at 67 psi 0 10/2/1991

Thirtyfive Acorn Lane, (South Portland 35 Acorn Lane Sprinkler Ser Residen New NFPA 13D 11 Gould Pump  Model # PF10 rated at 22 gpm at 46 psi Wet 35 4/20/1998

Thirtyfive Acorn Lane, (South Portland 35 Acorn Lane Sprinkler Ser Residen New NFPA 13 9 Gould pump, Model #PF20, Not UL listed, 28GPM at 54 Wet 36 3/7/1998

Thom McAnn - Maine South Portland Maine Mall Road Fire Shield S Mercan Existing NFPA 13 1989 Static 76, 1311 GPM at 61 psi Wet 0 11/5/1992

Toddle Inn DaycareSouth Portland 57 Gary L Maietta Simplex Grin Day Ca New NFPA 13 66 99 static and 92 residual at 1462 gpm, 8-5-03 Wet 95 10/6/2003

Town Fair TireSouth Portland Jetport Plaza Robert Ceppi Mercan New NFPA 13 26 94 3/20/2008

Twenty-Five LongcreekSouth Portland 192 Western Aven Eastern Fire Busines New NFPA 13 15 08/15/88 Static 82, 1332 GPM at 63 psi Dry 0 11/2/1993

Unit 28 Atlantic PlaceSouth Portland Unit 28 Atlantic Pl High Tech Fi Office s Renovation NFPA 13 42 8/28/2012

UnumSouth Portland 2211 Congress Str High Tech Fi Busines Renovation NFPA 13 21 75 static and 70 residual at 450 gpm, 5-98 Wet 112 3/23/2000

US CellularSouth Portland 100 Gannett Drive Sprinkler Sys Office Renovation NFPA 13 n/a 79 static and 76 residual at 1383 gpm, 4-7-99 Wet 25 11/15/2004

USCG, New Station BuiSouth Portland High Street Eastern Fire Office New NFPA 13 8 98 static, 76 residual at 1321 gpm Dry 176 9/13/1996

USPS Carrier AnnexSouth Portland 174 Cash Street Sprinkler Sys Sorting Renovation NFPA 13 07/28/94 Static 100, 1463 GPM at 76 psi Wet 75 11/6/1995

ValcomSouth Portland 50 Foden Road Sprinkler Sys Office Renovation NFPA 13 85 static, 50 residual at 2373 gpm, 8-29-95 Wet 78 1/8/1997
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Victoria's Secret & BeaSouth Portland Maine Mall, Space Dean & Ally Mercan Renovation NFPA 13 10 90 static and 89 residual at 1413 gpm, 5-22-03 Wet 118 9/13/2004

VIP Discount Auto CentSouth Portland Waterman Drive Northern Fire Mercan New NFPA 13 18 102 static, 77 residual at 1472 gpm, 8-7-92 Wet 159 6/27/1997

VNA HospiceSouth Portland 50 Fodden Road Eastern Fire Health Existing NFPA 13 44 08/01/91 Static 76, 2120 GPM at 68 psi Wet 0 10/28/1994

VOID-Anthem Blue CroSouth Portland 2 Gannett Drive Freedom Fire Office Renovation NFPA 13 dn dna 26 3/26/2002

Wagner Office BuildingSouth Portland Gannett Drive Freedom Fire Office New NFPA 13 5 07/19/95 Static 82, 1404 GPM at 70 psi Wet 97 6/1/1999

WeathervaneSouth Portland Maine Mall Simplex Grin Mercan Renovation NFPA 13 dn dna Wet 29 2/10/2000

Weathervane RestaurantSouth Portland Maine Mall Eastern Fire Assemb Renovation NFPA 13 dn 90 static, 83 residual at 2325 gpm, 8-24-94 Wet 75 1/12/1996

Weight WatchersSouth Portland Runninghill Road Eastern Fire Office New NFPA 13 13 74 static and 72 residual at 1299 gpm, 8-7-01 Wet 120 9/8/2003

West End Fire StationSouth Portland 34 Crossing Drive Eastern Fire Fire Sta New NFPA 13 9 82 static and 67 residual at 1373 gpm, 8-4-94 Wet 86 5/20/2003

Western Ave. CrossingSouth Portland 85 Western Ave. Sprinkler Sys Retail New System NFPA 13 5+ 295 12/14/2010

Wright ExpressSouth Portland 75 Darling Avenue Eastern Fire Office Renovation NFPA 13 dn 80 static and 70 residual at 1404 gpm, 7-30-91 Wet 35 5/24/2002

Wright ExpressSouth Portland Long Creek Foden Dean & Ally Office New NFPA 13 20. Date of last water test; 12/2/99; Static Pressure; 90; Resid Wet 596 11/13/2001

Wright ExpressSouth Portland 53 & 75 Darling A Sprinkler Sys BusinesExisting & n NFPA 13 dn 81 static, 65 residual at 1353 gpm, 6-9-92 Wet 131 9/23/1997

Wright ExpressSouth Portland 53 Darling Avenue Sprinkler Sys BusinesNew NFPA 13 dn 90 static, 85 residual at 2" main drain test, 6-21-96 Wet 133 5/31/1997

Wright ExpressSouth Portland 75 Darling Avenue Sprinkler Sys Office Renovation NFPA 13 dn 90 static and 85 residual at..    6-21-96 Wet 71 1/15/2001

Wright Express AnnexSouth Portland 95 Darling Avenue Sprinkler Sys BusinesExisting & n NFPA 13 06/09/92 Static 81, 1353 GPM at 65 psi Wet 0 11/14/1994

Wright Express AnnexSouth Portland 95 Darling Avenue Sprinkler Sys BusinesRenovation NFPA 13 dn 81 static, 65 residual at 1353 gpm, 6-9-92 Wet 77 8/19/1996

Youth Alternatives Boy'South Portland Westbrook Street Atlantic Auto Residen New NFPA 13 17 82 static and 42 residual at 1087 gpm, 7-19-95 Dry 149 1/15/2000

Youth Alternatives FamSouth Portland Lydia Lane High Tech Fi Family New NFPA 13 8 370 10/15/2006

Zale's Jewelers, The MaiSouth Portland Maine Mall Road Sprinkler Sys Mercan Renovation NFPA 13 dn 11/13/93 Static 88, 1420 GPM at 82 psi Wet 23 3/27/1996

Zurn Nepco - Phase IISouth Portland Pope Road Fire Shield S Busines ExistingNFPA 13 None Given Wet 0 6/11/1990

145



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Little Falls LandingSouth Windham Depot Street Sprinkler Sys Housin New 5 337 2/17/2006

Maine Correctional CenSouth Windham 17 Mallison Falls High Tech Fi Housin New NFPA 13 12 80 static and 57 residual at 1233 gpm, 7-13-94 Dry 126 2/23/2005

Bonny Eagle High SchoStandish Saco Road Sprinkler Sys Educati New NFPA 13 5 271 8/26/2006

Bonny Eagle High SchoStandish Route 22 Sprinkler Sys Educati New NFPA 13 54 59 7/7/2006

Colonial Market PlaceStandish Route 25 Eastern Fire Mercan New NFPA 13 09/25/89 Static 72, 1222 GPM at 53 psi Dry 0 1/16/1992

Control DevicesStandish Route 35 Sprinkler Ser Busines New NFPA 13 dn 70 static, 58 residual at 1222 gpm, 6-2-94 Wet 35 1/24/1997

Family Dental Health AStandish Route 25 Freedom Fire Dental Renovation Maine Life 11 Goulds pump Wet 49 1/13/2000

Gardenside EstatesStandish orchard road Bob Miles & Residen New System NFPA 13D 36 12/2/2009

George E Jack SchoolStandish Route 35 Sprinkler Ser Educati Existing & n NFPA 13 6 75 static and 70 residual at 1210 gpm, 9-28-99 Dry 244 8/10/2000

Leavitt EarthworksStandish 191 Ossipee Trail ANB Fire Pr Office New NFPA 13 11 82 static and 49 residual at 750 gpm from pump curve. PaWet 115 11/8/2005

Medical Office at ColonStandish Route 25 High Tech Fi Medica Renovation NFPA 13 50 2" Main Drain Test 96 7/1/2007

RICHVILLE CHAPELStandish MOSLEY ROAD Freedom Fire CHUR New System Maine Life 8.4 24 8/9/2012

Saint Joseph's College, (Standish Saint Joseph's Coll Simplex Grin Assemb New NFPA 13 20 53 static and 40 residual at 934 gpm, 2-27-98, & Peerless Wet 449 12/24/1998

Saint Joseph's College, (Standish White's Bridge Ro Sprinkler Sys Dormit New NFPA 13R 7 52 static and 39 residual at 839 gpm, 11-10-00 Wet 25912/14/2000

Shop N SaveStandish Route 25 Sprinkler Sys Mercan New NFPA 13 11. Static 74, 1210 GPM at 61 psi Wet 0 3/10/1992

St Joseph College, (PutnStandish 278 Whites Bridge Eastern Fire Dormit New NFPA 13R 8 53 static and 40 residual at 934 gpm, 2-27-98 Wet 91 5/4/2002

St Joseph's College, (AcStandish 278 Whites Bridge High Tech Fi Busines New NFPA 13 7 43 static and 23 residual at 904 gpm, 6-18-03 Wet 381 8/9/2003

St Joseph's College, (CuStandish Eastern Fire Dormit New NFPA 13R 11 53 static and 40 residual at 934 gpm, 2-27-98 Wet 80 7/21/2001

St Joseph's College, (FeStandish Whites Bridge Roa Dean & Ally Dormit New NFPA 13R 12 53 static and 40 residual at 934 gpm, 1999 Wet 340 2/19/2003

St Joseph's College, (GiStandish 278 White's Bridge Eastern Fire Dormit New NFPA 13R 5 48 static and 25 residual at 712 gpm, 6-16-03 Wet 58 4/30/2005

St Joseph's College, (MeStandish 278 Whites Bridge High Tech Fi Classro New NFPA 13 6 49 static and 43 residual at 788 gpm, 5-25-01 Wet 55 6/27/2002
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St Josephs College, (MeStandish 278 Whites Bridge High Tech Fi Dining New NFPA 13 10 49 static and 43 residual at 788 gpm, 5-25-01 Wet 290 6/25/2001

St Joseph's College, (MeStandish Whites Bridge Roa Eastern Fire Busines Existing & n NFPA 13 6 48 static and 25 residual at 711 gpm, 6-16-03 Wet 36 7/23/2004

St Joseph's College, (O'Standish 278 White's Bridge Eastern Fire Dormit New NFPA 13R 7 43 static and 22 residual at 904 gpm, 6-16-03 Wet 135 4/30/2005

St Joseph's HallStandish Whites Bridge Roa Eastern Fire Dormit New NFPA 13R 5 48 static and 25 residual at 711 gpm, 6-16-03 Wet 348 5/12/2004

St. Joseph's College, (CStandish 278 Whites Bridge Eastern Fire Dormit New NFPA 13R 5 53 static and 46 residual at 934 gpm, 2-27-98 Wet 95 7/24/2000

St. Joseph's College, (St.Standish Whites Bridge Roa Simplex Grin Busines New NFPA 13 5 50 static, 40 residual at 1061 gpm, 6-6-94 Dry 58 7/26/1997

St. Joseph's College, (StStandish 278 White's Bridge Eastern Fire Dormit New NFPA 13R 5 43 static and 22 residual at 904 gpm, 6-16-03 Wet 148 4/30/2005

Standish CongregationaStandish Oak Hill Road Eastern Fire Church New NFPA 13 2.6 40 static and 36 residual at 887 gpm, 10-6-05 Dry 137 11/9/2005

Standish Municipal BuiStandish Route 35 Sprinkler Ser Offices New NFPA 13 9 75 static and 52 residual at 1210 gpm,  2-7-00 Dry 144 7/18/2000

STONE CREST PHASStandish 15 OAKRIDGE D Freedom Fire APART New System NFPA 13R 7.4 160 5/14/2012

Tavern on the HillStandish Route 25 Fire Shield S Assemb Existing Hydro-Pro 7.8 G & L Model NPE - 1st 40 GPM at 48 psi (2 pumps) Wet 0 7/9/1992

Thompson HouseStandish Route 35 Eastern Fire Busines New NFPA 13 5.4 Static 41, 964 GPM at 33 psi Dry 0 7/23/1991

Blackstrap Heights, HoWest Falmouth Grist Mill Lane Sprinkler Ser Home New NFPA 13D 15 Peerless PE 150C UL listed pump rated at 35 gpm at 42 p Wet 24 7/9/1996

Bowdoin Medical OfficWest Falmouth Lot 10, West Falm High Tech Fi Medica New NFPA 13 12 72 static and 61 residual at 1085 gpm, 5-20-98, 76 static Dry 182 8/18/2004

Eastern Musical Supply West Falmouth 106 Gray Road Sprinkler Sys Mercan Existing NFPA 13 Static 74, 1501 GPM at 32 psi Wet 0 2/7/1995

West Falmouth ChurchWest Falmouth Mountain Road Eastern Fire Worshi New NFPA 13 Static 48, 890 GPM at 28 psi Dry 0 10/3/1991

128 WEST PLEASANTWestbrook 128 WEST PLESA Mark Nigro RESID New System NFPA 13D 9.7 17 4/27/2012

19 Osaka StWestbrook 19 Osaka Street Johnson Plu Residen New System NFPA 13D 26. 19 4/27/2012

211 LongfellowWestbrook 211 Longfellow All Aspects P Residen New System NFPA 13D 18 6/7/2012

23 Willoughby RdWestbrook 23 Willoughby Rd Timothy Carl house New System NFPA 13D 11. 40 6/19/2012

27 AMY'S WAYWestbrook 27 AMY'S WAY Freedom Fire HOME New System NFPA 13D 9.2 17 6/21/2012
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69 websterWestbrook 69 webster Mark Nigro resident New System NFPA 13D 9 17 5/2/2011

75 Cobb FarmWestbrook 75 Cobb Farm Timothy Carl house New System NFPA 13D 37. 32 3/28/2012

AB DickWestbrook 1 Karen Drive Eastern Fire Storage Existing & n NFPA 13 9 70 static and 60 residual at 1299 gpm, 6-18-90 Wet 24 6/14/2003

AmatoesWestbrook 120 Main Street Dean & Ally Mercan New NFPA 13 6 80 static and 77 residual at 2175 gpm, 7-12-95 Wet 160 7/23/2001

Annex, (Old Westbrook Westbrook Main Street Maine Fire P Apartm New NFPA 13 15 90 static and 78 residual at 1404 gpm Wet 114 7/26/2002

Apartment BuildingWestbrook 50-52 Dana Court Dean & Ally Residen New Maine Life 9 Monarch pump rated 50 gpm at 50 psi Wet 36 9/12/2003

BEAL RESIDENCE AWestbrook 10 DEER HILL CI Freedom Fire RESID New SystemNFPA 13D 1.4 22 7/13/2011

Bearing Specialties CoWestbrook Bradley Drive Atlantic Auto Machin New NFPA 13 13 86 static and 77 residual at 2489 gpm, 7-9-98 Wet 90 6/22/1999

Bearing SpecialtyWestbrook 59 Bradley Drive Dean & Ally Light In New NFPA 13 19 103 static and 68 residual at 1383 gpm, 8-23-00 Wet 86 3/20/2004

Bellucci House #3RWWestbrook 13 Osaka Street Sprinkler Sys Residen New System NFPA 13D 5+ 22 3/15/2012

Benchmark Bldg ModerWestbrook 34 Thomas Drive Eastern Fire Office Renovation NFPA 13 5 83 static and 80 residual at 1403 gpm, 6-5-01 Wet 24 6/11/2005

Benchmark Building, (2Westbrook 34 Thomas Drive Eastern Fire Office Existing & n NFPA 13 27 83 static and 80 residual at 1403 gpm, 6-5-01 Wet 54 7/7/2004

Bill Dodge, (Showroom Westbrook 3 Saunders Way Eastern Fire Showro Existing & n NFPA 13 26 80 static and 67 residual at 1394 gpm, 7-13-95 Wet 92 5/11/2000

Bisson Moving & StoraWestbrook Bradley Drive Eastern Fire Storage New NFPA 13 8 78 static and 74 residual at 1384 gpm, 8-23-02 Wet539 6/5/2002

Blue Rock Stone CenterWestbrook 727 Spring Street Sprinkler Sys Process New NFPA 13 5 63 static and 60 residual at 1300 gpm, 7-17-95 Wet 122 4/1/2000

BSP TransportWestbrook Eisenhower Drive Sprinkler Sys Truckin New NFPA 13 9 73 static, 68 residual at 2276 gpm, 7-7-95 Dry 112 1/27/1998

Calpine Westbrook EneWestbrook Saco Street Dean & Ally Power New Special Haz5 Pump rated at 2500 gpm at 125 psi Wet 430 12/14/2000

Calpine-Westbrook EneWestbrook 60 Eisenhower Dri Dean & Ally Parts St New NFPA 13 12 Peerless 8AEF17A pump rated at 2500 gpm at 125 psi Wet 92 4/24/2004

Canal SchoolWestbrook Glenwood Avenue Sprinkler Sys Educati Existing & n NFPA 13 5 82 static and 62 residual at 1321 gpm, 7-10-95 Dry 140 3/30/2000

CASSIDY CONSTRUCWestbrook LOT #2 ESSEX S Freedom Fire HOME New System NFPA 13D 6.7 18 3/28/2012

CASSIE CONSTRUCTIWestbrook LOT #22 ESSEX S Freedom Fire HOME New System NFPA 13D 4.8 22 4/30/2012
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Chabot Street Offices, (Westbrook 2 Chabot Street Eastern Fire Medica Renovation NFPA 13 dn 83 static and 61 residual at 1311 gpm, 7-17-95 Wet 139 6/23/2000

CHASE CUSTOM HOWestbrook 159 BRIDGTON R Freedom Fire OFFIC New System NFPA 13 5.0 143 6/5/2012

Cinemagic TheatreWestbrook County Road High Tech Fi Cinema New 25 760 3/26/2006

Col. Westbrook, (Lot #4Westbrook Thomas Drive Eastern Fire Vacant New NFPA 13 15 83 static and 80 residual at 1403 gpm, 6-5-01 Wet 153 9/15/2003

Colonel Westbrook AssWestbrook 4 Thomas Drive Sprinkler Ser Spec B New NFPA 13 6 74 static and 64 residual at 1342 gpm Wet 336 2/20/2001

Congin SchoolWestbrook Bridge Street Dean & Ally Educati Existing & n NFPA 13 8 60 static and 30 residual at 903 gpm, 6-29-98 Wet 418 9/17/2003

Creative Office PavillioWestbrook Bradley Drive Eastern Fire Wareho New NFPA 231C 7 78 static and 74 residual at 1380 gpm, 8-23-00 Wet 216 11/7/2000

Cross Street ApartmentsWestbrook 10 Cross Street Simplex Grin Apartm New NFPA 13R 15 84 static and 82 residual at 1393 gpm Wet 39 7/21/2003

D & G Machine, (CanoWestbrook Eisenhower Drive Eastern Fire Storage Existing & n NFPA 13 10 73 static and 68 residual at 2276 gpm, 7-17-95 Dry 72 6/21/2000

Dave MathieuWestbrook 424 Maine Street Freedom Fire Apartm New Hydro-Pro 11 84 static and 59 residual at 1288 gpm, 10-8-04 Wet 98 1/8/2005

Ducett DuplexWestbrook 82 Spring St., Wes McPherson P Residen New System NFPA 13D 11 14 6/21/2012

East Bridge WoodsWestbrook East Bridge Street Fire Shield S Residen New NFPA 13 Static 70, 934 GPM at 54 psi Wet 0 4/5/1991

Eighty-four Warren AveWestbrook 84 Warren Avenue Sprinkler Sys Storage New NFPA 13 8 78 static and 77 residual at 1300 gpm, 9-2-04 Dry 86 9/10/2004

EM Soloutions (SanminWestbrook 80 Eisenhower Dri Dean & Ally Metal New & exist NFPA 13 14. Date of last Water Test 01/16/02; Static Pressure; 125; Re Wet 30 1/30/2002

Ethos MarketingWestbrook 907 Main Street Eastern Fire Office Renovation NFPA 13 N/ N/A Dry 22 1/6/2006

EZ StorageWestbrook Route 22 Northern Fire Storage New NFPA 13 15 70 static and 60 residual at 1311 gpm, 3-7-00 Dry 206 4/20/2000

Fifteen Woodmont StreeWestbrook 15 Woodmont Stre Sprinkler Sys Group Existing & n NFPA 13 dn 69 static and 41 residual at 1074 gpm, 6-29-95 Dry 26 9/7/2000

Fitzgerald Woods, (BuilWestbrook Fitzgerald Drive Sprinkler Ser Residen New NFPA 13R 8 59 static and 44 residual at 1125 gpm, 6-7-04 Wet 80 10/2/2004

Fitzgerald Woods, (BuilWestbrook Fitzgerald Drive Sprinkler Ser Residen New NFPA 13R 8 59 static and 44 residual at 1125 gpm, 6-7-04 Wet 80 4/30/2005

Fitzgerald Woods, (BuilWestbrook Fitzgerald Drive Sprinkler Ser Residen New NFPA 13R 6 59 static and 44 residual at 1125 gpm, 6-7-04 Wet 65 10/17/2005

Fitzgerald Woods, (BuilWestbrook Fitzgerald Drive Sprinkler Ser Residen New NFPA 13R 8 59 static and 44 residual at 1125 gpm, 6-7-04 Wet 80 8/19/2005
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Fivehundred Fortythree Westbrook 543 Main Street Sprinkler Sys Residen New Maine Life 7 Monarch ACE-300 pump rated at 60 gpm at 45 psi Wet 51 1/7/2003

Forest Street CondosWestbrook 95 Forest Street High Tech Fi Condo New NFPA 13R 6 77 static and 73 residual at 460 gpm, 10-25-04 Dry 256 12/25/2005

Former Maine Rubber BWestbrook Main Street Sprinkler Sys Storage Renovation NFPA 13 dn 87 static and 54 residual at 1233 gpm, 7-13-95 Dry 0 5/1/2000

Former UPS SpaceWestbrook Main Street Sprinkler Sys Mercan Renovation NFPA 13 N/ 75 static and 69 residual at 992 gpm, 8/6/93 Wet 41 12/5/2005

Fox 51/UPN 35 Studio Westbrook Ledgeview Drive Freedom Fire Busines New NFPA 13 5 48 static and 45 residual at 1034 gpm, 6-18-90 Wet 224 4/6/2000

Fresenius Medical Care/Westbrook Chabot Street Eastern Fire Busines Renovation NFPA 13 dn 83 static and 61 residual at 1311 gpm, 7-17-95 Wet 105 6/22/1999

Gateway CondominiumWestbrook 234 Conant St Sprinkler Ser Residen New System NFPA 13R 12. 134 6/5/2012

GE WestbrookWestbrook Saco Street Simplex Grin Cooling New NFPA 214 60 85 static and 80 residual at 2000 gpm plus at least 1 pum Dry 310 12/31/1999

Golder CommonsWestbrook Bridge Street Denali Fire P Residen New NFPA 13 15 78 static and 63 residual at 1020 gpm, 10-7-03 Dry 827 12/27/2005

GRAHAM RESIDENCWestbrook 25 West Main Stre M J Laberge RESID New System NFPA 13D 17 10/20/2012

Hannaford Food & DruWestbrook William L Clark D Sprinkler Sys Mercan New NFPA 13 9 82 static and 67 residual at 1373 gpm, 7-10-95 Wet 798 3/27/2003

Home Vision VideoWestbrook Route 25 Sprinkler Sys Busines Existing NFPA 13 Static 64, 1222 GPM at 59 psi Wet 0 3/23/1992

HVAC ServicesWestbrook 73 Bradley Drive High Tech Fi Worksh Existing & n NFPA 13 6 86 static and 77 residual at 1380 gpm, 7-9-98 Wet 26 1/16/2003

IdexxWestbrook One Thomas Drive Eastern Fire Office Renovation NFPA 13 n/a n/a Wet 33 1/13/2006

Idexx 2002 Expansion, (Westbrook Eisenhower Drive Dean & Ally Laborat Existing & n NFPA 13 10 125 static and 98 residual at 1500 gpm, 1-16-02 Wet 118 1/26/2002

Idexx Biotech FacilityWestbrook 80A Eisenhower D Sprinkler Sys Laborat New NFPA 13 60 2000 GPM at 100 psi - pump info Wet 0 7/9/1991

Idexx East BuildingWestbrook One Idexx Drive Sprinkler Sys Offices Existing & n NFPA 13 5+ 615 9/26/2012

Idexx Laboratories MezWestbrook Eisenhower Drive Dean & Ally Office Renovation NFPA 13 15 125 static and 98 residual at 1500 gpm, 1-16-02 Wet 589 3/8/2004

Idexx Laboratories, (InstWestbrook Eisenhower Drive Dean & Ally Manufa Renovation NFPA 13 18 125 static and 98 residual at 1500 gpm, 1-16-02 Wet 204 6/16/2005

Idexx Laboratories, (MeWestbrook Eisenhower Drive Dean & Ally Office Renovation NFPA 13 29 125 static and 98 residual at 1500 gpm, 1-16-02 Wet 250 10/4/2004

Idexx, (Cooler & FreezeWestbrook One Idexx Drive Dean & Ally Office Existing & n NFPA 13 10 125 static and 98 residual at 1500 gpm, 1-16-02 Dry 167 2/27/2002
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Idexx, (Instrument RenoWestbrook One Idexx Way Sprinkler Sys Laborat Existing & n NFPA 13 14 113 static and 100 residual at 2000 gpm, 1995 Wet 121 5/11/2000

Idexx, (System InstrumeWestbrook One Idexx Drive Dean & Ally Offices New NFPA 13 58 125 static and 98 residual at 1500 gpm, 1-16-02 Wet 86 4/6/2002

J. E. GooldWestbrook Fivestar Industrial Simplex Grin Storage New NFPA 13 75 86 static and 77 residual at 2489 gpm, 7-9-98 Wet 287 1/27/1999

Jordan's Food Freezer AWestbrook 55 Thomas Drive Sprinkler Sys Storage New additio NFPA 231 6.1 65 static and 62 residual at 1233 gpm, 6-1990 Dry 0 2/11/1993

Keith Alling ApartmentWestbrook 25 Cole Street Freedom Fire Apartm New Maine Life 6 Gould pujmp rated at 50 gpm at 50 psi Wet 50 12/29/2005

Kieley Residence AdditiWestbrook 504 Austin Street Douglas Kiel Home New NFPA 13D 6 4/2/2012

Kimball ResidenceWestbrook 10 East Valentine Mark Nigro residen New NFPA 13D 18 5/9/2010

Koala Child Care CenteWestbrook 969 Spring Street Eastern Fire Day Ca Existing NFPA 13 5.3 Static 75, 1300 GPM at 60 psi Wet 0 7/28/1993

Kohl's Department StoreWestbrook Main Street Sprinkler Sys Mercan Renovation NFPA 13 7 75 static and 69 residual at 992 gpm, 8-6-93 Wet 987 4/24/2004

LeBeau ResidenceWestbrook 74 Pierce Street Ellis, (FPE),  Residen New System NFPA 13D 4 25 3/8/2012

Lee DodgeWestbrook 200 Main Street Automatic S Mercan Existing & n NFPA 13 6 09/1990 Static 74, 2240 GPM at 62 psi Wet 0 2/8/1994

Little Dolphin Day CareWestbrook Country Road High Tech Fi Day Ca New NFPA 13 1106/19/95 Static 72, 1332 GPM at 70 psi Dry 137 6/21/1999

Lot 22, WestbrookWestbrook 25 Thomas Sprinkler Sys Mercan New NFPA 13 8 83 static and 80 residual at 1403 gpm, 6-5-01 Wet 192 7/2/2004

Maine Center for HealthWestbrook Chabot Street Eastern Fire Health Renovation NFPA 13 na 83 static and 61 residual at 1311 gpm, 7-17-95 Wet 58 5/21/2003

Maine Coast LumberWestbrook 4 Warren Avenue Dean & Ally Wood S Existing & n NFPA 13 17 87 static and 85 residual at 1481 gpm, 9-28-04 Wet 97 2/24/2005

Maine Contract FloorinWestbrook 5 Karen Drive, Sui High Tech Fi Mercan Renovation NFPA 13 n/a n/a Wet 24 11/19/2005

Maine Lubrication ServiWestbrook 605 County Road Atlantic Auto Storage New NFPA 13 dn Not required, see prints for explanation Wet 30 3/31/2000

MeisterWestbrook 236 Gannett Dr. Simplex Grin Offices New NFPA 13 33. Date of last water test; 4/7/99; Static Pressure; 79; Residu Wet 80 12/12/2001

Mercy Ambulatory ServWestbrook Park Road Simplex Grin Hospita Renovation NFPA 13 22 76 static and 71 residual at 350 gpm, 11-1-01 Wet 87 3/6/2002

Mercy HospitalWestbrook Park Avenue High Tech Fi Hospita New NFPA 13 4677 static and 75 residual at 500 gpm, 7-13-95 Wet 174 2/6/2001

Mercy HospitalWestbrook Park Avenue High Tech Fi Hospita Existing & nNFPA 13 14 77 static and 75 residual at 500 gpm from main drain test Wet 270 10/10/2000
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Mercy HospitalWestbrook Park Avenue High Tech Fi Health Existing & nNFPA 13 6 77 static and 75 residual at 500 gpm, 6-7-00 Dry 178 11/3/2000

MMC Family Practice 2Westbrook 1 Harnois Street Sprinkler Sys Offices Renovation NFPA 13 60 6/21/2012

MMC, (Linen Facility)Westbrook 53 Scott Drive Sprinkler Sys Laundr New NFPA 13 13 276 7/4/2006

Morton ResidenceWestbrook 43 Adams Way Buxton & So Home New NFPA 13D 9 50 static and 40 residual at 30 gpm from pump providing Wet 17 12/24/2005

Motion IndustriesWestbrook Pine Tree industria Atlantic Auto Metal S Existing & n NFPA 13 11 80 static and 75 residual at 930 gpm, drain test 2000 Wet 28 1/15/2000

NAPA Distribution CenWestbrook 180 Larrabee Road Capitol Fire Mercan New NFPA 231 10 70 static and 67 residual at 1300 gpm Wet 0 12/21/1993

NAPA Distribution CenWestbrook Larrabee Road Eastern Fire Auto Pa Existing & n NFPA 13 12. 79 static and 71 residual at 1332 gpm, 12-3-99 Wet 441 3/10/1999

New England Pet SupplWestbrook Ledgewood Drive Fire Shield S Mercan New additio NFPA 231 5.1 Static 48, 1034 GPM at 45 psi Wet 0 3/10/1993

O'Connor GMC-VolvoWestbrook Terminal Street Eastern Fire Mercan New NFPA 13 11 72 static, 50 residual at 1187 gpm, 7-13-95, Single hydra Wet 225 3/12/1997

Old Nabisco BuildingWestbrook Eisenhower Drive High Tech Fi Assemb Renovation NFPA 13 15 73 static and 68 residual at 1138 gpm, 7-1995. 2" drain te Dry 100 11/15/2003

Old Westbrook High ScWestbrook Main Street Maine Fire P Apartm Existing & n NFPA 13 8 90 static and 78 residual at 1404 gpm, 1999 Wet 249 9/11/2002

Olympia Sports WarehoWestbrook 5 Bradley Drive Simplex Grin Storage Existing & n NFPA 13 27 Peerless Pump Model 05AEF08N rated at 1000 gpm at 85 Wet 25 9/27/2005

Olympia Sports, (WestbWestbrook 5 Bradley Drive Sprinkler Sys Office Existing & n NFPA 13 10 86 static and 77 residual at 2489 gpm, 7-9-98 Wet 240 8/7/2002

One Riverfront PlazaWestbrook Bridge Street Sprinkler Sys Office New NFPA 13 6 78 static and 63 residual at 1020 gpm, 10-7-03. Armstron Wet 1250 10/24/2003

Onehundred-ninetytwo/Westbrook 192-194 Brown Str Dave Gobeil Residen New NFPA 13R 14 80 static and 68 residual at 1125 gpm, 9-1991 Wet 56 1/16/2003

Osaka SpecWestbrook Osaka Street Johnson Plu Residen New System NFPA 13D 19 4/3/2012

Pinetree WasteWestbrook County Road Sprinkler Sys Transfe New System NFPA 13 5+ 112 10/25/2012

Planet FitnessWestbrook 7 Thomas Drive Eastern Fire Fitness New & exist NFPA 13 34 83 static and 80 residual at 1403 gpm, 6-5-01 Wet 39 1/27/2004

Portland Diversified SerWestbrook 680 Stroudwater St Maine Fire P Office New NFPA 13 10 82 static and 74 residual at 1209 gpm, 5-20-98 Wet 74 7/17/2003

Portland WeldingWestbrook Scott Drive Eastern Fire Gas Fill New NFPA 13 6 82 static and 69 residual at 1394 gpm, 7-17-95 Dry 114 5/4/2000

Portland WeldingWestbrook Glassworld Industr Simplex Grin Propan New NFPA 15 19 155 static and 150 residual and 1000 gpm Dry 4010/16/2000
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PROP HousingWestbrook 186 Brown Dean & Ally Housin New NFPA 13R 8 85 static and 75 residual at 1175 gpm, 9-29-98 Wet 25 10/9/2002

Prop HousingWestbrook 198 Brown Street Dean & Ally Residen Renovation NFPA 13R 11 85 static and 75 residual at 1175 gpm, 9-29-95 Wet 56 12/28/1999

PROP, (Peoples RegionWestbrook 32 King Street Dean & Ally Residen New NFPA 13R 11 85 static and 75 residual at 1175 gpm, 9-29-98 Wet 44 10/17/2002

Remstar International InWestbrook 41 Eisenhower Dri High Tech Fi Storage Existing & n NFPA 13 11 73 static and 68 residual at 1138 gpm, 7-17-95. 82 static Wet 160 10/25/2003

Remstar International, IWestbrook Eisenhower Drive Eastern Fire Metal C Existing & n NFPA 231 10 73 static and 68 residual at 2276 gpm, 7-17-95 Wet 259 1/31/2001

Rent-A-CenterWestbrook 66 Larrabee Road Eastern Sprin Mercan Renovation NFPA 13D n/a n/a Dry 35 1/12/2005

River Meadow CondomWestbrook 159 Lincoln Street ADG Builder Residen New System NFPA 13D 74 4/27/2012

Rocky Hill ManorWestbrook Bridge Street Simplex Grin Residen Existing NFPA 13R None Given Wet 0 7/30/1990

Ruby TuesdayWestbrook Bighton Avenue Sprinkler Sys Restaur Existing & n NFPA 13 5 81 static and 68 residual at 1472 gpm, 4-27-04 Wet 110 9/14/2004

S. D. WarrenWestbrook Cumberland Street Simplex Grin Busines New Static 80, 920 GPM at 70 psi 0 9/21/1992

S. D. WarrenWestbrook 844 Roosevelt Trai Eastern Fire Busines New NFPA 13 65 static and 55 residual at 1380 gpm, 10-1991 Dry 0 3/19/1993

S. D. Warren - Solvent Westbrook 89 Cumberland Str Automatic S Storage New Factory Mut 10 08/14/91 Static 71, 1538 GPM at 66 psi Delu 0 9/11/1991

S. D. Warren - Sub-AreWestbrook 89 Cumberland Str Simplex Grin Maintai New None Given Wet 0 6/11/1990

S. D. Warren Company Westbrook 844 Roosevelt Trai Simplex Grin Busines New NFPA 13 1991 Static 80, 2000 GPM at 50 psi Wet 0 5/25/1993

S. D. Warren Company Westbrook 39 Cumberland Str Automatic S Busines New NFPA 13 80 static and 75 residual at 1000 gpm, 6-1991 0 5/29/1992

S. D. Warren Roof ReplWestbrook P. O. Box 5000 Simplex Grin Busines Existing NFPA 13 06/1989 Static 69, 1278 GPM at 58 psi Wet 0 1/24/1992

SAPPI Fine Paper, (#5 Westbrook Warren Avenue Dean & Ally Paper P Renovation NFPA 13 8 86 static and 85 residual at 1050 gpm Wet 4412/25/2005

Sappi Fine Papers, (UtraWestbrook 89 Cumberland Str Dean & Ally Paper New Insurance sp 11 85 static and 70 residual at 2000 gpm, 8-8-98 Wet 157 11/30/2000

SAPPI, (Release Center Westbrook Westbrook Dean & Ally Office Renovation NFPA 13 dn 85 static and 70 residual at 2000 gpm, 8-2000 Wet133 1/5/2001

SAPPI, (Tappi Lab)Westbrook Warren Avenue Dean & Ally Paper Existing & nNFPA 13 dn dna Wet 34 10/8/2001

SAPPI, (Technology CeWestbrook 6 Warren Avenue Dean & Ally Busines Existing & n NFPA 13 dn dna Wet 52 11/30/2000
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Saturn Automobile DealWestbrook Saunder's Way Capitol Fire Mercan Existing NFPA 13 None Given Wet 0 11/29/1990

Saunders Brothers WareWestbrook Cottage Street Sprinkler Sys Storage New NFPA 231 8.4 1989 Static 69, 1000 GPM at 60 psi Wet 0 5/19/1992

Sebago BuildingWestbrook Mechanic Street Eastern Fire Office Renovation NFPA 13 n/a 82 static and 59 residual at 1288 gpm, 7-6-95 Wet 379 2/23/2005

Sebago TechnicsWestbrook Delta Drive Sprinkler Sys Busines Renovation NFPA 13 84 static and 71 residual at 1414 gpm, 7-17-95 Wet 123 8/27/1999

Sentry Alarm OfficesWestbrook 863 Main Street Simplex Grin Office Existing NFPA 13 Changing Upright heads to pendant Wet 0 8/10/1992

Seven Hundred Eighty-fWestbrook 791 & 785 Main St Eastern Fire Apartm New NFPA 13R 30 86 static and 84 residual at 1342 gpm, 7-30-03 Wet 51 5/21/2005

Seven Hundred Eighty-fWestbrook 785 Main Street Eastern Fire Apartm New NFPA 13R 21 86 static and 84 residual at 1342 gpm, 7-30-03 Wet 24 11/9/2005

Seven Hundred Ninety-Westbrook 791 Main Street Eastern Fire Apartm New NFPA 13R 14 86 static and 84 residual at 1342 gpm, 7-30-03 Wet 46 3/25/2005

Seventy-nine Mechanic Westbrook Freedom Fire Apartm New Maine Life 9 73 static and 28 residual at 890 gpm, 10-1-03 Wet 89 4/24/2004

Seventy-two Central StrWestbrook 72 Central Street Freedom Fire Apartm New Maine Life 9 64 static and 30 residual at 920 gpm, 2-1-02 Wet 55 9/21/2002

Shaw'sWestbrook Brighton Avenue Capitol Fire Mercan New NFPA 13 10 81 static and 68 residual at 1472 gpm, 4-25-04 Dry 927 6/1/2004

Skybox Bar & GrillWestbrook Brown Street Dean & Ally Bar & New NFPA 13R 1185 static and 74 residual at 1198 gpm, 7-15-04 Wet 120 7/23/2004

Spring Harbor HospitalWestbrook Harry Harmon Dri Sprinkler Sys Hospita New NFPA 13 5 83 static and 64 residual at 1186 gpm, 12-15-02 Wet 1055 3/17/2003

Springbrook Nursing CaWestbrook Spring Street Fire Shield S Nursing New NFPA 13 None Given Wet 0 10/17/1990

St Paul Traveler'sWestbrook 207 Larrabee Road Sprinkler Sys Office Renovation NFPA 13 n/a 86 6/20/2006

Steego Auto Parts StoraWestbrook 80 Eisenhower Dri Eastern Fire Mercan Existing None Given Wet 0 1/14/1991

Stroudwater HeightsWestbrook Saco Street Dean & Ally Condo New NFPA 13R 7 73 static and 69 residual at 1984 gpm, 6-11-04 Wet 492 6/11/2005

Summit Tire of MaineWestbrook 39 Eisenhower Dri High Tech Fi Tire W Existing & n NFPA 13 9 240 5/24/2006

Super 8 MotelWestbrook Larrabee Road Freedom Fire Motel Existing & nNFPA 13 10 84 static and 65 residual at 1424 gpm, Wet 10 5/24/2002

SynergentWestbrook 2 Ledgeview Drive Sprinkler Sys Office Existing & n NFPA 13 7 56 static and 52 residual at 1250 gpm, 10-19-00 Wet 123 5/19/2001

Sysco Corporation, (PhaWestbrook Thomas Drive Eastern Fire Freezer Existing & n NFPA 231C 5.1 71 static and 69 residual at 727 gpm, 9-15-98 Prea 709 1/28/1999
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Sysco Corporation, (PhaWestbrook Thomas Drive Eastern Fire Storage Existing & n NFPA 231C 11 81 static and 79 residual at 1452 gpm, 8-15-98 plus a Pee Dry 720 4/29/1999

T. S. N. LLCWestbrook 327-335 Main Stre Anthony Ian Mercan New NFPA 13R 10 84 static and 75 residual at 1027 gpm, 7-1995 Wet 179 2/12/1999

Terminal Street BuildinWestbrook 4 Terminal Street Simplex Grin Storage New NFPA 13 24 82 static and 77 residual at 1321 gpm, 10-14-03. Wet 105 12/20/2003

Terminal Street IIWestbrook 18 Patrick Drive Dean & Ally Day Ca New NFPA 13 11 78 static and 77 residual at 1321 gpm, 10-14-03 Wet 113 7/23/2004

Thatcher's WestWestbrook 508 Main Street Simplex Grin Restaur Existing & n NFPA 13 5 60 static and 55 residual at 305 gpm, 2" main drain test 2 Dry 133 4/30/2005

Thirty-nine Eisenhower Westbrook 39 Eisenhower Dri High Tech Fi Assemb Existing & n NFPA 13 5 73 static and 68 residual at 1138 gpm, 7-1995. 83 static a Dry 204 12/11/2004

Trane Tenant Fit-upWestbrook 866 Spring street Eastern Fire Office Renovation NFPA 13 53 106 10/20/2012

Uncle Bob'sWestbrook 576 Bridgton Road Eastern Fire Househ New NFPA 13 7 90 static and 66 residual at 1360 gpm, 6-21-95 Dry 286 1/4/2006

United Health Group, (SWestbrook Spring Street & Co Sprinkler Sys Office Renovation NFPA 13 n/a 71 static and 59 residual at 1290 gpm, 7-10-85 Wet 210 4/13/2004

United RentalsWestbrook Thomas Drive Eastern Fire Retail New NFPA 138 78 static and 64 residual at 1443 gpm, 9-22-00 Wet 149 7/7/2005

W.A. Messer Company Westbrook 10 Warren Ave Eastern Fire Truck New & exist NFPA 13 19. Date of last Water test; 7/11/95; Static Pressure; 88;Resid Wet 12 12/12/2001

Warren Memorial LibraWestbrook Main Street Dean & Ally Library Renovation NFPA 13 6 80 static and 79 residual at 1138 gpm, 9-20-02 Dry 240 10/21/2002

Westbrook EaglesWestbrook 30 Saco Street Freedom Fire Home New NFPA 13 5 65 static and 55 residual at 530 gpm, 8-17-05 Wet 51 9/1/2005

Westbrook Energy CentWestbrook Saco Street Dean & Ally Power Renovation NFPA 13 91 Peerless 8AEF17A pump rated at 25000 gpm at 125 psi Prea 21 11/6/2001

Westbrook High SchoolWestbrook Stroutwater Street Freedom Fire Educati Renovation NFPA 13 dn Wet 58 1/8/2003

Westbrook High SchoolWestbrook Stroudwater Street Simplex Grin Educati Existing NFPA 13 07/26/90 Static 76, 1640 GPM at 64 psi Dry 0 8/10/1992

Westbrook IVWestbrook 5 Karen Drive John L. Carte Multi T Renovation NFPA 13 26 71 static and 59 residual at 1290 gpm, 7-10-85, 2 inch dr Wet 11 9/10/1999

Westbrook Public SafetWestbrook 570 Main Street Dean & Ally Busines New NFPA 13 10 86 static and 84 residual at 1342 gpm, 7-30-03 Dry 725 9/12/2003

Westbrook Regional VoWestbrook Stroudwater Street Sprinkler Sys Educati New NFPA 13 5 82 static and 62 residual at 1331 gpm, 7-10-95 Wet 348 3/17/1999

Woodford Family ServiWestbrook Saunders Mill Fore High Tech Fi Office Renovation NFPA 13 70 sstatic and 60 residual at drain test 1-9-08 450 12/11/2007

11 Chute RoadWindham 11 Chute Road Tim Davis Pl House New System NFPA 13D 14. 24 7/27/2012
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Bob's Discount StoreWindham Route 302 High Tech Fi Mercan New NFPA 13 20 85 static and 62 residual at 1321 gpm, 6-14-92 Wet 200 11/10/2001

Boulder Ridge CondosWindham 936 Route 302 Dean & Ally Residen New NFPA 13R 6 71 static and 70 residual at 1342 gpm, 6-2-03 Wet 123 10/21/2004

Bushmaster'sWindham Windham Business Sprinkler Ser Shippin New NFPA 13 dn 81 static and 77 residual at 1394 gpm, 6-15-1992 Wet 34 7/1/1998

CALLAWAY TOWNHWindham CALLAWAY DRI Freedom Fire TOWN New System NFPA 13D 5.2 84 6/21/2012

Carignan ResidenceWindham Cummings Road Simplex Grin Home New NFPA 13D 6 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet 29 1/4/1999

Carol's Boarding HomeWindham 495 River Road High Tech Fi Boardin New Hydro-Pro 5 Gould NPE-2St pump rated at 49 gpm at 38 psi. Wet 78 12/8/1997

Christian Day Care CenWindham 725 Roosevelt Trai Hamilton Plu Child D New Hydro-Pro 5589 static and 75 residual at 1256 gpm, 1998 Wet 37 9/8/2000

Cornerstone Assembly oWindham Cottage Road Fire Shield S Worshi New NFPA 13 6 09/1988 Static 82, 844 GPM at 55 psi Dry 0 3/22/1993

Cross Roads Womens CWindham 114 Main Street High Tech Fi Office New Maine Life 10 Existing - Also Drain Test at 2319 GPM at 50 psi Wet 19 9/14/1995

Cumberland CommonsWindham 138 Varney Mill R Sprinkler Ser Apartm New NFPA 13R 45 87 static and 56 residual at 1150 gpm, 8-12-99 Wet 68 2/10/2000

East Windham Fire StatWindham Falmouth Road Sprinkler Ser Fire Sta New NFPA 13 15 Static 80, 1160 GPM at 46 psi Dry 114 9/23/1993

Eight Bed Elderly HomeWindham 485 River Road Sprinkler Sys Elderly New Maine Life 13. Goulds 2x1 1/2 XSH20, not UL, 50 GPM at 105ft. Wet 41 7/7/1995

Firestorm Commercial Windham 5 Storm Drive off Sprinkler Ser Condo New Hydro-Pro 5 71 static and 70 residual at 1340 gpm, 8-7-03 Wet 59 9/8/2003

George Wood ApartmenWindham River Road Sprinkler Sys Apartm Existing Maine Life None Given Wet 0 12/27/1990

Goddard ResidenceWindham Chute Road Hamilton Plb Residen New System NFPA 13D 26 8/2/2012

Goodwill Group HomeWindham 17 Timber Hill Dri Sprinkler Sys Group New System NFPA 13D 5+ 53 10/2/2012

Hancock LumberWindham Route #302 Freedom Fire Storage New NFPA 13 8 56 static and 47 residual at 978 gpm, 5-31-04. Patterson 6 Dry 420 7/23/2004

Hancock LumberWindham Route 302 High Tech Fi Mercan Renovation NFPA 13 20 160 static and 150 residual on drain test 5-19-08. 132 1/29/2008

K & D DistributorsWindham Route 302, (Roose Capitol Fire Manufa New NFPA 13 5 74 static and 53 residual at 1020 gpm, 7-6-00 Wet 275 7/18/2000

K & D RentalWindham Danielle Drive Eastern Fire Rental New NFPA 13 8 74 static and 53 residual at 1020 gpm, 7-6-01 Wet 98 4/6/2004

Kettle CoveWindham Lot 14 Kettle Cove P & P Plumb Residen New System NFPA 13D 27 7/10/2012
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Lavalley LumberWindham Enterprise Drive Dean & Ally Mercan New NFPA 13 9 71 static and 70 residual at 1342 gpm, 8-7-03 Dry 507 1/31/2006

Lee Auto CreditWindham 653 Roosevelt Trai Sprinkler Sys Mercan New NFPA 13 9 78 static and 48 residual at 1162 gpm, 8-14-91 Wet 83 10/6/2003

Lot 8 Chute RoadWindham Lot 8 Chute Road Tim Davis Pl house New System NFPA 13D25 25 6/19/2012

Lowe's, (North WindhaWindham 64 Manchester Dri Simplex Grin Mercan New NFPA 13 9 84 static and 58 residual at 2067 gpm, 10-4-04.  Patterson Wet 1883 11/18/2005

Maine Bean, Bakery & Windham 675 Roosevelt Trai Sprinkler Ser Restaur New NFPA 13 88 static and 65 residual at 1277 gpm, 4-30-04 Wet 0 7/7/2004

Maine Cedar HomeWindham Main Street, Route Freedom Fire Manufa New NFPA 13 7 56 static and 26 residual at 690 gpm, 4-25-02 Wet 132 5/8/2002

Maine Correctional CenWindham Sprinkler Sys Correct New NFPA 13 5 60 static and 30 residual at 919 gpm, 8-21-01 Wet 233 9/1/2001

Maine Standards CompWindham 765 Roosevelt Trai Sprinkler Sys Office Renovation NFPA 13 n/a n/a Wet 68 1/31/2006

Manchester Elementary Windham  709 Roosevelt Tra Sprinkler Ser Educati New NFPA 13 7.589 static and 56 residual at 1256 gpm, 7-17-92 Wet 394 1/26/1999

Marcus Woods Elderly Windham Route 115 High Tech Fi Elderly New NFPA 13R w Static 84, 1186 GPM at 50 psi Wet 0 2/17/1994

Mayberry AssociatesWindham c/o Eastern Fire Pr Eastern Fire Residen New Maine Life 5 H.P. Pump 100 GPM at 50 psi Wet 0 11/29/1990

Millworks PlusWindham 641 Lakes Region Freedom Fire Woodw Existing & n NFPA 13 14 82 static and 55 residual at 1150 gpm, 9-30-99 Dry 15 10/20/1999

Millworks Plus CompanWindham 641 Lakes Region Freedom Fire Manufa Existing & n NFPA 13 16 82 static and 55 residual at 1150 gpm, 9-30-99 Dry 30 10/27/2000

Millworks Plus CompanWindham 641 Lakes Region Freedom Fire Woodw New NFPA 13 11. 81 static and 54 residual at 1233 gpm, 7-7-92 Dry 202 11/19/1998

Office BuildingWindham 17 Storm Drive Sprinkler Ser Office New Hydro-Pro 5 71 static and 70 residual at 1340 gpm, 8-7-03 Wet 42 12/23/2003

Realty 2000, (Sebago LWindham 470 Roosevelt Trai High Tech Fi Busines New Maine Life 5.3 90 static and 60 residual at 1384 gpm, 6-21-95 Wet 25 8/24/1998

Residential Resources, IWindham 132 Roosevelt Trai Dean & Ally Residen New Maine Life 6.9 Peerless C610AM, AP pump rated at 50 gpm at 50 psi Wet 22 3/12/1996

Riding To The TopWindham 10 Lilac Drive Dean & Ally Equestr New Hydro-Pro 27 Monarch 10 hp pump rated at 100 gpm at 80 psi Wet 164 3/31/2005

River Road CommonsWindham 1004 River Road Sprinkler Ser Residen New Hydro-Pro 7 77 static and 55 residual at 1125 gpm, 7-27-93 Wet 62 4/24/2004

Sebago Trading PostWindham Route 302 Fire Shield S Mercan Existing NFPA 13 None Given Dry 0 10/22/1990

ShawsWindham Route 302 High Tech Fi Mercan New NFPA 13 12. 06/04/92 Static 85, 1321 GPM at 62 psi 0 2/8/1994
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St - Ours ApartmentsWindham 9 Main Street Sprinkler Ser Apartm New NFPA 13R 30 56 static and 20 residual at 750 gpm, 7-17-98 Wet 44 12/31/2000

St Josephs College - ResWindham Whites Bridge Roa Sprinkler Sys Dormit Existing & n NFPA 13R 5.9 07/18/99 Satic 48, 820 GPM at 38 psi Wet 122 10/7/1994

The Fitness Barn - (PhaWindham 456 Roosevelt Trai Sprinkler Ser Assemb New Hydro-Pro 8.9 04/12/99 Static 85, 1186 GPM at 56 psi Wet 98 5/3/1999

The Shops at SebagoWindham 675 Roosevelt Trai Sprinkler Ser Mercan New NFPA 13 10 88 static and 65 residual at 1277 gpm, 4-30-04 Wet 25510/21/2004

Toy Works - Shaw's PlaWindham Route 302 Eastern Fire Mercan Renovation NFPA 13 1994 Static 81, 1150 GPM at 55 psi Wet 136 7/31/1995

TUBE HOLLOWWindham Enterprise Drive Eastern Fire Office / Renovation NFPA 13 64 8/30/2012

WalgreensWindham Corner 302 & 115 High Tech Fi Mercan New NFPA 13 10 106 10/14/2006

Walmart Supercenter ExWindham 788 Roosevelt Trai Sprinkler Sys Mercan Renovation NFPA 13 6 76 static and 58 residual at 1150 gpm, 4-1998 Wet 909 6/25/1999

Wal-Mart, #2202Windham Windham Telgian Mercan Existing NFPA 13 5 Water supply to be used for design is 77 static and 63 resi 36 12/31/2010

Wal-Mart, (Garden CentWindham Route 302 Sprinkler Ser Mercan Existing & n NFPA 13 16 84 static and 58 residual at 2067 gpm, 10-5-04 Wet 49 9/1/2005

Wal-Mart, (General ReWindham 30 Landing Road Simplex Grin Mercan Renovation NFPA 13 n/a 84 static and 58 residual at 2067 gpm, 10-5-04 Wet53 9/27/2005

Windham Group HomeWindham 20 Bishop Drive Sprinkler Sys Residen New Maine Life 16Monarch ACE-3000 pump rated at 40 gpm at 52 psi Wet 19 2/15/2002

Windham Hall United CWindham 140 Windham Cen Freedom Fire Church New Hydro-Pro 8 Pump rated at 75 gpm at 45 psi Wet 69 9/30/2005

Windham High SchoolWindham Route 202 Sprinkler Sys Educati New NFPA 13 5 64 static and 44 residual at 1088 gpm, 12-19-02 Wet 2025 1/29/2003

Windham Millwork AdWindham 684 Roosevelt Trai Sprinkler Ser Manufa New additio NFPA 13 10 95 static and 85 residual at 475 gpm, 9-98 Wet52 12/18/1998

Windham Public LibrarWindham Windham County Simplex Grin Assemb New NFPA 13 5 08/1992 Static 52, 964 GPM at 33 psi Dry 0 2/10/1993

Windham Shopping PlaWindham Route 302 Sprinkler Ser Mercan Renovation NFPA 13 dn 81 static, 73 residual at 1300 gpm, 9-15-92 Dry 30 3/3/1997

Windham Town HallWindham 8 School Street High Tech Fi Office Renovation n/a 52 5/26/2006

Ace HardwareYarmouth US Route 1 Eastern Fire Mercan New NFPA 13 8 77 static and 20 residual at 3690 gpm, 7-20-94 Wet 92 2/12/2003

Allyn ResidenceYarmouth 4 Pittee Creek Paradis Mec Residen New System NFPA 13D 42 8/30/2012

Anastos ResidenceYarmouth Freedom Fire Home New NFPA 13D 5 Gould pump rated at 50 gpm at 45 psi Wet 103 3/13/2005
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Applewood CottageYarmouth Homewood Village Eastern Fire Residen Existing NFPA 13D 22 Peerless 26 GPM at 46 psi Wet 0 9/28/1993

Auto Service CenterYarmouth Route 1 Eastern Fire Mercan Existing & n NFPA 13 7.8 04/27/94 Static 81, 1230 GPM at 73 psi Wet 0 5/23/1994

B & L AssociatesYarmouth Portland Street Eastern Fire Furnitu New NFPA 231 5.7 61 static, 50 residual at 970 gpm, 4-26-94 Dry 421 2/6/1998

Barbara PaulYarmouth 3 Webster Lane Freedom Fire Home New NFPA 13D 6 Goulds GT-10 pump rated at 30 gpm at 41 psi Wet 0 10/27/2003

BIGAS WINGASYarmouth RTE 1 Yarmouth Eastern Fire Food se Renovation NFPA 13 48 2/23/2009

Black Stove ShopYarmouth Route 1 Dean & Ally Mercan New NFPA 13 8.5 82 static, 28 residual at 800 gpm, 4-26-94 Dry 66 3/12/1996

Brentwood ManorYarmouth 122 Portland Street Suburban Fir Nursing Existing NFPA 13 None Given Dry 0 11/30/1993

Calcagni Office BuildinYarmouth Forest Falls Drive, Eastern Fire Office New NFPA 13 6 77 static and 73 residual at 800 gpm, 5-1996 Wet 188 2/28/2001

Casco HouseYarmouth Homewood Road Eastern Fire Residen Existing NFPA 13D Peerless 26 GPM at 46 psi 0 7/23/1991

Cascon Inc.Yarmouth Forest Falls Drive Dean & Ally Office New NFPA 13 6 85 static and 20 residual at 4680 gpm, 8-26-02 Dry 221 9/27/2005

Cole - Haan InternationYarmouth US Route 1 Automatic S Office New NFPA 13 5.1 05/20/93 Static 47, 820 GPM at 33 psi Wet 0 7/16/1993

Cole - Haan WarehouseYarmouth 42 North Elm Stree Eastern Fire Storage Existing NFPA 13 None Given Wet 0 4/6/1993

Court HouseYarmouth Homeward Village Eastern Fire District Existing NFPA 13D Peerless 16 GPM at 46 psi Wet 0 7/15/1994

Cove HouseYarmouth Homewood Road Eastern Fire Residen Existing NFPA 13D Peerless PE 150C 26 GPM at 46 psi 0 4/17/1991

Delorme MappingYarmouth Route 1 Eastern Fire Busines New NFPA 231C 14 85 static, 52 residual at 1160 gpm, 9-26-96 Wet 827 12/23/1996

Desai ResidenceYarmouth Groove Road Freedom Fire Home New NFPA 13D 7 Pump rated at 40 gpm at 55 psi Wet 62 5/20/2003

Dotens Gateway ComplYarmouth US Route 1 Dean & Ally Mercan Renovation NFPA 13 7 62 static and 20 residual at 1600 gpm, then 67 static and Dry 246 12/23/2003

First Parish ChurchYarmouth 135 Main Street Automatic S Worshi New NFPA 13 508/1990 Static 80, 1214 GPM at 68 psi Dry 0 7/6/1993

First Universalist ChurcYarmouth 146 Main Street Automatic S Worshi Existing & n NFPA 13 17 08/08/90 Static 79, 3028 GPM at 20 psi Dry 0 2/15/1994

First Universalist ChurcYarmouth 97 Main Street Simplex Grin Church Existing & n NFPA 13 7 73 static and 63 residual at 1135 gpm, 9-3-02 Dry 84 9/13/2002

Forest Falls Medical BuYarmouth Forest Falls Drive Dean & Ally Medica New NFPA 13 5 85 static and 20 residual at 4680 gpm, 8-26-02 Dry 390 8/18/2004
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Garand HouseYarmouth SeaMeadows Road Dean & Ally Home New NFPA 13D 11Static 103 and residual 62 at 1130 gpm, 8-22-02 Wet 50 8/29/2002

Guest HouseYarmouth Homewood Road Eastern Fire Residen Existing NFPA 13D Peerless 26 GPM at 46 psi Wet 21 10/2/1991

Hewitts AutobodyYarmouth 343 East Elm Stree Atlantic Auto Repair New NFPA 13 14 84 static and 20 residual at 2736 gpm, 12-6-95 Wet 72 6/16/2000

Holan ResidenceYarmouth 73 Homewood Cir Simplex Grin Home New NFPA 13D 25 Peerless PE 150 pump rated at 80 gpm at 24 psi Wet 29 12/6/2000

Homewood Inn-Gull HoYarmouth Homewood Road Sprinkler Sys Residen Existing NFPA 13D None Given Wet 0 11/19/1990

John AlbinYarmouth 71 Homewood Vill Freedom Fire Home New NFPA 13D7 Pump rated at 40 gpm at 45 psi. Wet 18 3/4/2003

Kelly ResidenceYarmouth 81 Crane Farm Wa High Tech Fi Home New NFPA 13D6 g & l pump rated to provide 51 static and 45 residual at 7 Wet 67 12/22/2005

Kelly ResidenceYarmouth Crane Farm Way Freedom Fire Home New NFPA 13D 8 Gould pump rated at 35 gpm at 40 psi Wet 70 12/24/2005

Laverdiere HouseYarmouth Cousins Island Eastern Fire Home New NFPA 13D 6104 static and 20 residual at 1654 gpm, 4-3-01 Wet 104 1/1/2005

Low Tides #3Yarmouth Homewood Village Eastern Fire Home New NFPA 13D 20. Peerless PE 150C pump rated at 20 gpm at 46 psi Wet 13 5/16/1996

Maine Cottage FurniturYarmouth Portland Street Eastern Fire Manufa New NFPA 13 dn 61 static and 50 residual at 970 gpm, 4-26-94 Wet18 3/28/2001

Morgan ResidenceYarmouth 93 Sunset Point Ro Freedom Fire Home New NFPA 13D 7 Gould pujp rated at 40 gpm at 45 psi Wet 53 10/17/2005

NG ResidenceYarmouth 130 White's Cove High Tech Fi Residen New System NFPA 13D 19 21 10/30/2009

Nor'East CottageYarmouth Homewood Inn Ro Eastern Fire Residen Existing NFPA 13D Peerless 26 GPM at 46 psi Glyc 0 5/29/1992

NYA Middle SchoolYarmouth Main Street Eastern Fire Educati New NFPA 13 8 73 static and 63 residual at 1160 gpm, 9-3-02 Dry 229 5/7/2003

NYA Science CenterYarmouth Main Street Eastern Fire Educati New NFPA 13 8 77 static and 20 residual at 2913 gpm, 2002 Wet 116 5/21/2005

Oaks CottageYarmouth Homewood Inn Ro Eastern Fire Residen Existing NFPA 13D 12. 26 GPM at 46 psi Wet 0 2/11/1994

O'Donnell Medical OffiYarmouth Forest Falls Drive High Tech Fi Busines New Hydro-Pro 36 85 static and 78 residual at 1405 gpm, 8-26-02 Wet 49 9/6/2002

O'Donnell Medical OffiYarmouth Forest Falls Drive High Tech Fi Office New NFPA 13 20 85 static and 78 residual at 1405 gpm, 8-26-02 Dry 139 1/7/2003

O'Donnell ResidenceYarmouth Little John Road High Tech Fi Home New NFPA 13D7 2 hp pump 98 4/13/2006

Office BuildingYarmouth Forest Falls Drive, Sprinkler Sys Busines New NFPA 13 6.4 84 static and 73 residual at 1230 gpm, 4-27-94 Dry 245 2/4/1999
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Office Building, (Lot 12Yarmouth Lot 12 Forest Falls Sprinkler Sys Busines New NFPA 13 6 84 static and 73 residual at 1230 gpm, 4-27-94 Dry 252 8/5/1999

Out of BoundsYarmouth Homewood Inn Ro Eastern Fire Busines Existing NFPA 13D 7 Peerless 26 GPM at 46 psi Wet 0 12/10/1992

Pat's Pizza, (Addition/RYarmouth 791 US Route 1 Maine Fire P Assemb New NFPA 13 dn 77 static and 73 residual at 860 gpm, 4-1994 Wet 10512/31/1999

PIO ResidenceYarmouth Cousins Island Freedom Fire Home New NFPA 13D 6 Gould pump rated at 50 gpm at 40 psi Wet 96 2/23/2005

Post OfficeYarmouth Route 1 Automatic S Post Of New NFPA 13 6 04/27/94 Static 81, 1230 GPM at 73 psi Dry 195 7/6/1995

Quality ContainerYarmouth 83 Portland Street Eastern Fire Storage New NFPA 13 20 61 static, 50 residual at 970 gpm, 4-26-94 Wet 84 5/31/1996

Quality InsulationYarmouth North Elm Street Eastern Fire Cold St New NFPA 13 7 74 static, 68 residual at 1175 gpm, 4-27-94 Dry 146 3/6/1997

Residence at Yarmouth Yarmouth Forest Falls Drive Sprinkler Ser Apartm New NFPA 13 7.4 81 static and 73 residual at 1230 gpm, 4-27-94 Wet 596 10/15/1998

Rovner ResidenceYarmouth 253 Spruce Point Sprinkler Ser Home New NFPA 13D 8 Goulds GT-10 pump rated at 32 gpm at 41 psi Wet 85 3/13/2005

Rowe SchoolYarmouth School Street Dean & Ally Educati New NFPA 13 1173 static and 66 residual at 840 gpm, 8-5-02 Wet 290 10/8/2002

Royal River Boat Yard, Yarmouth 307 Bayview Stree Maine Fire P Boat Re New NFPA 13 7 90 static and 49 residual at 1160 gpm, 10-2002 Wet 129 1/7/2003

Royal River Boat Yard, Yarmouth Bayview Road Maine Fire P Boat Re New NFPA 13 7 105 static and 49 residual at 1160 gpm, 10-02 Wet 70 3/5/2003

Shop n SaveYarmouth US Route 1 Sprinkler Sys Mercan Renovation NFPA 13 Dry 0 12/31/1999

St.Bartholomew's EpiscYarmouth 396 Gilman Road Sprinkler Sys church/ New System NFPA 13 6.1 151 8/29/2012

StanleyYarmouth 5 Webster Lane Aube's Plum Home New NFPA 13D 5 38 8/1/2007

Sunnyside CottageYarmouth Homewood Road Eastern Fire Residen Existing NFPA 13D 8.1 Peerless PE 150C 26 GPM at 46 psi Wet 19 11/2/1992

Waldron ResidenceYarmouth Princess Point Roa Dean & Ally Home New NFPA 13D 5 Goulds pump rated at 50 gpm at 50 psi Wet 66 1/18/2005

Wastewater Treatment FYarmouth US Route 1 Automatic S Water t Existing Maine Life 90 static and 60 residual Wet 0 3/10/1993

Water Treatment EquipYarmouth Route 1 Eastern Fire Water t New NFPA 13 8 80 static, 70 residual at 1245 gpm, 9-26-96 Wet 132 10/7/1996

White HouseYarmouth Homewood Road Eastern Fire Residen Existing NFPA 13D Peerless PE 150C 26 GPM at 46 psi 0 9/27/1991

Yankee MarinaYarmouth Route 88 Eastern Fire Boat M New NFPA 13 22 104 static and 20 residual at 3200 gpm, 1980. 107 static a Wet 65 11/15/2003
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Yarmouth Boat Yard SeYarmouth 72 Lafayette St. Residential F Repair/ New System NFPA 13 22. 56 5/1/2012

Yarmouth Community Yarmouth 317 Main Street Simplex Grin Classro New NFPA 13 5 69 static and 59 residual at 1814 gpm, 11-30-04 Dry 106 5/25/2005

Yarmouth Elementary SYarmouth McCartney Street Sprinkler Sys Educati New NFPA 13 10 57 static and 54 residual at 980 gpm, 6-4-02 Wet 50 8/7/2002

Yarmouth Family CareYarmouth 14 Bayview Street High Tech Fi Health Existing & n Hydro-Pro 21 Spring 1994 Static 92, 890 GPM at 29 psi Wet 0 1/19/1995

Yarmouth Fire StationYarmouth 178 North Road Freedom Fire Fire Sta New NFPA 13 5 72 static and 68 residual at 1131 gpm, 8-5-04 Wet 93 1/3/2006

Yarmouth First Baptist Yarmouth Main Street Eastern Fire Worshi New NFPA 13 9.0Static 60, 1155 GPM at 54 psi Dry 0 7/6/1993

Yarmouth High School, Yarmouth West Elm Street Sprinkler Sys Educati New NFPA 13 13 48 static and 44 residual at 980 gpm, 6-4-02. Armstrong Wet 276 8/6/2002

Yarmouth High School, Yarmouth West Elm Street Sprinkler Sys Educati New NFPA 13 11 48 static and 44 residual at 980 gpm, 6-4-02. Armstrong Wet 696 4/4/2003

Yarmouth HistoricalYarmouth 118 East Elm Stree Sprinkler Sys Museu New System Maine Life 25 44 7/26/2012

Yarmouth Job, (Little JoYarmouth 325 Pemasong Lan Consolidated Home New NFPA 13D 0 9/19/2007

Yarmouth Middle SchoYarmouth P. O. Box 907 Sprinkler Sys Educati New NFPA 13 Static 57, 1060 GPM at 52 psi Wet 0 8/15/1991

Yarmouth Rite AidYarmouth 478 Route 1 Sprinkler Sys Mercan New NFPA 13 5.6Static 77, residual 60 at GPM 1805 @20 psi, tested 04/26 Wet 122 3/17/1998

Yarmouth Town HallYarmouth 200 Main Street, P High Tech Fi Busines New NFPA 13 7 69 static and 58 residual at 1230 gpm, 8-1-02 Dry 293 8/22/2002

Yarmouth Village CourtYarmouth Main Street High Tech Fi Busines New NFPA 13 5 76 static, 64 residual at 1214 gpm, 1994 Dry 209 3/3/1997

Cumberland Cumberland
Franklin Franklin

CVA Anti-Gravity CentCarrabasset 3185 Carrabassett Eastern Sprin Gymna New Hydro-Pro 24 Floway 8JKH8 pump rated at 250 gpm at 65 psi Wet 192 11/30/2000

Glade Court CondominiCarrabasset Mountain Road Eastern Fire Condo New NFPA 13D 5 50 static and 40 residual at 920 gpm, 6-30-99 Wet48 8/18/1999

Sugarloaf Ski Resort, (TCarrabasset Sugarloaf Ski Reso Simplex Grin Residen New NFPA 13R 10 62 static and 42 residual at 512 gpm, 3-20-03 Wet 440 8/20/2003

Sugarloaf, (Castle CreekCarrabasset Boyton Avenue High Tech Fi Condo New NFPA 13R 72 5/8/2006

Timberline LodgesCarrabasset West Mountain Vil Birtwell Fire Home New NFPA 13D 30 135 4/2/2006

Winters Way TownhousCarrabasset Sugarloaf Access Eastern Fire Living New NFPA 13R 12 160 static and 100 residual at 1126 gpm, 7-17-03 Wet 272 9/8/2003
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Winter's Way, (Phase 2,Carrabasset Sugarloaf Access Eastern Fire Living New NFPA 13R 7 160 static and 100 residual at 1126 gpm, 7-17-03 Wet 274 4/14/2004

Bigelow TownhousesCarrabasset Valley Crocker Inn Road Eastern Fire Dwellin New NFPA 13D 25 135 static and 75 residual at 820 gpm, 6-13-02 Wet 36 8/6/2002

BLACK BEAR LODGECarrabasset Valley 4000 series Bob White H Residen New System NFPA 13D 11. 72 3/7/2008

Black Bear LodgesCarrabasset Valley Mountain Side Ro Consolidated Home New NFPA 13D 6 Town Water 273 10/2/2007

Black Bear LodgingCarrabasset Valley 5010-5016 Black Kevin Ritzi d Residen New System NFPA 13D 149 11/4/2011

Castle Creek CondominCarrabasset Valley Boynton Avenue High Tech Fi Condo New NFPA 13R 10 157 static and 60 residual at 1300 gpm, 11-15-05 Wet 54 11/22/2005

Castle Creek Condos, (Carrabasset Valley Boyton Avenue High Tech Fi Condo New NFPA 13R 5 76 7/22/2006

Cole ResidenceCarrabasset Valley Spruce Knoll, Lot Consolidated Home New NFPA 13D 29 10/2/2007

CVA 2012 AdditionCarrabasset Valley Carrabassett Drive Sprinkler Sys Classes Addition of NFPA 13 5+ 289 8/24/2012

CVA New DormCarrabasset Valley Route 27 Eastern Fire Hotel, New Hydro-Pro 26 Goulds model HSX20 pump rated at 28 gpm at 52 psi Wet 72 6/27/1996

Doug FieldCarrabasset Valley Spruce Knoll # 7 Consolidated Home New NFPA 13D 12 36 10/2/2007

Fall Line, (Building 3)Carrabasset Valley Fall Line Drive Consolidated Home New NFPA 13D 0 9/2/2007

Fall Line, (Building 4)Carrabasset Valley Fall Line Drive Consolidated Home New 0 9/2/2007

Falline TownhomesCarrabasset Valley Consolidated Home New NFPA 13D 5 92 3/13/2006

Glade DuplexCarrabasset Valley Mountainside Roa Eastern Sprin Condo New NFPA 13D 5 50 static and 40 residual at 920 gpm, 6-30-99 Wet 56 1/11/2002

Maine HutsCarrabasset Valley Consolidated Dwellin New NFPA 13D 5 0 1/15/2008

North Ridge Village, (UCarrabasset Valley Sugarloaf Consolidated Home New NFPA 13D 6 60 psi static and 50 psi residual at 50 gpm Wet 25 9/30/2005

North Ridge Village, (UCarrabasset Valley Sugarloaf Consolidated Home New NFPA 13D 6 60 psi static and 50 psi residual at 50 gpm Wet 52 9/30/2005

O'Donovan ResidenceCarrabasset Valley 5012 Evergreen Dr Simplex Grin HomeNew NFPA 13D 12 60 static and 50 residualat 500 gpm, 3-20-03 Wet 66 3/14/2005

Snowbrook BCarrabasset Valley Sugarloaf Sprinkler Sys Condo Hydro-Pro 68 Static 148, residual 92 at 1290 GPM, tested 05/03/94 Wet 0 5/12/1994

Snowbrook BCarrabasset Valley Sugarloaf Sprinkler Sys Condo New Hydro-Pro 78 Static 158, residual 102 at 1728 GPM, tested 05/03/94 Wet 89 5/30/1995

163



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Sugarloaf Brewery ComCarrabasset Valley RR 1 Box 2268 - High Tech Fi Brewer Hydro-Pro 5 Wet 0 5/12/1994

Sugarloaf Golf ClubhouCarrabasset Valley Eastern Fire Locker New NFPA 13 5 140 static and 70 residual at 1400 gpm, 1-12-05 Dry 195 2/16/2005

Sugarloaf Snowbrook BCarrabasset Valley Sugarloaf Sprinkler Sys Condo New Hydro-Pro 78. 158 static, 102 residual, 1728 gpm Wet 89 5/1/1998

Sugarloaf, (MaintenancCarrabasset Valley Access Road Eastern Sprin Mainte New Hydro-Pro 68 160 static and 100 residual at 1126 gpm, 7-17-03 Wet 68 9/12/2005

Sugarloaf, (Snowbrook Carrabasset Valley Sugarloaf Sprinkler Sys Condo New Hydro-Pro 78 158 static, 102 residual at 1728 gpm, 5-3-94 Wet 178 5/10/1997

Sugarloaf, (The TimbersCarrabasset Valley Hardwood Ridge R Simplex Grin Residen New NFPA 13R 45 100 static and 80 residual at 500 gpm, 3-20-03 Wet 142 7/22/2005

The Commons II Unit #Carrabasset Valley Mountainside Roa Eastern Fire condom New and Re NFPA 13R 5.9 63 4/9/2011

Timbers, (Sugarloaf)Carrabasset Valley Sugarloaf Ski Reso Simplex Grin Residen New NFPA 13R 11 62 static and 42 residual at 512 gpm, 3-20-03 Wet 80 4/29/2004

Timbers@Sugarloaf, (BCarrabasset Valley Sugarloaf Ski Reso Simplex Grin Residen New NFPA 13R 25 62 static and 42 residual at 512 gpm, 3-20-03 Wet 102 10/2/2004

Timbers@Sugarloaf, (BCarrabasset Valley Sugarloaf Ski Reso Simplex Grin Residen New NFPA 13R 25 62 static and 42 residual at 512 gpm, 3-20-03 Wet 102 10/2/2004

Timbers@Sugarloaf, (BCarrabasset Valley Sugarloaf Ski Reso Simplex Grin Residen New NFPA 13R 25 62 static and 42 residual at 512 gpm, 3-20-03 Wet 102 10/2/2004

Timbers@Sugarloaf, (BCarrabasset Valley Sugarloaf Ski Reso Simplex Grin Residen New NFPA 13R 25 62 static and 42 residual at 512 gpm, 3-20-03 Wet 102 10/2/2004

Timbers@Sugarloaf, (BCarrabasset Valley Sugarloaf Ski Reso Simplex Grin Residen New NFPA 13R 25 62 static and 42 residual at 512 gpm, 3-20-03 Wet 102 10/2/2004

West Mountain VillageCarrabasset Valley West Mountain Consolidated Home New NFPA 13D 0 9/2/2007

West Mountain VillageCarrabasset Valley Piscataqua Lane Eastern Fire CondoNew NFPA 13D 67 130 static and 55 residual at 1240 gpm, 8-4-05 Wet 76 9/27/2005

West Mountain Village,Carrabasset Valley Piscataqua Lane Eastern Fire CondoNew NFPA 13D 83 130 static and 55 residual at 1240 gpm, 8-4-05 Wet 34 9/27/2005

Child & Family EnrichEast Wilton Church Street Sprinkler Sys Assemb Existing Hydro-Pro 9 Static 85, Residual 20 at 750 gpm, 5-1991 Wet 0 1/10/1994

Forster Manufacturing East Wilton East Wilton Road Eastern Fire Manufa New NFPA 13 None Given Wet 0 9/27/1990

Wilton Head StartEast Wilton Church Street Eastern Fire School Existing Maine Life 8+ Static 85, Residual 20 at 750 GPM tested 05/91 Wet 0 9/18/1991

Community DentalFarmington Franklin Health Co High Tech Fi Office Renovation NFPA 13 37 4/25/2012

Dr. Saulters OfficeFarmington Front Street Eastern Fire Busines New NFPA 13 7 87 static, 38 residual at 2560 gpm, 10-8-92 Dry 119 7/25/1997
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Farmington FordFarmington Route 2 & 4 Eastern Fire Mercan New NFPA 13 12 100 static and 61 residual at 1190 gpm, 8-4-99 Wet 174 12/28/2004

Farmington Group HomFarmington 118 Anson Road Maine Fire P Group New Maine Life 16 Goulds pump rated at 50 gpm at 50 psi Wet 36 5/5/2004

Farmington Hannaford Farmington Route 202 Sprinkler Sys Grocery Renovation NFPA 13 88 3/19/2012

Farmington Subsidized Farmington 2 Middle Street Sprinkler Sys Apartm New NFPA 13R 7 80 static, 20 residual at 2500 gpm, 1992 Wet 69 8/22/1997

Farmington/Franklin DaFarmington 71 High Street High Tech Fi Day Ca New Maine Life 15 90 static and 20 residual at 3500 gpm, 6-1997 Wet 34 8/24/1998

Franklin HeightsFarmington Belture Road Maine Fire P Boardin New Maine Life 24. 46 static, 27 residual, 90 gpm Goulds 60gpm@42psi Wet 37 5/6/1998

Franklin Memorial HosFarmington One Hospital Way Sprinkler Sys Hospita Existing NFPA 13 44 Static 104, Residual 47 at 1070 GPM, Patterson Pump rat Wet 0 2/16/1995

Franklin Memorial HosFarmington 129 Hospital Drive High Tech Fi Hospita New NFPA 13 29 Date of last water test; 8/10/99; Static Pressure;185 ;Resi Wet 148 12/31/2001

Franklin Savings BankFarmington Front Street Eastern Fire Busines New Hydro-Pro 22 97 static and 65 residual at 3000 gpm, 8-99 Wet138 11/10/1999

Grants BuildingFarmington Front Street Eastern Fire Apartm New NFPA 13R 13. 06/08/92 Static 87, 2560 GPM at 38 psi Wet 49 4/23/1999

Greenwood Medical OffFarmington Route 4 Eastern Fire Busines New NFPA 13 9 110 static and 63 residual at 1275 gpm, 8-99 Dry 115 12/31/2000

Hight Partners, (State OFarmington Main Street Eastern Fire Office New NFPA 13 38 88 static and 72 residual at 1250 gpm, 5-2-02 Wet 150 5/8/2002

Home For The AgedFarmington 80 Main Street Eastern Fire Elderly Existing NFPA 13 13 Static 87, Residual 38 at 2560 GPM tested May 92 Dry 0 1/31/1995

J & R Property Mngmt, Farmington 119 Lahe Street/11 Sprinkler Sys New Maine Life 8 85 static and 40 residual at 1000 gpm, 1999 Wet109 3/5/2003

Kingfield Savings BankFarmington Route 4 Sprinkler Sys Offices, New Hydro-Pro 38 Static 104, Residual 75 at 1190 GPM tested 06-92 Wet 0 5/13/1993

Maine DHSFarmington Route 4 Eastern Fire Office New NFPA 13 12 105 static and 78 residual at 1160 gpm, 8-18-99 Dry 284 1/19/2002

Mantor LibraryFarmington High Street High Tech Fi Library Renovation NFPA 13 Static 92, Residual 92 at no GPM, 04/26/95 Wet 0 8/18/1995

MBNA America TelemaFarmington Front Street Maine Fire P Busines New NFPA 1319 108 static and 78 residual at 1060 gpm, 10-1992 Prea 99 6/26/1999

Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 17 Patterson 5x3 VIP pump rated at 500 gpm at 70 psi. 65 st Wet 160 5/28/2002

Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 15 65 static and 23 residual at 710 gpm, 1999. Patterson 5x3 Dry 97 10/7/2002

Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 11 65 static and 23 residual at 710 gpm, 1999. Patterson 5x3 Wet 186 7/20/2002
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Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 45 65 static and 23 residual at 710 gpm, 1999. Patterson 5x3 Dry 151 5/20/2003

Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 27 65 static and 23 residual at 710 gpm, 1999 Wet328 2/28/2003

Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 38 65 static and 23 residual at 710 gpm, 1999. Patterston 5x Wet 131 10/7/2002

Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 51 65 static and 23 residual at 710 gpm, 1999. Patterson 5x3 Wet 16 10/7/2002

Mt Blue Middle School,Farmington 269 Middle Street Dean & Ally Educati New NFPA 13 10 65 static and 23 residual at 710 gpm, 1999. Patterson 5x3 Wet 130 5/28/2002

Narrow Gauge CinemaFarmington Front Street Eastern Fire Cinema Existing NFPA 13 8 87 static and 38 residual at 2560 gpm, 6-8-92 Dry 22 1/20/1999

Narrow Gauge CinemaFarmington Front Street Eastern Fire Movie New NFPA 1314 Static 87, Residual 38 at 2560 GPM tested 06-08-92 Dry 275 6/26/1995

Narrow Gauge CinemaFarmington Front Street Eastern Fire Movie New NFPA 138 87 static, 38 residual at 2560 gpm, 6-8-92 Dry 71 6/24/1998

Oliver HouseFarmington Route 2 Maine Fire P Residen New Maine Life 33 49 static, 29 residual at 90 gpm from Gould's PF20 pump Wet 18 8/22/1997

One hundred eighty-sevFarmington 187 Main Street Eastern Fire Busines New NFPA 13 6 100 static and 70 residual at 2000 gpm, 8-19-99 Wet 238 5/12/2004

One Hundred Sixty-two Farmington Eastern Fire Apartm New NFPA 13R 6 105 static and 65 residual at 1260 gpm, 9-99 Wet 60 8/22/2001

One-hundred seven ChuFarmington Church Street Eastern Sprin Office Renovation NFPA 13 n/a n/a Wet 60 7/29/2005

Residential Home, (30 bFarmington Lower High Street Sprinkler Sys Residen New NFPA 13 12 Static 96, Residual 55 at 1113 GPM tested 10-24-95 Dry 0 11/16/1995

Ricker Hall AdditionFarmington 240 Main Street High Tech Fi Busines New NFPA 13 8 80 static and 72 residual on drain test 2-11-08. 259 11/17/2007

RSU #9 Elementary SchFarmington 18 Middle Street High Tech Fi Educati New NFPA 13 5 575 2/17/2011

Shop N SaveFarmington Route  2 & 4 Sprinkler Sys Mercan Existing NFPA 13 11 Static 104, Residual 75 at 1190 GPM tested 06-08-92 Wet 0 3/18/1993

St Joseph's Parish HallFarmington Quebec Street Sprinkler Sys Assemb New Hydro-Pro 9 80 static and 52 residual at 2110 gpm, 1995 Wet 84 7/27/1999

Sweet-Winter Day CareFarmington University of Main High Tech Fi Day Ca New Maine Life 24 Static 85, Residual 55 at 818 GPM Wet 0 11/4/1991

Taylor, Tingley and SmiFarmington 8 Franklin Avenue Eastern Fire Office Renovation NFPA 13 dn Wet 50 11/29/2000

The GraineryFarmington Pleasant Street High Tech Fi Restaur New NFPA 13 7 Static 90, Residual 38 at 2560 GPM tested 06-08-92 Dry 222 10/17/1995

Tri-County Mental HealFarmington High Street Eastern Fire Health New NFPA 1310 97 static and 65 residual at 3000 gpm, 8-99 Dry 343 4/20/2000
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UMF - Health & FitnessFarmington Lincoln Street Sprinkler Sys Assemb 0 5/15/1991

UMF - Health & FitnessFarmington Lincoln Street Sprinkler Sys Assemb New NFPA 13 13 Static 89, residual 49 at 1170 GPM Dry 0 1/8/1992

UMF - Pool AdditionFarmington c/o University of F Sprinkler Sys Assemb New & Ren NFPA 13 14 Static 89, Residual 63 at 1170 GPM Dry 0 4/12/1993

UMF, (Education CenteFarmington Lincoln Street Simplex Grin Busines New NFPA 13 15 399 4/9/2006

UMF, (New Residence Farmington Lincoln & Quebec Sprinkler Sys Dormit New NFPA 13 7 95 static and 70 residual at 710 gpm, 5-4-04 Wet 347 4/8/2005

UMF, (Purington Hall)Farmington University of Main Sprinkler Sys Dormit Renovation NFPA 13 5 50 8/21/2006

Univ of Maine FarmingtFarmington Main Street Dean & Ally Dormit New NFPA 13R 10date of Last Water Test; 08-99; Static; 97; Residual; 65; F Wet 5/15/2001

University of Maine at Farmington University of Main Dean & Ally Dormit New NFPA 13 5 85 static and 42 residual at 1010 gpm, 2002 Wet304 6/2/2004

University of Maine FarFarmington 115 Maguire Street High Tech Fi Dormit New NFPA 13 9 85 static and 42 residual at 1010 gpm, 8-99 Wet 282 6/16/2005

University of Maine, (DFarmington University of Main Dean & Ally Dormit New NFPA 13 9 85 static and 42 residual at 1010 gpm, 2002 Wet319 6/14/2003

University of Maine, (DFarmington High Street Maine Fire P Assemb New NFPA 13 1287 static and 38 residual at 2500 gpm, 1992 Wet 304 6/4/1999

Wal-MartFarmington Route 2 Sprinkler Sys Mercan New NFPA 13 8.9 Static 100, Residual 56 at 850 GPM Wet 0 10/15/1992

Wal-Mart SupercenterFarmington Route 2 & 4 Eastern Fire Mercan Existing & n NFPA 13 5 103 static and 41 residual at 1150 gpm, 4-12-00 Wet 1482 2/15/2002

Androscoggin Co-Gen Jay Riley Road Sprinkler Ser Offices New NFPA 13 5 ? Static and 60 residual at 750 gpm, 11-1998 Wet 68 12/14/1998

International Paper - CoJay Riley Road High Tech Fi Industri New NFPA 13 Replacement of corroded and broken sprinkler piping 0 1/13/1992

International Paper - PulJay Androscoggin Mill Automatic S Storage New Factory Mut 38. 1989 Static 147, 1644 GPM at 125 psi Wet 0 10/27/1992

International Paper - WaJay Riley Road Automatic S Industri New None Given Dry 0 9/21/1990

International Paper AndJay Riley Road Eastern Fire Health New NFPA 13 35. 10/89 Statis 147, 1644 GPM at 125 Dry 0 7/9/1992

International Paper BridJay Riley Road Eastern Fire Manufa Existing NFPA 13 15 1994 Static 150, 3000 GPM at 110 psi Dry 0 1/3/1995

International Paper Co, Jay Eastern Fire Paper Renovation NFPA 13 20 154 static and 121 residual at 2138 gpm, 1996 Wet 85 11/8/2003

International Paper Co, Jay Eastern Fire Control New Special Haz dn dna Othe 4 4/3/2002
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International Paper Co, Jay PO Box 20 Eastern Fire Busines Existing & n NFPA 13 49 155 static and 138 residual at 1135 gpm, 9-7-99 Dry 60 9/13/1999

International Paper ComJay Riley Road Eastern Fire Industri New NFPA 13 50 154 static, 121 residual at 2138 gpm, Fire pump specs, 19 Wet 151 7/24/1996

International Paper ComJay Power Plant Turbin Automatic S Power New Factory Mut 13. 1990 Static 175, 2430 GPM at 98 psi Wet 0 12/22/1992

International Paper CoolJay Androscoggin Mill Automatic S Industri Existing & n NFPA 13 Pump Delu 0 2/24/1995

International Paper, (OilJay Eastern Fire Paper Existing & n NFPA 13 16 154 static and 121 residual at 2138 gpm, 1996 Wet 72 9/8/2003

International Paper, (TraJay Eastern Fire Paper Existing & n NFPA 13 25 154 static and 121 residual at 2138 gpm, Wet 15 7/31/2003

IP Jay Roll RebuildJay Androscoggin Mill Eastern Fire Machin New NFPA 13 16 154 static and 121 residual at 2138 gpm, 1996 Wet 58 2/16/2005

Jay Middle SchoolJay Route 4 & 17 Sprinkler Sys Educati New NFPA 13 5 109 static, 89 residual, at 1340 gpm, 11-12-96 Wet 856 2/19/1997

Otis Fine Paper - ShredJay P. O. Box 10 Simplex Grin Industri Existing Factory Mut10 Static 66, 1332 GPM at 38 psi Dry 0 11/30/1992

Otis Paper MillJay 1 Mill Street Simplex Grin Roll pa Renovation NFPA 231F14 Fire pump rated at 1500 gpm at 100 psi Dry 505 3/27/2003

Otis Paper, (Phase 1)Jay Mill Street Simplex Grin Paper Renovation NFPA 13 & 12144 static and 77 residual at 2544 gpm from Peerless 14 Dry 462 2/6/2003

Otis Specialty Paper - #Jay 1 Mill Street Simplex Grin Mill Maine Life 4 Static 55, 1540 GPM at 33 psi Wet 0 5/2/1995

Otis Specialty PapersJay 1 Mill Street Simplex Grin Manufa Existing Hydr. Calc. 6 1992 Static 66, 1332 GPM at 38 psi Dry 0 3/2/1994

Otis Specialty PapersJay 1 Mill Street Simplex Grin Manufa Existing NFPA 13 7 03/09/94 Static 58, 1540 GPM at 33 psi Wet 0 11/1/1994

Otis Tech CenterJay Main Street Simplex Grin Educati Existing NFPA 13 11 Static 58, 1542 GPM at 33 psi Wet 0 12/12/1994

Shop & Save RenovatioJay Route 4 Atlantic Auto Mercan New, from e NFPA 13 12. 1998 Drain Test Static 105, 1051 (estimated) GPM at 95 Wet 102 4/12/1999

VFW Post #3335Jay 64 Jewell Street Simplex Grin Assemb New NFPA 13 9 75 static and 35 residual at 800 gpm, 4-98 Dry 81 5/10/2003

Kingfield WoodKingfield Depot Road High Tech Fi Saw Mi New & Ren NFPA 13 09/05/90 Static 75, 55 psi Wet 0 8/29/1990

Mount Abrams Health Kingfield Winter Hill Road Sprinkler Sys Health Existing Hydro-Pro 25. 08/88 Static 85, 625 GPM at 32 psi Wet 0 1/26/1993

Sugarloaf, (WidowmakeKingfield West, Inc. Eastern Sprin Lodge Existing & n NFPA 13 dn dna Wet 10 12/9/2002

Otis Specialty PaperLivermore Falls 1 Mill Street Simplex Grin Industri New NFPA 13 8 1992 Static 66, 1332 GPM at 38 psi Pump data not inclu Dry 0 7/6/1993
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Haines Adult Care CentMadrid Off Route 4 Sprinkler Ser Residen New Maine Life 12. Gould Pump 6T-20, Not listed, 44 GPM at 51.5 psi Wet 27 4/21/1999

New Sharon-Vienna EleNew Sharon Route 134 Sprinkler Sys School, New Hydro-Pro10 Peerless Pump 80 GPM at 65 psi Wet 0 1/3/1992

Oquossoc Retail BuildinOquossoc Main Street High Tech Fi Mercan New Hydro-Pro 7 Gould NPE 2ST pump rated at 60 gpm at 42 psi Wet 67 5/10/1997

VOID-Byron Fairbanks Oquossoc 134 Judkins road Freedom Fire Dwellin New System NFPA 13D 5.5 11 9/21/2006

Dave Douglas Bed & BrRangeley Maine Fire P Roomin New Maine Life 5 97 5/29/2006

Ginette Lessard ResidenRangeley Route 16 Dean & Ally Residen New Maine Life 9 Goulds pump rated at 50 gpm at 50 psi Wet 27 12/27/2005

Good Shepherd ChurchRangeley Main Street Eastern Fire Office Existing & n NFPA 13 14 95 static and 46 residual at 820 gpm, 5-4-99 Wet 4012/23/2003

Loon LodgeRangeley Route 4 Sprinkler Sys Hotel New Hydro-Pro 7 Monarch ACE-500SD pump rated at 60 gpm at 61 psi Wet 87 7/26/2001

Pleasant Street Inn Bed Rangeley 104 Pleasant Street Denali Fire P Roomin New Maine Life 5 Goulds pump rated at 50 gpm at 50 psi Wet 75 2/16/2005

Rangeley Adult CareRangeley Route 4 Eastern Fire Adult F New Maine Life 14 Peerless 150C UL listed pump rated at 0 gpm at 46 psi, or Wet 47 10/4/1996

Rangeley IGARangeley Route 4 Dean & Ally Mercan New NFPA 13 41 34 static and 23 residual at 800 gpm, 2002. Patterson 5x3 Dry 340 5/6/2003

Rangeley LibraryRangeley Lake Street Sprinkler Ser Library Existing & n Hydro-Pro 12 104 static and 88 residual at 870 gpm, 6-99 Wet 106 2/27/2002

Rangeley Region HealthRangeley Dallas Road High Tech Fi Health Hydro-Calc 8 N/A Wet 0 3/3/1995

Rangeley Regional PhysRangeley Dallas Hill Road, Sprinkler Sys Rehabil New Hydro-Pro 7Peerless PE 503 pump rated at 80 gpm at 52 psi Wet 121 10/16/2000

Saddleback Condo, (BuiRangeley Cahill Road High Tech Fi Residen New NFPA 13R 43 Mountain pond for water source. 165 static and 150 resid 77 7/1/2007

Saddleback Condo, (BuiRangeley Cahill Road High Tech Fi Residen New NFPA 13R 17 108 11/17/2007

Saddleback LodgeRangeley Saddleback Access Eastern Fire Ski Lod New NFPA 13 6 50 static and 41 residual at 700 gpm, 10-04 Wet 465 11/2/2004

Mt. Abram High SchoolSalem Route 142 Sprinkler Ser High Sc Renovation NFPA 13 dn dna Wet 6 8/8/2000

Hydra Company OperatStratton P. O. Box 59 Eastern Fire Busines Existing NFPA 13 52. 1500 GPM at 125 psi Wet 0 4/28/1993

Stratton Elementary SchStratton School Street Denali Fire P Educati Renovation NFPA 13 21 76 static and 66 residual at 1100 gpm, 11-7-05 Dry 174 12/24/2005

Stratton Energy - Hog BStratton P. O. Box 59 Sprinkler Sys Industri Existing NFPA 13 None Given Prea 0 1/8/1991
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Stratton LumberStratton Route 27 Simplex Grin Saw Mi New NFPA 13 8 75 static, 70 residual at 1187 gpm, 7-9-96 Wet 78 9/11/1997

Stratton Lumber - BAG Stratton Route 27 Sprinkler Sys Sawmil New additio NFPA 13 None Given 0 4/4/1991

Stratton Lumber 1991 AStratton Route 27 Sprinkler Sys Saw Mi New additio NFPA 13 5.8 09/19/90 Static 73, 1776 GPM at 48 psi (Static 75, 1140 Dry 0 2/5/1992

Stratton Lumber Dry KilStratton Route 27 Sprinkler Sys Sawmil Existing NFPA 13 7.1 Static 73, 1776 GPM at 48 psi Dry 0 11/13/1992

Stratton Lumber GarageStratton Route 27 Sprinkler Sys Storage New NFPA 13 7.2 Static 73, 1776 GPM at 48 psi Dry 0 10/26/1993

Stratton Lumber, (2002 Stratton Route 27 Sprinkler Sys Planer New NFPA 13 5 73 static and 48 residual at 1776 gpm, 9-2000 Dry 138 10/31/2002

Stratton Lumber, (Dry Stratton US Route 27 Sprinkler Sys Dry Kil New NFPA 13 8 73 static and 48 residual at 1776 gpm, 9-2000 Wet 55 11/8/2005

Stratton Lumber, (PlaneStratton Route 27 Sprinkler Sys Saw Mi Existing & n NFPA 13 5 73 static and 48 residual at 1776 gpm, 1990 Dry 72 10/25/2000

Stratton Plaza HotelStratton Main Street Sprinkler Sys Roomin New Maine Life 7 74 static and 72 residual at 1250 gpm, 1997 Wet 154 7/16/2003

Tranquility LodgeStratton Main Street Sprinkler Sys Roomin New Maine Life 5 Monarch Ace 500SD pump rated at 60 gpm at 61 psi Wet 36 6/7/2003

Forster ManufacturingStrong P. O. Box 657 Eastern Fire Wood P New NFPA 13 07/21/95 Static 90+ Wet 31 7/13/1995

Strong Area DentalStrong Main Street Sprinkler Sys Busines Existing & n Hydro-Pro 8 78 static and 76 residual at 1120 gpm, 11-1-95 Wet26 10/17/2002

Strong Area Health CenStrong Main Street Sprinkler Sys Medica New Hydro-Pro 5 78 static and 76 residual at 1120 gpm, 11-1-98 Wet 53 2/1/2001

Strong Elementary SchoStrong Main Street Sprinkler Sys Educati Existing & n NFPA 13 578 static, 76 residual at 1120 gpm, 11-1-95 Dry 291 6/19/1996

Strong Methodist ChurcStrong North Main Street Eastern Fire Assemb New Hydro-Pro 13 85 static and 81 residual at 920 gpm, 10-14-99 Wet 5312/31/1999

Acadia InsuranceWestbrook County Road Eastern Fire Office New NFPA 13 21Static 73, 1300 GPM at 60 psi Wet 0 7/11/1994

Best BuffetWestbrook 152 Main Street Sprinkler Ser Restaur New NFPA 13 11 80 static,  77 residual at 2,173 GPM, 7/12/95 Wet 70 3/10/1997

Bill Dodge, (BMW/InfiWestbrook 5 Saunders Way Eastern Fire Mercan New NFPA 13 9.0 80 static and 69 residual at 1394 gpm, 7-13-95 Wet 280 12/17/1998

Bill Dodge, (Collision CWestbrook 3 Saunders Way Eastern Fire Repair New NFPA 13 5.9 80 static and 69 residual at 1394 gpm, 7-13-95 Wet 247 12/22/1998

Buick - GMC - BMWWestbrook 2 Saunders Way Eastern Fire Mercan Existing NFPA 13 7.9 07/26/90 Static 74, 2240 GPM at 62 psi Wet 299 1/13/1992

Carousel WarehouseWestbrook Fairlane Drive Sprinkler Sys Busines New NFPA 13 10. 92 static, 78 residual at 1482 gpm, 7-11-95 Dry 82 9/11/1996
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CCB IncorporatedWestbrook 65 Bradley Drive Freedom Fire Office New NFPA 13 5 80 static, 70 residual at 1404 gpm, 06/22/94 Portland Wat Wet 81 10/24/1997

Chabot Street OfficesWestbrook Chabot Street Eastern Fire Office New NFPA 1329 83 static and 61 residual at 1311 gpm, 7-17-95 Wet264 12/14/1998

Champion LanesWestbrook 33 Elmwood Aven Simplex Grin Assemb Existing NFPA 13 14 1990 Static 125, 1424 GPM at 72 psi Wet 0 12/16/1994

Community Hospital PhWestbrook Park Road Sprinkler Sys Hospita Existing NFPA 13 5.1 Static 66, 822 GPM at 47 psi Wet 0 1/12/1995

CVSWestbrook Main Street Simplex Grin Mercan New NFPA 13 10 90 static, 75 residual at 1453 gpm, 7-13-95 Wet 102 6/11/1997

D & G MachineWestbrook 50 Eisenhower Dri Eastern Fire Office Existing & n NFPA 13 10. 72 static, 60 residual at 1300 gpm, 6-5-90 Dry 234 8/23/1997

Five Hundred Ninety CWestbrook 590 County Road Sprinkler Sys Shippin New NFPA 13 5 70 static and 60 residual at 1311 gpm, 6-23-95 Dry 152 1/13/1999

Fleet Bank Money CentWestbrook 30 Bradley Street Eastern Fire Busines Renovation NFPA 13 None Given Wet 27 10/20/1995

GoodwillWestbrook 47 Haskell Street High Tech Fi Mercan Existing Maine Life 10 None Given Wet 0 11/20/1991

Havens CandiesWestbrook Country Road High Tech Fi Mercan New NFPA 13 11. 72 static, 70 residual at 1332 gpm, 6-12-93 Wet 95 8/22/1997

HVAC ServicesWestbrook 73 Bradley Drive High Tech Fi Office, New NFPA 13 7 86 static and 77 residual at 1380 gpm, 7-9-98 Wet 124 10/5/1998

Idexx LaboratoriesWestbrook Eisenhower Drive Sprinkler Sys Laborat New additio NFPA 13 & 6.3 2000 GPM at 100 psi Prea 0 2/23/1995

J. E. GouldWestbrook Fivestar Industrial Simplex Grin Wareho New NFPA 231C 9 86 static and 77 residual at 2489 gpm, 7-9-98, and Peerle Wet 1726 9/15/1998

Jordans Food Cooler CoWestbrook Thomas Drive Eastern Fire Dry foo RenovationNFPA 231C 5.4 64 static, 54 residual at 1233 gpm Dry 136 3/8/1996

Jordan's FoodsWestbrook Thomas Drive Eastern Fire Storage New NFPA 231C 10. 64 static, 54 residual at 1233 gpm, as per Engineer Specs Wet 1678 2/1/1996

Lanco Assembly SystemWestbrook Thomas Drive Eastern Fire Manufa New NFPA 13 8.7 1990 Static 74, 1342 GPM at 64 psi Wet 403 8/1/1995

Larrabee ComplexWestbrook 100 Larrabee Road Simplex Grin Mercan Renovation NFPA 13 33 80 static, 78 residual at 1055 gpm 07/96 Wet 36 9/17/1996

Larrabee Village (Phase Westbrook Lisa Harmon Drive Eastern Fire Assiste New NFPA 13 7.0 77 static, 63 residual at 1332 gpm, 7-12-95 Dry 1344 6/3/1996

Lee Chrysler PlymouthWestbrook 202 Main Street High Tech Fi Mercan Existing & n NFPA 13 9.2 08/06/93 Static 75, 2013 GPM at 69 psi Wet 0 5/11/1994

PG Vinyl Windows TreWestbrook Spring Street Sprinkler Ser Worksh New NFPA 136 73 Static, 53 residual at 1222 GPM inspected last 07/91 Wet 36 3/2/1998

Precision Welding AddiWestbrook 690 Stroudwater St Sprinkler Ser Sheetm New additio NFPA 13 12. 82 static, 74 residual, 1210 gpm Dry 62 6/11/1998
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Rite-Aid PharmacyWestbrook Main Street & War Sprinkler Sys Mercan New NFPA 13 6.9 86 static, 76 residual at 1463 gpm, 7-27-95 Wet 113 7/5/1996

Riverside EstatesWestbrook 401 Brook Road High Tech Fi Residen Existing Hydro-Pro 35. 05/29/92 Static 77, 919 GPM at 30 psi Dry 0 1/5/1995

S. D. WarrenWestbrook 100 Larrabee Road Simplex Grin Busines Renovation NFPA 13 dn 80 static, 78 residual at 1055 gpm, 7-96 Wet 158 2/11/1998

S.D. Warren, (#3 UltracWestbrook 89 Cumberland Str Simplex Grin Industri Renovation NFPA 13 dn 85 static, 70 residual at 2000 gpm Wet12 11/14/1997

Saunders BrothersWestbrook Cottage Street Sprinkler Sys Storage New NFPA 13 14 1990 Static 69, 1000 GPM at 60 psi, Pump tested 1994 P Wet 211 6/29/1995

Scotch Hill HousingWestbrook Walker Street Eastern Fire Apartm New NFPA 13R 13. 67 static, 27 residual at 872 gpm, 7-3-95 Wet 787 8/28/1997

Shalom HouseWestbrook 72 Church Street Simplex Grin Residen New NFPA 13R 11 82 static and 71 residual at 1267, 7-6-95 Wet 83 11/3/1998

Southern Container, (19Westbrook 100 Hawkes Street Sprinkler Ser Boiler New additio NFPA 13 20 100 static, 92 residual at 1482 gpm, 7-18-95 Wet 32 5/31/1997

Southworth ProductsWestbrook Bradley Drive Automatic S Manufa Renovation NFPA 13 06/15/90, Static 66, 1256 GPM at 56 psi Wet 22 10/6/1995

Spring County BusinessWestbrook County Road Eastern Fire Offices Renovation NFPA 13 dn 73 static, 56 residual at 1256 gpm, 1992 Wet28 6/14/1996

T.P. Smith HouseWestbrook 741 Main Street Simplex Grin Multipl New NFPA 13R 13. 74 static, 47 residual at 1023 gpm, 1991, Portland Water Wet 100 8/22/1997

Tappi Lab - WeyerhauseWestbrook Route 25 Eastern Fire Laborat Existing NFPA 13 05/92 Static 75, 1980 GPM at 72 psi Wet 0 9/27/1994

Tello Credit UnionWestbrook Larrabee Road Automatic S Office Renovation NFPA 13 07/95 Static 85, 1434 GPM at 73 psi Wet 53 10/13/1995

Vineyard Christian FellWestbrook Route 302 Eastern Fire Assemb New NFPA 13 14. 88 static and 55 residual at 1244 gpm, 6-16-95 Wet 36 9/18/1998

Comfort InnWilton Route 2 Simplex Grin Hotel New NFPA 13 6 452 11/20/2007

Department of LaborWilton Route 2 & 4 Sprinkler Sys Office New Hydro-Pro 5 05/27/97 Static 110, 850 GPM at 40psi Wet 38 4/16/1999

FMC Kidney Dialysis CWilton Allen Street Sprinkler Sys Medica New Hydro-Pro 7 40 static and 10 residual at 460 gpm, 11-02 Wet 65 12/2/2002

Forester MFG. InjectionWilton Eastern Fire Plastic i Existing NFPA 13 11. Pump Data;  Rated Capacity is ; 1000 gpm; at 100, psi Dry 55 8/23/2001

Forster ManufacturingWilton Mill Street Eastern Fire Manufa New NFPA 13 5 Peerless pump rated at 1000 gpm at 100 psi Dry 224 12/11/2002

Forster Manufacturing Wilton Munson Road Eastern Fire Manufa Existing NFPA 13 24. 07/30/93 Static 110, 2490 GPM at 85 psi Dry 0 8/6/1993

Gerald Cushing ElemenWilton P. O. Box 541 Eastern Fire Educati New NFPA 13 7.0 12/23/92 Static 62, 830 GPM at 25 psi Wet 0 1/28/1993
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New Life NurseryWilton c/o High Tech Fire High Tech Fi Busines Existing Maine Life None Given Wet 0 7/27/1990

Whispering Pines MotelWilton Route 2 Eastern Fire Hotel New Hydro-Pro 5.6 Peerless PE503 UL listed pump rated at 100 gpm at 50 ps Wet 38 7/10/1996

Franklin Franklin
Hancock Hancock

3 story Apt. BuildingBar Harbor Maine Fire P Apartm New 25 10/18/2011

9 Roberts SquareBar Harbor 9 Roberts Square Maine Fire P Apartm New Maine Life 33 5/9/2012

Abbe MuseumBar Harbor 26 Mount Desert S Sprinkler Sys Museu Renovation NFPA 13 6 88 static and 20 residual at 1772 gpm, 10-28-98 Dry 226 8/17/2000

Acadia Cottage & ManoBar Harbor West Street John Boardm Bed & New Maine Life 30 97 static and 70 residual at 1922 gpm, 10-28-98 Wet 30 3/21/2000

Acadia Shop RenovatioBar Harbor 85 Main Street Maine Fire P Mercan New NFPA 13 18 94 static, 68 residual at 2550, 4-96 Wet 164 3/6/1997

Acadia Waldorf SchoolBar Harbor Kebo Street Eastern Fire Educati New Hydro-Pro 6 76 static and 37 residual at 1990 gpm, 10-28-98 Wet 52 12/24/1999

Anchorage MotelBar Harbor 51 Mount Desert S Maine Fire P Motel New NFPA 13 9 Static 95, residual 89 at 940 GPM, tested 04/95 Dry 0 5/16/1995

ARL Mouse Rooms - 2nBar Harbor 600 Main Street Maine Fire P Laborat New NFPA 13 None Given 0 6/6/1994

ARL Mouse Rooms 2ndBar Harbor 600 Main Street Maine Fire P Laborat New To be hooked up in the future 0 9/6/1994

Atlantic OakesBar Harbor Route 3 Eastern Fire Confere New NFPA 13 6 83 static and 50 residual at 2700 gpm, 1998 Dry 278 3/29/2002

Balance RockBar Harbor Albert Meadow La High Tech Fi Busines New Hydro-Pro 15 Goulds Pump, 7.5 hsp Wet 0 11/20/1991

Balance Rock InnBar Harbor Albert Meadow Ro High Tech Fi Inn New NFPA 13R Static 94, residual 40 at 560 GPM Wet 0 1/25/1995

Bar Harbor B & BBar Harbor Atlantic Avenue Maine Fire P Roomin New Maine Life 12 Monarch EPE-10KOH pump rated at 80 gpm at 60 psi Wet 37 2/17/2004

Bar Harbor Club, (PhasBar Harbor West Street Dean & Ally Spa & Renovation NFPA 13 na 65 static and 23 residual at 710 gpm, 1999 Dry 40 5/7/2003

Bar Harbor CongregatioBar Harbor Maine Fire P Church Renovation Hydro-Pro 30 Wet 53 2/9/2006

Bar Harbor Inn, (RenovBar Harbor Newport Drive Maine Fire P Hotel New NFPA 13 43 96 static, 65 residual at 2760 gpm, 10-28-98 Dry 295 12/14/1998

Bar Harbor Youth HosteBar Harbor Maine Fire P Group New Maine Life 13 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 38 9/16/2003

Barbara FendersonBar Harbor High Street Maine Fire P Bed & New NFPA 13R 18 92 static, 67 residual at 1660 gpm, 4-12-96 Wet 41 5/7/1996
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Bass Cottage InnBar Harbor Maine Fire P Inn New Maine Life 51 94 static and 68 residual at 2550 gpm, 2002 Wet 125 10/24/2003

Bayferries, (Dorm FaciliBar Harbor Route 3 Maine Fire P Dormit New Hydro-Pro 22 94 static, 68 residual at 2110 gpm Wet 28 6/11/1998

Birch Bay InnBar Harbor Crooked Road Eastern Fire Retirem New NFPA 13 & 6 Patterson 5x3 pump rated at 500 gpm at 70 psi Wet 607 6/5/2002

Birch Bay VillageBar Harbor Crooked Road Eastern Fire Residen New NFPA 13D 5 Static Pressure; 96; Residual Pressure; 96; Flow in GPM; Wet 98 10/8/2001

Birch Bay VillageBar Harbor Crooked Road Eastern Fire Home New NFPA 13D 5Booster pump station with 98 static and 96 residual at 10 Wet 66 7/9/2004

Blue Nose InnBar Harbor Maine Fire P Hotel NFPA 13 101 10/13/2012

Blue Nose InnBar Harbor 90 Eden Avenue High Tech Fi Inn Existing NFPA 13 5 Static 91, residual 58 at 1510 GPM, tested 04/12/90 Dry 0 12/22/1994

Blue Nose InnBar Harbor Albert Meadow La High Tech Fi Hotel New NFPA 13 7.8 Static 91, residual 58 at 1510 GPM, tested 04/12/90 Wet 0 12/29/1992

Blue Nose Inn ConversiBar Harbor 90  Eden Avenue High Tech Fi Inn New, from eNFPA 13 Convert System from wet to dry Dry 0 12/27/1994

Boxberry InnBar Harbor 11 Kennebec Stree Maine Fire P Roomin New Maine Life 14 Peerless PE 503 pump rated at 80 gpm at 52 psi Wet 42 5/31/1996

Cadillac Mountain SporBar Harbor 24 Cottage Avenue Maine Fire P Mercan Renovation NFPA 13 6 Static 96, residual 60 at 2430 GPM, tested 04/12/90 Dry 0 5/18/1994

Cadillac Mountain SporBar Harbor 26 Cottage Street Maine Fire P Mercan New additio NFPA 13 Static 96, residual 60 at 2430 GPM Dry 0 2/24/1993

Clean Process Facility - Bar Harbor Main Street Maine Fire P Laborat New NFPA 13 31 Static 132, residual 100 at 2120 GPM Wet 0 11/28/1994

College of Atlantic GateBar Harbor Maine Mall Road Sprinkler Sys Busines Existing NFPA 13 Static 86, residual 53 at 2430 GPM, tested 04/12/90 Dry 0 11/5/1992

College of Atlantic, (NaBar Harbor Route #3 Maine Fire P Assemb New NFPA 13 dn 10/28/98 Static 88, 1024 GPM at 60 psi Dry 104 5/6/1999

College of the AtlanticBar Harbor Student Housing Eastern Fire Dormit Existing NFPA 13R 35 Static 86, residual 53 at 2430 GPM, tested 1990 Wet 0 1/17/1995

College of the Atlantic, Bar Harbor Route 3 Maine Fire P Busines New Maine Life 17 71 static and 42 residual at 150 gpm, with Peerless C8106 Wet 49 1/22/1999

College of the Atlantic, Bar Harbor Collete of the Atla Maine Fire P Busines New Hydro-Pro 6 88 static and 60 residual at 1025 gpm, 10-28-98 Wet 192 10/10/2000

College of the Atlantic, Bar Harbor Deering Common Maine Fire P College New Hydro-Pro 90 10/20/2012

Conners / Emerson SchBar Harbor Eagle Lake Road Eastern Fire Educati Existing NFPA 13 8.6 Static 65, residual 50 at 2430 GPM, tested 04/12/90 Wet 0 11/2/1992

Cottage InnBar Harbor 63 Cottage Street Eastern Fire Roomin New Maine Life 10 Peerless 150C pump rated at 50 gpm at 38 psi, UL Listed Wet 19 5/10/1997
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Cromwell Harber HotelBar Harbor Main Street & Cro Maine Fire P Motel New NFPA 13R 110 6/26/2012

Cromwell Harbor MotelBar Harbor 359 Main Street Maine Fire P Motel Existing NFPA 13R 12 Static 100, residual 90 at 430 GPM, tested 04/92 Wet 0 5/9/1995

Cromwell Harbor MotelBar Harbor 359 Main Street Maine Fire P Motel Existing Maine Life 25 Static 100, residual 90 at 430 GPM Wet 0 1/27/1993

Dahlgren Hall, (Lobby Bar Harbor Salisbury Road Maine Fire P Lobby/ New Hydro-Pro 38 Static 82, Residual 48 at 64 GPM, Gould Pump, Model 4 Wet 45 4/20/1998

Don's Shop N SaveBar Harbor 86 Cottage Street Sprinkler Sys Mercan Existing NFPA 13 Static 93, residual 67 at 1550 GPM Wet 0 3/17/1992

Ellsworth Building SupBar Harbor Maine Fire P Lumber New NFPA 13 19 257 9/3/2008

Employee Services - BuBar Harbor Route 3 Maine Fire P Laborat Existing NFPA 13 None Given Wet 0 7/13/1993

Fairfield InnBar Harbor Route 3 Sprinkler Sys Hotel Existing & n NFPA 13 8.5 Static 95, residual 65 at 1135 GPM, tested 04/90 Dry 0 5/29/1992

Fifteenth the FieldBar Harbor 15 Field Street Maine Fire P Roomin New Maine Life 28 90 static, 60 residual at 3040 gpm, 4-96 Wet 46 11/20/1997

Gaylyns Galley RestaurBar Harbor 17 Main Street High Tech Fi Restaur Existing NFPA 13 6 Static 106, residual 62 at 2660 GPM, tested 04/90 Dry 0 1/25/1995

Golden Anchor InnBar Harbor 55 West Street Dean & Ally Motel New NFPA 13 55 97 static and 71 residual at 3040 gpm, 10-28-98 Dry183 5/23/2001

Golden Anchor Inn, (AdBar Harbor West Road Dean & Ally Hotel Existing & n NFPA 13 8 107 static and 71 residual at 3040 gpm, 10-28-98 Dry 65 6/19/2002

Golden Anchor Inn, (ExBar Harbor West Road Dean & Ally Hotel New NFPA 13 21 106 static and 76 residual at 2810 gpm, 5-23-03 Dry 250 7/16/2003

Gonya's CornerBar Harbor Main & Cottage Maine Fire P Mercan New NFPA 13 19 97 static and 60 residual at 3080 gpm, 2004 Wet 95 3/3/2005

Heyerdahl ShopBar Harbor Second Street Maine Fire P Worksh New Hydro-Pro 7 98 static and 77 residual at 880 gpm, 4-12-96 Wet50 10/5/1998

Holland InnBar Harbor Holland Avenue Eastern Fire Roomin New NFPA 13R 22 96 static, 76 residual at 2310 gpm, 4-12-95 Wet26 1/31/1997

Holland Inn Garden HoBar Harbor Maple Avenue Ext Eastern Fire Residen New NFPA 13R 8 99 static and 85 residual at 2250 gpm, 10-98 Wet 25 3/28/2002

Importation  Building #Bar Harbor Jackson Lab Maine Fire P Manufa Existing NFPA 13 8 Static 88, residual 52 at 3000 GPM Wet 9/24/1993

Ivy Manor InnBar Harbor Main Street Maine Fire P Inn New NFPA 13R 44 95 static, 61 residual at 1550 gpm, 4-95 Wet 84 2/21/1997

Jackson LabBar Harbor Otter Creek Eastern Fire Laborat New NFPA 1317 Static 54, residual 37 at 2020 GPM, tested 04/24/91 Wet 0 6/1/1992

Jackson Lab / Animal PBar Harbor Building 29 - Anne Sprinkler Sys Laborat Existing NFPA 13 None Given Wet 0 9/20/1990
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Jackson Lab, (Bldg #51,Bar Harbor 600 Main Street Dean & Ally Office New NFPA 13 51 148 static and 113 residual at 1660 gpm, 10-01 Wet 134 3/28/2002

Jackson Lab, (Bldg #6)Bar Harbor 600 Main Street Maine Fire P Office New NFPA 13 5 140 static and 106 residual at 1637 gpm, 2003 Wet56 3/3/2004

Jackson Lab, (Bldg 54, Bar Harbor 600 Main Street Maine Fire P Generat New NFPA 13 12 140 static and 106 residual at 1637 gpm, 1999 Dry 32 2/2/2003

Jackson Lab, (Building Bar Harbor 600 Main Street Dean & Ally Laborat Existing & n NFPA 13 13 148 static and 113 residual at 1660 gpm, 10-01 Wet 234 9/21/2002

Jackson Lab, (Building Bar Harbor 600 Main Street Dean & Ally Wood S New NFPA 13 36 148 static and 113 residual at 1660 gpm, 10-01 Wet 84 1/7/2003

Jackson Lab, (Building Bar Harbor Main Street Maine Fire P Laborat Existing & n 97 33 3/18/2006

Jackson Lab, (Building Bar Harbor 600 Main Street Maine Fire P Animal New NFPA 13 6 140 static and 106 residual at 1637 gpm, 10-9-97 Wet 169 4/9/2001

Jackson Lab, (BuildingsBar Harbor Main Street Maine Fire P Office Existing & nNFPA 13 8 140 static and 106 residual at 1637 gpm, 2002 Wet 132 6/25/2005

Jackson Lab, (East ReseBar Harbor Maine Fire P Laborat New NFPA 13 31 140 static and 106 residual at 1637 gpm, 2002 Wet 798 9/29/2004

Jackson Lab, (Office FitBar Harbor Route 3 Sprinkler Sys Laborat Existing & n NFPA 13 64 Static 50, residual 44 at 1010 GPM, Peerless Pump 2000 Wet 0 5/25/1993

Jackson Lab, (RAF RenBar Harbor 600 Main Street Maine Fire P Busines New NFPA 13 27 138 static, 100 residual at 1640 gpm, 10-2-96 Wet 58 5/9/1997

Jackson Lab, (Trailer 24Bar Harbor 600 Main Street Jeff Osborne Laborat Existing & n NFPA 13 dn 140 static and 106 residual at 1637 gpm, 10-9-00 Dry 32 6/6/2000

Jackson Lab, (Unit 5 ReBar Harbor Route 3 Sprinkler Sys Busines New NFPA 13 24 138 static, 100 residual at 1640 gpm, 10-6-96 Wet 48 8/22/1997

Jackson Lab, (Unit 5, 2Bar Harbor 600 Main Street Maine Fire P Busines New NFPA 13 94 140 static and 106 residual at 1637 gpm, Wet 34 6/27/2002

Jackson Lab, Unit 5 ReBar Harbor Route 3 Sprinkler Sys Busines New NFPA 13 50 138 static, 100 residual at 1640 gpm, 10-6-96 Wet 12 11/5/1997

Jackson Laboratories, (Bar Harbor 600 Main Street Maine Fire P Busines Renovation NFPA 13 dn 140 static and 106 residual at 1637 gpm, 10-9-97 Wet 24 2/5/1999

Jackson LaboratoryBar Harbor 600 Main Street High Tech Fi Animal Existing & n NFPA 13 6 50 static and 48 residual at 1088 gpm, 4-23-03 Wet 631 5/21/2003

Jackson Laboratory, (BlBar Harbor 600 Main Street Maine Fire P Laborat Existing & n NFPA 13 42 140 static and 106 residual at 1637 gpm, 10-9-97 126 4/12/2000

Jackson Laboratory, (BuBar Harbor 600 Main Street Maine Fire P Boiler New Special Haz 79 140 static and 106 residual at 1637 gpm, 10-9-97 Wet 10 11/6/2000

Jackson Laboratory, (GeBar Harbor Maine Street Eastern Fire Researc New NFPA 13 5 100 static and 85 residual at 1200 gpm, 10-12-96 Wet 680 2/16/1999

Jackson Labs Bldg 59Bar Harbor Maine Fire P Office Existing 8/8/2012

176



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

JRS Expansion, (Phase Bar Harbor 600 Main Street Maine Fire P Busines Renovation NFPA 13 28 140 static and 106 residual at 1637 gpm, 10-9-97 Dry 76 10/18/1999

Log Cabin ApartmentsBar Harbor Maine Fire P Apartm New Maine Life 11 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 68 12/16/2004

Machias Savings BankBar Harbor Cottage Street Maine Fire P Bank New NFPA 13 14 148 3/27/2008

Malvern Belmont EstateBar Harbor Mt. Desert Street Sprinkler Ser Residen New NFPA 13R 11 85 static, 62 residual at 3150 gpm, 4-12-96 Wet 96 5/31/1997

Malvern Belmont EstateBar Harbor Mt. Desert Street Sprinkler Ser Residen New NFPA 13R 12 85 static, 62 residual at 3150 gpm, 4-12-96 Wet 359 7/30/1997

Malvern Belmont EstateBar Harbor Mount Desert Stree Sprinkler Ser Residen New NFPA 13R 12 75 static, 41 residual at 1990 gpm, 4-12-96 Wet 179 8/4/1997

McKay's LodgingBar Harbor Main Street Maine Fire P Roomin Existing Maine Life 25. Static 98, residual 81 at 1520 GPM Wet 0 3/31/1992

Mel Johnson Bed & BreBar Harbor 115 West Street Maine Fire P Bed & New Maine Life 15. 04/1996 Static 97, 1922 GPM at 70 psi Wet 84 6/3/1999

Miller ResidenceBar Harbor Grason Lane Eastern Fire Home New NFPA 13D 1995 static and 72 residual at 1440 gpm, 4-04 Wet 32 7/30/2005

Mount Desert High SchBar Harbor Route 233 Maine Fire P Educati New Hydro-Pro 37 110 static and 65 residual at 225 gpm, Monarch EPE20K Wet 1222 11/30/2000

Mount Desert Island HiBar Harbor Eagle Lake Road High Tech Fi Gym Renovation Hydro-Pro 26 118 7/1/2007

Mount Desert Island HoBar Harbor 10 Wayman Lane Eastern Fire Hospita Existing NFPA 13 Static 85, residual 70 at 890 GPM, tested 1978 Dry 0 3/21/1995

Mount Desert Island HoBar Harbor Wayman Lane High Tech Fi Health New & Ren NFPA 13 5 115 static and 100 residual at 500 gpm, 6-1-98 Wet 208 12/16/1998

Mount Desert Island YBar Harbor Park Street Eastern Fire Assemb New NFPA 13 11 102 static, 86 residual at 930 gpm, 4-12-96 Dry 366 9/3/1996

Mt Desert Island High SBar Harbor Route 233 Maine Fire P Educati New Hydro-Pro 37 110 static and 65 residual at 225 gpm, Monarch EPE20K Wet 192 11/30/2000

Mt Desert Island HospitBar Harbor PO Box 8-10, Way Maine Fire P Hospita New NFPA 13 dn dna Wet 10 4/11/2001

New Research BuildingBar Harbor  Route 3 Sprinkler Sys Busines New NFPA 13 27 Static 50, residual 44 at 1010 GPM, Peerless Pump 2000 Wet 0 5/25/1993

Paradis True Value HarBar Harbor Holland Avenue Maine Fire P Mechan Existing & n NFPA 13 6 Static 96, residual 83 at 1180 GPM Dry 0 1/7/1994

Parady's Apartment HouBar Harbor 1st South Street Eastern Fire Apartm New NFPA 13R 43 98 static, 77 residual at 880 gpm, tested 04/12/96 Wet 54 4/15/1997

Pro-FabBar Harbor Cottage Street Maine Fire P Residen New NFPA 13R 49 90 static and 75 residual at 1200 gpm, 2003 Wet48 2/24/2004

Quimby House InnBar Harbor Cottage Street Maine Fire P Hotel New NFPA 1312 Static 95, residual 72 at 1820 GPM, tested 04/12/90 Dry 0 1/6/1992
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RAF Renovation, (BuildBar Harbor 600 Main Street Maine Fire P Laborat New NFPA 13 7 Static 132, residual 100 at 2120 GPM Wet 0 2/22/1995

Reel PizzaBar Harbor Fire Fly Street Maine Fire P Theater New NFPA 13 21 85 static and 44 residual at 1660 gpm, 8-1-01 Wet 65 2/12/2002

Rodrick InnBar Harbor Main Street Maine Fire P Inn New NFPA 13 13 98 static and 83 residual at 2220 gpm, 1998 Dry 490 2/19/2003

Ron & Vickie EversBar Harbor Lower Main Street Maine Fire P Residen New Maine Life 28 Static 98, residual 80 at 3440 GPM Wet 0 10/7/1992

Rosalie's PizzaBar Harbor Cottage Street Maine Fire P Restaur New Hydro-Pro 34 95 Static, 59 Residual at 2020 GPM,4/12/96 Wet42 3/30/1998

Sea View MotelBar Harbor 100 Eden Street Maine Fire P Motel New NFPA 13 12 Static 89, residual 59 at 1820 GPM Dry 557 10/17/1995

Shaw ShopBar Harbor Maine Fire P Worksh New Hydro-Pro 5 96 1/1/2007

Sixty-seven Mount DeseBar Harbor 67 Mount Desert S Maine Fire P Residen Existing & n NFPA 13R 9 Static 85, residual 61 at 2550 GPM Wet 0 10/15/1992

Surgical Facilities RenoBar Harbor 10 Wayman Lane Eastern Fire Hospita Renovation NFPA 13 5 Static 96, residual 51 at 580 GPM, tested 01/14/92 Wet 0 2/6/1992

The Jackson Laboratory Bar Harbor 600 Main Street Maine Fire P Mouse New NFPA 13 43 Static 140, residual 106 at 1637 GPM, last tested 10/09/9 Wet 490 3/7/1998

The Jackson Laboratory,Bar Harbor 600 Main Street Dean & Ally Office Existing & n NFPA 13 35 148 static and 113 residual at 1660 gpm, 10-01 Wet 28 12/30/2003

Ullikana Bed & BreakfaBar Harbor Maine Fire P Bed & New Maine Life 16 73 12/28/2006

West End Drug, (AdditiBar Harbor Main Street Maine Fire P Mercan New NFPA 13 dn94 static, 68 residual at 2550 gpm, 4-12-96 Wet 35 5/9/1997

Woychik ResidenceBar Harbor Maine Fire P Home New NFPA 13D 22 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 49 12/17/2004

Youth DormBar Harbor 113 West Street Dean & Ally Dormit New Maine Life 6 Gould GT 20 pump rated at 50 gpm at 50 psi Wet 67 6/7/2001

Bay SchoolBlue Hill Route 15 Eastern Fire Classro New Hydro-Pro 9 Monarch ACE 500SD pump rated at 60 gpm at 60 psi Wet 80 12/7/2000

Blue Hill Food StoreBlue Hill Route 175 Maine Fire P Mercan New NFPA 13 20 110 static and 65 residual at 750 gpm, with Peerless 10M Dry 659 10/26/1999

Blue Hill Memorial HosBlue Hill Water Street Maine Fire P Hospita New & Ren NFPA 13 76. 04/28/99 Static 115, 710 GPM at 113 psi Wet 272 5/6/1999

Blue Hill Public LibraryBlue Hill Parker Point Road Maine Fire P Library New Hydro-Pro 18 90 static and 53 residual at 120 gpm, Monarch EPE10KO Wet 161 8/22/2000

Blue Hill Retail BuildinBlue Hill Maine Fire P Mercan New Maine Life 5 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 43 7/24/2006

Blue Hill StoreBlue Hill Main Street Atlantic Auto Retail / New Hydro-Pro 5.8 Static 57, 80 GPM at 52 psi Wet 69 5/19/1999
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Dentist Office, (Ross GrBlue Hill Route 172 Maine Fire P Dentist New Maine Life 25 49 static and 29 residual at 90 gpm with Goulds GT-20 p Wet 32 4/2/1999

Parker Ridge ApartmentBlue Hill South Road Maine Fire P Apartm New NFPA 13 14 Static 1, residual .75 at 5000 GPM, Peerless Pump - 250 Dry 0 2/24/1992

Parker Ridge, (AdditionBlue Hill Route 179 Maine Fire P Apartm New NFPA 13 6 93 static and 55 residual at 375 gpm, with Peerless 3PVF Dry 489 10/13/1999

St Francis By The SeaBlue Hill Route 177 Eastern Fire Church New Hydro-Pro 11Peerless PE503 pump rated at 120 gpm at 48 psi Wet 8510/10/2000

Tradewinds Grocery StoBlue Hill Route 175 Maine Fire P Mercan New NFPA 13 na 125 static and 110 residual at main drain test. Peerless pu Wet 42 6/12/2003

Brooklin SchoolBrooklin Box 6 Maine Fire P Educati Hydro-Pro 6 Goulds Pump 60 GPM at 54.25 Wet 0 8/8/1994

Maine Coast ExperienceBrooklin Route 175 Maine Fire P Hotel New NFPA 13R 33 71 static, 42 residual at 150 gpm, & Peerless pump rated Wet 75 5/31/1997

Maine Coast ExperienceBrooklin Route 175 Maine Fire P Hotel New NFPA 13R 35 72 static and 42 residual at 150 gpm, Peerless 2.5PVF8 p Wet 40 4/20/2000

Brooksville SchoolBrooksville Maine Fire P Educati Existing & n 4.3 44 3/31/2006

Alamo TheaterBucksport Main Street Eastern Fire Assemb New & Ren NFPA 13 9 88 static, 78 residual at 650 gpm, 6-92 Dry 211 6/25/1997

Bucksport Middle SchoBucksport Miles Lane Maine Fire P Educati New Hydro-Pro 670 static and 50 residual at 210 gpm, 2002 Wet 64211/19/2002

Bucksport Shop n Save,Bucksport Route 1 Maine Fire P Mercan New NFPA 13 24 90 static and 70 residual at 1810 gpm, 6-17-92 Wet 117 2/9/1999

Bucksport True ValueBucksport Route 1 Eastern Fire Retail New Hydro-Pro 7 Gould Pump rated at 200 GPM at 43.3 PSI Dry 0 9/28/1993

Champion InternationalBucksport River Road Automatic S Industri Existing & n NFPA 13 Dry 0 8/22/1994

Champion International Bucksport Main Street Automatic S Industri New NFPA 13 10Static 130, Residual 110 at 1500 GPM Wet 0 8/2/1991

Champion International Bucksport River Road Automatic S Manufa New NFPA 13 Static 130, Residual 110 at 1500 GPM Wet 0 12/3/1991

Champion International Bucksport P.O. Box 1200 Riv Maine Fire P Industri Existing & n NFPA 13 11 Static 130, Residual 110 at 1500 GPM Wet 46 11/1/1991

Champion International,Bucksport Main Street Dean & Ally Busines New NFPA 13 21 110 static and 90 residual at 1500 gpm, 1997 Wet 183 9/27/1999

Champion International,Bucksport 1200 River Road Champion In LPG Tr Existing & n NFPA 13 18 July 1998 Static 105 1400 GPM at 140 psi Delu 0 3/23/1999

Champion Paper - WharBucksport River Road Maine Fire P Industri New NFPA 13 15. Static 130, Residual 102 at 1727 GPM - 07/1991 Dry 0 6/9/1992

Champion Woodland DiBucksport River Road Maine Fire P Busines New additio NFPA 13 Addition to existing system Wet 0 10/30/1990
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Gardner CommonsBucksport Elm Street High Tech Fi Apartm New NFPA 13R 6 52 static and 49 residual at drain test on 5-28-08. 315 11/17/2007

Internatiional PaperBucksport Main Street Maine Fire P Chip Pr New NFPA 13 15 130 7/5/2006

IP Storage BuildingBucksport Maine Fire P Storage New NFPA 13 40 98 static and 81 residual at 1150 gpm Dry 38 2/27/2004

Jed Prouty Assisted LiviBucksport Main Street Maine Fire P Assiste Renovation NFPA 13 17 77 static and 20 residual at 2400 gpm, Wet 26412/22/1998

MacLeod's RestaurantBucksport Main Street Automatic S Restaur New NFPA 13 None Given Dry 0 9/27/1990

Medical Care DevelopmBucksport 167 Franklin Street Maine Fire P Offices, New Hydro-Pro 10 Static 56, Residual 44 at 1010 GPM Wet 0 4/15/1992

Northeast Historic Film,Bucksport Main Street Maine Fire P Hall/Va New NFPA 13 4788 static and 78 residual at 650 gpm, 6-92 Dry 26 5/22/2003

Shop 'n Save, (RenovatiBucksport Bucksport Maine Fire P Mercan Existing & n NFPA 13 19 90 static and 70 residual at 1810 gpm, 6-17-92 Wet 129 6/26/1999

The Alamo TheatreBucksport Main Street Maine Fire P Theatre New NFPA 13 dn88 static and 78 residual at 650 gpm, 6-92 Dry 42 6/20/2001

Union River BoatBucksport Heritage Park Roa Eastern Fire Boat M New NFPA 13 13 33 static and 26 residual at 630 gpm, 10-10-04. Patterson Wet 177 3/11/2005

VERSO BREP T/G 5Bucksport 2 River Road Dean & Ally Electric New System NFPA 13 5.0 46 8/24/2012

Verso BREP WoodyardBucksport 2 River Road Dean & Ally Convey New Insurance S 99 7/26/2012

We Store WarehouseBucksport Bucksport Industri Maine Fire P Wareho New NFPA 231 5 46 static and 21 residual at 1340 gpm, 8-30-00 Wet 120 10/2/2000

Castine CondominiumsCastine Maine Fire P Condo New NFPA 13D 19 Goulds GT20 pump rated at 50 gpm at 50 psi Wet 86 12/9/2003

Castine InnCastine Main Street Maine Fire P Inn Existing Hydro-Pro Static 37, residual 7 at 315 GPM, tested 07/92, Peerless P Wet 0 3/29/1993

Castine VarietyCastine Main Street Eastern Fire Apartm New NFPA 13 5 54 static and 28 residual at 335 gpm, 6-22-98 30 7/2/1998

Emerson Hall RenovatioCastine Court Street Sprinkler Sys Offices New System Maine Life 5+ 115 8/28/2012

Maine Maritime AcadeCastine Pleasant Street Maine Fire P Educati New NFPA 13 4 Static 30, residual 20 at 425 GPM, Peerless Pump 500 GP Wet 0 10/3/1991

Maine Maritime AcadeCastine Curtis Hall Sprinkler Sys Dormit New NFPA 13R 9 Patterson 4x3 VIP pump rated at 300 gpm at 110 psi Wet 439 6/11/2002

Maine Maritime AcadeCastine Campus Sprinkler Sys Dormit New NFPA 13R 13 Pump rated at 300 gpm at 100 psi Wet 458 6/16/2003

Maine Maritime AcadeCastine Tarrantine Drive Eastern Fire Dormit New NFPA 13R 23 Patterson 4x3 VIP pump rated at 300 gpm at 110 psi Wet 292 7/11/2001
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MMA Garduate StudentCastine Pleasant Street Maine Fire P Student Existing Hydro-Pro5 Static 31, residual 8 at 350 GPM, tested 1993 Wet 0 7/14/1994

MMA, (Student Union Castine Pleasant Street Sprinkler Sys Educati New & Ren NFPA 136 30 static and 20 residual at 425 gpm, 6-7-91 Wet 164 1/15/2005

Trinity Episcopal ChurcCastine Perkins Street Eastern Fire Worshi Existing NFPA 13 17 Static 70, residual 20 at 500 GPM Wet 0 2/8/1995

Cranberry InnCranberry Isles Maine Fire P Roomin Renovation Hydro-Pro 5 40 5/4/2007

Deer Isle SchoolDeer Isle Route 15 Sprinkler Sys Educati New Hydro-Pro 6 Peerless pump rated at 80 gpm at 65 psi Wet 521 3/25/2000

Island Nursing HomeDeer Isle Route 15 Maine Fire P Nursing New NFPA 13 6.8 Fairbanks Pump 500 GPM at 50 psi Dry 0 7/9/1991

Lasky ResidenceDeer Isle Maine Fire P Home New NFPA 13D 22 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 78 2/18/2005

Cave Hill Elementary SEastbrook MSAD #26 Sprinkler Sys Educati Existing NFPA 13R None Given 0 4/17/1991

Acadia VillageEllsworth Route 1 Maine Fire P Apartm New NFPA 13R 9 55 static and 34 residual at 950 gpm, 2001 Wet 72 2/7/2004

Autohaus IncorporatedEllsworth Route 1 Maine Fire P Busines Existing NFPA 13 7Static 55, Residual 50 at 1110 GPM tested 07/94 Wet 0 9/8/1994

Bar Harbor Bank & TruEllsworth High Street Maine Fire P Busines Renovation NFPA 13 dn 75 static and 65 residual at 1000 gpm Dry 27810/13/2000

Bar Harbor Banking & Ellsworth Beechland Road Maine Fire P Busines New Maine Life ? Goulds PF20 pump rated at 60 gpm at 45 psi Wet19 11/22/1996

Burger King RestaurantEllsworth High Street Maine Fire P Restaur New NFPA 13 2865 static and 54 residual at 1060 gpm, 1979 Wet 84 4/6/2000

Child & Family OpportEllsworth Avery Lane Maine Fire P Child C New NFPA 13 43 100 static and 50 residual at 1946 gpm, 2000 Wet 124 1/7/2003

Christian Ridge MinistriEllsworth Maine Fire P Church New Hydro-Pro 16 Goulds pump rated at 80 gpm at 65 psi Wet 107 5/22/2003

Comfort InnEllsworth US Routes 1 & 3 Eastern Fire Hotel Existing NFPA 13R 7 Static 65, Residual 55 at 1245 GPM Tested 06/93 Wet 0 7/19/1993

Department of Human SEllsworth Route 1 Maine Fire P Office New NFPA 13 10 55 static, 50 residual at 1110 gpm, 7-1994 Dry 437 6/11/1998

Downeast Convention CEllsworth Route 1 Eastern Fire Assemb New NFPA 13 5.8 65 static, 57 residual at 1100 gpm, Oct, 1989 Wet 112 9/17/1996

Dudman BuildingEllsworth State Street Maine Fire P Busines New NFPA 13 34 96 static and 80 residual at 1180 gpm, 8-97 Wet 90 11/1/2000

EBS WarehouseEllsworth Maine Fire P Wareho New NFPA 13 14 65 static and 20 residual at 1984 gpm, 2003 Dry 268 9/30/2005

Elk's LodgeEllsworth Route #3 Maine Fire P Assemb New NFPA 13 50 109 static and 95 residual at 1178 gpm, 9-18-97 Wet 112 7/1/1998
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Ellsworth City Hall, (ReEllsworth Church Street Maine Fire P Office New NFPA 13 14 96 static, 80 residual at 1180 gpm, 5-26-98 Dry 348 6/1/1998

Ellsworth City LibraryEllsworth 46 State Street High Tech Fi Assemb New NFPA 13R Static 94, Residual 66 at 1160 GPM tested 10/89 Wet 0 9/24/1990

Ellsworth GymnasticsEllsworth US Route One Eastern Fire Gymna New NFPA 13 8 63 static and 38 residual at 1155 gpm Wet 94 4/12/2005

Ellsworth High SchoolEllsworth Route 1A Sprinkler Sys School Existing NFPA 13 5 Static 60, Residual 33 at 1071 GPm tested 05/04/94 Wet 0 7/19/1994

Ellsworth TennisEllsworth High Street Eastern Fire Tennis New NFPA 13 5 55 static and 50 residual at 1110 gpm, 1998 Wet 230 8/22/2000

Ellsworth Water TreatmEllsworth Happytown Road Eastern Fire Water t New NFPA 13 16 116 static and 80 residual at 2500 gpm, 7-26-05 Dry 45 8/19/2005

eye care 526Ellsworth High Street Maine Fire P Eye Car Existing NFPA 13 30 10/20/2012

Fourteen/Sixteen State Ellsworth State Street Eastern Fire Residen New Maine Life 6 Goulds pump rated at 20 gpm at 54 psi Wet 64 10/2/2004

Freezer Storage AdditioEllsworth Washington Juncti Maine Fire P Busines Hydro-Pro 4 Peerless Pump rated at 1500 GPM at 130 PSI Dry 0 1/6/1994

Grand AuditoriumEllsworth Main Street Eastern Fire Assemb Existing & nNFPA 13 Modification to existing 0 4/1/1992

Green Tea RestaurantEllsworth 139 High Street Atlas Fire Pr Restaur Renovation NFPA 13 30 6/29/2011

H. O. M. E.Ellsworth Corner of Water St Maine Fire P Shelter Existing Hydro-Pro 26. Static 80, Residual 74 at 1140 GPM tested 101189 Wet 0 12/19/1991

Hancock County JailEllsworth 60 State Street Sprinkler Sys Detenti New NFPA 13 5 96 static and 80 residual at 1180 gpm, 5-1998 Dry 602 3/9/1999

Home DepotEllsworth Myricu Road Eastern Fire Mercan New NFPA 231C3.7 102 static and 55 residual at 1794 gpm, 8-3-00 Dry 1550 2/1/2001

J & B Atlantic CompanEllsworth Main Street Eastern Fire Mercan New NFPA 13 10110 static, 90 residual at 1185 gpm, 6-9-97 Wet 145 6/20/1997

John Edwards MarketEllsworth Main Street Eastern Fire Mercan New NFPA 13 6 110 static and 90 residual at 1185 gpm, 6-9-97 Wet 10212/26/1999

KidspeaceEllsworth Route 180 Maine Fire P Dormit New NFPA 13R 16 71 static, 42 residual at 150 gpm, Peerless 2.5PYF8 pump Wet 97 12/2/1997

Lakeview BoardingEllsworth 1185 Mariville Ro Maine Fire P Boardin New Maine Life 25 55 static and 32 residual at 75 gpm, Goulds GT-20 pump Wet 29 3/25/2000

LDS Church, (Addition)Ellsworth Beechland Road Maine Fire P Church New NFPA 1348 100 static and 50 residual at 1946 gpm, 8-01 Dry 211 7/21/2001

Ledgeway Apartments - Ellsworth 25 Ldege Ridge W J.D. Builders Residen New System NFPA 13D 4.5 8 7/11/2012

Ledgeway Apartments - Ellsworth 25 Ledge Ridge W J.D. Builders Residen New System NFPA 13D 3.6 9 7/11/2012
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LOWE'S ELLSWORTHEllsworth Eastern Fire Mercan New NFPA 13 1891 10/3/2007

Maine Coast Baptist ChEllsworth Route One Maine Fire P Church New Hydro-Pro 16 Goulds Model 80 pump rated at 80 gpm at 65 psi Wet 69 8/7/2002

Maine Coast HospitalEllsworth 50 Union Street Maine Fire P Health New NFPA 13 None Given 0 11/5/1990

Maine Coast Memorial Ellsworth 50 Union Street Maine Fire P Hospita New NFPA 13 Static Pressure; 105; Residual Pressure; 80 ; Pump Data; Wet 34 12/12/2001

Maine Coast Memorial Ellsworth 50 Union Street Maine Fire P Hospita New additio NFPA 13 Peerless Pump UL listed rated at 250 GPM at 55 PSI teste Wet 8 12/14/1995

Maine Coast Memorial Ellsworth 50 Union Street Maine Fire P Hospita Existing & n NFPA 13 dn 110 static and 80 residual at 2" Main Drain Test. Peerless Wet 68 10/8/2002

Maine Coast Memorial Ellsworth Union Street Maine Fire P Hospita New NFPA 13 15 45 static and 20 residual at 1000 gpm, 10-99. Peerless pu Wet 213 2/6/2004

Maine Coast Memorial Ellsworth 50 Union Street Maine Fire P Health Existing NFPA 13 Static 40, Residual 19 at 335 GPM Wet 0 1/6/1993

Maine Pyrotechnics - ElEllsworth 328 Bucksport Roa Sprinkler Sys Retail New System NFPA 13 5+ 81 5/23/2012

MCMH Mary Dow CenEllsworth 50 Union Street Sprinkler Sys Hospita New and Re NFPA 13 5+ 72 4/11/2012

MCMH Medical Office Ellsworth Route 1 Eastern Fire Office New NFPA 13 5 67 static and 37 residual at 855 gpm, 9-24-03 Dry 518 10/25/2003

Medical BuildingEllsworth 50 Union Street Maine Fire P Health Existing NFPA 13 Static 40, 335 GPM at 19 psi Wet 0 4/9/1992

Mill Mall - TDCEllsworth High Street Eastern Fire Trainin Existing & n NFPA 13 None Given Wet 52 5/5/1999

Morrison ChevroletEllsworth 121 Downeast Hig Dean & Ally Repair New NFPA 13 7 28 static and 20 residual at 1121 gpm, 7-3-01.  Patterson Wet 271 5/7/2005

New IGA SupermarketEllsworth High Street Maine Fire P Mercan New Hydro-Pro Static 68, Residual 65 at 895 GPM Wet 0 9/14/1992

Payless Shoesource, (ReEllsworth Bar Harbor Road, Maine Fire P Mercan Renovation NFPA 13 dn 55 static and 50 residual at 1110 gpm, 7-1994 Wet 32 2/12/1999

Pentecostal LighthouseEllsworth Maine Fire P Church New System Maine Life 7 159 4/30/2012

Shapazian Retail BuildiEllsworth Route 3 Eastern Fire Retail, New NFPA 13 6 Peerless 6AEF14G pump rated at 1500 gpm at 70 psi Dry 342 1/27/1997

Shaw's Additions & ReEllsworth Route 1 Sprinkler Sys Mercan Existing & NFPA 13 9.1 66 static, 60 residual at 936 gpm, 2-23-96 Wet 158 2/28/1996

Shaw's Additions & ReEllsworth US Route 1 Sprinkler Sys Mercan New & Ren NFPA 13 5.5 66 static, 60 residual at 936 gpm, 2-23-96 Dry132 10/9/1996

Shop n SaveEllsworth High Street Sprinkler Sys Mercan Renovation NFPA 13 dn 75 static and 57 residual at 1100 gpm, 1989 Wet 30 4/20/2000
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St. Dunstan's Episcopal Ellsworth State Street Maine Fire P Church New Hydro-Pro7.5 Date  of Water test; Oct.2 2000, Static Pressure, 68, Resid Wet 56 5/9/2001

Steve McClainEllsworth 1 Forest Avenue Maine Fire P Adult F New Maine Life 28 49 static, 29 residual at 90 gpm from Goulds PF20 pump Wet 32 5/31/1997

Straw Way Family HousEllsworth 424 Water Street E Maine Fire P resident New System NFPA 13R 26 381 5/9/2012

Tap & BarrelEllsworth Franklin Street Maine Fire P Assemb New NFPA 13R 50 100 static and 80 residual at 1280 gpm Wet 103 2/16/2000

The Meadows HomeEllsworth Edgewood Way Sprinkler Sys Assiste New NFPA 13R 14 103 static and 62 residual at 1379 gpm, 7-31-01 Wet 252 9/17/2002

TJ MaxxEllsworth 175 High Street Atlas Fire Pr Mercan Existing & n NFPA 13 75 2/24/2011

True Value HardwareEllsworth Route 1 Eastern Fire Retail Existing NFPA 13 Tie into existing system Wet 0 7/23/1991

Union River Estates, (BlEllsworth River Road Sprinkler Ser Residen New NFPA 13R 21 106 static and 100 residual at 1300 gpm, 4-2002 Wet337 3/20/2003

Union River Estates, (PEllsworth River Road Sprinkler Ser Apartm New NFPA 13R 49106 static and 100 residual at 615 gpm, 4-2002 Wet 184 1/13/2003

Union Trust Office RenEllsworth 66 Main Street Maine Fire P Office New NFPA 13 47 100 static and 80 residual at 1080 gpm. Wet 376 3/1/2001

Union Trust, (3rd Flr ReEllsworth 66 Main Street Maine Fire P Bank & New NFPA 13 59 100 static and 80 residual at 1080 gpm, 1997 Wet 3512/31/2000

Union Trust, (Phase 1)Ellsworth Main Street Maine Fire P Busines New NFPA 13 37100 static and 80 residual at 1080 gpm, 1997 Wet 176 6/30/2000

Unitarian Universalist CEllsworth Route 1 Maine Fire P Classro New Maine Life 18Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 39 2/11/2000

UOM CenterEllsworth Mill Mall Eastern Fire Assemb Existing NFPA 13 Static 80, Residual 66 at 1060 GPM Wet 0 8/5/1992

VOID-Pentecostal LightEllsworth Maine Fire P church New System Hydro-Pro 7 159

Wal-Mart, (#1932, GardEllsworth 461 High Street Sprinkler Ser Mercan Existing & n NFPA 13 5 100 static and 77 residual at 1300 gpm, 5-29-03 Dry 54 9/23/2003

Water Booster Pump StEllsworth City Hall DeLuca-Hoff Water t New N/A None Given 0 12/4/1992

Wellby Super DrugEllsworth US Route # 1 Sprinkler Sys Mercan New additioNFPA 13 Static 68, Residual 65 at 895 GPM Wet 0 12/19/1991

Your Place, IncEllsworth Maine Fire P Meetin New Maine Life 25 31 11/13/2006

Franklin Group HomeFranklin Maine Fire P Group New Maine Life 9 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 39 5/20/2003

Therien FarmhouseFranklin Route 182 Eastern Fire Adult F New NFPA 13R 11. 85 static, 16 residual at 670 gpm, 8-2-95 Wet 35 1/16/1996
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Hancock FoodsHancock Washington Juncti Maine Fire P Manufa New NFPA 13 14. 104 static, 71.5 residual, 1500 gpm Dry 0 3/18/1992

Hancock HouseHancock Route 1 Sprinkler Sys Boardin New Hydro-Pro 11 Peerless pump PE503 80gpm @ 52 psi with (3) 1000 gall Wet 40 5/9/1995

Primeau Shultz ResidenHancock Eastern Fire Home New NFPA 13D 12 Goulds pump rated at 30 gpm at 53 psi Wet 54 10/25/2003

Bar Harbor Lobster BakHulls Cove Route 3 Maine Fire P Assemb New Hydro-Pro 52 112 static, 48 residual at 2110 gpm, 4-96 Wet 76 1/24/1998

Moya ResidenceHulls Cove Fire Road 313 Sprinkler Sys Residen New NFPA 13D 12. Peerless Pump  80 GPM at 55 psi Wet 0 3/24/1993

Eric Hann Residence 54Lamoine Maine Fire P Bed & New Maine Life 51 4/27/2012

Ellis Boat CompanyManset Seawall Road Sprinkler Sys Office New NFPA 13 8.8 August 1995, Static 88, 667 GPM at 32 psi Dry 47 9/11/1995

Ruthy's WayMount Desert Peabody Dr. North Eastern Fire House New System NFPA 13D 6.7 130 5/9/2010

Brack CornerNortheast Harbor Route 108 Maine Fire P Residen New NFPA 13D 65 100 static, 99 residual at 28 gpm Wet 119 2/29/1996

Larry Gold FarmNortheast Harbor 8 Manchester Stree Maine Fire P Garage New System NFPA 13D 13. 7 6/22/2011

MDI Elementary SchoolNortheast Harbor Joy Road Eastern Fire Educati New NFPA 13 9 75 static and 38 residual at 950 gpm, 10-15-02 Wet 746 11/18/2002

Porter/Clark ResidenceNortheast Harbor Sprinkler Sys Residen New NFPA 13D 5 Monarch-Ace-300SD 3hp pump rated at 40 gpm at 52 psi Wet 69 3/11/2004

Ruthy's WayNortheast Harbor Maine Fire P Guest New NFPA 13R 30 10/20/2012

The Neighborhood HouNortheast Harbor Rock End Road Maine Fire P Commu New NFPA 13 16 83 static and 67 residual at 808 gpm based on computer Dry 183 2/9/2001

Bangor Water District OOtis P.O. Box 804 Maine Fire P Busines Existing NFPA 13 6.6 Static 1,2000 GPM at 1 psi Wet 0 12/30/1994

Prospect Harbor B & BProspect Harbor Route #186 Maine Fire P Roomin New Maine Life 11 Goulds GT 20 pump rated at 50 gpm 50 psi Wet 44 12/18/2003

Kings Creek LodgingSalisbury Cove c/o Maine Fire Prot Maine Fire P RoominExisting Maine Life 8.0 Goulds Pump 48LE Wet 0 7/21/1992

MDI Biological LaboratSalisbury Cove Old Bar Harbor Ro Maine Fire P Dormit New Maine Life 29 82 static and 48 residual at 64 gpm with Goulds 40GS30 Wet 33 3/5/1999

MDI Biological LaboratSalisbury Cove Old Bar Harbor Ro Maine Fire P Dormit New Maine Life 11 82 static and 48 residual at 64 gpm. Goulds 406S30 pum Wet 57 10/25/2001

Randolph ResidenceSedgwick 2470 Hales Hill Ro Ray Plumbin Home New NFPA 13D 27 Gould 13GS15 pump rated at 29 gpm at 66 psi Wet 32 5/11/2004

Bella skin & bodySouthwest Harbor Maine Fire P Busines New Maine Life 30 9/21/2010
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Claremont ApartmentsSouthwest Harbor Claremont Road High Tech Fi Apartm New Maine Life 6.4 Gould NPE/1st rated at 26 gpm at 26 psi Wet 18 4/7/1999

Claremont HotelSouthwest Harbor P. O. Box 137 High Tech Fi Hotel Existing Maine Life 5.6 Simer Pump 1 1/2 HP, 46 GPM at 34 psi Wet 0 4/22/1992

Claremont Hotel, (GuestSouthwest Harbor Claremont Road Eastern Fire Residen New Maine Life 27 85 static and 37 residual at 890 gpm, 4-9-03 Wet 17 5/20/2003

Claremont HouseSouthwest Harbor Forest Street High Tech Fi House New Maine Life 5 Gould NPE/2ST pump rated at 36 gpm at 7 psi Wet 34 2/14/2002

Great Harbor MarinaSouthwest Harbor P. O. Box 699 Simplex Grin Mercan New NFPA 13 11 81 static, 64 residual at 840 gpm, 1978 Dry 424 5/31/1997

Harbor HeightsSouthwest Harbor 393 Main Street Maine Fire P Apartm New Maine Life 22 71 static and 42 residual at 112 gpm, Peerless C810  pum Wet 60 11/12/1999

Harbor HouseSouthwest Harbor P. O. Box 836 Simplex Grin Busines Existing NFPA 13 Static 85, 890 GPM at 70 psi Wet 0 12/17/1992

Harbor Ridge Project - Southwest Harbor Freeman Ridge Ro Maine Fire P BusinesExisting Hydro-Pro 15 Static 44, 700 GPM at 40 psi -Peerless Pump - 50 gpm at Wet 0 4/14/1992

Hinckley BoatSouthwest Harbor Shore Road Simplex Grin Offices Existing NFPA 13 30 97 static and 80 residual at 1060 gpm, 1990 Wet 150 12/14/1998

Hinckley Boat CompanSouthwest Harbor Shore Road Simplex Grin Industri Existing & n NFPA 13 dn dna Wet 79 11/4/1996

Hinckley CoSouthwest Harbor Shore Road Simplex Grin Paint S New NFPA 13 5 91 static and 86 residual at 403 gpm, 6-6-02 Wet 36 6/19/2002

Lindenwood Inn AnnexSouthwest Harbor Clark Point Road Maine Fire P Roomin New additio Maine Life 16. 89 static, 56 residual at 1311 gpm, 5-16-96 Wet 54 6/12/1996

McEachern & Hutchins Southwest Harbor 345 Main Street Maine Fire P Wareho Existing NFPA 13 39 10/20/2012

Pemetic SchoolSouthwest Harbor Main Street Sprinkler Sys Educati Existing & n NFPA 13 6 80 static and 75 residual at 444 gpm, 11-8-00 Dry 355 2/9/2001

Pemetic School RenovatSouthwest Harbor Main Street Automatic S Educati Renovation NFPA 13 None Given Wet 0 7/17/1991

Prebble B & BSouthwest Harbor Clark Point Road Maine Fire P Bed & New Maine Life 14. Static Pressure; 60; Residual Pressure; 50; Flow in GPM  Wet 27 3/25/2002

Southwest Harbor PubliSouthwest Harbor Route 102 Maine Fire P Library New NFPA 13 14 89 static and 56 residual at 1311 gpm, 9-95 Dry 204 9/29/1999

St. John's Episcopal ChSouthwest Harbor 325 Main St. Sout Maine Fire P ChurchNew System Maine Life 16 59 5/1/2012

Substance Abuse BuildiSouthwest Harbor Maine Fire P Substan New Maine Life 13 54 12/22/2006

The ClaremontSouthwest Harbor P. O. Box 137 High Tech Fi Busines Existing & n 1992 Dry 0 6/6/1994

Sumner High SchoolSullivan Route 1 Eastern Fire Educati Existing & n Hydro-Pro 5 54 static and 17 residual at 750 gpm, 7-26-05 Wet 249 8/19/2005

186



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Bridge Home ResidentiSurry Patten Pond Road Eastern Fire Residen New Maine Life 5.2 Goulds GT20 pump rated at 28 gpm at 44 psi Wet 30 8/17/1998

Fred WarnerTrenton Oak Point Road John Boardm Home New NFPA 13D 8 Goulds NPE pump rated at 30 gpm at 46 psi Wet 35 3/11/2000

Life Christian AcademyTrenton Route 3 Eastern Fire Educati New Hydro-Pro 7.8 Peerless PE503 pump rated at 120 gpm at 48 psi. Wet 239 10/19/1998

Life Christian AcademyTrenton Route 1A Eastern Fire Educati Existing & n Hydro-Pro 13Peerless PE503 pump rated at 120 gpm at 48 psi Wet 106 7/21/2004

Life Christian AcademyTrenton Route 3 Eastern Fire Educati Existing & n Hydro-Pro 13 Peerless PE503 pump rated at 120 gpm at 48 psi Wet 86 8/30/1999

Lighthouse RestaurantTrenton Route 3 High Tech Fi Restaur New Hydro-Pro 10. Burks GA6-1 1/2, UL listed, 300 GPM at 73.5 Dry 50 5/23/1995

Linnehans Office BuildiTrenton Route 3 Eastern Fire Busines Renovation Hydro-Pro dn Peerless PE 503  pump rated at 62 gpm at 41 psi Wet 11412/31/2002

Trenton Elementary SchTrenton Sprinkler Sys Educati New Hydro-Pro 7 Gould 75GS50 rated at 80 gpm at 74 psi Wet 244 10/20/2000

Kirchhoff ResidenceWinter Harbor Grindstone Road Eastern Fire Home New NFPA 13D 7 Gould GT-20 pump rated at 36 gpm at 46 psi Wet59 4/30/2005

Mama's Boy BistroWinter Harbor 10 Newman Street, Eastern Fire Restaur New Hydro-Pro 6 89 static and 80 residual at 1405 gpm, 4-24-03 Wet 62 5/21/2003

Rockefeller HallWinter Harbor Acadian National Maine Fire P residen New System NFPA 13 7 406 6/5/2012

Hancock Hancock
Kennebec Kennebec

Meadow by the BrookAlbion Routes 9 & 137 Maine Fire P Elderly New NFPA 13R 16 71 static, 42 residual at 150 gpm with Peerless 2.5PYF8 p Wet 148 8/12/1997

Access World WideAugusta Route 27 Eastern Fire Office Renovation NFPA 13 24 Pump rated at 1500 gpm at 125 psi Wet 0 3/22/2004

Allens TransferAugusta 360 Civic Center High Tech Fi Storage Existing NFPA 13 0 11/23/1994

Allen's Transfer & StoraAugusta Civic Center Drive High Tech Fi Storage Existing NFPA 231 35 Static 84, residual 65 at 1170 GPM, tested 10/25/89 Wet 0 1/14/1991

AMHI Campus, (ME StAugusta Route 9 Maine Fire P Busines Renovation NFPA 13 dn 47 static and 41 residual at 445 gpm, 6-98 Wet 22 9/27/1999

AMHI, Main Kitchen CAugusta Route 17 High Tech Fi Kitchen Existing & n NFPA 13 dn dna Wet 18 11/6/1996

Applicator SalesAugusta Gabriel Drive Sprinkler Sys Retail s Existing & n NFPA 13 14 Static 66, residual 64 at 970 GPM, tested 10/91 Wet 0 3/19/1993

Augusta ArmoryAugusta Western Avenue Sprinkler Sys Assemb New NFPA 13 5 42 static, 23 residual at 715 gpm uphill & 69 static, 20 res Wet 771 1/27/1998

Augusta City Hall RenoAugusta Cony Street Simplex Grin Apartm New NFPA 13R 7 123 static and 118 residual at 1470 gpm, 2-20-01 Wet 269 2/28/2001
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Augusta Civic CenterAugusta Civic Center Drive Sprinkler Sys Assemb New NFPA 13 5 76 static, 65 residual at 1110 gpm, 7-21-97 Wet 1638 11/20/1997

Augusta Federal SavingAugusta Civic Center Drive Sprinkler Sys Busines New NFPA 13 5.580 static, 77 residual at 1135 gpm, 4-15-96 Dry 147 7/29/1996

Augusta Group HomeAugusta 44 Middle Street Eastern Fire Group Existing & n Hydro-Pro 7 Static 77, residual 71 at 3225 GPM, tested 04/27/93 Wet 0 11/16/1993

Augusta Market Place IIAugusta Civic Center Drive Atlantic Auto Mercan New NFPA 13 5 54 static and 20 residual at 3723 gpm, 3-28-98 Wet 101011/24/1999

Augusta Marketplace(ClAugusta Civic Center Drive Sprinkler Sys Retail S Existing NFPA 13 Wet 25 5/16/2001

Augusta Marketplace, (Augusta Augusta Marketpla Denali Fire P Mercan New NFPA 13 28 84 static and 68 residual at 2870 gpm, 10-17-05 Wet 333 11/9/2005

Augusta Marketplace, (Augusta Civic Center Drive Sprinkler Sys Mercan Existing & n NFPA 13 dn dna Wet 26 6/6/2001

Augusta Marketplace, (Augusta Stephen King Driv Sprinkler Sys Mercan New NFPA 13 5 62 static and 20 residual at 4000 gpm, 11-10-98 Wet 100 10/10/2002

Augusta Marketplace, (Augusta Augusta Marketpla Eastern Fire Mercan New NFPA 13 8 62 static and 46 residual at 2376 gpm, 11-10-98 Wet 105 6/10/2003

Augusta Mental Health Augusta Stone Street High Tech Fi Health New NFPA 13 Existing Wet 200 6/9/1992

Augusta Mental Health Augusta Stone Street Maine Fire P Health Existing & n NFPA 13 None Given Wet 0 10/31/1990

Augusta Office BuildinAugusta 32 Winthrop Street Eastern Fire Office Existing NFPA 13 Static 90 - Relocation of Existing Sprinklers Wet 0 9/21/1992

Augusta Parking GarageAugusta High Tech Fi Parking New NFPA 14 n/a Dry 0 10/2/2004

Augusta Post OfficeAugusta Western Avenue Eastern Fire Post Of Renovation NFPA 136 77 static and 56 residual at 711 gpm, 10-15-95 Wet 61 2/27/1999

Augusta Shop n SaveAugusta 29 Whitter Road Sprinkler Sys Mercan Existing & n NFPA 13 dn dna Wet 40 4/7/1999

Augusta VOA Elderly HAugusta Ridge Road Sprinkler Sys Elderly New NFPA 13 5 86 static, 20 residual at 1523 gpm, 4-15-96 Dry 995 9/4/1997

Balsam Office BuildingAugusta University Drive Eastern Fire Office Existing & n NFPA 13 9 Static 78, residual 68 at 2054 GPM, tested 09-04-90 Dry 0 10/22/1992

Bangor Saving BankAugusta 274 Western Ave. Maine Fire P Bank New System NFPA 13 19 143 9/17/2012

Bangor Street MallAugusta Bangor Street Eastern Fire Mercan Existing NFPA 13 None Given Dry 0 1/3/1991

Barnes and Noble BookAugusta The Marketplace Automatic S Retail New NFPA 13 10 Static 74, residual 68 at 1229 GPM tested 03/23/95 Wet 311 8/21/1995

Bath & Body WorksAugusta 2 Stephen King Dr Sprinkler Sys Mercan Renovation NFPA 13 5 dna, (More heads in same area at same density requireme Wet 33 6/22/2000
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BGS OIT Data CenterAugusta 127 Sewall Street Dean & Ally Busines New NFPA 13 97 10/12/2012

Blethen HouseAugusta 39 Storey High Tech Fi Residen Existing NFPA 13D 5 None Given Wet 0 10/1/1992

Blouin HyundaiAugusta Western Avenue High Tech Fi Auto D New NFPA 13 7 70 static and 65 residual at 1066 gpm, 6-26-02 Wet 126 8/5/2002

Blouin SuzukiAugusta Western Avenue Sprinkler Sys Mercan New NFPA 13 5 233 6/14/2006

Bowl AugustaAugusta North Belfast Aven Sprinkler Sys Assemb Existing Maine Life Peerless Pump 80 GPM at 52 psi Wet 0 8/12/1992

Bread of Life MinistriesAugusta Orchard Street Sprinkler Ser Apartm New NFPA 13R 6 96 static and 88 residual at 1249 gpm, 5-23-03 Wet 38 11/25/2003

Bread of Life MinistryAugusta 155 Hospital Street Maine Fire P Small R New Maine Life 42 4/9/2012

Bread of Life ShelterAugusta 157 Hospital Street Sprinkler Sys Residen New NFPA 13R 879 static and 70 residual at 909 gpm, 12-5-00 Wet 4212/31/2002

Bread of Life SRO HouAugusta State Street Sprinkler Sys Apartm New NFPA 13R 41 111 static and 65 residual at 1430 gpm, 1999 Wet 45 7/7/2004

Camp Keyes Building #Augusta Wintrop Street Sprinkler Sys Militar Existing NFPA 13 None Given Dry 0 6/5/1991

Camp Keys Paint Spray Augusta Building #37 Maine Fire P Industri Existing NFPA 13 11. Static 122, residual 38 at 865 GPM 0 7/6/1993

Capital Mall, (1st Floor,Augusta Western Avenue Simplex Grin Mercan New NFPA 13 10 90 static and 78 residual at 1258 gpm, 5-22-03 Wet 286 4/7/2004

CAPITAL VILLAGEAugusta Leighton Road Denali Fire P dwellin New System 9.1 345 4/12/2006

Capitol CenterAugusta Armory Road Sprinkler Sys Office Renovation NFPA 13 Wet 45 10/27/2003

Capitol City ManorAugusta 313 State Street High Tech Fi Nursing Renovation NFPA 13 33 114 static and 87 residual at 1190 gpm, 5-22-03 Dry 161 7/15/2003

Capitol Plaza, (The DollAugusta Western Avenue & Simplex Grin Mercan Renovation NFPA 13 21 100 static and 95 residual at 500 gpm, 4-9-02 as 2" main Dry 140 7/21/2003

Capitol Shopping CenteAugusta 14 Western Avenu Simplex Grin Mercan New NFPA 13 20 90 static and 78 residual at 1258 gpm, 5-22-03. Peerless 6 Wet 134 6/11/2005

Capitol Street OfficesAugusta 161 Capitol Street Eastern Fire Office New NFPA 13 14 55 static and 37 residual at 633 gpm, 4-13-05 Wet 145 4/30/2005

Central Maine Power CAugusta Anthony Avenue Eastern Fire Busines Existing & n NFPA 13 10 Static 92, residual 86 at 1275 GPM Wet 0 2/14/1991

Central Maine Power- EAugusta Edison Drive Sprinkler Sys Busines Existing NFPA 13 Static 46, residual 35 at 1110 GPM Dry 0 9/27/1991

Charlies Auto Body ShoAugusta 478 Western Aven Eastern Fire Auto B New NFPA 13 9 62 static, 48 residual at 1370 gpm, 10-91 Wet 111 11/6/1997
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Charlies Motor MallAugusta 465 Western Aven Eastern Fire Auto D Existing NFPA 13 13 Static 62, residual 48 at 1370 GPM, tested 10/29/91 Wet 0 6/30/1994

Charlie's SubaruAugusta Western Avenue Eastern Fire Mercan New NFPA 13 8 70 static and 65 residual at 1066 gpm, 6-26-02 Wet 139 8/5/2002

Charlie's ToyotaAugusta Western Avenue Maine Fire P Mercan New & Ren NFPA 13 dn 62 static, 48 residual at 1370 gpm, 10-29-91 Wet 85 9/18/1996

Charlies Toyota, (ServicAugusta 465 Western Aven Eastern Fire Auto R Existing & n NFPA 13 7 70 static and 65 residual at 1066 gpm, 6-26-02 Wet 40 9/11/2003

Chief Medical ExamineAugusta Hospital Street Sprinkler Sys Medica Existing NFPA 13 Static 37, residual 30 at 920 GPM, tested 04/24/90 Wet 0 8/2/1991

Civic Center OfficeAugusta Civic Center Drive High Tech Fi Busines New NFPA 13 5 76 static and 65 residual at 1097 gpm, 7-21-97 Dry 864 8/30/1999

CMCC, (DPS ConferenAugusta Route 27 Eastern Fire Office Renovation NFPA 13 30 Existing pump rated at 1500 gpm at 125 psi Wet 32 4/12/2005

CMCC, (MDOT)Augusta Route 27 Eastern Fire Office Renovation NFPA 13 11 Existing pump rated at 1500 gpm at 125 psi Wet 123 5/7/2005

Consolidated Motor VeAugusta Piggery Road Sprinkler Sys Mercan New NFPA 13 7.9 Static 80, residual 69 at 960 GPM Wet 0 4/17/1991

Cony High SchoolAugusta 40 Pierce Drive High Tech Fi Educati New NFPA 13 6 50 static and 36 residual at 803 gpm, 5-22-03. Aurora pu Wet 2505 5/25/2005

Crosby Street TransitionAugusta 17 to 19 Crosby St Sprinkler Ser Residen New NFPA 13R 7 83 static and 82 residual at 1094 gpm, 5-22-03 Wet 53 3/13/2005

Cross InsuranceAugusta University Drive Sprinkler Sys Office New NFPA 13 19 80 static and 77 residual at 1135 gpm, Wet 84 1/15/2005

Davis CadillacAugusta Civic Center Drive Eastern Fire Auto D Existing NFPA 13 10 Static 82, residual 75 at 2000 GPM, tested 10/29/91 Dry 0 2/8/1995

Davis CadillacAugusta Civic Center Drive Eastern Fire Auto D Existing NFPA 13 10 Static 82, residual 75 at 2000 GPM, tested 10/29/91 Wet 0 12/16/1994

DEP Response CenterAugusta AMHI, Hospital St Dean & Ally Office Existing & n NFPA 13 27 88 static and 53 residual at 1010 gpm, 7-00 Wet 100 7/19/2001

Department of Human SAugusta Anthony Avenue Eastern Fire Busines New NFPA 13 None Given Wet 0 10/30/1990

Department of Human SAugusta Belgrade Road Eastern Fire Busines Existing NFPA 13 None Given Wet 0 10/18/1990

Department of Public SAugusta Route 27 Eastern Fire Office Renovation NFPA 13 11 Pump rated at 1500 gpm at 125 psi Wet 320 7/21/2004

Department of Public SAugusta Route 27 Eastern Fire Office Renovation NFPA 13 22 Pump rated at 1500 gpm at 125 psi Wet 318 3/22/2004

Department of Public SAugusta CMCC Eastern Fire Repair New NFPA 13 35 Existing pump rated at 1500 gpm at 125 psi Wet 135 11/10/2004

DHS AugustaAugusta Route 27 Eastern Fire Office New NFPA 13 5 Date of last water test; 7/13/01; Static Pressure;69; Resid Dry 1634 10/22/2001
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DHS Building, (RenovaAugusta Anthony Street Eastern Sprin Office Renovation NFPA 13 dn dna Wet 230 2/2/2003

Dick's Sporting GoodsAugusta Civic Center Drive Sprinkler Sys Mercan New NFPA 13 5 Static 106 psi and residual  60 psi at 2750 gpm, 8-05 Wet 488 9/14/2005

Digital Equipment CorpAugusta Route 27 / Belgrad Eastern Fire Busines New NFPA 13 1500 GPM at 125 psi 0 6/3/1993

Discount MattressAugusta 400 Civic Center Sprinkler Ser Mercan New NFPA 13 8 69 static and 67 residual at 1106 gpm, 4-8-02 Wet 134 4/25/2002

Dr. Sawyer's OfficeAugusta State Street Sprinkler Sys Medica Existing Peerless Pump, Model PE503, 80 GPM at 55 psi Wet 0 11/4/1992

Edwards HouseAugusta 53 Water Street Simplex Grin Hotel New NFPA 13R 7 127 static, 112 residual at 1680 gpm, 10-29-91 Wet 220 5/7/1996

Fairfield Inn & Suites bAugusta 14 Anthony Avenu High Tech Fi Hotel New NFPA 13 12 618 7/1/2007

Federal Express BuildinAugusta Whitten Road Sprinkler Sys Materia New NFPA 13 5 + 90 Static, 53 Residual, at 1012 GPM, 10/9/97 Wet 159 10/24/1997

Five Stanley StreetAugusta 5 Stanley Street Sprinkler Sys Apartm New NFPA 13 5 90 static, 13 residual at 605 gpm Wet 107 5/14/1997

Frank Pomerleau, (43 BAugusta 43 Bridge Street Eastern Sprin Storage Renovation NFPA 13 na na Dry 90 11/15/2003

FW WebbAugusta 130 Leighton Road Eastern Fire Mercan New NFPA 13 8 108 static and 83 residual at 1290 gpm, 3-21-01 Wet 469 7/30/2005

Glenridge GardensAugusta Glenridge Drive Maine Fire P Apartm New NFPA 13R 5 80 static and 54 residual at 920 gpm. 2002 Wet 980 3/29/2004

Goodwill IndustriesAugusta Senator Way Eastern Fire Retail/S New System NFPA 13 10. 128 6/21/2012

Goodwin BuildingAugusta 271 Water Street Dean & Ally Busines Renovation NFPA 13dn dna Dry 35 9/1/1998

Goold Health CareAugusta Route 27 Eastern Fire Office Renovation NFPA 13 39 Pump rated at 1500 gpm at 125 psi Wet 215 8/18/2004

Granite HillAugusta Huckleberry Lane Eastern Fire Home New NFPA 13D 14 50 residual at 40 gpm Wet 56 5/9/2003

Granite Hill Estates, (PhAugusta Loop Road Eastern Fire Retirem New NFPA 13D 5 To be determined by Augusta Water District, (pumps not Wet 40 6/21/2000

Granite Hill Estates, (UAugusta Granite Hill Estate Eastern Fire Home New NFPA 13D 12 51 static and 50 residual at 40 gpm Wet 17 9/11/2003

Granite Hill, (Unit 10 &Augusta Granite Hill Road Eastern Fire Home New NFPA 13D 16 51 static and 50 residual at 40 gpm, Wet 20 8/4/2005

Gray Birch Nursing HoAugusta 37 Gray Birch Driv High Tech Fi Nursing Existing & n NFPA 13 9 80 static and 60 residual at 425 gpm Wet 93 8/5/1999

Green Street United MetAugusta 13 Green Street Sprinkler Sys Assemb New NFPA 13 7 80 static and 64 residual at 1146 gpm, 3-24-98 Dry 323 8/24/1998
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GSA Offices @ North PAugusta 331 Civic Center Eastern Fire Office Renovation NFPA 13 dn 80 static and 77 residual at 1135 gpm, 4-15-96 Wet 28 9/21/2002

Guerrette PropertiesAugusta 218 Water Street Sprinkler Sys Restaur New NFPA 13 11 126 static and 122 residual at 1203 gpm, 5-22-03 Wet 29810/25/2004

Harlow Building, (RenoAugusta East Campus High Tech Fi Office New NFPA 13 8 79 static and 70 residual at 909 gpm, 12-5-00 Dry 485 1/27/2004

Hill HouseAugusta State Street Sprinkler Sys Office Existing NFPA 13 None Given Dry 0 9/26/1990

Holocaust & Human RiAugusta Civic Center Drive High Tech Fi Office Existing & n NFPA 13 13 102 11/23/2006

Home Depot, (#2404)Augusta Civic Center Drive Sprinkler Sys Mercan New NFPA 231C 2654 static and 39 residual at 2210 gpm. Peerless 6AEF146 Dry 1598 6/24/1999

Howell HouseAugusta Sewall Street Sprinkler Sys Housin New NFPA 13 8.3 Date of last water test; 11/30/01; Static Pressure; 78; Resi Dry 189 12/12/2001

Hoyts CinemaAugusta Market Square Mal High Tech Fi Movie New NFPA 13 5 Static 68, residual 62 at 1229 GPM tested 03/23/95 Wet 375 8/3/1995

Jean Paul Fortin ApartmAugusta 125 Northern Aven Sprinkler Sys Apartm Existing Hydro-Pro 8 Static 97, residual 47/20 at 840/1060, tested 10/91 Wet 0 1/24/1992

JS McCarthy Company,Augusta Darwin Street Eastern Fire Storage Existing & n NFPA 231C 12 89 static, 83 residual at 1310 gpm, 4-15-96 Wet99 12/16/1997

K V Medical CenterAugusta 7 Spruce Street Eastern Fire Medica Existing Maine Life 19 Static 77, residual 20 at 3025 GPM tested 04/27/93 Wet 0 8/24/1993

Kaplan University - AuAugusta 14 Marketplace Dr Sprinkler Sys Offices Renovation NFPA 13 5+ 131 5/31/2012

Kennebec Child CareAugusta Industrial Drive High Tech Fi Child C New NFPA 13 7 1989 Static 84, 1170 GPM at 74 psi Dry 190 4/23/1999

Kennebec County DetenAugusta State Street High Tech Fi Busines New NFPA 13 16. Static 84, residual 74 at 1100 GPM Wet 0 4/22/1991

Kennebec Federal CrediAugusta Northern Avenue Eastern Fire Busines New NFPA 13 6 50 static, 32 residual at 560 gpm, 10-29-91 Dry 234 10/2/1996

Kennebec Mental HealtAugusta 736 Old Lewiston High Tech Fi Health New Hydro-Pro 5 48 static and 34 residual at 98 gpm Wet 57 6/11/2005

Kennebec Valley MentaAugusta 23 Western Avenu Eastern Fire Residen New NFPA 13R 17 80 static, 20 residual at 2587 gpm Wet 68 3/20/1997

Kennebec Valley MentaAugusta 66 Stone Street Eastern Fire Assiste New NFPA 13 Static 77, residual 71 at 3225 GPM Dry 0 6/21/1993

Kennebec Valley YMCAugusta 31 Union Street High Tech Fi YMCA New NFPA 13 21 111 static and 65 residual at 990 gpm, 9-14-99 Wet 350 1/8/2006

Kennebec Valley YMCAugusta 31 Union Street High Tech Fi YMCA New NFPA 13 39 35 7/7/2006

KEYSTONE COMMOAugusta 9 Green Street, Au Denali Fire P office New System NFPA 13 5.0 237 5/31/2006
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Kirschner FoodsAugusta 193 Riverside Driv Sprinkler Sys Food M New & Ren NFPA 13 Date of last water test; 2" Drain Test 8/2001; Static Press Wet 40 12/12/2001

Kohl's Department StoreAugusta Civic Center Drive Sprinkler Sys Mercan New NFPA 13 13 108 static and 50 residual at 3061 gpm, 5-05 Wet 560 6/8/2005

KVMCAugusta 6 East Chestnut Str Eastern Fire Hospita New NFPA 13 17Static 77, residual 71 at 954 GPM, tested 042793 Wet 0 10/4/1994

KVMC Pediatric UnitAugusta Arsenal Street Eastern Fire Health New NFPA 13 & 34 77 static, 71 residual at 954 gpm, 4-27-93 Wet 43 4/8/1997

KVMC Rehabilitive SerAugusta Caldwell Street Eastern Fire Busines New NFPA 13 10 77 static, 71 residual at 954 gpm, 4-27-95 Dry 205 5/31/1996

Lionel Labbe Office BldAugusta 99 Western Avenu Maine Fire P Busines New NFPA 13 dn 93 static, 70 residual at 907 gpm, 6-12-97 Wet 55 8/15/1997

Longhorn SteakhouseAugusta Market Square High Tech Fi Restaur New NFPA 13 11 47 static and 41 residual at 978 gpm, 5-23-03 Wet 107 9/12/2003

Lowe's of AugustaAugusta Western Avenue Simplex Grin Mercan New NFPA 13 6 1840 7/22/2007

Maine Bureau of GenerAugusta Commerce Drive High Tech Fi Busines New System NFPA 13 5 572 4/13/2012

Maine Department of TrAugusta Child Street Dean & Ally Office Existing & n NFPA 13 7 99 static and 55 residual at 967 gpm flow. Wet 756 10/10/2002

Maine General Cancer Augusta Old Belgrade Road Sprinkler Sys Medica New NFPA 13 10 3-23-11 Water test date is 67 static, 60 residual flowing 1 619 5/29/2006

Maine General Health/Augusta Arsenal Street Eastern Fire Busines New NFPA 13 49 77 static and 71 residual at 954 gpm, 4-27-93 Wet 50 7/8/1998

Maine General Hospital Augusta Arsenal Street High Tech Fi Hospita New NFPA 13 15. Date of last water test; 04-27-98;  Static Pressure 77 psi; Wet 52 1/29/2002

Maine General Hospital,Augusta Arsenal Avenue High Tech Fi Hospita Existing & n NFPA 13 n/a 110 static and 90 residual at 500 gpm, 12-5-05 Wet 100 12/25/2004

Maine General Medical Augusta 6 East Chestnut Str High Tech Fi Medica Renovation NFPA 13 12 107 static and 90 residual at 1529 gpm, 4-27-99 Wet 72 10/3/2003

Maine General Medical Augusta 6 East Chestnut Str Sprinkler Sys Health Renovation NFPA 13 6 107 static and 90 residual at 1529 gpm, 4-27-99 Wet 464 8/5/1999

Maine General Medical Augusta High Tech Fi Hospita Renovation NFPA 13 5 Date of last Water test; 04/27/98; Static Pressure; 77; Res Wet 71 8/17/2001

Maine Health InformatiAugusta 81 Winthrop Street Sprinkler Sys Office Existing & n NFPA 13 Static 84, residual 74 at 1075 GPM, tested 02/89 Dry 0 9/10/1992

Maine Hospital AssociaAugusta 33 Fuller Road Sprinkler Sys Busines New Hydro-Pro 5 82 static and 39 residual at 932 gpm, 10-15-01 Wet 86 6/20/2002

Maine Medical Center, (Augusta 6 East Chestnut Str High Tech Fi Hospita Renovation NFPA 13 11 77 static and 71 residual at 954 gpm, 4-22-98 Wet 129 5/28/2004

Maine Municipal AssocAugusta Community Drive Sprinkler Sys Office Existing & n Hydro-Pro 10. Static 74, residual 72 at 1170 GPM, tested 10/91 Wet 0 10/28/1993
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Maine Principal's AssocAugusta Industrial Avenue Eastern Fire Office New NFPA 13 7 86 static and 74 residual at 1136 gpm, 4-27-99 Dry 133 7/6/2000

Maine Psychiatric CenteAugusta Hospital Street Sprinkler Sys Psychia New NFPA 13 9 79 static and 70 residual at 909 gpm, 12-5-00 Wet 1246 8/7/2002

Maine State House (Ph Augusta State Street Sprinkler Sys Office New NFPA 13 6.8 4/27/99; Static Pressure 72; Residual Pressure 64; Flow inPrea 902 12/31/2001

Maine State House, (PhAugusta State Street Sprinkler Sys Busines Renovation NFPA 13 Hook up will be in about a year. Wet 42 11/3/1998

Maine State House, (PhAugusta State Street Sprinkler Sys Busines New NFPA 13 & 8 72 static and 64 residual at 577 gpm, 4-27-99. Peerless 4 Prea 264 12/31/2000

Maine State House, (ReAugusta State Street Sprinkler Sys Busines New NFPA 13 5 72 static and 64 residual at 577 gpm, 4-27-99, and Peerle Prea 260 12/31/1999

Maine State Housing AAugusta 353 Water Street Eastern Fire Office Renovation NFPA 13 10 137 static and 125 residual aty 907 gpm, 10-27-04 Dry 438 11/16/2004

Maine Veteran's HomeAugusta RR 7, Cony Road Sprinkler Sys Nursing New NFPA 13 14 86 static and 72 residual at 1156 gpm, 5-17-02 Wet 213 6/12/2002

Market Place II, (BuildiAugusta Market Place II Sprinkler Sys  Merca New NFPA 13 5 62 static and 20 residual at 3600 gpm, 11-10-98 Wet 182 1/15/2005

Market Place Tenant CAugusta Marketplace Drive Eastern Fire Mercan New NFPA 13 6 Static 74, residual 68 at 1229 GPM, 03/23/95 Wet 141 7/31/1995

Marketplace II, (BuildinAugusta Stephen King Driv Sprinkler Sys Mercan New NFPA 13 7 62 static and 20 residual at 3600 gpm, 11-10-98 Wet 189 4/26/2004

Marketplace MichaelsAugusta Marketplace Drive Eastern Fire Mercan New NFPA 13 15 Static 74, residual 68 at 1229 GPM, tested 03/23/95 Wet81 7/31/1995

Marquardt Building, (2Augusta Route 9 Maine Fire P Busines New NFPA 13 8 47 static and 41 residual at 445 gpm, 6-98 Wet 130 2/22/1999

Marquardt Building, (RAugusta Maine Fire P Office Renovation NFPA 13 dn 47 static and 41 residual at 445 gpm, 6-98 Wet 63 10/17/2002

Marvin TowerAugusta Townsend Street Sprinkler Sys Elderly New NFPA 13R 5 88 static and 69 residual at 967 gpm, 2003 Wet 248 4/7/2005

MDOT Computer RoomAugusta Child Street Sprinkler Sys Office Renovation NFPA 13 54 Static 94, residual 45 at 932 GPM, tested 12/06/94 Wet 0 1/9/1995

MEARNG Bldg 37, CaAugusta Camp Keyes ABJ General Office New NFPA 13 7 350 7/20/2010

MEARNG Camp KeyesAugusta Camp Keyes ABJ General Office New NFPA 13 9 94 4/28/2010

MEARNG-Building 34 Augusta Camp keyes, Augu ABJ General Offices Existing & n NFPA 13 5 250 4/29/2010

MGMC A Building LevAugusta Old Belgrade Rd. Eastern Fire Hospita New System NFPA 13 540 4/12/2012

MGMC B&E Building Augusta Old Belgrade rd. Eastern Fire Hospita New System NFPA 13 45 508 8/28/2012

194



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

MGMC B&E Building Augusta Old Belgrade Rd. Eastern Fire Hospita New System NFPA 13 29. 489 8/22/2012

MGMC B&E Building Augusta Old Belgrade road Eastern Fire Hospita New System NFPA 13 33. 346 8/8/2012

MGMC Building A leveAugusta Old belgrade rd. Eastern Fire Hospita New System NFPA 13 43 611 8/22/2012

MGMC Building A TerrAugusta Old Belgrade Road Eastern Fire Hospita New System NFPA 13 12. 536 10/20/2012

MGMC Building B&E Augusta Old Belgrade Road Eastern Fire Hospita New System NFPA 13 60 433 10/24/2012

MGMC D building LevAugusta Old Belgrade Rd. Eastern Fire Hospita New System NFPA 13 30 621 6/28/2012

MGMC, "A" Building, Augusta Eastern Fire Hospita New NFPA 13 211 6/5/2012

MGMC, (A5 women & Augusta Arsenal Avenue High Tech Fi Health New NFPA 13 123 4/19/2007

MGMC, C-Bldg, LevelsAugusta Old Belgrade Rd. Eastern Fire Hospita New System NFPA 13 33 434 8/9/2012

MGMC-Core & Shell FiAugusta Eastern Fire Hospita New NFPA 13 5+ 743 1/26/2012

MLT InvestmentsAugusta 24 Stone Street Eastern Fire Busines Existing NFPA 13 None Given Dry 0 10/30/1990

Motivational ServicesAugusta 14 Glenridge Dr. Eastern Fire Residen New System NFPA 13D 9.2 65 7/12/2012

Motivational ServicesAugusta Green Street Eastern Fire Apartm New NFPA 13R 13 91 static and 86 residual at 1096 gpm, 7-28-04 Wet 66 8/11/2004

Motivational ServicesAugusta 14 Elm Street Eastern Fire Busines Existing NFPA 13R 5 Static 80.5, residual 77 at 1053 GPM, tested 04/23/93 Wet 0 9/9/1994

Motivational ServicesAugusta Route 3, Belfast A Eastern Fire Handic New NFPA 13R 30 65 static, 28 residual at 375 gpm, 5-1-96 Wet 43 5/28/1996

New England CandleAugusta 2 Steven King Driv Sprinkler Sys Mercan Renovation NFPA 13 5 54 static and 39 residual at 2210 gpm, 11-10-98 Wet 27 10/20/2000

Ninety-nine RestaurantAugusta Civic Center Drive Sprinkler Sys Restaur Renovation NFPA 13 dn 82 static and 75 residual at 2000 gpm, 1991 Dry 142 2/2/2001

North Center FoodAugusta Dalton Road Simplex Grin Food D New NFPA 231C 5 105 static and 71 residual at 1266 gpm, 6-1-00. Patterson Dry 536 1/31/2001

North Park - OSHAAugusta 331 Civic Center Eastern Fire Office Renovation NFPA 13 dn 80 static and 77 residual at 1135 gpm Wet 37 2/10/2003

North Park GrilleAugusta Route 27 Eastern Fire Restaur New NFPA 13 20 80 static and 77 residual at 1135 gpm, 4-15-96 Wet 210 5/1/2000

North Park Grille, (RenAugusta 331 Civic Center Eastern Fire Office Renovation NFPA 13 dn 80 static and 77 residual at 1135 gpm, 4-15-96 Wet 22 3/29/2002
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NRF WarehouseAugusta Gabriel Drive Eastern Fire Storage New NFPA 13 6 63 static and 20 residual at 5190 gpm, 8-30-00. Patterson Wet 1113 1/29/2003

Office BuildingAugusta Sewall Street Sprinkler Sys Office New NFPA 13 17 Static 77, residual 56 at 711 GPM Dry 0 11/6/1995

One Weston CourtAugusta 1 Weston Court Eastern Fire Leased Renovation NFPA 1349 Static 75, residual 70 at 1053 GPM, tested 11/22/93 Wet 81 6/26/1995

One Weston CourtAugusta 1 Weston Court Eastern Fire Office Existing NFPA 13 39 Static 75, residual 70 at 1053 GPM, tested 93 Dry 0 5/26/1995

One Weston CourtAugusta 1 Weston Court Eastern Fire Busines New NFPA 13 5 Static 84, residual 74 at 1075 GPM Dry 0 12/2/1993

Overseers of the BarAugusta 97 Winthrop Street Eastern Fire Office Maine Life 11 Peerless Pump, Model PE503, 100 GPM at 50  psi Wet 0 6/28/1994

Payless ShoeAugusta Route I-95 Maine Fire P Mercan Existing NFPA 13 Wet 0 5/9/1995

Payless Shoe StoreAugusta Stephen King Driv Sprinkler Sys Mercan Renovation NFPA 13 5 62 static and 20 residual at 3600 gpm, 11-10-98 Wet 30 5/7/2005

Peachey BuildingAugusta 320 Water Eastern Fire Office Renovation NFPA 13 na 125 static and 115 residual at main drain test Wet 84 12/20/2003

Peachey Building, (SecoAugusta 320 Water Street Eastern Fire Office Renovation NFPA 13 na 125 static and 115 residual at main drain test Wet 59 9/12/2003

Petco, (Retrofit)Augusta Whitten Road Eastern Fire Mercan Renovation NFPA 13 16 99 static and 95 residual at 1335 gpm, 3-21-01 Wet 151 2/27/2002

Pharm-Corps of MaineAugusta Leighton Road Eastern Fire Mercan Existing NFPA 13 27 Static 100, residual 60 at 1080 GPM, tested 12/88 Wet 0 4/13/1994

Phoenix HouseAugusta 49 Kamich Drive Sprinkler Sys Home Existing NFPA 13D 26 Goulds GT20 pump rated at 40 gpm at 52 psi Wet 36 5/21/2003

Pine StateAugusta State Street Eastern Fire Office Existing & n NFPA 13 53 111 static and 20 residual at 1529 gpm, with Peerless pu Wet 72 3/17/1999

Pine State Trading Co., Augusta 8 Ellis Avenue Eastern Fire Liquor New NFPA 13 15 111 static and 20 residual at 1529 gpm, 10-22-03. Peerles Wet 725 2/22/2005

Pine State Trading ComAugusta State Street Eastern Fire Storage New NFPA 231C 6 111 static, 20 residual at 1529 gpm, 4-24-97 & Peerless pWet 1570 7/2/1998

Pine State, (2004 RacksAugusta 8 Ellis Avenue Eastern Fire Storage New NFPA 13 21 111 static and 20 residual at 1529 gpm, 4-27-97 Wet 70 1/1/2005

Public Utilities CommisAugusta 242 State Street Freedom Fire Busines New NFPA 13 17 111 static and 65 residual at 1430 gpm, 9-14-99 Wet 401 12/7/2000

Ranger Properties, LLCAugusta 776 Riverside Driv Eastern Fire Office New NFPA 13 6 56 static and 46 residual at 895 gpm, 10-25-04 Dry 403 11/10/2004

Red Robin RestaurantAugusta Stephen King Driv Sprinkler Sys Restaur New 5 126 1/30/2006

Redlon & JohnsonAugusta 314 State Street Sprinkler Sys Mercan New NFPA 13 65 110 static, 47 residual at 2207 gpm, 12-2-92 Wet 65 2/21/1997
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Rejean Blais ApartmentAugusta Old Winthrop Roa Freedom Fire Residen New NFPA 13R 8 95 static and 86 residual at 1203 gpm, 10-15-01 Wet 0 7/15/2003

Rejean Blais ApartmentAugusta Old Winthrop Roa Freedom Fire Apartm New NFPA 13R 8 95 static and 86 residual at 1203 gpm, 10-15-01 Wet 86 12/17/2004

Roller Skate AugustaAugusta 1 Anthony Avenue Denali Fire P Restaur New NFPA 13 16 80 static and 75 residual at 1184 gpm, 5-22-05 Wet 150 4/30/2005

Ruby Chabot Boarding Augusta 63 Patterson Street High Tech Fi Boardin Existing Maine Life 5 None Given Wet 0 1/16/1992

Ruby TuesdayAugusta 58 Stephen King D Sprinkler Sys Restaur New NFPA 13 32 53 9/2/2006

Sam GoodyAugusta Turnpike Mall Eastern Sprin Mercan Renovation NFPA 13 n/a n/a Wet 38 7/7/2004

SAM'SAugusta Townsend Road Sprinkler Sys Mercan New NFPA 13 6.5 Static 55.2, residual 44.1 at 1150 GPM Wet 0 6/28/1993

Sam's ClubAugusta Townsend Road Sprinkler Sys Mercan Renovation NFPA 13 3.5 49 static and 33 residual at 2272 gpm, 1998 Wet 45 10/3/2003

Sam's Club AugustaAugusta 45 Market Place D High Tech Fi Mercha Renovation NFPA 13 13 143 6/19/2012

Schatz, Fletcher & AssoAugusta 227-237 Water Str Sprinkler Sys Office Existing & n NFPA 13 Static 122, residual 78 at 1530 GPM, tested 05/03/89 Wet 0 10/8/1993

SearsAugusta Western Avenue Eastern Sprin Mercan Renovation NFPA 13 23 99 static and 95 residual at 1335 gpm, 3-21-01 Wet 50 5/19/2001

Senator InnAugusta Western Avenue Sprinkler Sys Assemb New NFPA 13 dn 105 static, 95 residual at 2" main drain test Dry 93 4/1/1997

Senator InnAugusta Route 202 Eastern Fire Hotel Existing & n NFPA 13R 5 70 static and 20 residual at 1124 gpm, 4-24-97 Wet 13912/31/1999

Senator Inn & Spa, (200Augusta Western Avenue Eastern Fire Athletic Renovation NFPA 13 6 70 static and 20 residual at 1124 gpm, 4-24-97 Dry 64 8/9/2003

Shaw's, AugustaAugusta State Street High Tech Fi Mercan Renovation NFPA 13 96 static and 70 residual at 1284 gpm, 7-21-98 Dry 389 7/27/1999

Shop N SaveAugusta Whitten Road High Tech Fi Mercan New NFPA 13 16 Static 97, residual 78 at 1060 GPM, tested 09/18/90 Wet 0 2/26/1991

Sixty-four Winthrop StrAugusta 64 Winthrop Street High Tech Fi Apartm New NFPA 13R 33 83 static and 81 residual at 895 gpm, 12-7-03 Wet 58 12/25/2005

Southern Kennebec ChilAugusta 9 Higgins Street Maine Fire P Busines Existing Maine Life 5.6 Gould Pump 50 GPM at 50 psi Wet 0 7/19/1991

Spurwink HouseAugusta Eastern Sprin Single New NFPA 13D 14 Gould GT15 pump rated at 50 gpm at 40 psi Wet 26 10/20/2000

SSA Offices@NorthParAugusta 331 Civic Center Eastern Fire Office Renovation NFPA 13 n/a 80 static and 77 residual at 1135 gpm, 4-15-96 Wet 65 9/12/2003

St Mark's ChurchAugusta Summer Street Eastern Fire Church Renovation NFPA 13 37 84 static and 74 residual at 1075 gpm, 5-89 Wet 4212/13/2000

197



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

St Paul's CenterAugusta State Street High Tech Fi Office New NFPA 13 5 80 static and 64 residual at 1433 gpm, 3-24-98 Dry 216 1/27/2004

St Paul's Center, (Phase Augusta State Street High Tech Fi Office New NFPA 13 16 80 static and 64 residual at 1433 gpm, 3-24-98 Wet 226 7/22/2005

StaplesAugusta Townsend Road Eastern Fire Retail New NFPA 13 9 Static 68, residual 62 at 1229 GPM, tested 03/23/95 Wet 0 7/12/1995

State CableAugusta Anthony Avenue Eastern Fire Busines New NFPA 13 19 89 static, 83 residual, then at 20 psi, 4898 gpm Wet 253 7/12/1996

State of Maine, (DivisioAugusta Leighton Road Eastern Fire Rack St New NFPA 13 11 108 static and 83 residual at 1290 gpm, 3-21-01 Wet 288 6/22/2001

State Office BuildingAugusta State Street Sprinkler Sys Busines New NFPA 13 5 85 static and 60 residual at 1106 gpm, 9-14-99 Wet 1698 10/5/1999

State Office Building - Augusta Third Floor Automatic S Office New NFPA 13 5 Static 87, residual 76 at 1110, tested 08/21/91 Prea 0 11/6/1992

Supported Living CenteAugusta Arsenal Street Sprinkler Sys Support New NFPA 13D 30. Date of last water test; 3/15/02; Static Pressure; 110; Resi Wet 67 3/28/2002

T J MaxxAugusta Turnpike Mall High Tech Fi Mercan Existing NFPA 13 Existing System 0 9/2/1992

Target, (T-2315)Augusta SEQ of I-95 & Rou High Tech Fi Mercan New NFPA 13 10 11-27-07 drain test gave 70 static and 60 residual for zon 651 10/1/2007

The Children's PlaceAugusta Maketplace St. Sprinkler Sys Mercan Renovation NFPA 13 44 9/13/2012

The Eddie Bauer OutletAugusta Civic Center Drive Sprinkler Sys mercant New, from e NFPA 13 dn dna Wet 62 5/2/2001

The Vickery BuildingAugusta 257-267 Water Str Eastern Fire Office New NFPA 13 59 Static 129, residual 111 at 1055 GPM tested 12/6/94 Wet 0 6/28/1995

The Vickery Phase IAugusta 257-267 Water Str Eastern Fire Office New NFPA 13 59 12/6/94 Static 129, 1055 GPM at 111 psi Wet 0 3/8/1995

Three-hundred-twentythAugusta 323 State Street Eastern Fire Office New Hydro-Pro 24 Static 110, residual 47 at 770 GPM, test 12/02/92 Wet 74 8/1/1995

Town Fair Tire Retail StAugusta Bldg G at Market Robert Ceppi Mercan Existing & n NFPA 13 6 65 6/2/2010

TranscoAugusta 36 Anthony Avenu Eastern Fire Office/ New NFPA 13 Static 82, residual 75 at 2000 GPM, tested 10/29/91 Wet 380 6/26/1995

Tree-Free Fibers, Dock Augusta 54 Maple Street Simplex Grin Storage New NFPA 231F 15 124 static, 117 residual at 1675 gpm, 12-96 Wet 57 2/28/1997

Tyson Center BuildingAugusta AMHI Campus Eastern Fire Busines Renovation NFPA 13 dn 58 static and 26 residual at 580 gpm, 10-98 Dry 254 3/17/1999

Union Hall, Local 716Augusta Central maine Busi Dean & Ally Union New NFPA 13 8 63 static and 61 residual at 990 gpm, 8-30-00 Wet 130 2/2/2001

University of Maine at Augusta University Drive High Tech Fi Busines Existing & n NFPA 13 18 75 static and 67 residual at 1137 gpm, 10-15-01 Dry 255 1/26/2004
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University of Maine, (StAugusta Maine Fire P Student New NFPA 13 16 75 static and 67 residual at 1137 gpm, 10-15-01 Dry 306 3/19/2003

VOID(see206538)Forty-Augusta 45 Memorial Circl Simplex Grin Office New NFPA 13 86 static and 77 residual at 944 gpm, 3-13-02 Wet 300

Wal Mart Augusta StoreAugusta 201 Civic Center Maine Fire P Mercan Renovation NFPA 13 50 3/28/2011

Wal-MartAugusta Route 27 Eastern Fire Mercan New NFPA 13 12 Static 647, residual 55.4 at 1150 GPM Wet 0 5/13/1993

Wal-Mart, (Augusta ExAugusta Civic Center Drive Sprinkler Sys Mercan Renovation NFPA 13 5 57 static and 51 residual at 1150 gpm, calculated by Wal- Wet 883 12/24/1998

Wal-Mart, (Canopy AddAugusta Civic Center Drive Sprinkler Sys Garden Existing & n NFPA 13 5 60 static and 58 residual at 1023 gpm, 2004 Dry 60 9/15/2005

Wholesale DepotAugusta Allen Drive Eastern Fire Mercan New NFPA 231C 8.3 Wet 0 10/2/1991

A Center for all SeasonsBelgrade Route 27 Maine Fire P Recreat New Hydro-Pro 5 Webtrol ACE - 500 pump rated at 80 gpm at 58 psi Wet 66 8/4/2000

Belgrade Central SchoolBelgrade RT. 27 Eastern Fire Educati New Hydro-Pro 5.6 Pump Data; Brand Name Gould; Model number; 80gs550 Wet 307 12/12/2001

Hammond LumberBelgrade Route 27 Eastern Fire Mercan New NFPA 13 6 Patterson In-Line Model 6x6 pump rated at 500 gpm at 7 Wet 692 11/9/2005

Spurwink SchoolChelsea Davenport Road Sprinkler Sys Educati New Hydro-Pro 10 Peerless PE 503 pump rated at 80 gpm at 52 psi Wet 97 12/2/1997

Wellman Group HomeChelsea Wellman Road Maine Fire P Group New Maine Life 17 49 static, 29 residual at 90 gpm with Gould PF20 pump raWet 19 8/28/1997

Sukeforth New Life CenChina Neck Road Maine Fire P Gym New Hydro-Pro 26 Monarch 500SD pump rated at 80 gpm at 60 psi Wet 136 3/17/2003

Baker Street CongregateClinton Baker Street Eastern Fire Apartm New NFPA 13R 5 67 static, 40 residual at 580 gpm, 10-4-93 Wet 99 8/22/1997

Marquis Residential AdClinton Hill Road Maine Fire P Adult F New Hydro-Pro 16 Goulds 40GS30 pump rated at 43 gpm at 75 psi Wet 23 10/13/1998

North South #2 Adult CClinton Hill Road Maine Fire P Adult C New Maine Life 29 55 static and 32 residual at 75 gpm, Goulds GT-20 pump Wet38 8/10/2000

Kennebec Water DistricEast Vassalboro Route 32 Sprinkler Sys Offices New NFPA 13 8 Peerless pump 500 GPM at 60 psi Wet 0 12/10/1992

Church of Jesus Christ oFarmingdale Hassan Street Maine Fire P Church New NFPA 13 8 80 static and 45 residual at 580 gpm, 7-02 Wet 294 4/10/2003

Farmingdale Boarding Farmingdale c/o High Tech Fire High Tech Fi Boardin New Hydro-Pro 20. Static 80, Residual 28 at 700 GPM Wet 0 4/29/1992

Hall-Dale ManorFarmingdale 385 Main Avenue High Tech Fi Boardin Existing & n NFPA 13 12 77 static and 60 residual at 780 gpm, 6-01 Dry 131 8/21/2001

The Captain Lewis ResiFarmingdale 270 Maine Avenue Sprinkler Sys Assiste Existing & n NFPA 13R 7 97 static and 28 residual at 880 gpm, 10-01 Wet 0 1/17/2004
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Victorian HouseFarmingdale 166 Main Street High Tech Fi Elderly New Hydro-Pro 8 Static 80, Residual 28 at 700 GPM Wet 29 10/10/1995

Fayette Central SchoolFayette Route 17 High Tech Fi School, New Hydro-Pro 9.9 Stored water and local well - Gym area most Remote Wet 125 2/15/1996

Hammond ResidenceFayette 480 Point Drive Residential F Residen New System NFPA 13D 7.0 48 8/23/2012

Alzheimer's FacilityGardiner 154 Dresden Aven Eastern Fire Health Existing & n NFPA 13 5.4 59 static, 4 residual at 750 gpm, 4-28-92 Dry324 4/22/1996

Alzheimers Facility, (20Gardiner Dresden Avenue Eastern Fire Assiste Existing & n NFPA 13 8 59 static and 4 residual at 750 gpm, 4-28-92 Dry 38 9/16/2003

Brooks PharmacyGardiner 397 Water Street Eastern Fire Mercan Renovation NFPA 13 dn 95 static and 80 residual at main drain test Wet 82 8/20/1998

Central Gardiner ElemeGardiner Brunswick Avenue Eastern Fire School, New NFPA 13 5 Static 55, Residual 20 at 850 GPM tested 04/19/91 Dry 0 11/20/1991

Dunkin Donuts GardineGardiner 35 Bridge Street Sprinkler Sys Dunkin Addition of NFPA 13 47 6/5/2012

EJ PrescottGardiner Prosperity Street Eastern Fire Office New NFPA 13 1 58 static and 53 residual at 1100 gpm, 7-12-02 Dry 553 12/24/2003

Forty-one Highland AveGardiner 41 Highland Aven High Tech Fi Apartm New NFPA 13R 11 91 static and 75 residual at 1174 gpm, 4-24-01 Wet 101 7/30/2001

Gardiner Area High SchGardiner 40 West Hill Road Eastern Fire Educati Existing & n NFPA 13 6 49 static and 37 residual at 1087 gpm, 2-12-96 Wet 23 8/6/2002

Gardiner Area High SchGardiner West Hill Road Eastern Fire Educati New NFPA 13 10 49 static and 37 residual at 1087 gpm, 1997 Wet 45 7/23/1998

Gardiner Area High SchGardiner West Hill Road High Tech Fi Educati New NFPA 13 11 49 static, 37 residual at 1087 gpm, 2-12-96 Wet 230 12/31/1996

Gardiner High SchoolGardiner West Hill Road Eastern Fire Educati Existing & n NFPA 13 dn dna Wet 57 7/27/2000

Gardiner High School, (Gardiner Eastern Sprin Auditor New NFPA 13 5 49 static and 37 residual at 1087 gpm, 2-12-96 Wet 104 7/21/2001

Gardiner High School, (Gardiner West Hill Road Eastern Sprin Educati Existing & n NFPA 13 49 static and 37 residual at 1087 gpm, 2-12-96 Wet51 8/13/1999

Gardiner High School, (Gardiner Eastern Fire Educati Existing & n NFPA 13 5 49 static and 37 residual at 37 gpm, 2-12-96 Wet 24 7/24/2003

Gardiner High, (2005 RGardiner West Hill Road Eastern Sprin Educati Existing & n NFPA 13 8 63 static and 53 residual at 1087 gpm, 7-12-05 Wet 43 7/22/2005

Gardiner Savings BankGardiner Main Street High Tech Fi Busines New NFPA 13 Existing Wet 0 1/15/1993

Gardiner Water TreatmeGardiner Center Street Simplex Grin Water New NFPA 13 60 140 static and 120 residual at 700 gpm pump rating Dry 29 6/4/1999

Johnson HallGardiner 256 Water Street Eastern Fire Assemb New NFPA 13 11. Static 87, Residual 63 at 1940 GPM Wet 0 5/29/1992
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Middle SchoolGardiner Route 126 Eastern Fire School, Existing NFPA 13 13 Static 75, Residual 55 at 850 GPM tested 07/19/94 Wet 011/30/1994

Omnicare Pharmacy of Gardiner Enterprise Avenue Eastern Fire Storage Existing & n NFPA 13 12 58 static and 53 residual at 1140 gpm, 7-12-02 Wet 121 8/6/2002

Pine State C-StoreGardiner Rte 201, Gardiner, Eastern Fire Storage Renovation NFPA 13 9.1 200 4/9/2012

Pine State Distribution Gardiner Enterprise Avenue Eastern Fire Storage New NFPA 13 11 58 static and 53 residual at 1100 gpm, 7-12-02. Patterson Wet 1721 6/16/2003

Pray Street SchoolGardiner Pray Street Eastern Fire School New NFPA 13 7.7 Static 74, Residual 35 at 695 GPM tested 09/93 Dry 0 12/21/1993

Public Safety BuildingGardiner Water Street Eastern Sprin Busines Renovation NFPA 13 dndna Wet 115 7/12/1999

Reny's Department StorGardiner Water Street Sprinkler Sys Retail New NFPA 13 Static 95, Residual 53 at 820 GPM 0 3/28/1991

Reny's Department StorGardiner Water Street Eastern Fire Mercan New NFPA 13 5 104 static and 65 residual at 760 gpm, 10-15-01 Wet 144 12/30/2002

Reny's, (Phase 1)Gardiner Water Street Eastern Sprin Mercan Existing & n NFPA 13 13 104 static and 65 residual at 760 gpm, 10-15-01 Wet133 11/6/2001

Scientific GamesGardiner Enterprise Avenue Eastern Fire Office Renovation NFPA 13 dn 64 static and 58 residual at 1500 gpm, 10-30-00 Wet 60 4/3/2001

Scientific Games InternGardiner Enterprise Avenue Eastern Fire Offices New NFPA 13 9 64 static and 58 residual at 1500 gpm, 10-30-00 Wet 16412/11/2000

Shop n Save ( Remodel)Gardiner 100 Maine Street High Tech Fi Groceri Existing & n NFPA 13 6 Date of last water test 04/24/01,  Static Pressure, 92, Resi Wet 107 5/4/2001

SubwayGardiner Water Front Freedom Fire Restaur Renovation NFPA 13 dn dna Dry 22 8/17/2001

Superintendants OfficeGardiner 150 Highland Ave High Tech Fi Office New Maine Life 40 Static 90, Residual 80 at 900 GPM Wet 90 8/1/1995

Walker Building Credit Gardiner Eastern Fire Bank Renovation NFPA 13 na 100 static and 90 residual at main drain test, 2003 Dry 128 9/12/2003

Yorktowne PaperGardiner 721 Water Street Sprinkler Sys Industri New NFPA 13 dn 60 static, 48 residual at 1917 gpm, 4-28-92 Wet 36 7/29/1996

Bob Chambers FordHallowell Water Street Sprinkler Sys Mercan Existing & n NFPA 13 dn Static 80 residual 65 (Main drain test Wet 54 6/20/1997

Downeast EnergyHallowell Whitten Street Freedom Fire Office New NFPA 13 5 60 static and 20 residual at 1000 gpm, 9-15-05 Wet 111 9/30/2005

Elm Street AptsHallowell Coner Elm $ Water Eastern Fire Apartm New Hydro-Pro 29 101 static, 20 residual @ 1660 gpm Wet 0 6/5/1991

Granite Hill Estates LodHallowell Winthrop Road Eastern Fire Retirem New NFPA 13R 7 Pump rated at 500 gpm at 100 psi Dry 1014 12/24/1999

Granite Hill Estates, (KiHallowell Granite Hill Road Eastern Fire Home New NFPA 13D 5 40 gpm at 50 psi Wet 30 4/14/2004
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Granite Hill Estates, (PhHallowell Loop Road Eastern Fire Retirem New NFPA 13D 5 Minimum of 40 gpm at 50 psi to come by 2 pumps as per Wet 20 10/5/1999

Granite Hill, (Unit 8)Hallowell Granite Hill Road Eastern Fire Home New NFPA 13D 19 51 static and 50 residual at 40 gpm Wet 12 9/30/2005

Granite Hill, (Unit 9)Hallowell Granite Hill Road Eastern Fire Home New NFPA 13D 11 51 static and 50 residual at 40 gpm, Wet 11 9/30/2005

Hall Dale Elementary SHallowell Maine Fire P Educati New NFPA 13 6 40 static and 32 residual at 820 gpm, 2005 Wet 681 11/8/2005

Hall-Dale SchoolHallowell Maple Street High Tech Fi Educati Existing & n Hydro-Pro 41 95 static and 85 residual 475 gpm, main drain test, 1999 Wet 118 9/20/2000

Hillside TerraceHallowell 21 Warren Street Eastern Fire Apartm New NFPA 13 11. 97static,93 residual,1668 gpm Dry 0 12/8/1992

Hillside TerraceHallowell 21 Warren Street High Tech Fi Boardin New NFPA 13 17. 97static, 93 residual, 1668 gpm Dry 0 11/1/1991

Hillside Terrace, (2004 Hallowell 21 Warren Street Eastern Fire Assiste Existing & n NFPA 13 12 97 static and 93 residual at 1668 gpm, 5-89 Dry 35 6/11/2004

Kennebec Ice ArenaHallowell Whitten Rd. Eastern Fire Ice Are New System NFPA 13 6.8 293 3/30/2012

Kevin Mattson BuildingHallowell 103 Water Street Eastern Sprin Busines Renovation NFPA 13 dn 105 static and 100 residual at 1043 gpm, 2-2-00 Dry 42 3/14/2000

Maine Republican HeadHallowell 100 Water Street Sprinkler Sys Office Existing NFPA 13 13. 96 static, 90 residual, 1217 gpm Dry 0 8/12/1994

Maple Hill FarmHallowell Outlet Road Eastern Fire Roomin Existing & nHydro-Pro 6 Goulds GT20 pump rated at 60 gpm at 45 psi Wet 31 7/12/2003

Maple Hill FarmHallowell Outlet Road, RR 1, Freedom Fire Roomin New Hydro-Pro 20 Goulds GT 20 pump rated at 45 gpm at 50 psi Wet 155 5/4/2000

Maple Hill Farm, (PhaseHallowell Outlet Road Eastern Fire Functio Existing & n Hydro-Pro 8 Goulds GT pump rated at 45 gpm at 50 psi Wet 41 3/20/2004

Merchant ShippersHallowell 51 Water Street Sprinkler Sys Office New Maine Life 19 85 static and 38 residual at 650 gpm,1989 Wet 97 3/20/2003

Senior SpectrumHallowell 22 Town Farm Roa Atlantic Auto Adult R New NFPA 13 5 42 static and 20 residual at 628 gpm, 4-16-97 Dry 192 3/6/2000

Sixty-eight Second StreHallowell Freedom Fire Roomin New Maine Life 6 Gould pump rated at 50 gpm at 50 psi Wet 62 11/16/2004

The RidgesHallowell The Ridges High Tech Fi Apartm New NFPA 13 & 22 86 static and 39 residual at 550 gpm, 4-15-03 Dry 223 9/27/2005

The RidgesHallowell c/o High Tech Fire High Tech Fi Apartm New Hydro-Pro 11. 70 static, 20 residual, 1300 gpm Wet 0 12/31/1991

Woodlands of HallowellHallowell Winthrop Street High Tech Fi Residen New NFPA 13 & 6 44 static and 19 residual at 650 gpm, 9-8-04 Dry 596 7/6/2005

Kents Hill School - SamKents Hill Kents Hill Sprinkler Sys Educati New NFPA 13 None Given Dry 0 11/30/1990
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Kents Hill School, (AlfoKents Hill Route 17 Eastern Fire Ice Are New NFPA 13 6 Patterson 6x6 VIP pump rated at 750 gpm at 85 psi Dry 493 10/27/2000

Kents Hill School, (DavKents Hill Route 17 Atlantic Auto Dormit New Hydro-Pro 7 Monarch ACE-50050 pump rated at 80 gpm at 56 psi Wet 117 9/15/2000

Kents Hill School, (JacoKents Hill PO Box 257 Simplex Grin Dormit New Hydro-Pro 17 69 static and 50 residual at 190 gpm from 2 existing pum Wet 151 12/31/2000

Kents Hill School, (WesKents Hill Route 17 Atlantic Auto Dormit New Hydro-Pro 1469 static and 50 residual at 190 gpm from 2 existing pum Wet 67 12/28/2000

Kents Hill Ski LodgeKents Hill Route 41 Eastern Fire Ski Lod New Hydro-Pro 11 Peerless Pump Model #PE503, UL listed, 100 GPM at 50 Wet 53 3/2/1998

Bachelder's TavernLitchfield Route 126 High Tech Fi Restaur New Hydro-Pro 5.0 Sta-Rite Pump 80 GPM at 52 psi Wet 0 4/22/1992

Becket HouseLitchfield Maine Fire P Residen New Maine Life 10 55 static and 32 residual at 75 gpm. Goulds GT-20 pump Wet 77 6/24/2002

Litchfield Middle SchooLitchfield Hallowell Road Maine Fire P Educati New Hydro-Pro 8.8 Gould 150L07 pump rated at 200 gpm at 43 psi Wet 437 11/7/1996

Country Club EstatesManchester 64 Estate Drive High Tech Fi Apartm New NFPA 13R 16 55 static and 41 residual at 882 gpm, 10-31-05 Wet 261 11/19/2005

J & S Oil Company, (ReManchester Route 202 Maine Fire P Office Renovation NFPA 13 6 46 static and 34 residual at 447 gpm, 2004 Wet 208 11/8/2004

Kennebec Valley Y.M.Manchester Granite Hill Rd. Eastern Fire Health t New Hydro-Pro 5.9 Pump Data Brand name Monarch Model Number ACE - Wet 177 7/21/2001

Tex TechMonmouth Main St Eastern Fire office Renovation NFPA 13 31 2/28/2012

Tex Tech BallisticsMonmouth 105 N.Main Street Eastern Fire Laborat Renovation NFPA 13 91 4/30/2011

Mount Vernon Fire StatMount Vernon 7 Belgrade Road Freedom Fire Fire Sta New Hydro-Pro 5 Gould pump rated at 60 gpm at 50 psi Wet 39 6/11/2005

Mount Vernon School, (Mount Vernon North Road Sprinkler Sys Educati New Hydro-Pro 17 Tomatech JP2 pump rated at 80 gpm at 74 psi Wet147 6/22/2000

Chapel Cornerstone ChrNorth Vassalboro Route 201 Freedom Fire Church New Maine Life 15 Goulds GT20 pump rated at 70 gpm at 48 psi Wet 50 5/4/2002

Bridge Home ResidentiOakland Route 8 Eastern Fire Residen New Maine Life 5 Peerless PE150C pump rated at 28 gpm at 44 psi Wet 30 1/24/1998

COLBY STORAGEOakland 182 Washington St Eastern Fire STORA New System NFPA 13 34 271 8/24/2012

First Park Maine CardioOakland 25 First Park Drive Maine Fire P Office Renovation Hydro-Pro n/a n/a Wet 20 6/18/2004

Goodwill Group Home Oakland Mary Lane Road Maine Fire P Group New Maine Life 38 57 static and 33 residual at 60 gpm, Gould GT-20 pump r Wet 23 3/8/2000

Mark Steven's HomeOakland 36 Fairfield St. Residential F Residen New System NFPA 13D 9.0 32 9/29/2008
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Messalonskee High SchOakland Oak Street Sprinkler Sys Educati New NFPA 13 None Given Dry 0 2/14/1991

Messalonskee High SchOakland Oak Street Sprinkler Sys Educati New NFPA 13 1988 Static 60, 790 GPM at 22 psi Wet 0 1/27/1992

Messalonskee Middle SOakland Pleasant Street High Tech Fi Educati New NFPA 13 6 86 static and 49 residual at 1175 gpm, 1995. New test 20 Wet 1044 8/5/2002

Oakland Public LibraryOakland Maine Fire P Library Existing & n NFPA 13 9 74 static and 40 residual at 1060 gpm, 1998 Wet 80 9/11/2002

Pine Tree CampOakland Eastern Fire Residen New Maine Life 6.9 Pump Data; Brand Name; Gould Model Number: GT-20; Wet 28 8/27/2001

RSU-18 Office BuildingOakland Eastern Fire Office New Maine Life 42 8/18/2011

The CascadesOakland Powell Street High Tech Fi Residen New 7 65 4/2/2006

The Cascades, (BuildinOakland Powell Street High Tech Fi Residen New NFPA 13R 13 85 9/2/2006

The Cascades, (BuildinOakland Powell Street High Tech Fi Condo New 12 106 6/16/2006

The Cascades, (BuildinOakland Powell Street High Tech Fi Condo New NFPA 13R 10 81 4/26/2006

Therapy & Leisure HomOakland Hussey Hill Road Sprinkler Sys Home Existing Maine Life 13 Goulds Pump 80 GPM at 52 psi Wet 0 1/24/1992

T-MobileOakland First Park Drive Sprinkler Sys Office New NFPA 13 5 75 static and 64 residual at 1342 gpm, 3-23-05 Wet 671 3/28/2005

Pittston SchoolPittston School Street Sprinkler Sys School Existing Hydro-Pro 04/92 Static 61, 240 GPM at 32 psi  /  Peerless Pump 80 Wet 0 8/10/1992

Gogain's IGARandolph Route 27 Maine Fire P Mercan New NFPA 13 29 97 static, 82 residual at 480 gpm, 11-22-96 Wet 302 4/15/1997

Balsam HouseReadfield 256 Gorden Rd Residential F Residen New System Maine Life 7.8 75 10/25/2012

Bob AshbyReadfield Maranacook Shore Bob White H Home New NFPA 13D 14 10/10/2007

Maranacook High SchoReadfield Route 17 Sprinkler Sys Educati New Hydro-Pro 7 Monarch EPE12K1H pump rated at 80 gpm at 88 psi. Wet 681 8/30/2001

Maranacook InnReadfield 1046 Main Street Maine Fire P Roomin New Maine Life 10 80 static and 47 residual at 67 gpm, Goulds 45HB30 rate Wet 112 3/31/2000

Maranacook Middle ScReadfield Route 17 Sprinkler Sys Educati New Hydro-Pro 7 Monarch EPE12KIH pump rated at 80 gpm at 88 psi, witDry 630 11/8/2000

Readfield Corner Day CReadfield Fogg Road Maine Fire P Day Ca New Maine Life 23 Goulds XSH20 pump rated at 60 gpm at 42 psi Wet 39 7/14/1998

Saunders ManufacturinReadfield P. O. Box 243 Eastern Fire Loadin Existing NFPA 13 85. Worthington 1000 GPM at 157 psi Wet 0 8/29/1994

204



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Hillcrest Residential CaRome Route 27 Eastern Fire Residen New Hydro-Pro 17 Goulds X5H20 pump rated at 28 gpm at 52 psi Wet 39 1/14/1997

Ballard FarmSidney Route 27 Sprinkler Sys Girl Sc New Maine Life 5 Monarch ACE 300SD pump rated at 40 gpm at 52 psi Wet 12 7/15/2003

Colby HomeSidney The Pond Road Sprinkler Sys Busines New Maine Life 12 28 9/2/2006

Hearthside Extended CaSidney Route 11 Eastern Fire Small R New NFPA 13D 9 Goulds GT-20 pump rated at 40 gpm at 52 psi Wet 45 5/14/2005

James H. Bean ElementSidney Middle Road Eastern Fire Educati New Hydro-Pro 7.6 Pump Data; Brtand Name; Gould Model Number 80GS L Wet 288 12/31/2001

NFISidney 3895 West River R High Tech Fi Group New Hydro-Pro 6 Gould .75 hp  NPE 2ST pump rated at Dry 92 3/11/2000

Sidney Fire StationSidney Pond Road Eastern Fire Fire Sta New Hydro-Pro 14 Peerless PE 503 pump rated at 80 gpm at 52 psi Wet 32 11/3/2000

Erskine Academy, (200South China 309 Windsor Road Eastern Fire Educati New Hydro-Pro 8 Goulds Model 80GS50412 Wet 285 4/12/2005

Associated GrocersSouth Gardiner South Gardiner RT Eastern Sprin FabricaRenovation NFPA 13 7.6 Date of last water test; 12/6/01 ; Static Pressure; 103; Res Dry 67 12/19/2001

South Gardiner ElementSouth Gardiner c/o City of Gardine Sprinkler Sys Educati New NFPA 13 Static 102, 544 GPM at 62 psi Dry 0 12/11/1991

South Gardiner SchoolSouth Gardiner Route 24 Eastern Fire School Existing Hydro-Pro 34 11/1990 Static 102, 544 GPM at 67 psi Wet 0 4/21/1994

Beals Hospitality HouseTogus Bept of Veterans A Simplex Grin Housin New NFPA 13R 39 68 static and 64 residual at 800 gpm, 10-99 Wet 48 8/10/2000

VA Togus, Bldg #238 BTogus Patriot Street Eastern Fire Boiler New NFPA 13 11. 66 static, 60 residual at 1237 gpm, 7-25-95 Wet 74 3/10/1997

Vamroc, (Building 200)Togus Togus Veteran's Se Simplex Grin Busines Renovation NFPA 13 dn dna Wet 52 10/13/1998

Veteran's AdministratioTogus Main Street Eastern Fire Health New NFPA 13 15. 65 static, 58 residual at 1057 gpm, spring 1996 as per speWet 152 12/30/1996

Ed CullivanVassalboro Riverside Drive Paul Gamach Home New NFPA 13D5 Grundfos variable speed pump rated at 30 gpm at 60 psi. 85 1/26/2006

Maine Criminal Justice Vassalboro Oak Grove Road High Tech Fi Trainin Renovation NFPA 13 5 Patterson 12DMC pump rated at 500 gpm at 75 psi Wet 341 2/28/2000

Maine Criminal Justice Vassalboro Route 201 High Tech Fi Busines New NFPA 13 6 Patterson 12DMC-FP pump rated at 500 gpm at 75 psi. Wet 545 5/24/2000

Maine Criminal Justice Vassalboro Route 201 High Tech Fi Busines New NFPA 13 6 Existing Patterson 12 DMC-FP pump rated at 500 gpm atWet 409 7/27/2000

Maine Criminal Justice Vassalboro Route 201 High Tech Fi Trainin New NFPA 13 13 Patterson 12DMC-FP pump rated at 500 gpm at 75 psi Wet 175 1/2/2001

The School HouseVassalboro Webber Pond Roa Sprinkler Sys Day Ca Existing & n Hydro-Pro 8.0 Peerless 503, 52 GPM at 90 psi Wet 0 7/19/1994
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16 Gilman Street ApartWaterville 16 Gilman Street Sprinkler Sys Apartm New System NFPA 13R 5+ 52 8/24/2012

67 Silver StreetWaterville 67 Silver Street Sprinkler Sys Apartm New System NFPA 13R 5+ 34 8/24/2012

Adolescent Treatment CWaterville Hospital Street High Tech Fi Hospita New NFPA 13R 7.4 Static 98, residual 20 at 2071 psi Wet 0 11/2/1993

Alfond Youth CenterWaterville 126 North Street Simplex Grin Assemb New NFPA 13 18 90 static and 81 residual at 1450 gpm, 5-21-97 Wet 507 9/18/1998

Ames BuildingWaterville Concourse Maine Fire P mercant Renovation NFPA 13 500 2/22/2007

Andy Rosenthal's GenerWaterville Lisbon Street High Tech Fi Storage New NFPA 231 6 75 static, 70 residual at 799 gpm, 7-27-95 Wet 401 2/20/1996

Brook's PharmacyWaterville Concourse Plaza Eastern Fire Mercan Renovation NFPA 13 N/ N/A Wet 116 3/2/1998

Care & Comfort HealthWaterville 178/180 Main Stre Eastern Fire Health New NFPA 13 12 100 static and 96 residual at 1480 gpm, 8-11-04 Wet 323 10/21/2004

Caswell Liquidation CeWaterville Armory Road Eastern Fire Mercan Existing & n NFPA 13 10 67 static and 62 residual at 2135 gpm, 5-11-05 Wet 40 8/25/2005

Central Maine Eye CareWaterville Kennedy Memorial Sprinkler Sys Operati Existing & n NFPA 13 37 85 static and 70 residual at 1320 gpm, 1999 Wet 20 4/6/2001

Central Maine Motors, (Waterville Airport Road Eastern Fire Showro New NFPA 13 5 73 static and 58 residual at 1028 gpm, 10-26-99 Wet168 11/30/2000

Chinet (Mill # 8) Baler Waterville 242 College Ave. Eastern Fire Trash C New NFPA 13 13 Peerless, UL listed, gpm 132 at 1500 psi Dry 22 3/30/1998

Chinet Co. Mill 12 PalleWaterville College Avenue Eastern Fire Storage New NFPA 231 44. Vertical pump rated at 1500 gpm at 132 psi Wet 24 1/26/1996

Chinet Co., (Mill #18 RWaterville 242 College Avenu Eastern Fire Pallet Renovation Head spec 6.8 Peerless Pump rated at 1500 gpm at 132 psi Wet 48 5/27/1998

Chinet CompanyWaterville College Avenue Eastern Fire Assemb New NFPA 13 55. Peerless Pump rated at 1500 GMP at 132 psi Wet 95 3/2/1998

Chinet Company, (BuilWaterville 201 Upper College Eastern Fire Storage New & exist NFPA 231 13. Vertical pump, 1000 gpm at 100 psi rating Wet 97 1/12/1996

Chinet Company, Mill #Waterville College Avenue Eastern Fire Industri New NFPA 13 28. UL listed vertical pump rated at 1500 gpm at 132 psi Wet 114 6/12/1996

Chinet Company, Mill #Waterville 242 College Avenu Eastern Fire Train T New NFPA 13 56. Vertical  UL listed pump rated at 1500 gpm at 132 psi Dry 42 11/14/1996

Chinet Engineering OffiWaterville College Avenue Eastern Fire Office Existing NFPA 13 dn dna Wet 9 1/25/2001

Chinet, (Raw Material Waterville College Avenue Eastern Fire Baled New NFPA 13 8 Pump rated at 1500 gpm at 132 psi Wet 179 12/11/2000

Colby College - AdmissWaterville Mayflower Hill Dri Sprinkler Sys Office New NFPA 13 06/14/91 Static 64, 1163 GPM at 54 psi Wet 0 12/31/1991
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Colby College - Bixler Waterville Mayflower Hill Ro Sprinkler Sys Assemb New NFPA 13 Static 62, 790 GPM at 25 psi Wet 0 6/14/1993

Colby College - ChapelWaterville Mayflower Hill Dri Sprinkler Sys Worshi New NFPA 13 12. Static 43, 750 GPM at 41 psi / Darling 500 GPM at 70 ps Dry 0 3/18/1993

Colby College - Cotter Waterville COTTER RD Sprinkler Sys OFFIC New and Re NFPA 13 5+ 242 11/13/2006

Colby College - Davis AWaterville Mayflower Hill Dri Sprinkler Sys Assemb New NFPA 13 None Given (Note: See plans) Prea 0 2/27/1991

Colby College - Eustis Waterville Mayflower Hill Dri Sprinkler Sys Assemb New NFPA 13 Static 64, 1163 GPM at 54 psi Dry 0 6/24/1991

Colby College - LovejoyWaterville Mayflower Hill Dri Sprinkler Sys Educati New & exist NFPA 13 06/14/91 Static 64, 1163 GPM at 54 psi Wet 0 4/2/1992

Colby College - PhysicaWaterville Mayflower Hill Dri Sprinkler Sys Assemb New NFPA 13 70 Static 75, 627 GPM at 20 psi / Peerless 500 GPM at 70 ps Dry 0 10/9/1992

Colby College - RunnalsWaterville Mayflower Hill Dri Sprinkler Sys Assemb Existing NFPA 13 Static 55, 980 GPM at 53 psi Wet 0 12/31/1992

Colby College (WhitmoWaterville Mayflower Hill Dri Sprinkler Sys Locker NFPA 13 5. Date of Last Water Test; 09/21/92, Static Pressure, 75, Re Dry 51 5/23/2001

Colby College Bixler CeWaterville Mayflower Hill Dri Sprinkler Sys Art Gall New NFPA 13 09/25/90 Dysyov 62. 790 GPM at 25 psi Dry 0 7/10/1995

Colby College -Roberts Waterville Mayflower Hill Dri Sprinkler Sys Educati Existing NFPA 13 Static 75, 627 GPM at 20 psi Wet 0 2/19/1993

Colby College, (Alumni Waterville 4000 Mayflower H High Tech Fi Office New NFPA 13 10 85 static and 80 residual at 754 gpm, 9-13-04 Dry 298 10/12/2004

Colby College, (Averill Waterville Mayflower Hill Ro Sprinkler Sys Dormit Renovation NFPA 13 5 60 static and 47 residual at 630 gpm, 2002 Wet 172 6/16/2003

Colby College, (Bixler Waterville Mayflower Hill Ro Sprinkler Sys Art Stu New NFPA 13 dn 62 static and 25 residual at 790 gpm, 9-25-90 Wet 92 10/16/2000

Colby College, (Bixler Waterville Mayflower Hill Ro Sprinkler Sys Class R Renovation NFPA 13 Wet 43 7/3/2001

Colby College, (Boiler Waterville Mayflower Hill Ro Sprinkler Sys Boiler New NFPA 13 5 75 static and 21 residual at 627 gpm, 9-21-95 Wet 75 9/10/1999

Colby College, (Dana HWaterville Mayflower Hill Dri Sprinkler Sys Dormit New & Ren NFPA 13 5 82 static, 45 residual at 990 gpm, 7-95 Wet 286 7/1/1998

Colby College, (Eustis Waterville Mayflower Hill Ro Sprinkler Sys Office Renovation NFPA 13 5 50 6/2/2006

Colby College, (Eustis Waterville Mayflower Hill Ro Sprinkler Sys Office Renovation NFPA 13 n/a 64 static and 54 residual at 1163 gpm, 6-14-91 Wet 42 10/17/2005

Colby College, (Foss/WWaterville Mayflower Drive Sprinkler Sys Dormit Renovation NFPA 13 5 82 static and 45 residual at 990 gpm, 7-95 Dry 0 9/10/1999

Colby College, (JohnsonWaterville Mayflower Hill Ro Sprinkler Sys Dormit Renovation NFPA 13 5 60 static and 47 residual at 1030 gpm, 2002 Wet 179 6/12/2002
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Colby College, (Lunder Waterville 4954 Mayflower H Sprinkler Sys Art Gall New, from e NFPA 13 dn 72 static and 42 residual at 750 gpm, 6-28-95 Prea 75 11/17/1998

Colby College, (Mary-LWaterville Mayflower Hill Ro Sprinkler Sys Dormit Renovation NFPA 13 dn 62 static and 25 residual at 790 gpm, 9-25-90 Dry 318 4/24/2002

Colby College, (MaryloWaterville Colby College Sprinkler Sys Dormit Renovation NFPA 13 dn dna 149 5/23/2001

Colby College, (Millett Waterville Mayflower Hill Ro Sprinkler Sys Busines New Maine Life 5 Peerless PE 503 pump rated at 80 gpm at 52 psi Wet 54 8/18/1998

Colby College, (New SeWaterville Mayflower Hill Dri Sprinkler Sys Apartm New NFPA 13 6 22 static and 21 residual at 581 gpm, 10-9-98, & Peerless Dry 638 10/27/1998

Colby College, (RobertsWaterville Mayflower Drive Sprinkler Sys Student Renovation NFPA 13 5 60 static and 47 residual at 1030 gpm, 5-7-02 Wet 157 7/15/2005

Colby College, (The DiaWaterville Mayflower Hill Dri Sprinkler Sys Busines New 10 579 4/19/2006

Colby College, FieldhouWaterville Mayflower Hill Ro Sprinkler Sys Fieldho New NFPA 13 22 09/21/92 Static 75, 627 GPM at 20 psi, Darling 6x4 LA 5 Wet 0 4/4/1994

Colby College, New DoWaterville Colby College Sprinkler Sys Dormit New NFPA 13 23 49 static,769 gpm at 38 psi 5-9-96 & Fairbanks-Morse 4" Dry 570 2/10/1997

Colby College-Olin ScieWaterville Colby College Sprinkler Sys Educati New NFPA 13 12. 09/25/90 Static 62, 790 GPM at 25 psi, Peerless 5PV F7, Wet 387 8/29/1995

Colby College-The PugWaterville Colby College Sprinkler Sys Student New NFPA 13 5.9 64 static, 54 residual at 1163 gpm, 6-14-91 Wet72 2/9/1996

Comfort Inn HotelWaterville 332 Main Street Atlantic Auto Hotel Renovation NFPA 13R dn dna 450 7/24/2000

Comfort Inn SuitesWaterville 332 Main Street Simplex Grin Offices Existing & n NFPA 13 18 65 static and 60 residual at 925 gpm, 6-00 Dry 89 7/20/2001

Crisis & CounselingWaterville 7 Ticonic Eastern Fire Boardin New Maine Life 10 99 static and 97 residual at 1480 gpm, 1996 Wet 62 12/20/2003

CVS PharmacyWaterville 1 Kennedy Memori Sprinkler Sys Mercan New 5 155 2/7/2006

Day's Jewelery StoreWaterville 106 Main Street Eastern Fire Mercan Existing NFPA 13 37 115 static and 64 residual at 2720 gpm, 9-4-89 Dry 0 9/21/1994

Elks LodgeWaterville Industrial Road Eastern Fire Assemb Existing NFPA 13 11. 12/22/93 Static 82, 1540 GPM at 77 psi Dry 0 2/25/1994

Elm Plaza - Olympia SpWaterville Elm Plaza, Main St High Tech Fi Mercan Renovation NFPA 13 dn 71 static, 20 residual at 7400 gpm, 7-1990 ? 54 8/12/1997

Elm Street Plaza, (Bath Waterville Main Street Maine Fire P Mercan Renovation NFPA 13 dn 71 static and 68 residual at 1600 gpm, 1980, (ISO) Wet 32 9/10/1999

Flagship CinemaWaterville Kennedy Memorial Eastern Fire Cinema New NFPA 13 6 90 static and 74 residual at 1410 gpm, 9-3-04 Wet 195 8/20/2004

Fleet BankWaterville Front Street Sprinkler Sys Busines New NFPA 13 (Please refer to plans) 0 4/17/1991
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FOOD CITYWaterville 12 CONCOURSE Dean & Ally FOOD Renovation NFPA 13 66 3/19/2012

Grand Asian BuffetWaterville 350 Kennedy Mem Eastern Sprin Restaur Renovation NFPA 13 n/a n/a Wet 120 3/22/2004

Hall SchoolWaterville 27 Pleasant Street Sprinkler Sys Educati Renovation NFPA 13 dn 125 static and 120 residual at ?, from 2 inch main drain te Wet 232 8/14/2000

Hampton InnWaterville Kennedy Memorial Freedom Fire Hotel New NFPA 13 10 82 static and 68 residual at 1255 gpm, 5-20-97 Dry 508 12/31/2000

Hawkins Medical FaciliWaterville Firstpark Drive Eastern Fire Office New Maine Life 8 72 static and 21 residual at 119 gpm, 7-22-03 Wet 0 8/9/2003

HE Murdock, (4th FloorWaterville 88 Main Street Eastern Sprin Mercan Renovation NFPA 13 na na Dry 50 11/15/2003

Home DepotWaterville 354 Main Street High Tech Fi Retail New NFPA 13 5 Date od last water test; 6/22/00; Static Pressure; 71; Resid Dry 1041 12/31/2001

Inland Hospital - InpatieWaterville 200 Kennedy Mem High Tech Fi Hospita New System NFPA 13 5 187 10/1/2012

Inland Hospital Clinic CWaterville Kennedy Memorial Eastern Fire Hospita Renovation NFPA 13 12 94 static and 70 residual at 1320 gpm, 10-26-99 Wet 38 3/14/2005

Inland Hospital SurgicalWaterville Waterville Eastern Fire Hospita Addition of NFPA 13 34. 22 4/9/2011

Inland Hospital, (Lobby Waterville 200 Kennedy Mem Eastern Fire Medica Renovation NFPA 13 n/a 105 static and 90 residual at ? Wet 37 9/12/2003

Inland Hospital, (MedicWaterville 200 Kennedy Mem Eastern Fire Medica Renovation NFPA 13 dn dna Wet 37 9/21/2002

Inland Medical Office BWaterville Kennedy Memorial Sprinkler Sys Busines New NFPA 13 7 88 static and 78 residual at 1440 gpm, 10-15-96 Wet 264 8/17/2000

JoAnn FabricsWaterville Kennedy Memorial Eastern Fire Mercan Existing NFPA 13 Relocation of sprinklers 0 12/9/1991

Kennebec Mental HealtWaterville 26 College Avenue High Tech Fi Offices, New Maine Life Gould 2st-3HP rated 51 GPM at 24 psi supplied via 4-16 Wet 46 10/24/1997

Keyes FibreWaterville Armory Road & In Eastern Fire Busines Existing NFPA 13 16. 08/28/86 Static 79, 2090 GPM at 74 psi Wet 0 12/10/1992

Keyes Fibre - Machine Waterville Armory Road Eastern Fire Machin Existing NFPA 13 7.1 08/28/86 Static 79, 2090 GPM at 74 psi Wet 0 6/3/1993

K-MartWaterville Elm Plaza Simplex Grin Mercan Existing NFPA 13 Static 64, 2" drain 61 psi 0 10/27/1992

Lakewood Continuing Waterville 220 Kennedy Mem Sprinkler Sys Nursing New NFPA 13 7 88 static and 78 residual at 1440 gpm, 10-15-96 Dry 519 4/24/2005

LL Bean Call CenterWaterville Kennedy Memorial Eastern Fire Call Ce Renovation NFPA 13 n/a n/a Wet 115 10/23/2005

Maine Childrens HomeWaterville 92 Silver Street Maine Fire P Childre New NFPA 13 18. Date of last Water test; 10/31/01; Static Pressure; 112; Re Wet 175 12/6/2001
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Maine Childrens Home Waterville 92 Silver Street Maine Fire P Office Existing & n NFPA 13 18. Date of last water test; 10/31/2001; Static Pressure; 112; Wet 91 12/31/2001

Maine Children's Home,Waterville 93 Silver Street Maine Fire P Office/ New NFPA 13 21 112 static and 102 residual at 1465 gpm, 10-31-01 Wet 162 2/1/2002

Maine Children's Home,Waterville 93 Silver Street Maine Fire P Office New NFPA 13 38 112 static and 102 residual at 1465 gpm, 10-31-02 Wet 156 1/28/2002

Maine General Medical Waterville 149 North Street High Tech Fi Medica Renovation NFPA 13 8 72 static and 71 residual at 1180 gpm, 6-22-2000 Wet 63 2/4/2003

Maine General Medical Waterville North Street Sprinkler Sys Mercan RenovationNFPA 13 n/a n/a Wet 25 2/16/2005

Maine General Medical Waterville 149 North Street High Tech Fi Medica Renovation NFPA 13 6 72 static and 71 residual at 1180 gpm, 6-22-00 Wet 108 5/21/2003

Maine General Medical Waterville North Street High Tech Fi Hospita Renovation 48 Drain test 49 3/18/2006

Maine General, (RadiolWaterville North Street High Tech Fi Hospita RenovationNFPA 13 n/a 72 static and 71 residual at 1180 gpm, 2000 Wet 40 1/8/2005

Mardens - Lockwood WWaterville 6 Water Street Eastern Fire Mercan New NFPA 13 8 06/27/91 Static 119, 1640 GPM at 112 psi 0 10/2/1991

ME General Medical CeWaterville 30 Chase Avenue Sprinkler Sys Health Renovation NFPA 13 9 88 static and 80 residual at 1265 gpm, 5-21-97 Wet 445 7/23/1999

MGMC, (Thayer EmergWaterville 149 North Street High Tech Fi Hospita Existing & n NFPA 13 Drain test 138 11/2/2006

Mid Maine Technical CWaterville Messalonskee Ave High Tech Fi Busines New NFPA 13 30 89 static and 80 residual at 1320 gpm, 7-5-05 Wet 196 7/30/2005

Mid-Maine Homeless SWaterville Colby St. Eastern Fire Living New System NFPA 13 13. 156 5/18/2012

Motivational ServicesWaterville 73 Pleasant Street Eastern Fire Busines New Hydro-Pro 16 Static 104, 898 GPM at 20 psi Wet 0 4/13/1992

Mt. St. Joseph Nursing Waterville Harold Street Sprinkler Sys Nursing New NFPA 13 5.6 07/16/94 Static 80, 1330 GPM at 75 psi Wet 0 8/24/1994

Oak Grove Nursing HoWaterville Matthew Avenue Maine Fire P Nursing New additio NFPA 13 14. Static 100, 1214 GPM at 20 psi Wet 0 6/14/1993

Perry, Fitts, Boulette & Waterville First Park Drive Sprinkler Sys Busines New NFPA 13 5 60 static and 24 residual at 785 gpm, 8-27-02 Dry 227 9/21/2002

Pleasant Street MethodiWaterville Pleasant Street Eastern Fire Church Renovation NFPA 13 101 static and 84 residual at 970 gpm, 6-96 Dry 237 11/6/2005

Railroad Square CinemaWaterville Chaplin Street Eastern Fire Restaur Existing & n NFPA 13 10. August 1990, Static 105, 2033 GPM at 80 psi Dry 0 5/17/1995

Resurrection Life ChurcWaterville Appleton Street Dean & Ally Church New NFPA 13 10 112 static and 108 residual at 1430 gpm, 10-9-96 Dry 258 7/15/2003

Rich's AdditionWaterville Kennedy Memorial Sprinkler Sys Mercan New NFPA 13 14. Static 95, 887 GPM at 30 psi Wet 0 11/13/1992
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Shaw's Plaza, (Number Waterville 251 Kennedy Driv Sprinkler Sys Mercan Existing & n NFPA 13 10 90 static and 74 residual at 1414 gpm, 11-12-03 Dry 201 11/25/2003

Shop N SaveWaterville JFK Plaza Maine Fire P Mercan New NFPA 13 25 100 static, 70 residual at 950 gpm, engineers estimate Wet 481 3/14/1996

Social Security AdminisWaterville College Avenue Eastern Fire Busines Renovation NFPA 13 dn 112 static, 108 residual at 1417 gpm, 10-9-96 Wet 64 10/24/1997

South Grammar School Waterville Kimball Street Eastern Fire Apartm Existing & n NFPA 13R 8 100 static and 92 residual at 1180 gpm, 7-14-04 Wet 175 7/29/2004

StaplesWaterville Waterville Commo Maine Fire P Mercan New NFPA 13 8.4 Date of last water test; Nov.2001; Static Pressure 65; Resi Wet 134 2/1/2002

Sterns Culture Center &Waterville Main Street Eastern Fire Assemb Existing NFPA 13 111 static and 20 residual at 1681 gpm, 7-1989 Wet 0 4/2/1993

Sunset HomeWaterville 114 College Avenu Maine Fire P Elderly New NFPA 13 12 90 static, 82 residual at 1300 gpm, 5-2-97 Wet 290 12/30/1997

Thayer HospitalWaterville North Street High Tech Fi Hospita New NFPA 13 None Given Wet 0 4/27/1992

The Bob-InnWaterville 17 Temple Street Sprinkler Sys Bar and New System Maine Life 5+ 86 9/27/2012

The DugoutWaterville Elm Street Eastern Fire Restaur New Hydro-Pro 17 110/15/96 Static 106, 1450 GPM at 105 psi Wet 56 3/30/1999

The WillowsWaterville Route 201 - Colleg Sprinkler Sys Busines Existing NFPA 13 1990 Static 85, 6578 GPM at 20 psi Dry 0 6/14/1993

Thomas CollegeWaterville West River Road Eastern Fire Assemb New NFPA 13 17 90 static and 20 residual at 3950 gpm, 10-15-96 Wet 100 10/26/1999

Thomas College - StudeWaterville West River Road Eastern Fire Place of New NFPA 13 12 90 static, 20 residual, 3950 gpm, 10/15/96 Wet 143 5/27/1998

Thomas College Phase IWaterville West River Road Eastern Fire Student Renovation NFPA 13 52 6/21/2012

Thomas College, (ResidWaterville West River Road Eastern Fire Dormit New NFPA 13R 10 90 static and 83 residual at 1370 gpm, 10-15-96 Wet 266 3/4/2003

Thomas College, (VillagWaterville West River Road Eastern Fire Dormit New NFPA 13R 7 90 static and 83 residual at 1370 gpm, 10-15-96. The stati Wet 94 7/7/2005

Thompson V WWaterville Main Street Eastern Fire Auto D New NFPA 13 5.0 10/24/95 Static 70, 2192 GPM at 15 psi Dry 0 11/16/1995

Uplift WatervilleWaterville Pleasant Hill Road High Tech Fi Group New NFPA 13R 8 72 static and 68 residual at 985 gpm, 10-3-01 Wet 25 10/20/2001

Wal-MartWaterville Kennedy Memorial Sprinkler Sys Mercan New NFPA 13 7.0 74 static and 65 residual at 1150 gpm Wet 0 4/2/1993

Wal-Mart, (Waterville #Waterville Waterville Commo High Tech Fi Mercan New NFPA 13 5 59 static and 38 residual at 1150 gpm, 8-11-03 Dry 1717 5/26/2004

Waterville CommonsWaterville Maine Fire P Mercan New NFPA 13 11 65 static and 64 residual at 1185 gpm, 12-21-01 Wet 0 7/14/2005
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Waterville Fire StationWaterville Maine Fire P Busines New NFPA 13 31 91 static and 89 residual at 1500 gpm, 2001 Dry 324 1/13/2003

Waterville HomesWaterville River Road Maine Fire P Storage Both NFPA 13 05/1995 Static 92, 2280 GPM at 58 pse Wet 920 11/30/1995

Waterville Junior High Waterville River Road Eastern Fire Educati Renovation NFPA 13 dn N/A Wet 27 8/22/1997

Waterville MallWaterville Kennedy Memorial High Tech Fi Mercan New NFPA 13 Addition to existing system Wet 0 9/24/1990

Waterville Masonic HallWaterville County Road Eastern Fire Assemb New Hydro-Pro 3.3 Peerless PE503 UL Listed pump rated at 100 gpm at 50 p Wet 80 8/19/1996

Waterville Morning SenWaterville Front Street Eastern Fire Busines New NFPA 13 6.8 112 static, 108 residual at 1417 gpm, 10-9-96 Dry 188 11/22/1996

Waterville Public LibrarWaterville Elm Street Sprinkler Sys Library New NFPA 13 5106 static and 105 residual at 1300 gpm, 10-15-96 Wet 165 10/2/2002

Waterville ReadyWaterville Armory Street Maine Fire P Office New NFPA 13 30 94 static and 87 residual at 1420 gpm, 10-1996 Wet222 1/7/2003

Waterville RecycleWaterville Industrial Street Eastern Fire Busines Existing NFPA 13 8.5 Static 79, 2090 GPM at 74 psi Wet 0 2/10/1992

WoodlandsWaterville West River Road Eastern Fire Apartm New NFPA 13R 6.9 90 static, 20 residual at 4760 gpm, 10-15-96 Wet 350 10/6/1997

Woodlands Alzheimer FWaterville West River Road Eastern Fire Living New NFPA 13 11 90 static and 20 residual at 4760 gpm, 10-15-96 Dry 288 8/27/1999

Woodlands Care FacilitWaterville West River Road High Tech Fi Elderly New NFPA 13 8.0 11/07/95 Static 74, 1096 GPM at 65 psi Dry 0 12/18/1995

West Gardiner ElementaWest Gardiner Spears Corner Roa Sprinkler Sys Educati New Hydro-Pro 8.3 Grundfos 75S50-8, UL listed, 65 GPM at 87.5 -- 3000 Ga Wet 269 8/31/1995

Plummer Funeral HomeWindsor Maine Fire P Funeral New Hydro-Pro 37 Monarch pump rated at 60 gpm at 80 psi Wet 133 5/22/2003

Windsor Elementary ScWindsor Route 32 Sprinkler Sys Educati New Hydro-Pro 5 Monarch EPE 10kom7.5 pump rated at 82 gpm at 80 psi Wet 39512/24/2003

Crowe RopeWinslow Benton Avenue Eastern Fire Rope m New NFPA 13 5 84 static, 58 residual at 1060 gpm, 6-14-96 Wet 636 1/22/1997

Giordano's MarketWinslow 288 North Pond R High Tech Fi Mercan New Maine Life 10 50 4/8/2007

Goudreau Retirement HWinslow Augusta Road, Ro Eastern Fire Retirem New NFPA 13R 57. 90 static, 70 residual at 1010 gpm, 10-1-92 Wet 30 1/16/1997

Maine Bio LabWinslow China Road Eastern Fire Office Existing & n NFPA 13 12 96 static and 66 residual at 1240 gpm, 6-14-96 Dry 26 11/6/2005

Maine Biological LabWinslow Route 137 - China Eastern Fire Industri New NFPA 13 None Given Dry 0 4/4/1991

Maine Biological LaborWinslow China Road Eastern Fire Laborat Existing & n NFPA 13 8 96 static and 66 residual and 1240 gpm, 6-14-96 Wet 527 4/20/2000
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Maine Biological LabsWinslow Route 137 Eastern Fire Laborat Both NFPA 13 dn Static 97, Residual 63, at 1220 GPM, 11/9/90 Wet 44 10/21/1997

Maine Pryotechnics WiWinslow 173 China Rd. Sprinkler Sys Retail New System Maine Life 5+ 3 hp pump 67 4/9/2012

Maine Pyrotechnics WiWinslow 173 China Road Sprinkler Sys Retail New System Maine Life 8 67 5/24/2012

Northeast LabWinslow China Road Eastern Fire Laborat Existing NFPA 13 17. 11/09/90 Static 87, 1220 GPM at 53 psi Wet 0 1/25/1994

One Hundred Twenty-niWinslow 129 Halifax Street Sprinkler Sys Group New NFPA 13R 5 90 static and 60 residual and 1040 gpm, 12-98 Wet 35 1/19/1999

Orion Rope, (Office AreWinslow Benton Avenue Eastern Fire Manufa Renovation NFPA 13 dn84 static and 58 residual at 1060 gpm, 6-14-96 Wet 26 9/21/2002

Poultry ProductsWinslow Augusta Road High Tech Fi Storage New NFPA 13 None Given Dry 41 11/20/1995

R. H. Dolley HomeWinslow 5 Choate Street Eastern Sprin Elderly Existing & n NFPA 13 dn 85 static and 75 residual at main drain test, 7-21-98 Wet 56 8/27/1998

R. H. Dolley RetirementWinslow 5 Choat Street Automatic S Retirem Existing NFPA 13 5.3 10-92 Static 88, 1200 GPM at 74 psi Dry 0 3/20/1995

Scott Paper CompanyWinslow 14 Benton Avenue Automatic S Manufa New NFPA 13 09/24/91 Static 115, 1600 GPM at 45 psi Wet 0 12/27/1991

Scott Paper Company - Winslow 14 Benton Avenue Automatic S Manufa New NFPA 13 None Given Dry 0 11/29/1990

St John's ParishWinslow 36 1/2 Garand Stre Eastern Fire Worshi New NFPA 13 25. 95 static, 75 residual at 1000 gpm, 2-22-96 Wet 43 3/7/1996

Winslow Elementary ScWinslow Benton Avenue Eastern Fire Educati New NFPA 13 1972 Static 93, 1840 GPM at 80 psi / 10/25/91 Static 84, Dry 1428 10/28/1991

Winslow Town BuildinWinslow 114 Benton Avenu High Tech Fi Mixed - New System NFPA 13 5 330 10/25/2012

Beal DaycareWinthrop South Road Maine Fire P Daycar New Maine Life 40 61 static and 36 residual at 75 gpm. Monarch ACE 50 OS Wet 10 1/22/2001

Carleton Woolen MillWinthrop Main Street Eastern Fire Manufa New & Ren NFPA 13 18. Allis-Chalmney #44607, UL listed, 1000 GPM at 100 psi Wet 92 12/4/1995

D. L. Fleury'sWinthrop Route 202 Eastern Fire Mechan New Hydro-Pro 5.0Peerless 200 GPM at 49.795 psi Wet 0 9/2/1993

DHS @ Carleton MillWinthrop Route 202 Eastern Fire Office Renovation NFPA 13 Peerless pump rated at 1000 gpm at 125 psi Wet 10111/25/2003

Lakeside MotelWinthrop Route 202 High Tech Fi Motel Existing Maine Life 6.7 Static 64, 86 GPM at 41.4 psi Wet 0 3/10/1992

MDOT Offices @ CarleWinthrop Route 202 Eastern Fire Office Renovation NFPA 13 84 Peerless pump rated at 1000 gpm at 135 psi Wet 547 11/1/2001

Mister MarketWinthrop Route 202, Main S Atlantic Auto Mercan New NFPA 13 7 27 static and 20 residual at 611 gpm, Dry 149 9/27/1999
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Progressive DistributorsWinthrop Route 202 Sprinkler Sys Wareho Renovation NFPA 13 59 Peerless 16MCF pump rated at 2000 gpm at 125 psi Wet 122 3/25/2000

Winthrop Commerce CeWinthrop Main Street Eastern Fire Medica Renovation NFPA 13 13 74 static and 71 residual at 1370 gpm, 9-19-04 Dry 248 11/22/2005

Winthrop Group Water Winthrop Annabessacook Ro Sprinkler Sys Water t Existing & n NFPA 13 5.8 07/08/94 Static 85, 1000 GPM at 50 psi Dry 0 7/26/1994

Winthrop High SchoolWinthrop Charles Street Eastern Fire Educati New Hydro-Pro 5 70 static and 63 residual at 1085 gpm, 9-25-01 Wet 604 5/3/2002

Winthrop High School, Winthrop Highland Avenue Sprinkler Sys Educati New NFPA 13 6 75 static and 33 residual at 748 gpm, 9-24-00 Dry211 12/14/2000

Winthrop Middle SchooWinthrop Charles Street Sprinkler Sys Educati New NFPA 13 15 30 static and 24 residual at 660 gpm, 9-25-00. Armstrong Wet 412 2/27/2001

Kennebec Kennebec

Knox Knox

20 Bayview StreetCamden 20 Bayview Street Sprinkler Sys Retail Renovation NFPA 13 5+ 31 5/9/2012

33 Bayview StreetCamden 33 Bayview Street Northeast Fir Gallery New System NFPA 13 34 79 4/27/2012

Bay View LandingCamden 20 Bay View Stree Sprinkler Sys Mercan New NFPA 13 10 134 static, 59 residual, but flow of 1424 gpm is at 20 psi, Wet 50 5/12/1997

Bayview Street RestauraCamden 51 Bayview Street High Tech Fi Restaur New Maine Life 5Gould NPE/1st pump rated at 42 gpm at 48 psi Wet 27 6/30/1999

Brewster Building / InnCamden Mechanic Street High Tech Fi Inn / Re New NFPA 13 8 Static 130, residual 90 at 1055 GPM, tested 1994 Wet 256 3/23/1998

Camden DeliCamden 37 Main Street Eastern Fire Restaur New Maine Life 8 Gould GT 20 pump rated at 40 gpm at 52 psi Wet 28 6/21/2000

Camden Fire StationCamden 33 Washington Str High Tech Fi Fire De New NFPA 13 8 119 static and 20 residual at 2224 gpm, 4-30-91 Dry 180 2/15/2000

Camden First Aid AssocCamden John Street Maine Fire P First Ai New Maine Life 5.9 Date of Last Water Test June 1998,  Static Pressure, 71 R Wet 78 5/2/2001

Camden Harbour InnCamden 83 Bayview street Sprinkler Sys Hotel Renovation NFPA 13 21 5/1/2012

Camden LibraryCamden 55 Main Street High Tech Fi Assemb Existing & Hydro-Pro 6 115 static, 20 residual at 2185 gpm, 1994 Wet 130 2/23/1996

Camden LibraryCamden 55 Main Street High Tech Fi Library New & exist Hydro-Pro 48 Static 105, Residual 20 at 1910 GPM Wet 22 9/1/1993

Camden National BankCamden 2 Elm Street Eastern Fire Busines Existing NFPA 13 23 Static 132, Residual 57 at 1587 GPM Dry 0 1/11/1994

Camden Public SafetyCamden Washington Street Eastern Fire Office Renovation NFPA 13 na na Dry 70 8/15/2003

Camden River HouseCamden Tannery Lane Eastern Fire Residen Existing NFPA 13 19 Static 130, Residual 20 at 1453 GPM tested 1994 Wet 0 3/22/1995
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Camden TanningCamden Washington Street Eastern Fire Tanner New NFPA 13 11 Static 101, Residual 30 at 919 GPM tested 05/90 Dry 0 5/19/1992

Camden Teen Center, (Camden Knowlton Street Maine Fire P Teen C Existing & n NFPA 13 dn 92 static and 20 residual at 536 gpm, 3-98 Wet 20 8/22/2001

Captain Swift InnCamden 72 Elm Street Eastern Fire Inn Existing 6 Staic 87, Residual 20 at 1104 GPM tested 04/92 Wet 0 12/8/1993

Community SchoolCamden 79 Washington Eastern Fire Residen New Hydro-Pro 7 88 static and 50 residual at 699 gpm, 3-23-98 Wet 64 8/13/1999

Country Inn RestaurantCamden US Route 1 Denali Fire P Restaur New 6 69 1/24/2006

CRMS - CanopyCamden 34 Knowlton Street Eastern Fire School Addition of NFPA 13 25 8/11/2012

EBS Building SuppliesCamden Union Street Eastern Fire Mercan Renovation NFPA 13 9 98 static and 66 residual at 1158 gpm, 9-98 Dry 146 11/12/2004

EBS Building SupplyCamden Union Street Eastern Fire Retail Existing NFPA 13 8 Static 82, Residual 66 at 727 GPM tested 05/92 Dry 0 1/11/1995

Eighty-seven Elm StreetCamden 87 Elm Street Eastern Fire Residen New NFPA 13 6 Static 87, Residual 48 at 824 GPM tested 04/01/92 Wet 0 1/5/1994

Elm Street SchoolCamden Elm Street Eastern Fire School Existing Hydro-Pro 16 Static 103, Residual 20 at 1980 GPM tested 04/92 Wet 0 8/18/1994

French & BrawnCamden Mechanic Street Sprinkler Sys Busines New Maine Life 33Static 120, Residual 70 at GPM Wet 0 4/2/1992

French & BrawnCamden Mechanic Street Sprinkler Sys Busines Both Hydro-Pro 94 Static 134, Residual 87 at 1404 GPM, tested 1998 Wet 32 4/20/1998

French & Brawn Phase ICamden Mechanic Street Sprinkler Sys Busines New Hydro-Pro 26 Static 120, Residual 70 at 1482 Wet 0 4/5/1993

Graves Supermarket, (RCamden Elm Street Eastern Fire Mercan Renovation NFPA 13 n/a n/a Dry 50 1/17/2004

Hathaway HouseCamden 31 Chestnut Street Sprinkler Sys Office New Hydro-Pro 5 122 static and 82 residual at 1176 gpm, 4-98 Wet 63 11/30/1998

Knowlton Street ComplCamden Knowlton Street Sprinkler Sys School Existing & n Hydro-Pro 5+ Date of last Water test; 3/98; Static Pressure; 85; Residual Wet 200 8/25/2001

Knox Mills Phase ICamden 39 Mechanic Stree Sprinkler Sys Manufa New NFPA 13 10. Static 120, Residual 60 at 905 tested 1992 Dry 0 3/24/1993

Lord Camden InnCamden Main Street Sprinkler Sys Hotel Renovation NFPA 13 n/a 116 static and 20 residual at 2466 gpm, 1980 Wet 50 4/24/2004

Maine Photographic WoCamden Camden Street Eastern Fire Dormit New NFPA 13R 12. 03/98 Static 100, 1129 GPM at 70 psi Wet 122 6/1/1999

MBNA AdditionCamden 48 Washington Str Eastern Fire Office New NFPA 13 48. 130 static, 20 residual at 1453 gpm, 1994 Wet 21 1/26/1996

MBNA AmericaCamden 48 Washington Str Sprinkler Sys Busines New NFPA 13 8 static 130, residual 20 at 1137 GPM Wet 0 12/21/1993
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MBNA Building 16Camden Washington Street Eastern Fire Busines New NFPA 13 43 Staic 130, Residual 20 at 1137 GPM tested 1992 Wet 011/12/1993

MBNA Building 7Camden Washington Street Eastern Fire Busines New NFPA 13 Static 130, Residual 20 at 1137 GPM tested 1992 Wet 0 10/4/1993

MBNA Knox Mill Day Camden Free & Mechanic S Eastern Fire Day Ca Existing NFPA 1322 Static 120, Residual 60 at 905 GPM tested 1992 Dry 0 4/4/1994

Medical Office BuildingCamden 73 Elm Street Eastern Fire Busines New Hydro-Pro 26 102 static, 68 residual at 668 gpm, 1994 Wet 42 2/23/1996

Merry Gardens Elderly Camden John Street High Tech Fi Apartm New NFPA 13R 7 70 static, 50 residual at 1022 gpm, 6-92 Dry 356 5/10/1997

Mount Battie Storage BCamden Mount Battie Stree Eastern Fire Storage Existing NFPA 13 12 Static 88, Residual 20 at GPM tested 04/92 Wet 0 6/20/1994

Norumbega InnCamden 61 High Street Eastern Fire Inn New Maine Life 5.4 Static 78, Residual 20 at 733 GPM tested 04/92 Wet 0 4/7/1992

O'Neal's RestaurantCamden Bayview Street Eastern Fire Restaur New Maine Life Static 132, Residual 67 at 1278 GPM Wet 0 4/17/1991

Our Lady of Good HopeCamden Union Street Maine Fire P Church New NFPA 13 37. Static 100, Resiudal 68 at 1363 GPM Wet 0 10/2/1991

Quarry HillCamden Elm Street, US Ro Eastern Fire Retirem New NFPA 13 7 85 static and 67 residual at 1090 gpm, 4-11-01 Wet 1492 6/15/2001

Reny's Department StorCamden Route 1 Elm Street Eastern Fire Retail New NFPA 13 12 Static 87, Residual 20 at 1100 GPM tested Spring 1992Wet 0 5/13/1993

Reunion InnCamden Mechanic Street Eastern Fire Inn New NFPA 13 Static 120, Residual 20 at 1021 GPM tested 05/92 Dry 0 3/2/1993

Rite Aid of CamdenCamden 37-39 Elm Street Sprinkler Sys Mercan New NFPA 13 19 121 static and 100 residual at 1231 gpm, 3-1998 Wet 14212/22/1998

Riverhouse HotelCamden Tannery Lane Eastern Fire Hotel Existing NFPA 13 9 Static 130, Residual 20 at 1453 GPM tested  Spring 1994 Dry 0 3/8/1995

Riverhouse InnCamden Mechanic Street Eastern Fire Residen New NFPA 13R 9 125 static and 100 residual at 1418 gpm, 3-98 Wet 51 7/15/2003

Seventy-one Elm StreetCamden 71 Elm Street Eastern Fire Offices New Hydro-Pro 17 102 static, 68 residual at 668 gpm, 1994 Wet 64 2/21/1997

Sixty-nine Elm StreetCamden 69 Elm Street Eastern Fire Offices New Hydro-Pro 50 102 static and 68 residual at 668 gpm, 1994 Wet 106 3/24/1999

Teen CenterCamden 10 Knowlton Street Maine Fire P Teen C New NFPA 13 22 92 static and 20 residual at 536 gpm, 3-98 Wet 129 12/8/2000

The Knowlton CenterCamden 51 Mechanic Stree Eastern Fire Office Existing NFPA 1310 Static 120, Residual 20 at 1021 GPM tested 4/92 Wet 0 3/15/1995

Village RestaurantCamden 7 Main Street Eastern Fire Restaur New Hydro-Pro 11 Static 134, Residual 87 at 1400 GPM Wet 0 5/31/1994

Waterfront RestaurantCamden Bayview Street Eastern Fire Assemb New NFPA 13 26 134 static, 59 residual, 1424 gpm at 20 psi residual tested Dry 91 1/26/1996
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Windward GardensCamden Mechanic Street Eastern Fire Busines New NFPA 13 20 85 static and 20 residual at 836 gpm, 8-14-91 Wet 0 9/16/1993

Windward GardensCamden Mechanics Street Eastern Fire Busines New NFPA 13 8.2 Static 85, Residual 20 at 836 GPM tested 081491 Dry 0 9/16/1993

Hope SchoolHope Highfield Road Eastern Fire Educati New Hydro-Pro 5 Gould 80GS pump rated at 60 gpm at 84 psi Wet 252 7/31/2003

Cumston HallMonmouth Main Street, Route Sprinkler Sys Theater New NFPA 13 21 56 static and 43 residual at 1100 gpm, 1991 Dry 286 4/6/2001

Monmouth Community Monmouth 11 Academy Road Maine Fire P Health New NFPA 13 5 42 static and 33 residual at 960 gpm, 1991 Wet 132 2/1/2002

Monmouth Group HomMonmouth Route 135 High Tech Fi Handic New Maine Life 11. Gould NPE AISI 304s.s., UL, 44.07 GPM at 45 psi Wet 18 8/24/1995

Patriot FireworksMonmouth 389 US RT 202 High Tech Fi Sales New System Maine Life 7.3 18 4/9/2012

Rise & Shine B & BMonmouth Route 135 Freedom Fire Roomin New Maine Life 10Gould pump rated at 50 gpm at 50 psi Wet 0 7/31/2003

The Church of Latter DMonmouth Main Street Maine Fire P Church New NFPA 13 7 54 static and 32 residual at 900 gpm, 2004 Dry 126 11/22/2004

Flowers/White, (CarriagNorth Haven Crabtree Point Roa Eastern Fire Garage/ New NFPA 13D 10 Goulds GT-20 pump rated at 80 gpm at 54 psi Wet 26 4/10/2003

Flowers/White, (Main HNorth Haven Crabtree Point Roa Eastern Fire Home New NFPA 13D 7 Monarch ACE-500SD pump rated at 80 gpm at 56 psi Wet 123 5/20/2003

Waterman's CommunityNorth Haven Main Street Eastern Fire Assemb New Hydro-Pro 13 80 static and 20 residual at 375 gpm, 3-25-03 Wet 85 5/20/2003

Amity CenterOwls Head Route 73 Eastern Fire Busines Existing Maine Life 5.0 100 GPM at 50 psi Wet 0 5/29/1992

HarborviewOwls Head Tote Rd. Eastern Fire Residen New System Maine Life 9.8 59 7/9/2012

Owls Head 2005Owls Head 117 Museum Stree Eastern Fire Museu Existing & n NFPA 13 29 Peerless pump rated at 500 gpm at 60 psi Wet 216 12/22/2005

Owl's Head TransportatiOwls Head Route 73 Eastern Fire Museu New NFPA 13 28 Peerless 10MAF pump rated at 500 gpm at 60 psi Wet 172 11/24/1999

Trinity on the OceanOwls Head 20 Ocean Avenue Freedom Fire Roomin New Maine Life 8 Gould pump rated at 50 gpm at 50 psi Wet 0 1/27/2004

 O'Hara Boat Storage BRockland 145 Tillson Ave. Eastern Fire Boat St New System NFPA 13 8 216 6/27/2012

American Legion HallRockland Limerick Road Maine Fire P Assemb New NFPA 13 1355 static and 20 residual at 824 gpm, 1997 Wet 143 4/11/2002

Apprentice ShopRockland Main Street Maine Fire P Boat C New NFPA 13 7 90 static and 56 residual at 1180 gpm, 4-98 Dry 109 12/31/1998

Bartlett WoodsRockland 180 Talbot Avenue High Tech Fi Elderly New NFPA 13 5 97 static, 39 residual at 1360 gpm, 1997 Dry 798 2/14/1998
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Bartlett Woods IIRockland Bartlett Rd High Tech Fi Assiste Addition of NFPA 13 6.2 448 7/31/2012

BenchdogsRockland 711 Main Street Maine Fire P Worksh New NFPA 1322 90 static and 53 residual at 1167 gpm, 2002 Wet 70 9/9/2005

Breakwater MarketplaceRockland 91 Camden Street, Sprinkler Sys Office Renovation NFPA 13 45 83 static and 64 residual at 1450 gpm, 4-98 Wet 252 11/5/2005

Breakwater MarketplaceRockland 91 Camden Street, Sprinkler Sys Mercan Renovation NFPA 13 19 83 static and 64 residual at 1450 gpm, 4-98 Wet 336 10/17/2005

Breakwater MarketplaceRockland 91 Camden Street, Sprinkler Sys Office Renovation NFPA 13 n/a 865 7/4/2006

Brunswick RoomsRockland 204 South Main St Freedom Fire Apartm New NFPA 13R 10 98 static and 85 residual at 1406 gpm, 5-6-05 Wet 67 6/17/2005

Captain Lindsey InnRockland 5 Linsey Avenue Chuck's Plu Inn New NFPA 13R 40 Spring 0f 1994, Static 106, 1014 GPM at 20 psi Wet 85 8/1/1995

Cedar WorksRockland 12 Merrill Drive High Tech Fi Storage Existing & n NFPA 231 5 60 static and 40 residual at 1305 gpm, 4-98 Dry 180 2/7/2001

Cedar WorksRockland Merril Drive High Tech Fi Storage Existing & nNFPA 13 6 60 static, 50 residual at 920 gpm, 1991 Dry 36 5/10/1997

Coastal WorkshopRockland 170 Rankin Street Eastern Fire Busines Existing Maine Life 12 Peerless Pump 100 GPM at 50 psi Wet 0 4/12/1993

Custom House BlockRockland 411-419 Main Stre Dean & Ally Busines New NFPA 13 8 85 static and 80 residual at 1630 gpm, 4-1998 Wet197 11/4/1998

Doug Byers ApartmentsRockland 30 Chestnut Street Denali Fire P Apartm New Maine Life 6 Goulds GT-20 pump rated at 20 gpm at 53 psi Wet 45 9/27/2005

Eighty-One Talbot StreeRockland 81 Talbot Street Eastern Fire Roomin New NFPA 13R 6 88 static and 20 residual at 825 gpm, 4-98 Wet 5812/30/1998

Everett SpearRockland 615 Main Street Dean & Ally Mercan New NFPA 13 576 static and 38 residual at 1196 gpm, 4-1998 Dry 42412/28/1999

F. M. C. - Colloids DiviRockland P. O. Box 308 Maine Fire P Industri New Hydr. Calc. 38. Static 96, 1353 GPM at 75 psi Prea 0 9/11/1991

F. M. C. Bio-Products BRockland Thomaston Street Eastern Fire Industri New NFPA 13 None Given Wet 0 10/30/1990

F. M. C. Bulk LimeRockland Crockett Point Eastern Fire Industri Existing NFPA 13 14. Static 85, 1890 GPM at 34 psi Wet 0 12/14/1993

F. M. C. CorporationRockland Crocketts Point Maine Fire P Industri Existing NFPA 13 Static 96, 1353 GPM at 75 psi Delu 0 12/10/1992

F. M. C. Evaporator UpRockland Crockett Point Eastern Fire Industri Existing NFPA 13 Static 85, 1890 GPM at 34 psi Wet 0 10/26/1993

F. M. C. Maintenance BRockland Crocketts Point Eastern Fire Busines Existing NFPA 13 5.5 05/24/85 Static 100, 1890 GPM at 34 psi Dry 0 2/9/1993

F. M. C. Marine ColloidRockland P. O. Box 308 Simplex Grin Busines Renovation NFPA 13 None Given Wet 0 10/17/1990
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F. M. C. Office ExpansiRockland Crockett Point Eastern Fire Office Existing & n NFPA 13 35 1994 Static 110, 898 GPM at 66 psi Wet 0 10/28/1994

F. M. C. Quality ControRockland Crocketts Point Eastern Fire Busines Existing NFPA 13 None Given Wet 0 6/26/1990

Farnsworth Art MuseumRockland Union Street Eastern Fire Art Exh Existing & n NFPA 13 7 100 static, 20 residual at 2418 gpm, 4-12-94 Wet, 160 6/20/1997

Farnsworth MuseumRockland 19 Elm Street Automatic S Museu Existing NFPA 13 None Given Wet 0 4/22/1994

Farnsworth MuseumRockland 352 Main Street Sprinkler Sys Assemb Existing & n NFPA 13 9 109 static, 20 residual at 1929 gpm, 1994 Wet 75 2/17/1998

Farnsworth Museum, (Rockland Main Street Eastern Fire Art Gall New NFPA 13 28 97 static and 20 residual at 1744 gpm, 4-98 Prea 144 2/11/2000

Ferry TerminalRockland Main Street Sprinkler Sys Ferry Existing NFPA 13 10. 1994 Static 108, 2094 GPM at 20 psi Dry 0 4/21/1995

First Baptist ChurchRockland 215 Limerock Eastern Fire Church New NFPA 13 6 74 static and 42 residual at 897 gpm, 4-6-98 Dry 154 8/20/1999

Fisher EngineeringRockland Thomaston Street Eastern Fire Wareho New NFPA 13 9 75 static and 50 residual at 1125 gpm, 4-98 Wet 154 12/31/1999

Five Hundred Main StreRockland 500 Main Street Maine Fire P Mercan New NFPA 1316. 04/1998 Static 96, 1702 GPM at 87 psi Dry 275 5/17/1999

FMC BuildingRockland Crocketts Point Eastern Fire Process Existing & n NFPA 13 16 103 static and 81 residual at 1215 gpm, 1998 Wet 43 3/29/2002

FMC CorporationRockland Lime Street Eastern Fire Storage New & exist NFPA 13 5.6 104 static, 20 residual at 1148 gpm, 7-21-94 Dry 827 1/29/1996

FMC CorporationRockland P. O. Box 308 Eastern Fire Process New NFPA 13dn 104 static, 20 residual at 1148 gpm, 7-21-94 Wet 54 7/25/1997

FMC Corporation - PiloRockland Lime Street Eastern Fire Industri New NFPA 13 14 104 static, 20 residual at 1148 gpm, 7-21-94 Wet 30 4/22/1996

FMC WarehouseRockland Park Street Sprinkler Sys Wareho Existing NFPA 231 12 1994 Static 75, 1050 GPM at 44 psi,  Fairbanks-Morse 40 Dry 0 12/21/1994

FMC, (16 A)Rockland FMC Complex Eastern Fire Waste n Existing & nNFPA 13 31 104 static, 20 psi at 1148 gpm, 7-21-94 Wet14 2/16/1998

FMC, (Building 15E)Rockland Crocketts Point Eastern Fire Storage New, from e Factory Mut 10 90 static and 72 residual at 1035 gpm, 7-7-98 Dry 28 1/8/1999

Fuller Olds Cadillac GRockland Camden Street Maine Fire P Mercan New NFPA 13 5.5 86 static, 20 residual at 1771 gpm Dry 218 3/27/1996

FW WebbRockland 22 Merrill Drive High Tech Fi Mercan New NFPA 13 12 252 6/21/2006

Gamble Education/WyeRockland Union Street Eastern Fire Busines Existing & n NFPA 13 10 93 static and 20 residual at 2707 gpm, 4-98 Wet 138 9/27/1999

Grace Bible Fellowship Rockland Sherer Road Maine Fire P Assemb New NFPA 13 5 58 static and 28 residual at 984 gpm, Dry 263 9/1/1999
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Granite Street ApartmenRockland 5 Granite Street, R Northeast Fir Residen New System NFPA 13R 4.3 53 12/12/2011

Great ExpectationsRockland Water Street Eastern Fire Day Ca New NFPA 13 2788 static and 77 residual at 1477 gpm, 12-12-00 Wet 202 5/4/2001

Harbor Plaza, (TJ Max)Rockland Harbor Plaza Northeast Fir Mercan Renovation NFPA 13 30 84 static and 72 residual at 1544 gpm, 4-1998 Wet 208 10/3/2003

Home Depot, (RocklandRockland Route 1, Camden S Dean & Ally Mercan New NFPA 13 11 83 static and 64 residual at 2226 gpm, 11-13-01. Armstro Dry 0 9/11/2003

Island InstituteRockland 410 Main Street Eastern Fire Office Renovation NFPA 13 None Given Dry 40 11/16/1995

Joy Realty Walnut StreeRockland Walnut Street Eastern Fire Mercan New NFPA 13 690 static and 20 residual at 1092 gpm, 4-98 Dry 105 2/13/2002

Kno-Wal-LinRockland Pleasant Street Simplex Grin Busines New NFPA 13 7 92 static, 70 residual at 761 gpm, 8-94 Wet 155 10/10/1996

Knox CenterRockland Limerock Street Eastern Fire Nursing Existing NFPA 13 11 Date of last Water Test; 4/98'; Static Pressure; 91;  Residu Wet 80 8/17/2001

Knox CenterRockland 6 White Street Eastern Fire Residen Existing NFPA 13 12 07/03/93 Static 94, 359 GPM at 89 psi Wet 0 1/7/1994

Knox County CourthousRockland Union Street Dean & Ally Parking New NFPA 13 8 93 static and 20 residual at 1528 gpm, 4-99 Dry 57 4/12/2005

Knox County CourthousRockland Union Street Dean & Ally Courth New NFPA 13 5 93 static and 20 residual at 1528 gpm, 4-99 Wet 264 9/7/2004

Landings RestaurantRockland 520 Main Street Sprinkler Sys Restaur New Maine Life 16 Static 111, residual 86 at 1260 GPM, last tested 1994 Dry 69 3/12/1998

Liberty ApartmentsRockland Pleasant Street Denali Fire P Dwellin New Maine Life 8 Goulds pujp rated at 50 gpm at 50 psi Wet 33 5/7/2005

Limerock InnRockland 96 Limerock Street Eastern Fire Inn Existing Hydro-Pro 8.8 1993, Static 95, 1175 GPM at 49 psi Wet 0 5/31/1994

Lydon-Bricher ManufacRockland Merril Street High Tech Fi Manufa New NFPA 13 7 60 static and 45 residual at 1125 gpm, 4-98 Wet 173 12/30/1998

Maine Lighthouse MuseRockland Park Street Eastern Fire Museu Renovation NFPA 13 n/a 80 static and 58 residual at 1331 gpm, 4-98 Wet 100 3/13/2005

Maritime EnergyRockland Payne Avenue Maine Fire P Busines New NFPA 13 1276 static and 38 residual, and at 20 residual, 1475 gpm, 4 Dry 247 7/13/1999

MBNA Operations FacilRockland Corner of Water St High Tech Fi Office New NFPA 13 10 90 static and 60 residual at 1369 gpm, 10-23-00 Wet 697 12/29/2000

MBNA, (Teen Shelter)Rockland 218 Main Street Maine Fire P Teen S New NFPA 13dn 92 static and 76 residual at 1588 gpm Wet 92 8/7/2001

Methodist Conference Rockland 46 Summer Street High Tech Fi Housin New NFPA 13R 6 91 static and 49 residual at 1120 gpm, 4-1998 Wet214 10/28/2002

Mid-Coast School of TeRockland Route 73, South M Eastern Fire Busines Existing & n NFPA 13 12 84 static and 37 residual at 1123 gpm, May 98 Dry 39 9/1/2001
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Nativity Lutheran ChurcRockland Old County Road Eastern Fire Assemb New Hydro-Pro 8 Monarch ACE 500SD pump rated at 60 gpm at 60 psi Wet 104 12/25/2005

North SchoolRockland Broadway Simplex Grin Educati New Maine Life None Given Wet 0 11/29/1990

Northend CompositesRockland 28 Gordon Drive High Tech Fi Manufa New NFPA 13 7 80 static, 66 residual at 960 gpm, 1993 Dry 69 4/23/1998

Old Knox RenovationsRockland Limerock Street Eastern Fire Offices, Renovation NFPA 13 11. 06/92 Static 90, 2890 GPM at 20 psi Wet 0 1/11/1995

Payson ApartmentsRockland 83-87 North Main Denali Fire P Home New Maine Life 6 Goulds pump rated at 50 gpm at 50 psi Wet 89 2/23/2005

Pease BlockRockland 306 Broadway Maine Fire P Busines New Maine Life 11 Goulds GT20 pump rated at 40 gpm at 52 psi Wet 52 6/5/2001

Penbay Medical CenterRockland White & Beech Str Eastern Fire Offices, Existing NFPA 13 11. 06/01/62 Static 90, 2890 GPM at 20 psi Wet 0 10/27/1994

Penobscot Bay Medical Rockland 1 Glen Cove Drive Sprinkler Sys Offices, Existing NFPA 13 1992, Static 84, 1775 GPM at 65 psi Wet 0 1/11/1994

Pope Sails & RiggingRockland Park Street Sprinkler Sys Manufa New NFPA 13 5 76 static and 42 residual at 1061 gpm, 9-05 Wet 44 10/17/2005

Restaurant PrimoRockland 2 South Main Stree Eastern Fire Restaur New Maine Life 5 Goulds GT 20 pump rated at 50 gpm at 49 psi Wet 43 3/25/2000

RH Higgins OfficeRockland Main Street Eastern Fire Office New Hydro-Pro 885 static and 80 residual at 1630 gpm, 4-98 Wet 76 5/4/2002

Rite AidRockland 28 Park Street Sprinkler Sys Mercan New NFPA 135 99 static, 20 residual at 1668 gpm, 1-94 Wet 141 10/7/1996

Riverwood CapeRockland 37 Riverwood Driv Rockport Ho Residen New System NFPA 13D 22 1/31/2012

Rockland HeadstartRockland Union Lane Eastern Fire Educati Existing Maine Life Static 90, 102 GPM at 39 psi Wet 43 10/3/1991

Rockland MercantileRockland 475-485 Main Stre Eastern Fire Mercan Existing & n NFPA 13 16 85 static and 80 residual at 1630 gpm, 4-98 Wet 150 3/11/2004

Rockland Middle SchooRockland Broadway Street Maine Fire P School, New NFPA 13 12 Static 100, residual 80 at 1260 GPM, tested 1994 Wet 830 3/30/1998

Rockland Police DepartRockland Park Street Eastern Fire Police Renovation NFPA 13 n/a 80 static and 58 residual at 1331 gpm, 4-98 Wet 72 3/11/2004

Rockland Public LibrarRockland White Street Eastern Fire Library New NFPA 13 591 static and 66 residual at 1430 gpm, 4-98 Dry 258 2/27/2001

Rockland Rec Center 53Rockland 61 Limerock St, R Maine Fire P Public New and Re NFPA 13 5.0 163 10/13/2012

Salty Dog Salon/ResideRockland Old County Road Rockport Ho Residen New SystemNFPA 13R 9.1 37 2/25/2011

Salvation ArmyRockland Payne Avenue Simplex Grin Mercan New NFPA 13 5 76 static and 38 residual at 1196 gpm, 4-98 Dry 284 3/15/2005
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Samoset ResortRockland Warrington Avenu Eastern Fire Busines New NFPA 13 30 94 static, 80 residual and at 20 residual there is 3309 gpm Wet 22 9/17/1996

Samoset ResortRockland Dean & Ally Motel Existing & n NFPA 13 25 84 static and 76 residual at 1544 gpm, 8-99 Wet 108 3/13/2000

Samoset Resort, (BaypoRockland Rockland/Rockpor Dean & Ally Motel Renovation NFPA 13 dn 84 static and 76 residual at 1544 gpm, 3-1-99 Wet 35 10/5/2000

Seventynine Union StreRockland 79 Main Street Maine Fire P Office New Maine Life 9 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 19 3/19/2003

Shaw's Harbor PlazaRockland Camden Street High Tech Fi Mercan Existing & nNFPA 13 10 78 static and 70 residual at 1453 gpm, 4-20-98 Dry 614 4/9/2002

Shop n' SaveRockland Maverick Street Eastern Fire Mercan Renovation NFPA 13 dn dna 0 7/31/2000

Slawson PropertyRockland Main Street Freedom Fire Mercan New Hydro-Pro 9 96 static and 74 residual at 1544 gpm, 6-4-99 Wet 95 3/13/2005

South School RenovatioRockland Holmes Street Maine Fire P Educati Renovation NFPA 13 30 94 static and 64 residual at 1129 gpm, 1998 Wet 212 8/19/1998

South School, (Phase 2)Rockland Holmes Street Maine Fire P Educati New NFPA 13 23 94 static and 64 residual at 1129 gpm, 1998 Wet 271 3/18/1999

St Peter's Episcopal ChuRockland White Street High Tech Fi Church New Hydro-Pro 691 static and 66 residual at 1300 gpm, 7-6-98 Dry 117 5/28/2002

StaplesRockland Ames Department Legend Fire Mercan Renovation NFPA 13 4 Existing pump. 76 static and 56 residual at 3618 gpm. Wet 220 1/26/2004

Stevens GreenRockland 5 Lovejoy Street High Tech Fi Dwellin New NFPA 13R 23 80 static and 60 residual at 1430 gpm, 1998 Dry 224 4/24/2004

Strand TheaterRockland 328 Main Street Eastern Fire Theater New NFPA 13 9 96 static and 85 residual at 1651 gpm, 6-3-98 Wet109 3/14/2005

STULTZ RESIDENCERockland 122 MOUNTAIN Northeast Fir RESID New System NFPA 13D 22. 22 8/23/2012

The Carriage HouseRockland 81 Talbot Street Eastern Fire Inn New NFPA 13R20 88 static and 20 residual at 825 gpm, 4-98 Wet 43 2/12/2003

The Joy BuildingRockland 371-377 Main Stre Sprinkler Sys Mercan New NFPA 13 15 97 static and 52 residual at 1186 gpm, 4-1998 Wet 183 11/4/1998

Three Hundred ThirteenRockland 313 Main Street Eastern Fire Office Renovation NFPA 13 n/a 04/98 Static 92, 1430 GPM at 60 psi Dry 54 6/1/1999

Twenty-eight Elm StreetRockland 28 Elm Street Maine Fire P Residen New Maine Life 62 96 static and 85 residual at 1651 gpm, 4-1998 Wet 25 2/27/1999

Twentyfive Oak StreetRockland 25 Oak Street Eastern Fire Office / New Hydro-Pro 18 99 static, 83 residual, 1168 gpm at 20 psi, 1994 Wet 25 6/19/1996

Union TrustRockland 31 Glen Street High Tech Fi Bank New 24 134 3/18/2006

Van BaalenRockland Moran Drive Eastern Fire Clothin New & Ren NFPA 13 & 12. 02/02/95 Static 80, 1800 GPM at 35 psi Aurora 6-481-15 Wet 780 7/25/1995
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Van BaalenRockland Moran Drive Eastern Fire Distrib New & exist NFPA 13 & 15 Static 80, 1800 GPM at 35 psi, Aurora 6=481-18C, UL, 1 Wet 258 9/12/1995

Wal-MartRockland Route 1 Eastern Fire Mercan New NFPA 13 8 11/90 Static 78, 1321 GPM at 68 psi Wet 938 4/15/1992

Walnut Street, (2nd FloRockland Walnut Street Eastern Fire Office Renovation NFPA 13 n/a 90 static and 20 residual at 1092 gpm, 4-1998 Wet 32 12/30/2003

Weatherend FurnitureRockland Gordon Drive Eastern Sprin 7750 Existing & n NFPA 13 7 90 static and 30 residual at 920 gpm, 9-96 Wet41 5/11/2002

Winding Way GalleryRockland 39 Union Street, R Northeast Fir Gallery New System Maine Life 9 36 5/31/2012

Bangor Savings BankRockport Route 2 Eastern Fire Busines New NFPA 13 16 88 static and 20 residual at 1362 gpm, 3-22-98 Dry 154 3/30/2000

Camden / Rockport InnRockport US Route 1 High Tech Fi Inn New NFPA 13R 11. Static 90, 761 GPM at 65 psi Wet 0 12/8/1993

Camden National BankRockport Fox Ridge Office P Eastern Fire Busines New NFPA 13 None Given Dry 0 10/30/1990

Camden National BankRockport Route 1 Eastern Fire Bank Existing & n NFPA 13 6 static 105 and 20 residual at 2099 gpm, 3-98 Dry 305 8/3/2000

Chamberlain HouseRockport Fisk Lane Eastern Fire Residen New NFPA 13D 12 Gould XSH20 pump rated at 60 gpm at 43 psi. Wet 37 11/6/1997

Country InnRockport Route 1 High Tech Fi Inn Existing & n NFPA 13R 13 90 static and 65 residual at 761 gpm, 1994 Wet 71 2/12/1999

Danica DesignRockport Route 90 Sprinkler Sys Mercan Existing None Given 0 3/28/1991

Danika DesignRockport Route 90 Sprinkler Sys Manufa New NFPA 13 50 static, 20 residual at 1544 gpm, 10-24-96 Dry 39 3/27/1997

Dinapoli ResidenceRockport Rockport Ho Residen New System NFPA 13D 8 18 7/12/2012

Dollars & SenseRockport 350 Commercial St Eastern Fire Busines New Maine Life 20 Goulds GT20 pump rated at 50 gpm at 48 psi Wet 37 3/3/2000

Edward R ZancaRockport Route 90 Eastern Fire Dental New Maine Life 655 static and 37 residual at 1182 gpm, 6-19-99 Wet 74 5/19/2001

First National Bank of Rockport Commercial Street Eastern Fire Busines New Hydro-Pro 7 90 static, 20 residual at 1422 gpm, 6-93 Wet 52 8/12/1997

Five Town CSDRockport Route 90 Eastern Fire Educati New NFPA 13 5 55 static and 37 residual at 1182 gpm, 6-9-99 with Peerle Dry 1351 8/16/1999

Harbor Schools of MainRockport Route 17 Eastern Fire Commu New Hydro-Pro 13 Monarch ACE-500SD pump rated at 80 gpm at 56 psi Wet 11711/20/2002

Harbor Schools of MainRockport Route 17 Eastern Fire Office Renovation Hydro-Pro 8 Peerless C610AM pump rated at 100 gpm at 56 psi Wet 63 8/17/2000

Island View InnRockport Route 1 Eastern Fire Hotel New Hydro-Pro 14 67 static and 50 residual at 766 gpm, 7-1998 Wet 97 3/26/2003
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Ledges MotelRockport Commercial Street Maine Fire P Motel Renovation NFPA 13R 30 98 static and 78 residual at 1215 gpm, 3-98 Wet 122 4/1/2000

Maine Coast Artist GallRockport Russell Avenue Maine Fire P Art Gall New NFPA 13 21 96 static, 20 residual at 1106 gpm, 1992 Wet 142 4/1/1997

Maine Photographic WoRockport 70 Camden Street Chuck's Plu Busines Existing Hydro-Pro 36. Peerless C610 AP, 60 GPM at 60 psi Wet 0 5/31/1994

Maine Photographic WoRockport 2 Central Street High Tech Fi Busines New Hydro-Pro 24 100 static, 70 residual at 450 gpm, 6-28-94 Dry 97 7/12/1996

Maine Sport AdditionRockport US Route 1 Sprinkler Sys Busines New additio NFPA 13 9.3 1993 Static 90, 1422 GPM at 5 psi Wet 0 5/18/1994

Maine Sport AdditionRockport US Route One Sprinkler Sys Mercan Existing & nNFPA 13 5 88 static and 51 residual, at 20 psi = 1362 gpm, 3-1998 Wet 180 6/21/2000

Mid-Coast Recreation CRockport Route 90 Sprinkler Sys Recreat New NFPA 13 5 34 static and 27 residual at 637 gpm, 3-98. Fairbanks-Mo Dry 636 6/15/2001

Montessori SchoolRockport Route 90 Eastern Fire Educati New NFPA 13 5 53 static, 51 residual at 643 gpm, 1992 Dry 302 1/17/1997

Montessori SchoolRockport Route 90 Sprinkler Sys Educati New NFPA 13 8 78 static and 20 residual at 1523 gpm, 3-98 Dry 143 10/10/2000

Pen Bay Medical CenterRockport Route 1 Sprinkler Sys Hospita Existing & n NFPA 13 67 static and 50 residual and at 20 psi, 1326 gpm. 1998 Wet 186 3/29/2005

Pen Bay Medical CenterRockport Glen Cove Drive Sprinkler Sys Health New NFPA 13 8 84 static, 65 residual at 920 gpm, 5-17-92 Wet 275 4/1/1997

Pen Bay Radiology RenRockport One Glen Cove Dri Sprinkler Sys Health Existing & n NFPA 13 6 67 static and 50 residual, with 1326 gpm at 20 psi, 3-199 Wet 206 7/12/1999

Penbay Medical CenterRockport 1 Glen Cove Drive Sprinkler Sys Hospita New NFPA 13 65. 1992 Static 84, 1500 GPM at 65 psi 2 11 7/12/1995

Penobscot Bay Medical Rockport One Glen Cove Dri Sprinkler Sys Health New NFPA 13 8 84 static, 65 residual at 920 gpm, 5-17-92 Wet 565 3/4/1996

Penobscot Bay YMCARockport Union Street Maine Fire P Gym/ P New NFPA 13 5 75 static and 45 residual at 1067 gpm, 3-98 Wet 584 3/28/2002

Recycling CenterRockport Union Street Sprinkler Sys Recycli Existing NFPA 13 5.4 07/06/94 Static 79, 1033 GPM at 58 psi Dry 0 7/21/1994

Richards Hill, (Phase 1)Rockport Route 1 Eastern Fire Meetin New NFPA 13 5 61 static and 26 residual at 579 gpm, 4-1998 Wet 109 10/25/2002

Richards Hill, (Phase 2)Rockport Route 1 Eastern Fire Dining New NFPA 13 7 61 static and 26 residual at 579 gpm, 4-1998 Wet 75 3/4/2003

Rockport MarineRockport 1 Main Street Sprinkler Sys Boat B New System NFPA 13 0.2 209 4/5/2012

Rockport MarineRockport 763 Commercial St Eastern Fire Boat M New NFPA 13 23 Monarch 500 SD pump rated at 40 gpm at 63 psi Wet 31 1/15/2006

Rockport Marine, Boat Rockport Main Street Simplex Grin Boat Sh New additio NFPA 13 8.2 Static 96, Residual 62, at 1106 GPM, 1992 Dry 21 10/20/1997
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Rockport Opera HouseRockport Central Street Eastern Fire Assemb New NFPA 139.8 04/08/92 Static 96, 1100 GPM at 20 psi Dry 0 4/14/1993

Rockport Town OfficeRockport Main Street Sprinkler Sys Busines New Hydro-Pro6 105 static, 68 residual at 965 gpm, 1992 Wet 46 12/8/1997

Rue OuestRockport 446 West St. Eastern Fire Office/ New System NFPA 13 5 145 4/8/2012

SamosetRockport Warrington Avenu Eastern Fire Assemb New NFPA 13 6 94 static, 80 residual, 3309 gpm at 20 psi, 1994 Wet 78 2/6/1996

SamosetRockport Warrington Avenu Eastern Fire Hotel Renovation NFPA 13 dn 94 static, 80 residual, 3309 gpm at 20 psi, 1994 Wet 59 2/3/1997

Samoset ResortRockport Warrenton Street Eastern Fire Hotel New additio NFPA 13 Addition to existing system Wet 0 4/13/1994

Samoset ResortRockport 220 Warrenton Str Dean & Ally Motel New & exist NFPA 13 7.5 1992 Static 94, 3309 GPM at 20 psi Wet 146 5/19/1999

Samoset Resort (C- winRockport 220 Warrenton Str Dean & Ally Motel Existing NFPA 13 19. Date of last water test; 1999; Static Pressure; 84; Residual Wet 43 12/31/2001

Samoset Resort, (ExistiRockport 220 Warrenton Str Dean & Ally Motel RenovationNFPA 13 25 94 static and 20 residual at 3309 gpm, 1992 Wet 81 12/24/1999

Samoset Resort, (Wing Rockport  Rockport Dean & Ally Hotel Existing & n NFPA 13 10 84 static and 76 residual at 1544 gpm, 8-99 Wet 81 4/20/2000

Samoset Resort, (Wing Rockport 220 Warrenton Str Dean & Ally Hotel RenovationNFPA 13 18 84 static and 76 residual at 1544 gpm, 1999 Wet 77 4/20/2000

Samoset, (Wing B, 3rd Rockport 220 Warrenton Str Dean & Ally Hotel RenovationNFPA 13 13 84 static and 76 residual at 1544 gpm, 1999 Wet 77 5/1/2000

State of Maine Cheese Rockport US Route One Sprinkler Sys Mercan New NFPA 13 5 61 static and 26 residual at 860 gpm, 3-98 Wet 213 8/4/2000

Strawberry Hill Motor CRockport Route 1 Sprinkler Sys Hotel Existing NFPA 13R 37. Static 80, 1514 GPM at 20 psi Wet 0 1/10/1994

Thivierge Dental BuildiRockport 625 Rockland Stre High Tech Fi Busines New Maine Life 9 53 static and 35 residual at 625 gpm, 3-98 Wet 71 8/18/2003

VILLAGE AT ROCKPRockport VILLAGE AT RO Northeast Fir RESID New System Maine Life 5.0 130 6/21/2012

Arness-Stanek ResidencSaint George Old Woods Farm Rockport Me Residen New System NFPA 13D 7.2 21 9/17/2012

Guilford Butler SchoolSouth Thomaston P. O. Box 147 Simplex Grin Educati New Maine Life None Given Wet 90 11/29/1990

Atlantic CaféStonington Main Street Maine Fire P Café New Maine Life 11 70 static and 30 residual at 440 gpm, 2001 Wet 53 1/31/2004

Captain's Quarters Inn bStonington Main Street Maine Fire P Inn New Hydro-Pro 37 75 static, 32 residual at 670 gpm, 5-13-96 Wet 61 5/28/1996

Fisherman's FriendStonington Main Street Eastern Fire Restaur New Hydro-Pro 7 80 static and 31 residual at 619 gpm, 6-28-05 Wet144 7/30/2005
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RLDS ChurchStonington Route 15 High Tech Fi Worshi New Hydro-Pro 28 Gould NPE/1ST pump rated at 51 gpm at 40 psi Wet 70 6/18/1996

Stonington CondosStonington Maine Fire P Condo New Hydro-Pro 11 60 5/18/2007

Stonington Town OfficeStonington Maine Fire P Town Renovation Hydro-Pro 11 75 static and 37 residual at 650 gpm, 12-22-05 Wet 50 1/15/2006

CANCELLED-Eight MThomaston Freedom Fire Roomin New Maine Life 6 Gould pump rated at 50 gpm at 50 psi Wet 37 1/27/2004

Flagship CinemasThomaston Route 1 Sprinkler Ser Movie Existing & n NFPA 13 20 77 static and 41 residual at 725 gpm, 8-92 Wet 59 2/20/2001

Flagship CinemasThomaston US Route 1 Sprinkler Ser Assemb New NFPA 13 5 77 static, 41 residual at 725 gpm, 8-92 Wet 106 6/20/1997

Hall Funeral HomeThomaston 78 Main Street Denali Fire P Dwellin New Maine Life 7 Goulds pump rated at 50 gpm at 50 psi Wet 56 2/24/2005

Hampton Inn & SuitesThomaston Route 1 Sprinkler Sys Hotel New NFPA 13R 6 74 static and 36 residual at 1075 gpm, 11-05 Dry 507 12/25/2005

Knox ApartmentThomaston Main Street High Tech Fi Apartm New NFPA 13 407 3/8/2011

Lowe'sThomaston 164 New County R S. A. Comun Mercan New NFPA 13 5 1890 7/1/2007

Maine State PrisonThomaston Route 1 High Tech Fi Busines Both NFPA 13 5.6 Spring 1992 Static 62, 586 GPM at 20 psi Wet 0 11/30/1995

Midcoast Federal CreditThomaston Route 1 Eastern Fire Bank New Hydro-Pro 5 74 static and 36 residual at 1075 gpm, 11-8-05 Wet 68 12/22/2005

Shepard Nissan-ChrysleThomaston Route 1 Sprinkler Sys Auto D New NFPA 13 5.6 72 static, 20 residual at 888 gpm, 1992 Wet 82 3/20/1997

The Convenience StoreThomaston Route 1 Sprinkler Sys Mercan Existing Hydro-Pro 8.7 Static 72, 888 GPM at 20 psi Wet 0 2/14/1994

The Watts BlockThomaston Knox Street Sprinkler Sys Mercan New Maine Life None Given Wet 0 10/30/1990

Thomaston VOA SeniorThomaston Booker Street Maine Fire P Elderly New Hydro-Pro 11 54 static and 25 residual at 866 gpm, 1999 Wet 319 9/25/2002

Roger Brainerd B & BUnion 1018 Depot Road Freedom Fire Roomin New Maine Life 9 Gould pump rated at 55 gpm at 40 psi Wet 42 3/22/2004

Seven TreesUnion Eastern Fire Boardin Renovation NFPA 13 dn 9000 gallon pressurized tank Wet 120 4/19/2000

Union Boarding HomeUnion Appleton Road Maine Fire P Boardin New Maine Life 13. Goulds PF20 pump rated at 60 gpm at 45 psi Wet 26 6/5/1997

Union Bridge HomeUnion Route 17 Maine Fire P Group New Maine Life 16. 46 static 90 gpm at 27 psi, Goulds XSH-20  60 gpm at 42 Wet 33 2/5/1999

Isabel Calderwood SeniVinalhaven Eastern Fire Senior Existing & n Maine Life 5 Gould pump rated at 49 gpm at 40 psi. Wet 31 7/18/2003
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The Ivan Calderwood HVinalhaven High Tech Fi Elderly New Maine Life 7 Gould 2hp NPE 1ST pump rated at 40 gpm at 48 psi Wet 77 12/8/2000

Vinalhaven SchoolVinalhaven Arcola Lane Sprinkler Sys School New Hydro-Pro 5.6 Date of  last water test; 2001; Static Pressure 44; Residual Wet 517 2/20/2002

Vinalhaven School, (MaVinalhaven Arcola Lane Sprinkler Sys Educati New Hydro-Pro 44 44 static and 24 residual at 282 gpm, 2001 Wet 22 3/26/2003

Washington School BuilVinalhaven Summer Street High Tech Fi Office New Hydro-Pro 9 G&L NPE/2ST pump Wet 44 11/9/2004

Brooks Trap MallWarren Route 90 Eastern Fire Storage New NFPA 13 11 Patterson pump rated at 750 gpm at 82 psi Wet 449 2/16/2005

Emery's ConstructionWarren US Route 1 Eastern Fire Shop New NFPA 13 6 33 static and 25 residual at 2544 gpm, 4-05 Wet 187 5/27/2005

Maine State PrisonWarren Route 97 Eastern Fire Prison New NFPA 13 9 65 static and 61 residual at 1220 gpm, 8-1-00 Wet 304 11/30/2000

Maine State Prison, (BlWarren Cushing Road Eastern Fire Jail New NFPA 13 8 65 static and 61 residual at 1220 gpm, 8-1-00 Wet 783 5/19/2001

Maine State Prison, (BuWarren 807 Cushing Road Eastern Fire Prison New NFPA 13 6 65 static and 61 residual at 1220 gpm, 8-1-00 Wet 1110 2/27/2001

Maine State Prison, (BuWarren Route 97 Eastern Fire Prison New NFPA 13 7 65 static and 61 residual at 1220 gpm, 8-1-00 Wet 1503 9/12/2000

Warren Elementary SchWarren Route 131 High Tech Fi Educati New Hydro-Pro 35 70 static and 31 residual at 639 gpm, with Patterson 5x3 Dry 914 1/31/2000

Warren Group HomeWarren Arboritum Park, R Jeff Osborne Group New Maine Life 1857 static and 33 residual at 60 gpm with Goulds GT-20 p Wet 28 1/25/2000

Warren Maximum SecuWarren Route 97 Sprinkler Sys Detenti New NFPA 13 None Given Wet 0 10/2/1990

Warren Minimum SecurWarren Route 97 Sprinkler Sys Busines New NFPA 13 1991 Static 80 Dry 0 8/30/1991

Washington Manor, (AdWashington Route 105 Maine Fire P Nursing Renovation NFPA 13R 81 100 static and 95 residual at 500 gpm, 2002 Wet 159 1/7/2003

First Nat'l Bank of DamWest Rockport 132 Park Street Eastern Fire Office New Hydro-Pro 5.1 Date of last water test; 1998; Static; 80; Residual; 20; Flo Wet 48 5/29/2001

Knox Knox
Lincoln Lincoln

Barry NickelsbergAlna P. O. Box 263 High Tech Fi Residen New NFPA 13D 5 Peerless Pump Wet 0 6/2/1993

Boothbay EldercareBoothbay Country Club Roa Simplex Grin Nursing New NFPA 13R 9 51 static and 35 residual at 770 gpm, 1-19-00 Wet 68 5/11/2000

Boothbay Town OfficeBoothbay Route 27 High Tech Fi Office Existing Hydr. Calc. 7 Static 50, residual 20 at 1300 GPM, tested 05/20/92 Dry 0 2/11/1993

Forty-three CommercialBoothbay 43 Commercial Str Simplex Grin Assemb New NFPA 13 26 84 static, 64 residual at 680 gpm, 1-22-96 Wet 81 2/13/1996
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Marine AntiquesBoothbay Townsend Avenue High Tech Fi Mercan Existing & n Hydro-Pro 6 05/92 Static 75, 580 GPM at 61 psi Wet 0 5/11/1994

Rose & TaylorBoothbay 25 Fullerton Road Freedom Fire 6 Bed F New Maine Life 5 45 static and 42 residual at 380 gpm, 5-20-04 Wet 29 6/1/2004

Ship Ahoy MotelBoothbay Route 238 Eastern Fire Motel New NFPA 13R 19 77 static, 73 residual at 27 gpm Wet 43 4/1/1997

Spruce Point Inn, (Sea Boothbay Spruce Point Road Maine Fire P Roomin New NFPA 13R 34 75 static and 24 residual at 410 gpm, 4-29-97 Wet 9 1/29/1999

Bay Landing (2) HousinBoothbay Harbor Fullerton Street Sprinkler Sys ResidenNew NFPA 13R 6 55 static and 20 residual at 605 gpm, 6-30-98 Wet 124 7/6/1998

Bigelow LabsBoothbay Harbor McKown Point Eastern Fire Office New NFPA 13 5 65 static and 33 residual at 995 gpm, 11-22-2000 Dry 44 5/21/2005

BOOTHBAY HARBOBoothbay Harbor 43 Montgomery R Residential F Residen New System NFPA 13D 9.3 31 12/10/2008

Boothbay Harbor High Boothbay Harbor Townsend Avenue Sprinkler Sys Educati Existing NFPA 13 None Given Wet 0 10/30/1990

Boothbay Opera House, Boothbay Harbor Smith Street Eastern Fire Theater Renovation NFPA 13 n/a 74 static and 73 residual at 1300 gpm, 11-21-03 Dry 27 3/20/2004

Boothbay Region High Boothbay Harbor Route 27 Sprinkler Sys Educati New & Ren NFPA 13 5 78 static, 30 residual at 822 gpm, 7-11-96 Wet 725 9/24/1996

CUCKHOLDS FOG & Boothbay Harbor CUCKHOLD FOG Northeast Fir HISTO New System Maine Life 7.6 29 7/26/2012

Former Key Bank BuildBoothbay Harbor Main Street Dean & Ally Restaur New NFPA 13 10 75 static and 61 residual at 580 gpm, 5-20-92 Dry 154 1/21/1999

Lark BuildingBoothbay Harbor Maine Fire P Rental r New NFPA 13R 13 75 static and 24 residual at 410 gpm, 2001 Wet 36 12/17/2004

Pier 1Boothbay Harbor c/o High Tech Fire High Tech Fi Mercan New NFPA 13 7 Static 84, residual 55 at 1280 GPM Dry 0 1/14/1991

Spruce Point InnBoothbay Harbor Spruce Point Road Maine Fire P Hotel New NFPA 13R 11 75 static, 24 residual at 410 gpm, 4-29-97 Wet 72 5/16/1997

Spruce Point Inn, (8 UniBoothbay Harbor Spruce Point Road Maine Fire P Roomin New NFPA 13R 24 75 static, 24 residual at 410 gpm, 4-29-97 Wet 36 10/20/1997

Spruce Point Inn, (DorBoothbay Harbor Spruce Point Road Maine Fire P Dormit New Hydro-Pro 11 75 static and 24 residual at 410 gpm, 1997 Wet 60 2/26/2004

Spruce Point Inn, (FunctBoothbay Harbor Spruce Point Road Maine Fire P FunctioNew Hydro-Pro 30 75 static and 24 residual at 410 gpm, 4-29-97 Wet 28 12/3/1998

Spruce Point Inn, (PemaBoothbay Harbor Spruce Point Road Maine Fire P Hall New Hydro-Pro 6 75 static and 24 residual at 410 gpm, 4-29-97 Wet 55 3/11/2004

Spruce Point Inn, (Sea Boothbay Harbor Atlantic Avenue Maine Fire P Guest R New Maine Life 35 75 static and 24 residual at 410 gpm, 4-29-97 Wet 16 2/11/1999

St Andrews Hospital, (1Boothbay Harbor 3 St Andrews Lane Sprinkler Sys Hospita Renovation NFPA 13 13 73 static and 20 residual at 2400 gpm, 5-2-03 Wet 180 7/14/2003
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St Andrews MOBBoothbay Harbor St Andrews Lane High Tech Fi Office New NFPA 13 20 70 static and 60 residual on drain test 2-28-08. 263 11/17/2007

St. Andrew's Hospital, (Boothbay Harbor 3 St. Andrew's Lan Simplex Grin Crawl S New NFPA 13 5 68 static, 34 residual at 534 gpm, 2-19-97 Wet 58 6/6/1997

St. Andrews VillageBoothbay Harbor MSR #27 Eastern Fire Retirem New NFPA 13 & 5.2 03/16/99 Static 76, 1030 GPM at 58 psi Wet 840 3/30/1999

The CanneryBoothbay Harbor 3 Byway Street Sprinkler Ser Mercan Renovation Hydro-Pro 16 79 static and 60 residual at 1330 gpm, 2-20-01 Wet 23 3/2/2001

Tugboat InnBoothbay Harbor Commercial Street Eastern Fire Inn New, from e NFPA 13 Static 84, residual 76 at 670 GPM, tested 08/92 Dry 0 1/19/1995

Tugboat InnBoothbay Harbor Commercial Street Eastern Fire Inn Existing & n NFPA 13 Static 83, residual 16 at 670 GPM, tested summer of '89 Dry 0 1/25/1994

Twelve Oak Street AparBoothbay Harbor 12 Oak Street High Tech Fi Apartm New 16 52 1/25/2006

YMCABoothbay Harbor MSR #27 Eastern Fire Assemb New NFPA 135 70 static and 50 residual at 1220 gpm, 6-23-99 Wet 320 6/28/1999

Bristol Consolidated ScBristol Route 130 Eastern Fire School Existing Maine Life 9.1 Peerless Pump 503, 100 GPM at 50 psi Wet 0 12/13/1993

SHAW'S FISHING & LBristol PO BOX 73 NEW Eastern Fire SEASO New System Maine Life 15. 43 7/26/2012

South Bristol SchoolBristol Bristol Road Eastern Fire Gym/C New Hydro-Pro 14 Monarch ACE 500SD  pump rated at 80 gpm at 56 psi. Wet 181 11/3/2001

Crowe RopeCoopers Mills Howe Road Eastern Fire Industri New additio NFPA 13R None Given 0 11/13/1990

Church of Latter Day SaDamariscotta Belvedere Road Sprinkler Sys Church New Hydro-Pro 5 Goulds 75GS pump rated at 60 gpm at 56 psi Wet 60 5/4/2002

Cove's Edge Assisted LiDamariscotta Bristol Road Eastern Fire Congre New NFPA 13R 13 Caterpillar Model 3208 pump rated at 750 gpm at 104 psi Dry 512 2/27/1999

Damariscotta MunicipalDamariscotta School Street Maine Fire P Town New NFPA 13 37 88 static and 68 residual at 860 gpm, May 3rd,,,2004? Wet 106 8/18/2004

Day-Nash BuildingDamariscotta Main Street Sprinkler Sys Office New NFPA 13 33 105 static and 85 residual at 1500 gpm, 9-00 Wet 176 4/9/2002

Fresenius Medical Care Damariscotta Biscay Road Dean & Ally Health New NFPA 13 8 94 static and 20 residual at 940 gpm Dry 155 10/18/2001

Gay Block, (Anne LarneDamariscotta 133 Main Street Freedom Fire Mercan New Hydro-Pro 14 105 static and 85 residual at 1550 gpm, 6-1-01 Wet 41 9/25/2001

Great Salt Bay SchoolDamariscotta Route 1 Eastern Fire Educati New NFPA 13 5 88 static, 60 residual at 500 gpm, 7-97 Dry 938 5/20/1998

Hannaford, (Expansion Damariscotta 469 Main Street Sprinkler Sys Mercan Renovation 7 430 2/11/2000

Hodgdon GreenDamariscotta Hodgdon Street Simplex Grin Nursing New NFPA 13 5 112 static, 14 residual at 506 gpm, 10-97 Dry 225 12/2/1997
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King Eider's PubDamariscotta Elm Street Sprinkler Sys Assemb New Hydro-Pro 15 118 static, 88 residual at 683 gpm, 3-95 Wet 21 3/29/1996

Lincoln Block PropertyDamariscotta Main Street Atlantic Auto Mercan New NFPA 13 6 105 static and 85 residual at 1550 gpm, 5-25-00 Dry 283 8/10/2000

Lincoln County ChildreDamariscotta Biscay Road Eastern Fire Day Ca New Hydro-Pro 6 76 static and 56 residual at 1364 gpm, 10-01 Wet22 12/25/2005

MidCoast EnergyDamariscotta 33 Midcoast Road Northeast Fir Residen New System Maine Life 4 103 11/30/2011

Miles Health Care CentDamariscotta Bristol Road Sprinkler Sys Hospita Existing NFPA 13 44. Static 103, residual 13 at 520 GPM Wet 0 6/1/1992

Miles Hospital (Lincoln Damariscotta Powell Lane Eastern Fire Medica New Maine Life 6 80 static, 38 residual, 205 gpm tested 03/18/98 Wet 130 5/20/1998

Miles Memorial HospitaDamariscotta RR 2, Box 4500 Freedom Fire Nursing Existing & n Renovation dn dna Dry 1012 10/16/2000

Miles Memorial HospitaDamariscotta Bristol Road Sprinkler Sys Hospita Existing & n NFPA 13 7 110 static and 20 residual at 2500 gpm, 5-25-00 Wet 395 2/12/2002

Reny's Old WarehouseDamariscotta School Street Eastern Fire Office New NFPA 13 5 88 static and 68 residual at 860 gpm, 5-31-00 Dry 435 10/7/2003

Rite AidDamariscotta Main Street, Route Sprinkler Sys Mercan New Hydro-Pro 13 116 static, 14 residual at 508 gpm, spring, 1996 Wet 99 10/7/1996

Round Top CenterDamariscotta Business Route 1 Eastern Fire Hydro-Pro 74 Static 99, residual 20 at 380 GPM, tested 06/09/94 Wet 0 7/27/1994

Sea Lark LimitedDamariscotta 209 Main Street Freedom Fire Mercan New NFPA 13 5 105 static and 85 residual at 1550 gpm, 11-12-01 Wet 93 2/12/2002

Shop N SaveDamariscotta US Route 1 Sprinkler Sys Mercan New NFPA 1310. Static 64, residual 32 at 250 GPM, tested 1992, Pump inf Wet 0 2/12/1993

Shoreline Sweetser HomDamariscotta Biscay Road Simplex Grin Assiste New NFPA 13R 8 88 static and 54 residual at 1088 gpm, 10-10-01 Wet 33 11/3/2001

Skidompha LibraryDamariscotta Main Street Sprinkler Sys Library New NFPA 13 5 105 static and 85 residual at 1545 gpm, 5-15-00 Prea 154 11/3/2000

Hodgdon YachtsEast Boothbay Church Street Eastern Fire Boat B New NFPA 13 7 70 static and 23 residual at 710 gpm, 4-11-2000 Prea 193 4/25/2000

Eddy School ApartmentEdgecomb Cross Point Road Dean & Ally Apartm New Maine Life 7 Gould GT20 pump rated at 50 gpm at 50 psi Wet 96 3/22/2004

Edgecomb Eddy SchoolEdgecomb Route 27 Sprinkler Sys Grade S New Hydro-Pro 5.1Pump Data; Brand Name Monarch Model Number ACE- Wet261 12/31/2001

Jack French ResidenceEdgecomb 197 Mill Road Freedom Fire Home New NFPA 13D 8 Gould pump rated at 30 gpm at 45 psi Dry 80 1/16/2006

Maine Pyrotechnics EdgEdgecomb 31 US Route 1 Sprinkler Sys Retail New System Maine Life 5+ 49 3/19/2012

Jefferson EldercareJefferson 17 Waldoboro Roa Maine Fire P Elderca New Maine Life 8 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 41 3/6/2002
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Jewel LodgeJefferson Route 213 Eastern Fire Camp L New Hydro-Pro 6 Monarch ACE-500SD pump rated at 60 gpm at 58 psi Wet 88 1/19/2002

Pumpkin CoveNew Harbor Eastern Fire Home Existing & n NFPA 13D 21 Monarch pump rated at 100 gpm at 69 psi Wet 62 10/6/2003

Pumpkin Cove CottageNew Harbor Pumpkin Cove Ro Eastern Fire Residen New NFPA 13D 8 Monarch EPE-12K1H pump rated at 100 gpm at 69 psi Wet 129 6/5/2002

Pumpkin Cove Garden New Harbor Eastern Fire Home New NFPA 13D 33 Monarch EPE-12K1M pump rated at 100 gpm at 69 psi Wet 11 1/7/2003

Summaria Conference New Harbor Pumpkin Cove Eastern Fire Assemb Existing Hydro-Pro 6 t Peerless 100 GPM at 50 psi Wet 0 7/13/1994

Lincoln AcademyNewcastle Academy Hill Roa Eastern Fire Educati Existing NFPA 13 6/1 April 1994, Static 57, 480 GPM at 56 psi Wet 0 3/3/1995

Lincoln Academy, (NewNewcastle Academy Hill Roa Eastern Fire Cafeteri New NFPA 13 50 static and 48 residual at 1160 gpm, 5-13-03 Wet 88 7/18/2003

Renys WarehouseNewcastle Route 1 Eastern Fire Storage New NFPA 13 11 Patterson MOD14JM pump rated at 1500 gpm at 95 psi Wet 715 8/6/2002

Second Congregational Newcastle River Road Sprinkler Sys Worshi Existing Hydro-Pro 36. Static 95, 1088 GPM at 42 psi Wet 0 11/5/1993

St Patrick's ChurchNewcastle Cottrill Road Sprinkler Sys Church New Hydro-Pro 5 Monarch ACE 500 SD pump rated at 40 gpm at 65 psi Wet 138 4/14/2003

The Lincoln HomeNewcastle River Road Eastern Fire Assiste New NFPA 13R 9105 static and 24 residual at 650 gpm, 10-12-00 Wet 474 12/26/2000

Damariscotta MontessorNobleboro Freedom Fire Educati New Maine Life 5 Gould pump rated at 50 gpm at 50 psi Wet 43 8/19/2005

Maxmin/Zuboff ResideNobleboro Northeast Fir Single New System NFPA 13D 8.5 117 10/26/2010

Round Pond Village CarRound Pond Maine Fire P Boardin New Maine Life 8 Goulds GT-20 pump rated at 50 gpm at 50 psi. Wet 88 11/21/2002

South Bristol Fire DeparSouth Bristol Middle Road High Tech Fi Fire De Existing Hydro-Pro 5 HP - Peerless Wet 59 12/29/1992

Newagen Inn, ("Little InSouthport Route 27 Eastern Fire Motel New NFPA 13R 11 70 static and 42 residual at 90 gpm Wet 21 3/29/2002

Newagen Staff HouseSouthport Route 27 Eastern Fire Dormit New NFPA 13R 9 73 static and 36 residual at 148 gpm, 10-9-02 Wet 21 11/21/2002

Robinson's WharfSouthport Sprinkler Sys Restaur New Hydro-Pro 6 70 static and 56 residual at 950 gpm, 4-20-05 Wet 74 4/30/2005

Squirrel Island InnSouthport Sprinkler Sys Roomin New Maine Life 6 Pump rated at 40 gpm at 65 psi Wet 36 2/27/2003

Brodis ProjectWaldoboro 60 Glidden Street Freedom Fire Roomin New Maine Life 8 Gould pump rated at 60 gpm at 50 psi Wet 36 3/28/2005

New England 800Waldoboro Main Street High Tech Fi 19900 New NFPA 13 5 11/16/89 Static 69, 500 GPM at 20 psi - Attic is Dry Wet 178 8/29/1995
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North Star Group HomeWaldoboro Maine Fire P Group New Maine Life 9 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 61 5/5/2004

Waldoboro VillagecareWaldoboro Mill Street Maine Fire P Elderly New Hydro-Pro 10 79 static and 20 residual at 413 gpm, 12-15-99 Wet 50 9/22/2001

WBC Christian Life CeWaldoboro US Route 1 Sprinkler Ser Church Existing & n Hydro-Pro 18 Monarch ACE 500LP pump rated at 80 gpm at 60 psi Wet 39 9/1/2005

WBC Christian Life CtrWaldoboro U.S. Route # 1 Sprinkler Ser Youth New Hydro-Pro 5.5 Pump Data; Brand Name; Monarch Model Number; ACE Wet 161 12/31/2001

Darling Marine CenterWalpole Ira Darling Road Eastern Fire Sleepin New Hydro-Pro 3.7Canariis pump CE 1207 rated at 80 gpm at 54 psi Wet 97 4/2/1999

Bridge Street B & BWestport 204 Bridge Street Freedom Fire Bed & New Maine Life 5 Gould pump rated at 50 gpm at 50 psi Wet 48 9/17/2004

Cindy Strout DaycareWhitefield 244 South Hunts High Tech Fi Daycar New Maine Life 36. Pump rated at 24 gpm at 29 psi Wet 16 5/31/1997

Ames True Value HardWiscasset Route 1 Sprinkler Sys Mercan New NFPA 13 9 35 static and 15 residual at 1000 gpm, 5-18-04. ArmstronDry 291 7/21/2004

Big Al's FireworksWiscasset Rt. 1 Wiscasset Eastern Fire Retail S New System Maine Life 6.4 18 8/6/2012

Body Basics Fitness CeWiscasset Route 1 Eastern Fire Assemb Existing NFPA 13 28 11/12/92 Static 54, 980 GPM at 38 psi Wet 0 4/19/1995

Fuel Oil Storage FacilityWiscasset Maine Yankee Automatic S Storage New 26. Static 144, 1686 GPM at 136 psi Delu 0 11/14/1994

MacBarrett Inc.Wiscasset Fort Hill Street Eastern Fire Art Gall New Hydro-Pro 9 Pump rated at 60 gpm at 58 psi. Wet 71 7/2/2004

Maine Yankee Atomic- Wiscasset c/o Grinnell Fire Pr Simplex Grin Industri Existing Hydro-Pro 15 2500 GPM at 120 psi Delu 0 5/15/1991

MaplehavenWiscasset Birch Point Road Sprinkler Ser Residen New Maine Life 6.8 52 static, 5 residual at 580 gpm, 11-5-96 Wet 33 11/14/1996

Rynel Manufacturing PlWiscasset Old Ferry Road Eastern Fire Manufa New NFPA 13 7 85 static and 55 residual at 1090 gpm, 6-2-05 Wet 389 6/27/2005

Shaw's SupermarketWiscasset US Route 1 Dean & Ally Mercan Renovation NFPA 13 1.6 49 static and 30 residual at 1022 gpm, 8-5-03 Wet 489 4/15/2004

Two Bridges Regional JWiscasset 522 Bath Road Sprinkler Sys Prison New NFPA 135 49 static and 30 residual at 1022 gpm, 9-05 Wet 835 12/2/2005

Wiscasset Community Wiscasset Route 27 Sprinkler Sys Commu New NFPA 13 5 56 static, 40 residual at 1060 gpm, 4-25-97 Wet 247 6/17/1997

Wiscasset FordWiscasset Route 1 Sprinkler Sys Mercan Existing & n NFPA 13 6.4 Static 50, 1010 GPM at 37 psi Wet 0 1/26/1995

Wiscasset Medical BuilWiscasset Hooper Street Sprinkler Sys Medica New Hydro-Pro 5 54 static and 20 residual at 1055 gpm, 4-25-97 Wet 71 1/25/2000

Wiscasset MotelWiscasset US Route 1 Sprinkler Ser Hotel New Hydro-Pro 11. 50 static and 37 residual at 1010 gpm, 11-14-94 Wet97 11/17/1998
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Wiscasset Primary SchoWiscasset Route 27 Sprinkler Sys Educati New Hydro-Pro 7.6 1989 Static 64, 1550 GPM at 20 psi Wet 0 5/29/1992

Wiscasset Shopping CeWiscasset US route 1 Eastern Fire Mercan Renovation NFPA 13 6.7 54 static and 38 residual at 980 gpm, 11-12-92 Wet 0 11/27/1995

Wiscasset Village Care, Wiscasset 21 Washington Str Eastern Fire Assiste New NFPA 13R 6 71 static and 40 residual at 1200 gpm, 10-31-95 Wet 82 9/25/2000

Wiscassett Shopping CeWiscasset Route 1 Eastern Fire Mercan New NFPA 13 6.6 54 static and 38 residual at 980 gpm, 11-12-92 Wet 0 1/22/1993

Lincoln Lincoln
Oxford Oxford

Andover WoodAndover Route 5, Main Stre Eastern Fire Wood New NFPA 13 5 Water storage tanks, 150K & 100K and pump rated at 10 Dry 226 1/28/1999

Andover Wood ProductAndover Route 5 Eastern Fire Lumber New NFPA 231 15 Pump at 1000 gpm at 100 psi Wet 540 11/7/2000

Apartment Building, (AlBethel Main Street Maine Fire P Apartm New NFPA 13R 15 108 static and 104 residual at 1300 gpm, 1999 Wet 34 9/18/2002

Bethel Bed & BreakfastBethel Route 2 High Tech Fi Bed & Existing Maine Life 20 Static 100, residual 20 at 500 GPM Wet 0 11/22/1993

Bethel Fire StationBethel Mill Hill Road High Tech Fi Fire Sta New NFPA 13 8 66 static and 62 residual at 600 gpm, 7-23-99 Wet 153 11/25/2003

Bethel House - CloutierBethel Route 5 High Tech Fi Residen Existing Maine Life 8 Myers Pump, Model #QR15, 47 GPM at 40 psi Wet 0 11/22/1993

Bethel Inn (New AdditiBethel 1 Broad St High Tech Fi Inn Existing & n NFPA 13 8.3 60 static, 56 residual, 1000 gpm Dry 215 5/8/1998

Bethel Railroad FacilitieBethel Railroad Street Sprinkler Sys Railroa Existing Hydro-Pro 26 Static 103, residual 58 at 900 GPM Wet 0 2/16/1995

Bethel Station ApartmeBethel Maine Fire P Apartm New NFPA 13R 16 108 Static and 104 Residual at 1300 gpm, 1999 Wet 86 9/6/2002

Big Adventure CenterBethel 12 North Road Eastern Fire Assemb New NFPA 13 9 102 static and 50 residual at 750 gpm, 11-3-98 Dry 204 12/15/1998

Cameron House B & BBethel Mason Road High Tech Fi Roomin New Maine Life 6 68 5/29/2006

Carriage HouseBethel 151 Main Street High Tech Fi Roomin New Hydro-Pro 31 78 static and 75 residual at 810 gpm, 1998 Wet 59 7/7/2005

Casablanca (Bethel StatBethel Cross Street Sprinkler Sys Busines New NFPA 13 15 Static 103, residual 58 at 900 GPM, tested 10/94 Dry 0 2/24/1995

Chadbourne Lumber PhBethel Route 26 Sprinkler Sys Lumber New additio NFPA 13 5 1500 GPM at 120 psi Dry 0 2/7/1995

Chadbourne Lumber PlaBethel Route 26 Sprinkler Sys Saw Mi New NFPA 13 10 Fairbanks/Morse UL listed pump rated at 1500 gpm at 12 Dry 447 3/22/1996

Compressor BuildingBethel P. O. Box 450 High Tech Fi Industri Existing NFPA 13 17 Static 80, residual 64 ay 956 GPM Dry 0 11/2/1993
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Crescent Park ElementaBethel Crescent Street Eastern Fire Educati New, from e Hydro-Pro 6 Static 54, residual 20 at 1040 GPM, tested Spring 1993 Wet 0 10/18/1993

Ed KennittBethel 103 Main Street High Tech Fi Mercan New NFPA 13 9 78 static and 75 residual at 810 gpm, 1998 Dry 85 5/7/2005

Four Seasons InnBethel 60 Main street High Tech Fi Inn New NFPA 13R / 5 Static 74, residual 30 at 910 GPM, tested 11/09/94 Wet 0 4/25/1995

Gould Academy, (DininBethel Church Street Sprinkler Sys Assemb New NFPA 13 6 85 static, 60 residual at 570 gpm, 7-12-95 Dry 365 8/26/1997

Gould Academy, (GehriBethel Church Street Sprinkler Sys Dormit Existing & n NFPA 13R 5 85 static and 60 residual at 570 gpm, 7-12-95 Dry 303 7/27/1998

Gould Academy[McLauBethel Elm Street Eastern Fire School New Hydro-Pro 6.6 Date of last water test; 7/23/98; Static Pressure; 78; Resid Wet 204 10/8/2001

Hanscom HallBethel Gould Academy Sprinkler Sys Offices New NFPA 13 6 Static 85, residual 60 at 570 GPM, tested 07/12/95 Wet 276 8/31/1995

Holidae HouseBethel Main Street High Tech Fi Residen New Hydro-Pro 5 Gould Pump 96 GPM at 34.5 psi Wet 0 4/26/1995

I G ABethel Main Street High Tech Fi Mercan Existing NFPA 13 None Given Dry 0 7/27/1990

John Amen Bed & BreaBethel Main Street Dean & Ally Roomin New Maine Life 5 68 static and 56 residual at 500 gpm, 8-8-98 Wet 0 9/20/2000

Keenan BuildingBethel 2 Main Street High Tech Fi Apartm New NFPA 13R 22 75 static, 60 residual at 740 gpm, 1992 Wet 21 11/14/1996

Liam's RestaurantBethel Sunday River Roa Eastern Fire Restaur New Maine Life 22 Goulds GT pump rated at 40 gpm at 53 psi. Wet 78 10/21/2004

Locke Mountain - TownBethel Sunday River Skiw High Tech Fi Roomin New NFPA 13 19 Static 90, residual 80 at 976 GPM, tested 1994 Dry 0 12/6/1994

Locke Mountain Bldg "Bethel Sunday River High Tech Fi Condo New NFPA 13 9 90 static, 75 residual at 925 gpm, from 40,000 gallon wat Wet 179 9/5/1996

Locke Mountain Bldg "Bethel Sunday River High Tech Fi Condo New NFPA 13 9 90 static, 75 residual at 925 gpm, from 40,000 gallon wat Wet 179 9/5/1996

Locke Mountain BuildiBethel Sunday River High Tech Fi Condo New NFPA 13 9 Static 90, residual 75 at 925 GPM *Note System water su Dry 0 11/20/1995

Locke Mountain BuildiBethel Sunday River High Tech Fi Condo New NFPA 13 9 Static 90, residual 75 at 925 GPM *Note system water su Dry 0 11/20/1995

Mayville's TavernBethel Route 2 High Tech Fi Assemb Existing Hydro-Pro 5 Peerless Pump 70 GPM at 60.6 psi Wet 0 8/25/1992

Millbrook CondominiuBethel Mill Hill Road Denali Fire P Residen New NFPA 13R 8 67 static and 64 residual at 860 gpm, 8-6-98 Wet 125 11/21/2005

N. T. L. ClusterBethel P. O. Box 359 Eastern Fire Trainin Both NFPA 13R 8 Static 60, residual 53 at 1220 GPM, tested 11/98 Dry 80 3/25/1998

Norseman InnBethel Route 2 High Tech Fi Inn New, from e Maine Life 31 Static 70, residual 20 at 500 GPM, tested 05/87 Wet 0 1/8/1992
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Norway Savings BankBethel Route 2 Sprinkler Sys Busines New NFPA 13 5 100 static, 38 residual at 910 gpm, 11-11-94 Dry 184 10/7/1996

NTL Founder's HouseBethel Broad Street Eastern Fire Hotel New NFPA 13 5 65 static, 31 residual at 780 gpm, 7-10-95 Dry 132 4/15/1997

P. H. Chadbourne & SoBethel Route 26 Sprinkler Sys Wood P New NFPA 13 25 1500 GPM at 120 psi Dry 0 6/28/1993

P. H. Chadbourne LumbBethel P. O. Box 88 Sprinkler Sys Lumber New additio NFPA 13 & 16 1500 GPM at 120 psi Dry 0 11/1/1994

Park Street ResidenceBethel Park Street Sprinkler Sys Single New System NFPA 13D 5+ 26 7/11/2012

Parsons PropertyBethel 646 West Bethel R High Tech Fi Housin New Maine Life 14Gould NPE12ST pump with (2) 300 gallon tanks Wet 32 12/4/2001

Riverview Pool AdditioBethel Route 2 Sprinkler Sys Assemb New Maine Life 17 Pump rated at 116 gpm at 80 psi Wet 39 1/23/1997

Scott & Carol Gould, (BBethel 66 Broad Street Freedom Fire Roomin New Maine Life 16 67 static and 64 residual at 860 gpm, 8-6-98 Wet 0 8/11/2004

Sunday River, (Fall LinBethel Fall Line Street High Tech Fi Swimm Renovation NFPA 13 26 125 static and 60 residual at 1000 gpm, 2-24-03 Dry37 3/4/2003

Shepards River ChurchBrownfield 251 Old County R Sprinkler Ser Church New Maine Life 110 5/14/2012

Lakeside Lodge 4H CaBryant Pond 12 Conservation L High Tech Fi Office New Hydro-Pro 3000 gallon water storage tank with 5 hp pump 37 3/9/2011

Maine Mountain HouseBryant Pond Route 26 High Tech Fi Roomin New Maine Life 10 Goulds 2 Hp pump, model NPE 3500, rated at 44 gpm at Wet 57 1/20/1999

Maine Conservation ScBryant Pond/Woods P. O. Box 188 High Tech Fi Educati New Maine Life 6 3HP Gould #NPE/2ST, Listed FS, 39 GPM at 45 psi Wet 80 4/2/1999

Buckfield Municipal BuBuckfield Route 117 Maine Fire P Office New Maine Life 15. Static 65, Residual 30 at 350 GPM Wet 0 3/28/1991

C. F. WellsBuckfield P. O. Box 220 High Tech Fi Mill Existing NFPA 13 6 Static 65, Residual 51 at 750 GPM Tested 1990 Dry 0 12/12/1994

C. F. WellsBuckfield P. O. Box 220 High Tech Fi Industri New NFPA 13 None Given Dry 0 8/17/1990

Androscoggin Home HeDixfield 100 Weld Street Dean & Ally Office Renovation NFPA 13 n/a 74 static and 70 residual at 890 gpm, Dry 22 3/4/2004

Classic DaycareDixfield 21 Blayne Street High Tech Fi Day Ca New Maine Life 5 Gould NPE/25T pump rated at 44 gpm at 25 psi Wet 30 5/6/2002

Elsemore Dixfield CentDixfield Weld Road Dean & Ally Health Renovation NFPA 13 dn 74 static and 70 residual at 890 gpm, 6-26-00 Dry 48 3/30/2001

Highland LumberDixfield Pine Street Simplex Grin Cutting Both NFPA 13 10 Unknown Pump 1000 GPM at 100 psi (min) Dry 129 12/18/1995

Highland LumberDixfield 3rd Street Sprinkler Sys Boiler New NFPA 13 20 (Proposed - not yet known), UL listed 3500 GPM at 100 p Wet 32 12/14/1995
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Highland Lumber CompDixfield Mill Street Sprinkler Sys Industri New NFPA 13 15 125 static, 75 residual at 3000 gpm, 8-14-96, from UL listDry 229 10/7/1996

Highland Lumber PlaneDixfield Mill Street Sprinkler Sys Planer New NFPA 13 15 125 static, 75 residual at 3000 gpm, pump rated at 2000 g Dry 159 11/21/1996

Highland Lumber SawmDixfield Mill Street Sprinkler Sys Sawmil New NFPA 13 15 125 static, 75 residual at 3000 gpm, 8-14-96, from pump Dry 512 10/29/1996

Irving LumberDixfield Dixfield Eastern Sprin Saw Mi Renovation NFPA 13 83 n/a, pump rated at 2000 gpm at 125 psi Dry 23 6/17/2005

Ludden Memorial LibraDixfield 40 Main Street Maine Fire P Library New NFPA 13 9 95 static and 72 residual at 1210 gpm, Wet 111 2/22/2001

SDA Church Dixfield PDixfield 58 Pine Street Sprinkler Sys Church New System Hydro-Pro 5+ 56 8/2/2012

Bailey Manufacturing CFryeburg Portor Road Sprinkler Sys Manufa New NFPA 13 5 85 static, 46 residual at 1060 gpm, 11-12-97 Dry 82 12/29/1997

Bailey Manufacturing, (Fryeburg Old Porter Road Sprinkler Sys Manufa Existing & n NFPA 13 10 91 static and 40 residual at 1519 gpm, 9-26-95 Dry 56 8/30/1999

Forest IndustriesFryeburg Fair Street Sprinkler Sys Busines New Hydr. Calc. Static 89, Residual 81 at 773 GPM Dry 0 11/15/1991

Forest Industries AdditiFryeburg Fair Street Sprinkler Sys Wood New NFPA 13 24 93 static, 70 residual, 1155 gpm Wet 88 5/8/1998

Fryeburg Academy LibrFryeburg Bradley Street High Tech Fi Library New NFPA 13 12 80 static and 75 residual at 840 gpm, 11-01-02 Dry 274 11/19/2002

Fryeburg ApartmentsFryeburg 74 Main Street Maine Fire P Apartm New NFPA 13R 5 60 static and 20 residual at 250 gpm, 1998 Wet 47 6/12/2002

Fryeburg Head StartFryeburg Route 302 Eastern Fire Day Ca New NFPA 13 10 92 static and 60 residual at 1300 gpm, 7-15-03 Dry 58 8/9/2003

Fryeburg MallFryeburg Route 302 High Tech Fi Mercan New Hydro-Pro 60. Static 50, Resisual 40 at 100 GPM, Peerless Pump 7 1/2 Dry 0 7/22/1993

Fryeburg Veterinarian HFryeburg 41 Bridgton Road, Simplex Grin Veterin New NFPA 13 6 90 static and 68 residual at 1265 gpm, 4-27-05 Dry 180 5/13/2004

HARVEST HILLS ANIFryeburg 1389 BRIDGTON Dean & Ally ANIM New System Maine Life 5.0 121 3/19/2010

Margaret Cugini B&BFryeburg 133 Main Street High Tech Fi Bed & New Maine Life 7 90 static, 82 residual at 760 gpm Wet 93 1/24/1998

Peace With Inn B & BFryeburg Route 113 Denali Fire P Roomin Existing & n Maine Life 19 Monarch pump rated at 540 gpm at 53 psi Wet 22 5/7/2005

Peace With-Inn B & BFryeburg Route 113 North Sprinkler Sys Roomin New NFPA 13 15 Monarch ACE-300SD pump rated at 40 gpm at 52 psi. Wet 50 3/4/2003

Saunders Brothers PaintFryeburg Fair Street Sprinkler Sys Industri New NFPA 13 dn 89 static, 81 residual at 773 gpm, 1984 Wet 57 3/22/1996

Seton HouseFryeburg 12 Cross St Dean & Ally resident New System NFPA 13D 6.1 36 7/11/2012
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Calla's Lane HomeGreenwood Calla's Lane High Tech Fi Home New NFPA 13D 11 27 11/7/2006

The Chamberlain CondHanover Route 2 High Tech Fi Rental New NFPA 13 ov 80 static,60 residual, 900gpm Dry 0 9/20/1995

Hartford/Sumner SchoolHartford Route 219 Maine Fire P Educati New Hydro-Pro 25 71 static, 42 residual at 120 gpm, plus Gould 70GS05 pu Wet 131 2/3/1997

Hebron AcademyHebron Route 119 Dean & Ally Dormit New Hydro-Pro 40 90 static and 85 residual at 61 gpm, 7-5-00 Dry 196 7/28/2000

Hebron Academy, (KitcHebron Route 119, PO Bo Dean & Ally Instituti Renovation NFPA 13 n/a na Wet 33 9/14/2004

Hebron Academy, (SargHebron Route 119 Dean & Ally Gymna Renovation Hydro-Pro 48 92 static and 12 residual at 420 gpm, 7-30-00 Dry 418 1/5/2001

Hebron B & BHebron 130 Greenwood Mt High Tech Fi Roomin New 5 54 4/12/2006

Hebron Elementary SchHebron Hebron Station Ro High Tech Fi Educati New Hydro-Pro 12 Simplex Pump Set rated at 104 gpm at 71 psi Wet 33412/31/2001

Sacopee Valley Middle Hiram South Hiram Road Sprinkler Sys Educati New 6 832 2/26/2006

Pleasant Point InnLovell Pleasant Point Roa High Tech Fi Hotel New Hydro-Pro 7 48 static and 47 residual at 56 gpm, storage tanks. Wet118 4/30/2005

Dean Richmond HomeMason 166 Swift Farm Ro AAA Plumbi Home New NFPA 13D 5 60 static and 50 residual at 30 gpm.  Domestic pump and Wet50 1/8/2006

HOPE ASSOCIATIONMexico 34 KIMBALL AV Eastern Fire BOAR New System NFPA 13D 8.4 28 3/14/2012

Region - 9Mexico Route 2 Sprinkler Sys Busines New NFPA 13 103 static and 100 residual at 410 gpm, 7-21-99 Wet 229 8/6/1999

Region 9 School of AppMexico 377 River Road High Tech Fi Vocatio Renovation NFPA 13 6No hose allowance 393 12/24/2007

Wal - MartMexico 258 River Road High Tech Fi Retail New NFPA 13 5 Date of last water test; 4/12/00; Static Pressure; 89; Resid Wet 1010 12/31/2001

Brookside CondoNewry Building 1 at Sund High Tech Fi Condo Existing & n NFPA 13 n/a 54 static and 48 residual at 380 gpm, 3-10-05 Dry 32 6/16/2005

Children's CenterNewry Sunday River Skiw High Tech Fi Childre Existing NFPA 13 7 Static 80, residual 60 at 900 psi Dry 106 11/3/1993

Colony Development LoNewry King Pine Rd Community Residen New System NFPA 13D 8.1 17 4/9/2012

Colony Model HomeNewry High Tech Fi Home New NFPA 13D 6 Drain test 32 10/28/2006

Great Grizzly RestauranNewry 292 Sunday River Sprinkler Ser Restaur New Hydro-Pro 5 Goulds PF-20 pump rated at 50 gpm at 49 psi Wet 82 10/3/2003

Locke Mountain TownhNewry P.O. Box 450 High Tech Fi Roomin Existing NFPA 13 13. 07-93 Static 90, 976 GPM at 80 psi Dry 0 10/7/1994
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Locke Mountain TownhNewry Sunday River Acce High Tech Fi Roomin New NFPA 13 6.5 Static 90, 80 at 975 GPM Dry 0 6/23/1995

Restaurant at the TopNewry Sunday River High Tech Fi Restaur New Maine Life None Given 0 9/24/1990

Snow Cap LodgeNewry Sunday River High Tech Fi Roomin New NFPA 13 Static 75, 48 psi, 2" drain test Dry 0 10/3/1991

South Ridge LodgeNewry Sunday River High Tech Fi Roomin New additio NFPA 13 None Given 0 11/14/1990

Summit AdditionNewry Sunday River High Tech Fi Childre New additio Hydr. Calc. 21. Static 62, 590 GPM at 14 psi, Peerless Pump 500 GAL G Dry 1138 10/14/1993

Summit HotelNewry Sunday River Ski High Tech Fi Hotel New NFPA 13 5 Static 62, 580 GPM at 14 psi, Peerless Pump 500 GPM at 0 9/2/1992

Sunday River - Ticket CNewry South Ridge Lodge High Tech Fi Busines Existing NFPA 13 Existing Dry 0 9/9/1991

Sunday River 2nd FloorNewry Sunday River Skiw High Tech Fi Office New NFPA 13 Dry 40 11/21/1995

Sunday River Gould AcNewry Sunday River High Tech Fi Assemb Existing NFPA 13 8+ Static 90, 976 GPM at 80 psi Dry 0 12/2/1994

Sunday River MaintenaNewry Access Road High Tech Fi Storage New NFPA 13 6 Static 100, residual 84 at 976 GPM, tested 1993 Dry 0 7/19/1994

Sunday River RealtyNewry Skiway Road High Tech Fi Office Existing & n NFPA 13 31 49 1/3/2007

Sunday River RestauranNewry 1 Timberline Drive High Tech Fi Restaur New Hydro-Pro 1451 static and 45 residual at 74 gpm, 10-28-03 Dry 133 11/8/2003

Sunday River, (Base LoNewry South Ridge High Tech Fi Busines New additio NFPA 13 dn 40,000 gallon gravity cistern Dry 110 9/24/1996

Sunday River, (CompreNewry Sunday River Ski High Tech Fi Compre Existing NFPA 13 16. Static 80, 956 GPM at 64 psi Dry 0 8/24/1993

Sunday River, (Grand SNewry Sunday River Ski High Tech Fi Hotel New NFPA 13 6 99 static, 78 residual at 600 gpm Dry 3285 8/27/1997

Sunday River, (Locke Newry Barker Mountain High Tech Fi Condo New NFPA 13 6 75 static and 65 residual at 600 gpm, 9-15-99, Two inch Dry 246 12/31/2000

Sunday River, (Locke Newry Barker Mountain High Tech Fi Condo New NFPA 13 6 75 static and 65 residual at 600 gpm, 9-15-99, Two inch Dry 246 12/31/2000

Sunday River, (Locke Newry Barker Mountain High Tech Fi Pool H New NFPA 13 7 85 static and 75 residual at 900 gpm, 7-00 Dry 72 1/15/2001

Sunday River, (Locke Newry Barker Mountain High Tech Fi Roomin New NFPA 13 5 From 40000 gallon cistern, 95 static and 87 residual Dry 246 8/6/1998

Sunday River, (South RiNewry Sunday River Roa High Tech Fi Assemb New NFPA 13 dn 40,000 gallon cistern Dry 60 8/31/1998

Sunday River, Base LodNewry Sunday River High Tech Fi Daycar New NFPA 13 dn Reservoir, gravity feed Dry 35 11/7/1996
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Sunday River, Locke MNewry Sunday River High Tech Fi Apartm New NFPA 13 9 90 static, 75 residual at 925 gpm, from reservoir Dry 179 11/6/1996

Sunday River, Locke MNewry Barker Mountain High Tech Fi Roomin New NFPA 13 5 Gravity from 40000 gallon cistern, 63 static and 50 residu Dry 246 6/1/1998

C.B. CummingsNorway 8 Pike Hill Simplex Grin Wood P New NFPA 13 dn dna Wet 45 5/6/1998

Dr. EshelmanNorway 17 Winter Street High Tech Fi Busines New Hydro-Pro 6 Gould NPE/2ST pump rated at 65 gpm at 28 psi, with stat Wet 57 8/22/1997

Fare Share MarketNorway 445 Main Street Simplex Grin Mercan Existing & n NFPA 13 dn dna Wet 36 3/9/2001

Galilee HouseNorway 25 Deering Street Freedom Fire Home f New Maine Life 9 Goulds GT-15 pump rated at 35 gpm at 46 psi Wet 47 10/21/2002

Lussier BuildingNorway 430 Main Street High Tech Fi Residen New Maine Life 5 Gould NPE/1ST pump rated at 47 gpm at 38 psi Wet 64 11/22/1999

Medical Care DevelopmNorway Pleasant Street High Tech Fi Group New Maine Life 8 Gould Pump NPE 1st, 45 GPM at 45 psi Wet 52 5/17/1999

Newberry BuildingNorway Main Street Atlantic Auto Mercan New NFPA 13 9 81 static and 74 residual at 761, 3-2-00 Dry 333 3/6/2000

Norway ArmoryNorway Elm Street Sprinkler Sys Militar New NFPA 13 6 84 static, 79 residual at 1930 gpm, 5-13-92 Wet 344 2/23/1996

Norway Memorial LibraNorway 258 Main Street Freedom Fire Library New NFPA 13 7 83 static and 74 residual at 3100 gpm, 11-9-00 Dry 124 3/19/2001

Norway Opera HouseNorway 396 Main Street Sprinkler Sys Retail Renovation NFPA 13 171 10/11/2012

Norway Savings BankNorway 356 Main Street High Tech Fi Office Existing & n NFPA 13 27 86 1/14/2008

Sam Small ProjectNorway 16 Paris Street High Tech Fi Office New Hydro-Pro 9 82 static and 70 residual at 1000 gpm, 8-30-04 Wet 51 9/14/2004

Sam Small Project, (PhaNorway 16 Paris Street High Tech Fi Office New Hydro-Pro 12 82 static and 70 residual at 1000 gpm, 8-30-04 Wet 53 1/8/2005

Stephen Memorial HospNorway Main Street Sprinkler Sys Hospita New NFPA 13 10 84 static and 78 residual at 890 gpm, 8-17-01 Wet 244 2/6/2003

Stephens Memorial HosNorway 80 Main Street Sprinkler Sys Hospita Existing & n NFPA 13 05/13/92 Static 84, 783 GPM at 78 psi Wet 0 1/6/1994

VIPNorway Route 26 High Tech Fi Mercan New NFPA 13 5 72 static, 50 residual at 1900 gpm, 1992 Dry 234 9/20/1996

Spurs Corner ChurchOtisfield Rt. 121 Eastern Fire Church New Hydro-Pro 13. Pump Data; Brand Name Monarch Model Number ACE- Wet 63 9/1/2001

Burlington HomesOxford Route 26 Eastern Fire Busines New NFPA 13 6.6 Worthington Pump 1500 GPM at 100 psi Wet 0 9/30/1992

Flagship CinemaOxford Route 26 Sprinkler Ser Assemb Renovation NFPA 13 12 76 static, 49 residual at 980 gpm,  8-1-97 Wet 188 10/24/1997
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GROVER GUN DRILLIOxford AIRWAYS INDUS Eastern Fire INDUS Addition of NFPA 13 66 8/30/2012

New BalanceOxford Industrial Drive High Tech Fi Mercan New NFPA 13 6 90 static and 50 residual at 1100 gpm, 6-22-05 Dry 284 2/8/2006

Oxford Casino - Phase Oxford 152 Main Street High Tech Fi Casino New System NFPA 137 268 6/5/2012

Oxford Public Safety BOxford Route 126 Simplex Grin Fire & New NFPA 13 14 91 static and 56 residual at 1034 gpm, 9-11-02 Dry 277 11/21/2002

Oxford Resort CasinoOxford 152 Main Street High Tech Fi Gaming New System NFPA 13 7 619 1/3/2012

Oxford SchoolOxford c/o Town of Oxfor Sprinkler Sys School New NFPA 13 None Given Wet 0 6/11/1990

Robinson ManufacturinOxford High Street Sprinkler Sys Manufa New additio NFPA 13 18 Static 100, 1250 GPM at 77 psi Wet 0 11/5/1991

Robinson ManufacturinOxford Main Street Simplex Grin Manufa Existing NFPA 13 10 07/92 Static 100, 1092 GPM at 85 psi Wet 0 9/3/1993

Saunders BrothersOxford Route 26 Sprinkler Sys Wood P Existing NFPA 13 14. Static 91, 1117 GPM at 62 psi Dry 0 3/8/1995

Saunders Brothers, (OxfOxford Route 26 Sprinkler Sys Wood P New additio NFPA 13 14 91 static and 62 residual at 1117 gpm, 10-6-94 Wet 67 10/1/1998

Saunders Brothers, NatiOxford Route 26 Sprinkler Sys Offices New NFPA 13 10 91 static, 62 residual at 1117 gpm, 10-6-94 Wet 39 1/17/1996

Shop N SaveOxford Route 26 Capitol Fire Mercan Existing NFPA 13 11 1990, Static 88, 1389 GPM at 48 psi Wet 0 12/29/1993

The Home DepotOxford Route 26 & Lars D Fire Material Mercan New NFPA 13 5 84 static and 42 residual at 1642 gpm, 11-10-04.  Armstr Wet 992 5/14/2005

Tri-County Mental HealOxford Pottle Road Eastern Fire Office New Maine Life 16 Goulds GT 20 pump rated at 40 gpm at 52 psi Wet 106 1/5/2001

Viking MotorsOxford Route 26 High Tech Fi Mercan Existing NFPA 13 5 1980, Static 90, 1075 GPM at 58 psi Wet 72 8/18/1995

Wal-MartOxford Route 26 Sprinkler Sys Mercan New NFPA 13 26. Static 88, 1150 PGM at 50 psi Wet 0 5/6/1994

Wal-MartOxford Route 26 High Tech Fi Mercan Existing & n NFPA 13 8 05/11/99 Static 90, 920 GPM at 66 psi Wet 733 6/24/1999

46 Main ST.Paris 46 main st., south Eastern Fire Apartm New System Maine Life 5.6 41 7/17/2012

Davis HouseParis 56 King Hill Road High Tech Fi Roomin New Maine Life 11Gould NPE/1ST pump rated at 36 gpm at 40 psi Wet 73 6/30/1999

OXFORD COUNTY CParis 26 WESTERN AV Eastern Fire OFFIC Addition of NFPA 13 30 4/8/2012

Oxford Hills High SchoParis Maine Street & Ro Sprinkler Sys Educati New NFPA 13 9 78 static, 66 residual at 1400 gpm, 10-18-95 Wet 2116 2/8/1996
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Black Mountain LodgeRumford Black Mountain Eastern Fire Ski Lod New Hydro-Pro 6 Goulds 80 GS pump rated at 80 gpm at 69 psi Wet 12510/21/2004

Boise CascadeRumford 35 Hartford Street Simplex Grin Manufa Existing NFPA 13 Static 140, 1270 GPM at 125 psi Wet 0 2/2/1995

Boise CascadeRumford 35 Hartford Street Simplex Grin Manufa Existing NFPA 13 Static 86, 1300 GPM at 67 psi Wet 0 9/19/1991

Boise Cascade - Chip BRumford 35 Hartford Street Simplex Grin Manufa New NFPA 13 Static 140, 1270 GPM at 125 psi Wet 0 11/20/1992

Boise Cascade - Cloz PlRumford 35 Hartford Street Simplex Grin Manufa New NFPA 13 23 Static 140, 1270 GPM at 125 psi Wet 0 12/2/1991

Boise Cascade - Lime KRumford 35 Hartford Street Simplex Grin Manufa Existing Factory Mut Static 140, 1270 GPM at 125 psi Wet 0 1/29/1992

Boise Cascade - NumbeRumford Route 108 Automatic S Manufa New NFPA 13 Pump - Static 145, 1270 GPM at 135 psi Wet 0 12/3/1991

Boise Cascade - NumbeRumford Route 108 Automatic S Manufa New NFPA 13 w Static 145, 1270 GPM at 135 psi 0 12/19/1991

Boise Cascade - Sludge Rumford Route 2 Automatic S Manufa Existing NFPA 13 Static 145, 1270 GPM at 135 psi Wet 0 11/18/1992

Boise Cascade - Track 1Rumford Route 2 Simplex Grin Manufa New NFPA 13 1992 - Static 140, 1270 GPM at 125 psi Dry 0 4/15/1992

Boise Cascade - Utility Rumford Route 2 Eastern Fire Manufa Existing Factory Mut None Given Wet 0 7/11/1990

Boise Cascade (Bark BiRumford 35 Hartford Street Automatic S Manufa New NFPA 13 09/88 Static 145, 1270 GPM at 135 psi Dry 0 10/3/1991

Boise Cascade BuildingRumford 35 Hartford Street Simplex Grin Manufa New NFPA 13 40 Static 140, 1270 GPM at 125 psi Wet 0 8/10/1992

Boise Cascade BuildingRumford 35 Hartford Street Simplex Grin Manufa New NFPA 13 Static 140, 1270 GPM at 125 psi Dry 0 5/29/1992

Community Family HeaRumford Franklin Street Eastern Fire Health New NFPA 13 22. 45 static, 26 residual main drain test 3-11-96 Wet 97 12/20/1995

Coop HouseRumford 524 Prospect Aven Eastern Sprin Dwellin New NFPA 13R 14 109 static and 54 residual at 1140 gpm, 7-23-99 Wet 37 8/5/1999

Cozy Inn Nursing HomeRumford Sunnyside Terrace Sprinkler Sys Nursing New NFPA 13 None Given Dry 0 2/19/1991

Deluge System Boise CRumford 35 Hartford Street Simplex Grin Manufa Existing Hydro-Pro 42 Delu 0 6/2/1994

Dollar TreeRumford Route 2 Denali Fire P Mercan Renovation NFPA 13 50 110 static and 20 residual at 3000 gpm, 4-28-93 Wet 80 8/19/2005

Dunkin DonutsRumford 136 Congress Stree D. O. R. Fire Mercan New Hydro-Pro 59. 1988 Static 91, 970 GPM at 87 psi ( Kitchen hood is NFP Wet 0 3/31/1992

Eagle LodgeRumford 13 Oxford Street Eastern Fire Assemb New NFPA 13 25. Summer of 93, Static 109, 876 GPM at 91 psi Wet 41 9/21/1995
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Eagles LodgeRumford 13 Oxford Street Eastern Fire Assemb New NFPA 13 25. 109 static, 91 residual at 876 gpm, 6-93 Wet 179 2/1/1996

Eagles Lodge, (2005 AdRumford Oxford Avenue Eastern Sprin Assemb Existing & n NFPA 13 n/a 109 static and 91 residual with at 20 psi a flow of 2250 g Wet 42 3/28/2005

Greenleaf HouseRumford 346 Pine Street Freedom Fire Boys C New Maine Life 6 Goulds GT-20 pump rated at 40 gpm at 51 psi Wet 46 2/22/2001

Hancock ApartmentsRumford 520 Hancock Stree High Tech Fi Apartm New Maine Life None Given Wet 0 9/24/1990

Mead PaperRumford 35 Hartford Street Eastern Fire Bio-Ma Renovation NFPA 13 7 Existing pump rated at 2000 gpm at 125 psi Dry 157 11/1/2000

Mead PaperRumford 35 Hartland Street Eastern Fire Convey New NFPA 13 36 Existing pump rated at 1000 gpm at 100 psi Dry 67 6/20/2000

Mead Paper Biomass PrRumford 35 Hartford Street Eastern Fire Bio-Ma New 33. Rated Capacity is 1000 gpm at 150 psi. Dry 52 12/31/2001

Mead Publishing PaperRumford 35 Hartford Street Eastern Fire Convey New NFPA 13 38 Existing pump rated at 1000 gpm at 100 psi Dry 60 6/20/1997

Mead Publishing Paper Rumford 35 Hartford Street Eastern Fire Cooling New Factory Mut 6 Worthington UNK pump rated at 1000 gpm at 100 psiDelu 42 10/22/1998

Mead Publishing Paper Rumford 35 Hartford Street Eastern Fire Roll pa Renovation Insurance sp 16 Aurora 481BF pump rated at 1000 gpm at 150 psi Wet 194 2/10/2000

Mead Publishing Paper Rumford 35 Hartford Street Eastern Fire Roll pa Renovation NFPA 13 & 23 Aurora 4811BF electric pump rated at 1000 gpm at 150 p Wet 349 3/1/2001

Mead WestVaco, (Fuel Rumford 35 Hartford Street Eastern Fire BioMas New NFPA 13 38 Pump rated at 1000 gpm at 150 psi Dry 20 6/17/2002

River Valley Technical Rumford 60 Lowell Street High Tech Fi Mill Renovation NFPA 13 nana Dry 178 3/11/2004

Rumford AllianceRumford 150 Congress Stree Eastern Fire Apartm New NFPA 13R 9 93 static and 88 residual at 1100 gpm, 8-4-95 Wet 102 9/28/1998

Rumford Bed & BreakfRumford Judd Martin Road Simplex Grin Inn New Maine Life 5.0 Peerless PE-150C, Not UL, 30 GPM at 43 psi Wet 49 11/20/1995

Rumford Combined CyRumford Rumford Industrial Dean & Ally Power New Special Haz Pump rated at 2000 gpm at 120 psi 0 10/26/1999

Rumford HospitalRumford Franklin Street High Tech Fi Hospita Renovation NFPA 13 15 20 static and 16 residual at 500 gpm, 3-25-04. Peerless pu Wet 444 4/22/2004

Rumford WarehouseRumford Route 2 High Tech Fi Wareho Renovation NFPA 13 In plant renovations Wet 0 11/23/1994

Rumford WarehouseRumford Route 2 High Tech Fi Wareho Renovation In Plant renovation Wet 0 1/3/1995

Sherwin WilliamsRumford Route 2 & 178 Co Simplex Grin Mercan Existing & n NFPA 13 13 110 static, 70 residual at 1160 gpm, Dry 92 2/3/1998

Shop N SaveRumford Waldo & Lincoln S Eastern Fire Mercan New NFPA 13 36 10/20/92 Static 110, 1900 GPM at 78 psi Wet 0 12/27/1993
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Tri-County Mental HealRumford 49 Congress Street High Tech Fi Office New NFPA 13 30 89 static and 80 residual at 1405 gpm, 8-19-03 Wet 0 9/11/2003

Dispatch BuildingSouth Paris One CN Brown W Sprinkler Sys Office New NFPA 13 dn 82 static and 78 residual at 1170 gpm, 5-1992 Dry 44 12/27/2002

Good Neighbors, (HomeSouth Paris Paris Promenade High Tech Fi Group New Maine Life 10 65 static and 55 residual at 1097 gpm, 8-1996 Wet 28 10/19/1998

Hill Street CommonsSouth Paris Hill Street Eastern Fire Apartm New NFPA 13R 6 06/16/92 Static 77, 860 GPM at 55 psi Wet 180 7/9/1992

Hill Street Commons - PSouth Paris Hill Street Eastern Fire Busines Existing & n NFPA 13R 25. 1992 Static 77, 860 GPM at 55 psi Wet 0 3/25/1994

Hillcrest Apartment BuiSouth Paris 7 Oak Avenue Simplex Grin Apartm New NFPA 13R 5 56 static and 49 residual at 944 gpm, 5-17-01 Wet 106 7/20/2001

Keiser HomesSouth Paris Route 26 Sprinkler Sys Manufa New NFPA 13 5 86 static and 70 residual at 3261 gpm, 3-28-00 Dry 711 6/11/2002

Kim Office BuildingSouth Paris 10 Market Square High Tech Fi Dental New Hydro-Pro 16 80 static and 75 residual at 1400 gpm, 10-18-02 Wet 115 11/19/2002

Maine Machine ProductSouth Paris High Street Eastern Fire Machin New NFPA 135 72 static and 68 residual at 950 gpm, 5-31-01 Wet 510 11/3/2001

Maine Veterans HomeSouth Paris High Street Capitol Fire Veteran New NFPA 13 5.8 Static 84, 2250 GPM at 82 psi Wet 0 6/3/1994

Maine Veteran's HomeSouth Paris 477 High Street High Tech Fi Health Renovation NFPA 13 31 67 static, 56 residual at 1010 gpm, 8-4-95 Wet 117 6/21/1996

Market Square Health FSouth Paris 12 Market Square Sprinkler Sys Health New NFPA 13 03/13/91 Static 84, 785 GPM at 37 psi Wet 0 7/9/1991

Mildred Fox SchoolSouth Paris 3 Brett Hill Road Dean & Ally Educati Renovation NFPA 13 12 82 static and 77 residual at 450 gpm, 7-21-05 Wet 88 8/4/2005

Montessori SchoolSouth Paris Swallow Road Denali Fire P Prescho Renovation Hydro-Pro 37 84 static and 82 residual at 1110 gpm, 11-6-95 Wet 33 7/7/2005

Oxford County CourthoSouth Paris Courthouse Drive Sprinkler Sys Courth Renovation NFPA 13 n/a n/a Dry 17 5/7/2005

Oxford County JuvenileSouth Paris 40 Western Avenu Denali Fire P Office New Maine Life 11 Monarch SPEH-200 pump rated at 50 gpm at 41 psi Wet 27 1/4/2005

Paris Elementary SchoolSouth Paris High School High Tech Fi Educati New NFPA 139 68 static and 55 residual at 1010 gpm Dry 717 12/28/2005

Playmaker Sports BarSouth Paris 22 Market Square Eastern Sprin Restaur Renovation NFPA 13 na n/a Wet 30 7/23/2004

Rite AidSouth Paris Route 26 & Main Eastern Fire Mercan New NFPA 13 14. 78 static, 69 residual at 1321 gpm, 1994 Wet209 2/23/1996

Stony Brook HousingSouth Paris 28 East Main Stree Sprinkler Sys Housin New Maine Life 12 74 static and 88 residual at 1034 gpm, 5-92 Wet 49 10/13/2001

Timberwoods FarmSouth Paris 306 High Street Fred Roy d/b Bed & New Maine Life 5 2 hp pump with 2 - 300 gallon tanks. Wet 40 9/17/2004
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Western Maine UniversiSouth Paris 256 Main Street High Tech Fi Office New Hydro-Pro 32 75 static and 68 residual at 1350 gpm, 9-11-03 Wet 169 9/12/2003

Waterford AcresWaterford Route 35 Sprinkler Sys Busines New Hydro-Pro Peerless PE503 pump rated at 80 gpm at 52 psi Wet 010/14/1993

Waterford ElementaryWaterford Valley Road Eastern Fire Educati Existing & n Hydro-Pro 7 None Given Wet 0 11/18/1994

AAH FireworksWest Paris Penley Avenue High Tech Fi Mercan New SystemMaine Life 27 31 10/6/2012

Bed & Breakfast InnWest Paris Hungry Hollow High Tech Fi Bed & New Hydro-Pro 28. Static 160, 70 GPM at 34 psi Wet 0 9/4/1992

Penley Corporation - SaWest Paris Route 219 Sprinkler Sys Saw Mi Existing & n NFPA 13 19 None Given Wet 0 4/26/1994

Madore Boarding HomeWoodstock Woodstock Dean & Ally Boardin New Hydro-Pro 6.2Gould Pump, Model # GT20, Rated at 50 GPM at 50 PSIWet 83 4/20/1998

Western Maine AcademWoodstock Dean & Ally Educati Existing & n Hydro-Pro Goulds 50 gpm at 50 psi Wet 14 12/13/2003

Oxford Oxford
Penobscot Penobscot

HAPPY ACRESAlton 2 Clark Way Alton Maine Fire P dance h New System Maine Life 9 66 8/22/2012

4 Unit Apt BldgBangor 543 Kenduskeag A Maine Fire P Hydro-Pro 76 10/13/2012

543 Kenduskeag AveBangor 543 Kenduskeag A Maine Fire P apartme New System Hydro-Pro 15 80 5/14/2012

Acadia HospitalBangor Stillwater Maine Fire P Hospita Existing & n NFPA 13 10 64 static and 61 residual at 1200 gpm, 2005 Wet 21 9/30/2005

Acadia HospitalBangor Stillwater Avenue Sprinkler Sys Hospita New NFPA 13 5/7 Static 65, residual 58 at 8000 GPM/ Peerless Pump 1000 Wet/ 0 12/19/1991

Acadia Hospital 529Bangor 268 Stillwater Ave Maine Fire P Hospita Existing NFPA 13 55 10/20/2012

Acadia Recovery CenterBangor Texas Road Maine Fire P Recove Existing & n NFPA 13R 12 55 static and 53 residual at 935 gallons Wet 22 3/3/2000

ADCO Surgical Supply Bangor 1292 Hammond St Maine Fire P Storage Renovation NFPA 13 Static 47, residual 44 at 1645 GPM Wet 0 4/12/1993

Adult Foster Care FaciliBangor Leighton Street Maine Fire P Adult F New Maine Life 28 Peerless C810GM pump rated at 60 gpm at 80 psi Wet 68 4/17/1996

Affiliated Health CareBangor Union Street Sprinkler Sys Offices New NFPA 13 5 45 static and 36 residual at 800 gpm, 2005 Wet 278 8/15/2005

Airport Mall, (Marshall'Bangor 1111 Union Street Simplex Grin Mercan Renovation NFPA 13 na 67 static and 51 residual at 1330 gpm, 8-20-03 Wet 196 9/15/2003

Airport PlazaBangor 1010 Union Street Maine Fire P Busines New NFPA 13 22 52 static, 45 residual at 870 gpm, 10-6-97 Wet 135 11/21/1997
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Alex Tesman Building, Bangor Exchange Street Maine Fire P Office New NFPA 13 25 105 static and 101 residual at 1800 gpm, 4-1995 Wet 52 5/7/2001

Aliant Internet LLCBangor 40 Summer Street Eastern Fire Office Renovation NFPA 13 dn 105 static and 100 residual at ?, 11-12-99 Wet 20 7/27/2000

Anastasia InternationalBangor  40 High Street Eastern Fire Apartm New NFPA 13R 7 90 static and 82 residual at 1880 gpm, 1995 Wet 87 1/24/2006

Armed Forces Reserve Bangor Hildreth Street Sprinkler Sys Busines New NFPA 13 Static 57, residual 43 at 1368 GPM - Peerless Pump 499 Wet 0 8/5/1992

Army AviationBangor Bangor Internation Sprinkler Sys Hangar New NFPA 13 5 54 static and 53 residual at 1820 gpm, 7-23-02. Patterson Dry 625 9/9/2002

Army Aviation, (Phase IBangor 92 Hayes Street Sprinkler Sys Office New NFPA 13 5 54 static and 53 residual at 1820 gpm Wet, 606 12/28/2004

Automatic DistributorsBangor Target Industrial C Eastern Fire Storage New NFPA 13 5 50 static and 48 residual at 1160 gpm, 5-22-02 Dry 155 6/12/2002

Automatic DistributorsBangor Target Industrial C Eastern Fire Auto/S Existing & n NFPA 13 & 6 50 static, 46 residual at 870 gpm, 5-7-97 Dry 107 8/28/1997

Automatic DistributorsBangor Target Industrial C Eastern Fire Storage New NFPA 231C5 50 static and 46 residual at 890 gpm, 5-7-97 Dry 64 6/23/2000

Automatic Distributors, Bangor Target Industrial C Eastern Fire Storage Existing & nNFPA 13 7 50 static and 48 residual at 1160 gpm, 5-22-02 Wet 44 10/10/2002

Automatic Music - AddiBangor Target Industrial C Maine Fire P Manufa New additio NFPA 13 5.4 Static 50, residual 41 at 3700 GPM -10-24-96 Dry 39 4/9/1991

B. Dalton BookstoreBangor Bangor Mall Maine Fire P Busines Existing NFPA 13 Static 106, residual 77 at 4500 GPM Wet 0 6/3/1993

Bacon Building Second Bangor 99 Franklin Street Sprinkler Sys Busines Existing NFPA 13 Static 118, residual 40 at 960 GPM tested 01/22/88 Dry 0 1/30/1992

Bangor Airport, (AviatiBangor Bangor Internation Maine Fire P Aircraft New NFPA 13 13 56 static and 53 residual at 955 gpm, 12-8-99 Dry 103 12/31/1999

Bangor Airport, (EquipBangor Maine Avenue Ext. Sprinkler Sys Equipm Existing & n NFPA 13 5 56 static and 53 residual at 955 gpm, 1999 Wet 143 3/9/2001

Bangor Auditorium - MBangor 100 Dutton Street Maine Fire P Auditor Renovation NFPA 13 Dry 0 2/3/1992

Bangor Chrysler/PlymoBangor 377 Hogan Road Maine Fire P Mercan Renovation NFPA 13 dn85 static and 80 residual at 1180 gpm, Wet 93 8/15/2000

Bangor City Nursing FaBangor Texas Avenue Maine Fire P Medica Existing NFPA 13 7.6 Static 53, residual 45 at 770 GPM, tested 05/92 Wet 0 5/29/1992

Bangor Civic CenterBangor Main Street Eastern Fire Assemb Renovation NFPA 13 dn 83 static, 1996 Dry 36 6/10/1996

Bangor Daily NewsBangor 491 Main Street Eastern Fire Newspa Existing & n NFPA 20 n/a New fire pump installation, rated at 750 gpm at 50 psi. 0 5/21/2004

Bangor Daily NewsBangor Main Street Eastern Fire Busines Renovation NFPA 13 dn 72 static and 20 residual at 1280 gpm Wet 93 12/26/1999

245



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Bangor Day Care CenteBangor Davis Road Maine Fire P Day Ca New NFPA 13R 16 56 static and 40 residual at 890 gpm, 4-5-99 Wet 102 5/7/1999

Bangor Federal Credit Bangor Hogan Road Maine Fire P Bank New NFPA 13 25 Static 122, residual 20 at 5285 GPM, tested 12/21/94 Wet 0 12/30/1994

Bangor Federal Credit Bangor Hogan Road Jeff Osborne Busines Renovation NFPA 13 dn dna Wet 24 6/6/2000

Bangor Halfway HouseBangor 51 Division Street Eastern Fire Group Existing Maine Life 12 Peerless Pump 100 GPM at 50 psi Wet 0 11/2/1992

Bangor High SchoolBangor Broadway Eastern Fire Educati Renovation NFPA 13 16 78 static and 56 residual at 960 gpm, 6-8-01. Peerless 5A Wet 243 6/12/2001

Bangor International AirBangor Godfrey Boulevard Sprinkler Sys Busines New NFPA 13 5 Static 60, residual 40 at 920 GPM, tested 1980 Both 0 5/18/1992

Bangor International AirBangor Godfrey Boulevard Sprinkler Sys Airport New NFPA 13 5 60 static, 52 residual at 600 gpm, 1998 Dry 777 6/4/1998

Bangor Mall AdditionBangor Hogan Road Maine Fire P Mercan New NFPA 13 9 68 static, 65 residual 1020 gpm, 6-7-98 Wet 163 6/23/1998

Bangor Mall, (AbercroBangor Bangor Mall Boule Maine Fire P Mercan Renovation NFPA 13 7 69 static and 65 residual at 1040 gpm, 1998 Wet 115 6/3/2002

Bangor Mall, (AmericanBangor Bangor Mall Dean & Ally Mercan Renovation NFPA 13 dn dna Wet 74 3/16/2001

Bangor Mall, (AmericanBangor Space 16 Maine Fire P Mercan Renovation NFPA 13 dn 69 static and 65 residual at 1040 gpm, 8-28-98 Wet 26 1/22/2001

Bangor Mall, (Casual MBangor Bangor Mall Drive Maine Fire P Mercan Renovation NFPA 13 see 80 static and 72 residual at 2" main drain test Wet 38 5/19/2001

Bangor Mall, (ContempBangor Bangor Mall Boule High Tech Fi Mercan New NFPA 13 6 69 static and 65 residual at 1040 gpm, 8-21-98 Wet 49 9/16/1998

Bangor Mall, (Gap, GapBangor Bangor Mall Simplex Grin Mercan Existing & n NFPA 13 10 69 static and 65 residual at 1040 gpm, 8-2-98 Wet 51 5/18/2001

Bangor Mall, (Gap,ChilBangor Bangor Mall Boule Eastern Fire Mercan New NFPA 13 10 68 static and 20 residual at 3410 gpm, 6-98 Wet 283 9/23/1998

Bangor Mall, (GymboreBangor Bangor Mall Simplex Grin Retail New & Ren NFPA 13 dn dna Wet 21 4/20/1998

Bangor Mall, (Northern)Bangor Bangor Mall Blue Hill Plu Mercan New NFPA 13 6 70 static and 65 residual at 1500 gpm Wet 131 9/15/1998

Bangor Mall, (Payless SBangor Bangor Mall Boule Eastern Fire Mercan Renovation NFPA 13 dn dna Wet 91 9/1/1999

Bangor Mall, (RenovatiBangor Bangor Mall Boule Eastern Fire Mercan Renovation NFPA 13 dn dna Wet 490 8/12/1997

Bangor Mall, (Ruby TueBangor Bangor Mall Eastern Fire Restaur Renovation NFPA 13 dn dna Wet 63 12/13/2000

Bangor Mall, (Shoe ShoBangor Bangor Mall Boule Maine Fire P Mercan Renovation NFPA 13 dn 69 static and 65 residual at 1040 gpm, 8-2-98 Wet50 2/4/1999
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Bangor Mall, Maurice'sBangor Bangor Mall Simplex Grin Retail Renovation NFPA 13 15 51 6/26/2012

Bangor Mall, ZumiezBangor Bangor Mall Simplex Grin Retail Renovation Insurance S 13 34 7/31/2012

Bangor Mental HealthBangor P. O. Box 926 Simplex Grin Health Existing NFPA 13 90% changing Heads 0 11/2/1990

Bangor Mental Health IBangor P. O. Box 926 Simplex Grin Medica Existing NFPA 13 Changing existing system to "Institution Proof" Wet 0 6/21/1991

Bangor Mental Health IBangor P. O. Box 926 High Tech Fi Health Existing NFPA 13 None Given Both 0 1/15/1993

Bangor MillworksBangor 355 Target Industri Sprinkler Sys Manufa Existing & n 5 24 2/16/2006

Bangor New & Gift ShoBangor 299 Godfrey Boule Maine Fire P Mercan Existing NFPA 13 N/ Wet 0 5/17/1994

Bangor Opera House, (Bangor Main Street Maine Fire P Assemb New NFPA 13 21 95 static and 92 residual at 1085 gpm, 3-5-98 Wet 181 8/12/1998

Bangor Parkade, (AC MBangor 480 Stillwater Ave Simplex Grin Mercan New NFPA 13 7 56 static and 55 residual at 904 gpm, 7-23-04 Dry 122 4/12/2005

Bangor Parkade, (Bldg Bangor Stillwater Avenue Maine Fire P Mercan New NFPA 13 16 62 static and 60 residual at 1214 gpm, 2005 Wet 60 10/17/2005

Bangor Parkade, (BuildiBangor 480 Stillwater Ave Simplex Grin Mercan New NFPA 13 5 56 static and 55 residual at 904 gpm, 7-23-04 Dry 68 11/9/2005

Bangor Parkade, (BuildiBangor Maine Fire P Mercan Existing & n NFPA 13 43 65 static and 62 residual at 1214 gpm Wet 26 11/6/2005

Bangor Parkade, (GameBangor 480 Stillwater Ave Simplex Grin Mercan New NFPA 13 8 56 static and 55 residual at 904 gpm, 7-23-04 Dry 70 6/25/2005

Bangor Parkade, (I-PartBangor Stillwater Avenue Maine Fire P Mercan New NFPA 13 13 65 static and 64 residual at 1118 gpm, 2001 Wet 180 7/14/2005

Bangor Parkade, (Linen Bangor 480 Stillwater Ave Simplex Grin Mercan New NFPA 13 5 56 static and 55 residual at 904 gpm, 7-23-04 Dry 323 6/25/2005

Bangor Parkade, (OfficeBangor 480 Stillwater Ave Simplex Grin Mercan New NFPA 13 5 57 static and 55 residual at 1214 gpm, 4-4-05 Dry 272 9/27/2005

Bangor Parkade, (Old NBangor 480 Stillwater Ave Simplex Grin Mercan New NFPA 13 10 56 static and 55 residual at 904 gpm, 7-23-04 Wet 91 5/25/2005

Bangor Police DepartmeBangor 35 Court Street Maine Fire P Busines Existing NFPA 13 Static 85, residual 25 at 850 GPM Dry 0 1/7/1993

Bangor Police StationBangor 240 Maine Street Maine Fire P Police New NFPA 13 427 5/23/2006

Bangor Public Library Bangor 145 Harlow Street Maine Fire P Assemb New NFPA 13 11 102 static, 20 residual at 6480 gpm, 2-26-97 Prea 856 4/9/1997

Bangor RetirementBangor Ohio Street Eastern Fire Elderly New NFPA 13 5 50 static and 20 residual at 1404 gpm, 11-21-00 Dry 1543 2/1/2001
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Bangor Wastewater TreBangor US Route 1 Eastern Fire Water t Existing NFPA 13 11 Static 98, residual 84 at 722 GPM Dry 0 8/2/1991

Base Civil Engineering Bangor Ashley Street Eastern Fire Busines New NFPA 13 7 118 static and 105 residual at 1575 gpm, 11-23-98 Wet 191 12/15/1998

BasketworldBangor Stillwater Avenue Maine Fire P Mercan New NFPA 13 41 Static 110, residual 100 at 1760 GPM, tested 06/30/95 Wet 0 7/18/1995

Bass BuildingBangor Franklin Street Eastern Fire Office Renovation NFPA 13 n/a 100 static and 85 residual at ?, 5-10-05, drain test. Wet 365 5/21/2005

Beal CollegeBangor 99 Farm Road Eastern Fire Busines Renovation NFPA 13 4483 static and 70 residual at 1100 gpm, 3-31-04 Wet 155 4/20/2004

Bean & Conquest ChevrBangor Mount Hope Aven Eastern Fire Mercan New NFPA 13 9 93 static and 90 residual at 1055 gpm, 10-1-98 Wet 569 2/4/1999

Bed Bath and BeyondBangor Hogan Road Sprinkler Sys Mercan New NFPA 231C 15 76 static and 74 residual at 1680 gpm, 1994 Wet 351 8/16/2000

BenjaminsBangor Franklin Street Eastern Fire Bar New Maine Life 8 Monarch pump rated at 20 gpm at 47 psi Wet 41 10/21/2004

Berlin City Car CenterBangor Haskell Drive Maine Fire P Mercan New NFPA 13 14. 06/18/98 Static 80, 1080 GPM at 77 psi Wet 227 5/12/1999

Best BuyBangor Bangor Mall Boule Eastern Fire Mercan New NFPA 231C 12 73 static and 20 residual at 2781 gpm, 3-29-00 Wet 380 5/11/2000

BIA HANGAR #461Bangor BANGOR INTER Eastern Fire airport New System NFPA 13 2.5 272 10/26/2006

Black Bear MedicalBangor Longview Drive Maine Fire P Office New NFPA 13 9 48 static and 44 residual at 1135 gpm, 8-28-02 Wet 172 9/9/2003

BMHI Elevator For BuilBangor State Street Maine Fire P Mental Renovation NFPA 13 Existing System Dry 10 9/26/1995

BMHI Laundry BuildinBangor Hogan Road Eastern Fire Laundr Existing NFPA 13 dn 59 static and 20 residual at 635 gpm, 11-25-98 Dry 86 12/14/1998

BMHI Ward CBangor Hogan Road Eastern Fire Hospita Existing NFPA 13 Static 64, residual 20 at 4500 GPM tested 1989 Dry 0 6/3/1994

BMHI, Maintenance GaBangor State Hospital Driv Eastern Fire Attic New NFPA 13 15 65 static, 35 residual at 840 gpm, 12-5-96 Wet 50 12/9/1996

Borders Books & MusicBangor Mall Boulevard Simplex Grin Book St New NFPA 13 8 Static 110, residual 100 at 5762 GPM, tested 06/30/95 Wet 258 9/29/1995

Bounty TavernBangor 550 Main Street Eastern Fire Assemb New NFPA 13 29 90 static, 20 residual at 980 gpm, 6-13-96 Wet 48 6/14/1996

Boyd PlaceBangor Boyd Street Maine Fire P Rsident New NFPA 13R 24 77 static and 20 residual at 5900 gpm, 10-99 Wet 520 11/17/1999

Brewer Group Home, (Bangor Ohio Street Maine Fire P Group New Maine Life 27 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 55 5/28/2004

Broadway Discount FurBangor Broadway Maine Fire P Mercan New NFPA 13 17 79 static and 72 residual at 1910 gpm, 12-9-97 Wet 613 5/29/2002
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Broadway Group HomeBangor 167 Broadway Maine Fire P Group New Hydro-Pro 20 70 static and 67 residual at 581 gpm, 1994 Wet 85 8/20/1999

Brooks Pharmacy, (BanBangor 562 Union Street Maine Fire P Mercan New NFPA 13 5 50 static and 46 residual at 720 gpm, 7-10-98 Wet 124 8/20/1998

Bugaboo Creek SteakhoBangor Bangor Mall Boule Eastern Fire Assemb Existing & n NFPA 13 16 77 static, 20 residual at 3579 gpm, 7-9-97 Wet86 7/25/1997

Building 510, (RenovatiBangor Maine Air Nationa Maine Fire P Office Existing & n NFPA 13 18 100 static and 90 residual at 1110 gpm, 2004 Wet 246 8/1/2005

Burger KingBangor Union Street Eastern Fire Assemb New NFPA 13 6 52 static, 45 residual at 870 gpm, 10-6-97 Wet 59 2/9/1998

Cabrel Company Frito-Bangor 1239 Hammond St Maine Fire P Storage New NFPA 13 10 47 static and 44 residual at 1635 gpm, 7-25-99 Wet 120 1/7/1999

Campus Center Husson Bangor Peabody Hall Eastern Fire School Existing NFPA 13 6 Static 59, residual 20 at 2000 GPM, tested 1989 Wet 0 8/1/1995

Carpet One Plaza, (OHBangor 42 Gilman Road Jeff Osborne Busines Renovation NFPA 13 dn 63 static and 59 residual at 1050 gpm, 6-3-97 Wet 54 6/6/2000

Carpets One UnlimitedBangor Gilman Road Maine Fire P Mercan New NFPA 13 12 63 static, 59 residual at 1050 gpm, 6-3-97 Wet 168 6/20/1997

Carquest  Distribution Bangor Perry Road Eastern Fire Auto Pa Existing & n NFPA 231C6 60 static, 57 residual at 985 gpm with Peerless 6AEF16 p Wet 1265 1/26/1998

Casey Family ServicesBangor 34 Summer Street Eastern Fire Office Renovation NFPA 13 n/a n/a Wet 88 2/15/2005

Catch a Falling Star DaBangor 80 Lincoln Street Maine Fire P Educati New Hydro-Pro 13 84 static, 78 residual at 1090 gpm, 9-24-97 Wet 43 10/14/1997

Center for CommunicatiBangor 169 Union Street [FILE CLOS Educati New Maine Life 14 Goulds PF20 pump rated at 60 gpm at 45 psi Wet 6

Challenger Learning CeBangor Texas Avenue Maine Fire P Learnin New NFPA 13 20 56 static and 53 residual at 955 gpm, Wet 85

Chapel HillBangor Hammond Street Maine Fire P Busines Existing NFPA 13 5.0Static 47, residual 44 at 1645 GPM, tested 7/88 Both 0 8/24/1993

Charlotte White CenterBangor 138 Church Road, Maine Fire P resident New System Maine Life 14 47 3/19/2012

ChilisBangor Gilman Road Maine Fire P Restaur New NFPA 13 29 63 static and 59 residual at 1050 gpm, 6-3-97 Wet 51 9/10/2004

China Harbor IIBangor Main Street Eastern Fire Restaur New Hydro-Pro 8 105 static and 95 residual at 1008 gpm, 7-27-05 Wet 57 11/22/2005

Circuit CityBangor Stillwater Avenue Maine Fire P Mercan New NFPA 13 14 65 static and 63 residual at 1320 gpm, 4-1998 Wet 270 6/25/1999

Clark Building - RenovBangor 14-16 State Street Maine Fire P School Renovation NFPA 13 39 Stati 93, residual 88 at 4500 GPM, tested 09/08/83 Wet 0 5/9/1995

Clark Housing AssociatiBangor 128-130 Hammon Maine Fire P Apartm New Maine Life 15 Static 80, residual 75 at 9600 GPM, tested 09/16/89 Wet 0 5/30/1995
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CommissaryBangor Bangor Air Nation Maine Fire P Cooler Existing & n NFPA 13 56 Pump is existing 36 1/2/2009

Communications FacilitBangor Maine Air Nationa Sprinkler Sys Commu New NFPA 13 5.5 104 static, 60 residual at 1620 gpm, 1995 Wet 88 8/6/1996

Community Health & CBangor 416 Stillwater Ave Eastern Fire Health Existing Hydro-Pro 7.3 Static 58, residual 20 at 4900 GPM, tested 08/22/85 Wet 0 6/3/1993

Community Health & CBangor 107 Hudson Avenu Maine Fire P Commu New NFPA 13R 25 82 static, 74 residual at 985 gpm, 10-9-97 Wet 45 10/20/1997

Community Health & CBangor First Street Eastern Fire Offices, New NFPA 13 Static 98, residual 20 at 2800 GPM Both 0 1/16/1991

Community Health & CBangor 1883 Essex Street Eastern Fire Residen New Hydro-Pro 5 Peerless 503 pump rated at 120 gpm at 48 psi Wet 43 8/28/1998

Community Health/ DeBangor Union Street Maine Fire P Office Existing & n NFPA 13 na52 static and 45 residual at 870 gpm, 10-6-03 Wet 6010/25/2003

Consolidated WarehousBangor 78 Rice Maine Fire P Storage Existing NFPA 231 Old permit - none given Dry 0 10/18/1990

Cottage Street Group HBangor Cottage Street Maine Fire P Group New Maine Life 33 Goulds GT-20 pump rated at 50 gpm at 50psi Wet 11 11/20/2003

Country Villa, (2002 ReBangor Kenduskeag Aven Eastern Fire Assiste Existing & n NFPA 13R 35 70 static and 63 residual at 1210 gpm, 11-01-02 Wet 40 11/21/2002

County SeatBangor Bangor Mall Maine Fire P Mercan New & exist NFPA 13 Static 106, residual 77 at 4500 GPM tested 05/89 Wet 0 3/1/1993

Court YardBangor Hammond Street Maine Fire P Restaur New NFPA 13 22. 04/95 Static 105, 1800 GPM at 101 psi Wet 117 4/21/1999

Court Yard, (Phase 2, FiBangor Hammond Street Maine Fire P Restaur Renovation NFPA 13 dn 105 static and 101 residual at 1800 gpm, April 1995 Wet 84 5/11/2000

Cross RoadsBangor Stillwater Avenue Maine Fire P Busines New NFPA 13 18 Static 100, residual 84 at 990 GPM, tested 05/94 Wet 0 12/21/1994

Crossroads Mall, (Chez Bangor Stillwater Avenue Maine Fire P Mercan New NFPA 13 18 70 static and 55 residual at 990 gpm, Wet 44 12/31/1999

CVS StoreBangor Bangor Mall Eastern Fire Mercan Existing NFPA 13 None Given 0 4/3/1991

Darling Honda/ Nissian,Bangor 114 Sylvan Road Maine Fire P Car De Existing & n NFPA 13 12 66 static and 63 residual at 1010 gpm, 10-21-99 Dry 79 1/22/2001

David Lawler BuildingBangor 65 State Street John Boardm Apartm Existing & n NFPA 1326 94 static, 92 residual at 1135 gpm, 7-17-97 Wet 44 7/23/1997

Department of Human SBangor 396 Griffin Street Eastern Fire Office Existing & n NFPA 13 15 Static 60, residual 20 at 1014 GPM, tested 01/07/93 Wet 0 3/8/1993

Dick's Sporting GoodsBangor Bangor Mall Boule Maine Fire P Mercan New NFPA 13 7 70 static and 68 residual at 1025 gpm, 3-31-04 Wet 874 4/17/2004

Dollar TreeBangor Airport Mall Eastern Fire Mercan Renovation NFPA 13 n/aSee form plus txt file Wet 41 8/27/2004
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Downeast Association SBangor P. O. Box 1126 Eastern Fire Storage Existing NFPA 231/6.7 Static 58, residual 43 at 1528 GPM tested 07/90 Dry 0 1/27/1993

Downeast Head StartBangor Davis Road Maine Fire P School Existing Maine Life 15 Static 65, residual 24 at 950 GPM -- Peerless Pump 50 G Wet 0 12/9/1991

Earl Black Office BuildiBangor Telcom Drive Eastern Fire Office New Hydro-Pro 6 50 static and 42 residual at 880 gpm, 4-7-99 Wet 93 9/8/2003

Eastern Maine Children'Bangor Main Street Maine Fire P Museu Renovation NFPA 13 45 95 static and 92 residual at 1085 gpm, 3-5-98 Wet 116 7/6/2000

Eastern Maine HealthcaBangor 489 State Street Sprinkler Sys Health Existing & n NFPA 13 13 98 static, 50 residual at 2370 gpm, 1992, and Peerless 4A Wet 323 5/31/1997

Eastern Maine Medical Bangor 489 State Street Sprinkler Sys Hospita Existing & n NFPA 13 Date of last water test: 10/01/01; Static Pressure; 92 ; Res Wet 43 12/12/2001

Eastern Maine Medical Bangor Union Street Maine Fire P Medica Renovation NFPA 13 11 321 2/20/2009

Eastern Maine Medical Bangor 489 State Street Sprinkler Sys Offices, Renovation NFPA 13 dn None given Wet 158 3/27/1996

Eastern Maine Medical Bangor 489 State Street Sprinkler Sys Health New NFPA 13 dn 90 static, 78 residual at main drain test 03/04/96 Wet 68 10/17/1996

Eastern Maine Medical Bangor State Street Eastern Fire Hospita New additio NFPA 13 10 Static 91, residual 56 at 823 GPM, tested 04/04/91 0 6/5/1991

Eastern Maine Medical Bangor 412 State Street Sprinkler Sys Day Ca Existing Maine Life Static 81, residual 79 at 4128 GPM Wet 0 5/15/1991

Eddie BauerBangor Bangor Mall Eastern Fire Mercan Renovation NFPA 13 dn dna Wet 65 6/23/2000

Eighteen Ralph Street, (Bangor 18 Ralph Street Maine Fire P Group New & Ren Maine Life 7 46 static and 27 residual at 90 gpm, with Goulds XSH-20 Wet 61 1/28/1999

EMCC, (Residence HallBangor Hogan Road High Tech Fi Residen New NFPA 13R 20 235 9/16/2006

EMH WestgateBangor Union Street Sprinkler Sys Busines Renovation NFPA 13 dn43 static, 36 residual at 1007 gpm, 2-26-97 Wet 508 9/8/1997

EMMC - Cath Lab AddBangor State Street Eastern Fire Laborat New additio NFPA 13 Static 91, residual 56 at 823 GPM Wet 0 9/9/1991

EMMC CAPBangor 489 State Street Sprinkler Sys Medica New NFPA 13 5 77 static and 74 residual at 975 gpm, 9-23-98 Dry 1334 12/31/1999

EMMC Generator BuildBangor 489 State Street Sprinkler Sys Generat New NFPA 13 dn 90 static, 78 residual at main drain test, 3-4-96 Prea 52 8/12/1997

EMMC Orthopedic SurBangor Union Street, Bang Maine Fire P medical Renovation NFPA 13 109 3/1/2012

EMMC Pediatrics UnitBangor 489 State Street Sprinkler Sys Hospita New NFPA 13 31 Static 98, residual 50 at 2370 GPM -- Peerless Pump 750 Wet 0 3/12/1993

EMMC, (Acadia Hall)Bangor Hogan Road Maine Fire P Dormit New NFPA 13 66 static and 63 residual at 1010 gpm, 2003 Wet 314 12/11/2004
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EMMC, (Café & StoragBangor 489 State Street Sprinkler Sys Café & Renovation NFPA 13 5 95 static and 80 residual at 360 gpm, 3-16-05 Wet57 8/15/2005

EMMC, (Cardiac WellnBangor 194 East Main Stre Sprinkler Sys Hospita Renovation NFPA 13 5 100 static and 95 residual at 400 gpm Wet 70 8/4/2004

EMMC, (NICU)Bangor 489 State Street Sprinkler Sys NICU Renovation NFPA 13 595 static and 80 residual at 360 gpm, 3-16-05 Wet 24 8/15/2005

EMMC, (Riverside BasBangor 489 State Street Sprinkler Sys Hospita Existing & n NFPA 13 92 static and 82 residual at ?, 11-29-01 Wet 0 11/8/2003

EMMC, (Stetson BuildiBangor 289 State Street Sprinkler Sys Hospita Existing & n NFPA 13 19 152 static and 115 residual at 746 gpm, 6-18-02. Peerless Wet 131 2/10/2003

EMMC, (Student HousiBangor Spruce Street Maine Fire P Dormit New NFPA 13R 20 85 static and 54 residual at 750 gpm, 11-1-04 Wet 60 11/9/2004

EMMC, (Vascular 2nd Bangor 289 State Street Sprinkler Sys Hospita Renovation NFPA 13 5 77 static and 74 residual at 975 gpm, 9-23-98 Dry137 11/19/2002

EMMC, (Webber III)Bangor 489 State Street Sprinkler Sys Hospita New NFPA 13 7 92 static and 86 residual at 1145 gpm, 12-5-99 Wet 732 7/14/2003

EMMC, (Webber West, Bangor 489 State Street Sprinkler Sys Renovation NFPA 13 5 93 static and 85 residual at 378 gpm, 3-16-05 Wet 140 8/15/2005

EMTC, (Katahdin Hall Bangor EMTC Campus Maine Fire P Office New NFPA 13 26 66 static and 63 residual at 1010 gpm, 10-21-99 Wet 485 12/18/2003

Equipment DepotBangor Milk Street Eastern Fire Equipm Existing & n NFPA 13 5 57 static and 43 residual at 804 gpm, 1991 Wet 74 8/17/2000

Equipment Depot, (AddBangor Maine Fire P Equipm Existing & n NFPA 13 8 52 static and 37 residual at 820 gpm, 8-13-03. Wet 111 11/9/2004

Federal Express FacilityBangor Bon-Air Drive Maine Fire P Distrib New NFPA 13 8 40 static, 37 residual at 792 gpm, 7-29-97 Wet 513 9/15/1997

Fifty-eight Main StreetBangor 58 Main Street Maine Fire P Apartm New NFPA 13 dn 95 static and 92 residual at 1085 gpm, 3-5-98 Wet 73 5/29/2002

Fleet Bank Investment SBangor 80 Exchange Street Eastern Fire Busines Existing NFPA 13 67 Static 110, residual 98 at 1851 GPM, tested 06/19/88 -- E Wet 0 10/15/1992

Fleet Bank, (4th Floor, Bangor 30 Exchange Street Eastern Fire Office New NFPA 13 72 94 static and 92 residual at 1135 gpm, 7-17-97. Peerless p Wet 106 1/10/2003

Foot LockerBangor Stillwater Avenue High Tech Fi Mercan Existing NFPA 13 None Given Wet 0 7/23/1991

Forty-six - Fifty-two MaBangor Main Street Maine Fire P Office New NFPA 13 38 105 static and 101 residual at 1800 gpm, 2002 Wet 420 3/13/2005

Forty-Six Pleasant StreeBangor 46 Pleasant Street Maine Fire P Office New NFPA 13 None Given Wet 0 10/30/1990

Four Points SheratonBangor Bangor Airport John Travers Hotel New & exist NFPA 13 30 10/22/2008

Four Seasons CitgoBangor Broadway Maine Fire P Busines Existing NFPA 13 6 Static 47, residual 41 at 1060 GPM Wet 0 10/2/1991

252



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Freese BuildingBangor Main Street High Tech Fi Mercan New NFPA 13 5 110 static and 101 residual at 510 gpm, 1997 Wet 1716 2/12/1999

Freese Elderly HousingBangor Main Street High Tech Fi Storage Both NFPA 13 6 110 Static, 105 Residual at 1400 GPM, 1993 Dry 476 4/7/1997

French Street ApartmenBangor French Street Maine Fire P Apartm New NFPA 13 48 105 static and 101 residual at 1800 gpm, 2002 Wet 240 9/29/2004

Front Row Video Rite ABangor 224-226 Union Str Maine Fire P Mercan Renovation Renovation 0 5/9/1995

Frontier VisionBangor 444 Perry Road Maine Fire P Offices Existing & n NFPA 13 dn 65 static and 57 residual at 4900 gpm, 9-4-89 Wet 75 11/23/1999

Fruit Street School, (ReBangor 175 Fruit Street Maine Fire P Educati Renovation NFPA 13 dn 63 static and 56 residual at 856 gpm, 7-7-87 Wet 360 7/5/2000

FW Webb, (Addition, PBangor Target Ind. Circle Maine Fire P Office Existing & n NFPA 13 dn 47 static and 44 residual at 1645 gpm, 7-98 Dry 42 11/12/1999

FW Webb, (RenovationBangor Target Industrial C Maine Fire P Mercan Renovation NFPA 13 dn 47 static and 44 residual at 1645 gpm, 7-98 Dry35 3/22/2000

Galt Block FreezerBangor Bennet Street Maine Fire P Freezer Renovation NFPA 13 54 static and 45 residual at 1090 gpm, 2000. Patterson pu Dou 156 7/2/2004

Galt Block WarehouseBangor 70 Bennet Road Maine Fire P Storage New NFPA 231 5 54 static and 45 residual at 1090 gpm, 5-3-00 Dry 938 6/16/2000

Garland Street SchoolBangor Garland Street Sprinkler Sys Educati New NFPA 13 Static 78, residual 20 at 3220 GPM, tested 04/92 Wet 0 5/29/1992

GE - 2001 Expansion, (Bangor 534 Griffin Road Eastern Fire Manufa Existing & n NFPA 13 10 48-42-815, bldg 40, 61-55-1000 bldgs 45, 50, 60 Wet 297 7/21/2001

GE (Building #15)(PhasBangor 534 Griffin Road Eastern Fire Manufa New NFPA 13 10. Date of last water test; 6/13/01; Static Pressure; 48; Resid Wet 852 8/25/2001

GE BuildingBangor Florida Avenue Sprinkler Sys Office Renovation NFPA 13 12 Static 65, residual 20 at 2006 GPM, tested 09/29/94 Wet 0 10/13/1994

GE Building 75Bangor Florida Avenue Eastern Fire Manufa New NFPA 13 11 61 static and 55 residual at 1000 gpm, 6-13-01 Wet 88 10/22/2001

GE, (Building 30)Bangor Griffin Road Eastern Fire Cafeteri Renovation NFPA 13 dn 48 static and 42 residual at 815 gpm, 6-13-01 Wet 108 3/28/2002

General Electric CorporBangor Griffin Road Sprinkler Sys Busines New NFPA 13 9.7 Static 65, residual 39 at 1190 GPM, tested 07/93 Wet 0 11/1/1993

Georgina's HouseBangor 18 Field Stone Dri Eastern Fire Residen New NFPA 13R 11Static 55, residual 20 at 1140 GPM, tested 1995 Wet 46 12/14/1995

Glidden Auto BodyBangor Outer Hammond S Maine Fire P Auto B New NFPA 13 7 47 static and 44 residual at 1645 gpm, 7-25-88 Wet 199 4/20/2000

Glidden's Auto Body, (Bangor Outer Hammond S Maine Fire P  Auto B New NFPA 13 8 50 static and 45 residual at 1200 gpm, 2005 Wet 60 8/4/2005

Good Samaritan AgencyBangor Ridgewood Drive Sprinkler Sys Educati New Hydro-Pro 5 41 static and 36 residual at 855 gpm, 11-2-98 Dry 254 1/12/1999

253



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Grant's DairyBangor 69 Hildreth Street Maine Fire P Manufa Existing & n NFPA 13 None Given Wet 0 10/30/1990

Great SkatesBangor Sylvan Road Eastern Fire Roller New NFPA 13 6 Static 90, residual 64 at 1340 GPM tested 08/28/95 Wet 96 8/31/1995

Greater Bangor Area ShBangor Main Street Maine Fire P Homele New NFPA 13 17 99 static and 96 residual at 1430 gpm, 9-14-00 Wet 181 10/10/2000

GTE Office AreaBangor Sylvan Road Eastern Fire Office Existing NFPA 13 Existing Wet System Wet 0 1/2/1991

Hampton InnBangor Haskell Road, Ban Maine Fire P hotel New System NFPA 135 663 4/8/2012

Hampton InnBangor 10 Bangor Mall Ro Maine Fire P Hotel Existing NFPA 13 7.0 Static 97, residual 94 at 1970 GPM Dry 0 12/19/1991

Heros Sports Grill 614Bangor 41 Washington Str Maine Fire P Grill Existing & n NFPA 13 82 4/27/2012

Home DepotBangor Longview Drive Eastern Fire Mercan New NFPA 231C 18 59 static, 57 residual at 868 gpm, 5-6-97, and Aurora 648 Wet 1421 7/2/1997

Hope HouseBangor Texas Avenue Maine Fire P Homele New NFPA 13R 13 55 static and 53 residual at 935 gpm, 12-10-98 Wet 38 12/16/1998

HQ Warehouse Retail SBangor Stillwater Avenue Sprinkler Sys Storage New NFPA 13 10 Static 92, residual 78 at 6244 GPM Wet 0 12/9/1992

Husson University, DicBangor 1 College Circle Maine Fire P School New System NFPA 13 8 357 3/19/2012

Inland Fisheries & WildBangor BMHI Campus Eastern Fire Office Renovation NFPA 13 na 59 static and 20 residual at 635 gpm, 11-98 Dry 46 5/15/2003

Interstate Uniform ServiBangor 70 Godsoe Road Maine Fire P Unifor New NFPA 13 10 65 static and 63 residual at 1030 gpm, 12-2-98 Wet 139 12/14/1998

Irving Corporation - OffBangor Maine Avenue & Maine Fire P Busines Existing NFPA 13 11. Static 60, residual 16 at 1500  GPM Wet 0 6/3/1993

Jo-Ann FabricsBangor Stillwater Avenue Maine Fire P Mercan Existing & n NFPA 13 23. Static 99, residual 53 at 5000 GPM, tested 06/89 Wet 0 4/22/1992

John Bapst Carriage HoBangor 42 Broadway Bang Maine Fire P Dorm New System NFPA 13R 18 31 7/4/2012

John Bapst Residence HBangor 42 Broadway Maine Fire P Student New NFPA 13R 111 5/1/2012

Katahdin TrustBangor Springer Drive, Ba Maine Fire P bank Renovation NFPA 13 30 3/19/2012

Kathy's CateringBangor Griffin Road Maine Fire P Kitchen New & exist NFPA 13 Static 42, 850 GPM at 47 psi Wet 40 5/12/1999

Kathy's Catering & ConBangor Griffin Road Maine Fire P Caterin New NFPA 13 6.7 47 static, 42 residual, 850 gpm Wet 103 6/1/1998

KB Toy, (Renovations)Bangor Bangor Mall Boule Maine Fire P Mercan Renovation NFPA 13 dn 69 static and 65 residual at 1040 gpm, 8-2-98 Wet36 2/8/1999
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Kenduskeag RetirementBangor Kenduskeag Aven Eastern Fire Retirem New NFPA 13R 5.8 75 static, 20 residual at 2484 gpm, 9-25-96 Wet 70 10/16/1996

Key BankBangor Bangor Mall Boule Eastern Fire Office/ Renovation NFPA 13 Static 120, residual 20 at 2200 GPM, tested 06/89 Wet 61 11/1/1995

Kids R UsBangor Hogan Road Eastern Fire Mercan Existing NFPA 13 & 9.0 Static 90, residual 20 at 2000 GPM, tested 05/90 Wet 0 12/3/1991

Kobe RestaurantBangor Hogan Road Plaza, Maine Fire P restaura New System NFPA 13 6.3 78 6/7/2012

Kohls Department StoreBangor Drew Lane & Still Eastern Fire Mercan New NFPA 13 12 56 static and 55 residual at 905 gpm, 7-22-04.  A_C Hori Wet 592 4/30/2005

Kris Way Truck LeasingBangor 33 Perry Road Maine Fire P Busines Renovation NFPA 13 Static 65, residual 55 at 3100 GPM, tested 06/27/87 Dry 0 5/9/1995

LDS ChurchBangor 639 Grandview High Tech Fi Assemb New NFPA 13 9 66 static, 61 residual at 712 gpm, 5-7-96 Dry 600 6/21/1996

LL Bean Call CenterBangor Maine Avenue Maine Fire P Busines Renovation NFPA 13 n/an/a Wet 18 7/5/2005

Lovely Warehouse AddiBangor Hildreth Street Maine Fire P Wareho New NFPA 13 8 58 static and 49 residual at 1050 gpm, 1999 Dry 312 3/28/2002

Lowes Home ImprovemBangor Springer Street Professional Mercan New NFPA 13 5 1487 5/7/2012

Magazines, IncorporateBangor 1135 Hammond St Maine Fire P Busines New NFPA 13 6 Static 45, residual 44 at 1010 GPM, tested 07/21/95 Wet 32 8/8/1995

Maine Air National GuaBangor Bangor Internation Maine Fire P Fire Sta New NFPA 13 7 50 static and 32 residual at 755 gpm, 10-6-99 Wet 148 11/17/2000

Maine DistributorsBangor 5 Coffey Street Automatic S Storage Existing Hyrd. Calc5 Static 54, residual 45 at 3800 GPM, tested 12/28/87 Wet 0 12/3/1991

Maine DistributorsBangor Coffey Street Eastern Fire Storage Existing & n NFPA 231 6 54 static and 20 residual at 2168 gpm, 3-7-00 Dry60 3/16/2000

Maine Energy IncorporaBangor 1625 Hammond St Maine Fire P Busines Existing NFPA 13 5.6 Static 58, residual 48 at 4000 GPM Wet 0 1/13/1993

Maine Square MallBangor 659 Hogan Road High Tech Fi Mercan Existing & n NFPA 13 n/a n/a Wet 28 6/28/2004

Maine Veterans HomeBangor Hogan Road Sprinkler Sys Residen Renovation NFPA 13 6 Static 88, residual 62 at 556 GPM Wet 0 9/21/1994

Maine Veteran's Home, Bangor 44 Hogan Road Sprinkler Sys Nursing New NFPA 13 8 88 static and 62 residual at 556 gpm, 7-26-94 Wet 220 3/28/2002

Mall CinemasBangor Stillwater Avenue Eastern Fire Assemb Existing NFPA 13 8 Static 90, residual 20 at 4000 GPM 0 8/2/1991

MarianneBangor Bangor Mall Eastern Fire Mercan Existing NFPA 13 None Given Wet 0 3/10/1993

Mary JacobsBangor Pushaw Road Maine Fire P Video S Renovation Maine Life 16 Goulds submersible pump rated at 50 gpm at 30 psi Wet 64 9/27/2005
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Masonic Hall - RenovatiBangor 116 Main Street Maine Fire P Assemb Renovation NFPA 13 None Given Dry 0 9/2/1992

Master Cuts, (RenovatioBangor Bangor Mall Boule Maine Fire P Busines Renovation NFPA 13 dn 69 static and 65 residual at 1040 gpm, 8-2-98 Wet 20 5/11/2000

MCD 8 Bed ResidentialBangor Essex Street Sprinkler Sys Residen New Maine Life 14 Peerless Pump, Model #PE-503, UL listed, 80 GPM at 52 Wet 47 10/12/1995

Mercedes-Benz, (RenovBangor 307 Hogan Road Maine Fire P Mercan Renovation NFPA 13 1085 static and 75 residual at 2" main drain test, 2002 Wet 76 4/7/2004

Miami NorthBangor Odlin Road Maine Fire P Assemb New NFPA 13 12 50 static, 44 residual at 4300 gpm, 7-12-88 Wet 224 2/20/1997

Miami North CinemasBangor Odlin Road Maine Fire P Assemb New NFPA 13 11 49 static, 44 residual at 1060 gpm, 2-12-97 Wet 96 8/22/1997

Morse BuildingBangor 40 Harlow Street Eastern Fire Office Renovation NFPA 13 n/a n/a Dry 85 11/6/2005

Morse BuildingBangor Central Street Eastern Fire Offices/ Both NFPA 13 Static 110, residual 20 at 2334 GPM, tested 11/94 Dry 18811/16/1995

Movie City Cinemas, (RBangor Odlin Road Maine Fire P Assemb New & Ren NFPA 13 13 49 static and 44 residual at 1060 gpm, 2-12-97 Wet 38 2/4/1999

Nations RentBangor Hammond Street Eastern Fire Mainte New NFPA 13 7 43 static and 20 residual at 2540 gpm, 9-15-99 Wet 161 9/27/1999

New England School of Bangor Husson College Maine Fire P Busines New NFPA 13 n/a 51 static and 41 residual at 820 gpm, 1997 Dry 60 7/29/2004

New England School of Bangor College Circle Jeff Osborne Commu New NFPA 13 7 51 static and 41 residual at 820 gpm, 5-21-97 Dry 273 5/15/2000

New York CompanyBangor Bangor Mall Blvd Maine Fire P Mercan Renovation NFPA 13 5 65 static and 60 residual at 1100 gpm, 2002 Wet 62 3/3/2005

NFI North, IncorporatedBangor Summit Street Eastern Fire Residen New Hydro-Pro 12 Peerless PE503 pump rated at 120 gpm at 48 psi Wet 47 1/23/1998

Ninety-eight CumberlanBangor 98 Cumberland Eastern Fire Residen New Maine Life 5 Goulds GT20 pump rated at 40 gpm at 53 psi Wet 83 10/22/2001

Northeast Cardiology ABangor Enterprise Avenue Maine Fire P Busines New NFPA 13 13 54 static and 53 residual at 1820 gpm, 7-23-02 Wet 378 10/3/2002

Northeast Occupational Bangor Central Street Maine Fire P Busines Existing & n NFPA 13 dn 105 static and 101 residual at 1800 gpm, 4-1995 Wet 90 8/15/2000

Norumbega MedicalBangor Husson Avenue Maine Fire P Medica New NFPA 13 10 55 static, 48 residual at 900 gpm, 2-9-98 Dry 643 2/20/1998

Norumbego Hall CentraBangor 73 Central Street Eastern Fire Assemb Existing NFPA 136 Static 110, residual 20 at 2330 GPM, tested 11/94 0 12/8/1994

Offices (Renovation) (5tBangor 84-88 Hammond S Maine Fire P Offices New & Ren NFPA 13 dn Date of Last Water Test, April 1995, Static Pressure, 105, Wet 33 5/19/2001

OHIBangor 496 Mt Hope Aven Maine Fire P Group New Maine Life 27 6/26/2012
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Old Broadway FurnitureBangor Broadway Street Maine Fire P Mercan New NFPA 13 21 79 static and 72 residual at 910 gpm, 12-9-97 Wet 120 5/4/2002

Olive GardenBangor Hogan Road Simplex Grin Restaur New & Ren NFPA 13 20 Static 92, residual 78 at 2310 GPM, tested 04/28/92 Wet 0 9/24/1993

One Hundred Eighty-thrBangor 183 Main Street Maine Fire P Office New NFPA 13 35 99 static and 96 residual at 1430 gpm, 2003 Wet 220 6/10/2005

One Hundred SeventyfiBangor 175 Moosehead Bl Maine Fire P Group New Maine Life 38 55 static and 32 residual, Goulds GT-20 pump rated at 50 Wet 22 3/11/2000

One hundred seventy-onBangor 171 Essex Street Sprinkler Sys Group New Maine Life 6 61 static and 59 residual at 670 gpm, 9-24-00 Wet 42 10/21/2002

One thousand Five hundBangor 1513 Ohio Street Maine Fire P Group New Maine Life 27 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 21 10/1/2004

One Thousand Forty-eigBangor 1048 Union Street Maine Fire P Office New NFPA 13 na 52 static and 45 residual at 870 gpm, 10-7-97 Wet 47 3/27/2003

One-hundred-forty-threeBangor 143 Broadway Maine Fire P Residen Existing NFPA 13R 6 Static 69, residual 67 at 580 GPM, tested 04/20/94 Wet 0 5/27/1994

One-hundred-twelve BrBangor 112 Broadway Maine Fire P Residen Existing Maine Life 9Static  69, residual  65 at 605 GPM, tested 05/13/94 Wet 0 5/27/1994

Open MRI CenterBangor Union Street Maine Fire P Office / Existing & n NFPA 13 30. Date of last water test; 10/07/97; Static Pressure; 52; Resi Wet 47 12/11/2001

Osgood HomeBangor 913 Essex Street Eastern Fire Residen Existing NFPA 13R 6 Static 63, residual 41 at 1000 GPM tested 1989 Wet 0 5/4/1995

OTB Bass Park, (TenantBangor Bass Park Eastern Fire Gambli Renovation NFPA 13 n/a 78 static and 55 residual at 1800 gpm, 1-1-97 Wet 68 11/22/2005

OTB Grandstand, (PhasBangor Bangor Raceway Eastern Fire Office Existing & n NFPA 13 12 78 static and 55 residual at 1800 gpm, 1997 Wet 41 8/15/2005

Paramount HousingBangor Harlow Street Maine Fire P Apartm New NFPA 13R 41 102 static and 20 residual at 6480 gpm, 12, 1996 Wet 114 10/6/2000

Park East Apartments ABangor Stillwater Avenue Eastern Fire Apartm Existing NFPA 13R None Given Wet 0 10/18/1990

Park East Retirement LiBangor 321 Stillwater Ave Eastern Fire Elderly New NFPA 13R 660 static, 20 residual at 6293 gpm, 8-9-96 Wet 138 10/2/1996

Park Street ApartmentsBangor 95 Park Street Eastern Fire Residen New NFPA 13R 5 94 static and 20 residual at 1135 gpm, 7-17-97 Wet 108 3/9/2001

Parks & Recreation, (ReBangor 647 Main Street Maine Fire P Garage/ New NFPA 13 8 70 static and 66 residual at 1030 gpm, 6-7-99 Dry 611 6/15/1999

Part's America, WesternBangor Stillwater Avenue Maine Fire P Mercan New NFPA 13 44. 105 static, 98 residual at 920 gpm, 2-28-96 Wet 33 3/14/1996

Payless ShoeBangor Bangor Mall Eastern Fire Mercan Existing NFPA 13 Relocating Existing Sprinklers Wet 0 11/17/1992

PCHCBangor Union Street Maine Fire P Office New NFPA 13 n/a 52 static and 45 residual at 870 gpm, 10-6-97 Wet 85 2/6/2004
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PCHC ClinicBangor 1012 Union Street Maine Fire P Busines New NFPA 13 dn 52 static and 45 residual at 870 gpm, 10-6-97 Wet 36 12/17/2002

Penobscot Job Corps CeBangor Union Street Eastern Fire Office New NFPA 13 5.7 Static 43, residual 20 at 1180 GPM` Wet 0 6/14/1993

Penobscot LogisticsBangor 70 Bennett Street Maine Fire P wareho Renovation NFPA 13 12 396 5/14/2012

Penquis CapBangor Harlow Street Maine Fire P Office Renovation NFPA 13 na 105 static and 95 residual at 2" main drain test, 3-04 Wet 50 4/5/2004

Penquis Family HousingBangor Griffin Street Maine Fire P Residen New NFPA 13R 9 49 static and 45 residual at 1025 gpm, 9-14-04 Wet 280 9/29/2004

Pet Smart #2300Bangor Bangor Parkade Sti Maine Fire P mercant Renovation NFPA 13 31 7/26/2012

PetcoBangor 777 Stillwater Ave Maine Fire P Mercan New NFPA 13 16 65 static and 63 residual at 1320 gpm, 4-15-98 Wet 14812/17/2002

Planet FitnessBangor 635 Broadway  Ba Maine Fire P Gym Renovation NFPA 13 40 10/11/2012

Pottle's AdditionBangor Target Industrial C Maine Fire P Storage New NFPA 231 6 48 static and 43 residual at 900 gpm, 7-10-98 Dry 324 7/28/1998

Prentiss and Carlisle ReBangor 107 Court Street, Maine Fire P Office New System Maine Life 14 117 10/9/2012

Protea Behavioral HealtBangor Exchange Street Maine Fire P Office New NFPA 13 12 105 static and 101 residual at 1800 gpm, 4-95 Wet 371 4/7/2004

Quirk Auto Park, (RenoBangor 307 Hogan Road Maine Fire P Office Renovation NFPA 13 dn90 static and 85 residual at 2" Main Drain Test Wet 36 1/10/2003

quirk building - husson Bangor Maine Fire P Busines New NFPA 13 67 10/13/2012

Quirks Auto Park, (PhasBangor Hogan Road Maine Fire P Mercan Renovation NFPA 13 dn 90 static and 85 residual at 2" main drain test Wet 56 12/17/2002

Quirk's Used Car PaviliBangor Hogan Road Eastern Fire Mercan New NFPA 13 6 93 static and 90 residual at 1055 gpm, 10-1-98 Wet 62 7/6/1999

RacinoBangor Buck Street Eastern Fire Casino New NFPA 13 21 78 static and 55 residual at 1800 gpm, 1997 Wet 115 12/20/2003

Rangely HallBangor Sylvan Road Sprinkler Sys Assemb Existing & n NFPA 13 Static 100, residual 20 at 6500 GPM Wet 0 8/15/1991

Reid ConfectionaryBangor Dowd Road - Dow Maine Fire P Manufa New NFPA 231C 5 Static 52, residual 27 at 1500 GPM Wet 0 4/22/1991

Rich's Bangor CanopyBangor Union Street Sprinkler Sys Mercan Existing Hydr. Calc 8.9 Static 55, residual 32 at 2200 GPM, tested 05/89 Wet 0 7/30/1992

Rite-AidBangor Broadway Eastern Fire Mercan New NFPA 13 6 79 static, 20 residual at 2876 gpm, 12-9-97 Wet 144 1/12/1998

Rock ChurchBangor Ohio St. Eastern Fire Perform New System Maine Life 10. 56 10/24/2012
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Ronald McDonald HousBangor 654 State Street Maine Fire P Residen New NFPA 13R None Given Wet 0 11/20/1990

Ronald McDonald HousBangor State Street Maine Fire P New NFPA 13R 5 Wet 16 9/11/2002

Ross Manor AdditionBangor Husson Avenue & Sprinkler Sys Alzhei New NFPA 13 5 86 static, 47 residual at 1400 gpm, 8-24-93 Dry 237 1/21/1997

SAMS ClubBangor 47 Haskell Road B Maine Fire P Mercan Renovation NFPA 13 201 4/9/2011

Sam's ClubBangor Hogan Road Eastern Fire Mercan Existing & n NFPA 13  6 80 static and 20 residual and 5442 gpm, 6-16-98 Wet 74 7/9/1998

Sam's Club, (Addition)Bangor Haskell Road Maine Fire P Mercan Existing & n NFPA 13 3382 static and 78 residual at 1430 gpm, 8-99 Wet 209 7/23/2001

Sawyer ArenaBangor 13th Street Maine Fire P Assemb New NFPA 13 7 Static 46, residual 45 at 790 GPM, tested 10/10/95 Dry 256 11/1/1995

Sawyer's Arena, (AdditiBangor Thirteenth Street Maine Fire P Ice Are Existing & n NFPA 13 6 46 static and 45 residual at 786 gpm, 1997 Dry 83 8/12/2002

Sbarro RestaurantBangor Bangor Mall Maine Fire P Restaur New NFPA 13 10 68 static and 65 residual at 1020 gpm, 6-7-98 Wet 34 10/26/1998

Sea Dog BreweryBangor Maine Fire P Brewer Existing & n NFPA 13 50 6/27/2012

SearsBangor Bangor Mall / 693 Eastern Fire Mercan Existing NFPA 13 29 Static 100, residual 20 at 4000 GPM, tested 05/17/89 Wet 0 5/13/1993

Sears, Roebuck & ComBangor 693 Stillwater Ave Maine Fire P Mercan Renovation NFPA 13 10 06/07/98 Static 68, 1020 GPM at 65 psi Wet 400 6/23/1999

Seven Apartment UnitsBangor 38 Harlow Street Maine Fire P Apartm New NFPA 13R 58 Static 105, residual 104 at 1800 GPM, tested 05/23/95 Wet 57 9/26/1995

Seventyseven ExchangeBangor Exchange Street Eastern Fire Bankin New NFPA 2001 dn dna FM2 0 4/11/2001

Seventy-three BroadwayBangor 73 Broadway Maine Fire P Apartm New Maine Life 10 Monarch ACE50 OSD pump rated at 80 gpm at 56 psi Wet 70 9/1/2001

Seventytwo-SeventyeigBangor 72-78 Columbia St Maine Fire P Apartm New NFPA 13 44 105 static and 101 residual at 1800 gpm, 4-1995 Wet 111 8/22/2002

Shaw HouseBangor State Street Maine Fire P Residen New NFPA 13 43 137 6/16/2006

Shaw's Supermarket, (ABangor Main Street Maine Fire P Mercan Existing & n NFPA 13 27 101 static and 92 residual at 2132 gpm, 7-2-96 Wet 104 12/9/2003

Shaw's Supermarket, InBangor Main Street Maine Fire P Mercan New NFPA 13 16 101 static, 92 residual at 2137 gpm, 7-2-96 Wet 281 7/24/1996

Shaw's, (Remodel)Bangor Hogan Road Eastern Fire Mercan Renovation NFPA 13 11 85 static, 20 residual at 6244 gpm, 4-28-92 Wet 483 8/21/1996

Shop N SaveBangor Airport Mall Eastern Fire Mercan New NFPA 13 11. Static 43, residual 20 at 1387 GPM, tested 1990 Wet 0 6/14/1993
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Shop n' Save, (AdditionBangor Broadway Shoppin Maine Fire P Mercan Renovation NFPA 1315 50 static and 40 residual at 845 gpm, 7-29-98 Wet 118 11/30/2000

Ski RackBangor Long Meadow Dri Maine Fire P Mercan New NFPA 13 5 Static 77, residual 54 at 3300 GPM, tested 09/25/93 Wet 192 8/8/1995

Smokey BonesBangor Springer Drive Eastern Fire Restaur New NFPA 13 6 72 static and 69 residual at 1025 gpm, 7-19-04 Wet 138 8/25/2004

Spencer GiftsBangor Bangor Mall Eastern Fire Mercan Existing & n NFPA 13 Breaking sprinkler heads around in existing building to ac Wet 0 7/19/1993

spencersBangor Bangor Mall Simplex Grin mall ten New and Re NFPA 13 10 31 4/8/2012

St Andre's HomeBangor Ohio Street Eastern Fire Group New Hydro-Pro 5 52 static and 44 residual at 875 gpm, 1-9-03 Wet 88 2/10/2003

St Joseph HospitalBangor Center Street Eastern Fire Health Existing & n NFPA 13 11 62 static, 20 residual at 3485 gpm, 9-7-95 Wet 825 4/25/1996

St Joseph Hospital, (CatBangor 360 Broadway Ave Sprinkler Sys Hospita New NFPA 13 14 100 static and 75 residual at 450 gpm, 3-12-02, 2" main d Dry 44 9/6/2002

St Joseph Hospital, (MRBangor 360 Broadway Ave Sprinkler Sys Hospita New NFPA 13 26 100 static and 75 residual at 450 gpm, 3-12-02 Wet 42 4/22/2002

St Joseph Hospital, (ReBangor 360 Broadway Eastern Fire Hospita Existing & n NFPA 13 44 62 static and 20 residual at 3485 gpm, 9-7-95, Peerless pu Wet 200 3/21/2000

St Joseph's HospitalBangor 360 Broadway Stre Eastern Fire Mechan New NFPA 13 27 62 static and 20 residual at 3485 gpm, 9-7-95. Peerless 4 Wet 31 6/22/2000

St Joseph's Hospital, (OBangor 360 Broadway Sprinkler Sys Hospita Renovation NFPA 13 5 110 static and 90 residual at 400 gpm, 5-13-04. Peerless 4 Wet 20 10/25/2004

St. Joseph Hospital, 2ndBangor 360 Broadway Eastern Fire Health New NFPA 13 62 static, 20 residual at 3485 gpm, 9-7-95.  Peerless pum Wet30 4/11/1997

St. Joseph Hospital, BuiBangor Center Street Eastern Fire Health Existing & n NFPA 13 9 62 static, 20 residual at 3485 gpm, 9-7-95 ? 313 8/26/1996

St. Mary's Parish EducaBangor 768 Ohio Street Maine Fire P Worshi New NFPA 13 7 Static 60, residual 52 at 505 GPM, tested 06/92 Wet 0 9/10/1992

StaplesBangor Airport Mall Eastern Fire Mercan Existing NFPA 13 Static 43, residual 20 at 1387 GPM, tested 1990 Wet 0 2/11/1994

StaplesBangor Bangor Mall Boule Maine Fire P Mercan New NFPA 13 10 70 static, 65 residual at 1155 gpm, 12-10-96 Wet 259 1/22/1997

Strom Eaton Medical OfBangor Ridgewood Drive Eastern Fire Busines New NFPA 13 8 66 static and 20 residual at 918 gpm, 10-31-96 Wet 225 8/3/1998

Sunbury Medical BuildiBangor Corporate Drive Maine Fire P Office New NFPA 13 15 54 static and 53 residual at 1820 gpm, 2002 Wet 250 7/6/2005

Sunbury Primary CareBangor Maine Avenue Maine Fire P  Office New NFPA 13 30 52 static and 45 residual at 870 gpm, 10-6-97 Wet 221 11/30/2000

Sunrise PlazaBangor Kittredge Road Eastern Fire Mercan New NFPA 13 13 48 static and 44 residual at 1135 gpm, 8-28-02 Wet 155 7/15/2003
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Sytes ApartmentsBangor State Street Maine Fire P Apartm New NFPA 13 57 98 static and 82 residual at 833 gpm, 10-13-05 Wet 72 5/2/2005

Telford AviationBangor Eastern Fire Aircraft New NFPA 13 5 45 static and 20 residual at 1500 gpm, 4-14-00. Patterson Prea 84 1/14/2003

Telford AviationBangor Bangor Internation Eastern Fire Aircraft New NFPA 13 3545 static and 20 residual at 1500 gpm, 4-14-00, Patterson Prea 447 5/11/2000

Temporary Gaming FaciBangor Main Street Eastern Fire Gaming Renovation NFPA 13 12 105 static and 95 residual at 1008 gpm, 7-27-05 Wet 326 7/30/2005

Texas Road HouseBangor Stillwater Avenue Maine Fire P Restaur New NFPA 13 31 62 static and 60 residual at 1214 gpm, 2004 Wet 111 5/9/2005

The Acadia Hospital PhBangor Stillwater Avenue Sprinkler Sys Hospita Existing & n NFPA 13 11. Static 65, residual 58 at 8000 GPM/ Peerless Pump 1000 Wet 0 5/11/1992

The Briar PatchBangor 29 Broad Street Maine Fire P Busines Existing Static 103, residual 87 at 1830 GPM retro-fit existing pip Dry 0 5/6/1992

Thirty-eight/Forty ColuBangor 38-40 Columbia St Maine Fire P Apartm New NFPA 13 dn 105 static and 101 residual at 1800 gpm, 4-95 Wet 60 8/7/2001

Tin Tin BuffetBangor Stillwater Avenue Maine Fire P Restaur Renovation NFPA 13 na 65 static and 63 residual at 1320 gpm. 2003 Wet 59 3/29/2004

TJ Max, (Renovations)Bangor Broadway Shoppin Maine Fire P Mercan Renovation NFPA 13dn 55 static and 20 residual at 1470 gpm, 10-98 370 6/15/1999

Together PlaceBangor 150 union Street Maine Fire P New Maine Life 83 7/10/1990

Twelve Hundred NinetyBangor 1296 Essex Street Maine Fire P Group New Maine Life 7 46 static and 27 residual at 90 gpm, Goulds XSH-20 pum Wet 59 2/9/1999

Twenty five-Twenty ninBangor 25-29 State Street Maine Fire P Busines New NFPA 13 45 105 static and 101 residual at 1800 gpm, 4-1995 Wet 408 10/2/2000

Twenty four Pleasant StBangor 24 Pleasant Street Eastern Fire Apartm Renovation NFPA 13 n/a n/a Dry 39 3/30/2004

Twenty Labarca LaneBangor 20 Labarca Lane Maine Fire P Transiti New Maine Life 8 55 static and 32 residual at 75 gpm with Goulds GT-20 p Wet 36 8/5/1999

Twenty South StreetBangor 20 South Street Eastern Fire Office Existing & n NFPA 13 04-29-98 2" Drain Test, Static 110, 470 GPM at 95 psi Wet 53 4/28/1999

Two-hundred-eighty StaBangor 280 State Street Maine Fire P Day Ca New NFPA 13R / 95 Static 72, residual 66 at 1010 GPM, tested 07/21/95 Wet 60 8/1/1995

UCB Camden Hall RenBangor Texas Avenue Maine Fire P Laborat New NFPA 13 23 52 static and 44 residual at 1040 gpm, 4-16-02 Wet 93 9/25/2002

UCP of MaineBangor Elizabeth Levinson Maine Fire P Medica Existing & n NFPA 13 269 4/27/2012

Unicel Corporate OfficeBangor Union Street Eastern Fire Office New NFPA 13 6.2 04/07/99 Static 50, 880 GPM at 42 psi Wet 272 5/12/1999

UnifirstBangor 70 Godsoe rd. Ban Maine Fire P Laundr Addition of NFPA 13 29 6/21/2012
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Unifirst Corporation WaBangor 70 Godsoe Road Maine Fire P Treatm Renovation NFPA 13 7 Static 72, residual 61 at 3300 GPM, tested 1986 Wet 012/22/1994

Union Street AthleticBangor 336 Griffin Road John Boardm Assemb New NFPA 13 6 45 static, 20 residual at 1650 gpm, 8-20-96 Wet 104 9/18/1996

Union Street AthleticsBangor 366 Griffin Road John Boardm Fitness Existing & n NFPA 13 8 50 static and 42 residual at 880 gpm, 6-99 Wet 88 5/27/2003

Varney GMC Truck-IsuBangor Hogan Road Maine Fire P Mercan New NFPA 13 10 72 static and 70 residual at 1130 gpm, 10-13-98 Wet 320 10/19/1998

Varney Mazda-IsuzuBangor Mount Hope Aven Maine Fire P Mercan New NFPA 13 12 72 static and 70 residual at 1130 gpm, 10-14-98 Wet 179 6/27/2003

Victoria's SecretBangor 663 Stillwater Ave Sprinkler Sys Mercan Renovation NFPA 13 dn dna Wet 53 5/3/1996

VIP Auto PartsBangor 911 Stillwater Ave Simplex Grin Mercan New NFPA 13 20 Static 92, residual 78 at 6244@20 psi, tested 04/28/92Dry 0 11/2/1994

Vision Care of MaineBangor Ridgewood Avenu Sprinkler Sys Office New NFPA 13 5 41 static and 36 residual at 860 gpm, 11-2-98 Wet 337 12/18/1998

W. C. WeatherbeeBangor Stillwater Avenue Maine Fire P Busines Existing NFPA 13 41 Static 99, residual 53 at 5000 GPM, tested 06/01/89 Wet 0 11/18/1994

Wal-MartBangor Hogan Road Eastern Fire Mercan New NFPA 13 8.5 Static 92, residual 78 at 2576 GPM, tested 04/29/92 Wet 0 6/22/1992

Wassookeag SchoolBangor 218 French Street Eastern Fire Day Ca New Hydro-Pro 9 74 static and 20 residual at 600 gpm, 1998 Wet 38 3/14/2005

West Side DaycareBangor Court Street Maine Fire P Day Ca New Maine Life 19 70 static, 69 residual at 650 gpm, 3-17-98 Wet 32 4/20/1998

Whig and CurrierBangor 18 Broad Street Maine Fire P Pub & New NFPA 13 38 4/9/2012

Church at BradfordBradford Storer Road Dean & Ally Assemb New Hydro-Pro 5 Gould PF 20 pump rated at 50 gpm at 50 psi Wet 82 11/26/1997

Parker LumberBradford Reeves Road Sprinkler Sys Saw Mi New NFPA 13 5 Fairbanks-Morse 12M-7000F pump rated at 1000 gpm at Dry 503 11/20/1997

Parker LumberBradford Reeves Road Sprinkler Sys Storage Existing & n NFPA 13 5Fairbanks/ Morse pump Model 12M-7000F rated at 1000 Dry 26 10/20/2000

130-142 Main St BreweBrewer Main Street Eastern Fire Residen New NFPA 13R 8 72 static and 32 residual at 950 gpm, 6-3-05 Wet 73 7/29/2005

Adult Foster Care FaciliBrewer 79 Washington Str Maine Fire P Assiste New Maine Life 13 50 static, 35 residual at 1872 gpm, 10-10-95 Wet 60 3/22/1996

Assisted Living FacilityBrewer 19 Mill Street, Bre Maine Fire P Assiste New System NFPA 13D 10. 32 9/24/2012

Asst. LivingBrewer Roosevelt Avenue, Maine Fire P residen New System Maine Life 16 37 4/4/2012

Beathan, Bernier, SeekiBrewer Parkway South Maine Fire P Office New Hydro-Pro 5 30 static and 27 residual at 740 gpm Wet 44 10/11/2001
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Brewer AuditoriumBrewer 1 Canusa Way High Tech Fi Activit New NFPA 13 5 50 static and 20 residual at 2800 gpm, 12-30-99 Wet 316 2/16/2000

Brewer Automotive CoBrewer Baker Boulevard Maine Fire P Automo New NFPA 13 16 Static 66, residual 52 at 1225 GPM, tested 09/89 Wet 315 7/11/1995

Brewer Automotive CoBrewer Robinson Boulevar Eastern Fire Industri Existing NFPA 13 13 Static 72, residual 66 at 1150 GPM, tested 07/30/90 Wet 0 11/4/1992

Brewer Automotive CoBrewer Baker Boulevard Eastern Fire Industri New NFPA 13 None Given Wet 0 10/30/1990

Brewer Group HomeBrewer Wilson Street Maine Fire P Group New Maine Life 8 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 55 5/24/2004

Brewer Hannaford, (ReBrewer Wilson Street Sprinkler Sys Repair Renovation NFPA 13 535 static and 29 residual at 900 gpm, 1-1-79 Wet 50 2/19/2003

Brewer High SchoolBrewer Parkway South Sprinkler Sys Educati New 6 1205 2/14/2006

Brewer Rehabilitation Brewer Parkway South Eastern Fire Health New NFPA 13 Static 30, residual 27 at 740 GPM Dry 0 7/1/1994

Brooks PharmacyBrewer South Main Street Maine Fire P Mercan New NFPA 13 21 86 static and 78 residual at 1860 gpm, 10-95 Wet 92 7/13/1998

Common Sense HousinBrewer 29 Lambert Street Maine Fire P Residen New Maine Life 10 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 30 6/27/2002

Common Sense HousinBrewer 739 N. Main St. Br Maine Fire P Assiste New System Maine Life 12. 27 10/12/2012

Crisis Stabilization UnitBrewer ACME Road Denali Fire P Office New NFPA 13R 7 48 static and 42 residual at 1030 gpm, 11-2-04 Wet 55 1/15/2005

Darlings Corporate OffiBrewer 96 Parkway South Maine Fire P Office Existing & n NFPA 13 na 30 static and 27 residual at 750 gpm. Pump rated at 500 g Wet 99 3/4/2003

Downeast ToyotaBrewer Wilson Street Eastern Fire Repair New NFPA 13 8 65 static and 38 residual at 2161 gpm, 1995 Wet 56 1/11/2002

Downeast ToyotaBrewer Wilson Street Eastern Fire Repair New NFPA 13 9 65 static and 38 residual at 2161 gpm, 1995 Wet 130 5/9/2003

Downeast ToyotaBrewer Pierce Road Eastern Fire Repair New NFPA 13 5 78 static, 58 residual and 2500 gpm, 1992 Dry 180 10/31/1997

Downeast Toyota, (200Brewer Wilson Street Eastern Fire Auto D Existing & n NFPA 13 5 68 static and 35 residual at 995 gpm, 4-20-04 Wet 149 5/6/2004

Ellen Leach Memorial Brewer One Taylor Drive Maine Fire P Apartm New NFPA 13 12 44 static, 38 residual at 712 gpm, 5-3-94 Dry 649 5/12/1997

Ellen M Leach MemoriaBrewer One Taylor Drive Maine Fire P Residen New NFPA 13 45 44 static and 38 residual at 712 gpm, 5-3-94. Peerless pu Dry 687 5/4/2002

Ellen M. Leach MemoriBrewer Colonial Circle Eastern Fire Memori New NFPA 13 19 Static 44, residual 38 at 712 GPM, Peerless Pump - 300 GDry 0 9/8/1994

EMH Professional BuilBrewer Wilson Street Eastern Fire Office New NFPA 13 9 57 static and 42 residual at 1035 gpm, 7-14-03. Patterson Wet 1007 8/20/2003
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Four hundred fifty-seveBrewer 457.5 Main Street Eastern Fire Apartm New NFPA 13R 30 80 static and 68 residual at 1225 gpm, 3-4-04 Wet 204 5/3/2004

Grove Street HomeBrewer Grove Street Sprinkler Sys Assiste New Maine Life 5 Monarch Ace 500-SD 5hp pump rated at 40 gpm at 65 ps Wet47 12/16/2003

Hackett Machine - 60 XBrewer One Industrial Plaz Maine Fire P Machin New additio NFPA 13 Static 35, residual 31 at 740 GPM, tested June 1989 Wet 0 9/26/1994

HO Bouchard Sports CoBrewer 90 Acme Road Eastern Fire Assemb New NFPA 13 5 Peerless 4PUF8G pump rated at 300 gpm at 50 psi, 11-10 Wet 372 2/19/1997

Jeff's CateringBrewer Industrial Parkway Eastern Fire Banque New NFPA 13 8 Static 66, residual 52 at 1225 GPM, tested 1989 Wet 76 10/3/1995

Lafayette Cancer CenterBrewer Whiting Hill Road Eastern Fire office/ Renovation NFPA 13 8.6 145 10/11/2012

LaVerdiere's Drug StoreBrewer 405 North Main St Eastern Fire Mercan New, from e NFPA 13 Modification of Existing system 0 3/25/1992

Lemforder Corporation Brewer 12 Stephens Road Maine Fire P Wareho New NFPA 231C 13 70 static and 55 residual at 3636 gpm, 1996 Wet 717 2/16/2000

Lemforders, (Office AdBrewer Baker Street Eastern Fire Busines Existing & n NFPA 1324 70 static, 55 residual at 3634 gpm, 10-10-95 Wet 51 8/23/1997

MEARNG, Brewer ArmBrewer 133 Elm Street ABJ General Militar New NFPA 13 5 333 10/1/2009

OHI Group HomeBrewer Maine Fire P Group New Maine Life 23 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 24 11/7/2003

Old Cottage Restaurant,Brewer Wilson Street Maine Fire P Fitness New & Ren NFPA 13 n/a n/a Dry 58 2/18/2005

Riverview ApartmentsBrewer ACME Road Denali Fire P Apartm New NFPA 13R 15 48 static and 42 residual at 1030 gpm, 11-02-04 Wet 63 7/7/2005

Schooners Phase IBrewer 5 S. Maine St. Bre Maine Fire P Restaur New System Maine Life 35 56 7/11/2012

St. Joseph Church - ClaBrewer 531 North Main St Maine Fire P Educati New NFPA 13 9 Static 65, residual 47 at 1500 GPM Dry 0 8/28/1991

Trans TechBrewer Baker Boulevard Eastern Fire Metal New NFPA 13 20 10/10/95 Static 70, 3636 GPM at 55 psi Wet 350 4/20/1999

VIP Auto PartsBrewer Wilson Street Simplex Grin Mercan Existing NFPA 13 25 Static 78, residual 54 at 2800 GPM, tested 09/89 Dry 0 11/2/1994

Wal-Mart SupercenterBrewer Wilson Street High Tech Fi Mercan New NFPA 13 5 58 static and 36 residual at 1150 gpm, 5-25-01 Dry 1587 12/2/2002

Woodlands of BrewerBrewer Taylor Drive Maine Fire P Residen New NFPA 13 5 33 static and 20 residual at 700 gpm. Patterson pump rate Dry 465 5/4/2002

WS EmersonBrewer Acme Road Eastern Fire Storage Existing & n NFPA 13 11 45 static and 38 residual at 1035 gpm, 11-10-96 Dry 52 4/3/2003

Yudy's Edwards Tire CoBrewer 541 Wilson Street Maine Fire P Repair New NFPA 13 dn 65 static, 38 residual at 2847 gpm, 10-11-95 Wet 20 3/22/1996
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Yudy's-Edwards Tire CBrewer Wilson Street Maine Fire P Storage New NFPA 13 9 65 static, 38 residual at 2847 gpm, 10-11-95 Dry 143 6/10/1996

Juvenile Detention FacilCharleston Route 15 Maine Fire P Correct New NFPA 13 9 Static 51, residual 42 at 1960 GPM, tested 09/05/95 Wet100 12/13/1995

Mountainview Youth DCharleston Eastern Fire Mainte New NFPA 13 n/a 60 static and 51 residual at 902 gpm, 9-26-00 Wet 24 11/12/2004

Northern Maine JuvenilCharleston Route 15 Sprinkler Sys Prison Renovation NFPA 13 5 60 static and 51 residual at 902 gpm, 9-26-00 Wet 1453 10/24/2000

Camp Molly MolassesClifton Chemo Pond Maine Fire P Assemb New Hydro-Pro 15 Goulds submersible pump static 59.67, 90 GPM at 35.26 Wet 0 5/12/1994

Corundel CommonsCorinna Hill Street Eastern Fire Residen New NFPA 13R 5 68 static and 35 residual at 920 gpm, 11-12-03 Wet 175 5/21/2005

Eastland Elementary ScCorinna Route 222 Eastern Fire Educati New Hydro-Pro 5 Goulds 70GS50R pump rated at 80 gpm at 67 psi Wet 139 4/11/1997

Emilio EstatesCorinth West Corinth Road Maine Fire P Boardin New Hydro-Pro 45.82 static, 47 residual, 64 gpm Goulds model 406530 UL l Wet 56 5/1/1998

Dexter Group HomeDexter Maine Fire P Group New Maine Life 17 52 6/12/2006

Dexter Shoe Building FDexter Railroad Avenue Eastern Fire Manufa NFPA 231 9 Static 112, residual 100 at 890 GPM, tested 08/17/94 Pu Wet 0 9/6/1994

Dexter Shoe Loading DDexter Railroad Avenue Eastern Fire Loadin New NFPA 13 17. Pump info. - 1000 GPM at 100 psi Wet 0 12/17/1993

McFarland Street RacksDexter McFarland Street Eastern Fire Storage Renovation NFPA 13 44 Peerless pump rated at 1500 gpm at 100 psi Wet 0 9/15/2003

Penquis CapDexter 59 Free Street Maine Fire P resident New System Maine Life 8 65 2/17/2009

Penquis Mental HealthDexter Depot Road Maine Fire P Group New Maine Life 23 61 static and 36 residual at 75 gpm. Monarch ACE 50OS Wet 5112/26/2000

Shop N SaveDexter Route 7 Maine Fire P Mercan Both NFPA 13 6 Static 99, residual 25 at 1685 GPM, tested 10/23/95 Wet 198 11/30/1995

Tradewinds MarketEast Corinth Main Street Dean & Ally Mercan New NFPA 13 10 Patterson 12DMC pump rated at 500 gpm at 75 psi Dry 374 10/3/2003

Brewer Water TreatmenEast Eddington South Road Automatic S Water t New NFPA 13 18 Aurora PUMP, Model #5-483-15, UL listed, rated 750 G Wet 79 9/20/1995

Peavey ManufacturingEast Eddington Route # 9 Maine Fire P Manufa New & exist NFPA 13 Static 75, Residual 67 at 750 GPM Wet 0 5/13/1993

Echo Village Senior CeEast Holden Maine Fire P Adult D New Maine Life 11 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 39 6/11/2004

Granville Lumber, (PhasEast Holden Route 1A, Bar Har Maine Fire P Mercan New NFPA 13 31 Peerless 10MAF pump rated at 500 gpm at 100 psi Dry 171 1/26/1998

Bowater Great NorthernEast Millinocket Main Street Eastern Fire Manufa New Hydr. Calc 32. Static 137, Residual 82 at 2000 GPM Wet 0 9/15/1992
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Bowater Recycled FiberEast Millinocket Main Street Automatic S Manufa New NFPA 13 22 Pump rated at 1500 at 150 PSI Wet 0 12/4/1992

East Millinocket IndustrEast Millinocket Maine Fire P Manufa Existing & n 11 140 3/23/2006

EMCC Childcare CenteEast Millinocket Dirigo Drive Maine Fire P Daycar New NFPA 13 n/a 58 static and 40 residual at 600 gpm, 2001 Wet 24 12/11/2004

Great Northern Paper CEast Millinocket Main Street Commercial Manufa New Factory Mut Static 150+ Wet 0 2/7/1992

Great Northern Paper CEast Millinocket Main Street Automatic S Manufa New None Given - this is for several different areas Dry 0 9/6/1990

Katahdin Area Training East Millinocket 1 Industrial Drive Maine Fire P Trainin New NFPA 13 30. Date of last water test; 12/7/01; Static Pressure; 58; Resid Wet 120 12/31/2001

Schenck High School REast Millinocket Maine Fire P Educati New NFPA 13 2 39 static and 39 residual at 719 gpm, 7-97 Wet 573 6/7/2001

Sweet SeniorsEast Millinocket 30 Pine Street Maine Fire P Boardin New NFPA 13R 5 57 static, 46 residual at 946 gpm, 7-95 Wet 59 10/2/1996

Camp RooseveltEddington Blackcap Road Eastern Fire Dining New Hydro-Pro 7 Monarch ACE 500SD pump rated at 60 gpm at 58 psiDry 131 11/22/2005

Eddington Civic CenterEddington Route 9 Maine Fire P Civic C New Hydro-Pro 67 100 static and 97 residual at 1310 gpm, 6-16-03 Wet 84 6/27/2003

Eddington SchoolEddington 440 Main St. Eddi Maine Fire P school New System Hydro-Pro 11 206 8/21/2012

Williams LumberEddington Route 9 Sprinkler Sys Sawmil New NFPA 13 dn 95 static, 92 residual from a 2" main drain test, 8-22-95 Dry 56 12/4/1996

Howland - Enfield K-5 Enfield Hammett Road Sprinkler Sys School, New Hydro-Pro 11 Peerless Pump Ratede at 80 GPM at 200-85 PSI Wet 0 3/2/1993

Alan & Rochelle HarrimGlenburn 56 Misty Way John C. Boar Home New NFPA 13D 0 2/5/2008

Apartment Complex 7Glenburn Maine Fire P Apartm New Hydro-Pro 12 Monarch 500SD pump rated at 80 gpm at 60 psi Wet 86 2/9/2004

Davitt B & BGlenburn Maine Fire P Roomin New Maine Life 11 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 43 12/16/2004

Lane DevelopmentGlenburn Pushaw Road Eastern Fire Residen New Hydro-Pro 5 Goulds 80GS pump rated at 39 gpm at 95 psi Wet 59 7/28/2003

Sunny GablesGlenburn Route 22 Eastern Fire Elderly New Hydro-Pro 9 Goulds 5SGS30 pump rated at 40 gpm at 82 psi Wet 151 11/18/1998

Christian Science BroadGreenbush c/o Maine Fire Prot Maine Fire P Busines New NFPA 13 Peerless Pump rated at 500 GPM at 104 PSI 0 5/20/1991

AspenledgeHampden 25 Mayo Road Sprinkler Sys Apartm New Maine Life Pearless pump rated at 80 gpm @ 52 psi Wet 0 5/13/1992

Avalone VillageHampden Main Road North Maine Fire P Apartm New NFPA 13R14 80 static, 20 residual at 1500 gpm, 5-31-94 Wet 118 7/9/1996
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Barco Federal Credit UnHampden 101 Western Aven Maine Fire P Busines New NFPA 13 10 80 static and 76 residual at 600 gpm, 5-1994 Dry 309 8/30/1999

Best Western White HoHampden Maine Fire P Hotel Existing & n NFPA 13 8 10,000 gallon water pressure tank. 270 5/24/2006

Dennis PaperHampden 101 Mecaw Rd. Ha Maine Fire P storage Addition of NFPA 13 14 168 8/28/2012

Hampden Academy, (RHampden One Main Road Maine Fire P Educati Renovation NFPA 13 na 65 static and 50 residual at ? Wet 20 11/7/2003

Hampden Assisted LiviHampden Maine Fire P Assiste New Maine Life 22 Goulds GT20 pump rated at Wet 27 5/22/2003

Hampden Fire Station/THampden Route 9 Maine Fire P Fire Sta Renovation NFPA 13dn 80 static and 42 residual at 1650 gpm, 6-99 Dry 111 11/10/2001

Hampden Highland MetHampden 44 Kennebec Road Maine Fire P Church New Hydro-Pro 6.7 Date of last water test; 9/18/01; Static Pressure; 45; Resid Wet 146 10/9/2001

Hampden Municipal BuHampden Route 9 Maine Fire P Offices, New NFPA 13 18. 85 static, 60 residual,1200 gpm Both 0 4/17/1991

Hampden Newburgh MiHampden Route 1A Sprinkler Sys Educati New NFPA 13 76 static and 70 residual at 870 gpm Wet 0 3/24/1993

Katahdin Trust CompanHampden Western Ave. Sprinkler Sys Offices New System NFPA 13 5+ 131 2/14/2011

Ken Wentworth ApartmHampden Maine Fire P Apartm New Maine Life 19 38 8/12/2008

Larkin EnterprisesHampden Ammo Industrial P Eastern Fire Office New Maine Life 11 Goulds GT20 pump rated at 30 gpm at 53 psi Wet 88 2/1/2002

MCD Eight Bed ResideHampden Kennebec Road Sprinkler Sys Nursing New Maine Life 15 Peerless model Number PE505, 80 gpm @ 52 psi Wet 62 1/5/1998

NAPA Auto PartsHampden Route 1 Eastern Fire Storage New NFPA 13 61 static, 54 residual, 1900 gpm Wet 32 10/5/1995

Pepsi DistributionHampden Penobscot Meado Maine Fire P Wareho New NFPA 13 12. Date of last water test; 6/30/98;  Static Pressure; 66; Resi Wet 350 8/25/2001

RBCS Renovations to DHampden Meadow Drive Maine Fire P Busines New NFPA 13 40 68 static and 55 residual at 955 gpm, 6-30-98 Dry 4 7/7/1998

Records Management CHampden Triangle Road Sprinkler Sys Storage New NFPA 13 7May 1994 Static 97, 580 GPM at 91 psi Wet 70 3/30/1999

Rite-AidHampden Route 1 Eastern Fire Mercan Existing & n NFPA 13 16. 61 static, 54 residual at 1900 gpm, 1994 Wet 130 1/16/1996

Snow & Neally CompanHampden 747 Main Road Eastern Fire Office Existing NFPA 13 124 static, 20 resudual, 2670 gpm. Pump. Dry 0 1/25/1994

U.S. Postal Service FaciHampden 16 Penobscot Mea Automatic S Busines Existing NFPA 13 5.4 01/03/92 Static 84, 749 GPM at 72 psi Dry 0 1/12/1994

United States Postal SerHampden 16 Penobscott Mea Atlantic Auto Busines Renovation NFPA 13 dn dna 22 10/1/1999
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Vision Project ServicesHampden Maine Fire P Manufa New 20 201 2/13/2006

Whitehouse Apartment Hampden Maine Fire P Apartm New NFPA 13 6 44 static and 20 residual at 1500 gpm, 2000 Wet 40 2/17/2004

AKTEM Business BuildHermon Printers Drive Maine Fire P Storage New NFPA 13 5 51 static and 20 residual at 2100 gpm, 2001 Wet 160 10/25/2003

Aktem Office BuildingHermon Maine Fire P Office New NFPA 13 7 136 5/24/2006

Atlantic CommunicatioHermon Freedom Parkway Maine Fire P Office New NFPA 13 23 60 static and 54 residual at 710 gpm, 1995 Wet 92 2/9/2001

CB KenworthHermon Odlin Road Maine Fire P Truck New NFPA 13 7 48 static and 20 residual at 2100 gpm, 9-98 Wet 193 4/2/1999

Daigle & HoughtonHermon Coldbrook Road Maine Fire P Repair New NFPA 13 9 48 static and 20 residual at 2100 gpm, engineer's calc Wet 220 10/1/1998

Dysart WarehouseHermon Odlin Road Maine Fire P Storage New NFPA 13 11 45 static and 20 residual at 2000 gpm. Patterson 6x5x17 Dry 696 12/22/2003

Dysart's - 1990 AdditioHermon Coldbrook & Odlin Sprinkler Sys Restaur New additio NFPA 13 None Given Wet 0 9/20/1990

Ewing Construction WaHermon Freedom Parkway Maine Fire P Storage New NFPA 13 7.6 10/17/95 Static 60, 710 GPM at 54 psi Dry 128 10/19/1995

Exide CorporationHermon Lexington Drive Maine Fire P Storage New NFPA 13 5.1 06/05/95 Static 53, 530 GPM at 45 psi Wet 94 7/24/1995

Hermon Baptist ChurchHermon 2496 Route 2 Maine Fire P Church New Hydro-Pro 12 Goulds 80GS50 pump rated at 80 gpm at 65 psi Wet 163 9/21/2002

Hermon High SchoolHermon Route 2 Maine Fire P Educati New NFPA 13 2.7 Peerless 500 GPM at 125 psi Dry 0 4/6/1994

Hermon Mountain Ski Hermon Maine Fire P Ski Lod New NFPA 13 37 Pump rated at 80 gpm at 70 psi Wet 88 11/8/2005

Kelly Road Group HomHermon Kelly Road Maine Fire P Group New Maine Life 16 55 static and 32 residual at 75 gpm, Goulds GT-20 pump Wet34 8/31/2000

Logistics Management Hermon Maine Fire P Wareho New NFPA 13 33 Updated water 2002, 47 static, 45 residual at 980 gpm. P 1640 4/17/2006

Morgan HillHermon Route 2 Aquatic Dev Assemb New NFPA 13 6 270 6/29/2006

Snowman PrintingHermon Coldbrook Road Maine Fire P Printing New NFPA 13 8 48 static and 20 residual at 2100 gpm, 1998 Wet 210 11/24/1999

TractionHermon Coldbrook Road Maine Fire P sales New System NFPA 13 7 156 5/14/2012

Felt Brook Golf CenterHolden Route 1A Maine Fire P Restaur New Hydro-Pro 7 66 static, 39 residual at 120 gpm, and Sta-Rite DHJ pump Wet 84 7/8/1997

Holden Group HomeHolden Church Road Maine Fire P Group New Maine Life 25 57 static and 33 residual at 60 gpm, Wet 45 1/14/2000
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Cummings Healthcare FHowland Crocker Avenue Eastern Fire Health Existing NFPA 13 5 Peerless 4ABF10 pump rated at 500 gpm at 40 psi, plus t Dry 154 1/4/1999

Community Health CentIndian Island 5 River Road Maine Fire P Health New & Ren NFPA 13 8.9 Static 64, 710 GPM at 25 psi Wet 0 2/14/1991

Adult Foster CareLee Route 168 Maine Fire P Adult F New Maine Life 18 Peerless PE 503 pump rated at 80 gpm at 52 psi Wet 34 6/10/1996

Lee AcademyLee 26 Winn Road Sprinkler Sys Student New System NFPA 13D 6+ 61 6/21/2012

Lee Academy, (WeymoLee Route 168 Maine Fire P Dormit New Hydro-Pro 5 Goulds 806550 fire pump rated at 80 gpm at 65 psi Wet 95 5/30/2001

Levant SchoolLevant Overlock Road Maine Fire P Educati New NFPA 13 10 Peerless 3AEF9 UL listed pump rated at 500 gpm at 125 Dry 570 2/19/1997

Colonial HealthcareLincoln Maine Fire P Health Renovation NFPA 13 68 3/3/2008

Jubilee Day CareLincoln Route 6 Maine Fire P Day Ca New Maine Life 30 55 static and 32 residual at 75 gpm, with Goulds GT-20 p Wet 26 7/23/1999

Lakeview Adult Family Lincoln 15 East Broadway Maine Fire P Adult F New Maine Life 58101 static, 54 residual at 630 gpm, 4-96 Wet 51 10/2/1996

Lincoln P & T PM#8Lincoln 50 Katahdin Aven Simplex Grin Paper New NFPA 13 11 364 7/4/2006

Lincoln Pulp & PaperLincoln Katahdin Avenue Simplex Grin Electric New NFPA 13 17. 1992 Pump test, Static 175, 1500 GPM at 135 psi Dry 47 11/20/1995

Lincoln Pulp & PaperLincoln Katahdin Avenue Simplex Grin Mainte Existing & n NFPA 13 5 Ingersoll Rand pump rated at 1500 gpm at 130 psi Dry 45 10/26/1999

Lincoln Pulp & PaperLincoln General Delivery Automatic S Storage New NFPA 13 5.8 07/89 Static 142, 1704 GPM at 114 psi Dry 0 9/9/1991

Lincoln Pulp & Paper- #Lincoln General Delivery Automatic S Storage New NFPA 13 33 07/89 Static 142, 1704 GPM at 114 psi Wet 0 3/11/1991

Lincoln Walmart, (CanoLincoln Routes 2 & 6 Sprinkler Sys Mercan Existing & n NFPA 13 696 static and 78 residual at 900 gpm, 7-14-92. Main drain Wet 32 9/12/2002

Mattanawcook Junior HLincoln 41 School Street Sprinkler Sys Educati Existing NFPA 13 02/92 Static 96, 1075 GPM at 84 psi Dry 0 7/8/1992

Mattanawcook Junior HLincoln 41 School Street Sprinkler Sys Educati New NFPA 13 Static 95 Wet 0 3/20/1992

Penobscot Valley HospiLincoln Transalpine Road Eastern Fire Medica New NFPA 13 5 82 static and 68 residual at 1300 gpm, 9-30-02 Wet 611 2/10/2003

Penquis CapLincoln 119 Main Street Maine Fire P Busines Existing Maine Life 8 100 static and 90 residual at 25 gpm Wet 0 3/8/1993

SAD #67 Ella Burr SchLincoln Ella Burr Street Eastern Fire Educati Existing & n NFPA 13 7 80 static and 44 residual at 950 gpm, 1996 Wet 40 3/14/2005

Tissue Mill AdditionLincoln Katahdin Avenue Simplex Grin Industri New NFPA 13 9 136 static, 89 residual at 1127 gpm, 4-11-96 Wet 24 4/22/1996
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Vern Taylor Group HoLincoln 74 Taylor Street Maine Fire P Group New Hydro-Pro 28 95 static and 45 residual at 1090 gpm, 11-15-01 Wet 4311/28/2001

Wal-MartLincoln Routes 2 & 6 Sprinkler Sys Mercan New NFPA 13 5.7 Static 96, 900 GPM at 78 psi Wet 0 7/30/1992

Mattawamkeag Church Mattawamkeag Route 2 Eastern Fire Assemb New Hydro-Pro 5Monarch ACE-500SD pump rated at 60 gpm at 60 psi Wet144 8/14/2002

Keiser MotelMedway Route 121 High Tech Fi Motel Existing Hydro-Pro 16. Tank & Pump Wet 0 4/24/1995

Lewis S. Libby SchoolMilford County Road Maine Fire P Educati New NFPA 13 7.0 Static 64, 860 GPM at 40 psi Wet 0 9/9/1991

Georgia Pacific - DigestMillinocket 1 Katahdin Avenue Automatic S Manufa New NFPA 13 None Given Wet 0 3/14/1991

Granite Street School EMillinocket Granite Street Maine Fire P School New NFPA 13 21. Static 78, Residual 39, at 920 GPM, 10/1/97 Wet164 10/24/1997

Great Northern PaperMillinocket Route 11 Dean & Ally Paper Existing & n NFPA 13 10 Peerless pump rated at 2500 gpm at 125 psi Wet125 11/29/2001

Katahdin Nursing HomeMillinocket Warsaw Street Eastern Fire Nursing New NFPA 13 dn 66 static and 48 residual at 790 gpm, 9-14-98 Dry 27 10/1/1998

Millinocket CommunityMillinocket 200 Somerset Simplex Grin Hospita New NFPA 13 6 45 static and 38 residual at 856 gpm, 5-22-01 Wet 192 6/12/2003

Millinocket Regional HMillinocket Spruce Street Sprinkler Sys Hospita New NFPA 13 Static 50, 538 GPM at 40 psi Wet 0 7/29/1993

NE Outdoors CenterMillinocket Medway Eastern Fire Recreat New Hydro-Pro 7 Peerless PE503 pump rated at 100 gpm at 50 psi Wet 95 2/13/1997

One-Hundred-Thirty-OnMillinocket 131 Penobscot Ave Maine Fire P Apartm Existing Maine Life 16. Goulds Pump 50 GPM at 43 psi Wet 0 9/11/1991

Partridge Cove Bed & BMillinocket Route 11 Eastern Fire Inn New Maine Life 5 GouldsGT-20 pump rated at 30 gpm at 53 psi Wet 67 5/20/2003

Rite AidMillinocket Central Street High Tech Fi Mercan New NFPA 13 10 58 static, 43 residual at 1090 gpm, 7-92 Wet 126 9/17/1996

Shop N SaveMillinocket Central Street Sprinkler Sys Mercan New NFPA 13 None Given Wet 0 9/26/1990

St Martins De Tour PariMillinocket Maine Avenue Eastern Fire Assemb New NFPA 13 5 71 static and 50 residual at 710 gpm, 9-14-98 Wet 228 11/6/1998

Stern's Building, (LowerMillinocket Maine street High Tech Fi Apartm RenovationNFPA 13 9.8 date of Last Water Test, 1998,  Static Pressure, 65 , Resid Wet 57 4/19/2001

Sterns Building, (Phase Millinocket Maine Street High Tech Fi Apartm RenovationNFPA 13R dn 65 static and 35 residual at 750 gpm, 1998 Wet 328 12/11/2000

Calvary BaptistNewport Grove Street Maine Fire P Church New Hydro-Pro 47 96 static and 58 residual at 1117 gpm, 6-14-04 Wet 96 7/2/2004

Costain Professional BuNewport 118 Moosehead Tr Sprinkler Sys Office New Hydro-Pro 7 96 static and 83 residual at 75 gpm, 12-7-05 Wet 67 1/15/2006
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Dexter Shoe Rack ConvNewport Parkway South Eastern Fire Manufa New NFPA 13 dn 53 static, 28 residual at 650 gpm, Wet 32 2/9/1996

Mickey Davis ApartmeNewport 5 Water Street Maine Fire P Apartm New Hydro-Pro 27 112 3/9/2009

Mickey Davis ProfessioNewport Route 100 Maine Fire P Assemb New Hydro-Pro 35 Goulds 80 GS50412 pump rated at 80 gpm at 68 psi Wet 10712/18/2003

Newport Family PracticNewport Route 2 Maine Fire P Office New NFPA 13 55 81 static and 55 residual at 1100 gpm, 2003 Wet 76 2/27/2004

Newport MotorsportsNewport Route 2 Maine Fire P Mercan New NFPA 13 6 81 static and 55 residual at 1100 gpm, 1-17-03 Wet 194 5/10/2003

Newport Warehouse, (ONewport 34 Progress Park D Simplex Grin Storage New NFPA 13 8 92 static and 77 residual at 1320 gpm, 3-5-02 Wet 554 6/17/2002

Penobscot Middle SchoNewport Williams Road Sprinkler Sys Educati New Hydro-Pro 5 Goulds 75GS pump rated at 80 gpm at 74 psi, with storag Wet 416 8/22/2001

Scotty's RestaurantNewport Main Street High Tech Fi Assemb New Hydro-Pro 6 52 static and 31 residual at 750 gpm, 1998 Dry 145 7/22/1998

Apartment AdditionOld Town 319 South Main St David E. Gra Apartm New NFPA 13D 15 78 static, 68 residual at 1440 gpm, 1996 Wet 14 8/30/1996

Bangor Savings BankOld Town North Main Street Maine Fire P Busines New Hydro-Pro 47 78 static and 74 residual at 837 gpm, 1994 Wet 26 12/29/1998

Broke Pulper Building Old Town Portland Street Eastern Fire Storage New additio NFPA 13 Noen Given Wet 0 1/9/1991

Costco Inner Wrap ProjOld Town Portland Street Maine Fire P Mill New NFPA 13 46117 static and 101 residual at 2343 gpm, 2000 gpm at 11 Wet 59 5/4/2002

Dewitt Field Aircraft HaOld Town Airport Road Maine Fire P Aircraft New NFPA 13 561 static, 45 residual at 992 gpm, 9-5-97 Wet 116 10/24/1997

Georgia Pacific Boiler, (Old Town 1 Portland Street Dean & Ally Power Renovation NFPA 13 13 123 static and 93 residual at 2130 gpm, 7-16-04 Delu 78 12/11/2004

Georgia Pacific, (HazarOld Town 101 Portland Street Sprinkler Sys Hazard New NFPA 13 70 static and 65 residual at 2463 gpm, 1998 Wet40 12/20/2003

Georgia Pacific, (Pulp SOld Town Route 2 Eastern Fire Baled P Existing & n NFPA 13 48 123 static and 93 residual at 2130 gpm, 7-16-04 Wet 48 11/15/2004

Governor's Restaurant, (Old Town Stillwater Avenue Maine Fire P Restaur New Hydro-Pro 22 66 static and 30 residual at 662 gpm, 4-20-94 Wet 81 1/5/2001

James River CorporatioOld Town Old Town Mill Simplex Grin Busines New Factory Mut None Given 144 9/19/1990

James River CorporatioOld Town Old Town Mill Simplex Grin Busines Existing NFPA 13 06/21/87 Static 90, 4000 GPM at 80 psi Wet 0 9/2/1993

James River CorporatioOld Town Training Trailer Simplex Grin Busines Existing NFPA 13 1988 Static 90, 4000 GPM at 80 psi Wet 0 10/1/1992

Labree's BakeryOld Town Stillwater Avenue Eastern Fire Bakery New NFPA 231 7.1 58 static and 41 residual at 980 gpm Wet 0 8/4/1993
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Lodge of ElksOld Town North Fourth Street Eastern Fire Assemb Existing NFPA 13 10 06/14/94 Static 68, 770 GPM at 40 psi Dry 0 8/4/1994

Maine Adoption PlacemOld Town West Old Town Ro Maine Fire P Adopti New Maine Life 9 61 static and 36 residual at 75 gpm. Monarch ACE 500S Wet 42 12/7/2000

Olaman Industry, (WareOld Town Indian Island, Rive Maine Fire P Wareho New NFPA 13 5 64 static and 25 residual at 710 gpm, 5-21-90 Wet 56 2/18/1999

Old Town Art and ScienOld Town Stillwater Ave Old Maine Fire P School Addition of NFPA 13 7 163 3/19/2012

Old Town Assisted LiviOld Town Seventh Street Maine Fire P Elderly New NFPA 13R 9 58 static, 50 residual at 1012 gpm, 10-18-97 Wet 82 10/24/1997

Old Town Boiler, (JameOld Town Route 2 Eastern Fire Industri New NFPA 13 12 Pump rated at 2000 gpm at 117 psi Wet 143 2/22/1996

Old Town CanoeOld Town 58 Middle Road Simplex Grin Busines New NFPA 13 1979 Static 74, 1440 GPM at 60 psi Dry 0 3/23/1992

Old Town CanoeOld Town 58 Middle Road Simplex Grin Busines Existing NFPA 13 None Given Wet 0 8/9/1990

Old Town CanoeOld Town North Brunswick S Sprinkler Sys Manufa New NFPA 13 5 62 static and 57 residual at 920 gpm, 11-5-94 Dry 280 3/5/1999

Old Town Elementary SOld Town Stillwater Avenue Eastern Fire Educati New NFPA 13 6 60 static and 48 residual at  855 gpm, 4-20-01 Wet 709 8/5/2002

OLD TOWN FUEL & FOld Town Eastern Fire pump r Renovation Other Stand 0 3/21/2012

Old Town Fuel FiberOld Town Maine Fire P NFPA 13 20 11/8/2011

Old Town Public LibrarOld Town Middle Street Sprinkler Sys Assemb New NFPA 13 None Given Dry 0 10/17/1990

Old Town Public SafetyOld Town Brunswick Street Denali Fire P Public New NFPA 13 11 64 static and 22 residual at 637 gpm, 1997 Wet 179 4/12/2005

Old Town Waste Water Old Town Congress Street Eastern Fire Office New NFPA 13 10 90 static and 50 residual at 836 gpm, 7-23-03 Wet92 8/18/2003

Old Town YMCA FieldOld Town 501 Stillwater Ave Eastern Fire Field H New NFPA 13 5 60 static and 20 residual at 1636 gpm, 4-20-94 Wet 210 7/13/2000

Penobscot Indian NatioOld Town Maine Fire P Fill Ro Renovation NFPA 13 16 62 static and 35 residual at 960 gpm, 10-8-04 Wet 57 5/9/2005

Penquis HeadstartOld Town 109 Middle Street Eastern Fire School New Hydro-Pro 7 06/14/94 Wet 0 7/15/1994

Senior Adult Family CaOld Town Bridge Street Maine Fire P Adult C New NFPA 13R12 62 static and 35 residual at 960 gpm, 10-8-04 Wet 56 10/17/2004

Shop N SaveOld Town Stillwater Avenue Sprinkler Sys Mercan Existing NFPA 13 Refer to plans 0 3/14/1991

Short Fuse FireworksOld Town 983 Stillwater Ave. Maine Fire P Mercan New System Maine Life 25 32 7/10/2012
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Trombley Spec HomeOld Town Heritage Lane Keith Trembl Home New NFPA 13D 22 60 static and 50 residual at 150 gpm Wet 23 10/28/2002

Two-hundred Fifty-five Old Town 255 Main Street Eastern Fire Residen New Hydro-Pro 11 Pump rated at 60 gpm at 60 psi.  Stored water. Wet 140 1/15/2005

UMO-University ParkOld Town 25 Massachusetts Dean & Ally Residen New System Maine Life 13. 592 10/9/2012

United Cerebral Palsy HOld Town Route 43 John Boardm Residen New NFPA 13D 5 Gould pump rated at 35 gpm at 43 psi Wet 40 6/18/1996

YMCA Pool AdditionOld Town Stillwater Avenue Eastern Fire Assemb New additio NFPA 13 10 1991, Static 59, 2040 GPM at 54 psi Wet 0 10/28/1994

AEWCOrono Flagstaff Road Eastern Fire Office Existing & n NFPA 13 5 95 static and 68 residual at 1250 gpm, 10-5-04 Wet112 11/9/2004

Alfond Sports ArenaOrono University of Main Sprinkler Sys Assemb New NFPA 13 Static 80, 790 GPM at 35 psi Dry 0 11/18/1991

Bear Brew PubOrono 36 Main Street Maine Fire P Apartm New Maine Life 7 77 static, 70 residual at 1010 gpm, 5-11-97 Wet 91 5/9/1997

Beta Theta PiOrono Munson Road Eastern Fire Dormit New NFPA 13R 12 90 static, 35 residual at 1000 gpm, 1993 Wet 119 8/6/1996

Black Bear InnOrono 3 Godfrey Drive Maine Fire P Inn New NFPA 13 None Given Wet 0 9/28/1990

Center For Performing Orono University of Main Eastern Fire Busines New NFPA 13 7 90 static and 45 residual at 1030 gpm, 5-15-1990 Wet 0 6/1/1995

Church of Universal FelOrono Main Street, (Rout Maine Fire P Church New NFPA 13 25 80 static and 50 residual at 1190 gpm Wet 166 10/3/2002

CRW Semi-Works & TeOrono University of Main Maine Fire P Busines New NFPA 13 12 90 static and 62 residual at 1180 gpm, 5-12-96 Wet 234 8/6/1998

Dirigo Pines InnOrono Kelley Road Eastern Fire Elderly New NFPA 13R 6 67 static and 60 residual at 1110 gpm, 1-8-01 Wet 1264 12/31/2002

Dr. L. N. Edward WingOrono University of Main Eastern Fire Educati New NFPA 13 None Given Wet 0 10/22/1990

Dryden Terrace Unit 9Orono park st. Eastern Fire Apartm New System NFPA 13R 17 160 10/9/2012

EnvisionetOrono Godfrey Drive Eastern Fire Busines New NFPA 13 7 70 static and 20 residual at 1380 gpm, 1999 Wet 668 9/20/2000

Fogler Library - RenovaOrono Orono Campus Maine Fire P Assemb New NFPA 13 5.4 08/08/97 Static 93, 620 GPM at 85 psi Prea 5/20/1999

Freeman ForestOrono Marsh Lane Maine Fire P Existing Hydro-Pro 38. Static 74, 1087 GPM at 42 psi Wet 0 1/6/1993

Global Sciences CenterOrono University of Main Simplex Grin Educati New NFPA 13 5 06/95 Static 86, 1260 GPM at 66 psi Wet 546 11/20/1995

IGA, (Canopy extensionOrono Stillwater Avenue Maine Fire P Canopy New NFPA 13 dn 64 staatic and 55 residual at 920 gpm, 12-11-95 Wet 40 12/6/2002
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Innovation CenterOrono Maine Fire P Office New NFPA 13 53 60 5/24/2006

Keith Anderson CommuOrono 19 Bennoch Road Maine Fire P Recreat New Hydro-Pro 13 74 static and 44 residual at 1110 gpm, Wet 55 3/10/1999

Maine Farm & Home MOrono c/o University of Maine Fire P Museu Existing NFPA 13 7.2 Static 90, 1135 GPM at 60 psi Wet 0 1/11/1994

Norumbega Medical BuOrono 84 Kelly Road Maine Fire P Office, New Maine Life 24 46 static, 27 residual at 90 gpm with Goulds XHS-20 pu Wet 42 1/28/1998

Orchard Trails HousingOrono Park Street Eastern Fire Residen New NFPA 13R 7 97 static and 89 residual at 1300 gpm, 8-17-05 Wet 100 9/12/2005

Orchard Trails, (Part 2)Orono Park Street Eastern Fire Residen New NFPA 13 & 15 97 static and 89 residual at 1300 gpm, 8-18-05 Wet 3156 9/30/2005

Orono CommonsOrono Bennoch Road Eastern Fire Residen Renovation NFPA 13 dnExisting Schedule Wet 4 2/11/1998

Orono Geriatric Group Orono Park Street Maine Fire P Group New NFPA 13R 68 97 static, 94 residual at 780 gpm, 7-29-97 Wet 48 3/4/1998

Orono Municipal BuildiOrono Main Street Simplex Grin Offices, New NFPA 13 9.5 80 static, 70 residual at 1220, 3-8-95 Dry 161 1/29/1996

Penobscot Valley CountOrono 366 Main Road Maine Fire P Countr New NFPA 13 13 67 static and 60 residual at 1110 gpm, 1-11-01 Dry 365 1/17/2001

Phi-Gamma-Delta ChapOrono 79 College Avenue Simplex Grin Residen New NFPA 13R 14 84 static and 38 residual at 1040 gpm, 9-13-83 Wet 115 3/14/2005

Public Safety FacilityOrono Main Street Eastern Fire Office New NFPA 13 8.8 03/08/95 Static 80, 1220 GPM at 70 psi se 20 3/30/1995

Sensor Research & DevOrono Godfrey Drive Eastern Fire  Busine New NFPA 13 15 70 static and 20 residual at 1380 gpm, 7-30-97 Wet 276 10/1/1999

Spotlight CinemaOrono Stillwater Avenue Maine Fire P Assemb New & exist NFPA 13 36 64 static, 55 residual at 920 gpm, 12-19-95 Wet 132 1/12/1996

Swett's Tire & Auto (ReOrono 2 Main Street Maine Fire P Repair New & Ren NFPA 13 28 96 static, 89 residual at 750 gpm, 7-21-97 Wet 25 1/24/1998

Talmar Wood Day CareOrono University of Main Maine Fire P Day Ca New NFPA 13 6.3 Static 85, 1135 GPM at 56 psi Wet 0 7/29/1993

The Grove Town HomesOrono Black Bear Lane Sprinkler Sys Apartm New System NFPA 13R 5+ 1308 7/5/2012

Three Hundred Eighty-fOrono Maine Fire P Residen New Maine Life 20 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 27 12/17/2004

Three-hundred Eighty-fiOrono 385 College Avenu Maine Fire P Boardin New Maine Life 27 Gould GT 20 pump rated at 50 gpm at 50 psi Wet 27 10/4/2004

UMO - TelecommunicatOrono Flagstaff Road Automatic S Educati Existing None Given Wet 0 3/28/1991

UMO Allen Village, (DOrono UMO Campus Maine Fire P Dormit New NFPA 13 11 81 static and 75 residual at 760 gpm, 8-97 Wet 606 2/22/2002
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UMO Classroom / AdmOrono University of Main Eastern Fire Offices New NFPA 13 Static 90, 1010 GPM at 55 psi Dry 0 12/10/1991

UMO Dunn & Corbett Orono Munson Road High Tech Fi Educati Existing NFPA 13 11 Static 83, 1200 GPM at 7 psi Wet 0 5/23/1994

UMO Field HouseOrono Orono Campus Maine Fire P Assemb New NFPA 13 9.0 04/24/92 Wet 0 4/30/1992

UMO Jenness Hall, SodOrono Flagstaff Road Maine Fire P Laborat New NFPA 13 10 90 static, 62 residual at 1180 gpm, 5-12-96 Wet 51 6/19/1996

UMO, (Advanced ManuOrono Beddington Road, Eastern Fire Laborat New NFPA 13 17 90 static and 58 residual at 1205 gpm, 6-14-01 Wet 303 1/17/2004

UMO, (AEWC High BaOrono Flaggstaff Maine Fire P Laborat New NFPA 13 9 90 static and 58 residual at 1300 gpm, 3-10-04 Wet 76 3/15/2004

UMO, (Aroostook Hall Orono Maine Fire P Dormit New NFPA 13 10 98 static and 20 residual at 1470 gpm, 2003 Wet 678 6/11/2004

UMO, (Aubert Hall)Orono 255 Aubert Sprinkler Sys Office Renovation NFPA 13 dn 100 static and 90 residual at a main drain test, 4-25-01 Wet 30 5/4/2001

UMO, (Aubert Hall)Orono UMO, Winslow Str Eastern Fire Busines Renovation NFPA 13 14 88 static and 65 residual at 1060 gpm, 11-15-01 Wet 21 3/4/2003

UMO, (Aubert Hall, 4thOrono UMO Maine Fire P Busines Renovation NFPA 13 n/a 75 static and 50 residual at 1200 gpm, 1995 Wet 50 11/5/2005

UMO, (Aubert Hall, PhOrono Winslow Street Eastern Fire Laborat New NFPA 13 14 88 static and 65 residual at 1060 gpm, 11-15-01 Wet 454 2/1/2002

UMO, (Aubert Hall, ReOrono University of Main Eastern Fire Chemic Renovation NFPA 13 32 88 static and 65 residual at 1060 gpm, 11-15-01 Wet 53 8/1/2005

UMO, (Ballentine Hall)Orono University of Main Maine Fire P Dormit Renovation NFPA 13 na na Wet 514 6/12/2003

UMO, (Boardman Hall Orono UMO Campus Maine Fire P Laborat Renovation NFPA 13 dn Existing hydraulically calculated system Wet 23 11/3/2001

UMO, (Engineering & SOrono University of Main Eastern Fire Laborat New NFPA 13 10 90 static and 58 residual at 1205 gpm, 6-14-01 Wet 544 4/21/2003

UMO, (Folger Library 2Orono Orono Campus Maine Fire P Library New NFPA 13 10 93 static and 85 residual at 620 gpm, 8-8-97 Prea 57 8/5/1999

UMO, (Gannett Hall)Orono UMO Campus Maine Fire P Dormit New NFPA 13 47 95 static and 84 residual at 1190 gpm, 5-8-05 Wet 400 5/26/2005

UMO, (Hancock Hall, ROrono University of Main Maine Fire P Dormit New NFPA 13R 39 90 static and 72 residual at 860 gpm, 6-30-00 Wet 536 8/15/2000

UMO, (Hart Hall)Orono UMO Campus Maine Fire P Dormit New NFPA 13 21 100 static and 69 residual at 800 gpm, 5-15-05 Wet 320 6/8/2005

UMO, (Hitchner Hall)Orono College Avenue Eastern Fire Educati Renovation NFPA 135 92 static and 65 residual at 1240 gpm, 8-16-01 Dry 1200 3/6/2002

UMO, (Library Storage Orono Maine Fire P Storage New NFPA 13 6 95 static and 72 residual at 1300 gpm, 9-17-03 Prea 221 10/22/2003
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UMO, (Lord Hall)Orono Campus Maine Fire P Dormit New & Ren NFPA 13 25 88 static and 65 residual at 1060 gpm, 11-15-01 Wet 316 2/18/2005

UMO, (Maine Bound BOrono Sebago Road Maine Fire P Recreat New NFPA 13 7 75 static and 36 residual at 1120 gpm, 9-96 Wet 53 4/11/2002

UMO, (Penobscot Hall)Orono University of Main Maine Fire P Dormit New NFPA 13 20 98 static and 20 residual at 1470 gpm, 5-19-03 Wet 770 6/12/2003

UMO, (Shawn Walash Orono UMO Campus Maine Fire P Hockey Renovation NFPA 13 10 95 static and 76 residual at 710 gpm, 8-97. Dry 107 9/17/2004

UMO, (Student Rec.)Orono Hilltop Road Sprinkler Sys Gym & New NFPA 13 5 533 7/14/2006

UMO, (York Hall)Orono Square Road & Gr Simplex Grin Dormit New NFPA 13 20 105 static and 77 residual at 1300 gpm, 5-20-05 Wet 610 6/15/2005

UMO, (York Village OfOrono Maine Fire P Residen Renovation NFPA 13 60 95 static and 72 residual at 1300 gpm, 2003 Wet 34 6/22/2004

UMO, Fogler Library, (Orono University of Main Maine Fire P Assemb New NFPA 13 12 93 static and 85 residual at 620 gpm, 8-8-97 Prea 170 7/24/1998

UMO, Performing Arts Orono c/o University of Maine Fire P Stage New NFPA 13 dn dna Wet 8 3/5/1997

University Mall, (DollarOrono University Mall Eastern Fire Mercan Renovation NFPA 13 na n/a Wet 124 9/8/2004

University Mall, (KidspOrono Stillwater Avenue Maine Fire P Busines Renovation NFPA 13 dn 64 static and 55 residual at 920 gpm, 12-11-95 Wet 42 10/15/1999

University MarketOrono Stillwater Avenue Maine Fire P Mercan Renovation NFPA 13 11 64 static and 55 residual at 920 gpm, 12-11-95 Wet 163 9/27/1999

University of Maine (GrOrono Orono Campus Maine Fire P Stadiu New NFPA 13 15. 95 static, 76 residual, 710 gpm Dry 175 6/1/1998

University of Maine, (MOrono University of Main Eastern Fire Assemb Existing & n NFPA 13 5 91 static and 20 residual at 2020 gpm, 8-8-97 Wet 1433 4/24/2000

University of Maine, (OOrono University of Main Sprinkler Sys Dormit New NFPA 13R 5 90 static and 72 residual at 860 gpm, 5-2000 Wet 289 8/14/2000

UshuaiaOrono Route 2 Eastern Fire Night C Renovation NFPA 13 na na Wet 30 4/26/2004

VOID-UMO, (Aubert HOrono UMO Campus Maine Fire P Busines Renovation NFPA 13 n/a 90 static and 64 residual at 1200 gpm, 2004 Wet 30 11/22/2005

Center Drive SchoolOrrington 17 School Street Sprinkler Sys Educati New Hydro-Pro 5 Peerless C810AM pump rated at 100 gpm at 79 psi, with Wet 535 8/13/1999

Groundwater Treatment Orrington 99 Industrial Way, Maine Fire P water tr New System NFPA 13 11 44 4/9/2012

Loader Maintenance BuOrrington Route 15 Simplex Grin Industri New NFPA 13 71. 1500 GPM at 120 psi Wet 31 12/20/1995

Penobscot Energy RecoOrrington Route 15 Automatic S Trash t New NFPA 13 & 23.1500 GPM at 120 psi wet 0 8/21/1995
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Penobscot Energy RecoOrrington 29 Industrial Way Simplex Grin Tipping Renovation NFPA 13 14 Peerless Diesel 6AEF10 pump rated at 1500 gpm at 120 p Dry 552 9/21/2002

Penobscot Energy RecoOrrington 29 Industrial Way Simplex Grin RDF B New NFPA 13 18 Peerless Diesel 6AEF10 pump rated at 1500 gpm at 120 p Dry 288 5/21/2003

Calculations, Inc.Patten Maine Fire P Day Ca New Maine Life 31 5/16/2012

Mill Stream LodgePatten Church Street Maine Fire P Lodgin New Maine Life 62. 110 Static, 8 residual at 1540 gmp, 6-12-95 Wet 59 2/14/1998

Mt. Heights Health CarePatten Houlton Street High Tech Fi Nursing Existing & NFPA 13 15 120 static, 115 residual at 1000 gpm from 9000 gallon pr Dry 262 5/16/1997

Errickson's B & BPenobscot John Boardm Roomin New Maine Life 7 Goulds 1st pump rated at 35 gpm at 53 psi Wet 43 8/10/2000

Penobscot Nursing HomPenobscot Route 199 Eastern Fire Nursing Existing NFPA 13 None Given Dry 0 10/2/1991

Hows Corner Pumping Plymouth Lawson Road Eastern Fire Busines Existing NFPA 13 9.7 Simplex Pump 78 GPM at 34 psi Wet 0 10/26/1993

Plymouth Group HomePlymouth Small Road Sprinkler Sys Group New Maine Life 10 Monarch Ace 500SD pump rated at 40 gpm at 65 psi Wet 64 3/27/2003

Plymouth Group HomePlymouth Route 7 Sprinkler Sys Group New Maine Life 5 Peerless PE 303 pump rated at 80 gpm at 37 psi Wet 2612/14/2000

Finish Mill UpgradesSherman Station Route 158 Eastern Fire Sawmil New NFPA 13 10 Pump rated at 1000 gpm at 100 psi. Dry 141 1/29/1997

Sherman Lumber Mill Sherman Station Sherman Lumber Eastern Fire IndustriExisting & n NFPA 13 dn Pump rated at 1000 gpm at 100 psi Dry 103 9/13/1996

Wheelabrator-ShermanSherman Station Mill Street Simplex Grin Industri New NFPA 13 9 Patterson 8x6YR UL listed pump rated at 1500 gpm at 12   Pre 14 8/6/1996

Wheelabrator-Sherman, Sherman Station Mill Street & Rout Simplex Grin Energy New NFPA 13 13 Patterson 8X6YR pump rated at 1500 gpm at 125 psi Wet 60 6/17/1997

Lombard K-5 SchoolSpringfield General Delivery Sprinkler Sys Educati New Hydro-Pro 5 None Given Wet 0 2/4/1992

Katahdin High SchoolStacyville Route 11 Sprinkler Sys Educati New Hydro-Pro 4Peerless 80 GPM at 65 psi Wet 0 7/30/1991

NFI Group HomeStetson Mountain View Dr Maine Fire P Group New Hydro-Pro 26 Peerless C8106M pump rated at 100 gpm at 65 psi Wet 62 6/15/1999

Stetson Group HomeStetson Maine Fire P Group New Hydro-Pro 20 Monarch Model 500 SD pump rated at 80 gpm at 60 psi Wet 14 10/17/2004

Stetson Office BuildingStetson Maine Fire P Office New Maine Life 20 Monarch 40GS pump rated at 50 gpm at 60 psi Wet 37 12/16/2004

Stetson Office BuildingStetson Route 143 Maine Fire P Office New Maine Life 20 Monarch 4065 pump rated at 50 gpm at 60 psi Wet 37 7/20/2005

Lou Silver ConstructionVeazie 1558 State Street Maine Fire P Truck New NFPA 13 8.4 70 static and 56 residual at 890 gpm 11-1997 Wet 88 2/5/1999
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Lou Silver ConstructionVeazie State Street Maine Fire P Storage Renovation NFPA 13 11/1997 Static 70, 890 GPM at 56 psi Wet 82 5/12/1999

Maine IndependenceVeazie Maine Independen Simplex Grin Cooling New NFPA 214 3 61 static and 60 residual at 2000 gpm Dry 248 6/16/1999

Maine Independence StVeazie Shore Road Eastern Fire Turbine New NFPA 15 6 100 static and 77 residual at 2500 gpm Delu 56 3/3/2000

Maine Independence StVeazie Eagle Drive Maine Fire P Storage New NFPA 13 38 90 static and 75 residual at 1300 gpm, 3-24-00 Dry 50 3/30/2000

Veazie Elementary SchoVeazie School Street Sprinkler Sys Educati New NFPA 13 6.9 95 static, 80 residual at 627 gpm, 5-97 Wet 393 1/24/1998

Veazie Senior CenterVeazie Flagg Street Sprinkler Sys Senior New NFPA 13R 7 100 static and 95 residual at 1100 gpm, 2-22-02 Wet 177 3/28/2002

Babcock - Ultra PowerWest Enfield Route 2 Automatic S Busines New NFPA 13 13. Allis - Chalmers Pump 1500 GPM at 125 psi Dry 0 5/25/1993

Babcok Ultra PowerWest Enfield Box 317 Maine Fire P Busines Existing NFPA 13 Electric Allis - Chalmers 1500 GPM at 125 psi Dry 0 4/17/1991

Lee Winn K-5 SchoolWinn Route 168 Sprinkler Sys Educati New Hydro-Pro 6 Peerless Pump 80 GPM at 65 psi Wet 0 12/3/1991

Penobscot Penobscot
Piscataquis Piscataquis

Abbot Town OfficeAbbot Main Road Abbot Maine Fire P Town New System Maine Life 18. 47 11/13/2006

Abbott Village Group HAbbot Route 316 Eastern Fire Group New Maine Life None Given 0 10/29/1990

American Legion Post #Dover-Foxcroft North Street Automatic S Assemb New NFPA 13 Static 100, residual 80 at 500 GPM, tested 09/91 Dry 0 12/27/1991

Captain Miller HouseDover-Foxcroft Mechanic Street Eastern Fire Residen New Maine Life 12 92 static and 64 residual at 530 gpm, 5-30-05 Wet 53 6/11/2005

Center Theater, (RenovaDover-Foxcroft Maine Fire P Theater New NFPA 13 11 99 static and 65 residual at 1000 gpm, 7-16-04 Wet 134 8/5/2004

Charlotte White CenterDover-Foxcroft Route 15, (Bangor Maine Fire P Day Pr New Hydro-Pro 14 75 static and 44 residual at 97 gpm, Monarch EPELOKO Wet 67 8/17/2000

Charlotte White Center, Dover-Foxcroft Route 15 Maine Fire P Office New Hydro-Pro 22 Narca E 10KOA 5hp pump rated at 69 gpm at 63 psi Wet 67 7/5/2005

Charlotte White Center, Dover-Foxcroft Paul Street Eastern Fire Residen New Maine Life 14 88 static and 43 residual at 790 gpm, 5-30-05 Wet 39 6/16/2005

Creative ApparelDover-Foxcroft Pine Crest Busines Eastern Fire Fabric New NFPA 13 15 60 static and 50 residual at 1000 gpm Wet 133 11/3/2001

Foxcroft AcademyDover-Foxcroft 147 West Main Str Sprinkler Sys EducatiNew NFPA 13 5 87 static and 30 residual at 920 gpm, 5-24-01 Wet 650 6/18/2001

Foxcroft Academy DorDover-Foxcroft 975 West Main St. Maine Fire P dorm New System NFPA 13R 17 261 7/10/2012
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Hibbard Congregate HoDover-Foxcroft Route 15 Maine Fire P Congre New NFPA 13R45 91 static and 47 residual at 1125 gpm Wet 148 1/31/2000

Hibbard Nursing HomeDover-Foxcroft Route 15 Eastern Fire Health Renovation NFPA 13 33 86 static, 28 residual at 890 gpm, 4-29-96 Wet 56 5/7/1996

Hilltop ManorDover-Foxcroft Essex Street Eastern Fire Nursing Existing & n NFPA 13 5 85 static and 25 residual at 375 gpm, 10-01 Dry 156 1/12/2002

Hilltop ManorDover-Foxcroft 30 Essex St. Dover Maine Fire P residenAddition of NFPA 13 28 3/15/2012

LDS Church, Dover WaDover-Foxcroft Route 15 Maine Fire P Church New Hydro-Pro 11 Goulds 80GS50 pump rated at 80 gpm at 65 psi Wet 87 6/19/2002

Mayo Ambulance ServiDover-Foxcroft Dwelley Street Eastern Fire Ambula New Maine Life 13 92 static and 46 residual at 1075 gpm, 7-16-96 Wet 41 10/27/2000

Mayo HospitalDover-Foxcroft 75 West Main Stre Sprinkler Sys HospitaRenovation NFPA 13 6 95 static and 40 residual at 650 gpm, 11-17-00 Wet 278 10/13/2001

Mayo Hospital, (AmbulDover-Foxcroft 75 West Main Stre Sprinkler Sys HospitaRenovation NFPA 13 6 95 static and 40 residual at 650 gpm, 11-17-00 Wet 102 10/18/2002

Mayo Regional HospitalDover-Foxcroft West Main Street Simplex Grin Health Existing & n NFPA 13 15. 102 static and 71 residual at 874 gpm, 1-16-95 Wet 78 4/8/1999

Penquis Training and EDover-Foxcroft Mayo Street Maine Fire P Trainin New Hydro-Pro 19 81 static and 61 residual at 580 gpm, 7-16-97 Wet 121 3/29/2002

Pleasant MeadowsDover-Foxcroft Park Street Eastern Fire Residen New NFPA 13 6 90 static and 15 residual at 710 gpm, 5-1-01 Dry 223 6/12/2001

Pleasant River LumberDover-Foxcroft 432 Milo Road Sprinkler Sys Saw Mi New NFPA 13 5 702 5/9/2006

Pleasant River LumberDover-Foxcroft Milo Road Maine Fire P Debarki Existing & n NFPA 13 60 4/9/2012

P-Q Controls IncorporatDover-Foxcroft 32 Park Eastern Fire Industri New NFPA 13R None Given Wet 0 10/30/1990

Sedomocha Middle SchDover-Foxcroft School Street Eastern Fire Educati New Hydro-Pro 9 96 static and 16 residual at 480 gpm, 4-00 Wet 342 7/13/2000

Sedomocha Middle SchDover-Foxcroft Harrison Avenue Maine Fire P Educati Existing & n Hydro-Pro dn 96 static and 16 residual at 480 gpm, 6-17-96 Wet 34 6/22/2001

Shaw's at Dover FoxcrofDover-Foxcroft Dover Foxcroft Pla High Tech Fi Mercan New NFPA 13 6 95 static and 35 residual at 924 gpm, 8-23-04 Wet 453 10/4/2004

Business Incubator FaciGreenville Spruce Street Maine Fire P Wareho New NFPA 1322 80 static and 35 residual at 590 gpm. Patterson Model 5x Wet 213 9/29/2004

Chalet MooseheadGreenville Pritham Avenue Sprinkler Sys Motel New Maine Life 9 94 static and 20 residual at 700 gpm, 1988 Wet38 7/21/2000

Squaw Mountain ResortGreenville Route 15, Squaw Maine Fire P Hotel & New & Ren NFPA 13 dn Existing 10,000 gallon pressure tank rated at 125 psi. Wet 112 3/11/1999

Iron Horse RestaurantGreenville Junction Route 15 Eastern Fire Restaur New Hydro-Pro 11 Monarch ACE-500SD pump rated at 60 gpm at 60 psi Wet 84 5/29/2002
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Goulette's IGA, (AdditioGuilford Water Street Maine Fire P Mercan New NFPA 13 dn 84 static, 64 residual at 730 gpm, 4-96 Wet 53 8/12/1997

Guilford of MaineGuilford Oak Street Eastern Fire Busines New NFPA 13 10 Static 75, Residual 55 at 1000 GPM tested 12/01/89 Wet 0 5/9/1994

Guilford of MaineGuilford Water & Oak Stree Eastern Fire Busines New NFPA 13 Static 75, Residual 55 at 1000 GPM Wet 0 10/28/1993

Guilford Of Maine YarnGuilford Route 16 Eastern Fire Textile New NFPA 13 8.2 Static 58.5, Residual 38 at 1500 GPM Wet 857 7/14/1995

Guilford of Maine, (YarGuilford Route 15 Eastern Fire Storage Existing & n NFPA 13 6 58 static and 38 residual at 1500 gpm, projected by engin Wet 18 5/19/2001

Guilford of Maine, IncoGuilford Oak Street Eastern Fire Bed & Existing NFPA 13 10 Static 75, Residual 55 at 1000 GPM tested Summer of 89 Wet 0 12/21/1993

Guilford Primary SchooGuilford High Street Sprinkler Sys School, New Maine Life Static 46, Residual 44 at 822 GPM Wet 0 4/17/1991

Hardwood ProductsGuilford School Street Eastern Fire Busines New additio NFPA 139.0 Static 80, Residual 60 at 2190 GPM tested 07/01/93 Wet 0 10/28/1993

Harwood ProductsGuilford School Street Eastern Fire Wood S New NFPA 13 8 Static 75, Residual 70 at 1185 GPM tested 08/16/95 Dry 82 8/31/1995

MSAD4 Middle SchoolGuilford School Street Maine Fire P Educati New Hydro-Pro 15 Static 85, Residual 60 at 710 GPM tested 10/04/93 Wet 011/18/1993

Pride ManufacturingGuilford Route 15 Eastern Fire Manufa New NFPA 13 16. Static 106, Residual 48 at 977 GPM tested 05/18/92 Wet 0 10/27/1992

Pride ManufacturingGuilford Route 15 Eastern Fire Machin Existing & n NFPA 13 7 106 static and 48 residual at 977 gpm, 5-18-92 Wet 90 10/6/2000

Pride Manufacturing PaGuilford Route 16 Eastern Fire Paint S Renovation NFPA 13 6 86 static, 45 residual at 1280 gpm, 4-96 Wet 98 1/24/1998

Trabor Mansion InnGuilford 11A Golda Court, Simplex Grin Roomin New Maine Life 6 Goulds Irri-Gator Mo. GT15 Wet 64 9/17/2004

JSI Store Fixtures IncMilo Milo Maine Fire P Storage New NFPA 13 224 7/7/2006

Oscar & Reuben LumbeMilo River Road Sprinkler Sys Saw Mi New NFPA 13 12 Peerless 12 MBF, UL, 1000 GPM at 103 psi Dry 325 11/30/1995

Ox YokeMilo RT. 16 Eastern Fire Machin New, from e NFPA 13 6.2 Date of last water test is ; 1996; Static Pressure ; 92;Resid Dry 114 1/11/2002

Moosehead ManufacturiMonson Maine Fire P Manufa New NFPA 13 10 66 static and 32 residual at 1508 gpm, 2003 Wet 192 9/9/2003

McKusick SchoolParkman Route 150 Sprinkler Sys School New Hydro-Pro 5.5 Grundfos 75530-5 65 GPM at 55 psi Wet 0 11/20/1992

Sangerville Town OfficeSangerville Main Street Eastern Fire Office New Hydro-Pro 5 69 static and 35 residual at 670 gpm, 4-96 Wet 121 3/19/2001

Piscataquis Piscataquis
Sagadahoc Sagadahoc
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American LegionBath 10 Congress Street Eastern Fire Assemb New NFPA 13 9 78 static, 50 residual at 1291 gpm, 1996 Dry 150 10/6/1997

American LegionBath Congress Avenue Eastern Fire Assemb Existing & n NFPA 13R None Given Dry 0 11/13/1990

Bath Area YMCABath Central Avenue Atlantic Auto Recreat New NFPA 13 17 85 static and 75 residual at 1204 gpm, 10-17-00 Wet 446 11/30/2000

BATH ARMORYBath 4 Old Brunswick R Eastern Fire Armory New NFPA 13 200 4/27/2012

Bath ColonialBath c/o Eastern Fire Pr Eastern Fire Residen Existing NFPA 13D None Given Wet 0 12/17/1990

Bath Iron WorksBath 700 Washington St Eastern Fire Manufa Existing NFPA 1353 Static 85, residual 71 at 941 GPM Wet 0 7/21/1994

Bath Iron Works / BoileBath Washington Street Automatic S Manufa Existing & n None Given Wet 0 9/21/1990

Bath Iron Works Day CBath 607 Middle Street Eastern Fire Day Ca New NFPA 13R None Given 0 12/13/1990

Bath Iron Works, (ManBath Washington Street Dean & Ally Office/ New NFPA 13 12 88 static and 78 residual at 686 gpm, 11-24-98, Patterson Wet 654 4/24/2000

Bath Iron Works, (WeldBath Washington Street Dean & Ally Weldin Existing & n NFPA 13 na na Wet 8 2/20/2003

Bath Junior High SchooBath Old Brunswick Ro Sprinkler Sys Educati Renovation NFPA 13 5 79 static and 68 residual at 1232 gpm, 8-00 Wet 860 10/23/2000

Bath Kidney CenterBath 55 Congress Street Eastern Fire Health Existing & n NFPA 13 Static 68, residual 28 at 650 GPM, tested 07/15/93 Wet 0 12/13/1994

Bath Retail CenterBath US Route 1 Sprinkler Sys Mercan New NFPA 13 5 60 static and 40 residual at 1144 gpm, 1993 Dry 144 11/19/2002

Bath Savings BankBath Commercial Street Sprinkler Sys Busines New NFPA 13 5 93 static, 87 residual at 3125 gpm, 7-27-95 Dry 225 9/26/1996

Bath Savings InstitutionBath 105 Front Street Sprinkler Sys Bankin New NFPA 13 8 Static 93, residual 87 at 3125 GPM, tested 07/27/95 Wet/ 255 8/9/1995

Bath Savings InstitutionBath Front Street Eastern Fire Busines Existing & n NFPA 1317 97 static and 89 residual at 1137 gpm, 3-14-00 Wet145 3/30/2000

Bath WarehouseBath Center Street Eastern Fire Storage New NFPA 13 12 90 static and 66 residual at 1140 gpm, 7-27-99 Wet 197 10/9/2001

Baxter HouseBath West Bath Eastern Fire Home New NFPA 13D 5 Goulds pump rated at 30 gpm at 53 psi Wet 30 7/23/2004

BIW / Bisson WarehousBath New Meadows Ro Eastern Fire Manufa Existing NFPA 13 & 25 Static 78, residual 41 at 1075 GPM, tested 1994 Wet 0 1/17/1995

BIW, (Blast & Paint FacBath 700 Washington St Dean & Ally Sandbla New NFPA 13 8 85 static and 60 residual at 1200 gpm Wet 166 2/2/2001

BIW-South CentralBath Washington Ave. Eastern Fire Shippin Existing & n NFPA 13 & 50 90 static, 70 residual at 1385 gmp. 1990 Wet31 2/16/1998
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BrackettsBath Main Street Maine Fire P Mercan Existing & n NFPA 13 51 104 static and 92 residual at 2010 gpm, 1998 Wet 3812/17/2002

Brunswick Fire SubstatiBath 280 Bath Road Eastern Fire Mechan New NFPA 13 7 89 static and 75 residual at 1300 gpm, 10-13-05 Dry 166 11/19/2005

Burger KingBath Route 1 High Tech Fi Restaur Existing Maine Life None Given Dry 0 7/27/1990

Cantrell HomeBath West Chops Point Eastern Fire Home New NFPA 13D 6 Goulds PF20 pump rated at 80 gpm at 32 psi Wet 34 1/16/1998

CED Office BuildingBath Centre Street Eastern Fire Busines New NFPA 13 8 90 static and 66 residual at 1140 gpm, 7-27-99 Dry 468 12/6/1999

Chang Jiang BuffetBath Middle Street Sprinkler Sys Restaur Existing NFPA 13 na 45 residual at 1182 gpm, 1982 Wet 64 12/13/2003

David Ponticello HomeBath West Chops Point Eastern Fire Residen Existing NFPA 13D 14 Peerless Pump 26 GPM at 46 psi Wet 0 3/16/1993

Dillon HouseBath West Chops Point Eastern Fire Home New NFPA 13D 8 Goulds PF 20 pump rated at 80 gpm at 32 psi Wet 63 5/10/1997

Family Crisis ServicesBath 2 Union Street cou Dean & Ally Women New Maine Life 16 Static 70, Residual 65 at 120 gpm, Bath Water District Wet 53 4/20/1998

Family FocusBath 2 Davenport Circle High Tech Fi Child C New NFPA 13 7 80 static and 75 residual at 1250 gpm, 4-24-03 Dry 297 5/10/2003

Fenton 52 x 34 ColonialBath West Chops Point Eastern Fire Residen New NFPA 13D 14 Peerless Pump 26 GPM at 46 psi Wet 0 3/20/1992

First Aid / Workers CoBath 700 Washington St Eastern Fire Busines Existing NFPA 13 17 Static 85, residual 71 at 941 GPM Wet 510 11/2/1993

First Federal Savings & Bath Front Street Eastern Fire Parking New NFPA 13 22 97 static and 89 residual at 1137 gpm, 3-14-00 Dry 64 6/15/2000

First Federal Savings & Bath Front Street Eastern Fire Bankin Existing & n NFPA 13 897 static and 89 residual at 1137 gpm, 3-19-00 Dry 125 12/26/2000

FW WebbBath Berry Mills Road/ High Tech Fi Mercan New NFPA 13 22 81 static and 54 residual at 1120 gpm, 1997 Wet 186 3/8/2004

Hill House Expansion &Bath Eastern Fire Elderly New, from e NFPA 13D 10. Pump data; Brand Name; Patterson, Model Number, 4x3 Dry 337 5/19/2001

Howard SylvesterBath West Chop Point Dean & Ally Residen New NFPA 13D 10. Pump Data; Brand Name, Gould, Model Number, GT20, Wet 35 5/4/2001

Hranicky B&BBath 45 Pearl Street Denali Fire P Roomin New Maine Life 8 Goulds pump rated at 50 gpm at 50 psi Wet 50 5/21/2005

Hyde SchoolBath 616 High Street Freedom Fire Educati New NFPA 13R 6 78 static and 60 residual at 1250 gpm, 7-10-01 Dry 265 8/30/2001

Hyde SchoolBath 616 High Street Eastern Fire Educati New Hydro-Pro 6 72 static and 55 residual at 1230 gpm, 6-15-04 Wet 181 10/8/2005

Hyde School DormitoryBath 616 High Street Eastern Fire Dormit Existing NFPA 13R 8Static 74, residual 26 at 855 GPM, tested 06/15/93 Wet 0 12/16/1993
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Hyde School DormitoryBath 616 High Street Eastern Fire Dormit New Hydro-Pro 8 75 static and 38 residual at 1060 gpm, 10-26-98 Dry 100 11/6/1998

Hyde School RecreationBath 616 High Street Eastern Fire Assemb Existing Hydro-Pro23 Static 74, residual 26 at 855 GPM Wet 0 1/23/1995

Hyde School, (Brook HBath 616 High Street Eastern Fire Dormit New NFPA 13R 6 72 static and 55 residual at 1230 gpm, 6-15-04 Wet 101 7/2/2004

Keenan ResidenceBath 37 West Chops Poi Versatile Plu Home New NFPA 13D 31 Domestic pump Wet 21 5/1/2003

Kennebec CompanyBath Centre Street Eastern Fire Manufa New NFPA 13 21 90 static and 66 residual at 1140 gpm, 7-28-99 Wet 86 8/13/1999

Letendre HouseBath West Chop Point Eastern Fire Home New NFPA 13D 8 Peerless PE150C pump rated at 26 gpm at 46 psi Wet 32 8/18/1998

Lower High Street AparBath 113 High Street Simplex Grin Apartm New NFPA 13R 12 59 static, 54 residual at 675 gpm, 10-12-94 Wet 150 3/1/1996

Maine Maritime MuseuBath 243 Washington St Sprinkler Sys Assemb Existing & n NFPA 13 7 97 static and 55 residual at 2318 gpm, 10-19-99 112 6/18/2001

Midcoast Higher LearniBath Winship Street High Tech Fi Busines Renovation NFPA 13 37 79 static and 42 residual at 1490 gpm, 1997 Wet 279 10/3/2002

Montessori SchoolBath 785 High Street Dean & Ally Educati New Hydro-Pro 10 85 static and 26 residual at 768 gpm, 1982 Wet 64 4/24/2004

MW SewallBath Front Street Eastern Fire Busines New NFPA 13 8 92 static and 86 residual at 617 gpm, 8-26-98 Dry 180 9/1/1998

NFI North, (Bath)Bath 55 Oliver Street Simplex Grin Residen New NFPA 13R 12 86 static, 75 residual at 1430 gpm, 5-1996 Wet 39 5/9/1997

Oakridge Elderly HousiBath c/o Eastern Fire Pr Eastern Fire Residen New Maine Life None Given Wet 0 10/19/1990

One Edwards StreetBath 1 Edwards Street Eastern Fire Residen Existing & n Hydro-Pro Static 100, residual 50 at 1522 GPM, tested 1982 Wet 0 12/21/1993

One-hundred-thirteen HBath 113 High Street Automatic S NFPA 13R 18 Static 59, residual 54 at 675 GPM, tested 10/12/94 Wet 0 12/1/1994

O'Neil HouseBath High Tech Fi Home New NFPA 13D 12 36 10/31/2006

Paint Storage BuildingBath Washington Avenu Eastern Fire Storage New Factory Mut Wet 0 10/18/1990

Parlin Bed & BreakfastBath 251 High Street Eastern Fire Roomin New Maine Life 7 64 static and 57 residual at 890 gpm, 4-5-00 Wet 78 10/25/2000

Patten Free LibraryBath Summer Street Simplex Grin Library New NFPA 13 6 Static 95, Residual 85 at 2849 GPM, Tested 1993 Dry 278 3/30/1998

Plant Memorial HomeBath 1 Washington Stre Dean & Ally Assiste Renovation NFPA 13 27 88 static and 68 residual at 1182 gpm, 5-21-03 Wet 242 6/14/2003

Plant Memorial Home, (Bath 1 Washington Stre Dean & Ally Assiste Renovation NFPA 13 11 88 static and 68 residual at 1182 gpm, 5-21-03 Wet 245 7/21/2003

283



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Regional Vocational CeBath 826 High Street Simplex Grin Educati New NFPA 13 6 Static 90, residual 26 at 763 GPM Wet 0 11/1/1995

Renning BuildingBath 36 West Chops Poi High Tech Fi Recreat New NFPA 13D 5 Gould NPE/1st, 2 hp Wet 26 7/31/2003

Reuben Kelly HomeBath West Chop Point Eastern Fire Home New NFPA 13D 8 Peerless pump rated at 26 gpm at 46 psi Wet 42 11/15/1999

Shaw's of BathBath Shopping Center D High Tech Fi Mercan Renovation NFPA 13 11 60 static and 40 residual at 1140 gpm, 1993 Dry 645 3/3/2003

Southern Maine RadiatiBath Congress Street Sprinkler Sys Medica New NFPA 13 l Static 95, residual 58 at 1150 GPM, tested 10/14/92 Dry 0 10/22/1992

Stewart ResidenceBath West Chops Point High Tech Fi Home New NFPA 13D 8 39 static and 37 residual at 28 gpm. Wet 38 3/15/2004

Tan ResidenceBath West Chops Point Freedom Fire Home New NFPA 13D 5 Gould pump rated at 25 gpm at 49 psi Wet 32 1/31/2001

Tedford Transitional HoBath 500 Middle Street Freedom Fire Transiti New NFPA 13R 8 72 static and 64 residual at 1020 gpm, 10-20-04 Wet 43 5/7/2005

Uplift HouseBath Bath Street High Tech Fi Group New NFPA 13R 57 88 static and 60 residual at 1654 gpm, 1982 Wet 14 2/1/2002

Vahey HouseBath West Chops Point Eastern Fire Home New NFPA 13D 9 Gould GT 15 pump rated at 20 gpm at 50 psi Wet 32 10/3/2003

VIP Auto CenterBath State Road Eastern Fire Mercan Existing & n NFPA 13 6 70 static and 20 residual at 4595 gpm, Wet 147 2/17/2005

VIP Auto Center/ FamilBath State Road Eastern Fire Mercan Existing & n NFPA 13 6 70 static and 20 residual at 4595 Wet 67 3/3/2005

West Bath District CourBath Meadow Road Eastern Fire Dormit New NFPA 13 Static 80, residual 46 at 980 GPM 0 3/5/1991

Zimmerman HomeBath The Chopcut Road Freedom Fire Home New NFPA 13D 11 Goulds GT-15 pump rated at 30 gpm at 47 psi Wet 55 8/9/2003

Boggs RanchBowdoin US Route 201 Dean & Ally Residen New Maine Life 5 Gould GT-20 pump rated at 50 gpm at 50 psi Wet 31 12/16/2004

Bowdoin Central SchoolBowdoin Main Street, Route Sprinkler Sys School New Hydro-Pro 11. Pump Data; Brand Name; Monarch; Model Number; AC Wet 316 8/17/2001

Coles TowerBowdoin Bowdoin Campus Eastern Fire Assemb New NFPA 13 10 Static 145, residual 105 at 538 GPM, Peerless Pump 500 0 6/9/1992

G. & E. Johnson HouseBowdoin c/o High Tech Fire High Tech Fi Busines New NFPA 13D 6 Static 55, residual 50 at 20 GPM - New Supply 0 2/27/1992

Perry's PlaceBowdoinham 336 Fisher Road Dean & Ally Residen New Maine Life 6 Goulds pump rated at 50 gpm at 50 psi Wet 55 8/18/2003

Arbuthnot HomeBrunswick Thornton Way Sprinkler Sys Home Existing NFPA 13D 36 Static 70, residual 55 at 919 GPM, tested 07/13/89 Wet 0 1/10/1994

Paul BarabeGeorgetown 132 Sequinland Ro Paul W Bara Home New NFPA 13D 5 180 static and 70 residual at 226 gpm, 2000. Goulds INP Wet 43 2/27/2002
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Topsham HydroPejepscot Old Power House Automatic S Industri New NFPA 13 1500 GPM at 100 psi 0 2/28/1991

Koski ResidencePhippsburg Alliquippa Road Sprinkler Sys Residen New NFPA 13D 10 Monarch ACE-300SD pump rated at 40 gpm at 52 psi Wet 53 6/12/2002

West Point General StorPhippsburg Wallace Circle Dean & Ally Mercan New Hydro-Pro 10 50 static and 49 residual at 70 gpm. Wet 45 3/22/2004

American LegionRichmond Card Machine Roa High Tech Fi Assemb New Hydro-Pro 17 Gould NPE/2ST pump rated at 50 gpm at 44 psi Wet 111 3/26/1996

Boggs Pleasantview RaRichmond 64 Alexander Reed Dean & Ally assisted New System Maine Life 6.7 81 12/8/2006

Marcia Buker SchoolRichmond High Street Sprinkler Sys Educati Existing NFPA 13 5.0 Static 60, 860 GPM at 44 psi Both 0 4/22/1994

Richmond Elder CareRichmond 3 North Street High Tech Fi Elderly New NFPA 13R 8 11/93 Static 66, 580 GPM at 56 psi Wet 99 9/20/1995

Sophia's Bed & BreakfaRichmond Route 197 Freedom Fire Roomin New Maine Life 5 Gould pump rated at 50 gpm at 41 psi Wet 61 7/15/2003

Sebasco EstatesSebasco Estates Freedom Fire Hotel New Hydro-Pro 6 Gould pump rated at 55 gpm at 80 psi Dry 158 12/27/2005

Yankee Clipper RestaurSebasco Estates Route 217 High Tech Fi Restaur New Hydro-Pro 5 Gould Pump, Model #NPE/2ST, not UL listed, 61 GPM a Wet 83 4/20/1998

Bed, Bath & BeyondTopsham 125 Topsham Fair Sprinkler Sys Mercan New NFPA 13 11 280 7/22/2006

Black Lantern B & BTopsham 57 Elm Street Denali Fire P Bed & New Maine Life 7 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 38 12/24/2005

Bowdoin MillTopsham Main Street Sprinkler Sys Office New NFPA 13 5 94 static and 82 residual at 1210 gpm, 5-20-95 Wet 278 1/16/2006

Bowdoin MillTopsham Main Street Sprinkler Sys Busines New NFPA 13 14 94 static and 83 residual at 1087 gpm, 6-20-95 Wet 508 9/1/1999

Bowdoin Mill, (Level 3 Topsham Main Street Sprinkler Sys Office Renovation NFPA 13 dn 94 static and 83 residual at 1087 gpm, 1995 Wet 64 2/21/2001

Casper BuildingTopsham 643 Lewiston Roa Freedom Fire Busines New Hydro-Pro 5 Gould pump rated at 65 gpm at 40 psi Wet 88 2/18/2004

Church of Latter Day SaTopsham Pinewood Drive Fire Shield S Worshi New NFPA 13 7.6 Static 85, 1278 GPM at 62 psi Dry 0 8/12/1992

Cornerstone Baptist ChTopsham Route 196 Eastern Fire Church New Hydro-Pro 10 Pump rated at 60 gpm at 58 psi Wet 157 1/18/2005

Dick's Sporting GoodsTopsham 125 Topsham Fair Sprinkler Sys Mercan New NFPA 13 5 499 8/11/2006

Fifty-six Elm StreetTopsham 56 Elm Street Eastern Fire Assiste New Hydro-Pro 5 71 static and 62 residual at 2112 gpm, 6-19-95 Wet 74 3/11/2003

Flying ChangesTopsham Route 201 High Tech Fi Horse S New Hydro-Pro 5 Gould NPE/2ST pump rated at 64 gpm at 41 psi Dry 135 12/16/1997
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H C Crocker OfficesTopsham Route 196 Sprinkler Sys Office New NFPA 13 Static 45, 1034 GPM at 32 psi Wet 0 8/15/1991

HannafordTopsham Fair Mall Road Sprinkler Sys Mercan Renovation NFPA 13 753 static and 42 residual at 1010 gpm Wet 63 7/2/2004

Highland GreenTopsham Evergreen Circle Eastern Fire Retirem New NFPA 13D 6 44 static and 29 residual at 888 gpm, 1-9-02 Anti 25 4/4/2002

Highland GreenTopsham Wax Wing Drive Eastern Fire Home New NFPA 13D 5 35 static and 33 residual at 492 gpm, 4-5-04 Wet 220 4/12/2005

Highland Green, (#120)Topsham Eastern Fire Home New NFPA 13D 10 44 static and 29 residual at 888 gpm, 1-9-02 Wet 20 9/17/2004

Highland Green, (Lot 11Topsham 3 Finch Drive Eastern Fire Home New NFPA 13D 13 43 static and 28 residual at 790 gpm, 6-28-05 Wet 26 12/25/2005

Highland Green, (Unit 1Topsham 8 Finch Drive Eastern Fire Home New NFPA 13D 14 43 static and 28 residual at 790 gpm, 6-28-05 Wet 23 12/28/2005

Highland Green, (Unit 1Topsham 15 Finch Drive Eastern Fire Home New NFPA 13D 15 43 static and 28 residual at 790 gpm, 6-28-05 Wet 24 8/19/2005

Highland Green, (Unit 1Topsham 11 Finch Drive Eastern Fire Home New NFPA 13D 17 43 static and 28 residual at 790 gpm, 6-28-05 Wet 16 8/19/2005

Highland Green, (Unit 1Topsham 5 Grouse Lane Eastern Fire Home New NFPA 13D 15 43 static and 28 residual at 790 gpm, 6-28-05 Wet 27 9/1/2005

Highland Green, (Unit 1Topsham 1 Grouse Lane Eastern Fire Home New NFPA 13D 12 43 static and 28 residual at 790 gpm, 6-28-05 Wet 34 11/6/2005

Highland Green, (Unit 1Topsham 1 Partridge Drive Eastern Fire Home New NFPA 13D 8 35 static and 23 residual at 820 gpm, 6-28-05 Wet 28 11/22/2005

Highland Green, (Unit 5Topsham 1Thrush Drive Eastern Fire Home New NFPA 13D 17 43 static and 28 residual at 790 gpm, 6-28-05 Wet 23 11/6/2005

Highland Green, (Unit 7Topsham 13 Chickadee Driv Eastern Fire Home New NFPA 13D 17 43 static and 28 residual at 790 gpm, 6-28-05 Wet 24 11/6/2005

Highland Green, (Unit 8Topsham 10 Goldfinch Driv Eastern Fire Home New NFPA 13D 14 43 static and 28 residual at 790 gpm, 6-28-05 Wet 28 11/6/2005

Highland Green, (Unit 8Topsham 11 Goldfinch Driv Eastern Fire Home New NFPA 13D 19 43 static and 28 residual at 790 gpm, 6-28-05 Wet 31 8/19/2005

Highland Green, (Unit 9Topsham 4 Siskin Drive Eastern Fire Home New NFPA 13D 18 43 static and 28 residual at 790 gpm, 6-28-05 Wet 23 12/25/2005

Highland Green, (Unit 9Topsham 5 Goldfinch Drive Eastern Fire Home New NFPA 13D 19 43 static and 28 residual at 790 gpm, 6-28-05 Wet 18 11/6/2005

Highland Green, (Unit 9Topsham 3 Goldfinch Drive Eastern Fire Home New NFPA 13D 22 43 static and 28 residual at 790 gpm, 6-28-05 Wet 25 8/19/2005

Highland Green, (Unit 9Topsham 1 Goldfinch Drive Eastern Fire Home New NFPA 13D 19 43 static and 28 residual at 790 gpm, 6-28-05 Wet 27 7/29/2005

Highland Green, (Unit 9Topsham 2 Junco Drive Eastern Fire Home New NFPA 13D 19 43 static and 28 residual at 790 gpm, 6-28-05 Wet 20 7/30/2005
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Highland Green, (Unit 9Topsham 14 Finch Drive Eastern Fire Home New NFPA 13D 6 43 static and 28 residual at 790 gpm, 6-28-05 Wet 42 1/8/2006

Highland Greens, (Unit Topsham 15 Flicker Drive Eastern Fire Home New NFPA 13D 5 30 static and 20 residual at 710 gpm, 6-28-05 Wet 41 11/22/2005

Highland West, (Unit 9Topsham 2 Longley Court Eastern Fire Home New NFPA 13D 17 68 static and 57 residual at 1175 gpm, 4-5-00 Wet 15 9/27/2005

HIGHLANDS CADIGATopsham Governor's Way Eastern Fire Assited New and Re NFPA 13 10 235 3/19/2012

Highlands Community Topsham Elm Street Eastern Fire Recreat Existing & n NFPA 13 1074 static and 64 residual at 2274 gpm, 6-19-95 Dry 51 8/18/1999

Highlands GreenTopsham Evergreen Circle Eastern Fire Dwellin New NFPA 13D 5 44 static and 29 residual at 888 gpm, 12-31-01 Wet 21612/30/2003

Highlands GreenTopsham Evergreen Circle Eastern Fire Homes New NFPA 13D 9 35 static and 33 residual at 492 gpm, 4-21-04 Wet 336 7/2/2004

Highlands GreenTopsham Evergreen Circle Eastern Fire Homes New NFPA 13D 9 44 static and 29 residual at 888 gpm, 12-31-01 Wet 31 5/9/2003

Highlands GreenTopsham Evergreen Circle Eastern Fire Home New NFPA 13D 5 44 static and 29 residual at 888 gpm, 12-31-01 Wet 170 9/8/2003

Highlands Green Unit #Topsham Sparrow Lane Eastern Fire Residen New System NFPA 13D 13. 31 6/21/2012

Highlands Green Unit #Topsham Sparrow Drive Eastern Fire Residen New System NFPA 13D13. 35 6/21/2012

Highlands Green Unit #Topsham Sparrow Dr. Eastern Fire Residen New System NFPA 13D 8.9 15 6/21/2012

Highlands Green Unit 1Topsham Balsam Dr. Eastern Fire Residen New System NFPA 13D 38 8/24/2012

Highlands Green Unit 1Topsham Honey Locust Dr. Eastern Fire Residen New System NFPA 13D 14. 34 8/24/2012

Highlands Green Unit# Topsham Honeylocust Dr. Eastern Fire Residen New System NFPA 13D 9.9 14 6/19/2012

Highlands Green, (#38)Topsham Eastern Fire Home New NFPA 13D 6 44 static and 29 residual at 888 gpm, 1-9-02 Wet 31 9/17/2004

Highlands II North Unit Topsham 26 Elm Street Eastern Fire Retirem New NFPA 13D 17. Date of last water test is ; 4/5/00; Static Pressure; 68: Resi Wet 13 9/1/2001

Highlands II North, (PhTopsham 26 Elm Street Eastern Fire Retirem New NFPA 13D 7 68 static and 57 residual at 1175 gpm, 4-5-00 Wet 15 8/15/2000

Highlands Retirement CTopsham 26 Elm Street Eastern Fire Retirem Existing & n NFPA 13D 21. Sept. 1989 Static 80, 1060 GPM at 75 psi Wet 0 10/4/1994

Highlands WestTopsham Hubbard Lane Eastern Fire Dwellin New NFPA 13D 27 68 static and 57 residual at 1175 gpm. 4-5-00 Wet 0 4/5/2004

Highlands WestTopsham Hubbard Lane Eastern Fire Retirem New NFPA 13D 8 68 static and 57 residual at 1175 gpm, 4-5-00 Wet 19 3/4/2003
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Holden-Frost HouseTopsham Frost Street Eastern Fire Apartm New NFPA 13 & 11 74 static and 63 residual at 882 gpm, 8-1-05 Wet 226 9/27/2005

Jo-Ann Fabrics and CrafTopsham 49 Topsham Fair High Tech Fi Mercha Renovation NFPA 13 50 6/13/2012

Maine School AdministTopsham 35 Republic Avenu Freedom Fire Office New Hydro-Pro 5 53 static and 43 residual at 1034 gpm, 11-5-01. Wet 63 11/12/2004

Mid-Coast PresbyterianTopsham Maine Street Sprinkler Sys Worshi Existing & n NFPA 13 5.4 1989 Static 50, 2989 GPM at 46 psi Dry 0 2/15/1994

Mid-Coast Presbyterian Topsham 84 Main Street High Tech Fi Church Existing & n NFPA 13 6 51 static and 47 residual at 750 gpm, 10-20-03 Dry 63 10/28/2003

Mount Ararat SchoolTopsham Route 201 Eastern Fire Educati New Hydro-Pro 11. 04/22/93 Static 40, 750 GPM at 27 psi Wet 0 8/6/1993

Mt Ararat Middle SchoTopsham Republic Avenue Sprinkler Sys Educati New NFPA 13 5 59 static and 42 residual at 1061 gpm, with Fairbanks-MoWet 962 2/16/2000

Parkview Medical OfficTopsham Horton Place High Tech Fi Office New NFPA 13 5 304 12/24/2007

PetcoTopsham 125 Topsham Fair Sprinkler Sys Mercan New NFPA 13 5 170 8/11/2006

Phil Dwinal ProjectTopsham Freedom Fire Beauty New NFPA 13R 10 94 static and 82 residual at 1210 gpm Wet 89 10/2/2004

Residential Elderly CareTopsham 61 Barrow's Drive Eastern Fire Elderly New Maine Life 10 64 static, 45 residual at 934 gpm, 6-20-95 Wet 17 7/30/1996

SAD 75, (Building & GTopsham 35 Republic Avenu Freedom Fire Office New NFPA 13R 11 53 static and 43 residual at 1034 gpm, 11-6-01 Wet 60 3/6/2002

TargetTopsham 125 Topsham Fair High Tech Fi Mercan New NFPA 13 10 65 static and 63 residual at 1186 gpm, 8-5-04 Wet 674 10/8/2005

The HighlandsTopsham Eastern Fire Homes New NFPA 13D 10 44 static and 29 residual at 888 gpm, 1-9-02 Wet 260 12/11/2004

The HighlandsTopsham 26 Elm Street Eastern Fire Assiste New NFPA 13 6 74 static, 64 residual at 2274 gpm, 6-19-95 Dry 642 5/28/1996

The Highlands II NorthTopsham 26 Elm Street Eastern Fire Retirem New NFPA 13D 19. 74 static and 64 residual at 2274 gpm, 6-1995 Wet 14 8/31/1998

The Highlands II North Topsham 26 Elm Street Eastern Fire Retirem New NFPA 13D 19. 06/95 Static 74, 2274 GPM at 64 psi Wet 14 6/1/1999

The Highlands II North, Topsham 26 Elm Street Eastern Fire Retirem New NFPA 13D 19 74 static and 64 residual at 2274 gpm, 6-95 Wet 13 10/5/1999

The Highlands NorthTopsham 26 Elm Street Eastern Fire Retirem New NFPA 13D 19. 74 static, 64 residual at 2274 gpm, 6-95 Wet 13 10/24/1997

The Home DepotTopsham Tosham Fair Mall McDaniel Fir Mercan New NFPA 13 Armstrong 430DF pump rated at 1500 gpm at 100 psi. 2- Wet 0 8/21/2003

Topsham Elementary ScTopsham 42 Barrows Drive Sprinkler Sys Educati Existing NFPA 13 None Given Wet 0 10/5/1990
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Topsham Fair Mall, (99 Topsham Topsham Fair Mall Simplex Grin Restaur New NFPA 13 5 52 static and 42 residual at 993 gpm, 11-30-00 Dry 176 1/17/2001

Topsham Public LibraryTopsham Foreside Road High Tech Fi Library New NFPA 13 10 83 static and 67 residual at 1232 gpm, 11-25-2003 Dry 322 12/13/2003

Topsham Shelf StorageTopsham Park Drive Simplex Grin Storage New NFPA 13 5 666 7/15/2006

Topsham ToyotaTopsham Main Street Eastern Fire Mercan Existing & n NFPA 13 8 Static 44, 1065 GPM at 38 psi Wet 0 7/15/1994

Town Fair Tire StoreTopsham Topsham Fair Mall Robert Ceppi Mercan New NFPA 13 11 78 6/3/2010

Townhall Village Unit #Topsham Franklin Lane Eastern Fire Residen New System NFPA 13D31. 13 7/16/2012

Townhall Village Unit# Topsham Sparrow Rd. Eastern Fire Residen New System 21. 15 4/13/2012

Unit# 151Topsham Sparrow Rd. Eastern Fire Residen New System NFPA 13D 18. 30 3/19/2012

Village CandleTopsham Route 196 Sprinkler Sys Candle Renovation NFPA 13 2.4 Static 51, Residual 43 at 995 GPM tested 1998 Wet 184 4/27/1998

Vincent AtripaldiTopsham Riverview Road Eastern Fire Residen New NFPA 13D 16 Peerless PE 150C,UL listed 26 gpm at 46 psi Wet 18 1/15/1997

VIP TopshamTopsham Union Park Road High Tech Fi Retail, New NFPA 13 5 55 static and 42 residual at 1000 gpm. Pump rated at 644 Wet 147 1/8/2003

Williams-Cone SchoolTopsham Perkins Street Sprinkler Sys Educati New NFPA 13 9.5 51 static, 40 residual at 2006 gpm, 6-19-95 Wet 526 11/6/1996

Woodlot AlternativesTopsham Parkdrive Eastern Fire Office New Hydro-Pro 16 51 static and 45 residual at 1126 gpm, 11-16-01 Wet 92 11/28/2001

26 Browns Ferry DrWest Bath 26 Browns Ferry D Joshua De W Single New System NFPA 13D 7.4 27 8/22/2012

ANDRESEN RESIDENWest Bath Ellis A. Reed RESID New System NFPA 13D 49 5/30/2010

Bill & Debbie Hayden, (West Bath 5 West Chops Poin Sprinkler Ser Home New NFPA 13D 68 Goulds GT 15 pump rated at 25 gpm at 49 psi Wet32 12/24/2000

Caron ResidenceWest Bath West Chops Point Sprinkler Ser Home New NFPA 13D 8 Goulds GT 15 pump rated at 32 gpm at 47 psi Wet 57 12/25/2005

Levin HouseWest Bath Lot Y Great Heron Ellis A. Reed Residen New System NFPA 13D 5 34 5/31/2011

LEVIN RESIDENCEWest Bath Jerry's Plbg RESID New System NFPA 13D 16 7/16/2009

Mark Caron HomeWest Bath West Chops Point Sprinkler Ser Home New NFPA 13D 11 Goulds 1STIFIB4 pump rated at 25 gpm at 49 psi Wet 38 2/11/2000

Parlin HomeWest Bath Cedar Lane Eastern Fire Home Existing NFPA 13D Peerless PE150C 46 GPM at 21 psi Wet 0 7/28/1994
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Chop Point SchoolWoolwich 420 Chop Point Ro Eastern Fire Gym New Hydro-Pro 9 Monarch ACE-500SD pump rated at 80 gpm at 56 psiWet 240 8/19/2005

Sagadahoc Sagadahoc
Somerset Somerset

Garret Schenck SchoolAnson Kentaylor Street Sprinkler Sys School Existing Maine Life 11. Static 86, residual 18 at 580 GPM, tested 04/03/91 Wet 0 4/17/1991

Parkwood ApartmentsAnson Parkwood Drive Sprinkler Sys Apartm Existing & n Maine Life 10. Static 80, residual 30 at 150 GPM, tested 1992 Wet 0 2/12/1993

Gorbell Therma / ElectrAthens Harmony Road / R High Tech Fi Industri Existing NFPA 13 15 Peerles Pump 6AEF10, 1250 GPM at 120 psi Wet 010/29/1992

Tissues Country EstatesAthens Fox Hill Road Eastern Fire Residen Renovation NFPA 13 5 122.75 static and a flow of 216.85. Two air pressure tanks Dry 31 3/21/2001

K & D Wood ProductsBingham Lander Avenue Eastern Fire Wood P New NFPA 13 8 Static 100, residual 60 at 75 GPM, tested 06/25/92 Dry 0 12/10/1992

Morgan Lumber SawmilBingham Wing Street Sprinkler Sys Saw Mi New NFPA 13 5 85 static and 54 residual at 1162 gpm, 7-6-05 Dry 278 9/14/2005

Somerset ManorBingham Owens Street Eastern Fire Roomin Existing NFPA 13 Static 107,residual 84 at 810 GPM, tested 10/16/90 Wet 0 7/1/1994

Canaan Group HomeCanaan Oak Pond Road Maine Fire P Adult G New Maine Life 14 46 static, 27 residual at 90 gpm with Goulds XSH-20 puWet 39 2/3/1998

Spurwink HouseCornville Ridge Road Eastern Fire Residen New NFPA 13D 10 Peerless PE150C pump rated at 26 gpm at 46 psi Wet 33 7/21/1999

Spurwink Residential FCornville West Ridge Road Eastern Fire Residen New Maine Life 22 Goulds GT20 pump rated at 30 gpm at 54 psi Wet 54 9/4/1998

Adam SlochFairfield 54 Mountain Aven Simplex Grin Apartm Renovation Hydro-Pro dn Monarch ACE-500SD pump rated at 80 gpm at 56 psi Wet 250 4/12/2001

Biotechnology BuildingFairfield Eskelund Drive High Tech Fi Educati New NFPA 13 11 108 static and 60 residual at 665 gpm, 3-1-02 Wet 137 3/14/2002

Carter HallFairfield Western Avenue Sprinkler Sys School New NFPA 13 7 Static 79, Residual 72 at 1400 GPM Wet 0 8/12/1992

Graphic Color ServiceFairfield 22 Common Street Eastern Fire Busines New NFPA 13 None Given Wet 0 10/18/1990

James D Julia AuctioneFairfield Maine Fire P Auction New NFPA 13 9 70 static and 40 residual at 835 gpm, 2005 Wet 163 7/27/2005

JOHNNY SEEDS- RENFairfield 13 Main St Eastern Fire Office Renovation NFPA 13 32 10/3/2012

Kennebec Valley TechnFairfield KVTC High Tech Fi Busines New NFPA 13 6 90 static and 86 residual at 1110 gpm, 9-96 Dry 256 10/13/2001

New England Public WFairfield Route 201 High Tech Fi Storage Existing & n NFPA 231 7 88 static, 59 residual at 985 gpm, 8-94 Dry 412 10/27/1997

Williamson Arts and VoFairfield West Street & Wes Sprinkler Sys Educati New NFPA 13 5 83 static and 60 residual at 1138 gpm, 10-26-99 Wet 803 4/20/2000

290



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Hartland Consolidated SHartland Route 151 Eastern Fire School New Hydro-Pro 6.8 Gould 70GS50412 87.5 GPM at 60 psi, Not listed Wet 147 6/1/1999

Hartland ManorHartland Pleasant Street Sprinkler Sys Residen NFPA 13R 8.8 55 residual, 75 gpm Wet 0 9/20/1994

Irving TanneryHartland Main Street Maine Fire P Tanner Existing NFPA 13 125 static, 85 residual, 1000 gpm 0 12/31/1990

Irving TanneryHartland Pleasant Street Eastern Fire Tanner New NFPA 13 None Given Wet 0 12/17/1990

Irving Tannery Annex AHartland Pleasant Street Eastern Fire Leather Existing & n NFPA 13 7 Fairbanks Morse rated at 1000 gpm at 100 psi Wet124 4/24/2000

Irving Tanning CompanHartland Main Street Eastern Fire Tanner New additio NFPA 13 19.Peerless pump 1000 gpm@100psi Wet 0 9/27/1993

Averill High School, (AHinckley Route 201 Maine Fire P Educati New NFPA 13 8 67 static and 51 residual at 1060 gpm, 9-2-99 Dry 449 11/17/1999

Good Will Hinckley, CrHinckley Route 201 Eastern Fire Dormit New NFPA 13R 24 83 static, 38 residual at 937 gpm, 7-9-96 Wet 44 7/23/1996

Good Will Home VisitoHinckley Route 201 Automatic S Functio New Hydro-Pro 11 06/94 Static 58, 1220 GPM at 55 psi Wet 67 9/28/1995

Goodwill Hinkley, (GilHinckley Route 201 Eastern Fire Dwellin New NFPA 13R 7 70 static and 46 residual at 760 gpm, 11-7-99 Wet 84 12/31/1999

Harold Alfond Youth RHinckley Route 201 Sprinkler Sys Recreat New Hydro-Pro 5 62 static and 16 residual at 671 gpm, 6-4-01 Wet 166 6/25/2001

Hinckley School - BancHinckley Route 201 Eastern Fire Residen New & Ren NFPA 13 16. 04/01/94 Static 58, 1200 GPM at 55 psi Dry 0 4/25/1994

Hinckley School GoldenHinckley Route 201 Eastern Fire Residen Existing & n NFPA 13 20.04/01/94 Static 58, 1200 GPM at 55 psi Dry 0 7/1/1994

S. D. WarrenHinckley Route 201 Automatic S Storage New Special Haz 14 Peerless 8AEF15, UL, 2500 GPM at 125 psi Delu 36 9/15/1995

S. D. Warren CompanyHinckley Route 201 Simplex Grin Storage New Factory Mut 15 Peerless BAEF15 pump rated at 2500 gpm at 125 psi Delu 18 5/28/1996

S. D. Warren CompanyHinckley Route 201 Automatic S Manufa New NFPA 13 Static 152, 2500 GPM at 129 psi - Peerless Pump 2500 G Wet 0 7/8/1991

S. D. Warren Recycle FiHinckley Route 201 Simplex Grin Recycle New NFPA 13 18 Peerless 8AEF15, UL, Wet 58 12/19/1995

S. D. Warren, Chip Silo Hinckley Somerset Plant Simplex Grin Industri New NFPA 13 21 140 static, 122 residual at 886 gpm, 7-29-96 Dry 116 8/20/1996

S. D. Warren/SAPPI, (BHinckley Route 201 Dean & Ally Storage New NFPA 13 33 127 static and 125 residual at 1500 gpm Wet 160 11/13/1998

SAPPI Fine PaperHinckley Route 201 Dean & Ally Wood Existing & n NFPA 13 17 Pump rated at 2500 gpm at 125 psi Dry 22 8/12/2002

Sappi Fine Paper, (ModHinckley Route 201 Dean & Ally Office Existing & n Maine Life 10125 residual at 2500 gpm with pumps Wet 13 2/5/2002
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SAPPI Fine Paper, (RollHinckley Route 201 Dean & Ally Paper New NFPA 13 37 Pump with residual at 125 psi flowing 2500 gpm Wet 26 10/10/2002

SAPPI Fine PapersHinckley Hinckley Dean & Ally Manufa Existing & n NFPA 13 dn 2 ULFM Fire Pumps rated at 2500 gpm at 125 psi Wet 29 11/10/2001

Sappi S.D. Warren ( WoHinckley Somerset Plant Rt. Dean & Ally Log Ha Existing NFPA 13 12. On File with Sappi Dry 26 12/31/2001

SAPPI, (Drum DebarkerHinckley Route 201 Dean & Ally Log Pro New NFPA 13 24 Delu 0 8/9/2003

SAPPI, (PM #1 Dryer)Hinckley Route 201 Dean & Ally Paper Existing & n NFPA 13 na Wet 34 7/18/2003

SD Warren, (Fan RoomHinckley Route 201 Dean & Ally Paper Existing & n NFPA 13 dn Peerless Pump rated at 2000 gpm at 125 psi. Wet 89 8/30/1999

Bishop's MotelJackman Route 201 Maine Fire P Hotel New NFPA 13R 43 130 static, 40 residual at 920 gpm, Wet 134 8/22/1997

Border PatrolJackman Maine Fire P Busines New NFPA 13 48 Patterson 12 DMC pump rated at 500 gpm at 70 psi Wet 181 2/7/2006

Five hundred thirteen MJackman 513 Main Street High Tech Fi Pub New Hydro-Pro 10 G&L pump NPE/2ST pump rated at 60 gpm at 42 psi Wet 45 11/4/2005

Jackman Medical CenteJackman Route 201 Eastern Fire Medica New NFPA 13 7 100 static and 49 residual at 560 gpm, 1994 See comment Wet 133 1/1/2005

Northland ManorJackman Route 201, Main S Eastern Fire Residen New NFPA 13 dn 100 static, 49 residual at 560 gpm, 11-9-93 Dry 0 8/12/1994

Calvary PentecostalMadison Old Point Avenue Eastern Fire Gymna New NFPA 13 12 95 static and 70 residual at 1300 gpm, 5-1992 Wet 221 3/6/2002

Emery Home of MadisoMadison 2 Fir Street Sprinkler Ser Residen New Maine Life 18 85 static and 82 residual at 790 gpm, 10-14-98 Wet 19 10/19/1998

Family Violence ShelterMadison Main Street Eastern Fire Group New Maine Life 7 Goulds GT 20 pump rated at 53 gpm at 40 psi. Wet 34 2/16/2005

KVCAP Head Start BuilMadison Old Point Avenue Maine Fire P School New Maine Life 37 70 static, 28 residual at 790 gpm, 6-96 Wet 26 7/12/1996

Madison Elementary ScMadison Madison Avenue Maine Fire P Educati New NFPA 13 dn 87 static and 34 residual at 750 gpm, 2000 Dry 827 3/20/2001

Madison Group HomeMadison Rt. 148 Eastern Fire Group New Maine Life 20. Date of last Water Test; 5/2/01; Static; 36; Residual; 34; Wet 42 5/25/2001

Madison Medical Care Madison Route 148 Maine Fire P Medica New Maine Life 23 15 static and 10 residual at 900 gpm. Goulds GT 20 pum Wet 3310/25/2003

Madison PaperMadison Main Street Simplex Grin Paper P Renovation NFPA 13 8.1 Date of Last WaterTest; 1998, Static Pressure,    , Residua 0 5/16/2001

Madison PaperMadison Route 8 Eastern Fire Roll pa Renovation NFPA 13 21 Pump rated at 2000 gpm at 125 psi, 9-22-03 Wet 176 11/19/2004

Madison Paper GroundMadison Main Street Simplex Grin Wood P New additio NFPA 13 17. 2500 GPM at 150psi Wet 38 12/26/1995
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Wrapper ProjectMadison Main Street Simplex Grin Wood P New NFPA 13 28 Existing pump rated at 2000 gpm at 125 psi Wet 71 11/3/1998

Moscow SchoolMoscow Route 201 Sprinkler Sys School New NFPA 13 Static 91, 671 GPM at 25 psi Dry 0 7/28/1993

Becket House at NorridNorridgewock Route 139 Sprinkler Sys Group New Maine Life 6 Ace 300SD pump rated at 40 gpm at 52 psi Wet 84 4/4/2001

New Balance AthleticsNorridgewock Depot Street Eastern Sprin Office Renovation NFPA 13 n/a n/a Wet 50 8/19/2005

Transfer StationNorridgewock Route 2 Eastern Fire Train T New NFPA 13 5 Peerless Pump 500 GPM at 70 psi Dry 0 6/9/1992

Cousineau Inc.North Anson Route 234 Eastern Fire Debark Existing & nNFPA 13 7 85 static and 56 residual at 1245 gpm, 12-15-01 Dry 35 6/26/2002

Cousineau LumberNorth Anson Route 234 Eastern Fire Saw Mi Renovation NFPA 13 6 85 static and 56 residual at 1245 gpm, 12-15-01 Dry 206 2/14/2002

Cousineau, Inc.North Anson PO Box 260 Eastern Fire Sawdus Existing & n NFPA 13 5 85 static and 56 residual at 1245 gpm, 12-15-02 Dry 49 9/24/2002

Mark Emery SchoolNorth Anson Route 201-A Main Sprinkler Sys Educati New NFPA 13 5 75 static and 50 residual at 993 gpm, 12-10-03 Dry 930 2/7/2004

Sonoco Products, SorterNorth Anson Union Street Eastern Fire Lumber New NFPA 13 6 82 static, 48 residual at 950 gpm, 11-7-96 Dry 178 12/17/1996

Burger KingPalmyra 530 Oxbow Road Eastern Fire Restaur New NFPA 13 7 60 static and 31 residual at 1132 gpm, 1998 Wet 57 1/12/2000

Palmyra Wal-MartPalmyra US Route 2 Sprinkler Sys Mercan Existing & n NFPA 13 5 79 static and 35 residual at 1150 gpm, 12-19-00 Dry 999 11/18/2001

Wal-MartPalmyra Route 2 Sprinkler Sys Mercan New NFPA 13 6.7 Static 45, 900 GPM at 30 psi Wet 0 6/28/1993

Edwards CompanyPittsfield South Main Street Eastern Fire Industri New & Ren Factory Mut None Given Wet 0 10/25/1990

G. S. Edwards CompanPittsfield South Main Street Eastern Fire Industri Existing NFPA 13 Static 75, 978 GPM at 40 psi Wet 0 7/9/1992

GSBSC FacilityPittsfield Hunnewell Avenue Sprinkler Sys Busines Existing NFPA 13 Static 59, 870 GPM at 27 psi Wet 0 1/11/1994

GSBSC New WarehousPittsfield Industrial Drive Eastern Fire Wareho New NFPA 13 5.4 05/31/95 Static 74, 1125 GPM at 48 psi / Aurora, UL 150 Wet 0 8/31/1995

MCI Math & Science BPittsfield Stinson Avenue High Tech Fi School New NFPA 13 7 62 static and 42 residual at 787 gpm, 10-02-00 Dry 251 10/20/2000

Nye HousePittsfield 116 South Main St High Tech Fi Dormit New Maine Life 11 48 1/14/2007

Pittsfield Convalescent Pittsfield Chandler Street Eastern Fire Health Existing NFPA 13 15. 04/21/92 Satic 23, 175 GPM at 18 psi / Peerless Pump 15 Wet 0 10/19/1992

Pittsfield Woolen & YarPittsfield Central Street Eastern Fire Manufa Existing & NFPA 13 6 64 static, 26 residual at 860 gpm, 2-97 Dry 200 7/7/1997
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Sebasticook CommunitPittsfield Route 100 Eastern Fire Health New Hydro-Pro 10 Peerless PE503 120 GPM at 48 psi Wet 83 11/30/1995

Sebasticook Valley ChilPittsfield 99 Grove Street Dean & Ally Day Ca Renovation NFPA 13 n/a Peerless 2.5 PVF8 pump rated at 200 gpm at 40 psi Wet 58 7/22/2005

Sebasticook Valley HealPittsfield Leighton Road Eastern Fire Nursing Existing NFPA 13 Static 22, 556 GPM at 3 psi -- Peerless Pump 300 GPM at Wet 0 7/28/1993

Sebasticook Valley HosPittsfield 99 Grove Street Sprinkler Sys Hospita Renovation NFPA 13 32 30 static and 22 residual at 820 gpm, 11-23-04 Wet 74 1/1/2005

Sebasticook Valley HosPittsfield Pittsfield Dean & Ally Hospita Existing & n NFPA 13 71 Peerless pump rated at 500 gpm at 70 psi Wet 70 9/21/2002

Vickery Elementary SchPittsfield School Street Dean & Ally Educati Renovation NFPA 13 19 65 static and 30 residual at 920 gpm, 2002 Wet 0 10/3/2002

Iron Fence InnReadfield Main Street Sprinkler Sys Roomin New Maine Life 5 Peerless PE-503 pump rated at 80 gpm at 52 psi Wet 70 10/26/1999

Centenary Methodist ChSkowhegan Dr. Mann Road Sprinkler Sys Worshi New NFPA 13 03/01/91 Static 50, 750 GPM at 20 psi Dry 0 7/30/1991

Church of the NazareneSkowhegan East Madison Stree Eastern Fire Church New Hydro-Pro 7 50 static and 33 residual at 960 gpm, 6-96 Wet 106 12/13/2003

EDI, SkowheganSkowhegan Route 150 Eastern Fire Shoe M New NFPA 13 12 60 static and 30 residual at 930 gpm, 1999 Wet 144 11/15/1999

Exclusive Retirement LiSkowhegan 234 Madison Aven Eastern Fire Retirem Existing NFPA 13 11/08/90 Static 67, 1060 GPM at 38 psi Dry 0 2/17/1994

Height ChevroletSkowhegan 71 Madison Avenu Eastern Fire Repair New NFPA 13 13 80 static, 45 residual at 1122 gpm, 10-96 Wet 100 7/16/1997

Ken's Family BowlingSkowhegan Madison Avenue Eastern Fire Assemb New NFPA 13 9.0 Static 50, 670 GPM at 16 psi Wet 0 10/28/1993

New BalanceSkowhegan West Front Eastern Fire Storage Renovation NFPA 13 11 90 static and 30 residual at 920 gpm, 9-96 Wet 526 11/22/2002

Reddington Fairview HSkowhegan 25 Fairview Avenu Maine Fire P Hospita New NFPA 13 dn dna since this is not the remote area for the system. Wet 23 1/22/2001

Redington Fairview GenSkowhegan 25 Fairview Avenu Maine Fire P Hospita Existing & n NFPA 13 7.8 11/90 Static 55, 920 GPM at 30 psi Wet 0 2/22/1995

Redington Fairview GenSkowhegan Fairview Avenue Maine Fire P Hospita Existing NFPA 13 6.6 11/90 Static 55, 920 GPM at 30 psi Wet 0 12/10/1992

Redington Memorial HoSkowhegan Maine Fire P Nursing Renovation NFPA 13 19 168 2/13/2006

Redington-Fairview HosSkowhegan 25 Fairview Avenu Maine Fire P Laborat New NFPA 13 dn dna Wet 31 7/26/2002

S. D. Warren CompanySkowhegan RFD #3 Automatic S Busines New None Given Delu 0 8/22/1990

S. D. Warren Company Skowhegan RFD #3 Automatic S Busines New Factory Mut 13. Peerless Pump 2500 GPM at 125 psi Wet 0 12/22/1992
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S. D. Warren Company Skowhegan RFD #3 Automatic S Busines New NFPA 13 18 Static 152, 2500 GPM at 129 psi - Pump 2500 GPM at 1 0 2/27/1991

S. D. Warren Company Skowhegan RFD #3 Automatic S Storage New NFPA 13 Static 152, 2500 GPM at 129 psi - Pump 2500 GPM at 1 0 2/27/1991

S. D. Warren Number 3 Skowhegan RFD #3 Automatic S Manufa New NFPA 13 Static 152, 2500 GPM at 129 psi - Pump 2500 GPM st 12 0 2/27/1991

SAPPI No. 2 PM HoodsSkowhegan 1329 Waterville R Dean & Ally Paper Addition of NFPA 13 57. 27 4/8/2012

SAPPI No. 3 PM BasemSkowhegan 1329 Waterville R Dean & Ally Paper Addition of NFPA 13 49. 34 10/9/2012

Sappi PaperSkowhegan Sappi Paper, Skow Maine Fire P wood c Addition of NFPA 13 17 60 8/23/2012

Shop N SaveSkowhegan Madison Avenue Sprinkler Sys Mercan Existing & n NFPA 13 10. 1993 Static 56, 800 GPM at 48 psi Wet 0 3/30/1995

Skowhegan Court HousSkowhegan Court Street Maine Fire P Assemb New NFPA 13 1691 static, 26 residual at 860 gpm, 1995 Wet 355 1/8/1997

Skowhegan HousingSkowhegan 33 & 37 Pleasant Sprinkler Sys Apartm New Maine Life 8 Monarch ACE-500SD pump rated at 60 gpm at 61 psi Wet 132 2/4/2003

Skowhegan Industrial BSkowhegan Route 150 Eastern Fire Industri New NFPA 13 5.4 05/27/94 Static 52, 820 GPM at 25 psi Wet 0 8/23/1994

Skowhegan Middle SchSkowhegan Route 2 Maine Fire P Educati New NFPA 13 5 36 static and 16 residual at 500 gpm, 11-22-00 Wet 1320 11/13/2001

Skowhegan Readiness Skowhegan No. School Drive Sprinkler Sys Armory New NFPA 13 5 53 static and 25 residual at 850 gpm, 1-1-01. Armstrong Wet 228 7/25/2005

Skowhegan State FairgrSkowhegan Park Street Eastern Fire Assemb New NFPA 13 5 58 static and 32 residual at 950 gpm, Summer 1996 Dry118 6/4/1999

Somerset County CourtSkowhegan High Street High Tech Fi Office New NFPA 13 5 80 static, 70 residual at 860 gpm, 5-12-98 Dry 270 6/10/1998

Strand TheaterSkowhegan Court Street Eastern Fire Theater New NFPA 1311 84 static and 32 residual at 950 gpm, 2000 Dry 275 8/4/2005

Strand TheaterSkowhegan Court Street Eastern Fire Cinema Renovation NFPA 13 n/a 84 static and 32 residual at 950 gpm, 2000 Dry 27 1/1/2005

Two-Hundred-Thirty-FoSkowhegan 234 Madison Aven Eastern Fire Apartm Existing NFPA 13 None Given Dry 0 2/19/1991

Video StoreSkowhegan Route 201 Maine Fire P Mercan New NFPA 13 17. 06/93 Static 50, 480 GPM at 45 psi Dry 0 9/24/1993

Wal-MartSkowhegan Route 201 Sprinkler Sys Mercan Existing & n NFPA 13 6.5 1993 Static 56, 1150 GPM at 41 psi Wet 0 4/22/1994

Wal-Mart, (Garden CentSkowhegan 60 Fairground Mar Simplex Grin Mercan New NFPA 13 7 47 static and 40 residual at 652 gpm, 11-3-03 Dry 60 8/11/2004

Crabapple LodgeThe Forks Route 201 Eastern Fire Assemb New Hydro-Pro 9 Peerless PE503 pump rated at 80 gpm at 52 psi Wet 115 6/24/1998
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Inn By The RiverThe Forks Route 201 Eastern Fire Hotel New Hydro-Pro 19 Peerless PE503 pump rated at 100 gpm at 50 psi Wet 45 1/22/1997

North American OutdooWest Forks Route 202 Eastern Fire Restaur New Hydro-Pro15 Monarch ACE-500sd pump rated at 60 gpm at 60 psi Wet 69 3/4/2004

Somerset Somerset
Waldo Waldo

Athena HealthcareBelfast corner of rt one an Maine Fire P office Renovation NFPA 13 30 3/28/2008

Athena Pod 2Belfast 3 Hatley Rd, Belfa Maine Fire P call cen Renovation NFPA 13 60 8/30/2012

Bay Head ApartmentsBelfast Patterson Hill Roa Maine Fire P Residen New NFPA 13R 6.5Date of the last water test; 8/14/01; Static Pressure; 43; R Wet 462 10/8/2001

Belfast Area Children's Belfast Route 137 Sprinkler Sys Childre Existing Hydro-Pro 6.3 Grundfos Pump 60 GPM at 54.1 psi Wet 0 3/17/1992

Belfast Area High SchoBelfast Waldo Avenue High Tech Fi Educati New NFPA 13 6 72 static and 59 residual at 1010 gpm, 7-1998 Dry 510 12/31/1998

Belfast Area High SchoBelfast 98 Waldo Avenue High Tech Fi Educati New NFPA 13 8 72 static and 59 residual at 1010 gpm, 7-98 Wet 310 4/12/1999

Belfast Branch, (BangorBelfast Route 3 Maine Fire P Church New Hydro-Pro 6 Goulds 80 GS50 pump rated at 80 gpm at 65 psi Wet 85 6/24/2002

Belfast City Hall RenovBelfast 131 Church Street Maine Fire P Office New NFPA 13 Static Pressure: 73; Residual Pressure;66; Flow in GPM; Dry 58 12/31/2001

Belfast City Hall, (PhasBelfast High Street Maine Fire P Office New NFPA 13 dn 73 static and 66 residual at 1320 gpm Dry 66 5/4/2002

Belfast City Hall, (PhasBelfast High Street Maine Fire P Busines New NFPA 13 dn dna Dry 50 8/19/2002

Belfast Elementary SchBelfast 9 School Street Maine Fire P Educati New NFPA 13 5 79 static and 68 residual at 1060 gpm, 10-02 Dry 912 11/7/2003

Belfast Fine Arts, (AddiBelfast Belfast High Schoo Eastern Fire Classro Existing & n NFPA 13 10 72 static and 59 residual at 1010 gpm, 12-21-98. Magnete Wet 126 9/17/2004

Belfast Free Library, (RBelfast 106 High Street Maine Fire P Library New NFPA 13 7 73 static and 66 residual at 1320 gpm, 1994 Dry 176 11/15/1999

Belfast Hannaford, (200Belfast Lincolnville Avenu Sprinkler Sys Mercan Renovation NFPA 13 11 82 static and 64 residual at 1320 gpm, 11-8-05 Wet 144 1/16/2006

Belfast Market PlaceBelfast Starrett Drive Eastern Fire Mercan New, from e NFPA 13 Static 59, residual 26 at 840 GPM, tested 07/09/90 0 1/10/1994

Belfast Middle SchoolBelfast Lincolnville Road Fortress Mec School, New NFPA 13 & 59Static 63, residual 45 at 450 GPM, Pump = 450 GPM at 6 Wet 0 10/19/1992

Belfast Opera HouseBelfast Beaver Street Eastern Fire Mercan Existing & n NFPA 135 80 static and 77 residual at 1500 gpm, 2001 Dry 56 10/8/2005

Belfast Residential DevBelfast Off Crocker Road Maine Fire P Residen New NFPA 13 4.3 44 static and 43 residual at 1205 gpm, 8-26-00 Wet 123 1/22/2001
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Belfast Residential DevBelfast Off Crocker Road Maine Fire P Clubho New NFPA 13 5 44 static and 43 residual at 1205 gpm, 1-12-01 Wet 60 3/19/2001

Belfast Residential DevBelfast Crocker Road Maine Fire P Residen New NFPA 13 5 44 static and 43 residual at 1205 gpm, 1-12-01 Wet 87 2/2/2001

Belfast Residential DevBelfast Off Crocker Road Maine Fire P Residen New NFPA 13 5 44 static and 43 residual at 1205 gpm, 1-12-01 Wet 226 2/12/2001

Belfast Shopping CenterBelfast Starrett Drive Eastern Fire Mercan Existing NFPA 13 Static 59, residual 26 at 840 GPM Wet 0 4/17/1991

Belfast United MethodisBelfast Mill Road Maine Fire P Church New Hydro-Pro 17 71 static and 42 residual at 150 gpm, Goulds pump rated Wet 196 2/6/2001

Belfast VOA Senior LivBelfast Volunteers of Ame Maine Fire P Retirem New NFPA 13R 15 35 static and 20 residual at 500 gpm. Patterson 6x6VIP p Wet 298 12/20/2002

Colonial TheaterBelfast 121 High Street Maine Fire P Assemb Existing & n NFPA 13 dn 73 static, 66 residual at 1320 gpm, 1993 Dry 0 8/6/1996

Comfort InnBelfast Route 1 High Tech Fi Inn New NFPA 13R 9.6 85 static, 57 residual at 1200 gpm, 1-23-96 Wet 207 1/26/1996

Comfort Inn, (Addition)Belfast Route 1 High Tech Fi Hotel New NFPA 13R 8 85 static, 57 residual at 1250 gpm, 1-23-96 Wet 222 3/13/1998

Cornerspring MontessorBelfast 46 Congress Street Maine Fire P Educati New Maine Life 24 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 32 1/12/2005

Ducktrap River Fish FarBelfast Industrial Park Eastern Fire Industri Existing & n NFPA 13 5.4 50 static, 34 residual at 980 gpm Wet 95 6/10/1996

Ducktrap River Fish FarBelfast Airport Industrial P Sprinkler Sys Busines New NFPA 13 Static 52, residual 38 at 950 GPM Wet 0 8/15/1991

Ducktrap River Fish FarBelfast 57 Little River Dri Eastern Fire Process Existing & nNFPA 13 5 50 static and 34 residual at 980 gpm, 5-8-96 Wet 269 3/9/1999

Great Expectation VBelfast Route 52 Eastern Fire Educati New NFPA 13 15 52 static, 20 residual at 950 gpm, 5-95 Dry 337 2/3/1997

Group Home FoundatioBelfast Little River Drive Sprinkler Sys Manufa New NFPA 13 6 50 static and 34 residual at 980 gpm, 1996 Wet 222 10/22/1998

Harbor Hill EstatesBelfast Old Searsport Roa Eastern Fire Assiste New NFPA 13 8 Static 87, residual 78 at 1350 GPM, tested 1994 Wet 632 8/3/1995

Harborside GraphicsBelfast Congress Street Sprinkler Sys Busines Existing NFPA 13 None Given Wet 0 9/20/1990

Hayford BlockBelfast Church Street Eastern Fire Office New NFPA 13 5 75 static, 53 residual at 1500 gpm, 1991 Dry 280 6/27/1997

Matthews Brothers, (AdBelfast Perkins Road Sprinkler Sys Windo Existing & n NFPA 13 5 82 static and 58 residual at 1186 gpm, 10-14-05 Wet 378 11/10/2005

MBNA Facilities - WareBelfast Route 3 Eastern Fire Office, New NFPA 231 14 02/18/99 Static 78, 1420 GPM at 72 psi Wet 314 6/1/1999

MBNA New EnglandBelfast US Routes 1 & 25 Sprinkler Sys Office New NFPA 13 10 Static 52, residual 20 at 950 GPM, tested 08/25/95, Fairb Wet 0 11/9/1995
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MBNA Operations FacilBelfast Route 52 Eastern Fire Office New NFPA 13 11 52 static, 20 residual at 950 gpm, 5-95 Dry 140 4/4/1996

MBNA WarehouseBelfast Route 3 Eastern Fire Storage Existing & n NFPA 13 13 78 static and 72 residual at 1420 gpm, 2-18-99. Patterson Wet 45 3/18/2004

MBNA, (Belfast WarehBelfast Front Street Eastern Fire Storage Existing & n NFPA 1364 94 static, 65 residual at 1544 gpm, 8-1993 Dry 55 9/4/1997

MBNA, (Building 8)Belfast Route 3 High Tech Fi Busines New NFPA 13 6 78 static and 70 residual at 1400 gpm, 9-23-99 Wet 636 3/11/2000

MBNA, (Operations FaBelfast Route 3 Eastern Fire Busines New NFPA 13 5 69 static, 54 residual at 1235 gpm, 7-29-97, and Peerless Wet 1677 8/23/1997

MBNA, (Services SuppBelfast Route 1 Eastern Fire Office Renovation NFPA 13 na Fairbanks-Morse pump rated at 400 gpm at 82 psi Wet 36 8/27/2004

MBNA, (University of Belfast Route 1 High Tech Fi Busines New NFPA 13 15 78 static and 70 residual at 1400 gpm, 9-23-99 Wet 151 6/30/2000

National Theatre - WorkBelfast 70-72 Main Street Eastern Fire Mercan New NFPA 13R 6.2 04/1999 Static 80, 1330 GPM at 77 psi Wet 142 5/6/1999

Ninetysix Main StreetBelfast 96 Main Street Eastern Fire Office, New Hydro-Pro 5 85 static and 63 residual at 1333 gpm, 1999 Wet 214 5/25/2001

Ninety-six Main StreetBelfast 96 Main Street Eastern Fire Mercan New Hydro-Pro 9 85 static and 63 residual 1333 gpm, 1999 Wet 230 6/21/2000

Ocean East BelfastBelfast Ryan Road High Tech Fi Condo New NFPA 13R 11 72 7/1/2007

Ocean East Belfast 4,5,Belfast Ryan Road High Tech Fi Condo New NFPA 13R 8 274 10/1/2007

Ocean East Belfast, (BuBelfast Ryan Road High Tech Fi Condo New NFPA 13R 6 112 7/22/2007

Penobscot ShoresBelfast Route 1 Eastern Fire Residen New NFPA 13 & 5 Static 70, residual 60 at 750 GPM, tested 06/95 Wet 515 10/11/1995

Shop N SaveBelfast Lincolnville Avenu Sprinkler Sys Mercan New NFPA 13 8.3 Static 58, residual 40 at 950 GPM Wet 0 12/30/1992

Sweetser Childrens ServBelfast Route 3 Simplex Grin Group New NFPA 13R 13 Peerless 2.5PVF8 pump rated at 150 gpm at 50 psi Wet 45 7/23/1999

Sweetser Childrens ServBelfast Route 3 Simplex Grin Group New NFPA 13R 12 Peerless 2.5PVF8 pump rated at 50 gpm at 55 psi Wet 47 11/17/1999

Sweetser Community RBelfast Route 3 Automatic S Group New Hydro-Pro 10 Peerless PE503, UL listed, 64 GPM at 54 psi Wet 0 8/1/1995

Tall PinesBelfast Martin Lane Maine Fire P Offices, New NFPA 13 7 48 static and 38 residual at 1000 gpm, 9-05 Wet 358 11/8/2005

Three TidesBelfast Maine Fire P Bar New Maine Life 16 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 27 6/12/2003

Troy Howard Middle ScBelfast 173 Lincolnville A Simplex Grin Educati Existing & n NFPA 13 6 90 static and 80 residual at 750 gpm, 5-29-02 Dry 215 7/23/2002
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Turner Dental ClinicBelfast Route 1 Maine Fire P Busines New Maine Life 44 70 static and 60 residual at 750 gpm, 1994 Wet 55 9/16/1998

Turner Professional BuilBelfast Route 1 Maine Fire P Dental Renovation Maine Life dn 70 static and 60 residual at 750 gpm, 1994 Wet 24 2/14/2000

Waldo Co. Hospital, (OBelfast Northport Avenue Eastern Fire Hospita Existing & n NFPA 13 11 80 static and 24 residual at 1550 gpm, 2-01 Dry 81 12/25/2005

Waldo County YMCABelfast Route 52 Eastern Fire YMCA New NFPA 13 9 95 static and 78 residual at 1635 gpm, 5-16-00 Wet 369 6/23/2000

Waldo General HospitalBelfast Northport Avenue Atlantic Auto Hospita Existing & n NFPA 13 20 80 static and 24 residual at 1550 gpm, 2-99 Wet 688 9/24/1999

Fairhaven CampsBrooks 81 West Fair Have Maine Fire P Camp New Hydro-Pro 129 3/19/2012

Keith / Linda Harvey GrBrooks Route 139 Maine Fire P Group New Maine Life 20. Static 49, 90 GPM at 29 psi / Goulds GT- 20, Not listed, Wet 15 6/2/1999

Pride ManufacturingBurnham Route #100 Eastern Fire Office/ Renovation NFPA 13 11 149 Static, 138 Residual rated at 601 GPM 10/23/93 Wet43 3/2/1998

Pride ManufacturingBurnham Route 100 Eastern Fire Manufa Existing NFPA 13 38 Static 148, Residual 139 at 601 GPM 10/20/93 Wet 0 12/30/1993

ISLESBORO CENTRAIslesboro Alumni Drive Eastern Fire School New System Hydro-Pro 6 276 9/11/2009

ISLESBORO COMMUIslesboro ISLESBORO MAI Eastern Fire commu New System Hydro-Pro 8.3 138 1/1/2008

Isola BellaIslesboro Isleboro Eastern Fire Residen New System NFPA 13D 35 136 10/17/2011

McNeil ResidenceIslesboro Bluff Road Eastern Fire Residen New NFPA 13D 6 Goulds GT 20 pump rated at 30 gpm at 54 psi Wet 78 3/28/2002

Olivers RestaurantIslesboro Derby Road Eastern Fire Restaur Existing Maine Life 24Peerless Pump rated at 50 gpm at 100 psi Wet 0 4/27/1993

The Beacon ProjectIslesboro Main Street Denali Fire P Retirem New Maine Life 8 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 56 2/23/2005

Beach HouseLincolnville Route 1 Eastern Fire Mercan New Hydro-Pro 5Peerless PE503 pump rated at Wet 72 1/13/2000

Donner Inn & ResidencLincolnville Route One Eastern Fire Roomin New Hydro-Pro 11 Monarch ACE-50050 pump rated at 60 gpm at 60 psiWet 93 12/7/2000

Inn at Oceans EdgeLincolnville Route One Eastern Fire Hotel New Hydro-Pro5 Peerless PE 503 pump rated at 120 gpm at 48 psi Wet153 4/23/1998

Kelmscott FarmsLincolnville Van Cycle Road Maine Fire P Admini New Maine Life 13 Goulds PF20 pump rated at 60 gpm at 45 psi Wet 29 6/17/1997

Lincolnville SchoolLincolnville Maine Fire P Educati New Hydro-Pro 6 Pump rated at 60 gpm at 80 psi with water storage tank of Wet 400 11/10/2004

North East Maine Inc - Lincolnville US Route 1 Chuck's Plu Inn New Hydro-Pro 5 Peerless C610AM 60 GPM at 60 psi Wet 0 5/11/1993
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Tanglewood 4H CampLincolnville 1 Tanglewood Driv Sprinkler Sys Busines New Maine Life 5 Peerless PE 303 pump rated at 80 gpm at 39 psi Wet 27 6/20/2000

The Inn at Oceans Edge Lincolnville Route 1 Eastern Fire Restaur New Maine Life 6 Gould's pump rated at 30 gpm at 53 psi Wet 42 4/26/2005

Windsor ChairmakersLincolnville RR 2 Box 7 Automatic S Wood New NFPA 13 28.Peerless 10MAF, 500 GPM at 105.3 psi Wet 0 12/14/1994

Gladys Weymouth SchoMorrill Route 137 Maine Fire P Educati New additio Maine Life 6Meyers QP-15 pump rated at 40 gpm at 35 psi Wet 41 9/18/1996

Honesty GrangeMorrill Freedom Fire Assemb New Hydro-Pro 6 Aeromotor CT60-5S pump rated at 101 gpm at 60 psi Dry 51 3/4/2003

Drinkwater SchoolNorthport Bayside Road Sprinkler Sys Educati Existing Hydro-Pro 8 Grundfos, 60 GPM at 56 psi Wet 0 12/1/1994

Ducktrap Mountain ConNorthport Route 1 Eastern Fire Assemb New NFPA 13 24 Peerless 5PVF7 pump rated at 300 gpm at 85 psi Dry 300 5/30/1996

Lincolnville Central SchNorthport Route 1 Maine Fire P Educati New NFPA 13 6 Fairbanks/Morse 4-1593 BF pump rated at 500 gpm at 10 Dry 495 8/29/2000

MBNA Function BuildiNorthport Route 1 Eastern Fire Busines New NFPA 13 18 Peerless 4PUF86 pump rated at 300 gpm at 70 psi Dry 173 8/12/1997

MBNA Point Lookout Northport Route 1 Dean & Ally Office New NFPA 13 22 Patterson 5x3VIP pump rated at 500 gpm at 90 psi Wet 176 5/7/2001

MBNA Point Lookout, (Northport Route 1 Eastern Fire Office/ Existing & n NFPA 13 9 Peerless 5PVF7 pump rated at 300 gpm at 85 psi Dry 58 12/31/1999

MBNA Skate ParkNorthport Route 1 High Tech Fi Skatebo New NFPA 13 22 91 static and 81 residual at 300 gpm. Peerless 3PVF8 puWet 122 2/28/2001

MBNA, (Addition to CoNorthport Route 1 Eastern Fire Busines Existing & n NFPA 13 23 Peerless 5PVF7 pump rated at 300 gpm at 85 psi. Dry 66 1/26/1999

MBNA, (Ginley Hall)Northport Rt. 1 High Tech Fi Food Pr Existing & n NFPA 13 29 Date of last water test; 5/22/01; Static; 100; Residual; 75; Wet 49 6/5/2001

MBNA, Function BuildiNorthport Route 1 Eastern Fire Functio New NFPA 13 15 Peerless 4PVF8G Listed pump rated at 300 gpm at 70 psi. Dry 370 3/17/1997

Prospect/Verona BridgeProspect US Route 1 & 3 Eastern Fire Observ New NFPA 13 8 Patterson pump rated at 500 gpm at 205 psi Wet 26 12/25/2005

Crowe Rope CompanySearsmont Route 3 Eastern Fire Manufa New NFPA 13 & 5.6Peerless Pump 1000 GPM at 100 psi Wet 0 1/6/1993

Robbins LumberSearsmont c/o Sprinkler Syste Sprinkler Sys Lumber New NFPA 231 11 Peerless Pump 1000 GPM at 103 psi Dry 0 9/10/1991

Robbins Lumber Bag StSearsmont Ghent Road Sprinkler Sys Storage New NFPA 13 5 Peerless 6AEF-10 pump rated at 1000 gpm at 103 psi Dry 32 10/15/2001

Robbins Lumber GarageSearsmont Ghent Road Mainte New NFPA 13 Peerless, UL, 1000 GPM at 103 psi   -  Pond on Site Dry 56 10/18/1995

Robbins Lumber OfficeSearsmont c/o Sprinkler Syste Sprinkler Sys Office Existing NFPA 13 Peerless Pump 1000 GPM at 100 psi Dry 0 2/10/1992
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Robbins Lumber Planer Searsmont c/o Sprinkler Syste Sprinkler Sys Saw Mi New NFPA 13 12 Peerless Pump 1000 GPM at 103 psi Dry 0 1/8/1993

Robbins Lumber StoragSearsmont 53 Ghent Road Sprinkler Sys Lumber Existing & n NFPA 13 5+ 261 7/25/2012

Robbins Lumber StoragSearsmont c/o Sprinkler Syste Sprinkler Sys Saw Mi Renovation NFPA 13 10 Peerless Pump 1000 GPM at 100 psi Dry 0 5/15/1991

Robbins Lumber, (PaintSearsmont Route 3 Eastern Fire Storage Existing & n NFPA 13 46 Peerless 12MBF pump rated at 1000 gpm at 100 psi Wet 8 4/7/2003

Robbins Lumber, (Tool Searsmont Ghent Road Sprinkler Sys Tool St Existing & n 14 188 3/18/2006

Robbins Lumber, SorterSearsmont Ghent Road Sprinkler Sys Sawmil New NFPA 13 8 Sterling Peerless 6AEF10 pump rated at 1000 gpm at 100 Dry 511 6/9/2005

Wal-MartSearsmont Route # 3 Eastern Fire Mercan New NFPA 13/23 5Static 55, Residual 44 at 1150 at GPM Wet 0 1/8/1993

Bayview ManorSearsport Rt. # 1 Eastern Fire Nursing Existing & n NFPA 13 7.8 Date of last water test ; Projected; Static Pressure; 55; Res Dry 97 12/31/2001

Congregation Church VSearsport Church Street Maine Fire P Worshi New additioHydro-Pro 11. Static 63, 650 GPM at 28 psi Wet 0 12/10/1993

Inn BritanniaSearsport 132 West Main Str Maine Fire P Roomin New Maine Life 10 Gould GT-20 pump rated at 50 gpm at 50 psi Wet 38 3/27/2002

Main Street Historic SoSearsport 37 East Main Stree High Tech Fi Mercan New Hydro-Pro 8 68 static and 35 residual at 790 gpm, 1996 Wet 94 3/17/1999

Seabreeze Elderly HousiSearsport Prospect Street Maine Fire P Nursing New NFPA 13 15 60 static and 20 residual at 4000 gpm, 6-2003 Dry 281 8/18/2003

Searsport Apartment BuSearsport 27 Mount Ephren Maine Fire P Apartm New Hydro-Pro 11 71 static and 50 residual at 340 gpm, 10-96 Wet 83 3/3/2000

Searsport Elementary ScSearsport Mortland Road Sprinkler Sys Educati New NFPA 13 Static 68, 440 GPM at 37 psi Dry 0 4/18/1991

Searsport Middle/High Searsport Maine Fire P Educati New NFPA 13 4 73 static and 28 residual at 699 gpm, Patterson 5x3UIP in Dry 537 4/9/2002

Searsport Town Office, Searsport Union Street Maine Fire P Town New NFPA 13 25 75 static and 38 residual at 640 gpm,  10-2-00 Wet 33 11/8/2005

Union HallSearsport Reservoir Street Eastern Fire Assemb Renovation NFPA 13 Static 82, 710 GPM at 18 psi Wet 0 3/11/1991

Union HallSearsport Union Street Maine Fire P Town New NFPA 13 5 75 static and 38 residual at 640 gpm, 10-1996 Wet 64 8/18/1999

Hersey RetreatStocton Springs Maine Fire P Confere New & Ren NFPA 13 12 67 static Wet 99 2/13/2006

Clifford CommonsUnity Route 139 Maine Fire P Busines New Maine Life 10 Goulds PF-20 pump rated at 60 gpm at 45 psi Wet 32 10/17/1996

Common Ground CenteUnity Pump Road Eastern Fire Assemb New NFPA 13 6.1  3 independent Peerless pumps rated at 100 gpm at 65 psi Wet 153 9/4/1998
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Head StartUnity Route 139 Eastern Fire Educati Existing Maine Life 32 Peerless 100 GPM at 50 psi Wet 0 2/11/1994

Joe BelleroseUnity School Street Maine Fire P Apartm New Hydro-Pro 34 82 static, 64 gpm at 48 psi,Goulds 40GS30 43 gpm at 75 Wet 73 1/24/1998

M. O. F. G. A.Unity Dump Road Eastern Fire Pump New NFPA 13 dn Three Peerless 2.5PVF8 pumps, each rated at 100 gpm at Wet 0 10/1/1998

Melissa Bastieu Bed & Unity Route 202 Maine Fire P Bed & New Maine Life 56 Goulds PF-20 pump rated at 60 gpm at 45 psi Wet 36 12/8/1997

Richard Hodges IncorpoUnity c/o Maine Fire Prot Maine Fire P Wareho New NFPA 13 None Given Wet 0 1/2/1991

Unity College ResidencUnity College Drive Maine Fire P Dormit New NFPA 13R 30. Peerless PVF8 pump rated at 100 gpm at 65 psi Wet 201 7/13/1998

Unity College, (ChianchUnity 90 Quaker Hill Ro Maine Fire P Dormit New Hydro-Pro 22 Goulds pump rated at 65 gpm at 70 psi Wet 70 7/2/2005

Unity College, (EastvieUnity Maine Fire P Dormit New Hydro-Pro 12 Goulds 80GSo5 pump rated at 80 gpm at 70 psi Wet 110 6/13/2005

Unity College, (WestvieUnity Maine Fire P Dormit New Hydro-Pro 27 Goulds 80 G505 pump rated at 80 gpm at 70 psi Wet 59 7/22/2005

Unity FoundationUnity 230 Main Street Eastern Fire Office New Hydro-Pro 7 Monarch ACE-300SD pump rated at 60 gpm at 60 psi Wet 79 4/3/2001

Unity PlayhouseUnity Route 139 / 220 Maine Fire P Theater New Hydro-Pro 21 71 static and 42 residual at 150 gpm, Goulds pump rated Wet 147 6/6/2000

Welcome CenterUnity Unity College Maine Fire P Office New Maine Life 8 27 7/16/2008

Harbor HouseWinterport 1181 North Main S Sprinkler Sys Group New Hydro-Pro 8 Peerless 2.5PVF8 pump rated at 100 gpm at 65 psi Wet 100 6/21/1999

Leroy Smith SchoolWinterport Rte #1 Eastern Fire School New NFPA 13 5 60 static 24 residal at 860 GPH,1996 dry 694 3/10/1997

Winterport Middle SchoWinterport Mountain View Dr Sprinkler Sys Educati New Hydro-Pro 5000 Gallon water tank - 91 GPM at 50 psi Wet 0 1/7/1992

Your Home, IncorporateWinterport Route 1A Eastern Fire Elderly New Hydro-Pro19 Peerless PE 503 UL listed pump rated at 100 gpm at 50 p Wet 46 7/8/1996

Waldo Waldo
Washington Washington

It's a Small World PrescBaileyville Second Street Eastern Fire  Presch New Hydro-Pro 23 80 static and 45 residual at 1000 gpm, 1999 Wet 9 12/26/1999

Sunrise DaycareBaileyville Route 1 Sprinkler Sys Day Ca New Hydro-Pro 5 75 static and 39 residual at 1000 gpm, 9-99 Wet 29 10/1/1999

Woodland Elementary SBaileyville 4th Ave. Sprinkler Ser School New Hydro-Pro 23. Date of last water test; 07/16/01; Static Pressure 71; Resi Wet 264 8/17/2001

Shannon Drive ApartmeBar Harbor Shannon Drive Maine Fire P Apartm New Maine Life 16 89 static, 56 residual at 2280 gpm, 4-15-95 Wet 28 1/16/1996
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ABC Day CareCalais Whitney Street John Boardm Day Ca Hydro-Pro 45 Static 100, Residual 50 at 310 GPM tested 09-26-94 Wet 0 10/5/1994

Border Patrol StationCalais Maine Fire P Busines New NFPA 13 22 80 static and 54 residual at 1280 gpm, 5-04 Wet 150 6/8/2005

Calais ApartmentsCalais Eaton Street Maine Fire P Apartm New NFPA 13R 30. Date of Last Wate Test; 04/26/01, Static Pressure, 100, R Wet 85 5/19/2001

Calais Elementary SchoCalais Garfield Street Eastern Fire School, Existing NFPA 13 5Static 90, Residual 70 at 990 GPM tested 10-04-91 Dry 0 4/27/1992

Calais Elementary SchoCalais North Street Maine Fire P Educati New NFPA 13 21 70 static and 36 residual at 1010 gpm, 7-21-03 Wet 168 11/7/2003

Calais Group HomeCalais 20 Calais Street Eastern Fire Group New Maine Life None Given 0 3/28/1991

Calais High School, (ReCalais Maine Fire P Educati New Hydro-Pro 9 Monarch 500S pump rated at 80 gpm at 60 psi. Wet 678 8/3/2003

Calais HospitalCalais Maine Fire P Hospita New NFPA 13 10 65 static and 46 residual at 1125 gpm, 2004 Wet 632 10/8/2005

Community Residential Calais Palmer Street Maine Fire P Residen Renovation NFPA 13 2758 static and 48 residual at 1190 gpm Wet 197 8/15/2000

Downeast Heritage CentCalais 39 Union Street Maine Fire P Commu New NFPA 13 22 102 static and 81 residual at 1205 gpm, 2-2-03 Wet 325 5/10/2003

E. B. S. Building SupplCalais F South Street Maine Fire P Retail New Hydro-Pro 5 Static 52, Residual 47 at 890 GPM Dry 0 1/29/1993

First Atlantic CorporatiCalais Palmer Street Ext. Sprinkler Sys Nursing New NFPA 13 5 63 static and 59 residual at 720 gpm, 9-3-98 Dry 314 12/18/1998

First Congregational ChCalais Park Street Maine Fire P Worshi Existing NFPA 13 9 Static 84, Residual 45 at 1010 GPM tested 08/93 Wet 0 4/6/1994

Group HomeCalais South St, Calais Maine Fire P Assiste New System Maine Life 5.0 71 10/13/2012

Immaculate Conception Calais Washington Street Maine Fire P Church New NFPA 13 14 338 9/13/2007

John ChambersCalais 2 Mahar Street Maine Fire P Assiste New Maine Life 18 68 static and 40 residual at 665 gpm, 12-8-98 Wet 37 12/16/1998

New Horizons Adult HoCalais 144 South Street Maine Fire P Adult C New Hydro-Pro 5 50 static, 40 residual at 1780 gpm, 7-94 Wet 96 1/27/1998

Rich's Department StoreCalais Main Street High Tech Fi Retail New NFPA 13 None Given Wet 0 8/17/1990

Second Baptist Church Calais Church Street Maine Fire P Church New NFPA 13 14 90 static and 70 residual at 1300 gpm, 1-7-04 Dry 186 2/3/2004

Union VillageCalais High Street Maine Fire P Group New Maine Life 15 90 static and 70 residual at 1300 gpm, 2004 Wet 16 4/29/2004

VOID-Group Home, [SeCalais Maine Fire P Group Maine Life 71
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Wal-MartCalais South Street Shopp Eastern Fire Retail New NFPA 13 & Static 56, Residual 43 at 1150 GPM Wet 0 5/20/1994

Walmart Supercenter #2Calais 379 South Street, Maine Fire P Depart New and Re NFPA 13 32. 801 10/11/2012

Washington County TecCalais Route One River R Dean & Ally Dormit New NFPA 13 7 Patterson 4x3 VIP pump rated at 300 gpm at 110 psi Dry 580 9/8/2003

Washington County TecCalais River Road Maine Fire P School New Hydro-Pro 10. Date of last water test; ?; Static Pressure; 71.50 residual P Wet 178 9/24/2001

Washington County TecCalais River Road St Croi Eastern Fire School New Hydro-Pro 7None Given Wet 0 5/1/1992

Campbell HillCherryfield Route 1 Eastern Fire Adult F New Maine Life 9 Peerless PE503 pump rated at 100 gpm at 50 psi Wet43 4/8/1996

Marsh HouseCherryfield Cherryfield Eastern Fire Residen New Maine Life 5 Goulds GT20 pump rated at 20 gpm at 54 psi Wet42 3/20/2004

4 Corners Shop & SaveColumbia Falls Maine Fire P Mercan New NFPA 13 338 6/7/2012

Basil's Bar & LoungeColumbia Falls Addison Road Maine Fire P Bar New Maine Life 6 73 7/16/2008

Danforth Union HallDanforth Maine Fire P Theater New Hydro-Pro 21 87 static and 42 residual at 410 gpm,7-10-00 Wet 136 8/14/2000

Camp Eagle WingEast Machias Maine Fire P Camp New Maine Life 14 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 35 5/26/2005

Hadley Lake ApartmentEast Machias Hadley Lake Road High Tech Fi Apartm Existing Hydro-Pro 11 Peerless Pump rated at 50 GPM at 64.90 PSI Wet 0 10/1/1992

Washington Academy, (East Machias Maine Fire P Dormit New Hydro-Pro 19 Monarch 500SD pump rated at  60 gpm at 80 psi Wet 73 11/7/2003

Washington Academy, (East Machias Maine Fire P Dormit New Hydro-Pro 24 Monarch 500SD pump rated at 80 gpm at 60 psi Wet 69 6/26/2003

Chadbourne HouseEastport 19 Shackford Stree Eastern Fire Bed & New NFPA 13R 5 45 static and 18 residual at 475 gpm, 12-04 Wet 60 3/11/2005

Eastport Art CenterEastport Washington Maine Fire P Art Cen New Hydro-Pro 6 55 static and 45 residual at 840 gpm, 5-9-05 Wet 94 5/26/2005

Eastport Memorial NursEastport 23 Boynton Street Maine Fire P Nursing Existing & n NFPA 13 dn 5 static and 20 residual at 775 gpm Dry 140 11/22/1999

Eastport Port AuthorityEastport Madison Street Eastern Fire Office New Hydro-Pro 5 70 static and 50 residual at 328 gpm, 5-6-04 Wet 102 6/7/2004

Eastport Residential CarEastport Clark Street Maine Fire P Residen New NFPA 13R 26 54 static, 24 residual at 480 gpm, 11-21-96 Wet 81 2/19/1997

R & M IGA ADDITIONEastport 88 Washington St. Maine Fire P mercant Addition of NFPA 13 5 81 8/21/2012

Tech-Shield, (RenovatioEastport One Arnold Street Maine Fire P Office Renovation NFPA 13 dn 60 static and 45 residual from 2" main drain test. Wet 18 2/23/1999
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Town of Eastport OfficeEastport Washington Street Eastern Fire Office New Hydro-Pro 6 70 static and 50 residual at 328 gpm, 5-6-04 Wet 44 9/1/2005

Grace HomeHarrington RR 1, Box 458B Maine Fire P Group New Maine Life 13 57 static and 33 residual at 60 gpm, with Goulds GT-20 p Wet 34 12/31/1999

Grace Home, (Addition)Harrington Maine Fire P Group Existing & n Maine Life Goulds pump rated at 50 gpm at 50 psi Wet 11 10/20/2001

Harrington Head StartHarrington Route 1A Eastern Fire Head St New Hydro-Pro 5Peerless PE 503 pump rated at 120 gpm at 48 psi Wet 48 1/24/2000

Maine Power Services - Jonesboro c/o Babcock Ultra Simplex Grin Industri New NFPA 13 None Given Wet 0 10/17/1990

Jonesport Pentecostal CJonesport Route 187 Maine Fire P Church New Hydro-Pro 20 Monarch EPEIOKOH pump rated at 80 gpm at 82 psi Wet 140 2/22/2002

Latter Day Saints ChurcJonesport Main Street High Tech Fi Worshi Hydro-Pro 5.4 Tanks & Pumps Wet 0 2/8/1994

Thomas Kelly ApartmenJonesport Main Street Eastern Fire Residen New Hydro-Pro 8 Monarch pump rated at 60 gpm at 58 psi Wet 185 7/9/2004

Child Care CenterLubec Region Medical Ce Automatic S Day Ca Maine Life 10 None Given Wet 0 8/2/1994

Hummer Hill Adult FamLubec Route 180 Maine Fire P Adult F New Maine Life 28 Goulds XSH20 pump rated at 60 gpm at 42 psi Wet 24 7/13/1998

Inn at the WharfLubec 69 Johnson Street Maine Fire P Inn New Maine Life 100 9/6/2012

Lubec Consolidated SchLubec South Street Dean & Ally Educati Renovation NFPA 13 na na Wet 94 7/21/2003

Lubec Medical CenterLubec South Lubec Road Maine Fire P Medica New Hydro-Pro 31 75 static and 7 residual at 480 gpm, 10-22-03 Wet 214 11/7/2003

Center Street CongregatMachias Maine Fire P Church New Hydro-Pro 21 81 static and 63 residual at 690 gpm, 1989 Wet 92 3/11/2004

Downeast Community Machias RR 1 Box 11 Maine Fire P Hospita New NFPA 13 31 Peerless, UL, 500 GPM at 65 psi, 10/11/93 Wet 62 9/11/1995

Downeast Community Machias Upper Count Street Maine Fire P Hospita New NFPA 13 7 35 static and 20 residual at 600 gpm, with Peerless pump Wet 135 2/17/1999

Downeast Community Machias Upper Court Street Maine Fire P Hospita New NFPA 13 7.2 04/94 Static 35, 600 GPM at 20 psi Wet 318 4/21/1999

Hannaford MachiasMachias 149 Dublin St. Ma Maine Fire P mercant Renovation NFPA 13 70 8/23/2012

Machias Group HomeMachias Lyons Street Eastern Fire Group Existing Maine Life None Given Wet 0 1/2/1991

Machias Medical AssocMachias Route 1 Maine Fire P Busines New Hydro-Pro 30 71 static and 47 residual at 150 gpm, Peerless C810GM p Wet 140 4/20/2000

Machias Savings BankMachias Main Street Sprinkler Sys Offices, New NFPA 13 9 81 static, 63 residual at 1300 gpm, 6-19-89 Dry 294 11/6/1997
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Machias Savings Bank, Machias Maine Fire P  Learni New NFPA 13 9 80 static and 54 residual at 580 gpm Wet 192 9/30/2005

Maine Veterans HomeMachias Maine Fire P Nursing Existing & n NFPA 13 19 29 static and 16 residual at 661 gpm.  Peerless pump rate Wet 458 7/21/2004

Marshall Care CenterMachias Court Street Maine Fire P Nursing New NFPA 13R 6 Static 37, Residual 19 at 710 GMP, tested 3-11-98 Wet 80 3/30/1998

North Street ApartmentsMachias 1 North Street Northeast Fir Residen New System NFPA 13R 16. 51 5/1/2012

Rite AidMachias Route 1 Maine Fire P Mercan New NFPA 13 8 149 8/11/2006

Rose M Gaffney SchoolMachias Maine Fire P Educati Existing & n Hydro-Pro 9 45 static and 34 residual at 310 gpm, 4-01 Wet 149 7/20/2001

Rose M. Gaffney SchooMachias Maine Fire P Educati New Hydro-Pro 6 45 static and 34 residual at 310 gpm, 2001 Wet 176 10/11/2001

Sunrise Village ApartmMachias Gardner Road Exte Eastern Fire Apartm New NFPA 13R 5 45 static and 34 residual at 500 gpm, 4-30-01 Wet 295 3/13/2005

UM Powers HallMachias c/o University of Maine Fire P Educati Renovation NFPA 13 5.3 08/25/92, Static 52, 580 GPM at 22 psi Wet 0 11/30/1994

UMM - Campus SupporMachias O'Brien Avenue Maine Fire P Educati Existing Hydro-Pro 14. Static 52, 580 GPM at 22 psi Wet 0 9/30/1992

University of Maine, (DMachias University of Main Dean & Ally Dormit New NFPA 13R 5 44 static and 13 residual at 290 gpm, 2002. Patterson 4x3 Wet 406 4/2/2003

University of Maine, (MMachias University of Main Maine Fire P Dormit New NFPA 13 5 44 static and 13 residual at 290 gpm, Patterson pump rate Wet 270 8/16/2001

University of ME at MaMachias 9 O'Brian Avenue Sprinkler Sys Mercan New Hydro-Pro 10 55 static and 45 residual at 200 gpm, with Peerless PE 50 Wet 47 2/17/2000

WomankindMachias 33 Elm Street Maine Fire P Office Existing Static 63, 300 GPM at 40 psi 01/28/91 0 2/28/1991

MANO EN MANOMilbridge Wyman Road, Mil Maine Fire P Residen New System NFPA 13R 21 52 4/9/2011

Milbridge Group HomeMilbridge Main Street Maine Fire P Roomin New NFPA 13R 7 40 static, 38 residual at 690 gpm, 5-8-96 Wet 43 5/30/1996

Milbridge Harbor ApartMilbridge Main Street Eastern Fire Residen New NFPA 13R5 45 static and 30 residual at 595 gpm, 8-30-05 Wet 61 9/12/2005

NarraguagusMilbridge 3 Main St. Eastern Fire Nursing New System NFPA 13 2.5 258 10/24/2012

Popple Hill Adult FamilMilbridge Route 1 Maine Fire P Adult F New Maine Life 10. Static 49, Residual 29, at 90 GPM, No test date given. Wet 66 10/24/1997

Passamaquoddy CommPerry Route 190, Pleasan Maine Fire P Commu New Hydro-Pro 26 50 static and 20 residual at 150 gpm, 3-25-03. Monarch E Wet 91 5/22/2003

Passamaquoddy OfficePerry Pleasant Point Res Eastern Fire Offices, New NFPA 13 Static 90, 860 GPM at 26 psi Dry 0 10/4/1993
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Passamaquoddy Youth Perry Route 190 Maine Fire P Assemb Existing NFPA 13R 25. 12/29/94 Static 85, 920 GPM at 35 psi Wet 0 1/11/1995

Maine Indian EducationPrinceton Peter Dana Point High Tech Fi Educati New Hydro-Pro 9 58 static and 21 residual at 605 gpm, 2005 Wet32 12/24/2005

Bridge Home ResidentiRobbinston Route # 1 Eastern Fire Residen New Maine Life 16 Gould Pump, Model # GT20, UL listed, 30 gpm at 54 psi Wet 33 3/30/1998

HD Moore Parish HousSteuben Maine Fire P Church New Hydro-Pro 22 Goulds 806505 pump rated at 80 gpm at 70 psi Wet 0 7/7/2005

Landall ManorSteuben Village Road Eastern Fire Residen New Maine Life 6 Goulds GT20 pump rated at 30 gpm at 53 psi Wet 43 1/11/2002

Vanceboro Elementary Vanceboro Shaw Street Eastern Fire Educati New Hydro-Pro 10 Gould 130 GPM at 43 psi Wet 0 9/21/1992

York County ShelterWest Newfield Garland Road High Tech Fi Home New Maine Life 5 39 static and 33 residual at 60 gpm. Gould NPE/2ST Wet 53 4/18/2003

Georgia PacificWoodland Mill Street Simplex Grin Industri Existing & n 4.5 07/93 Static 132, 2840 GPM at 90 psi - - Existing pump Delu 0 2/7/1995

Georgia PacificWoodland 60 Main Street Simplex Grin Cooling New NFPA 214 56. Pump rated at 2000 gpm at 125 psi Dry 26 4/25/1996

Georgia PacificWoodland Grand Falls Simplex Grin Industri New NFPA 13 06/13/90 Static 137, 1953 GPM at 125 psi Wet 0 3/25/1993

Georgia Pacific - ControWoodland Grand Falls Maine Fire P Industri Existing NFPA 13 2000 GPM at 120 psi Wet 0 11/10/1992

Georgia Pacific - Tin ShWoodland Grand Falls Simplex Grin Industri New NFPA 13 None Given Dry 0 7/16/1990

Georgia Pacific EngineeWoodland Mill Street Simplex Grin Offices New NFPA 13 17.Pump rated at 2500 gpm at 125 psi Dry 34 1/29/1996

Georgia Pacific OSB PlWoodland P. O. Box 849 Simplex Grin Industri Existing & n NFPA 13 5 07/07/93 Static 125, 2550 GPM at 73 psi Dry 0 9/27/1994

Georgia Pacific, (SludgeWoodland 60 Main Street Simplex Grin Industri New NFPA 13 20 Existing UL listed pump rated at 2000 gpm at 125 psi Dry 69 9/5/1996

Georgia Pacific, Chip SWoodland 60 Main Street Simplex Grin Wood P New NFPA 13 12. 130 static, 30 residual at 2880 gpm, 10-11-96 Dry 253 12/10/1996

Washington Washington
York York

101 Oakwood DriveActon 101 Oakwood Driv Harold Smith Home New NFPA 13D 18 40 5/9/2009

222 H RoadActon 222 H Road Brochu Plum house New System NFPA 13D 16. 15 2/14/2012

69 LIBERTY LANEActon 69 LIBERTY LAN Northeast Fir Residen New System NFPA 13D 10. 28 3/28/2012

Acton Public Safety FacActon Route 109 Eastern Fire Busines New Hydro-Pro 12 Goulds 80GS pump rated at 100 gpm at 51 psi Wet 20 8/6/1998
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Ashcove Construction CActon 429 13th Street Pillsbury Plm Home New NFPA 13D 6 Sta-Rite 305P4 5Hp pump rated at 30 gpm at 50 psi Wet 24 5/24/2005

Eagles TraceActon 9 Liberty Lane Kittredge Plu Residen New System NFPA 13D 31 9/19/2012

Eagles Trace No. 1Acton 75 Patriot's Lane Built by Ada Home New NFPA 13D 19 1.5 hp pump 32 3/1/2006

Frasier Lane, Lot 72Acton 70 Frasier Lane Greenleaf's P Home New NFPA 13D 5 20 12/19/2007

Frazier Residence BActon 92 Frasier Lane Fire Risk Ma Home New NFPA 13D 26 8/26/2007

Jordan Berard, (Lot 1)Acton 13th Street Pillsbury Plm Home New NFPA 13D 9 G & L NPE 316L SS 2HP pump rated at 35 gpm at 43 psi Wet 12 8/13/2004

Richard Levesque Spec.Acton 18 Elisa Drive Affordable C Home New NFPA 13D 28 7/5/2007

Twin Ridge MarinaActon Route 109 Simplex Grin Conven New & exist NFPA 13 Dry 308 5/16/2001

VOIDED 1-27-06 - EagActon 1 Patriots Lane John D Pepin Home New NFPA 13D 7 Domestic pump to provide at least 36 gpm at 28 psi at S- 31 1/25/2006

VOID-Peter BaldryActon Orchard Street Tom Smith Home New NFPA 13D 5 Pump to provide at least 35 gpm at 85 psi. Wet 112

Alfred Public Safety BuAlfred Kennebunk Road Capitol Fire Office Existing NFPA 13 6 Static 100, residual 40 at 555 psi, tested 05/02/94 Wet 78 5/18/1994

Camp Cherith Staff BuilAlfred PO Box 154, Willi Sprinkler Sys Residen New Maine Life 8 Peerless PE 303 pump rated at 40 gpm at 41 psi Wet 35 2/9/2001

Carousel WallpaperAlfred Route 202 High Tech Fi Office New Maine Life 11 Gould NPE/1st pump rated at 41 gpm at 48 psi, with 500 Wet 31 1/15/2001

Shaker Ridge Healthy HAlfred Shaker Hill Road Eastern Fire Office New Maine Life 8 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 63 12/11/2004

York County JailAlfred 210 Jordan Spring Sprinkler Sys Correct New NFPA 13 10 Armstrong 6x4LAF pump rated at 500 gpm at 45 psi, Cal Dry 1173 4/24/2002

York County Jail, (Pre-Alfred 149 Jordan Springs Dean & Ally Instituti Renovation Hydro-Pro 13 50 static and 40 residual at 175 gpm, 10-02-01 Wet 26 4/7/2004

York County ShelterAlfred Shaker Hill Road Eastern Fire Shelter New Hydro-Pro 20 Wet 0 12/22/1994

Arundel EstatesArundel 22 Stonybrook Lan Metro Mecha Home New NFPA 13D 41 4/18/2008

Arundel FordArundel US Route 1 Pillsbury Plm Car De New NFPA 13 5.2 38 static, 23 residual at 935 gpm, 4-96 Dry 440 9/5/1996

Heartwood School of ArArundel River Road Eastern Fire Dormit New Hydro-Pro 33 70 static, 62 residual at 1160 gpm, 1995 Wet 49 12/23/1996

Heartwood School Of AArundel River Road Eastern Fire Educati Existing & n Hydro-Pro6.1 Static 59, residual 4 at 240 GPM, tested 09/87 Wet 0 4/27/1993
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Lot 2 Fairway DrArundel Lot 2 Fairway Dr Brochu Plum House New System NFPA 13D 28. 19 8/23/2012

Lot 3 Fairway DrArundel Lot 3 Fairway Dr Brochu Plum Home New System NFPA 13D 17 19 8/8/2012

The Crayon AcademyArundel 1437 Portland Roa Simplex Grin Educati New Maine Life 741 static and 32 residual at 820 gpm, 6-17-05 Wet 32 8/23/2005

The Landing SchoolArundel River Road Capitol Fire Woode New NFPA 13 10 Date of last water test; 9/7/01; Static Pressure; 78; Residu Wet 210 9/22/2001

VIP Discount Auto CentArundel 20 Old Post Road High Tech Fi Mercan New NFPA 13 8 256 11/28/2006

Apartment BuildingBerwick 111 Old Pine Hill PJ Labrie & Apartm New NFPA 13R 29 125 6/24/2009

Berwick AcademyBerwick Main Street Simplex Grin Educati New NFPA 13 5 Static 53, 531 GPM at 29 psi  Peerless 500 GPm at 50 psi Dry 0 5/2/1995

Berwick Academy LibraBerwick Academy Avenue Simplex Grin Library New NFPA 13 8 Patterson 5X3 pump rated at 500 gpm at 95 psi Wet 212 1/11/2002

Cathedral Drive, (Lot 2)Berwick Cathedral Drive, L Life Safety Fi Home New NFPA 13D 9 Goulds GT 20 pump rated at 50 gpm at 50 psi Wet 33 9/1/2005

Derekes HairBerwick 6 Sullivan Street Eastern Fire Salon/R New NFPA 13 20 124 static and 119 residual at 1340 gpm, 6-1-98 Dry 130 5/20/2003

Family Christian CenterBerwick Bridge Street Eastern Fire Meetin New Hydro-Pro 15 124 static and 119 residual at 1340 gpm, 6-1-98 Wet 135 1/22/2003

Jerry LetarteBerwick 24 School Street Terrence J M Home New NFPA 13D 52 105 static and 95 residual at 1189 gpm Wet 28 12/5/2005

Old Pine Hill Road ConBerwick 107 Pine Hill Road Life Safety Fi Condo New NFPA 13R 15 75 static and 72 residual at 1281 gpm, 10-31-05 Wet 97 1/10/2006

Prime TanningBerwick Sullivan Street Capitol Fire Tanner Renovation NFPA 13 125 static, 100 residual at 1610 GPM, 5/13/94 Wet 29 3/10/1997

Prime Tanning - 1993 ABerwick School Street Capitol Fire Tanner Existing & n NFPA 13 9 Static 139, residual 68 at 1190 GPM, tested 03/26/86 Wet 0 2/15/1994

Prime Tanning 1994 AdBerwick Sullivan Street Capitol Fire Tanner New & exist NFPA 13 60 Static 125, residual 100 at 1610 GPM, tested 05/13/94 Wet 0 11/18/1994

Tall Pines Road, (Lot #1Berwick Tall Pines Road Metro Swift Home New NFPA 13D Goulds GT15 pump rated at 63 gpm at 20 psi. Wet 29 8/19/2003

Tall Pines Road, (Lot #8Berwick Tall Pines Road Metro Swift Home New NFPA 13D 10 Goulds GT 15 pump rated at 63 gpm at 20 psi Wet 29 8/19/2003

Tall Pines Road, (Lot #9Berwick Tall Pines Road Metro Swift Home New NFPA 13D 13 Goulds GT 15 pump rated at 63 gpm at 20 psi Wet 21 8/19/2003

22 Cutts StBiddeford 22 Cutts St Langevin Plu apartme New System NFPA 13R 27. 51 2/3/2012

311 Main Street ApartmBiddeford 311 Main Street Life Safety Fi Apartm New NFPA 13R 6 0 11/17/2009
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Applebee's NeighborhoBiddeford Alfred Road, Rout Sprinkler Sys Restaur New NFPA 13 10 69 static and 61 residual at 1384 gpm, 10-17-00 Wet 114 10/2/2004

Aspen DentalBiddeford Route 111 High Tech Fi Dental New NFPA 13 35 31 10/15/2006

Biddeford Blanket, (PlaBiddeford 2 Morin Street Sprinkler Ser Shippin Existing & n NFPA 13 5 49 static and 47 residual at 903 gpm, 8-14-01 Wet 24 12/17/2002

Biddeford Crossing, (BeBiddeford Route 111 Tri-State Spri Mercan New NFPA 13 10 213 6/14/2006

Biddeford Crossing, (LiBiddeford Route 111 Tri-State Spri Mercan New NFPA 13 7 222 7/4/2006

Biddeford Crossing, (PeBiddeford Route 111 Tri-State Spri Mercan New NFPA 13 10 117 6/14/2006

Biddeford Crossing, (StBiddeford Route 111 Tri-State Spri Mercan New NFPA 13 10 205 6/14/2006

Biddeford Crossing, (TJBiddeford Biddeford Crossin James N Mc Mercan New NFPA 13 9 276 6/20/2006

Biddeford District CourBiddeford Washington Street Eastern Fire District New NFPA 13 5 48 static, 45 residual at 1598 gpm, 6-26-96 Wet 212 2/3/1997

Biddeford Eagles Aerie Biddeford 57 Birch Street Sprinkler Sys Assemb Renovation NFPA 13 9 47 static and 42 residual at 628 gpm, 11-5-98 Wet 99 11/16/1998

Biddeford High School Biddeford Maplewood dr. Eastern Fire School New SystemNFPA 13 14 1811 1/4/2011

Biddeford Middle SchoBiddeford 335 Hill Street Dean & Ally Educati New NFPA 13 24 36 static and 31 residual at 839 gpm, 8-12-04.  Patterson Wet 177 8/29/2005

Biddeford Middle SchoBiddeford 335 Hill Street Dean & Ally Educati New NFPA 13 18 36 static and 31 residual at 839 gpm, 8-12-04.  Patterson Wet 181 8/29/2005

Biddeford Middle SchoBiddeford 335 Hill Street Dean & Ally Educati New NFPA 13 5 38 static and 31 residual at 839 gpm, 8-12-04. Patterson Wet 835 1/10/2005

Biddeford PlazaBiddeford 380 Elm Street High Tech Fi Mercan New NFPA 13 9 Static 38, residual 34 at 960 GPM Wet 0 3/25/1993

Biddeford Pool Fire StatBiddeford 25 Lester B Orcutt High Tech Fi fire stat New System Maine Life 11 43 4/8/2012

Biddeford TextileBiddeford Morin street Eastern Fire Textile New NFPA 13 9 Static 45, residual 43 at 1040 GPM, tested Fall 1989 Wet 0 12/16/1994

Biddeford Textile - DiviBiddeford Morin Street Eastern Fire Textile New NFPA 13 7 Static 48, residual 46 at 1264 GPM, tested 10/11/95 Wet 136 10/20/1995

Biddeford Textile - DiviBiddeford P. O. Box 624 Simplex Grin Manufa Existing NFPA 13 5 Static 45, residual 43 at 1040 GPM, tested 06/89 Wet 0 9/2/1993

Biddeford TextilesBiddeford Route 9 Simplex Grin Office Existing NFPA 13 1778 static and 69 residual at 589, 1996 Wet 47 6/28/1999

Biddeford Water TreatmBiddeford Water Street Sprinkler Ser Offices New NFPA 13 11 76 static, 69 residual at 589 gpm, 10-10-96 Wet 107 1/28/1998
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Canteen ServicesBiddeford Industrial Park Dri Capitol Fire Busines Existing NFPA 13 None Given Wet 0 4/17/1991

Childhood Hours DaycaBiddeford 8 Pinnette Street High Tech Fi Day Ca New Maine Life 5 (600 Gallon Water Storage) Pump Data Brand Name Gou Wet 49 8/23/2001

Comfort SuitesBiddeford 45 Barra Road Metro Swift Hotel New NFPA 13R 10 75 static and 69 residual at 839 gpm, 10-10-02 Dry 498 1/22/2003

Community Partners, InBiddeford 445 Main Street Sprinkler Sys Office Renovation NFPA 13 dn 52 static and 51 residual at 940 gpm, 9-7-94 Dry 82 3/11/2000

Correct Building ProducBiddeford 8 Morin Street Sprinkler Sys Office Renovation NFPA 13 n/a 49 static and 47 residual at 903 gpm, 8-14-01 Wet 93 3/1/2005

Counseling Services, InBiddeford 75 Barra Road Sprinkler Sys Mental New 5 360 3/18/2006

Creative WorksBiddeford 112 Guinea Road Simplex Grin Group New NFPA 13D 33 85 static and 80 residual at 290 gpm, 11-5-98 Wet 29 12/24/1998

Dallaire ResidenceBiddeford Hills Beach Road Sprinkler Sys Home New NFPA 13D 6 40 3/31/2006

Elderly Housing ProjectBiddeford 57 Western Avenu Atlantic Auto Residen New Maine Life 12 Prime Flow PF 15, 1 and 1/2 hp pump rated at 37 gpm at Wet 28 10/1/1998

Family LivingBiddeford 257 South Street High Tech Fi 15 Bed New NFPA 13R 6 Static 37, residual 33 at 1654 GPM, tested 09/27/95, Gou Wet 115 10/10/1995

FFC Project Residence Biddeford  482 West Street Freedom Fire Residen New Hydro-Pro 10 Goulds GT15 pump rated at 45 gom at 43 psi Wet 35 6/29/1998

Five Graham StreetBiddeford 5 Graham Street Freedom Fire Elderly New NFPA 13 5.6 Date of Last water test; 06/15/00, Static Pressure, 50 ,  Re Dry 652 4/30/2001

Five Points MarketplaceBiddeford 380 Elm Street High Tech Fi Market New NFPA 13 10 Static 35, residual 31 at 698 GPM, tested 0110/95 Wet 0 3/15/1995

Five Star Auto SalesBiddeford 451 Route 111 Gobeil's Plu Mercan New NFPA 13 11 76 1/3/2007

Former John Robert's BBiddeford Biddeford Industri Pillsbury Plm Storage Renovation NFPA 13 dn Static 50 psi - no other data Wet 45 10/23/1995

FW WebbBiddeford 22 Landry Street High Tech Fi Mercan New NFPA 13 35 489 10/31/2006

Golds GymBiddeford 420 Alfred Road, ( Sprinkler Ser Gym Renovation NFPA 13 dn 40 static and 38 residual at 768 gpm, 11-16-00 Wet 109 12/31/2000

HeadstartBiddeford 2 Stone Street Eastern Fire School, New Hydro-Pro 10 Monarch Ace 50050 pump rated at 80 gpm at 56 psi Wet 134 5/18/2001

Hillview BuildingBiddeford Hill Street Eastern Fire Apartm New NFPA 13R 6static 30, residual 26 at 460 gpm, 4-17-03. Monarch FPE Wet 133 6/16/2003

Home DepotBiddeford Route 111 Eastern Fire Mercan New NFPA 231C 1468 static and 63 residual at 1678 gpm, Patterson 8x6 NE Dry 1540 8/17/2000

Hope Memorial ChapelBiddeford 480 Elm Street High Tech Fi Worshi Existing NFPA 13 Existing Wet 0 1/15/1993

311



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

House of FabricsBiddeford 5 Points Shopping Eastern Fire Mercan Existing NFPA 13 Static 65 - No other data except - extended sprinkler syste Wet 0 12/9/1992

J Richard Martin CommBiddeford Myrtile Street Eastern Sprin Commu RenovationNFPA 13 n/a n/a Wet 21 7/22/2005

J.J. Nissens BakeryBiddeford One Bakers Way Eastern Fire Bakery New NFPA 13 5 Static 4, Residual 39 at 772 GPM, tested 2-2-98 Wet 2220 3/30/1998

Kohl's Department StoreBiddeford Alfred Road Sprinkler Sys Mercan New NFPA 13 7 69 static and 61 residual at 1384 gpm, 10-17-00 Wet 563 4/24/2004

Lincoln ManufacturingBiddeford Hill Street Sprinkler Ser Wood New NFPA 13 6 36 static and 34 residual at 731 gpm, 3-2-99 Wet 218 4/5/1999

Lowe's of BiddefordBiddeford I95 & Alfred Road Capitol Fire Mercan New NFPA 13 16 1835 6/21/2006

Lumb BuildingBiddeford Main Street High Tech Fi Busines New NFPA 13 5 51 static and 49 residual at 790 gpm, 9-7-94 Wet 306 12/26/1999

Maine Energy RecoveryBiddeford P. O. Box 401 Automatic S Busines New Factory Mut Static 185, residual 100 at 2372 GPM, tested 08/12/91, P Dry 0 2/22/1993

Maine Way HousingBiddeford 73 South Street Dean & Ally Residen Renovation NFPA 13R 5 54 static and 50 residual at 531 gpm, 11-24-04 Wet 57 12/11/2004

Mcarthur HomeBiddeford Route 9 / Elm Stre Simplex Grin Residen New NFPA 13 10 56 static, 48 residual at 380 gpm, 1996 Dry 59 5/6/1996

McArthur LibraryBiddeford Main Street High Tech Fi Assemb New NFPA 13 7 51 static and 49 residual at 790 gpm, 9-94 Dry 220 8/20/1998

Mcarthur Library - AddiBiddeford 270 Main Street High Tech Fi Assemb New NFPA 13 16. 63 static, 59 residual at 1062 gpm, 1975. Wet 46 1/31/1996

Moody Collision CenterBiddeford Route 1 High Tech Fi Autobo New NFPA 13/H 11 49 static and 47 residual at 903 gpm, 6-2000 Wet 161 9/19/2003

North Dam Mill BuildinBiddeford 2 Main Street Eastern Fire Dwellin Renovation NFPA 13 52. 542 4/9/2012

Out of the RoughBiddeford Pomerleau Street Sprinkler Sys Indoor New NFPA 13 8 55 static and 52 residual at 1134 gpm, 10-18-99 Wet 132 6/18/2003

Party Plus/Taylor RentalBiddeford Elm Street Sprinkler Ser Mercan New NFPA 13 11 47 static and 45 residual at 1383 gpm, 4-11-00 Wet 226 1/2/2004

Payless ShoeBiddeford 307 Mariner Way High Tech Fi Mercan New NFPA 13 9 2" Main Drain Test. 33 10/15/2006

Philbrook HomeBiddeford 45 Fortunes Rock Eastern Fire Home New NFPA 13D 14. Date of the Last water test; 5/96;Static Pressure; 90; Resi Wet 48 12/31/2001

Pierson Lane ApartmentBiddeford 17-19, 25-27 Piers Dean & Ally Apartm New NFPA 13R 10 60 static and 54 residual at 581 gpm, 8-11-03 Wet 163 9/17/2003

Pierson Lane ApartmentBiddeford 26-28, 30-32 Piers Dean & Ally Apartm New NFPA 13R 22 69 static and 20 residual at 1590 gpm, 8-11-03 Wet 163 9/12/2003

Riverbend ApartmentsBiddeford South Street High Tech Fi Apartm New NFPA 13R 656 static, 54 residual at 890 gpm, 9-7-94 Dry 214 3/2/1998
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Ruby Tuesday, (BiddefoBiddeford 515 Alfred Road Sprinkler Sys Restaur New NFPA 13 7 69 static and 61 residual at 1384 gpm, 10-17-00 Wet 50 6/8/2005

Sermatech International Biddeford Landry Street Sprinkler Ser Machin Existing & n NFPA 13 9 40 static and 38 residual at 768 gpm, 11-16-00 Wet 48 12/31/2000

Shalom House BiddeforBiddeford Adams Street High Tech Fi Residen New Hydro-Pro 5 94 8/22/2006

Shaw's Supermarket, InBiddeford Route 111 Maine Fire P Mercan New NFPA 13 10 68 static, 65 residual at 904 gpm, 10-26-92 Dry 424 4/15/1997

Smitty's CinemaBiddeford Route 111 Eastern Fire Theater Existing & n NFPA 13 6 55 static and 52 residual at 1134 gpm, 10-18-99 Wet 59 3/3/2005

SMMC - On-Campus OBiddeford Alfred Road Eastern Fire Office New NFPA 13 5.2 08/1997 Static 62, 581 GPM at 58 psi Dry 195 4/23/1999

SMMC Birthing Center Biddeford 1 Mountain Road Eastern Fire Medica New & Ren NFPA 13 Static 60, residual 40 at 1010 GPM, tested 1992?, Patters Wet 0 11/29/1994

SMMC CT ReplacemenBiddeford Route 111 Fire Shield S Hospita Existing NFPA 13 Static 70, residual 68 at 995 GPM Dry 0 1/7/1993

SMMC RadiologyBiddeford Route 111 Eastern Fire Radiolo New & Ren NFPA 13 61 Lincoln, UL listed pump rated at 750 gpm at 75 psi Wet 50 2/19/1997

SMMC, (Lab Storage)Biddeford 111 Alfred Road Eastern Sprin Lab Sto New NFPA 13 59 Pump rated at 750 gpm at 75 psi Wet 38 9/13/2001

SMMC, (MRI AdditionBiddeford One Medical Cente Eastern Fire Health Existing & n NFPA 13 12 Peerless pump rated at 750 gpm at 60 psi Wet 80 1/27/1999

SolerasBiddeford Landry Street Simplex Grin Industri New NFPA 13 6 48 static, 46 residual at 1264 gpm, 10-11-95 Dry 467 5/2/1996

Soleras Limited AdditioBiddeford Biddeford Airport I Automatic S Busines New additio NFPA 13 7 Static 46, residual 43 at 1055 GPM, tested 1983 Dry 0 6/6/1994

Sooper DogsBiddeford 380 Elm Street Freedom Fire Retail RenovationNFPA 13 24 4/7/2011

Southern Maine Med CBiddeford West Cole Street Pillsbury Plm Medica New NFPA 13 12 Static 68, residual 65 at 904 GPM Dry 0 4/18/1995

Southern Maine MedicaBiddeford One Medical Cente Eastern Fire Health New NFPA 13 28 138 static, 104 residual at 603 gpm, Wet 64 1/24/1998

Southern Maine MedicaBiddeford West Cole Road Pillsbury Plm Medica New NFPA 13 8 Static 68, residual 65 at 904 GPM, tested 10/94 Dry 29 11/20/1995

St Jean BaptisteBiddeford 50 Adams Street Eastern Fire Office New NFPA 13 5 42 static and 38 residual at 420 gpm, 6-1-04 Wet157 8/18/2004

St. Andres Elderly HousBiddeford 31 Sullivan Street Freedom Fire Elderly New NFPA 13R 8 47 static, 40 residual at 840 gpm, 9-7-94 Wet 234 11/20/1997

StaplesBiddeford 420A Alfred Road Eastern Fire Mercan Renovation NFPA 13 dn 50 static Wet 48 5/10/1997

Target, (Biddeford)Biddeford I-95 & Route 111 Simplex Grin Mercan New 11 693 4/9/2006
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TGI Fridays RestaurantBiddeford 500 Mariner Way Sprinkler Sys Restaur New NFPA 13 6 99 9/2/2006

The 99 RestaurantBiddeford US Route 111 Sprinkler Sys Restaur New NFPA 1318 54 static and 52 residual at 581 gpm, 8-12-99 Dry 184 9/13/2000

Thirty-eight May StreetBiddeford 38 May Street Eastern Fire Residen Existing Hydro-Pro 5 Static 54, residual 47 at 1140 GPM, tested 08/22/85 Wet 0 8/5/1994

Town Fair TireBiddeford 566 Alfred Street Robert Ceppi Mercan New NFPA 13 7 78 4/20/2007

Twentysix-Twentyeight Biddeford Alfred Street Eastern Fire Apartm New NFPA 13 6 60 static and 58 residual at 581 gpm, 3-4-04 Wet 90 5/14/2004

UNE Center for Health Biddeford Hills Beach Road Eastern Fire Educati New NFPA 13 7 Static 90, residual 82 at 365 GPM, tested 07/13/95 Wet 0 12/19/1995

UNE, (2004 Dormitory)Biddeford UNE Eastern Fire Dormit New NFPA 13R 11 85 static and 62 residual at 375 gpm, 4-3-01 Wet 472 12/29/2004

UNE, (Avila Hall)Biddeford 11 Hills Beach Roa Sprinkler Sys Dormit New NFPA 13R 8 90 static and 52 residual at 474 gpm, 6-19-03 Wet 141 4/9/2004

UNE, (Decary Hall, CafBiddeford Beach Hill Road Eastern Fire Dormit Existing & n NFPA 13 13 85 static and 62 residual at 375 gpm, 4-3-01 Wet 155 2/25/2002

UNE, (Frederick Hall)Biddeford Hills Beach Road Sprinkler Sys Dormit New NFPA 13R 6 90 static and 52 residual at 474 gpm, 6-19-03 Wet 106 11/6/2003

UNE, (Marine Science Biddeford Hills Beach Road Sprinkler Sys School New Hydro-Pro 5 85 static and 54 residual at 335 gpm, 6-3-93 Wet 236 2/2/2001

UNE, (Padua Hall)Biddeford Hills Beach Road Sprinkler Sys Dormit New NFPA 13R 12 90 static and 52 residual at 474 gpm, 6-19-03 Wet 88 11/18/2003

UNE, (Residence Halls, Biddeford Mills Beach Road Eastern Fire Dormit New NFPA 13R 9 85 static and 62 residual at 375 gpm, 4-3-01 Wet 880 11/3/2001

UNE, (Siena Hall)Biddeford Hills Beach Road Sprinkler Sys Dormit New NFPA 13R 10 90 static and 52 residual at 474 gpm, 6-19-03 Wet 88 11/18/2003

University of New EnglBiddeford Hills Beach Road High Tech Fi School New Hydr. Calc 10. Static 86, residual 17 at 530 GPM Dry 0 9/24/1993

University of New EnglBiddeford Hills Beach Road Sprinkler Sys Dormit New NFPA 13 6 90 static and 52 residual at 474 gpm, 6-19-03 Wet 120 7/15/2003

University of New EnglBiddeford 11 Hills Beach Roa Eastern Fire Garage New NFPA 13 7 85 static and 62 residual at 375 gpm, 4-3-01 Wet 220 5/4/2002

VIP Discount Auto CentBiddeford Wellspring Road Northern Fire Mercan New NFPA 231D 5 69 static, 20 residual at 4100 gpm, 6-94 Wet 98 2/25/1997

Volk PackagingBiddeford Morin Street Eastern Fire Manufa New NFPA 23110 48 static, 46 residual at 1264 gpm, 7-18-95 Wet 706 8/25/1997

Wal-MartBiddeford 525 Alfred Road High Tech Fi Mercan Existing & n NFPA 13 18 55 static and 40 residual at 1113 gpm, 2-10-00 Wet 19 5/10/2003

Wal-MartBiddeford Route 111 Sprinkler Sys Mercan New NFPA 13 6 Static 61, residual 47 at 1150 GPM Wet 0 12/21/1994
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Wal-Mart, (Extension #Biddeford Route 111 High Tech Fi Mercan Existing & n NFPA 13 5 55 static and 40 residual at 1113 gpm, 2-10-00 Wet 996 10/15/2001

Anna Marie Linn Adult Buxton Henry Hill Road Atlantic Auto Adult C New Maine Life 5 Gould GT-20 pump rated at 50 gpm at 40 psi Wet 35 8/6/1999

Atienza Adult Family CBuxton 1334 Long Plains Freedom Fire Adult F New Maine Life 9Gould GT-15 pump rated at 45 gpm at 40 psi Wet 19 12/31/2000

Bonny Eagle Middle ScBuxton Box 38 Route 4A Sprinkler Sys School New Hydro-Pro 10 Grund Fos Pump Model # 60550-9 rated 63 GPM at 86.6 Wet 0 6/24/1993

Buxton Municipal BuildBuxton Portland Road Sprinkler Sys Offices, New Hydro-Pro 10 Grundfor Pump rated 60 GPM at 54 PSI Wet 0 1/6/1993

Elwell Farms Elderly ABuxton Long Plans Road Freedom Fire Elderly New Hydro-Pro 30 Peerless C610AM pump rated at 80 gpm at 50 psi Dry 154 8/4/1998

Living Waters ChristianBuxton Routes 22 & 112 Freedom Fire Church New Hydro-Pro 11 Goulds 80GS50412 pump rated at 66 gpm at 78 psi Wet 250 7/16/2001

NFI NorthBuxton Route 22 Sprinkler Sys Residen New Maine Life 7 Peerless PE 503 pump rated at 40 gpm at 54 psi Wet 81 12/14/2000

Portland ResourceBuxton Fogg Road High Tech Fi Group New Maine Life 17 Goulds 1.5 hp NPE pump that delivers 25 gpm at 50 psi, Wet 25 3/11/2000

Residence for Mr Jay RBuxton 205 Groveville Ro Don's Burner Home New NFPA 13D 7 Gould 2 hp PF 20 pump rated at 28 gpm at 54 psi Wet 4010/17/2004

Cape Neddick House InCape Neddick 1300US Route 1 GOBBI Corp Retail New NFPA 13 6 148 6/23/2009

Cape Neddick VillageCape Neddick 132 US Route 1 Architectural Mercan New Hydro-Pro 6 0 8/17/2008

Country View MotelCape Neddick Route 1 Dean & Ally Motel Renovation Maine Life 8 50 static and 49 residual at 50 gpm. Monarch GT20 pum Wet 87 4/1/2003

Edwound Lowrie ResidCape Neddick Shore Road Duffys Mech Residen New Hydro-Pro 5 Peerless Pump rated at 39 GPM at 40 PSI 0 2/26/1992

Atlantic HallCape Porpoise Route 9 & Pier Ro Pillsbury Plm Busines Existing NFPA 13 7 Static 78, Residual 68 at 610 GPM Dry 0 11/15/1993

Cornish StationCornish Cumberland Street Sprinkler Sys Train T New Maine Life 10. Static 86, residual 3 at 240 GPM Wet 0 2/12/1991

Good Neighbors, (HomeCornish Punkinville Road High Tech Fi Group New Maine Life 7 Gould NPE/2ST pump rated at 30 gpm at 37 psi. Wet 28 10/19/1998

Heli Modified CorporatiCornish Route 25 High Tech Fi Metal F New NFPA 13 13 86 static and 40 residual at 810 gpm, 10-97 Wet 77 8/18/1999

New England ToolCornish Route 25 Cornish High Tech Fi Manufa New NFPA 13 6 86 static and 40 residual at 810 gpm, 10-97 Wet 129 8/28/1998

Baha'I SchoolEliot 188 Main Street Simplex Grin Assemb New NFPA 13 11 Patterson pump rated at 500 gpm at 70 psi, with 20000 ga Dry 320 6/3/2002

Baran PlaceEliot Beech Road High Tech Fi Apartm New NFPA 13R 7 40 static, 38 residual at 1007 gpm, 8-3-92 Wet 222 3/28/1997
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Bed & BreakfastEliot 42 Old Road D.M. Burns Roomin New Maine Life 13 38 static and 31 residual at 949 gpm, 7-01. Redjacket 300 Wet 61 7/23/2002

Christian Life ChurchEliot Route 236 Beane Mecha Church New Hydro-Pro 31 100 3/22/2007

Dove ResidenceEliot Eastern Fire Home New NFPA 13D 5 Goulds GT pump rated at 30 gpm at 47 psi Wet 23 8/6/2002

Eliot Baptist ChurchEliot 912 Harold l Dow D.M. Burns Church New 24 258 4/2/2006

Eliot CommonsEliot Route 236 Dean & Ally Mercan New, from e NFPA 13 6 57 static and 37 residual at 1023 gpm, 2-16-99 Wet 230 4/21/1999

Eliot Fire DepartmentEliot 141 State Road Northern Fire Fire Sta New NFPA 13 7 43 static and 38 residual, at 20 psi a flow of 1090 gpm, 7- Dry 225 8/10/1998

Eliot Police DepartmentEliot Dixon Road Superior Fire Busines Existing & n NFPA 13 5 44 static and 38 residual at 978 gpm, 10-16-01 Dry 82 11/29/2001

Green Acre School, StafEliot 938 Main Street Beane Mecha Housin New NFPA 13R 16 53 1/30/2009

Green Acres School, GuEliot 938 Main Street Beane Mecha Guest New NFPA 13R 13 74 1/30/2009

5 Joshua LaneHollis 5 Joshua Lane Jim Sheehan Home New NFPA 13D 22 5/24/2012

Day OneHollis Route 4A Simplex Grin Group New NFPA 13R 6 Peerless 2.5PVF8 rated at 100 gpm at 65 psi Wet 156 11/3/1998

Nestle Waters Poland SHollis Killick Pond Road Eastern Fire Plastic Renovation NFPA 13 34 Fairbanks Morse pump rated at 2000 gpm at 140 psi Wet 452 11/21/2005

Poland Spring BottlingHollis 400 Killich Pond R Eastern Fire Bottlin New NFPA 231C 14 Pump rated at 2000 gpm at 140 psi. Wet 2760 1/11/2000

Poland Spring ExpansioHollis Eastern Fire Manufa Existing & n NFPA 13 27 Pump rated at 2000 gpm at 140 psi Wet 135 3/20/2003

Poland Spring ExpansioHollis Killick Pond Road Eastern Fire Plastic New NFPA 13 10 Fairbanks Morse pump rated at 2000 gpm at 140 psi Wet2967 10/22/2005

Poland Spring, (ESFR)Hollis 400 Killick Pond R Eastern Fire Storage Renovation NFPA 13 10 Fairbanks Morse pump rated at 2000 gpm at 140 psi Wet 55 1/27/2004

Poland Springs BottlingHollis 400 Killick Pond R Eastern Fire Storage New NFPA 231C 10 Fairbanks 78240F pump rated at 2000 gpm at 140 psiWet 2640 8/15/2000

11 Western Avenue SpriKennebunk 11 Western Avenu Johnson Plu Mercan New Maine Life 54 15 6/22/2009

AtriumKennebunk Route 1 and Penny Simplex Grin Nursing New NFPA 13 10 56 static, 42 residual at 1090 gpm, 9-26-97 Dry 1317 12/11/1997

Boatyard PartnershipKennebunk 15 Christensen Lan Pillsbury Plm Inn Renovation NFPA 13 n/a n/a Dry 0 1/8/2005

Bowdoin BlockKennebunk Main Street High Tech Fi Mercan New NFPA 13 6 55 static and 45 residual at 920 gpm, May, 1998 Dry 327 9/20/2000
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Cocoons Childcare CentKennebunk Heath Road Eastern Fire Day Ca New NFPA 13 7 Patterson pump rated at 250 gpm at 60 psi Wet 166 7/27/2005

Corcoran HouseKennebunk 85 Main Street High Tech Fi Office New Maine Life 8 Gounld NPE 2ST pump rated at 46 gpm at 36 psi, and tan Wet 54 7/6/2000

Corcoran Management Kennebunk 9 High Street Dean & Ally Office New Maine Life 7 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 21 1/1/2005

Corning Costar CorporaKennebunk Alewine Road Eastern Fire Bed & Existing NFPA 13 03-90 Peerless Pump Static 70, 1450 GPM at 70 psi Wet 0 12/22/1994

Corning CoStar CorporaKennebunk Alewive Road Atlantic Auto Offices Renovation NFPA 13 dn Pump rated at 1500 gpm Wet 60 1/5/1999

Corning, Inc, (Phase 1)Kennebunk Alewive Road or 2 Eastern Fire Manufa New & Ren NFPA 231, 13 Patterson 3208T pump rated at 1500 gpm at 145 psi Wet 677 4/6/2000

Corning, Inc.Kennebunk Alewive Road Eastern Fire Office Renovation NFPA 13 dn Patterson 3208T pump rated at 1500 gpm at 145 psi Wet 176 4/11/2001

Corning, Inc., (Phase 2)Kennebunk Alewive Road Eastern Fire Manufa New NFPA 23111 Patterson Pump 3808T rated at 1500 gpm at 145 psi Wet 1076 5/11/2000

Cousens School ApartmKennebunk 12 Day Street High Tech Fi Apartm New NFPA 13R6 333 12/24/2007

Four Winds ApartmentKennebunk 185 Port Road High Tech Fi Mercan New Maine Life 16 87 static and 65 residual at 1135 gpm, 4-1998 Wet 52 7/18/2003

Garden Street MarketKennebunk Garden Street Sprinkler Sys Mercan Existing & n NFPA 13 dn 62 static and 48 residual at 1010 gpm, 4-96 Wet 78 3/30/2000

Goose Rocks Fire StatioKennebunk Route 9 Simplex Grin Fire Sta New Hydro-Pro 21 Peerless Pump 80 GPM at 52 psi Wet 0 8/5/1992

Huntington Common LKennebunk 11 Ross Road Sprinkler Ser Residen New NFPA 135 Static 59, residual 38 at 905 GPM, tested 04/97 Wet630 5/27/1998

Huntington Common, (Kennebunk 11 Ross Road Sprinkler Ser Elderly New NFPA 13 15 59 static, 38 residual at 905 gpm, 4-97 Dry 258 12/23/1997

Jo-Anne's DaycareKennebunk 49 Ross Road Simplex Grin Day Ca New Maine Life 6 Goulds GT-20, 2 hp pump rated at 50 gpm at 50 psi Wet 14 1/31/2007

Kennebunk Elementary Kennebunk Route 35 Eastern Fire Educati New NFPA 13 5 67 static and 46 residual at 1010 gpm, 12-17-03 Dry 807 1/26/2004

Kennebunk Elementary Kennebunk Route 35 Eastern Fire Educati New NFPA 13 8 67 static and 46 residual at 1010 gpm, 12-17-03 Wet 567 3/4/2004

Kennebunk Fire StationKennebunk Thompson Road High Tech Fi Fire Sta New NFPA 13 5 120 1/1/2007

Kennebunk Free LibraryKennebunk Main & Fletcher St Eastern Fire Assemb Existing NFPA 13 7.9 04/11/94 Static 55, 920 GPM at 44 psi DBL 0 3/28/1995

Kennebunk Medical OffKennebunk Shape Drive Eastern Fire Office New NFPA 13 1880 static and 60 residual at 1298 gpm, 10-7-03 Wet 201 11/8/2003

Kennebunk Middle SchKennebunk Thompson Road Sprinkler Sys School New NFPA 135 76 static and 44 residual at 1020 gpm, 3-16-00 Wet 946 2/2/2001
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Kennebunk Nursing HoKennebunk Ross Road Automatic S Nursing New & exist NFPA 13 09/24/87 Static 46, 650 GPM at 26 psi Dry 0 8/29/1991

Kennebunk Police StatiKennebunk Summer Street Atlantic Auto Police New NFPA 13 5 62 static and 48 residual at 1010 gpm, 4-24-96 Dry 116 12/24/1999

Kennebunk Savings BaKennebunk 50 Portland Road Eastern Fire Bank New NFPA 13 15 80 static and 60 residual at 1298 gpm, 10-7-03 Dry 278 3/22/2004

Kennebunk Savings BaKennebunk 5 Fletcher Road High Tech Fi Busines Existing & n NFPA 13 5 55 static and 45 residual at 920 gpm, 4-11-94 Dry 636 6/25/1999

Kennebunk Town Hall Kennebunk 1 Summer Street Atlantic Auto Office New NFPA 13 5 62 static and 48 residual at 1010 gpm, 4-24-96 Dry 278 9/15/2000

Kennebunk Wastewater Kennebunk Water Street Maine Fire P Chemic New NFPA 13 6 11 5/14/2006

Lafayette CenterKennebunk 208 Lafayette Cent Pillsbury Plm Office Renovation NFPA 13 dn dna Dry 32 11/30/1998

Maine Art GalleryKennebunk Port Road Atlantic Auto Art Gall New Hydro-Pro5 87 static and 65 residual at 1135 gpm, 4-98 Wet 32 3/14/2000

MTA - Kennebunk MaiKennebunk I-95, (Rt 35 Crossi Sprinkler Sys Office New NFPA 13 6 68 static and 60 residual at 1149 gpm, 7-17-03 Wet 236 1/17/2004

NAPA KennebunkKennebunk 48 York Street, (U High Tech Fi Office New NFPA 13 8 54 static and 42 residual at 950 gpm, 1996 Dry 159 6/7/2004

On the Marsh RestauranKennebunk 46 Western Avenu Gobeil's Plu Restaur New NFPA 13 12 80 static and 55 residual at 1090 gpm, 2001 Wet108 1/17/2004

Park SquareKennebunk 56-66 Main Street High Tech Fi Busines New NFPA 13 7 55 static and 45 residual at 920 gpm, 1994 Dry 230 6/7/2000

Perkins Bed & BreakfasKennebunk 82 Summer Street Simplex Grin Roomin New Maine Life 24 70 static and 55 residual at 1180 gpm, 4-1998 Wet 38 3/17/2003

Popeye's ConversionKennebunk Maine Turnpike Eastern Fire Restaur Existing NFPA 13 None Given 0 10/19/1990

Port SideKennebunk 142 Port Road Pillsbury Plm Residen New NFPA 13R 34 85 static and 72 residual at 1192 gpm, 4-1996 Wet 28 5/10/1999

Re/Max RealityKennebunk Route One Dean & Ally Busines New Hydro-Pro 5 65 static and 60 residual at 1200 gpm, 6-6-03 Wet 56 4/30/2005

Ricetta's Brick Oven PizKennebunk Portland Road High Tech Fi Restaur New NFPA 136 70 static and 50 residual on drain test 4-15-08. 166 12/24/2007

Rite AidKennebunk Route 1 Automatic S Mercan Existing NFPA 13 Note: Relocation of existing sprinkler drops. Wet 0 5/12/1995

Rite Aid #3309Kennebunk 37 Portland Road Sprinkler Sys Mercan New NFPA 13 7 69 static, 54 residual at 1075 gpm, 11-6-97 Wet 127 12/2/1997

River Ridge Care FacilitKennebunk 33 Cat Moussam R Eastern Fire Health New NFPA 13 None Given Dry 0 6/26/1990

Ross Corner WoodsKennebunk Ross Road Simplex Grin Assiste New NFPA 13R 7 70 static and 48 residual at 979 gpm, 11-28-01 Wet 287 1/19/2002
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Saint Martha's ChurchKennebunk Route 1 Simplex Grin Worshi Existing & n NFPA 13 5 64 static and 47 residual at 1090 gpm, 4-1996 Dry176 3/11/1999

S'Barro RestaurantKennebunk Maine Turnpike High Tech Fi Restaur Existing NFPA 13 10/08/90 Static 75, 60 psi Wet 24 9/24/1990

Shops at Long BankKennebunk Portland Road DiFava Fire Mercan New NFPA 13 10 332 6/27/2008

St. Martha's ChurchKennebunk US Route 1 Eastern Fire Assemb New NFPA 13 7 64 static and 47 residual at 1060 gpm, 4-1996 Dry 192 7/31/1998

StarcellularKennebunk US Route One Sprinkler Ser Retail New NFPA 139.6 69 static, 54 residual at 1075 gpm, 11-10-97 Wet 146 2/16/1998

Summer Wind ApartmeKennebunk Swan & Day Street Pillsbury Plm Apartm New Maine Life 14 64 static, 36 residual at 445 gpm Wet 57 7/17/1997

The Boat YardKennebunk Christiansen Lane Pillsbury Plm Mercan New NFPA 13 18 09/1987 Static 74, 530 GPM at 64 psi Dry 0 1/22/1991

The Boat Yard RestauraKennebunk Christiansen Lane Pillsbury Plm Restaur Existing NFPA 13 09, 1887 Static 74, 530 GPM at 64 psi Dry 0 4/28/1992

The Farragut at KennebKennebunk Freedom Fire Home New NFPA 13D 14 67 static and 57 residual at 1010 gpm, 4-1998 Wet 71 3/26/2003

The Farragut at KennebKennebunk Freedom Fire Home Renovation NFPA 13D 16 67 static and 57 residual at 1010 gpm, 4-98 Wet 71 1/18/2005

The Farragut at KennebKennebunk US Route 1 #69 Accurate Fire Elderly New NFPA 13 25 67 static and 57 residual at 1010, 4-10-98 Dry 933 9/24/1999

The Medical GroupKennebunk 3 Shape Drive Pillsbury Plm Medica New NFPA 1311 57 static and 41 residual at 1073 gpm, 5-04 Tested higher Dry 59 7/6/2005

Verizon Service GarageKennebunk Commercial Drive Sprinkler Sys Parking New NFPA 13 5 50 static and 26 residuala t 750 gpm, 3-26-03 Dry 336 8/20/2004

VOID-Stop & Shop [SeKennebunk 67 Portland Road DiFava Fire Mercan New NFPA 13 18 660 2/23/2007

Washington Hose CoKennebunk 159 Port Road Simplex Grin Fire Sta New NFPA 13 15 102 static and 65 residual at 1450 gpm, 10-03-03 Dry 86 10/25/2003

Western Avenue RealtyKennebunk 11 Western Ave. Residential F Retail/a Addition of Hydro-Pro 6.6 52 5/1/2012

white barn innKennebunk 37 Beach Avenue Johnson Plu Inn Existing & n Hydro-Pro 6/19/2012

William ArthurKennebunk Alewive Park Road Eastern Fire Manufa New NFPA 13 Pe 6.4 10/27/98 Static 78, 822 GPM at 48 psi Wet 355 5/20/1999

William Arthur, Inc.Kennebunk Alewive Road Capitol Fire Manufa New NFPA 231C 7 85 static, 58 residual at 1090 gpm, 4-26-96 Wet 369 6/20/1997

Bio Design InternationaKennebunkport 105 York Eastern Fire Busines Existing Maine Life None Given Wet 0 10/18/1990

Captain Jefferds InnKennebunkport 5 Pearl Street Simplex Grin Roomin New NFPA 13R 6 75 static and 66 residual at 1350 gpm, 5-1996 Wet 110 3/22/2004
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Elissa SchwartzKennebunkport Jennison Lane, Lot Pillsbury Plm Home New NFPA 13D 12 55 3/18/2006

Gooserock General StorKennebunkport Dyke Road High Tech Fi Mercan New NFPA 13 10/87 Static 72, 670 GPM at 20 psi Dry 0 3/16/1992

Grissini's RistoranteKennebunkport Route 9 Simplex Grin Assemb New NFPA 13 9 68 static, 58 residual at 905 gpm, 9-1987. 76 static, 60 re Dry 63 2/14/1996

Kennebunkport Fire StaKennebunkport 30 North Street Pillsbury Plm Fire Sta New NFPA 13 27 78 static and 72 residual at 1325 gpm, 5-96 Dry 157 8/10/2001

Kennebunkport InnKennebunkport Spring Street Sprinkler Ser Hotel Existing & n Hydro-Pro 14 80 static and 70 residual at 1325 gpm, 5-96 Dry 178 3/9/1999

Kennebunkport MarinaKennebunkport 67 Ocean Avenue Sprinkler Ser Mercan New Hydro-Pro 13 83 static and 50 residual at 1000 gpm, 1996 Wet 40 12/25/2005

Kennebunkport Police Kennebunkport Route 9 Simplex Grin Offices, New NFPA 13 7.8 61 static, 59 residual at 1110, 6-14-95 Wet 106 1/29/1996

Kennebunkport Police SKennebunkport 101 Main Street Pillsbury Plm Police Existing & n NFPA 13 12 Existing Wet 30 8/16/2001

Port Watch Grill and HoKennebunkport Ocean Avenue High Tech Fi Restaur New System NFPA 13 5 146 4/13/2012

The Green Heron InnKennebunkport 126 Ocean Avenue Pillsbury Plm Hotel New NFPA 13R 22 83 static and 50 residual at 1000 gpm, 5-96 Wet 89 11/29/2000

Weinstein BlockKennebunkport Spring Street & Oc Capitol Fire Mercan New NFPA 13 6 82 static, 76 residual at 1250 gpm, 5-96 Dry 156 4/16/1997

Western AveKennebunkport western ave Johnson Plu housing New System Maine Life 34. 53 9/9/2012

50 State Road - Barn ReKittery 50 State Road High Tech Fi Mixed - Addition of NFPA 13 15 68 4/8/2012

AppleseedKittery 336 Route 1 Capitol Fire Mercan Renovation NFPA 13 dn dna Wet 24 6/17/2002

Badger's Island Marina Kittery 27 Badger's Island, Life Safety Fi Condo New NFPA 13R 7 68 static and 58 residual at 530 gpm, 7-13-99 Wet 19412/11/2000

Badgers Landing CondoKittery 32 Badgers Island Simplex Grin Residen New NFPA 13R 9 68 static and 58 residual at 530 gpm, 7-13-99 Wet 131 6/12/2003

Banana RepublicKittery US Route 1 High Tech Fi Mercan Renovation NFPA 13 dn dna Dry 78 11/6/2001

Barbara Canty ResidencKittery 33 Oak Terrace Burns C/O D Recreat New Maine Life 10 Goulds Pump 3642ODP 39 GPM at 36 psi Wet 28 10/18/1995

Bass ShoeKittery Route 1 Simplex Grin Manufa New NFPA 13 None Given Wet 0 9/10/1993

Beacons Moving & StorKittery Route 236 Eastern Fire Busines Existing NFPA 13R 10 08/21/92 Static 60, 1113 GPM at 56 psi Dry 0 12/16/1994

Bridge Street CondominKittery 10 Bridge Street High Tech Fi Condo New NFPA 13 8 350 5/26/2007
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Bristow ResidenceKittery Hoyt's Island Lane Life Safety Fi Home New NFPA 13D 12 74 static and 66 residual at 1100 gpm, 10-26-05 Wet 4811/18/2005

COACH MENS FACTKittery 375 RT. 1 SUITE Eastern Fire MERC Renovation NFPA 13 26 4/5/2012

Coastal Woods AparmeKittery Lot #59 Cromwell Simplex Grin Apartm New Hydro-Pro 11 63 static and 60 residual at 1138 gpm, 9-28-99 Wet 149 3/2/2004

Coastal Woods ApartmeKittery Lot #59 Cromwell Simplex Grin Apartm New Hydro-Pro 63 static and 60 residual at 1138 gpm, 9-28-99 Wet 210 3/2/2004

Counseling Services KitKittery 200 State Street Sprinkler Ser Residen New Maine Life 7Goulds PF20 pump rated at 45 gpm at 51 psi Wet 26 2/14/1998

Dans CrossingKittery Shapleigh Road Dean & Ally Comme New NFPA 13 6 59 static and 56 residual at 1210 gpm, 6-12-02 Wet 417 5/6/2004

Dan's Crossing Fit upKittery Shapleigh Road Dean & Ally Office Renovation NFPA 13 18 4/26/2011

Day Treatment CenterKittery 518 Route 1 Sprinkler Ser Office Renovation NFPA 13 dn dna Dry 33 3/2/2001

Durgin Pines Nursing HKittery Lewis Road High Tech Fi Nursing New NFPA 13 25 132 static and 100 residual at drain test on 4-15-08. 814 10/1/2007

Enchanted NightsKittery 27 Wentworth Stre Dean & Ally Roomin New NFPA 13D 6 Goulds 50x50 pump rated at 50 gpm at 50 psi Wet 53 10/3/2003

EspritKittery Route 2 Ste 336 Seacoast Spri Manufa Existing NFPA 13 8 Static 72, GPM 3093 at 62 psi Wet 0 2/17/1993

Fairtide Housing ProjectKittery 23-25 Wentworth Dean & Ally Housin New Maine Life 8 65 static and 60 residual at 1000 gpm, 8-01 Wet 39 11/3/2001

Forster ResidenceKittery 110 Pepperrell Roa John Scott P Home Renovation NFPA 13D 5 62 static and 51 residual at 500 gpm, 8-28-02. Goulds 22 Wet 75 4/3/2003

Frisbee SchoolKittery Rogers Road Sprinkler Sys Educati New NFPA 13 11 44 static, 40 residual at 772 gpm, 5-6-97 with Peerless 5P Dry 234 8/22/1997

Geoffrey BeeneKittery Kittery Place Rout Automatic S Retail Renovation NFPA 13 None Given Wet 25 6/28/1995

Green Pages AdditionKittery 35 Badgers Island Tri-State Spri Busines Existing & nNFPA 13 dn Aurora pump rated at 500 gpm Dry 104 11/19/1996

GreenpagesKittery 35 Badgers Island Arrow Fire P Busines New NFPA 13 Peerless Static 62, 515 GPM at 20 psi Dry 0 2/24/1995

Horace Mitchell ElemenKittery Kittery Point High Tech Fi Educati New NFPA 13 16 62 static and 51 residual at 1070 gpm, 8-28-02. Pump rat Wet 578 11/15/2003

JockeyKittery Main Outlet, Route Sprinkler Sys Mercan Renovation NFPA 13 dn 72 static, 62 residual at 1270 gpm, 6-5-95 Wet 38 1/19/1996

Kittery Art AssociationKittery 8 Coleman Avenue D.M. Burns Art Gall New Hydro-Pro 18 26 6/5/2007

Kittery Baptist ChurchKittery 31 Wilson Road Freedom Fire Assemb Renovation NFPA 13 6 68 static and 65 residual at 888 gpm, 8-21-92 Dry 175 3/2/2000
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Kittery Community CenKittery Rogers Road Kitter Maine Fire P commu Addition of NFPA 13 12 660 11/30/2011

Kittery LandingKittery Route One GOBBI Corp Residen New NFPA 13R 11 71 static and 66 residual at 537 gpm, 10-21-98 Wet 178 3/9/1999

Kittery Municipal ComKittery 200 Rogers Rd. Ex Simplex Grin Offices New NFPA 13 5+ Static 61, Residual 59, at 1241 GPM, 9/10/97 Wet 690 11/5/1997

Kittery OptometricKittery Route 1 GOBBI Corp Office New NFPA 13 9 192 3/5/2008

Kittery Post OfficeKittery P. O. Box 808 John L. Carte Assemb Existing No Information in file folder 0 7/11/1990

Kittery Trading PostKittery Route 1 Capitol Fire Busines Existing NFPA 13 10 05/31/89 Static 64, 1320 GPM at 61 psi Dry 0 4/20/1995

Kittery Trading PostKittery Route 1 Capitol Fire Mercan New & Ren NFPA 13 7 66 static, 63 residual at 1210 gpm, 6-26-92 Dry 19 2/21/1997

Kittery Trading PostKittery Route 1 Capitol Fire Mercan New NFPA 13 6 05/89 Static 64, 1320 GPM at 61 psi Dry 0 5/13/1993

Kittery Trading PostKittery Route 1 Capitol Fire Mercan Existing NFPA 13 5.6 Statin 64, 1320 GPM at 61 psi 05/89 Dry 0 7/6/1993

Kittery Trading Post, (3rKittery Route 1 Simplex Grin Mercan Existing & n NFPA 13 9 70 static and 20 residual at 7471 gpm, 10-7-99 Dry 216 5/3/2004

Kittery Trading Post, (FKittery Capitol Fire Storage Existing & n NFPA 13 7 64 static and 46 residual at 935 gpm, 1-15-97 Wet 13 12/17/2002

Kittery Trading Post, (NKittery Route 1 Capitol Fire Storage Existing & n NFPA 13 10 70 static and 68 residual at 1321 gpm, 10-7-99 Dry 49 2/4/2000

Kittery Trading Post, (NKittery Route 1 Simplex Grin Mercan Existing & n NFPA 13 6 70 static and 20 residual at 7471 gpm, 10-7-99 Dry 457 11/16/2004

Kittery Trading Post, (PKittery Route 1 Simplex Grin Canoe New NFPA 13 5 70 static and 20 residual at 7471 gpm, 10-7-99 Dry 155 12/20/2003

Kittery Trading Post, (SKittery Route 1 Simplex Grin Mercan New NFPA 13 6 70  static and 20 residual at 7471 gpm, 10-7-99 Dry 250 3/20/2004

Kittery's Trading PostKittery Route 1 Capitol Fire Mercan Existing NFPA 13 & 5.6 05/89 Static 64, 1320 GPM at 61 psi Dry 0 11/2/1992

L'Eggs - Hanes - BaliKittery US Route 1 Simplex Grin Mercan Existing NFPA 13 Static 72, 1270 GPM at 62 psi Wet 0 7/24/1991

Main Gate OutletKittery Route 1 Seacoast Spri Mercan New NFPA 13 20 1989 Static 72, 3093 GPM at 20 psi Dry 0 2/12/1992

Maine Gate Outlet IIKittery Route 1 Richard Glea Mercan Existing NFPA 13 12 1989 Static 72, 3093 GPM at 20 psi Dry 0 2/24/1993

Maine Outlet Phase IVKittery US Route 1 Sprinkler Sys Mercan New NFPA 13 6.0 Static 72, 1270 GPM at 62 psi Wet 0 7/8/1992

Maine Outlet, (The ChilKittery US Route 1 Sprinkler Sys Mercan Renovation NFPA 13 n/a 74 5/5/2006
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Manufacturer's Outlet Kittery 318 US Route 1 Eastern Fire Mercan New NFPA 13 7.3 06/26/92 Static 66, 1210 GPM at 63 psi Dry 0 12/10/1992

Meeting House VillageKittery Roger's Road Eastern Fire Elderly New NFPA 13R 5 42 static and 41 residual at 934 gpm, 10-10-96 Wet 158 12/30/1998

Meeting House Village Kittery Route # 1 Eastern Fire commu New NFPA 13R 6 Date of last water test; 8/31/92; Static Pressure; 54; Resid VOI68 3/29/2002

Meeting House Village, Kittery Route 1 Eastern Fire Apartm New NFPA 13R 6 54 static and 33 residual at 934 gpm, 8-31-92 Wet 184 4/10/2002

Meetinghouse VillageKittery 143 Rogers Road Sprinkler Ser Elderly New NFPA 13R 6 42 static, 41 residual at 934 gpm, 8-26-92 Wet 200 1/15/1997

Meetinghouse VillageKittery 143 Rogers Road Eastern Fire Retirem Existing NFPA 13R7 Fall 1992 Static 43, 1048 GPM at 41 psi Wet 0 1/23/1995

Naval ShipyardKittery Building 29 Comp Economy Plu Office New NFPA 13 11. 1983 Static 71, 816 GPM at 68 psi Prea 0 3/12/1992

Patten Tool & EngineeriKittery Route 236 Northern Fire Busines New Maine Life 8 60 static and 56 residual at 1113  gpm, 1992 Wet 23 12/28/1998

Pine Brook Office SuiteKittery 37 Route 236 Simplex Grin Busines New NFPA 13 5 60 static and 56 residual at 1113 gpm, 8-1992 Wet 87 9/17/2002

Polo Ralph LaurenKittery US Route 1 Eastern Sprin Mercan Renovation NFPA 13 6 70 static and 60 residual at 1321 gpm, 10-7-99 Dry 117 6/16/2005

Polo Ralph Lauren FactKittery 294 US Route 1 High Tech Fi Mercan Renovation NFPA 13 1970 static, 65 residual at 765 gpm from 2" main drain test Wet 80 4/10/1997

Ralph EagerKittery 25 Badger Island Denali Fire P Office New Maine Life 13 Goulds pump rated at 50 gpm at 50 psi Wet 18 1/18/2005

Rite-Aid PharmacyKittery 15 Shapleigh Road Life Safety Fi Mercan New NFPA 13 8 41 static and 40 residual at 1210 gpm, 8-26-92 Wet 66 7/28/1998

Robert's Grill & MarketKittery Route 1 Maine Fire P Restaur New 11 179 2/26/2006

Ross Simons Jewelers IKittery Route 1 Eastern Fire Mercan Renovation NFPA 13 Relocation Only Wet 0 1/29/1992

Seacoast Repertory TheKittery Route One GOBBI Corp Residen New NFPA 13R 8 50 static and 36 residual at 978 gpm, 9-28-99 Wet 85 8/1/2000

Shapleigh Middle SchoKittery Manson Road Sprinkler Sys Educati New NFPA 13 6 60 static, 53 residual at 769 gpm, 8-24-92 Wet 831 4/29/1996

Shaw & Son's Ace HardKittery 6 Shapleigh Road GOBBI Corp Mercan New NFPA 13 13 56 static and 53 residual at 1061 gpm, 9-22-99 Wet 148 10/4/1999

Shepard's Cove on SpruKittery 176 Rogers Road Life Safety Fi Home New NFPA 13D 10 67 static and 64 residual at 1126 gpm, Wet 35 1/1/2005

Shepard's Cove on SpruKittery 176 Rogers Road Life Safety Fi Home New NFPA 13D 10 67 static and 64 residual at 1126 gpm, 2004 Wet 30 11/2/2004

Shepard's Cove on SpruKittery 176 Rogers Road Life Safety Fi Residen New NFPA 13D 9 67 static and 64 residual at 1126 gpm, Wet 99 1/15/2005
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Shepard's Cove on SpruKittery 176 Roger's Road Life Safety Fi Residen New NFPA 13D 9 67 static and 64 residual at 1126 gpm Wet 99 1/15/2005

Shepards Cove, (BuildiKittery Rogers Road Life Safety Fi Apartm New 19 479 7/5/2006

Shepards Cove, (DuplexKittery Rogers Road Life Safety Fi Home New NFPA 13D 13 67 static and 64 residual at 1126 gpm, 9-9-02 Wet 98 4/30/2005

Shepard's Hill DuplexKittery 176 Rogers Road Life Safety Fi Residen New NFPA 13D 9 67 static and 64 residual at 1126 gpm, 9-9-02 Wet 91 8/7/2003

Shephard's Cove on SprKittery 176 Rogers Road Life Safety Fi Home New NFPA 13D 5 67 static and 64 residual at 1126 gpm. Wet 99 9/30/2005

Shephard's Cove, (BuildKittery Rogers Road Life Safety Fi Apartm New NFPA 13R 14 67 static and 64 residual at 1126 gpm, 9-9-02 Dry 479 3/13/2005

Shepherd's Cove on SprKittery 176 Rogers Road Life Safety Fi Home New NFPA 13D 9 67 static and 64 residual at 1126 gpm. Wet 100 4/12/2004

Shepherd's Cove on SprKittery 176 Rogers Road Life Safety Fi Duplex New NFPA 13D 9 67 static and 64 residual at 1126 gpm Wet 99 5/13/2004

Shepherd's Cove on SprKittery 176 Rogers Road Life Safety Fi Duplex New NFPA 13D Wet 0 9/17/2004

Shepherd's Cove, (BuildKittery Rogers Road Life Safety Fi Condo New NFPA 13 13 67 static and 64 residual at 1126 gpm, 9-9-02 Dry 962 4/1/2004

Six-Unit CondominiumKittery 9 Main Street Maple Leaf Residen New NFPA 13D 20 60 static and 45 residual at 850 gpm. Wet 0 3/15/2004

SomersetKittery 9 Badger's Island Linnane Mec Residen New NFPA 13R 13 71 static and 66 residual at 537 gpm, 10-21-98 Dry 195 9/10/1999

Sweetser OfficesKittery 75 US Route 1 By Sprinkler Sys Office Renovation NFPA 13 n/a n/a Dry 67 6/16/2005

Tanger II Mall, (NauticaKittery US Route 1 Sprinkler Sys Mercan Renovation NFPA 13 dn 78 static and 74 residual at 1363 gpm Dry 73 9/7/2000

The Cosemetics CompaKittery US Route 1 Sprinkler Sys Mercan Renovation NFPA 13 06/25/95 Static 72, 1270 GPM at 62 psi Wet 26 9/29/1995

TidewaterKittery Route 1 High Tech Fi Restaur New NFPA 13 06/29/90 Static 70, 60 psi Wet 311 5/22/1990

Tidewater FiveKittery Route 1 Northern Fire Mercan New NFPA 13 6.9 Static 72, Residual 62, at 3093 at 20 psi, 1994 Wet 138 10/20/1997

Tidewater IVKittery Route 1 Capitol Fire Restaur New NFPA 13 Static 64, 1320 GPM at 61 psi Dry 0 3/18/1992

Tidewater Mall - Phase Kittery 306 Route 1 Eastern Fire Mercan Existing NFPA 13 9.7 06/26/92 Static 50, 1186 GPM at 44 psi Dry 0 3/3/1995

Traip AcademyKittery Williams Avenue High Tech Fi Educati New NFPA 13 7.5 Static 55, 671 GPM at 50 psi Dry 73 2/1/1991

Watts Fluid AirKittery Cutts Road Capitol Fire Static Both NFPA 13 Not Given Wet 48 6/27/1995
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Weathervane RestaurantKittery Route 1 Capitol Fire Restaur New NFPA 13 None Given 0 3/2/1992

Weathervane SeafoodKittery Badger's Island Eastern Fire Offices/ New NFPA 13 10 62 static, 52 residual at 237 gpm, 6-10-92 Dry 316 5/6/1996

Weathervane SeafoodKittery US Route 1 Eastern Fire Restaur New NFPA 13 9.1 66 static and 63 residual at 1210 gpm, 6-26-92 Dry 0 5/14/1993

Woodland CommonsKittery Route 1 Eastern Fire Apartm New NFPA 13R 6 08/19/92 Static 48, 254 GPM at 45 psi Wet 600 4/21/1999

York County ShelterKittery 31-33 Rogers Road Dean & Ally Apartm New NFPA 13R 8 43 static and 40 residual at 949 gpm, 8-26-92 Wet 32 12/27/2005

York HospitalKittery 35 Walker Street Superior Fire Hospita New NFPA 13 5 239 2/2/2012

Berube "Rick & Ellen BLebanon Lower Cross Road Tom Dupuis Home New NFPA 13D 6 Well with domestic pump to provide at least 26 gpm at 55 Wet13 10/17/2005

Gateway AuctionsLebanon Route 202 D.M. Burns Auction New Hydro-Pro 11 Ace-5000 pump rated at 100 gpm at 51 psi Wet 52 10/13/2005

Goff ResidenceLebanon Lot 1, Little River TC Plumbing Home New NFPA 13D 19 10/24/2007

Hanscom Farm LaneLebanon Roger D Alle Home New NFPA 13D 26 9/10/2010

Hanson Elementary SchLebanon Guinnea Road Capitol Fire Educati Hydro-Pro 7 Peerless 60 GPM at 55 psi Wet 0 8/3/1994

Lot 5ALebanon School House Lane Ken D'Amic Home New NFPA 13D 13 Lawn Sprinkler Pump 18 4/5/2007

Roger GodinLebanon 273 Smith Road Garrett Mech Home New NFPA 13D 5 41 4/2/2006

Salmon Falls, (Lot 2)Lebanon Jerry's Plbg Home New NFPA 13D 18 12/28/2007

Trains TavernLebanon 249 Carl Broggi Hi Eastern Fire Tavern New System Maine Life 12 39 10/1/2012

Wisewell Homes, (Lot 2Lebanon 38253 Wisewell R Superior Fire Home New NFPA 13D 18 6/25/2007

Wisewell Homes, (Lot 4Lebanon 5 Wisewell Lot 4 Superior Fire Home New NFPA 13D 6 17 7/18/2007

Wiswell Road, (Lot 1)Lebanon Lot 1 Ken D'Amic Home New NFPA 13D 7 21 10/14/2006

Joe Burth HouseLimerick Atlantic Auto Home New NFPA 13D 5 GT-20 pump rated at 50 gpm at 50 psi Wet 38 6/16/2000

Limerick Municipal BuiLimerick 55 Washington Str Freedom Fire Town New Hydro-Pro 8 75 static and 48 residual at 514 gpm, 4-27-00 Wet 130 6/20/2000

Spurwink HomeLimerick 319 Foss Road Atlantic Auto Residen New Maine Life 5 Irragator GT 20 pump rated at 50 gpm at 50 psi Wet 45 8/10/2000
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Christian Fellowship & Limington General Delivery Eastern Fire Assemb Existing Maine Life Peerless Pump PE 503 100 GPM at 50 psi Wet 0 5/20/1991

East Limington Baptist Limington Route 11 Freedom Fire Church New Maine Life 6.4 Pump Data; Brand Name; Gould; Model Number ?;  Liste Wet 62 12/31/2001

Flanigan ResidenceLimington Putnam Ridge Roa Sprinkler Ser Home New NFPA 13D 10 Goulds GT 10 pump rated at 32 gpm at 41 psi Wet 44 5/14/2005

Fairfield Law OfficeLyman 10 Stoney Brook L Distinctive H Office New Maine Life 7 31 6/7/2010

Lot 3 Blackberry LnLyman Lot 3 Blackberry L DerosierGuy house New System NFPA 13D 15 17 9/12/2011

Lot 4 Blackberry LnLyman Lot4 Blackberry L Guy Derosier house New System NFPA 13D 17 23 11/28/2011

Lot 5 Blackberry LnLyman Lot 5  Blackberry DerosierGuy house New System NFPA 13D 31. 24 3/19/2012

Lot 6 Blackberry LnLyman Lot  6 Blackberry Derosier*Gu house New System NFPA 13D 29. 28 5/18/2012

Lot 6 Mckenzie WayLyman Mckenzie Way Guy Derosier House New System NFPA 13D 20. 25 8/7/2012

Hurd ManorNorth Berwick 2 Elm Street Life Safety Fi Bed & New 9 96 3/2/2006

Hussey ManufacturingNorth Berwick Railroad Avenue Capitol Fire Dust C New NFPA 13 22 Existing pump rated at 1000 gpm at 100 psi gives 120 sta Dry 18 2/14/1998

Hussey Manufacturing North Berwick Dyer Street Capitol Fire Paint K New NFPA 13 Wet 7 8/8/1995

Hussey SeatingNorth Berwick Railroad Avenue Capitol Fire Metal p Renovation NFPA 13 dn dna Wet 36 12/31/1999

Hussey Seating (OfficesNorth Berwick 38 Dyer Street Sprinkler Sys Busines New NFPA 13 61. rated at 1000 gpm at 100 psi. Dry 28 2/16/1998

Hussey Seating Chair WNorth Berwick Dyer Street Capitol Fire Storage New NFPA 231 13 Pump rated at 120 gpm at churn and 65 psi at 3000 gpm Dry 70 11/14/1996

Hussey Seating, (Chair North Berwick Railroad Avenue Capitol Fire Rack St Renovation NFPA 13 19 Existing pump 86 7/4/2006

Hussey Seating, (Office North Berwick Dyer Street Sprinkler Sys Busines New NFPA 13 15 Pump rated at 1000 gpm at 100 psi Wet 112 10/1/1999

Hussey Seating, (Spray North Berwick Railroad Avenue Capitol Fire Metal C Existing & n NFPA 13 na Pump rated at 1000 gpm at 100 psi Wet 10 9/12/2003

Noble High SchoolNorth Berwick Route 9 High Tech Fi Educati New NFPA 13 66 static and 59 residual at 1278 gpm, 1999 Wet 2439 4/13/2000

North Berwick Elderly North Berwick Lebanon Road Accurate Fire Housin New NFPA 13 5 33 static and 20 residual at 950 gpm, 8-13-99 Dry 477 11/1/2000

Pratt & WhitneyNorth Berwick Route 9 - Wells Ro Eastern Fire Industri Existing NFPA 13 40 Static 120, 1254 GPM at 99 psi Wet 0 4/2/1992

326



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Pratt & Whitney - SouthNorth Berwick Route 9 Eastern Fire Restaur Renovation NFPA 13 None Given Wet 0 9/9/1992

Pratt & Whitney - SprinNorth Berwick Route 9 / Wells Ro Eastern Fire Manufa New NFPA 13 21. 1991 Static 115, 2230 GPM at 78 psi Dry 0 4/30/1992

Pratt & Whitney, (West North Berwick Wells Road Eastern Fire Busines Existing & n NFPA 13 51 115 static and 78 residual at 2230 gpm, 1991 Wet 61 8/27/1999

Pratt WhitneyNorth Berwick 113 Wells Street Dean & Ally Manufa New NFPA 13 40 Peerless pump rated at 1500 gpm at 100 psi Wet 43 3/2/2000

Waban Group HomeNorth Berwick Morrell's Mill Roa Capitol Fire Group Existing Maine Life 5 Peerless PE 150C Wet 0 12/27/1993

Five Temple AvenueOcean Park 5 Temple Avenue Sprinkler Sys Dwellin New Maine Life 6 80 static and 74 residual at 628 gpm, 7-6-94 Wet 60 6/14/2003

Kerrigan ResidenceOcean Park 1 Temple Street Sprinkler Sys Residen Hydro-Pro 9.8 Static 80, 700 GPM at 74 psi Wet 0 7/8/1994

Ocean Park TempleOcean Park Colby Avenue Sprinkler Sys Church New Hydro-Pro 6.0 Date of Last Water Test; 06/01/88, Static Pressure, 87, Re Dry 149 5/2/2001

Ocean PinesOcean Park Manor Road Dean & Ally Residen New NFPA 13 9 66 static and 61 residual at 460 gpm, 5-10-02 Dry 84 4/14/2003

Pinewood Manor, (PhasOcean Park Manor Street Dean & Ally Housin New NFPA 13 8 66 static and 61 residual at 460 gpm, 5-10-02 Dry 200 10/3/2002

Pinewood Manor, (PhasOcean Park Manor Road Dean & Ally Residen New NFPA 13R 7 66 static and 61 residual at 460 gpm, 5-10-02 Wet 398 3/4/2003

Tanglewood Condo (PhOcean Park Randall Street Dean & Ally Residen New Hydro-Pro Date on Last Water Test: 4/01; Static; 78; Residual; 74; F Wet 34 5/16/2001

16 Beach Street Bed & Ogunquit 16 Beach Street Pillsbury Plm Bed & Renovation Maine Life 10 48 3/19/2007

Admiral's InnOgunquit 70 US Route One Freedom Fire Restaur New Hydro-Pro 5 63 static and 60 psi at 375 gpm, 1988 Wet 83 6/22/1999

Anchorage by the SeaOgunquit Shore Road Northern Fire Hotel New NFPA 13R 5 75 static and 65 residual at 950 gpm, 4-21-96 Wet 226 12/30/1999

Anchorage by the Sea - Ogunquit 125 Shore Road High Tech Fi Hotel / Renovation NFPA 13 6 93 3/8/2012

Anchorage by the Sea - Ogunquit 125 Shore Road High Tech Fi Hotel / Addition of NFPA 13 9 71 3/19/2012

Beachmere Hotel, (AddiOgunquit Beachmere Lane Alexander G Residen Existing & n NFPA 13 9 70 static and 50 residual at 920 gpm, 4-1996 Dry 17 8/11/2000

Beachmere Inn AnnexOgunquit Beachmere Lane Fire Shield S Inn Existing NFPA 13 09/19/87 Static 60, 454 GPM at 54 psi Dry 0 6/5/1991

Bernard's RestaurantOgunquit 82 Shore Road Sprinkler Sys Restaur New NFPA 1312 77 static and 70 residual at 1130 gpm, 4-12-04 Dry111 4/23/2004

Bourne MotelOgunquit US Route 1 Eastern Fire Motel Existing & n NFPA 13R 8 65 static and 58 residual at 1180 gpm, 4-20-98 Dry 63 2/20/2004
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Bourne MotelOgunquit Route 1 Eastern Fire Motel New NFPA 13R 17 65 static and 58 residual at 1180 gpm, 4-20-98 Dry 58 3/1/1999

Captain Thomas InnOgunquit Route 1 High Tech Fi Inn New NFPA 13 Static 65, 1010 GPm at 3 psi Dry 0 3/18/1991

Gorges Grant HotelOgunquit U.S. Route 1 Eastern Fire Hotel New NFPA 13 6 80 static, 55 residual at 980 gpm, 4-21-96 Dry 215 1/30/1997

Gorges Grant HotelOgunquit Route 1 [FILE CLOS Hotel New additio FILE CLOSED 01/08/93 Dry 0

Jonathan's RestaurantOgunquit 2 Bourne Street Eastern Fire Restaur New NFPA 13 6 09/87 Static 62, 980 GPM at 58 psi Dry 0 12/14/1992

Mariner MotelOgunquit US Route #1 Eastern Fire Hotel New NFPA 13R 12 65 static and 58 residual at 1180 gpm, 4-20-98 Dry 62 12/22/1998

Meadowmere MotelOgunquit Route 1 Eastern Fire Motel New, partial NFPA 13 1987, Static 62, 980 GPM at 88 psi Dry 0 1/18/1995

Meadowmere MotelOgunquit Route One Northern Fire Residen New NFPA 13R 5 70 static and 50 residual at 920 gpm, 4-96 Wet 417 12/31/2000

Nellie Littlefield HouseOgunquit Shore Road Eastern Fire Residen Existing NFPA 13R 8.1 09/23/87 Wet 0 2/23/1995

Ogunquit Fire StationOgunquit School Street James McAfe Fire Sta New Hydro-Pro 7.8 1989 Static 63, 375 GPM at 60 psi Wet 86 10/4/1993

Ogunquit Fire Station, (Ogunquit School Street Charles M. P Fire stat New Hydro-Pro 15 63 static and 60 psi at 375 gpm, 1989 Wet 59 6/30/1999

Ogunquit MotelOgunquit Route One Northern Fire Motel New NFPA 13R 19 65 static and 58 residual at 1180 gpm, 4-1998 Wet 77 3/21/2000

Ogunquit Resort MotelOgunquit 719 Main Street, ( Simplex Grin Hotel Existing & n NFPA 13R 5 65 static and 58 residual at 1180 gpm, 4-98 Wet 97 3/17/2003

Ogunquit Resort Motel, Ogunquit 719 Main Street, (a Simplex Grin Motel New NFPA 13R 6 65 static and 58 residual at 1180 gpm, 4-98 Wet87 3/11/2004

Ogunquit Village SchooOgunquit School Street Sprinkler Sys Elemen New NFPA 13 22. Date of last Water Test: April 96';  Static;75; Residual; 65 Dry 109 7/21/2001

Perkin's CoveOgunquit Shore Road Eastern Fire Retail s New Hydro-Pro14 81 static, 53 residual at 980 gpm, 4-22-96 Wet 13 5/7/1996

Perkins Cove RestauranOgunquit Perkins Cove Road Eastern Fire Restaur New NFPA 13 13 81 static and 53 residual at 980 gpm, 4-96 Dry 63 4/30/2005

Pink Blossom Family ROgunquit 66 Shore Road Pillsbury Plm Motel Existing & nHydro-Pro 17. 09/87 Static 60, 820 GPM at 54 psi Wet 0 5/11/1993

Pink Blossom ResortOgunquit 214 Shore Road Pillsbury Plm Motel Renovation Hydro-Pro 15 64 12/22/2006

Pink Blossom ResortOgunquit 66 Shore Road Fire Protectio Motel Existing Maine Life 09/87 Static 60, 820 GPM at 54 psi Wet 0 9/4/1990

Pink Blossom SuitesOgunquit 221 Shore Road Pillsbury Plm Roomin New Hydro-Pro 37 85 static and 58 residual at 1110 gpm, 4-1998 Wet 74 11/4/2002
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Pink Blossoms InnOgunquit 214 Shore Road Pillsbury Plm Roomin New Hydro-Pro 33 85 static and 58 residual at 1110 gpm, 4-1998 Wet 72 11/4/2002

Sparhawk MotelOgunquit Shore Road Sprinkler Ser Motel New NFPA 13R 10 70 static and 50 residual at 920 gpm, 4-21-96 Dry 50 1/20/1999

The Front PorchOgunquit Route 1 and Beach Eastern Fire Restaur New Hydro-Pro 7 75 static and 65 residual at 950 gpm, 4-96 Dry 77 3/4/2004

Thompson GreenOgunquit Shore Road Eastern Fire Residen Existing NFPA 13 5.5 01/17/90  Static 70, 995 GPM at 35 psi Dry 0 2/1/1993

Thompson GreenOgunquit Shore Road Eastern Fire Residen Existing Hydro-Pro 10 70 static and 35 residual at 995 gpm, 1-17-90 Wet 0 5/18/1992

Two Village Square InnOgunquit 2 Village Square Eastern Fire Inn New NFPA 13R6 65 static and 48 residual at 1155 gpm, 4-96 Wet 142 3/25/2005

White Rose InnOgunquit 95 Main Street Pillsbury Plm Hotel New Hydro-Pro 17 65 static and 48 residual at 1155 gpm, 1998 Wet 222 4/7/2004

23 School St.Old Orchard Beach 23 School St. Eastern Fire Residen New System NFPA 13R 13. 42 8/23/2012

30 WASHINGTON AVOld Orchard Beach 30 WASHINGTO Dean & Ally RESID New System NFPA 13D 24. 16 5/29/2012

Acorn Village, (32 UnitOld Orchard Beach 42 Walnut Street Sprinkler Ser Home New NFPA 13D 5 84 static and 78 residual at 934 gpm, 4-7-04 Wet 832 7/21/2004

Atlantic Birches Bed & Old Orchard Beach 20 Portland Avenu Sprinkler Ser Roomin New NFPA 13D 11 Goulds PF 15 pump rated at 32 gpm at 47 psi Wet 55 6/12/2003

Atlantic Park, (BuildingOld Orchard Beach Smithwheel Road Dynamic Fir Condo Existing & n NFPA13R 126 10/14/2006

Atlantic Park, (BuildingOld Orchard Beach Smithwheel Road Dynamic Fir Condos New NFPA 13R 140 10/29/2006

Atlantic Park, (Units 1-Old Orchard Beach Smithwheel Road Sprinkler Ser Home New NFPA 13D 73 static and 66 residual at 531 gpm, 4-8-04 Wet 275 5/12/2004

Barry Tripp HouseOld Orchard Beach 6 Union Avenue Dean & Ally Residen New NFPA 13R 14 78 static and 74 residual at 787, 2001 Wet 68 5/23/2001

Beach Gardens MotelOld Orchard Beach 44 East Grand Ave Dean & Ally Motel New NFPA 13R 19 76 static and 66 residual at 712 gpm, 4-22-99 Wet 36 3/4/2003

Beach Motor CourtOld Orchard Beach 5 Bosvert Street Sprinkler Ser Apartm New NFPA 13D 8 76 staatic and 66 residual at 712 gpm, 4-22-99 Wet 14 1/13/2003

Beach VillaOld Orchard Beach Imperial Street Dean & Ally Motel New NFPA 13R 12 67 static and 65 residual at 495 gpm, 5-13-98 Wet 108 4/14/2003

Beau Rivage MotelOld Orchard Beach 48 East Grand Ave Dean & Ally Motel New NFPA 13R 9 76 static and 66 residual at 712 gpm, 4-22-99 Wet 62 5/7/2003

Belle Mer CondominiuOld Orchard Beach 170 Grand Avenue Gerald D Go Condo New NFPA 13R 11 76 static and 66 residual at 712 gpm, 4-1-99 Wet 264 2/18/2005

Boufard ResidenceOld Orchard Beach 1 York Street Dean & Ally Residen New NFPA 13R 5 76 static and 66 residual at 712 gpm, 4-22-03 Wet 44 3/28/2005
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Bower LaneOld Orchard Beach 90 Route 5 Dean & Ally Residen New NFPA 13R 11 75 static and 72 residual at 712 gpm, 6-17-03 Wet 34 5/14/2005

Brookside CondominiuOld Orchard Beach Portland Avenue High Tech Fi Condo New NFPA 13R W 70 static and 66 residual at 710 gpm, 5-8-93 Wet 80 8/5/2002

Brookside CondosOld Orchard Beach Portland Avenue High Tech Fi ResidenNew NFPA 13R 21 80 5/24/2006

CANCELLED-(Ken ShOld Orchard Beach 40 Old Orchard Str Dean & Ally Mercan New NFPA 13R 6 75 static and 72 residual at 712 gpm, 6-17-03 Wet 111 5/14/2005

Captains Galley RestaurOld Orchard Beach 168 Saco Avenue Eastern Fire Restaur New NFPA 13 5.3 58 static, 50 residual, 1090 gpm Dry 230 5/23/1998

Carl GoodwinOld Orchard Beach 142 Temple Avenu Eastern Mec Home New NFPA 13D 26 Date of last water test; 10/26/01; Static Pressure; 73, 60 r Wet 19 12/31/2001

CLOG AssociatesOld Orchard Beach 133 West Grand Eastern Fire ResidenNew NFPA 13R 9 90 static and 25 residual at 790 gpm, 11-9-99 Wet 27 3/23/2000

Colindale EstatesOld Orchard Beach Smithwheel Road Dave Gobeil ResidenNew NFPA 13R 16 65 static and 52 residual at 530 gpm, 11-16-00 Wet 672 12/4/2000

Donna Bolling HouseOld Orchard Beach 93 Union Avenue Simplex Grin Apartm New NFPA 13R 6 50 static and 44 residual at 650 gpm, 4-8-04 Wet 40 5/12/2004

Dufort Apartment BuildOld Orchard Beach 29 Old Orchard Str Sprinkler Ser Apartm New Hydro-Pro 19 67 static and 65 residual at 495 gpm, 5-13-93 Wet 71 4/3/2003

Dune Grass Club HouseOld Orchard Beach Wild Dunes Way Eastern Fire Assemb New NFPA 13 6 45 static and 24 residual at 820 gpm, 6-17-98 Dry 329 8/18/1998

Dunegrass, (Building A,Old Orchard Beach 53 Wild Dunes Wa Sprinkler Ser Residen New NFPA 13R 11 62 static and 36 residual at 1087 gpm, 9-95 Wet 58 10/22/2001

Fiftythree Ocean AvenuOld Orchard Beach 53 Ocean Avenue Sprinkler Sys ApartmNew NFPA 13D 7 Monarch 300SD pump rated at 40 gpm at 52 psi Wet 22 2/12/2003

FunhouseOld Orchard Beach Staples Street Simplex Grin Amuse New NFPA 13 29 67 static, 65 residual at 550 gpm, 5-1992 Wet 16 6/10/1996

Grand Ocean View ConOld Orchard Beach 189 East Grand Av Sprinkler Sys Apartm New NFPA 13R 6 76 static and 66 residual at 712 gpm, 4-22-99 Wet 147 11/18/2002

Green Dolphin MotelOld Orchard Beach 62 East Grand Ave Dean & Ally Motel New NFPA 13R 5 76 static and 66 residual at 712 gpm, 4-22-99 Wet 94 11/8/2003

Island View Home OfficOld Orchard Beach East Grand Avenue Dean & Ally Residen Existing & n NFPA 13D 12 Gould pump rated at 50 gpm at 50 psi Wet 17 8/29/2002

Jill SnowOld Orchard Beach 101 Union Avenue Brian Johnso ApartmNew NFPA 13R 20 50 static and 44 residual at 650 gpm, 4-8-04 Wet 51 8/27/2004

Madison's RestaurantOld Orchard Beach 138 West Grand A Sprinkler Ser Restaur New Hydro-Pro 40 80 static and 77 residual at 731 gpm, 4-1-02 Wet 18 10/24/2002

McErath ResidenceOld Orchard Beach Boisvert Street Gobeil's Plu Home New NFPA 13D 10 Red Jacket 200RSPA 2 hp pump rated at 31 gpm at 49 ps Wet 29 4/9/2004

Milestone Carriage HouOld Orchard Beach 24 Portland Road Dean & Ally ResidenNew NFPA 13D 8 Gould pump rated at 50 gpm at 50 psi Wet41 10/3/2002
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MORGAN RV CLUBHOld Orchard Beach TEMPLE AVE Superior Fire CLUB New System Maine Life 10. 17 5/30/2012

No 2 Tunis Ave, ResideOld Orchard Beach No 2 Tunis Avenu Welltech  Co Home New NFPA 13D 5 30 5/21/2007

Ocean CondominiumsOld Orchard Beach 5 Boisvert Street Sprinkler Ser Residen New Hydro-Pro 16 85 static and 80 residual at 919 gpm, 4-8-2004 Wet 32 4/24/2004

Ocean House HotelOld Orchard Beach 70 West Grand Av Sprinkler Sys HotelNew Hydro-Pro 8 80 static and 77 residual at 751 gpm, 4-1-02 Wet 130 4/22/2002

Oceanside CondominiuOld Orchard Beach 190 East Grand Av High Tech Fi Residen New Maine Life 8 76 static and 66 residual at 712 gpm, 4-22-99 Wet 19 7/26/1999

Oceanside CondominiuOld Orchard Beach 190 East Grand Av High Tech Fi Residen New Maine Life 8 76 static and 66 residual at 712 gpm, 4-22-99 Wet 17 11/15/1999

Oceanside CondominiuOld Orchard Beach 196 East Grand Av High Tech Fi Residen New Maine Life 8 76 static and 66 residual at 712 gpm, 4-22-99 Wet 18 11/15/1999

Oceanside CondominiuOld Orchard Beach 190 East Grande A High Tech Fi Residen New Maine Life 8 76 static and 66 residual at 712 gpm, 4-22-99 Wet 17 2/3/2000

Oceanside CondominiuOld Orchard Beach 190 East Grande A High Tech Fi Residen New Maine Life 8 76 static and 66 residual at 712 gpm, 4-22-99 Wet 17 2/3/2000

Oceanside Village, (DesOld Orchard Beach East Grand Avenue Eastern Sprin Condo New NFPA 13D 11 73 static and 55 residual at 750 gpm, 6-9-98 Wet 21 9/13/1999

Old Orchard Beach HouOld Orchard Beach 2 Seabreeze Avenu Sprinkler Sys Residen New NFPA 13D 24 76 static and 66 residual at 712 gpm, 4-22-99 Wet 17 3/28/2002

Old Orchard InnOld Orchard Beach Portland Avenue Eastern Fire RoominNew Hydro-Pro 5 67 static and 65 residual at 495 gpm, 5-13-93 Anti 67 12/31/1999

Old Orchards Street ProOld Orchard Beach 20 Orchard Street Freedom Fire Mercan New 7 112 2/16/2006

Palace PlaygroundOld Orchard Beach 1 Old Orchard Stre Eastern Sprin Mercan Existing & n NFPA 13 dn dna 37 3/26/2002

Paradis BuildingOld Orchard Beach 50 Old Orchard Str Sprinkler Sys Mercan New Maine Life 8 Monarch Ace 300SD pump rated at 40 gpm at 52 psi Wet 53 4/24/2004

Paul St HilaireOld Orchard Beach 186 East Grand Str Dave Gobeil Residen New NFPA 13D 19 76 static and 66 residual at 712 gpm, 4-22-99 Wet 56 3/28/2002

Pullman HouseOld Orchard Beach 20 Staple Street Gobeil's Plu Restaur New NFPA 13 12 75 static and 72 residual at 712 gpm, 6-17-03 Wet 89 8/9/2003

Richard's ApartmentOld Orchard Beach 5 Kinney Avenue Gobeil's Plu Apartm New Maine Life 11 55 static and 51 residual at 75 gpm. Wet 68 9/15/2003

Rite AidOld Orchard Beach Saco Avenue Sprinkler Sys Mercan New NFPA 13 6 67 static, 65 residual at 550 gpm, 5-13-92 Wet 114 9/24/1996

Saco & Biddeford BankOld Orchard Beach 2 Portland Road Sprinkler Ser Busines Existing & n NFPA 13 10 70 static and 66 residual at 710 gpm, 5-6-93 Wet 46 3/26/2003

Salvation Army, (Phase Old Orchard Beach Church Street Dean & Ally Multip New NFPA 13 7 54 static and 20 residual at 1588 gpm, 12-4-97 Wet 47 3/3/2005
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Salvation Army, (PhasesOld Orchard Beach Church Street Dean & Ally Multip New NFPA 13 6 53 static and 20 residual at 1927 gpm, 6-16-05 Wet 170 6/25/2005

Sand Dollar CondominiOld Orchard Beach 106 East Grand Av Sprinkler Ser Residen New NFPA 13R 11 85 static and 80 residual at 919 gpm, 4-8-04 Wet 57 5/7/2005

Sea View MotelOld Orchard Beach 65 West Grand Av Simplex Grin Motel New NFPA 13R 7 80 static and 77 residual at 731 gpm, 4-1-02 39 11/26/2003

Seabreeze IIOld Orchard Beach 12  Foote Street Dave Gobeil Residen New NFPA 13R 14. Date of last water test; 9-16-2002; Static Pressure; 80; Re Wet 61 9/23/2002

Southworth ResidenceOld Orchard Beach Morrison Street Sprinkler Ser Residen New NFPA 13D 20 85 static and 80 residual at 919 gpm, 4-8-04 Wet 73 7/29/2004

Surfside Resort CondoOld Orchard Beach East Grand Avenue Sprinkler Ser Residen New NFPA 13D 13 76 static and 66 residual at 712 gpm, 4-22-99 Wet 48 3/11/2004

Surfside Resort CondoOld Orchard Beach East Grand Avenue Sprinkler Ser Homes New NFPA 13D 10 76 static and 66 residual at 712 gpm, 4-22-99 Wet 450 4/24/2004

Tanglewood CondoOld Orchard Beach Randal Street Dean & Ally Residen New NFPA 13R 19 78 static and 74 residual at 787 gpm, 4-01 Wet 104 7/12/2003

The Beach HouseOld Orchard Beach 2 Roussin Street Sprinkler Sys HotelNew NFPA 13R 13 76 static and 66 residual at 712 gpm, 4-22-99 Wet 83 3/4/2003

The BrunswickOld Orchard Beach West Grand Avenu Eastern Fire HotelRenovation NFPA 13 Static 83, 1635 GPM at 74 psi Wet 0 7/15/1993

The Grand VictoriaOld Orchard Beach Old Orchard Stree High Tech Fi Condo/ New 7 1432 2/27/2006

The Salvation Army PavOld Orchard Beach Wesley Street Sprinkler Sys Pavilio New NFPA 13 6 Static 54, Residual 51 at 476 gpm, Tested 12-04-97 Dry 149 4/21/1998

The Waves Ocean FrontOld Orchard Beach West Grand Avenu Maine Fire P Motel New NFPA 13R 47 80 static and 77 residual at 731 gpm, 4-1-02 Dry 0 12/31/2002

Town OfficesOld Orchard Beach Portland Avenue Fire Shield S Offices, New NFPA 13 5.2 05/13/92 Static 67, 550 GPM at 65 psi Wet 0 5/29/1992

Tupelo WoodsOld Orchard Beach Heath Street Sprinkler Sys Residen New NFPA 13D 32 0 8/26/2006

Tupelo Woods, (BuildinOld Orchard Beach Heath Street Sprinkler Ser Residen New NFPA 13R 12 85 static and 80 residual at 787 gpm, 7-1-05 Wet 148 8/4/2005

Tupelo Woods, (Unit 11Old Orchard Beach Heath Street Sprinkler Ser Home New NFPA 13D 24 85 static and 80 residual at 767 gpm, 7-1-05 Wet 22 10/17/2005

Tupelo Woods, (Unit 12Old Orchard Beach Heath Street Sprinkler Ser Home New NFPA 13D 24 85 static and 80 residual at 767 gpm, 7-1-05 Wet 23 10/17/2005

Tupelo Woods, (Unit 13Old Orchard Beach Heath Street Sprinkler Ser Home New NFPA 13D 24 85 static and 80 residual at 767 gpm, 7-1-05 Wet 23 10/17/2005

Tupelo Woods, (Unit 14Old Orchard Beach Heath Street Sprinkler Ser Home New NFPA 13D 24 85 static and 80 residual at 767 gpm, 7-1-05 Wet 23 10/17/2005

United States Post OfficOld Orchard Beach Route 98 Eastern Fire Post Of Renovation NFPA 13 dn Looped from existing hydraulically calc system. Wet 38 9/15/1997
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White Sands InnOld Orchard Beach Imperial Street Sprinkler Ser RoominRenovation Hydro-Pro 32 79 static and 68 residual at 1278 gpm, 5-16-93 Wet 42 2/1/2002

Greenhill FarmParsonsfield P. O. Box RR 421 Fire Protectio Assiste New Maine Life Pressure Tank 1000 Gal. ASCE Operating pressure 100 p Wet 0 9/11/1991

Moulton Job 1Parsonsfield Moulton Hills Roa Bob Muise P Home New NFPA 13D 10 Pump to provide at least 41 gpm at 40 psi at mainifold. 30 5/14/2006

Alzheimer's CareSaco 392 Main Street High Tech Fi Residen New NFPA 13 5 58 static and 56 residual at 380 gpm, 11-4-98 Dry 598 11/3/1998

Bank NorthSaco 4 Scammon Street Dean & Ally Bank New NFPA 13 6 60 static and 52 residual at 880 gpm, 7-2-04 Dry 103 11/9/2005

Biddeford/Saco Elks ClSaco Ocean Park Road Sprinkler Sys Assemb New Hydro-Pro 6 70 static and 64 residual at 711 gpm, 8-11-03 Wet 49 2/11/2004

C K Burns SchoolSaco c/o City of Saco High Tech Fi Educati New NFPA 13 10. 11/28/90 Static 68, 615 GPM at 60 psi Dry 0 2/27/1991

Casco Bay Steel StructuSaco Spring Hill Road Capitol Fire Steel Fa New NFPA 13 6 44 static and 40 residual at 1153 gpm, 10-6-99 Wet 133 3/20/2003

Casco Bay Steel StructuSaco Spring Hill Road Capitol Fire Steel Fa Existing & n NFPA 13 5 44 static and 40 residual at 1153 gpm, 10-6-99 Wet 76 6/28/2001

Casco Bay Steel StructuSaco Spring Hill Road Capitol Fire Steel Fa New NFPA 13 5 44 static and 40 residual at 1153 gpm, 10-6-99 Wet 195 1/12/2000

Casco Indemnity CompSaco Industrial Park Roa Eastern Fire Office New NFPA 13 6 44 static and 40 residual at 489 gpm, 7-5-01 Wet 136 4/22/2002

Chamberlain ConstructiSaco Portland Road Eastern Fire Office Existing & n Maine Life Goulds GT20 pump rated at 50 gpm at 49 psi Wet 53 9/11/2003

Chamberlain ConstructiSaco 1022 Portland Roa Eastern Fire Office New Maine Life 13 Goulds GT-20 pump rated at 50 gpm at 50 psi Wet 6111/19/2002

Chamberlain Multi-OffiSaco Portland Road Eastern Fire Office New Maine Life 11 Goulds pump rated at 30 gpm at 53 psi Wet 179 10/2/2004

Cherryfield Street GrouSaco 15 Cherryfield Stre Sprinkler Ser Residen New NFPA 13D 6Goulds GT-10 pump rated at 55 gpm at 36 psi Wet 15 5/13/2004

Chisholm HouseSaco Jenkins Road Simplex Grin Home New NFPA 13D 14 Gould GT15 pump rated at 25 gpm at 49 psi Wet 26 5/28/2002

Church of Jesus Christ oSaco 14 Smith Lane Sprinkler Sys Church New NFPA 13 8 56 static and 54 residual at 671 gpm, 3-4-04 Dry 136 8/20/2004

CinemagicSaco 165 Portland Road, High Tech Fi Movie New NFPA 13 6 52 static and 48 residual at 1006 gpm, 5-5-00 Wet 295 7/6/2000

Clair VolkswagonSaco Route 1 Simplex Grin Auto D New NFPA 13 6 52 static and 48 residual at 1006 gpm, 5-5-00 Wet 552 12/9/2002

Clean Water Service WaSaco 8 Lund Road Michael Chre Storage New NFPA 13 7 46 static, 42 residual at 940 gpm, 4-89, but 7-26-96 test Wet47 10/10/1996

Coastal Industrial Dist.Saco Willey Way Simplex Grin Storage New NFPA 13 6 42 static and 20 residual at 1838 gpm, 7-5-01 Wet 114 8/22/2001
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Counseling Services, InSaco 31 Beach Street Sprinkler Ser Residen New Maine Life 1354 static, 48 residual at 559 gpm, 7-30-96 Wet 60 12/10/1996

CP TechSaco 64 Industrial Park Atlantic Auto Machin New NFPA 13 6 38 static and 34 residual at 951 gpm, 9-15-95 Wet 226 10/6/2000

Creative Health FoundatSaco 255 Beach Street Simplex Grin Busines Existing Maine Life 6 11/90 Static 68, 1600 GPM at 60 psi Wet 0 2/4/1992

CSP MobileSaco 12 Willey Way ACRA Fire P Mobile New NFPA 13 8 42 static and 39 residual at 627 gpm, 7-5-01 Wet 0 8/18/2003

Down East Sun SproutsSaco 84 Industrial Park Sprinkler Sys Manufa Renovation NFPA 13 dn 30 static, 25 residual at ?, 3-19-97 2" main drain test. Wet 32 5/10/1997

Elks Club, BPOE #1597Saco 769 Portland Road Northern Fire Assemb New Hydro-Pro 10 47 static and 42 residual at 2456 gpm, 6-96 Wet 31 7/29/1998

ESTHER RESIDENCESaco 27 THORNTON A Freedom Fire ROOM New System NFPA 13D 6.2 90 4/9/2011

Family LivingSaco 238 North Street Pillsbury Plm Busines Existing & n Hydro-Pro 10. 04/89 Static 46, 940 GPM at 42 psi Wet 0 3/2/1994

Fed Ex Package DistribSaco Industrial Park Roa Sprinkler Sys Distrib New NFPA 13 7 42 static and 39 residual at 627 gpm, 7-5-2001 Wet 577 5/2/2005

Fenderson Village ShopSaco 345 North Street Eastern Fire Retail/ New NFPA 13 6.5 50 static, 46 residual, 1021 gpm Wet 52 5/13/1998

First Light TechnologiesSaco Saco Industrial Par Capitol Fire Machin New NFPA 13 5 38 static, 34 residual at 951 gpm, 9-15-95 Wet 423 5/31/1997

First Parish CongregatioSaco 12 Beach Street Freedom Fire Church New NFPA 13 5 64 static and 55 residual at 627 gpm Wet 316 10/25/2003

Forest CitySaco Route One Sprinkler Sys Mercan New NFPA 13 7 40 static and 37 residual at 839 gpm, 5-4-00 Wet 126 6/22/2000

Fresh SamanthaSaco Spring Hill & Will Capitol Fire Busines New NFPA 13 8 44 static and 40 residual at 1153 gpm, 10-6-99 Wet 106 11/8/1999

Garland Manufacuring Saco Saco Industrial Par Sprinkler Sys Manufa New NFPA 13 8 38 static and 34 residual at 856 gpm, 1995 Wet 184 8/31/1998

General DynamicsSaco 291 North Street Simplex Grin Busines Existing & n NFPA 13 dn Allis Chalmeers 20738502 pump rated at 1000 gpm at 80 Wet 21 10/13/2001

General DynamicsSaco Route 112 Simplex Grin Office Existing & n NFPA 13 dn 40 static and 30 residual at 890 gpm, 11-22-99. Allis Cha Wet 42 2/22/2001

Goulet HouseSaco Eastern Fire Home New NFPA 13D 5 Goulds GT-20 pump rated at 40 gpm at 53 psi Wet 25 10/25/2003

Gov. John Fairfield SchSaco 75 Beach Street Sprinkler Sys School New NFPA 13 5 59 static and 57 residual at 649 gpm, 5-15-01 Wet 259 6/22/2001

Hampton InnSaco Industrial Drive Atlantic Auto Hotel New NFPA 13 24 38 static and 34 residual at 856 gpm and Patterson 4x3VIDry 414 1/25/2000

Holiday Inn ExpressSaco Old Turnpike Ram Sprinkler Sys Hotel New NFPA 13R 10 33 static and 30 residual at 690 gpm, 9-10-98 from pumpWet 278 3/18/1999
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Holiday Inn, (Banquet Saco Saco Plaza Sprinkler Sys Assemb New NFPA 13 8 33 static and 30 residual at 690 gpm, 9-10-98 Dry 122 8/5/1999

Hollman GroupSaco Industrial Park Roa Capitol Fire Busines Existing NFPA 13 5.7 02/27/85 Static 44, 1540 GPm at 34 psi Wet 0 9/30/1993

Howard Sport Inc.Saco 96 Ocean Park Roa Atlantic Auto Sport A New NFPA 13 6 33 static and 30 residual at 590 gpm, 9-10-98 & Peerless Wet 273 10/4/1999

Huttig Building ProductSaco Spring Hill Road Capitol Fire Process New NFPA 13 7 44 static and 40 residual at 1153 gpm, 10-6-99. Patterson Wet 963 3/29/2001

InconSaco 92 Industrial Park ACRA Fire P Manufa Renovation NFPA 13 18 45 static and 42 residual at 605 gpm, 7-5-01 Wet30 10/3/2003

Jason BeanSaco 11 Spring Road McPherson's Home New NFPA 13D 5 20 gpm per head at test. 34 5/14/2007

Jim McCarthy PropertieSaco  7 Willey Rd High Tech Fi Wareho New System NFPA 13 5.2 124 10/1/2012

Kimball Health Ctr, (TrSaco 333 Lincoln Road Sprinkler Ser Adult D New NFPA 13 20 45 static and 35 residual at 820 gpm, 6-1999 Wet 66 3/14/2000

Lincoln Pierce ApartmeSaco 17 Green Street Dean & Ally Residen New Maine Life 11 50 static and 49 residual at 50 gpm. Monarch GT-20 pum Wet 71 5/12/2003

Lincoln Pierce ApartmeSaco 81 Lincoln Street Dean & Ally Residen New Maine Life 8 50 static and 49 residual at 50 gpm. Monarch GT20 pum Wet 74 5/16/2003

Little Footsteps DaycareSaco 979 Portland Road, Sprinkler Ser Day Ca New Maine Life 6 38 static and 32 residual at 448 gpm, 9-10-98 Wet 38 11/3/1998

Lunder ManufacturingSaco Spring Hill Road Capitol Fire Leather New NFPA 13 5 44 static and 40 residual at 1153 gpm, 10-6-99 Wet 161 10/10/2003

Maine CleanersSaco Lot 5, Saco Industr ANB Fire Pr Dry Cle New NFPA 13 6 42 static and 39 residual at 627 gpm, 7-5-01 Wet 109 7/21/2004

Modern Tool & DieSaco Saco Industrial Par Capitol Fire Industri New NFPA 231C 5 38 static, 34 residual at 951 gpm, 9-15-95 Wet 141 11/20/1997

ModoreSaco Jamy's Plum Home New NFPA 13D 5 37 11/2/2007

Most Holy Trinity ChurSaco Main Street Eastern Fire Worshi New NFPA 13 8.2 11/28/90 Static 68, 615 GPM at 60 psi Dry 0 1/8/1993

New England Industrial Saco Spring Hill & Will Capitol Fire Mercan New NFPA 13 5 38 static and 34 residual at 951 gpm, 9-15-95 Wet 181 9/27/1999

North Street RestaurantSaco 345 North Street Pillsbury Plm Restaur Existing NFPA 13 6.5 04/89 Static 46, 940 GPM at 42 psi Wet 0 4/14/1994

Office Building, (16 MiSaco 16 Middle Street Don's Burner Office New Hydro-Pro 14 64 static and 55 residual at 627 gpm, 11-01 Wet 45 4/24/2002

Palco Air CargoSaco Willey Road Capitol Fire Air Car New NFPA 13 6 44 static and 40 residual at 1153 gpm, 6-99 Dry 192 3/1/2000

Park Street LoftsSaco Park Street Eastern Fire Dwellin Renovation NFPA 13 17 54 static and 46 residual at 411 gpm, 8-15-01 Wet 210 9/13/2004

335



Project Name Street Location Contractor Activity System Standard Safety Water Data Wet/DryHead CountTown DatePermit

Patriot Subaru, (AdditioSaco US Route 1 Dean & Ally Auto D New 5 40 3/2/2006

Prime HondaSaco 754 Portland Rd T & T Fire Pr Car De Addition of NFPA 13 41 107 4/9/2012

Prime Hyundai, (Phase Saco 788 Route 1 Sprinkler Ser Mercan New NFPA 13 7 52 static and 48 residual at 1006 gpm, 5-5-00 Wet 76 10/24/2002

Prime Hyundai, (Phase Saco 788 US Route 1 Sprinkler Ser Auto D New NFPA 13 6 52 static and 48 residual at 1006 gpm, 5-5-00 Wet 75 1/27/2003

RenysSaco Shaws Plaza Dean & Ally Mercan Renovation NFPA 13 n/a 65 static and 55 residual at 2" main drain test Wet 83 8/4/2005

Rite-Aid PharmacySaco 461 Main Street Eastern Fire Mercan New NFPA 13 6 53 static, 50 residual at 1021 gpm, 11-14-94 Wet 149 12/16/1996

Saco & Biddeford SavinSaco Main Street Eastern Fire Office Renovation NFPA 13 63 static and 59 residual at 1040 gpm, 6-24-03 Dry 51 3/4/2004

Saco Beach Fire StationSaco Bayview Road Fire Shield S Fire Sta Existing NFPA 13 11 Static 77, 779 GPM at 71 psi Dry 0 11/5/1992

Saco Biddeford SavingsSaco Industrial Park Roa Maine Fire P Office New 12 186 2/27/2006

Saco City HallSaco 300 Main Street Sprinkler Sys City Ha Renovation NFPA 13 12/08/94 Static 54, 833 GPM at 52 psi Dry 0 2/22/1995

Saco Elementary SchoolSaco Buxton Road Superior Fire Educati New Hydro-Pro 14 33 static and 30 residual at 690 gpm, 9-10-98 Wet 569 11/29/2001

Saco Island Building ReSaco Sprinkler Sys Spec B Renovation n/a n/a 0 2/13/2006

Saco Medical CenterSaco 13 Industrial Park Sprinkler Sys Busines New NFPA 13 5 51 static and 48 residual at 671 gpm, 8-28-98 Dry 441 11/30/1998

Saco Police FacilitySaco Storer Street Eastern Fire Busines New NFPA 13 7 54 static, 50 residual at 833 gpm, 12-8-94 Wet 192 12/3/1996

Saco Rehabilitation CenSaco Ferry Road Sprinkler Sys Health New NFPA 13 8 54 static and 49 residual at 530 gpm, 5-16-03 Wet 700 8/18/2004

Saco Shop n SaveSaco US Route 1 Sprinkler Sys Mercan Renovation NFPA 13 10 45 static and 40 residual at 920 gpm, 11-2-83 Wet 247 10/17/2002

Saco Sports & FitnessSaco 329 North Street Eastern Fire Assemb Existing NFPA 13 12. 04/29/94 Static 50, 1021 GPM at 46 psi Wet 0 12/27/1994

Saco Valley Shopping CSaco Route One Dean & Ally Mercan Renovation NFPA 13 n/a n/a Wet 106 10/21/2004

Saco VOA Elderly HousSaco Smith Lane Sprinkler Sys Elderly New NFPA 13 5 53 static and 50 residual at 1021 gpm Dry 837 3/9/1999

Saco-Biddeford SavingsSaco 252 Main Street Sprinkler Ser Busines Existing & n NFPA 13 7 60 static and 57 residual at 1113 gpm, 5-4-00 Wet 171 6/2/2000

Samantha JuiceSaco 84 Industrial Park Sprinkler Sys Manufa New & exist NFPA 13 5 36 static and 33 residual at 691 gpm, 9-10-98 Wet 40 3/9/1999
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Scholastic Book FairSaco 85 Industrial Park Sprinkler Sys Busines New NFPA 13 5.7 09/07/95 Static 38, 951 GPM at 34 psi Wet 93 9/26/1995

Scholastic Book FairsSaco Spring Hill Road Capitol Fire Book D New NFPA 13 5 44 static and 40 residual at 1153 gpm, 10-6-99 Wet 205 6/12/2000

Scholastic BooksSaco Spring Hill Road ACRA Fire P Storage Existing & n NFPA 13 5 42 static and 9 residual at 627 gpm, 7-5-01 Wet 6512/31/2001

Seacoast ChapelSaco 228 Buxton Road High Tech Fi Church New Hydro-Pro 9 39 static and 38 residual at 58 gpm Wet 70 4/24/2004

Shalom HouseSaco 81 North Street High Tech Fi Residen New Maine Life 21 43 static and 40 residual at 702 gpm, 4-17-03 Wet 50 5/21/2003

Shaw's at SacoSaco Saco Valley Shopp High Tech Fi Mercan New NFPA 13 10 60 static and 52 residual at 880 gpm, 7-2-04 Dry 764 10/2/2004

Shaws SupermarketSaco Saco Valley Shopp High Tech Fi Mercan Existing & n NFPA 13 Re-work of heads with an existing system Wet 0 2/15/1995

SMMC Admin Fit-UpSaco 41 Spring Hill Roa Sprinkler Sys Office Existing NFPA 13 49 11/29/2011

St Demetrios ChurchSaco 186 Bradley Street Simplex Grin Kitchen Existing & n NFPA 13 10 44 static and 42 residual at 444 gpm, 9-23-99 Dry 39 3/9/2001

St. Demetrios Greek OrtSaco 186 Bradley Street Atlantic Auto Church New NFPA 13 6 44 static and 42 residual at 444 gpm, 9-23-99 Dry 132 11/24/1999

Subaru of New EnglandSaco US Route One High Tech Fi Mercan New NFPA 13 12 52 static and 48 residual at 1006 gpm, 5-5-00 Wet 143 6/12/2003

Sweetser Admin. BuildiSaco Industrial Park Roa Eastern Fire Office New NFPA 13 10. 07-05-01; Static Pressure; 44; Residual Pressure: 40; Flo Wet 277 12/12/2001

Sweetser Barn & SchoolSaco Freedom Fire Educati New NFPA 13 5 52 static and 44 residual at 550 gpm for barn & 48 static Wet 91 5/21/2005

Sweetser Children's HoSaco Moody Street Capitol Fire Group New NFPA 13 None Given Dry 0 1/28/1991

The Hatch HouseSaco 95 King Street Sprinkler Ser Residen New NFPA 13R 15 53 static, 50 residual at 1021 gpm, 11-94 Wet 41 2/21/1997

Thornton AcademySaco 438 Main Street Sprinkler Sys Educati Existing NFPA 13 5.1 11/14/94 Static 53, 1021 GPM at 50 psi Wet 0 3/15/1995

Thornton Academy DorSaco 438 Main Street Sprinkler Sys Dormit New NFPA 13R 9.2 165 9/3/2009

Three Thieves InnSaco 63 Storer Street Eastern Fire Inn New NFPA 13 & 10. 11/11/85 Static 62, 1200 GPM at 57 psi Wet 0 5/13/1993

Toddle Inn DaycareSaco Lot 10, Willey Roa ANB Fire Pr Child C New NFPA 13 8 44 static and 40 residual at 1153 gpm, 10-6-99 Wet 105 2/18/2005

Transparent Audio ComSaco Industrial Park Dri Atlantic Auto Manufa New NFPA 13 7 38 static and 34 residual at 856 gpm, 1995 Wet 125 9/24/1998

Twenty-five Nye Street Saco 25 Nye Street Eastern Fire Residen New Maine Life 7 60 static and 24 residual at 820 gpm, 11-9-99 Wet 31 11/17/1999
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University Health CareSaco 655 Main Street Freedom Fire Medica New NFPA 13 5 52 static and 48 residual at 1006 gpm, 6-1-01 Dry 303 8/3/2001

USM, (Computer Lab)Saco Cutts Island York Eastern Sprin Educati Existing & n NFPA 13 dn 160 static and 75 residual at 1675 gpm, 9-9-93 with Peerl Wet 20 1/12/2000

USPO Carrier BuildingSaco Saco Industrial Par Capitol Fire Busines New NFPA 13 6 38 static, 34 residual at 951 gpm, 9-15-95 Wet 236 6/18/1996

Vacationland BowlingSaco Route 1 Eastern Fire Assemb New NFPA 13 9.4 05/92 Static 46, 446 GPM at 40 psi Wet 0 11/9/1992

Visiting Nurse ServiceSaco 15 Industrial Park Eastern Fire Health New NFPA 13 Static 47, 805 GPM at 43 psi Dry 0 9/11/1991

Wardwell Commons ElSaco Free & Middle Stre Simplex Grin Elderly New NFPA 13R 1754 static, 48 residual at 559 gpm, 7/30/96 Wet 124 8/22/1997

Wardwell Gardens AddiSaco 43 Middle Street Simplex Grin Elderly New & Ren NFPA 13R 11 54 static, 48 residual at 559 gpm, 7-30-96 Wet 284 4/1/1997

Wardwell Home for the Saco 29 School Street Eastern Fire Residen New NFPA 13R 10 63 static and 59 residual at 1040 gpm, 6-24-03 Wet 134 9/12/2005

Waterhouse Single FamiSaco 191 Heath Road Dave Gobeil Home New NFPA 13D 12 Red Jacket 100RSPS pump rated at 30 gpm at 37 psi and Wet 31 7/24/2002

Yale CordageSaco Industrial Park Dri ACRA Fire P Storage New NFPA 13 5 45 static and 42 residual at 605 gpm, Hose waived, but e- Wet 156 9/25/2002

Young SchoolSaco Tasker Street Dean & Ally Educati New Hydro-Pro 6 36 static and 30 residual at 1081 gpm, 9-2-04 Wet 207 10/21/2004

12 Unit ApartmentSanford 3 Island Avenue High Tech Fi Residen New System NFPA 13R 26 34 9/11/2009

33 Prescott StreetSanford 33 Prescott Street Sprinkler Sys Apartm New NFPA 13R 11 76 6/16/2006

913 Main StreetSanford 913 Main Street Old Man Fire Office Renovation NFPA 13 36 7/24/2007

Advanced Building ProSanford Cyro Road Capitol Fire Manufa New NFPA 13 24 114 static and 100 residual at 1500 gpm, 10-97 Wet 230 3/6/2002

Am Vets Post #3Sanford School Street Eastern Fire Assemb New NFPA 13 14 117 static, 97 residual at 1000 gpm, 10-24-96 Dry 124 10/31/1996

American Legion Bldg.Sanford 651 Main Street Sprinkler Ser Assemb Renovation NFPA 13dn dna Dry 221 4/1/2002

Anderson Learning CentSanford 11 Bradeen Street High Tech Fi Educati Renovation NFPA 13 5 06/21/95 Static 66, 470 GPM  at 54 psi Wet 354 6/23/1995

Andy JohnsonSanford 28 Cherry Blossom Affordable C Home New NFPA 13D 32 7/5/2007

Apartment BuildingSanford 50 High Street Sprinkler Ser Apartm New NFPA 13R 40 104 static and 98 residual at 1012 gpm, 7-2-03 Wet 45 7/16/2003

Apartment House, (NyriSanford 28 Jackson Street Sprinkler Ser Apartm New Hydro-Pro 30 92 static and 88 residual at 948 gpm, 7-20-78 Wet 0 9/12/2003
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Applebee's SanfordSanford Main Street Sprinkler Sys Restaur New NFPA 13 18 121 8/22/2006

Arenhall CorpSanford Main Street Sprinkler Sys Repair New NFPA 13 5 99 static and 93 residual at 986 gpm, 7-10-00 Wet 486 11/15/2003

AugatSanford Community Drive Simplex Grin Busines Existing NFPA 13 Static 120, 1720 GPM at 90 psi Wet 0 10/17/1991

AugatSanford Community Drive Simplex Grin Busines Existing NFPA 13 8 06/92 Static 118, 1740 GPm at 87 psi Wet 0 5/25/1993

Berube ResidenceSanford Quiet Lane, Lot 1 Tom Dupuis Home New NFPA 13D 5 Pump to provide a minimum of 26 gpm at 28 psi at S-1.  Wet 19 11/14/2005

Cancer Care Center of Sanford Industrial Way Sprinkler Sys Medica New NFPA 13 5 115 static and 110 residual at 826 gpm, 9-25-03 Wet 144 7/6/2005

Cantera HubbardSanford 9 Chick Rd. SPB Plumbin Residen New System NFPA 13D 18 7/11/2012

Career Institute of MainSanford Route 109 Capitol Fire Busines Existing NFPA 13 Static 97, 1420 GPM at 72 psi 0 9/28/1993

Caring Unlimited, (PhasSanford 965 Main Street Dean & Ally Residen Renovation NFPA 13 893 static and 86 residual at 1343 gpm, 8-30-03 Dry 40 7/23/2004

Champ HousingSanford Bates Street Denali Fire P Residen New NFPA 13R 36 104 static and 98 residual at 2014 gpm, 7-2-03 Wet 40 5/14/2005

Champ Housing, (MousSanford Mousam Street Denali Fire P Residen New NFPA 13R 11 99 static and 94 residual at 1936 gpm, 9-30-03 Wet 46 5/21/2005

Chico PotvinSanford Gerrish Drive Sheehans Plu Home New NFPA 13D 34 5/17/2007

Chunky's Cinema PubSanford Sanford Plaza Mall High Tech Fi Assemb Renovation NFPA 13 34 105 static and 90 residual at 490 gpm, 4-21-94 Wet 346 4/1/1999

Church of Jesus Christ Sanford Westview Drive Sprinkler Sys Worshi New Hydro-Pro 12. 04/21/94 Static 116, 993 GPM at 105 psi Dry 0 9/9/1994

Cooke & YoungSanford Ledgewood SF Plumbing Home New NFPA 13D 5 20 8/14/2007

Counseling Services, InSanford 5 High Street Denali Fire P Office Renovation NFPA 13 7 104 static and 98 residual at 2014 gpm, 7-2-03 Wet 14912/24/2005

Cranberry Ridge ApartSanford Lebanon Street - R High Tech Fi Apartm New Maine Life 5.8 Static 76, 386 GPM at 60 psi Wet 0 6/17/1991

CVSSanford 36 River Road High Tech Fi Mercan Renovation NFPA 13 In plant renovations 0 11/23/1994

Cyro IndustriesSanford Route 9 Eastern Fire Industri New NFPA 13 22 140 static, 84 residual at 1440 gpm Wet 42 8/20/1996

Cyro IndustriesSanford Route 9 Eastern Fire Busines New NFPA 231C 11. 10/02/95 Static 140, 1440 GPM at 84 psi Wet 218 11/30/1995

Cyro IndustriesSanford Route 9 Eastern Fire Manufa Existing & n NFPA 231 - 33 2000 GPM at 100 psi Wet 0 4/6/1995
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Cyro Industries / MainteSanford Route #9 Eastern Fire Office Both NFPA 13 dn Static 140, Residual 84 at 1440 GPM, tested 10/02/95 Wet 17 3/2/1998

Cyro, (Rack Storage BuSanford Route 9 Eastern Fire Rack St New NFPA 231C 6 140 static and 84 residual at 1440 gpm, 10-2-95 Wet 365 12/13/2000

Dan Guillemette HomeSanford 1 State Street Eastern Fire Home New NFPA 13R 29 78 static, 67 residual at 950 gpm, 1994 Wet 42 7/10/1996

Dance StudioSanford 231 Alfred Road Tom Dupuis dance s New System Maine Life 21. 49 4/27/2012

Demers Residence, (LotSanford Bernice Avenue John D Pepin Home New NFPA 13D 5 Pump to provide at least 27 gpm at 45 psi at manifold. 46 12/1/2006

Dollar TreeSanford 1364 Main Street Eastern Sprin Mercan Renovation NFPA 13 n/a 99 static and 93 residual at 986 gpm, 7-10-00 Wet 105 5/27/2004

Donegan ApartmentsSanford 29 Clark Street Eastern Fire Apartm Existing Maine Life 18. Static 90, 976 GPM at 55 psi Wet 55 8/19/1992

Dr Mark LucierSanford 955 Main Street K.I.T. Plumb Doctor' Existing & n Maine Life 17 25 3/23/2007

Ekto ManufacturingSanford Eagle Drive ACRA Fire P Pre-buil Existing & n NFPA 13 5 115 static and 101 residual at 1501 gpm, 10-8-97 Wet 30 2/1/2002

EKTO ManufacturingSanford Eagle Drive Capitol Fire Manufa New NFPA 13 10. Static 116, 1296 GPM at 98 psi Wet 0 10/27/1992

Emerson SchoolSanford Main Street Eastern Fire Educati New Hydro-Pro 9 93 static and 87 residual at 1000 gpm, 8-2-05`9 Wet 152 8/19/2005

Emery HouseSanford 3 Lebanon Street Simplex Grin Residen New NFPA 13R 9 101 static, 88 residual at 1163 gpm, 10-7-93 Wet 52 4/30/1998

Expanded RubberSanford 307 Industrial Way Atlantic Auto Rubber New NFPA 13 8 114 static and 100 residual at 1500 gpm, 10-8-97 Wet 224 7/24/2000

Expanded Rubber ProdSanford 309-A Industrial A Atlantic Auto Rubber Existing & n NFPA 13 18 114 static and 100 residual at 1500 gpm, 10-8-97 Wet 62 10/13/1999

First Assembly of GodSanford P. O. Box 1056 High Tech Fi Worshi New NFPA 13 6 1994 Static 116, 993 GPM at 95 psi Wet 0 9/29/1994

FlayhanSanford 7 Flayhan Drive Emmons & S Home New NFPA 13D 5 Well is 560' and pump is set at 400'. Pump is 1.5 hp. 33 1/22/2007

Flemish Master WeaverSanford 96 Gatehouse Rd. Residential F Wareho New System NFPA 13 15. 720 7/9/2012

Gallo Office BuildingSanford Patriot Lane Dean & Ally Office New NFPA 13 7 85 static and 75 residual at 1440 gpm, 5-6-04 Dry 126 4/21/2005

Gary Gray Lot #6 BerniSanford Lot #6 Bernice Av Kittredge Plu Residen New System NFPA 13D 35 10/24/2012

Gary Gray Lot 9Sanford Lot 9 Bernice Ave Kittredge Plu Residen New System NFPA 13D 27 9/17/2009

Getchell Brothers Ice, InSanford Route 109 Capitol Fire Ice man New NFPA 13 12 121 static, 110 residual at 1080 gpm, 9-26-94 Dry 104 11/5/1997
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Global ZeroSanford Road G - Sanford I Capitol Fire Storage Existing NFPA 13 16 Static 90, 1720 GPM at 120 psi Wet 0 9/13/1994

Global Zero Clean RooSanford 16 Community Dri Capitol Fire Industri New NFPA 13 9 121 static, 110 residual at 1080 gpm, 9-26-94 Wet 66 7/12/1996

Global Zero OfficesSanford 16 Community Dri Capitol Fire Office New NFPA 13 17 121 static, 110 residual at 1080 gpm, 9-26-94 Wet 35 5/7/1996

Goodall HospitalSanford 25 June Street High Tech Fi Health Existing & n NFPA 13 13 77 static, 66 residual at 540 gpm, 9-26-94 Wet 91 9/25/1996

Goodall Hospital Office Sanford June Street Eastern Fire Office New NFPA 13 6 75 static and 71 residual at 1163 gpm, 9-29-04 Wet 484 4/30/2005

HD Goodall HospitalSanford 25 June Street Sprinkler Sys Hospita Renovation NFPA 13dn dna Wet 0 5/19/2001

Heather White HouseSanford Lot 25-4 Sam Alle Sprinkler Ser Home New NFPA 13D 8 Goulds GT10 pump rated at 32 gpm at 41 psi Wet 25 12/24/2005

Hillcrest Manor NursingSanford 25 June Street Sprinkler Sys Health New NFPA 13 6 77 static, 66 residual at 540 gpm, 9-26-94 Dry 299 5/31/1997

Huff Apartment BuildinSanford Shaw Street Eastern Fire Apartm Existing NFPA 13R 16. 10/07/93 Static 101, 1163 GPM at 88 psi Wet 0 11/18/1993

International Woolen CSanford 100 Dale Street Sprinkler Ser Mill Existing NFPA 13 dn dna 0 7/28/2000

Kennebunk Savings BaSanford 470 Main Street Duffys Mech Busines New Maine Life 10 Stored water with Red Jacket pump rated at 24 gpm at 33 Wet 55 12/14/1998

Knights of ColumbusSanford 41 High Street Capitol Fire Assemb New NFPA 13 7 1994 Static 94, 1680 GPM at 88 psi Wet 0 12/21/1994

Lafayette ClubSanford 48 Winter St Brochu Plum Multipl New System Maine Life 5.1 110 5/20/2009

Lafayette SchoolSanford 69 Brook Street High Tech Fi Educati New System NFPA 1311 100 6/21/2012

Lapierre PropertySanford 5 Mousam Street Eastern Fire Apartm Existing Maine Life 5.7 Static 91, 1007 GPm at 85 psi Wet 39 4/1/1992

LaValley Lumber, RenoSanford New Dam Road Sprinkler Sys ? Existing & n NFPA 13 10 Peerless 5AF10 UL listed pump rated at 1000 gpm at 125 Dry 73 11/21/1996

LIN 1Sanford Mount Hope Road Affordable C Home New NFPA 13D 18 19 8/14/2007

Maples at MayflowerSanford 10 Mayflower Driv Maine Fire P Apartm New NFPA 13R 14 411 12/24/2007

Marc MotorsSanford 465 Main Street Capitol Fire Mercan New NFPA 13 51 116 static, 105 residual at 993 gpm, 4-21-94 Wet 12 10/16/1996

Marshall'sSanford Main Street Eastern Fire Mercan Renovation NFPA 13 n/a 99 static and 93 residual at 986 gpm, 7-10-00 Wet 278 4/5/2004

Mayflower Place AssistSanford Mayflower Drive Eastern Fire Assiste New NFPA 13 11 116 static and 105 residual at 993 gpm, 4-21-94 Dry 573 6/23/2000
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Meadow View CondosSanford Gerrish Drive Eastern Fire Residen New System NFPA 13R11. 80 6/14/2007

Mezoian ResidenceSanford Ridley Ridge, Lot Superior Fire Home New NFPA 13D 11 30 10/20/2009

Millrock AdditionSanford Community Drive Capitol Fire Assemb New NFPA 13 11 115 static, 101 residual at 1500 gpm, 10-8-97 Wet 230 11/6/1997

Millrock Spray BoothsSanford Community Drive Capitol Fire Spray b Both NFPA 13 dn Static 115, Residual 101 at 1500 GPM Tested 10-08-97 Wet 8 4/20/1998

New England Truck TirSanford 38 Rainbow Ln. Residential F Tire Sto Addition of NFPA 13 25. 117 7/26/2012

Odyssey HouseSanford 3-5 Lebanon Street John L. Carte Residen Existing & n NFPA 13R 10 100 static and 92 residual at 964 gpm, 10-8-02 Wet 33 11/21/2002

Patco Construction OffiSanford 475 Main Street Atlantic Auto Busines New Hydro-Pro 8 99 static and 93 residual at 986 gpm, 7-10-00 Wet 93 7/25/2000

Patco Construction OffiSanford 415 Main Street Simplex Grin Office Renovation Hydro-Pro dn Existing Wet 43 8/2/2001

Patriot Place, (Building Sanford Patriot Lane Dean & Ally Residen New NFPA 13 9 85 static and 78 residual at 1440 gpm, 5-6-04 Dry 285 8/1/2005

Patriot Place, (Building Sanford Patriot Lane Dean & Ally Residen New NFPA 13 9 85 static and 78 residual at 1440 gpm, 5-6-04 Dry 378 4/30/2005

Patriot Place, (Building Sanford Patriot Lane Dean & Ally Residen New NFPA 13 9 85 static and 78 residual at 1440 gpm, 5-6-04 Dry 285 5/21/2005

Pioneer ApartmentsSanford Pioneer Street Eastern Fire Apartm Existing Hydro-Pro 33. 05/19/87 Static 110, 1320 GPM at 104 psi Wet 0 2/15/1994

Portland WeldingSanford Route 109 Eastern Fire Showro New NFPA 13 9 121 static, 110 residual at 1080 gpm, 9-26-94 Wet 107 6/13/1996

Quiet Lane, (Lot 2)Sanford Quiet Lane Roger Berub Home New NFPA 13D 15 Artesian Well.  Pump to provide at least 26 gpm at 26 psi 20 5/19/2006

Rainbow RugSanford Airport Road Eastern Fire Industri New NFPA 13 & None Given 0 11/29/1990

Rainbow Rug AdditionSanford Old Airport Road Capitol Fire Carpet Existing & n NFPA 231 10 118 static and 101 residual at 950 gpm, 9-26-94 Wet 310 11/10/1998

Rainbow Rug Yarn CreSanford Old Airport Road Capitol Fire Carpet New NFPA 13 12 118 static and 101 residual at 950 gpm, 9-26-94 Wet 50 7/15/1999

Rainbow Rug, (2003 ESSanford Airport Road Eastern Fire Manufa Renovation NFPA 13 1.2118 static and 101 residual at 950 gpm, 9-26-94 Wet 191 10/25/2003

Rainbow Rug, IncorporSanford Airport Road Eastern Fire Manufa Renovation NFPA 13 15 118 static, 101 residual at 950 gpm, 9-26-94 Wet 79 3/25/1997

Renaissance Greeting CSanford Renaissance Way Simplex Grin Wareho New NFPA 13 41 110 static and 100 residual at 510 gpm, 2-4-04 Wet 25 5/26/2004

Ridgewood MeadowsSanford 27 Redwood SF Plumbing Home New NFPA 13D 5 Storage tank and booster pump.  Off well. 15 1/24/2007
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Ridley Ridge, Lot 6Sanford Flayhan Drive, Lot Jerry's Plbg Home New NFPA 13D 416 water storage, and well pump to provide at least 41 g 32 4/5/2007

Rock Pond Estates BLDSanford Pebble lane Residential F Residen New System NFPA 13D 10. 25 7/9/2012

Rubb Building Systems,Sanford Old Airport Road Sprinkler Ser Manufa New NFPA 13 14 118 static, 101 residual at 950 gpm, 9-26-94 Wet 60 3/17/1997

Rubb Building Systems,Sanford Old Airport Road Sprinkler Ser Busines New NFPA 13 dn 118 static, 101 residual at 950 gpm, 9-26-94 Wet 60 4/15/1997

Sanford Industrial CorpSanford Community Drive Capitol Fire Industri Existing Maine Life .37 09/26/94 Static 121, 1080 GPM at 110 psi Wet 0 4/24/1995

SANFORD MANORSanford 2 MANOR CIRCL Fire Protectio RESID New System NFPA 13R 10. 1029 12/1/2010

Sanford Plaza, (Marden'Sanford 461 Main Street Capitol Fire Shoppi New NFPA 13 12 116 static and 105 residual at 993 gpm, 4-21-94 Wet 71 12/8/1999

Shaw's SanfordSanford Route 109 High Tech Fi Mercan New NFPA 13 14 99 static and 93 residual at 986 gpm, 7-10-00 Dry 547 8/9/2003

Spectator's Sport PubSanford Route 4 Freedom Fire Sports New Hydro-Pro 6 Gould pump rated at 70 gpm at 50 psi Wet 40 10/7/2003

Sprague ElectricSanford Route 109 Eastern Fire Busines Existing NFPA 13 24. 05/21/92 Static 120, 1400 GPM at 85 psi Wet 70 7/9/1992

Sprague ElectricSanford Route 109 Eastern Fire Busines Existing NFPA 13 18 May 1991, Static 120, 1400 GPM at 85 psi Delu 0 1/10/1995

Sprague ElectricSanford 678 Main Street Eastern Fire Industri Renovation NFPA 13 dn 120 static, 85 residual at 1400 gpm, 5-21-91 Wet62 6/10/1996

Sprague ElectricSanford Route 109 Eastern Fire Bed & Existing NFPA 13 37. 05/91 Static 120, 1400 GPM at 85 psi Wet 0 3/1/1994

Sprague ElectricSanford Route 109 Eastern Fire Busines Existing NFPA 13 None Given Wet 0 10/30/1990

Spurwink SchoolSanford June Street Duffys Mech Boardin New NFPA 13R 20 05/26/94 Static 27, GPM 540 at 66 psi Wet 58 4/26/1999

Steve Patterson, Ridley Sanford Flayhan Drive, Lot Martin & So Home New NFPA 13D Pump to supply at least 26 gpm at 39 psi at the manifold. 25 2/26/2007

Terrace ApartmentsSanford Shaw Street Simplex Grin Residen New NFPA 13R 9 101 static, 88 residual at 1163 gpm, 10-7-93 Wet 69 2/19/1997

Tom's of MaineSanford Community Drive Sprinkler Sys Storage New NFPA 13 5 115 static and 110 residual at 826 gpm, 9-25-03 Wet 516 6/30/2004

Tom's of Maine, (RacksSanford Community Drive Sprinkler Sys Wareho New NFPA 13 8 115 static and 110 residual at 826 gpm, 9-25-03 Wet 21 3/1/2005

Twenty-four Nason StreSanford 24 Nason Street Sprinkler Sys Apartm New NFPA 13R 16 100 static and 92 residual at 964 gpm, 10-8-02 Wet 37 11/19/2002

US Felt Manufacturing Sanford Industrial Avenue Capitol Fire Felt Ma Existing & n NFPA 13 38 115 static and 110 residual at 826 gpm, 9-25-03 Wet 76 11/6/2005
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US Felt Manufacturing Sanford Sanford Industrial Capitol Fire Industri New NFPA 13 6121 static, 110 residual at 1080 gpm, 9-26-94 Dry 244 8/6/1996

VOID-Dr Lim, Zuk, (LoSanford Bernice Avenue John D Pepin Home New NFPA 13D 7 17 2/1/2007

W.E. Aubuchon - 640 Sanford 640 Main Street Granite State Mercan New NFPA 13 230 12/30/2011

Waban Project Group HSanford East 1 Bauneg Beg Duffys Mech Residen New Maine Life 4.5 Goulds 3642 All Brunge, Not UL, 37 GPM at 35.5 psi Wet 39 12/21/1995

Wal-MartSanford Route 109 Fire Protectio Mercan New NFPA 13 & 1992 Static 97, 1420 GPM at 72 psi 0 10/27/1992

Wal-Mart, (Garden CentSanford Main Street (High Sprinkler Sys Mercan New NFPA 13 12 99 static and 93 residual at 986 gpm, 7-10-00 Dry 40 9/23/2002

Wasco ProductsSanford Adams Industrial P Fire Shield S Busines Existing NFPA 13  & None Given Wet 0 1/24/1992

Webb ApartmentsSanford 855 Main Street Eastern Fire Apartm New NFPA 13R 8 88 static and 82 residual at 1803 gpm, 10-08-02 Wet 60 10/18/2002

WhatmanSanford 63B Community D Dean & Ally Clean R New & Ren NFPA 318 22 115 static and 110 residual at 826 gpm, 9-25-03 Wet 284 9/30/2003

Whatman, (MiscellaneoSanford 63B Community D Dean & Ally Manufa Renovation NFPA 13 n/a 115 static and 110 residual at 826 gpm, 9-25-03 Wet72 11/6/2005

Whatman, (Phase 2, EtcSanford 63B Community D Dean & Ally Manufa New NFPA 318 18 115 static and 110 residual at 826 gpm, 9-25-03 Wet 32 12/20/2003

Whispering Pines CondSanford 1749 Main Street Michael Loc Condo New Maine Life 32 9/13/2010

York Community ActioSanford High Street Eastern Fire Busines New NFPA 13 19 94 static and 88 residual at 1680 gpm, 9-26-94 Dry 569 12/13/2000

York County CommunitSanford Spruce Street Eastern Fire Food St New NFPA 13 6 101 static and 95 residual at 1985 gpm, 10-11-01 Dry 79 10/20/2001

York County ShelterSanford 17 Thompson Stre Garrett Mech Shelter New Maine Life 2269 static and 64 residual at 904 gpm, 11-26-01 Wet 40 4/24/2002

York County Shelter PrSanford High Street/Cottag Eastern Fire Residen New Maine Life 5 104 static and 98 residual at 1007 gpm, 7-2-03, 75-71-11 Wet 62 10/4/2004

York ManufacturingSanford Community Drive Capitol Fire Manufa Renovation NFPA 13 8.4 114 Static, 100 Residual, at 1500 GPM, 10/8/97 Wet 19 10/24/1997

York Manufacturing, InSanford Community Drive Capitol Fire Busines Existing & n NFPA 13 82 115 static and 101 residual at 1500 gpm, 10-8-97 Wet 17 2/3/2000

Zuk Construction, (Lot Sanford Lot 5, Bernice Ave John D Pepin Home New NFPA 13D 5 31 7/18/2006

Zuk, (Lot 1)Sanford Bernice Avenue John D Pepin Home New NFPA 13D 8 Domestic pump to provide at least 26 gpm at 38 psi at S- 22 1/27/2006

Alternative ServicesSouth Berwick 15 Quarry Drive Dean & Ally Housin New Maine Life 10 Gould PF20 pump rated at 50 gpm at 50 psi Wet 21 6/25/1997
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Apartment BuildingSouth Berwick 55 Front Street The Mini Co Apartm Renovation NFPA13R 43 79 static and 35 residual at 949 gpm, 3-31-00 Wet 32 2/1/2002

Berwick AcademySouth Berwick Highland Avenue Simplex Grin Educati New NFPA 13 10 04/16/90 Static 52, 1021 GPM at 50 psi Dry 0 2/9/1994

Berwick Academy - CoSouth Berwick Academy Drive Simplex Grin Classro New NFPA 13 5 N/A (Projected Improvements) Static 55, 1000 GPM at 5 Wet 225 6/2/1999

Berwick Academy ClemSouth Berwick Academy Street John L. Carte Educati Existing & n NFPA 13 6 140 7/27/2006

Berwick Academy FieldSouth Berwick Highland Avenue Simplex Grin Assemb New NFPA 13 5.8 52 static, 50 residual at 1000 gpm, 4-10-95 Wet 523 5/2/1996

Berwick Academy, (LoSouth Berwick Academy Street John L. Carte Educati Existing & n NFPA 13 7 53 static and 53 residual at 902 gpm, 7-20-98 Dry 204 5/13/2004

Berwick Academy, (LoSouth Berwick Academy Avenue Simplex Grin Educati New NFPA 13 5 53 static and 53 residual at 902 gpm, 7-20-98 Dry 249 9/16/1998

Berwick Academy, (MaSouth Berwick Academy Road Simplex Grin Educati New NFPA 13 6 101 static and 62 residual at 750 gpm with Peerless existi Wet 280 2/23/1999

Berwick EstatesSouth Berwick 75 Portland Street Northern Fire Elderly Renovation NFPA 13 9 75 static, 70 residual at 400 gpm, 5-13-97 Dry 121 6/5/1997

Brixham Dance WorksSouth Berwick 5 Punkintown Roa D.M. Burns Dance New Maine Life 10 Red Jacket 700RSPS pump rated at 46 gpm at 44 psi Wet 22 11/6/2003

Burleigh DavidsonSouth Berwick Academy Drive Simplex Grin Educati New NFPA 13 5 62 static and 59 residual at 693 gpm, 7-20-98 Dry 129 6/14/2002

Canel ResidenceSouth Berwick Lost 23, Sewall Ro Maine Fire P Home New NFPA 13D 41 106 static and 89 residual at 1443 gpm, 2000 Wet 26 10/29/2002

Cummings Mill ApartmSouth Berwick Railroad / Norton Maine Fire P Apartm New NFPA 13 29 84 static and 66 residual at 1363 gpm, 4-18-90 Wet 1356 9/25/2000

Fifty-Five Front StreetSouth Berwick 55 Front Street Seacoast Fire Residen Existing Maine Life 19 Stataic 77, 670 GPM at 20 psi Wet 0 9/5/1991

First Federated Parish CSouth Berwick Main Street Gleason Fire Worshi Existing Hydro-Pro 6 1992 Static 74, 826 GPM at 35 psi / Pump 990 GPM at 2 Wet 0 9/24/1993

First Parish Federated CSouth Berwick 150 Main Street D.M. Burns Church Existing & n Hydro-Pro 18 22 8/22/2006

Gavin ResidenceSouth Berwick 86 Rodier Road Conservation Home New NFPA 13D 12 Domestic pump & well Wet 21 6/12/2003

Gowen ResidenceSouth Berwick Brookwood Estates Terry A Biss Home New NFPA 13D 12 Artesian well and domestic pump. 50 static and 45 residu Wet 29 6/24/2003

Hilton Family ResidencSouth Berwick HUOT Plum Home New NFPA 13D 5 70 static and 60 residual at 356 gpm, 6-03 Wet 0 8/9/2003

Lee Family HomeSouth Berwick Great Hills Road HUOT Plum Home New NFPA 13D 5 Pump Wet 0 8/7/2003

Lodge At Spring HillSouth Berwick 117 Pond Road Capitol Fire Functio New Maine Life 12 Pump Data; Brand Name Goulds Model Number GT20; L Wet 132 9/24/2001
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Marshwood High SchooSouth Berwick Route 236 Sprinkler Sys Educati New Hydro-Pro 53 Canariis Pump model#1507 UL listed 100 GPM rated at Wet 1198 3/7/1998

McLaughlin ResidenceSouth Berwick 64 Old Country Ro Conservation Home New NFPA 13 35 Pump rated at 150 gpm at 40 psi Wet 32 3/3/2003

Norton Street RevitalizaSouth Berwick Buildings 11, 40, 4 Atlantic Auto HousinNew NFPA 13R 6 82 static and 80 residual at 1500 gpm, 1996 Wet 219 1/15/2000

Our Lady of AngelsSouth Berwick Agamenticus Road Dean & Ally Church New System NFPA 13 8.5 162 6/19/2012

Outlook Banquet FacilitSouth Berwick Route 4 Portland S High Tech Fi Assemb New NFPA 13 7 305 5/26/2007

Riverview 2 & 5 Unit CSouth Berwick 35 Old Mill Road A & R Contr Home New NFPA 13D 140 9/4/2008

South Berwick MunicipSouth Berwick Norton Street Capitol Fire Busines Existing & NFPA 13 14 84 static, 80 residual at 6100 gpm, 4-18-90 Wet 163 2/9/1996

South Berwick Town HSouth Berwick 180 Main Street Capitol Fire Offices, New NFPA 13 None Given Wet 0 10/26/1990

Tim Flynn HomeSouth Berwick Agamenticus Road Dean & Ally Residen New NFPA 13D 9 78 static and 73 residual at 1384 gpm, 5-31-00 Wet 59 5/9/2003

York Hospital Medical South Berwick 21 Colcord Street Simplex Grin Busines New NFPA 13 6 82 static and 79 residual at 1383 gpm, 5-31-00 Dry 443 1/26/2004

Anger RehabilitationSpringvale 105 Main Street Southern Ma Health Existing NFPA 13 Static 70, 1430 GPM at 60 psi Wet 0 10/23/1991

Chris BoutetSpringvale 7 Mill Street Simplex Grin Apartm New NFPA 13 5 66 static and 60 residual at 993 gpm, 10-11-01 Wet 118 8/22/2002

Folsom Hall ApartmentsSpringvale 16 Kirk Street Eastern Fire Apartm New NFPA 13R 9 69 static, 63 residual at 485 gpm, 6-23-95 Wet 71 10/2/1997

Folsom II Project, (FormSpringvale 16 Kirk Street Sprinkler Ser Apartm New NFPA 13R 19 69 static and 63 residual at 485 gpm, 6-23-95 Wet 127 3/14/2000

Haven CoveSpringvale Mills Street High Tech Fi Apartm New NFPA 13R13. 09/26/95 Static 67, 710 GPM at 60 psi Wet 234 8/18/1995

Legere ResidenceSpringvale Doe Meadow Lane Advantage C Home New NFPA 13D5 Well & domestic pump Wet 21 9/10/2004

Lodges Residential CareSpringvale 51 Main Street High Tech Fi Assiste Existing & n 7 167 4/2/2006

Lord ApartmentsSpringvale 85 Main Street Fire Shield S Apartm Existing Hydro-Pro 10 Static 74, 980 GPM at 63 psi Wet 0 9/10/1992

LOT#3 Fox Ridge RunSpringvale Lot #3 Fox Ridge Tom Dupuis family New System NFPA 13D .05 21 11/3/2006

Maines lot #2 Fox RidgSpringvale lot #2 Fox Ridge R Tom Dupuis family New System NFPA 13D .05 32 11/3/2006

Mountain View AcresSpringvale Hanson Ridge Roa Pillsbury Plm Health Existing & n NFPA 13 dn dna Dry 182 2/5/1996
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Mountain View Board Springvale 164 Hansen Ridge Eastern Fire Residen Renovation Hydro-Pro 23 5 HP Monarch ACE-SD pump rated at 60 gpm at 58 psi Dry 126 10/17/2005

Nasson GymSpringvale 21 Bradeen Street Eastern Fire Commu New NFPA 13 8 66 static and 60 residual at 993 gpm, 10-11-01 Wet 203 3/22/2004

Parkview LodgeSpringvale Route 109 Fire Shield S Roomin New Maine Life None Given Wet 0 6/11/1990

Parkview Nursing HomSpringvale Route 109 Capitol Fire Nursing Existing & nNFPA 13 15 09/26/94 Static 32, 122 GPM at 21 psi -  Peerless 250 GP Dry 0 12/7/1994

Parkview Nursing HomSpringvale Route 109 Capitol Fire Nursing New NFPA 13 20Peerless 8MAF UL listed pump rated at 250 gpm at 70 ps Dry 70 6/12/1996

Rochester StationSpringvale Ridley Ridge, Lot Superior Fire Home New NFPA 13D 54 1/12/2011

Roger Berube, (Dry BroSpringvale Dry Brook Drive o Roger Berub Home New NFPA 13D 8 26 11/2/2007

School Street SquareSpringvale Butler Street Eastern Fire Apartm New NFPA 13R 11 78 static and 70 residual at 911 gpm, 10-11-01 Wet 94 3/26/2003

Springvale District CourSpringvale Maine Street Route Eastern Fire Courth New NFPA 13 11 64 static and 60 residual at 710 gpm, 9-26-94 Wet 201 10/13/2001

Springvale Public LibraSpringvale Main Street Eastern Fire Library New NFPA 13 7 64 static and 60 residual at 710 gpm, 9-26-94 Dry 200 12/24/2000

Springvale, (Lot 4)Springvale Doe Meadow Lane Advantage C Home New NFPA 13D5 Well & pump.  80 static and 75 residual at 30 gpm. Wet 0 2/22/2005

Twenty-one Oak Street Springvale 21 Oak Street Simplex Grin Residen New NFPA 13R 19 69 static, 63 residual at 458 gpm, 6-27-95 Wet 65 5/31/1996

Village GreenSpringvale Main Street Pillsbury Plm Busines New NFPA 13 36 1979 Static 70, 1430 GPM at 60 psi Dry 0 1/28/1991

Village Green 2Springvale Main Street, Route Eastern Fire Mercan New & Ren NFPA 13 5.9 64 static, 60 residual at 710 gpm, 9-26-94 Dry 240 4/1/1997

Village Green LaVerdieSpringvale Main Street Eastern Fire Mercan New NFPA 13 4Static 67, 1390 GPM at 57 psi Dry 0 12/2/1991

Waban Group HomeSpringvale Main Street Eastern Fire Group New NFPA 13D8 52 static and 41 residual at 400 gpm, 9-14-93 Wet 0 12/3/1993

Waban RenovationSpringvale 102 Pleasant Street Dean & Ally Adult D New NFPA 13 9 72 static and 59 residual at 1300 gpm, 5-5-04 Wet 200 5/26/2004

Gorham Savings BankWaterboro Route 202 & Rout Freedom Fire Bank New NFPA 136 66 static and 55 residual at 840 gpm, 10-99 Dry 63 2/22/2001

Lot # 4 Ossipee Hill RoWaterboro Lot 4 Ossipee Hill Guy Derosier House New System NFPA 13D 16. 15 8/23/2012

Massabesic Elementary Waterboro Maine Fire P Educati New 6 Revised water data 4-20-06 at 53-34-978 926 2/26/2006

Ossipee Hill Road-Lot 2Waterboro Ossipee Hill Road Guy Derosier House New System NFPA 13D 16. 21 8/7/2012
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Saco Valley Credit UnioWaterboro Rt. 202 Eastern Fire Bank New NFPA 13 12. Date of last water test; 09/19/01; Static Pressure; 73; Resi Dry 163 12/31/2001

Shop 'n SaveWaterboro Route 202 Atlantic Auto Mercan New NFPA 13 16 66 static and 54 residual at 886 gpm, 10-12-99 Wet 57811/24/1999

Tim VillemaireWaterboro Lot 10, Meadowbr Michael Loc resident New System NFPA 13D 20 8/23/2011

25 Match Pley DriveWells 25 Match Pley Dri Tim Davis Pl Home New NFPA 13D 18 6/27/2012

39 Match Play RoadWells 51 Match Play Roa Tim Davis Pl House New System NFPA 13D 14 20 7/11/2012

51 Match Play RoadWells 51 Match Play Roa Tim Davis Pl House New System NFPA 13D 15 18 7/11/2012

9008 Rockport Plan, (TWells Lot 10, 24 Emerald Quality Built Home New NFPA 13D 5 Well 31 2/6/2007

9053 Cape Plan, (TurcoWells Lot 5, 66 Emerald Quality Built Home New NFPA 13D 6 Well 31 2/6/2007

BoltonWells Lot 1 Emerald Stre Tim Donnell Residen New System NFPA 13D 34 10/20/2012

Boucher ResidenceWells Spring Meadows, ( Denali Fire P Home New NFPA 13D 10 Goulds pump rated at 50 gpm at 50 psi Wet 30 8/19/2005

BOUTOT HOMEWells Meetinghouse acre High Tech Fi dwellin New System NFPA 13D 0 20 3/28/2011

BrackettWells Lot 23 Loop Rd Jerry's Plbg Residen New System NFPA 13D 28 3/2/2010

Brackett Estates Model Wells Brackett Estates L High Tech Fi Residen New System NFPA 13D 2 22 4/9/2012

Branch Height, Lot 6Wells Lot 6 TC Plumbing Home New NFPA 13D 35 10/1/2007

Branch Height, Lowe RWells Lot 7, Branch Heig TC Plumbing Home New NFPA 13D 8 48 10/1/2007

Branch Heights, (Lot 10Wells Lot 10 TC Plumbing Home New NFPA 13D 8 39 4/20/2007

Branch Heights, (Units Wells Project 1 TC Plumbing Home New NFPA 13D 8 121 2/1/2007

Chalet By the Sea MotelWells US Route 1 D. O. R. Fire Motel New Hydro-Pro 5 72 static and 60 residual at 1100 gpm, 1999 Dry 73 6/27/2002

Congregational Church Wells 1695 Post Road, U Freedom Fire Assemb New NFPA 13 6 64 static and 60 residual at 1100 gpm, 5-1999 Dry 245 11/24/1999

Corbett ResidenceWells Spring Meadows L Denali Fire P Home New NFPA 13D 7 Goulds 2hp pump rated at 50 gpm at 50 psi Wet 34 11/19/2005

Cottages at Summer VilWells Route 1 Sprinkler Sys Office/ New NFPA 13 5 78 static and 68 residual at 905 gpm, 8-02 Dry 117 2/23/2005
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Dan HigginsWells 2 Higgins Drive Affordable C Home New NFPA 13D 34 7/5/2007

Davis HomeWells 7 Springmeadow L High Tech Fi Home New NFPA 13D 6 39 static and 38 residual at 58 gpm, storage tank & pump Wet 28 4/30/2005

Dollar TreeWells Route 1 Denali Fire P Mercan Renovation NFPA 13 n/a 76 static and 58 residual at 1135 gpm, 1998 Wet 43 9/27/2005

Farve ResidenceWells Freedom Fire Home New NFPA 13D 5 Gould pump rated at 40 gpm at 40 psi Wet 29 11/29/2004

Fiddlers BungalowWells Jerry's Plbg Residen New System NFPA 13D 22 8/18/2009

Five Star CinemasWells US Route 1 Sprinkler Ser Assemb Renovation NFPA 13 dn 04/17/96 Static 60, 1110 GPM at 50 psi Wet 168 2/28/1997

Framer's WorkshopWells 879 US Route 1 D.M. Burns Apartm New NFPA 13R 14 76 static and 58 residual at 1135 gpm, 1998 Wet 137 11/22/2004

Freeman ResidenceWells 260 Loop Road Simplex Grin Home New NFPA 13D 19  Goulds Irri-gator GT 20 pump Wet 29 2/24/2005

Future Dollar TreeWells US Route 1 Dean & Ally Mercan Renovation NFPA 13 n/a n/a Wet 99 7/7/2005

Garrison House MotelWells 1099 Post Road Pillsbury Plm Hotel, 2 New NFPA 13R 22 60 static, 50 residual at 1110 gpm, 4-17-96 Wet 84 12/20/1996

Gibson ResidenceWells Spring Meadow La Denali Fire P Home New NFPA 13D 8 Monarch pump rated at 50 gpm at 41 psi Wet 23 1/8/2005

Hampton Inn & SuitesWells US Route One Eastern Fire Hotel New NFPA 13 11 90 static and 72 residual at 1350 gpm, 9-21-05 Dry 469 10/29/2005

Hannaford Food & DruWells US Route 1 Sprinkler Sys Mercan Renovation NFPA 13 n/a 74 static and 58 residual at 1280 gpm, 10-89 Wet 16 4/17/2004

Harbor Road Project, (Wells 70 Harbor Road Garrett Plum Homes New NFPA 13D 5 60 2/1/2006

Hilton, (Lot 10)Wells 16 Hilton Lane Don's Plb & Home New NFPA 13D 5 28 6/1/2007

Inn USAWells Route 1 Simplex Grin Motel New NFPA 13R 21 76 static and 58 residual at 1135 gpm, 5-98 Wet 36 4/7/2003

Jeff Binette ResidenceWells Don's Burner Home New NFPA 13D 5 Pump rated at 30 gpm at 50 psi Wet 21 10/11/2000

Ken Binding ResidenceWells 30 Hiltons Lane Marc Ruggie Home New NFPA 13D 5 Domestic pump rated at 50 gpm at 56 psi Wet 39 1/16/2006

Lafayette Oceanfront ReWells 393 Mile Road Simplex Grin Hotel New NFPA 13 19 84 static and 63 residual at 1230 gpm, 4-1996 Dry 126 2/16/2005

Lambert HomeWells Cross Country Esta Don's Burner Home New NFPA 13D 19 Gould  PF15, 1.5 hp pump rated at 30 gpm at 50 psi Wet 24 2/6/2001

Maine Coast AntiquesWells 1784 Post Road, R Eastern Fire Mercan New NFPA 13 10 64 static, 47 residual at 1110 gpm, 4-16-96 Wet 125 8/23/1997
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Marino/Hickey HomeWells Cross Country Esta Don's Burner Single New NFPA 13D 5 Gould 1.5 hp PF-15 pump rated at 30 gpm at 50 psi Wet 31 12/31/2000

Martins Country HomesWells Spring Meadows L Denali Fire P Home New NFPA 13D 5 Goulds 2hp pump rated at 50 gpm at 50 psi Wet 15 11/19/2005

Messiah Christian ChurWells 2700 Post Road Capitol Fire Assemb New NFPA 13 5 77 static and 66 residual at 1205 gpm, 3-16-00 Dry 136 5/4/2000

NaffahWells 53 Emerald Street Quality Built Home New NFPA 13D 13 35 12/10/2006

Resident, (Lot 5)Wells 152 Higgins Road Affordable C Home New NFPA 13D 19 0 7/30/2007

Robie ResidenceWells Lot #3, Tuttle Lane Pillsbury Plm Home New NFPA 13D 10 Gould 18PS15 rated at 27.6 gpm at 50 psi Wet 19 8/10/2001

Scammam ResidenceWells Freedom Fire Home New NFPA 13D 5 Gould pump rated at 40 gpm at 40 psi Wet 29 2/16/2005

Seagull InnWells 1413 Post Road Maine Fire P Homes New NFPA 13D 17 90 static and 50 residual at 1030 gpm, 2004 Wet 322 3/23/2005

Seuss ResidenceWells Lot 3 Loop Road Jerry's Plbg Residen New System NFPA 13D 5 17 8/28/2012

Shaw's - Wells WarehouWells 616 Spencer Indust Sprinkler Sys Mercan New NFPA 231C 1500 GPM at 125 psi Dry 0 5/11/1993

Shaw's Distribution CenWells 205 Spencer Drive High Tech Fi Wareho New NFPA 13 3 Patterson 17JMC pump rated at 2500 gpm at 130 psi Wet 4200 4/5/2002

Shaw's Distribution CenWells Spencer Drive High Tech Fi Storage Existing & n NFPA 231C 50 Pump rated at 1500 gpm at 100 psi, 6-2000 Wet 45312/31/2000

Shaws North DistributioWells Sanford Road High Tech Fi Storage Renovation NFPA 231C Diesel 1500 GPM at 125 psi - - Electric 1500 at 100 psi Wet 0 5/23/1995

Shaw's Wells WarehousWells 616 Spencer Indust Sprinkler Sys Mercan New NFPA 13 & None Given Wet 0 9/12/1990

Sleepytown ResortWells US Route 1 Pillsbury Plm Dormit New NFPA 13R 21 Static 64, 1110 GPM at 47 psi Wet 7 4/29/1999

Spencer PressWells Wells Industrial Pa Eastern Fire Mercan Both NFPA 13 181987 Static 34, 1650 GPM at 27 psi, Peerless 6AF15B 15 Wet 180 6/26/1995

Spencer Press AdditionWells 90 Spencer Drive Tri-State Spri Mercan New & exist NFPA 231 10. 08/22/94 Static 180, 2850 GPM at 125 psi - -  2 EXG. 15 Wet 0 9/13/1994

Spencer Press, IncorporWells 90 Spencer Drive Eastern Fire Wareho Existing & n NFPA 231C 6.7 155 static & 137 residual at 2442 gpm, from electric & di Dry 1394 10/27/1998

St. Mary's AnnexWells Eldridge Road Eastern Fire Worshi New NFPA 13 9 Static 90, 770 GPM at 70 psi Dry 0 10/2/1991

Steve Johnson Spring MWells Lot 2 Appledore Pl Home New NFPA 13D 5 38 static and 37 residual at 35 gpm, Goulds GT 15 pump Wet 26 8/1/2005

Suess ResidenceWells Loop Rd Jerry's Plbg Residen New System NFPA 13D 22 8/23/2011
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Turgeon & Hickey ProjeWells Lot A-10 The High Eastern Mec Home New NFPA 13D 5 Pump to provide 26 gpm at 45 psi at S-1 27 2/9/2006

Village By The SeaWells Route 1 Eastern Fire Busines Existing Hydro-Pro 6.5 1987 Static 50, 1090 GPM at 42 psi Wet 0 3/23/1995

Wells Elementary SchooWells Maine Fire P Educati New NFPA 13 10 40 static and 30 residual at 875 gpm. Patterson 5x3 VIP p Wet 697 9/12/2002

Wells Medical FacilityWells Route 109 Sprinkler Sys Medica New NFPA 13 5 55 static and 43 residual at 1010 gpm, 4-98 Wet 277 4/25/2000

Wells Medical Office BWells Sanford Road, Rou Denali Fire P Office New NFPA 13 6 40 static and 30 residual at 871 gpm, 10-01 Wet 223 4/30/2005

Wells Municipal Office,Wells Route 109 Eastern Fire Office Existing & n Maine Life 5 45 static and 30 residual at 850 gpm, 1988 Wet 3211/23/2004

Wells Plaza WestWells Route 1 Eastern Fire Office New & Ren Maine Life 28 76 static and 58 residual at 1135 gpm, 4-98 Wet 63 3/25/2005

Wells ReserveWells 100 Laudholm Far Sprinkler Sys Dormit New Hydro-Pro 17 87 static and 69 residual at 1155 gpm, 4-98 Wet 33 7/6/2005

Wells-Ogunquit Jr HighWells Post Road Sprinkler Sys Educati New NFPA 13 6 51 static and 46 residual at 948 gpm, 2-25-03, Armstrong Dry 1129 10/11/2004

Wells-Ogunquit Senior Wells 300 Post Road Dean & Ally Activit New Hydro-Pro 10 78 static and 68 residual at 905 gpm, 8-02 Wet 54 3/3/2004

Wentzell ResidenceWells 18 Hilton Lane Don's Plb an Home New NFPA 13D 0 4/9/2008

York County Technical Wells 112 College Drive Hampshire Fi College Existing & n NFPA 13 5 56 static and 38 residual at 1205 gpm, 3-18-02 Wet 0 12/13/2003

York County Technical Wells Route 1 Northern Fire Busines New NFPA 13 8 60 static, 50 residual at 1110 gpm, 4-10-95 Wet 399 5/9/1997

York County Technical Wells College Road Northern Fire Educati Existing & n NFPA 13 10 56 static and 38 residual at 1207 gpm, 4-98 Wet 173 1/23/2001

16 Main StreetYork 16 Main Street Breen & Sull Comme New System NFPA 13 116 10/3/2012

435 Cider Hill RoadYork 435 Cider Hill Roa D.M. Burns Mercan New Maine Life 9 48 8/16/2007

53 Ocean AveYork 53 Ocean Ave D.M. Burns Inn New System NFPA 13R 6.1 65 2/13/2012

Albert ResidenceYork 16 Broadway Tim Donnell resident New System NFPA 13D 11 7/16/2012

Anchorage InnYork Long Beach John L. Carte Hotel New NFPA 13 16 241 12/11/2007

Apple Blossom InnYork 25 Brixham Road Adams Fire P Roomin New Maine Life Gould PF30IN436 pump rated at 46 gpm at 50 psi, with t Wet 59 12/16/1997

Atlantic LobsterYork 15 Hannaford Driv Tri-State Spri Lobster Existing & n NFPA 13 9 61 12/20/2010
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Bournival DodgeYork Route 1 John L. Carte Mercan New NFPA 13 8 70 static and 55 residual at 1160, 7-10-00 Dry 226 8/14/2000

Cadieux ResidenceYork Pepperell Way High Tech Fi Home New Maine Life 6.7 A.Y. McDonald 21500s3, 60 GMP at 30 psi Wet 168 3/30/1999

Cliff HouseYork Shore Road Sprinkler Sys Mainte New NFPA 13 13 82 static and 65 residual at 1230 gpm, 9-99, Patterson 8x Dry 147 11/3/2000

Cliff House RoadYork Cliff House Road EC Robbins Home New NFPA 13D 5 60 1/14/2008

Cormier Textiles AdditiYork P. O. Box 1718 - R Capitol Fire Wareho New NFPA 13 5.7 Static 64, residual 46 at 935 GPM, tested 01/15/97 Wet 36 3/23/1998

Cormier Textiles, (OfficYork Route 91 Capitol Fire Wareho New NFPA 13 6.9 64 static, 46 residual at 935 gpm, 1-15-97 Wet 54 7/26/1997

Cormier Textiles, (PlastiYork Route 91 Capitol Fire Wareho New NFPA 13 5.8 64 static, 46 residual at 935 gpm, 1-15-97 Wet 206 7/31/1997

Dennis ResidenceYork York St Tim Donnell Residen New System NFPA 13D 7.7 10 5/4/2012

Dockside Guest QuarterYork Box 205 Harris Isl Pillsbury Plm Hotel New Maine Life 6 Goulds 2STIHIA4 rated at 60 gpm at 42 psi Wet 13 2/2/1998

Dr McGarry Dental OffiYork Route 1 Freedom Fire Dental New Maine Life 2 Pump rated at 50 gpm at 50 psi. Wet 76 9/14/2000

Eldredge LumberYork 627 Route 1 High Tech Fi Storage New NFPA 13 9 55 static and 52 residual at 1010 gpm, 10-10-02 Dry 144 10/17/2002

Eldredge LumberYork 625 US Route 1 Sprinkler Sys Mercan New NFPA 13 7 55 static and 52 residual at 1010 gpm, 10-10-02 Dry 684 11/23/2004

Estes Oil CompanyYork Freedom Fire Meetin New NFPA 13 5 55 static and 50 residual at 1074 gpm, 9-13-01 Dry 263 2/28/2003

Fazio's RestaurantYork Woodbridge Road Eastern Fire Restaur New NFPA 13 08/28/88 Static 54, 1800 GPM at 35 psi Wet 103 2/10/1992

Foster's ClambakeYork Route 1A Northern Fire Restaur New NFPA 13 12 57 static and 53 residual at 1187 gpm, 5-1997 Dry 188 4/1/1999

Ice Pond Mall, Phase 2 York Route 1 Eastern Fire Mercan New NFPA 13 6.6 49 static, 37 residual at 1050 gpm, 3-7-96 Wet 98 6/14/1996

Ice Pond Mall, Phase I oYork Route 1 Eastern Fire Mercan New NFPA 13 5 49 static, 37 residual at 1050 gpm, 3-7-96 Wet 89 3/21/1996

Joseph's Way CondoYork Long Beach Road Eastern Fire Condo New NFPA 13R 8.1 71 static and 64 residual at 2353 gpm, 9-1997 Wet 93 10/27/1998

Kennebunk Savings BaYork Hannaford Drive High Tech Fi Office New NFPA 13 6 Dry 207 8/19/2005

Little Explorers Day CarYork 117 Woodbridge R GOBBI Corp Day Ca New NFPA 13 5 59 static and 54 residual at 2000 gpm, 11-8-02 Wet 60 12/11/2002

MammographyYork Lindsey Street Eastern Sprin Health Existing & n NFPA 13 dn 47 static and 20 residual at 740 gpm, 1995 Wet 21 4/20/2000
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Old Post SuitesYork 77s US Route 1 Sprinkler Sys Office New Hydro-Pro 7 54 static and 50 residual at 1160 gpm, 6-25-02 Wet 70 8/7/2002

One Atlantic PlaceYork Route One GOBBI Corp Mercan New Hydro-Pro 5 53 static and 47 residual at 1000 gpm, 5-5-04 Wet 109 5/11/2004

Peoples HeritageYork Long Sands Shopp Eastern Fire Busines Existing NFPA 1311. 11/87 Static 50, 2550 GPM at 43 psi Wet 0 4/21/1994

Record Real EstateYork 250 York Street High Tech Fi Retail - New Hydro-Pro 10.1988 Static 53, 995 GPM at 47 psi - Gould NPE/2ST, not Wet 123 12/4/1995

Rocky Ridge ApartmentYork Ridge Road Eastern Fire Apartm New NFPA 13R 6 72 static and 70 residual at 1300 gpm, 10-1-98 Wet 120 12/22/1998

Seacoast PropertyYork 4 Us Route 1 Johnson Plu Residen New System NFPA 13D 12 9/24/2012

Sentry Hill InnYork 396 York Street Eastern Fire Elderly New NFPA 13 & 9.1 42 static, 33 residual at 995 gpm, 8-6-97 and Peerless 4P Dry 73 2/2/1998

Sentry Hill, (Cottages)York 396 York Street Eastern Fire Elderly New NFPA 13D 25 42 static, 33 residual at 995 gpm, 8-6-97 Wet 315 11/6/1997

Shop N SaveYork Route 1 & 91 Capitol Fire Mercan New NFPA 13 5.1 08/12/97 Static  56, 1186 GPM at 50 psi Wet 602 5/17/1999

Spring Pond CommunitYork Ridge Road Cryans Plum Assemb New Hydro-Pro 9 59 static and 45 residual at 1138 gpm, 8-20-99 Wet 31 9/27/1999

Stonewall KitchenYork Stonewall Lane Tri-State Spri Mercan Existing & n NFPA 13 11 52 static and 46 residual at 1087 gpm, 3-2-99 Wet 76 4/10/2003

Stonewall KitchenYork Route 1 Northern Fire Manufa New NFPA 13 5 52 static and 46 residual at 1087 gpm, 3-99 Wet 471 6/15/1999

Stonewall KitchensYork 2 Stonewall Lane Northern Fire Manufa Existing & n NFPA 13 19 52 static and 46 residual at 1087 gpm, 6-7-99 Wet 39 2/27/2001

The Gables at Eastern PYork 6 Norwood Farms Residential F Residen New System NFPA 13D 2.7 80 2/14/2011

The Ledges Golf ClubYork 1 Ledges Drive Freedom Fire Golf Cl Addition of Maine Life 8.7 39 7/16/2008

Twenty Unit MotelYork 281 Ridge Road D.M. Burns Residen New NFPA 13R 6.9 Date of last water test; Nov. 8, 2001; Static Pressure; 59; Wet 112 2/19/2002

Twohundred seventy-niYork 279 York Street GOBBI Corp Mercan New Maine Life 6 47 static and 44 residual at 1000 gpm, 5-6-04 Wet 25 5/14/2004

Viewpoint InnYork Nubble Road High Tech Fi Hotel New NFPA 13 6.4 03/12/90 Static 60, 750 GPM at 20 psi Wet 0 6/3/1994

Village Woods IIYork Long Sands Road Dean & Ally Residen New NFPA 13R 5 50 static and 47 residual at 1010 gpm, 5-6-04 Wet 246 1/15/2005

Visiting Nurse ServiceYork Bradgon Commons Eastern Fire Health Existing Hydro-Pro 9.8 12/09/91 Static 65, 1080 GPM at 45 psi Wet 0 1/24/1992

When Pigs FlyYork Bradgon Commons Simplex Grin Bakery New NFPA 13 11 73 static and 63 residual at 1210 gpm, 3-01 Wet 197 4/3/2001
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Woodbridge Group HoYork 19 Woodbridge Ro Eastern Fire Group Existing Hydro-Pro Static 54, 1800 GPM at 35 psi Wet 52 4/7/1992

York Business Center, (York Cider Hill Road Sprinkler Sys Office New NFPA 13 5 286 8/9/2006

York CardiacYork Long Sands Mall Phoenix Fire Office Existing & n NFPA 13 18 42 static and 20 residual at 5500 gpm, Wet 84 7/31/2002

York Community BuildiYork Long Sands Road Sprinkler Sys  Assem New Hydro-Pro 5 50 static and 47 residual at 1010 gpm, 5-6-04 Wet 47 6/2/2004

York Elementary SchooYork 122 York Street Automatic S Educati New NFPA 13 11/1988 Static 50, 1400 GPM at 20 psi Wet 0 7/30/1991

York Elementary SchooYork Ridge Road Capitol Fire Educati New Static 55, 2000 GPM at 45 psi 0 3/5/1991

York Harbor Bed & BreYork 370 York Street Linnane Mec Roomin New Maine Life 8 62 static and 61 residual at 500 gpm, 4-1-02 Wet 56 4/9/2002

York Harbor InnYork P. O. Box 573 Eastern Fire Bed & New Hydro-Pro 7 1990 Wet 37 8/15/1997

York High School, (AddYork Long Sands Road High Tech Fi Educati New NFPA 13 5 73 static and 71 residual at 1000 gpm, 8-2-99 Wet 1474 10/27/1999

York High School, (PhaYork Long Sands Road High Tech Fi Educati New NFPA 13 9 73 static and 71 residual at 1000 gpm, 8-2-99 Wet 265 8/6/1999

York HospitalYork York Hospital Roa Sprinkler Ser Hospita Renovation NFPA 13 41 66 static and 60 residual at 1198 gpm, 9-12-01 Wet 63 7/23/2002

York HospitalYork 15 Hospital Drive Eastern Fire Hospita Existing NFPA 13 17 Static 47, 740 GPM at 20 psi Wet 0 3/8/1995

York HospitalYork Hospital Street Sprinkler Ser Health Existing & n NFPA 13 13 50 static and 20 residual at 1500 gpm, 1988 Wet82 9/27/1999

York HospitalYork 15 Hospital Drive Freedom Fire Medica New & Ren NFPA 13 dn 50 static and 20 residual at 1500 gpm, 1988 Wet 24 9/25/1998

York HospitalYork 15 Hospital Drive Suburban Fir Hospita New NFPA 13 Static 50, 1500 GPM at 20 psi 0 4/25/1991

York Hospital OncologyYork 15 Hospital Drive Duffys Mech Hospita Existing NFPA 13 70 static and 60 residual 0 11/9/1993

York Hospital, (CardiacYork 15 Hospital Drive Sprinkler Sys Hospita Renovation NFPA 13 n/a n/a Wet 39 2/22/2005

York Hospital, (OncoloYork Long Sands Road Tri-State Spri Office Renovation NFPA 13 na na Wet 29 10/2/2003

York LibraryYork 15 Long Sands Ro Sprinkler Ser library New NFPA 13 5.8 Date of last water test:2/29/2000 Static pressure 52, resid Wet 233 4/23/2001

York Medical Office BuYork 15 Hospital Street Simplex Grin Medica New NFPA 13 5 49 static, 44 residual at 954 gpm, 4-27-98 Dry 400 6/4/1998

York Middle SchoolYork Oranug Road High Tech Fi Educati New NFPA 13 5 60 static and 51 residual at 1175 gpm, 6-00 Dry 1544 10/30/2000
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York OilYork 459 US Route One High Tech Fi Dwellin New Hydro-Pro 7 52 static and 50 residual at 56 gpm, 4-27-03 Wet 52 5/7/2005

York Police StationYork Ridge Road Sprinkler Sys Offices New System NFPA 13 5+ 423 9/17/2012

Anchorage Inn DormitoYork Beach 265 Long Beach A FPS Fire Prot Dormit New Maine Life 8 Pump Data ; Brand name; Goulds Model number GT20; Wet 16 2/4/2002

Anchorage Inn, Annex York Beach 265 Long Beach A John L. Carte Rental New NFPA 13R 22 3/29/2010

Anchorage Motor Inn - York Beach Long Sands Road Fire Protectio Inn New additio NFPA 13 6.1 11/04/87 Static 66, 1330 GPM at 58 psi Dry 0 2/10/1992

Anchorage Motor Inn, (York Beach Route 1A FPS Fire Prot Motel Existing & n NFPA 13 dn 77 static and 73 residual at 2200 gpm, 11-31-83 Dry 26 2/14/2000

Candleshop InnYork Beach 44 Freeman Street Freedom Fire Bed & New Hydro-Pro 6 70 static and 40 residual at 900 gpm, 1997 Wet 43 5/7/1999

Cliff House Hotel, (ExpYork Beach Shore Road Sprinkler Sys Hotel New NFPA 13 & 41 82 static and 65 residual at 1230 gpm, 9-99 Wet 465 8/21/2001

Cliff House, (Phase 2, AYork Beach Shore Road Sprinkler Sys Ampith New NFPA 13 82 static and 65 residual at 1230 gpm, 9-99 Wet 0 5/26/2004

Cutty Sark MotelYork Beach 66 Long Beach Av Pillsbury Plm Motel New NFPA 13 03/13/95 Static 70, 338 GPM at 60 psi Dry 152 4/19/1995

David WentworthYork Beach 305 B Long Beach Seacoast Fire Residen Existing Maine Life 30 1987 Static 80, 1500 GPM at 72 psi Wet 0 4/22/1992

Eight Oceanside AvenuYork Beach 8 Oceanside Aven D.M. Burns Residen New NFPA 13R 6 70 static and 61 residual at 2000 gpm, 7-29-05. Tested 12 Wet 48 9/1/2005

Five Unit CondoYork Beach 1774 Long Beach Cryans Plum Residen New NFPA 13R 30 74 static and 62 residual at 2600 gpm, 1998 Wet 45 6/23/1998

Purple Paradise RestaurYork Beach 1 Railroad Avenue GOBBI Corp Restaur New NFPA 13 10 75 static and 65 residual at 1500 gpm, 2001 Wet13 1/31/2004

Shapiro CondoYork Beach 13 Shelton Avenue High Tech Fi Residen Renovation NFPA 13R n/a n/a Wet 30 4/21/2005

Three-Unit BuildingYork Beach 115 Long Beach A Life Safety Fi Multi-f New NFPA 13R 22 75 static and 60 residual at 1300 gpm, 3-23-05 Wet 42 3/29/2005

VFW Post 6977York Beach 75 Cape Neddick Charles M. P VFW P Renovation Maine Life 9 85 4/1/2008

Woods BlockYork Beach Railroad Avenue High Tech Fi Residen Existing Hydro-Pro 9.5 04/30/92 Static 78, 1085 GPM at 74 psi Wet 0 5/5/1992

York Beach Fire DepartYork Beach Railroad Avenue Eastern Fire Fire De New Hydro-Pro 7 75 static and 72 residual at 1630 gpm, 5-02 Wet 101 1/15/2005

Harbor Hill InnYork Harbour Route 1A R-D Sprinkle Inn New NFPA 13R 14 60 static and 56 residual at 1197 gpm, 2001 Wet 79 5/7/2001

Lobster Cove RestauranYork Harbour 756 York Street Simplex Grin Restaur New NFPA 13 9 69 static and 60 residual at 1234 gpm, 10-3-03 Wet 81 10/28/2003
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STAGE NECK INNYork Harbour 100 STAGE NEC Eastern Fire HOTEL New System NFPA 13 303 3/27/2008

Tinglewood HallYork Harbour 611 York Street Simplex Grin Roomin New NFPA 13R 7 45 static and 40 residual at 1061 gpm, 5-9-00 Wet 72 9/20/2000

York Harbor B & BYork Harbour 378 York Street Eastern Fire Residen New NFPA 13R 5 52 static and 50 residual at 1160 gpm, 3-25-05 Wet 65 4/12/2005

York Reading RoomYork Harbour 491 Route 1A High Tech Fi Private New NFPA 13 8 64 static and 55 residual at 1175 gpm, 9-00 Dry 111 4/2/2001

York York
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